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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR RAMP DOOR HARDWARE
Question Yes No NA Comments

1 Does an accessible route appear to connect x

all public areas inside the building ?
2 Do accessible routes appear free of x

obstructions and/or protruding objects ?
3 Do ramps on accessible routes appear to x

have compliant slopes ?
4 Do ramp runs on an accessible route appear x

to have a compliant rise and width ?

Do ramps on accessible routes appear to
5 | have compliant end and intermediate x

landings ?
6 Do ramps on accessible routes appear to x

have compliant handrails ?




[Draifs - [For Discussion [Purpeses Ol

Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

2l
t1.

[ | il
n
-

LOBBY LOOKING AT CAB IN-CAB CONTROLS

Question Yes No NA Comments
1 Are hallway call buttons configured with the x
“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 |present on the hoistway sidewalls on each x
level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x
entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x
floor area ?

Do the elevator car doors have automatic re-

5 | opening devices to prevent closure on x
obstructions?

6 Do elevator car control buttons appear to be x
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

SINK, FAUCET HANDLES AND ACCESSORIES TOILET STALL OVERVIEW

Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?

3 Does the lavatory faucet have compliant x
handles ?

4 Is the plumbing piping under lavatories x
configured to protect against contact ?

5 Are grab bars provided at compliant locations x
around the toilet ?

6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Kitchens/Kitchenettes

SINK CLEARANCE OVEN WITH CONTROLS

Question Yes No NA Comments

Do kitchens/kitchenettes appear to have a
1 | minimum compliant path of travel or area of x
maneuverability ?

Are the appliances centered for a parallel or
2 |forward approach with adequate clear floor x
space ?

3 Is there an accessible countertop/preparation x
space of proper width and height ?

4 Is there an accessible sink space of proper x
width and height ?

5 Does the sink faucet have compliant x
handles ?

6 Is the plumbing piping under the sink x
configured to protect against contact ?
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Are the cooktop/range controls front-mounted
(or in a location that does not require reaching
across the burners) ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

il S

OVERVIEW OF PLAYGROUND

Question Yes No NA Comments
1 Is there an accessible route to the play area /
2 X

Y,
2 Has the play area been reviewed for x

accessibility ?
3 Are publicly accessible swimming pools x

equipped with an entrance lift ?
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Component Condition Report | Bells Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Structure

A1010 Good Foundation System, Concrete Strip/Pad Footings w/ Slab 77,244 SF 60
B1010 Good Structural Framing, Masonry (CMU) Bearing Walls 77,244 SF 60
Facade

B2010 Building Exterior Fair Exterior Walls, Aluminum Siding 8,000 SF 24
B2010 Building Exterior Fair Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 26,000 SF 4
B2020 Building Exterior Fair Glazing, any type by SF 8,600 SF 15
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 5 24
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 2 24
B2050 Building Exterior Fair Exterior Door, Steel, Standard 8 14
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 2 24
B2050 Building Exterior Fair Overhead/Dock Door, Aluminum, 12'x12' (144 SF) 3 15
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 2 24
B2050 Building Exterior Fair Exterior Door, Steel, Standard 2 15
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 1 25
B2050 Building Exterior Fair Exterior Door, Steel, Standard 8 15
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 1 25
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 2 25
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 2 25
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 2 25
B2050 Penthouse Fair Exterior Door, Steel, Commercial 2 25
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 2 25
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 1 24

B2050 Building Exterior Fair Exterior Door, Steel, Commercial 8 25
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Component Condition Report | Bells Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 2 25
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 2 25
Roofing

B3010 Roof Fair Roofing, Single-Ply Membrane, EPDM 850 SF 5
B3010 Roof Fair Roofing, Asphalt Shingle, 20-Year Standard 20,000 SF 5
B3010 Roof Fair Roofing, Modified Bitumen 37,700 SF 5
B3020 Roof Fair Roof Appurtenances, Gutters & Downspouts, Aluminum w/ Fittings 900 LF 5
B3060 Roof Fair Roof Hatch, Metal 1 14
B3060 Roof Fair Roof Hatch, Metal 1 14
B3060 Roof Fair Roof Hatch, Metal 1 15
Interiors

C1030 Classrooms General Fair Door Hardware, School, per Door 162 15
C1030 Gymnasium Fair Interior Door, Steel, Standard 2 25
C1030 Gymnasium Fair Interior Door, Steel, Standard 2 25
C1030 Classrooms General Fair Interior Door, Wood, Solid-Core 162 24
C1030 Hallways & Common Areas Fair Interior Door, Steel, Fire-Rated at 90 Minutes or Over 1 24
C1030 Stairwells Good Interior Door, Steel, Fire-Rated at 90 Minutes or Over 8 25
C1070 Classrooms General Fair Suspended Ceilings, Acoustical Tile (ACT) 35,000 SF 10
C1070 Throughout Building Fair Suspended Ceilings, Acoustical Tile (ACT) 26,000 SF 10
C1070 Corridors Fair Suspended Ceilings, Acoustical Tile (ACT) 8,000 SF 10
C1090 Restrooms Fair Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H 5LF 5
C1090 Restrooms Fair Toilet Partitions, Plastic/Laminate 30 5
C2010 Throughout Building Fair Wall Finishes, any surface, Prep & Paint 120,000 SF 7
C2010 Gymnasium Fair Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick 240 SF 5
C2030 Gymnasium Fair Flooring, Wood, Sports, Refinish 4,000 SF 5
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Component Condition Report | Bells Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
C2030 Gymnasium Good Flooring, Wood, Strip 4,000 SF 14
C2030 Staff Restroom Fair Flooring, Ceramic Tile 64 SF 24
C2030 Restrooms Fair Flooring, Ceramic Tile 800 SF 25
C2030 Staff Restroom Fair Flooring, Ceramic Tile 64 SF 25
C2030 Staff Restroom Fair Flooring, Ceramic Tile 64 SF 25
C2030 Media Center Good Flooring, Carpet, Commercial Standard 2400 SF 7
C2030 Commercial Kitchen Fair Flooring, Quarry Tile 960 SF 35
C2030 Classrooms General Fair Flooring, Vinyl Tile (VCT) 45,000 SF 4
C2050 Gymnasium Fair Ceiling Finishes, exposed irregular elements, Prep & Paint 4,000 SF 5
Conveying

D1010 141A Fair Passenger Elevator, Hydraulic, 2 Floors, 2500 LB, Renovate [1] 1 15
D1010 141A Fair Elevator Controls, Automatic, 1 Car [1] 1 5
D1010 Elevator Shafts/Utility Fair Elevator Cab Finishes, Standard 1 5
Plumbing

D2010 Staff Restroom Fair Sink/Lavatory, Wall-Hung, Enameled Steel 1 15
D2010 Utility Rooms/Areas Fair Sink/Lavatory, Service Sink, Floor 1 20
D2010 Domestic Boiler Room Fair Piping & Valves, Mixing Valve, Domestic Water, 10 IN [ET-17%] 1 14
D2010 Staff Lounge Fair Sink/Lavatory, Vanity Top, Stainless Steel 1 14
D2010 Room 244 Fair Sink/Lavatory, Service Sink, Floor, 4 [HP-5-48****] 1 5
D2010 Kindergarten Fair Sink/Lavatory, Wall-Hung, Enameled Steel 4 15
D2010 Health Room Fair Sink/Lavatory, Vanity Top, Stainless Steel 1 15
D2010 Restrooms Fair Toilet, Commercial Water Closet 34 15
D2010 Hallways & Common Areas Fair Drinking Fountain, Wall-Mounted, Bi-Level 1 11
D2010 Utility Rooms/Areas Fair Sink/Lavatory, Service Sink, Floor 1 19

D2010 Restrooms Fair Toilet, Commercial Water Closet 1 15
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Component Condition Report | Bells Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D2010 Classrooms General Fair Sink/Lavatory, Vanity Top, Stainless Steel 33 15
D2010 Room 117 Fair Sink/Lavatory, Service Sink, Floor 1 19
D2010 Health Room Fair Toilet, Residential Water Closet 1 15
D2010 160B2 Fair Sink/Lavatory, Service Sink, Wall-Hung 1 19
D2010 Restrooms Fair Urinal, Standard 10 15
D2010 Health Room Fair Sink/Lavatory, Wall-Hung, Enameled Steel 1 15
D2010 Hallways & Common Areas Fair Drinking Fountain, Wall-Mounted, Bi-Level 1 12
D2010 Kindergarten Fair Toilet, Child-Sized 4 15
D2010 Throughout Building Fair Plumbing System, Supply & Sanitary, Medium Density (excludes fixtures) 77,244 SF 25
D2010 Hallways & Common Areas Fair Drinking Fountain, Wall-Mounted, Bi-Level 1 12
D2010 Work Room Fair Sink/Lavatory, Vanity Top, Stainless Steel 1 14
D2010 Art Classroom Fair Sink/Lavatory, Vanity Top, Stainless Steel 1 15
D2010 Hallways & Common Areas Fair Drinking Fountain, Wall-Mounted, Bi-Level 1 4
D2010 Shower Fair Shower, Ceramic Tile 1 15
D2010 Domestic Boiler Room Good Pump, Circulation, Domestic Water, .5 HP 1 11
D2010 Sprinkler Room Fair Backflow Preventer, Domestic Water, 3 IN 1 14
D2010 Restrooms Fair Sink/Lavatory, Wall-Hung, Enameled Steel 1 15
D2010 Health Room Fair Sink/Lavatory, Vanity Top, Stainless Steel 1 15
D2010 Domestic Boiler Room Good Water Heater, Gas, Commercial (200 MBH), 100 GAL 1 16
D2010 222 Fair Sink/Lavatory, Service Sink, Floor 1 19
D2010 Staff Restroom Fair Toilet, Commercial Water Closet 1 14
D2010 Shower Fair Shower, Valve & Showerhead 1 15
D2020 Commercial Kitchen Fair Grease Trap/Interceptor, Grease Trap/Interceptor, Underground 1 5
HVAC

D3020 Hallways & Common Areas Fair Cabinet Heater, Electric, 3to 4 LF, 12 1 10
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Component Condition Report | Bells Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3020 Hallways & Common Areas Fair Cabinet Heater, Electric, 3 to 4 LF, 3 KW 1 10
D3020 Restrooms Fair Unit Heater, Electric, 3 kW 6 3}
D3020 Hallways & Common Areas Fair Cabinet Heater, Electric, 3to 4 LF, 12 1 10
D3020 Penthouse Fair Unit Heater, Electric, 7.5 kW 1 5
D3020 Compactor Room Fair Unit Heater, Electric, 6 to 10 KW, 7.5 kW 1 4
D3020 Gymnasium Fair Unit Heater, Electric, 3 kW 1 5
D3020 Domestic Boiler Room Fair Unit Heater, Electric, 5 kW 1 4
D3020 Hallways & Common Areas Fair Cabinet Heater, Electric, 3to 4 LF 1 10
D3020 Electrical Room Fair Unit Heater, Electric, 7.5 kW [EH-3] 1 5
D3020 Gymnasium Fair Unit Heater, Electric, 3 kW 1 4
D3020 Room 227 Fair Unit Heater, Electric, 7.5 kW [EH-5] 1 5
D3020 Hallways & Common Areas Fair Cabinet Heater, Electric, 3to 4 LF, 12 1 10
D3020 Penthouse Fair Furnace, Gas, 800 MBH [GVU-1] 1 5
D3020 Hallways & Common Areas Fair Cabinet Heater, Electric, 3to 4 LF, 12 1 10
D3020 Room 244 Fair Unit Heater, Electric, 3 kW 1 5
D3020 Vestibule Fair Unit Heater, Electric, 3 kW [EH-2] 1 5
D3020 Staff Restroom Fair Unit Heater, Hydronic, 8 MBH 64 5
D3020 Health Office Fair Cabinet Heater, Electric, 3to 4 LF 1 9
D3020 Hallways & Common Areas Fair Cabinet Heater, Electric, 3to 4 LF, 12 1 10
D3020 Domestic Boiler Room Fair Boiler Supplemental Components, Expansion Tank, 10 GAL [ET-1**] 1 25
D3020 Gymnasium Fair Unit Heater, Electric, 3 kW [EH-4] 1 5
D3020 Penthouse Fair Unit Heater, Electric, 7.5 kW [EH-5] 1 5
D3020 Mechanical Room Fair Unit Heater, Electric, 3 kW [EH-4] 1 4
D3020 Hallways & Common Areas Fair Cabinet Heater, Electric, 3to 4 LF, 5 1 10

D3020 Domestic Boiler Room Fair Boiler Supplemental Components, Expansion Tank, 10 GAL [ET-1] 1 24
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Component Condition Report | Bells Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Room 146 Fair Split System, Fan Coil Unit, DX, 4 TON [HP-5-36] 1 4
D3030 Room 237 Fair Heat Pump, Water Source, 5 TON, 4 [HP-5-48] 1 5
D3030 Roof Fair Split System Ductless, Single Zone, .75 - 1 TON 1 4
D3030 Room 202 Fair Heat Pump, Water Source, 5 TON, 6 TON [HP-3-58] 1 5
D3030 Room 221 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-69] 1 5
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON [CU-2] 1 5
D3030 Room 238 Excellent Heat Pump, Water Source, 5 TON, 4 1 21
D3030 Room 216 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-67 ] 1 5
D3030 Room 210 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-65] 1 5
D3030 Penthouse Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-E] 1 5
D3030 Penthouse Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-D] 1 5
D3030 Room 162 Fair Heat Pump, Water Source, 5 TON, 4 [HP-5-#9] 1 5
D3030 Room 162 Fair Heat Pump, Water Source, 5 TON, 4 [HP-5-8] 1 5
D3030 Penthouse Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-C] 1 5
D3030 Domestic Boiler Room Fair Chilled Water, Chemical Feed Dosing System, 10 1 5
D3030 Room 130 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-26] 1 5
D3030 Room 157 Fair Split System, Fan Coil Unit, DX, 4 TON [HP-5-40] 1 4
D3030 Room 221 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-68] 1 5
D3030 Room 202 Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-3-59] 1 5
D3030 Room 130 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-25] 1 5
D3030 Room 152 Fair Split System, Fan Coil Unit, DX, 4 TON [HP-5-38] 1 4
D3030 Penthouse Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-B] 1 5
D3030 Room 127 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-27] 1 5
D3030 Room 122 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-24] 1 5
D3030 Room 157 Fair Split System, Fan Coil Unit, DX, 4 TON [HP-5-39] 1 4
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Component Condition Report | Bells Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Room 231 Fair Heat Pump, Water Source, 5 TON, 4 [HP-5-47] 1 5
D3030 Room 122 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-23] 1 5
D3030 160B1 Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-D] 1 5
D3030 Penthouse Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-D] 1 11
D3030 Room 215 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-63] 1 5
D3030 Penthouse Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-D] 1 5
D3030 Room 216 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-66] 1 5
D3030 Roof Fair Chiller, Air-Cooled, 50 TON, 50 TON [ERU-2] 1 15
D3030 Room 107 Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-4-31] 1 5
D3030 Room 107 Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-4-30] 1 5
D3030 Room 237 Fair Heat Pump, Water Source, 5 TON, 4 [HP-5-49] 1 5
D3030 Room 238 Fair Heat Pump, Water Source, 5 TON, 4 [HP-5-50] 1 5
D3030 Room 203 Fair Heat Pump, Water Source, 5 TON, 2.5 [HP 4-60] 1 5
D3030 Room 151 Fair Split System, Fan Coil Unit, DX, 4 TON [HP-5-41%] 1 4
D3030 Penthouse Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-D] 1 5
D3030 Penthouse Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-B] 1 5
D3030 Next to 163 Fair Heat Pump, Water Source, 5 TON, 4 [HP-5-7] 1 5
D3030 Room 231 Fair Heat Pump, Water Source, 5 TON, 4 [HP-5-46] 1 5
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 ton [CU-4] 1 5
D3030 Next to 163 Fair Split System, Fan Coil Unit, DX, 4 TON [HP-5-6] 1 4
D3030 Room 211 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-61 ] 1 5
D3030 Room 215 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-62] 1 5
D3030 Roof Fair Chiller, Air-Cooled, 50 TON [ERU-1] 1 10
D3030 Room 152 Fair Split System, Fan Coil Unit, DX, 4 TON [HP-5-37] 1 4
D3030 Room 119 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-29] 1 5
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UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Room 210 Fair Heat Pump, Water Source, 5 TON, 4 [HP-3-63] 1 5
D3030 Room 151 Fair Split System, Fan Coil Unit, DX, 4 TON [HP-5-41] 1 4
D3030 Room 227 Fair Heat Pump, Water Source, 5 TON, 2.5 [HP-C] 1 5
D3030 Room 127 Fair Heat Pump, Water Source, 5 TON, 4 [HP-4-28] 1 5
D3030 Roof Fair Split System Ductless, Single Zone, .75 - 1 TON [CU-1] 1 4
D3030 160B1 Fair Heat Pump, Water Source, 5 TON, 1 1 13
D3050 Domestic Boiler Room Fair Pump, Distribution, HVAC Chilled or Condenser Water, 50 HP [P-2A] 1 10
D3050 Roof Fair Air Handler, Exterior AHU, 4400 CFM [ERU-4] 1 5
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 15 TON 1 5
D3050 Roof Fair Air Handler, Exterior AHU, 12800 CFM [ERU-1] 1 5
D3050 Domestic Boiler Room Fair Pump, Distribution, HVAC Chilled or Condenser Water, 50 HP [P-1A] 1 10
D3050 Room 227 Fair Air Handler, Interior AHU, Easy/Moderate Access, 9600 CFM [ERU-3] 1 15
D3050 Roof Fair Air Handler, Exterior AHU, 9600 CFM [ERU-2] 1 5
D3050 Throughout Building Fair HVAC System, Ductwork, Medium Density 77,244 SF 14
D3050 Domestic Boiler Room Fair Supplemental Components, Air Separator, HVAC, 10 IN 1 4
D3050 Domestic Boiler Room Fair Supplemental Components, Air Separator, HVAC, 10 IN 1 4
D3050 Throughout Building Fair HVAC System, Hydronic Piping, 2-Pipe, 10 77,244 SF 24
D3060 Roof Fair Exhaust Fan, Centrifugal, 24" Damper, 3613 CFM [EF-8] 1 10
D3060 Roof Fair Exhaust Fan, Centrifugal, 24" Damper, 2360 CFM 1 10
D3060 Domestic Boiler Room Fair Exhaust Fan, Centrifugal, 16" Damper, 10 CFM [EF-1] 1 9

Fire Protection

D4010 Sprinkler Room Fair Fire Riser, Wet Standpipe, 6 IN, 4 IN 1 24
D4010 Sprinkler Room Fair Fire Riser, Wet Standpipe, 6 IN, 2 IN 1 24
D4010 Sprinkler Room Fair Fire Riser, Wet Standpipe, 6 IN, 4 IN 1 24

D4010 Throughout Building Fair Fire Suppression System, Existing Sprinkler Heads, by SF 77,244 SF 10
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UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D4010 Sprinkler Room Fair Fire Riser, Wet Standpipe, 6 IN, 4 IN 1 24
D4010 Sprinkler Room Fair Fire Riser, Wet Standpipe, 6 IN, 4 IN 1 24
D4010 Sprinkler Room Fair Backflow Preventer, Fire Suppression, 6 IN 1 14
Electrical

D5010 Electrical Room Fair Automatic Transfer Switch, ATS, 100 AMP 1 9
D5010 Building Exterior Fair Generator, Gas or Gasoline, 150 KW 1 22
D5010 Electrical Room Good Automatic Transfer Switch, ATS, 200 AMP 1 9
D5020 Electrical Room Fair Distribution Panel, 277/480 V, 225 AMP [PL2] 1 15
D5020 Room 200A1 Fair Secondary Transformer, Dry, Stepdown, 75 KVA [TR-4] 1 14
D5020 Electrical Room Fair Distribution Panel, 120/208 V, 600 AMP [PLR3A] 1 15
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 225 KVA [KTR-1] 1 14
D5020 Electric Room (2nd floor) Fair Secondary Transformer, Dry, Stepdown, 45 KVA [KTR-3] 1 15
D5020 Electrical Room Good Switchboard, 277/480 V, 600 AMP [PH1] 1 24
D5020 Room 200A1 Fair Distribution Panel, 120/208 V, 75 AMP [PL-4 (SECTION)2] 1 14
D5020 Domestic Boiler Room Fair Switchboard, 277/480 V, 800 AMP [PM] 1 39
D5020 Electrical Room Fair Distribution Panel, 277/480 V, 225 AMP [PHZ2] 1 14
D5020 Electrical Room Good Switchboard, 277/480 V, 800 AMP [PL1%] 1 24
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 225 KVA [TR-2] 1 14
D5020 Electrical Room Good Distribution Panel, 277/480 V, 800 AMP [PL1] 1 14
D5020 Electrical Room Fair Distribution Panel, 120/208 V, 500 AMP [PL2(SECTION 2)] 1 15
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 225 KVA [KTR-2] 1 14
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 225 KVA [TR-ES] 1 14
D5020 Room 200A1 Fair Secondary Transformer, Dry, Stepdown, 30 KVA [KTR-4] 1 14
D5020 Electric Room (2nd floor) Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TR-3] 1 15

D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 225 KVA [TR-1] 1 14
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UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D5030 Domestic Boiler Room Fair Variable Frequency Drive, VFD, by HP of Motor, 50 HP, Replace/Install [VFD-2] 1 4
D5030 Throughout Building Good Electrical System, Wiring & Switches, Average or Low Density/Complexity 77,244 SF 24
D5030 Domestic Boiler Room Fair Variable Frequency Drive, VFD, by HP of Motor, 50 HP, Replace/Install [VFD-1] 1 18
D5040 Gymnasium Fair Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures 4,000 SF 5
D5040 Throughout Building Fair Emergency & Exit Lighting System, Full Interior Upgrade, LED 77244 SF 5
D5040 Building Exterior Fair Exterior Fixture w/ Lamp, any type, w/ LED Replacement, 250 W 1 4
D5040 Building Exterior Fair Exterior Light, any type, w/ LED Replacement, 100 WATT 14 5
D5040 Loading Area Fair Exterior Light, any type, w/ LED Replacement, 400 WATT 7 4
D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures 77,244 SF 5
D5040 Roof Fair Exterior Light, any type, w/ LED Replacement, 400 WATT 1 5
D5040 Gymnasium Fair High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W 24 4

Fire Alarm & Electronic Systems

D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 77244 SF 5
D7050 Throughout Building Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 77,244 SF 5
D7050 Vestibule Fair Fire Alarm Panel, Annunciator 1 5
D7050 Building Engineer Fair Fire Alarm Panel, Fully Addressable 1 5
D8010 Throughout Building Fair BAS/HVAC Controls, Extensive/Robust BMS or Smart Building System, 10 , Upgrade/Install 77,244 SF 5
Equipment & Furnishings

E1030 Commercial Kitchen Fair Foodservice Equipment, Walk-In, Freezer 1 4
E1030 Art Classroom Fair Foodservice Equipment, Exhaust Hood, 3to 6 LF 1 5
E1030 Commercial Kitchen Fair Foodservice Equipment, Exhaust Hood, 8 to 10 LF 1 5
E1030 Roof Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 5
E1030 Commercial Kitchen Fair Foodservice Equipment, Sink, 3-Bowl [PRO STAINLESS] 1 14
E1030 Commercial Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1 4

E1030 Compactor Room Fair Foodservice Equipment, Trash Compactor, 600 LB 1 4
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UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
E1030 Commercial Kitchen Fair Foodservice Equipment, Walk-In, Evaporator for Refrigerator/Freezer 1 5
E1030 Commercial Kitchen Fair Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4) 1 5
E1030 Roof Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 5
E1030 Commercial Kitchen Fair Foodservice Equipment, Sink, 1-Bowl 1 15
E1030 Commercial Kitchen Fair Foodservice Equipment, Dairy Cooler/Wells 1 5
E1030 Commercial Kitchen Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1 4
E1030 Commercial Kitchen Fair Foodservice Equipment, Walk-In, Evaporator for Refrigerator/Freezer 1 4
E1030 Commercial Kitchen Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1 5
E1030 Commercial Kitchen Fair Foodservice Equipment, Walk-In, Refrigerator 1 4
E1030 Commercial Kitchen Fair Foodservice Equipment, Convection Oven, Double 1 4
E1030 Commercial Kitchen Fair Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4) 1 5
E1040 Hallways & Common Areas Fair Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted 1 5
E1040 Lobby Fair Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted 1 5
E1040 Art Classroom Fair Ceramics Equipment, Kiln 1 5
E1060 Staff Lounge Fair Residential Appliances, Refrigerator, 14 to 18 CF 1 5
E1060 Staff Lounge Fair Residential Appliances, Refrigerator, 14 to 18 CF 1 5
E2010 Health Room Fair Casework, Cabinetry, Economy 15 LF 5
E2010 Media Center Good Casework, Cabinetry, Standard 10 LF 5
E2010 Media Center Good Casework, Cabinetry, Standard 27 LF 5
E2010 Art Classroom Fair Casework, Cabinetry, Standard 55 LF 5
E2010 Classrooms General Fair Casework, Cabinetry, Standard 270 LF 5
E2010 Media Center Fair Casework, Cabinetry, Standard 24 LF 5
E2010 Media Center Good Casework, Cabinetry, Standard 12 LF 5
E2010 Staff Lounge Fair Casework, Cabinetry, Economy 5 LF 5
E2010 Classrooms General Fair Casework, Cabinetry, Standard 800 LF 5
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Component Condition Report | Bells Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
E2010 Work Room Good Casework, Cabinetry, Economy 41 LF 4
E2010 Media Center Good Casework, Cabinetry, Standard 10 LF 5
E2010 Work Room Fair Casework, Cabinetry, Economy 5LF 5
E2010 Media Center Good Casework, Cabinetry, Standard 5LF 5
E2010 Media Center Good Casework, Cabinetry, Standard 15 LF 5
E2010 Classrooms General Fair Casework, Cabinetry, Standard 600 LF 5
E2010 Work Room Fair Casework, Cabinetry, Economy 14 LF 5
E2010 Classrooms General Fair Casework, Cabinetry, Economy 200 LF 5

Pedestrian Plazas & Walkways

G2020 Staff Parking Fair Parking Lots, Pavement, Asphalt, Mill & Overlay 41,000 SF 10
G2020 Staff Parking Fair Parking Lots, Pavement, Asphalt, Seal & Stripe 41,000 SF 4
G2020 Bus Parking Fair Parking Lots, Pavement, Asphalt, Seal & Stripe 28,000 SF 4

Athletic, Recreational & Playfield Areas

G2050 Gymnasium Fair Sports Apparatus, Basketball Backboard, Building-Mounted 1 10
G2050 Gymnasium Fair Sports Apparatus, Basketball Backboard, Building-Mounted 1 10
G2050 Gymnasium Fair Sports Apparatus, Basketball Backboard, Building-Mounted 1 10
G2050 Gymnasium Fair Sports Apparatus, Basketball Backboard, Building-Mounted 1 10
G2050 Gymnasium Fair Sports Apparatus, Basketball Backboard, Building-Mounted 1 10
G2050 Gymnasium Fair Sports Apparatus, Basketball Backboard, Building-Mounted 1 10
Sitework

G2060 Playground Fair Fences & Gates, Fence, Chain Link &' 175 LF 25
G2060 Building Exterior Fair Park Bench, Metal Powder-Coated 3 3}
G2060 Playground Fair Fences & Gates, Fence, Chain Link 4' 175 LF 24
G2060 Playground Fair Fences & Gates, Fence, Chain Link 4' 175 LF 24

Accessibility
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Component Condition Report | Bells Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Y1060 Teachers Lounge NA ADA Kitchen & Laundry Areas, Cabinetry, Height/Location/Clearance, Modify 3LF O

Component Condition Report | Bells Mill Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Structure

B1010 Site Fair Loading Dock, Concrete 250 SF 59

B1080 Site Fair Stairs, Concrete, Exterior 20 SF 35

Pedestrian Plazas & Walkways

G2020 Site Fair Parking Lots, Pavement, Concrete 3,300 SF 34
G2020 Site Parking Areas Fair Parking Lots, Curb & Gutter, Concrete 2500 LF 34
G2020 Site Fair Parking Lots, Wheel Stops, Concrete or Plastic, Replace/Install 16 10
G2020 Site Fair Parking Lots, Wheel Stops, Concrete or Plastic, Replace/Install 8 10
G2030 Site Parking Areas Fair Sidewalk, Concrete, Large Areas 11,000 SF 34
G2030 Site Fair Sidewalk, Concrete, Large Areas 1,300 SF 35
G2030 Site Parking Areas Fair Sidewalk, Concrete, Large Areas 2,100 SF 34
G2030 Site Fair Sidewalk, Concrete, Large Areas 250 SF 35

Athletic, Recreational & Playfield Areas

G2050 Site Playground Areas Fair Playground Surfaces, Engineered Wood Fiber Chips, 3" Depth 2600 SF 3
G2050 Site Fair Sports Apparatus, Soccer, Regulation Goal 2 5
G2050 Site Playground Areas Fair Play Structure, Multipurpose, Small 1 4
G2050 Site Fair Play Structure, Multipurpose, Small 1 10
G2050 Site Fair Play Structure, Multipurpose, Medium 1 5
G2050 Site Fair Sports Apparatus, Basketball, Backboard/Rim/Pole 1 10
G2050 Site Fair Sports Apparatus, Basketball, Backboard/Rim/Pole 1 10

G2050 Site Fair Sports Apparatus, Basketball, Backboard/Rim/Pole 1 10
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Component Condition Report | Bells Mill Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
G2050 Site Fair Sports Apparatus, Baseball, Backstop Chain-Link 1 5
G2050 Site Fair Play Structure, Multipurpose, Very Small 8 5
G2050 Site Fair Sports Apparatus, Basketball, Backboard/Rim/Pole 1 10
G2050 Site Playground Areas Fair Play Structure, Multipurpose, Small 1 5
G2050 Site Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe 8,300 SF 2
G2050 Site Fair Play Structure, Multipurpose, Very Small 1 5
G2050 Site Playground Areas Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 8,200 SF 9
G2050 Site Fair Play Structure, Multipurpose, Small 1 5
G2050 Site Fair Sports Apparatus, Baseball, Backstop Chain-Link 1 5
G2050 Site Playground Areas Fair Play Structure, Multipurpose, Medium 1 4
G2050 Site Fair Play Structure, Multipurpose, Medium 1 5
G2050 Site Playground Areas Fair Playground Surfaces, Engineered Wood Fiber Chips, 3" Depth 2400 SF 2
G2050 Site Fair Play Structure, Multipurpose, Large 1 5
G2050 Site Fair Play Structure, Multipurpose, Very Small 3 5
Sitework

G2060 Site Fair Picnic Table, Metal Powder-Coated 2 5
G2060 Site Fair Flagpole, Metal 1 15
G2060 Site Fair Fences & Gates, Fence, Chain Link 4' 400 LF 30
G2060 Site Fair Fences & Gates, Fence, Chain Link 4' 200 LF 25
G2060 Site Fair Picnic Table, Metal Powder-Coated 4 4
G2060 Site Fair Park Bench, Metal Powder-Coated 1 5
G2060 Site Fair Bike Rack, Fixed 1-5 Bikes 1 5
G2060 Site Fair Bike Rack, Fixed 1-5 Bikes 1 5
G2060 Site Fair Fences & Gates, Fence, Metal Tube 4' 250 LF 25

G2060 Site Fair Park Bench, Wood/Composite/Fiberglass 1 4



Component Condition Report | Bells Mill Elementary School / Site

UF L3 Code Location

G2060
G2060
G2060
G2060
G4050
G4050

Site
Site
Site
Site
Site
Site

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair

Fair

Park Bench, Metal Powder-Coated

Signage, Property, Monument, Replace/Install
Fences & Gates, Fence, Chain Link 4'

Park Bench, Wood/Composite/Fiberglass
Pole Light Fixture, LED Lamp only, 150 W

Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 1000 WATT, Replace/Install

[Diraiit = [Fer Diseussion PUrpeses Omly

Quantity ¥ RUL ID

3 8
1 S)
100 LF 25
1 10
9 5
5 4
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Replacement Reserves Report

2/23/2026

Location

Bells Mill Elementary School
Bells Mill Elementary School / Main Building
Bells Mill Elementary School / Site

Grand Total

Bells Mill Elementary School

Bells Mill Elementary School / Main Building
Uniformat

2025 2026 2027 2028
$0 $0 $0 $0
$0 $464 $0 $0
$0 $0 $6,509 $2,841
$0 $464 $6,509 $2,841

Cost Description

Code Location Description ID

B2010 Building Exterior 10257901
B2020 Building Exterior 10133484
B2050 Building Exterior 10133404
B2050 Building Exterior 10139121
B2050 Building Exterior 10139090
B2050 Building Exterior 10139012
B3010 Roof 10133504
B3010 Roof 10133476
B3010 Roof 10133418
B3020 Roof 10133497
B3060 Roof 10139183
B3060 Roof 10139083
B3060 Roof 10133535
C1030 Classrooms General 10133556
C1070 Classrooms General 10133470
C1070 Throughout Building 10133477
C1070 Corridors 10139199
C1090 Restrooms 10133443
C1090 Restrooms 10139104
C2010 Gymnasium 10139110
C2010 Throughout Building 10133480
C2030 Gymnasium 10139178
C2030 Classrooms General 10133521
C2030 Media Center 10133516
C2030 Gymnasium 10139030
C2050 Gymnasium 10139076
D1010 141A 10133495
D1010 Elevator Shafts/Utility 10133456
D1010 141A 10133531
D2010 Domestic Boiler Room 10133528
D2010 Domestic Boiler Room 10133493
D2010 Domestic Boiler Room 10133411
D2010 Sprinkler Room 10139152
D2010 Hallways & Common Areas 10139019
D2010 Room 244 10133464
D2010 Hallways & Common Areas 10139215
D2010 Hallways & Common Areas 10139091
D2010 Hallways & Common Areas 10139082
D2010 Staff Lounge

D2010 Work Room

D2010 Staff Restroom

D2010 Staff Restroom

D2010 Kindergarten

D2010 Health Room

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain

Glazing, any type by SF, Replace

Exterior Door, Steel, Standard, Replace

Exterior Door, Steel, Standard, Replace

Exterior Door, Steel, Standard, Replace

Overhead/Dock Door, Aluminum, 12'x12' (144 SF), Replace
Roofing, Asphalt Shingle, 20-Year Standard, Replace
Roofing, Single-Ply Membrane, EPDM, Replace

Roofing, Modified Bitumen, Replace

Roof Appurtenances, Gutters & Downspouts, Aluminum w/ Fittings, Replace
Roof Hatch, Metal, Replace

Roof Hatch, Metal, Replace

Roof Hatch, Metal, Replace

Door Hardware, School, per Door, Replace

Suspended Ceilings, Acoustical Tile (ACT), Replace
Suspended Ceilings, Acoustical Tile (ACT), Replace
Suspended Ceilings, Acoustical Tile (ACT), Replace

Toilet Partitions, Plastic/Laminate, Replace

Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H, Replace
Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace
Wall Finishes, any surface, Prep & Paint

Flooring, Wood, Strip, Replace

Flooring, Vinyl Tile (VCT), Replace

Flooring, Carpet, Commercial Standard, Replace

Flooring, Wood, Sports, Refinish

Ceiling Finishes, exposed irregular elements, Prep & Paint
Elevator Controls, Automatic, 1 Car, Replace

Elevator Cab Finishes, Standard, Replace

Passenger Elevator, Hydraulic, 2 Floors, Renovate

Pump, Circulation, Domestic Water, Replace

Water Heater, Gas, Commercial (200 MBH), Replace
Piping & Valves, Mixing Valve, Domestic Water, Replace
Backflow Preventer, Domestic Water, Replace

Drinking Fountain, Wall-Mounted, Bi-Level, Replace
Sink/Lavatory, Service Sink, Floor, Replace

Drinking Fountain, Wall-Mounted, Bi-Level, Replace

Drinking Fountain, Wall-Mounted, Bi-Level, Replace

Drinking Fountain, Wall-Mounted, Bi-Level, Replace

10139072 Sink/Lavatory, Vanity Top, Stainless Steel, Replace
10139173 Sink/Lavatory, Vanity Top, Stainless Steel, Replace
10139203 Toilet, Commercial Water Closet, Replace

10139202 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace
10133561 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace

10133569 Sink/Lavatory, Vanity Top, Stainless Steel, Replace

2029 2030
$0 $0
$678,755 $3,545,150
$61,228 $242,404
$739,983 $3,787,554

oy EAee

20 16

30 15

30 16

30 15

30 15

30 15

20 15

20 15

20 15

20 15

30 16

30 16

30 15

30 15

25 15

25 15

25 15

20 15

20 15

15 10

10 3

30 16

15 1"

10 3

10 5

10 5

20 15

15 10

30 15

15 4

20 4

30 16

30 16

15 1"

35 30

15 4

15 3

15 3

30 16

30 16

30 16

30 15

30 15

30 15

RUL

4

15

14
15

10
10

2031 2032 2033 2034
$0 $0 $0 $0
$0 $243,515 $0 $186,387
$0 $7,545 $5,954 $37,447
$0 $251,060 $5,954 $223,834
QuantityUnit Unit Cost* Subtotal 2025
26000 SF $1.86 $48,360

8600 SF $55.00 $473,000
8 EA $600.00  $4,800

2 EA $600.00  $1,200

8 EA $600.00  $4,800

3 EA $4,400.00 $13,200
20000 SF $3.80 $76,000
850 SF $11.00  $9,350
37700 SF $10.00 $377,000
900 LF $9.00  $8,100
1 EA $1,300.00  $1,300

1 EA $1,300.00 $1,300

1 EA $1,300.00  $1,300
162 EA $400.00 $64,800
35000 SF $3.50 $122,500
26000 SF $3.50 $91,000
8000 SF $3.50 $28,000
30 EA $750.00 $22,500
5 LF $500.00  $2,500
240 SF $16.80  $4,032
120000 SF $1.50 $180,000
4000 SF $15.00 $60,000
45000 SF $5.00 $225,000
2400 SF $7.50 $18,000
4000 SF $5.00 $20,000
4000 SF $2.50 $10,000
1 EA $5,000.00  $5,000

1 EA $9,000.00  $9,000

1 EA  $55,000.00 $55,000

1 EA $2,600.00 $2,600

1 EA  $16,600.00 $16,600

1 EA $1,280.00 $1,280

1 EA $5,200.00  $5,200

1 EA $1,500.00  $1,500

1 EA $800.00 $800

1 EA $1,5600.00 $1,500

1 EA $1,500.00  $1,500

1 EA $1,500.00  $1,500

1 EA $1,200.00  $1,200

1 EA $1,200.00  $1,200

1 EA $1,300.00  $1,300

1 EA $1,700.00  $1,700

4 EA $1,700.00  $6,800

1 EA $1,200.00  $1,200

2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045
$0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0
$833,727 $13,842 $4,277 $8,664 $928,860 $1,494,572 $26,638 $327,264 $35,751 $726,741 $1,280,107
$48,166 $0 $8,747 $3,818 $0 $3,895 $0 $10,140 $4,426 $0 $0
$881,893 $13,842 $13,024 $12,483 $928,860 $1,498,466 $26,638 $337,404 $40,177 $726,741 $1,280,107
2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044
$48,360
$473,000
$4,800
$1,200
$4,800
$13,200
$76,000
$9,350
$377,000
$8,100
$1,300
$1,300
$1,300
$64,800
$122,500
$91,000
$28,000
$22,500
$2,500
$4,032
$180,000 $180,000
$60,000
$225,000 $225,000
$18,000 $18,000
$20,000 $20,000
$10,000 $10,000
$5,000
$9,000
$55,000
$2,600
$16,600
$1,280
$5,200
$1,500 $1,500
$800
$1,500
$1,500
$1,500
$1,200
$1,200
$1,300
$1,700
$6,800
$1,200

o

Total Escalated Estimate

$10,334,713
$443,120

$10,777,834

Deficiency Repair
Estimate

$48,360

2045

$473,000

$4,800

$1,200

$4,800

$13,200

$76,000

$9,350

$377,000

$8,100

$1,300

$1,300

$1,300

$64,800

$122,500

$91,000

$28,000

$22,500

$2,500

$4,032 $8,064
$360,000
$60,000
$450,000
$36,000
$40,000
$20,000
$5,000
$9,000 $18,000
$55,000
$2,600
$16,600
$1,280
$5,200
$3,000
$800
$1,500
$1,500
$1,500
$1,200
$1,200
$1,300
$1,700
$6,800
$1,200
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Replacement Reserves Report

2/23/2026

Uniformat
Code

D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030

Location Description

Restrooms

Restrooms

Classrooms General
Health Room

Restrooms

Health Room

Kindergarten

Art Classroom

Shower

Restrooms

Health Room

Shower

Utility Rooms/Areas

Room 117

160B2

222

Utility Rooms/Areas
Commercial Kitchen
Penthouse

Compactor Room
Domestic Boiler Room
Gymnasium

Mechanical Room
Restrooms

Penthouse

Gymnasium

Electrical Room

Room 227

Room 244

Vestibule

Staff Restroom
Gymnasium

Penthouse

Health Office

Hallways & Common Areas
Hallways & Common Areas
Hallways & Common Areas
Hallways & Common Areas
Hallways & Common Areas
Hallways & Common Areas
Hallways & Common Areas
Hallways & Common Areas
Roof

Roof

Room 146

Roof

Room 157

Room 152

Room 157

Room 151

Next to 163

Room 152

Room 151

ID Cost Description

10133487 Toilet, Commercial Water Closet, Replace
10139014 Toilet, Commercial Water Closet, Replace
10133399 Sink/Lavatory, Vanity Top, Stainless Steel, Replace
10133461 Toilet, Residential Water Closet, Replace
10133453 Urinal, Standard, Replace

10133515 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace
10133451 Toilet, Child-Sized, Replace

10139170 Sink/Lavatory, Vanity Top, Stainless Steel, Replace
10139062 Shower, Ceramic Tile, Replace

10139184 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace
10133498 Sink/Lavatory, Vanity Top, Stainless Steel, Replace
10139106 Shower, Valve & Showerhead, Replace

10139175 Sink/Lavatory, Service Sink, Floor, Replace
10139080 Sink/Lavatory, Service Sink, Floor, Replace
10139008 Sink/Lavatory, Service Sink, Wall-Hung, Replace
10133560 Sink/Lavatory, Service Sink, Floor, Replace
10133485 Sink/Lavatory, Service Sink, Floor, Replace
10133434 Grease Trap/Interceptor, Grease Trap/Interceptor, Underground, Replace
10133416 Furnace, Gas, Replace

10139206 Unit Heater, Electric, 6 to 10 KW, Replace
10133489 Unit Heater, Electric, Replace

10139185 Unit Heater, Electric, Replace

10133562 Unit Heater, Electric, Replace

10133559 Unit Heater, Electric, Replace

10133398 Unit Heater, Electric, Replace

10139103 Unit Heater, Electric, Replace

10133431 Unit Heater, Electric, Replace

10133426 Unit Heater, Electric, Replace

10133429 Unit Heater, Electric, Replace

10133494 Unit Heater, Electric, Replace

10139114 Unit Heater, Hydronic, Replace

10139172 Unit Heater, Electric, Replace

10133459 Unit Heater, Electric, Replace

10139017 Cabinet Heater, Electric, 3 to 4 LF, Replace
10139143 Cabinet Heater, Electric, 3 to 4 LF, Replace
10133546 Cabinet Heater, Electric, 3 to 4 LF, Replace
10139165 Cabinet Heater, Electric, 3 to 4 LF, Replace
10139219 Cabinet Heater, Electric, 3 to 4 LF, Replace
10139154 Cabinet Heater, Electric, 3 to 4 LF, Replace
10139039 Cabinet Heater, Electric, 3 to 4 LF, Replace
10139116 Cabinet Heater, Electric, 3 to 4 LF, Replace
10139027 Cabinet Heater, Electric, 3 to 4 LF, Replace
10139161 Chiller, Air-Cooled, 50 TON, Replace

10139190 Chiller, Air-Cooled, 50 TON, Replace

10139140 Split System, Fan Coil Unit, DX, Replace
10139191 Split System Ductless, Single Zone, Replace
10139098 Split System, Fan Coil Unit, DX, Replace
10139023 Split System, Fan Coil Unit, DX, Replace
10139127 Split System, Fan Coil Unit, DX, Replace
10139169 Split System, Fan Coil Unit, DX, Replace
10139055 Split System, Fan Coil Unit, DX, Replace
10139073 Split System, Fan Coil Unit, DX, Replace
10139097 Split System, Fan Coil Unit, DX, Replace

Lifespan
(EUL;) EAge
30 15
30 15
30 15
30 15
30 15
30 15
30 15
30 15
30 15
30 15
30 15
30 15
35 16
35 16
35 16
35 16
35 15
20 15
20 15
20 16
20 16
20 16
20 16
20 15
20 15
20 15
20 15
20 15
20 15
20 15
20 15
20 15
20 15
25 16
25 15
25 15
25 15
25 15
25 15
25 15
25 15
25 15
25 15
25 10
15 11
15 1
15 1"
15 11
15 1"
15 11
15 11
15 1
15 11

19
19

20

QuantityUnit

34

1
33

EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA

EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA

Unit Cost* Subtotal 2025

$1,300.00
$1,300.00
$1,200.00
$700.00
$1,100.00
$1,700.00
$900.00
$1,200.00
$2,500.00
$1,700.00
$1,200.00
$800.00
$800.00
$800.00
$1,400.00
$800.00
$800.00
$12,000.00
$20,000.00
$2,200.00
$1,800.00
$1,800.00
$1,800.00
$1,800.00
$2,200.00
$1,800.00
$2,200.00
$2,200.00
$1,800.00
$1,800.00
$1,100.00
$1,800.00
$2,200.00
$3,500.00
$3,500.00
$3,500.00
$3,500.00
$3,500.00
$3,500.00
$3,500.00
$3,500.00
$3,500.00
$60,500.00
$60,500.00
$4,600.00
$3,500.00
$4,600.00
$4,600.00
$4,600.00
$4,600.00
$3,000.00
$4,600.00
$4,600.00

$44,200
$1,300
$39,600
$700
$11,000
$1,700
$3,600
$1,200
$2,500
$1,700
$1,200
$800
$800
$800
$1,400
$800
$800
$12,000
$20,000
$2,200
$1,800
$1,800
$1,800
$10,800
$2,200
$1,800
$2,200
$2,200
$1,800
$1,800
$70,400
$1,800
$2,200
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$60,500
$60,500
$4,600
$3,500
$4,600
$4,600
$4,600
$4,600
$3,000
$4,600
$4,600

2026

2027

2028

2029

$2,200
$1,800
$1,800
$1,800

$4,600
$3,500
$4,600
$4,600
$4,600
$4,600
$3,000
$4,600
$4,600

2030

$12,000
$20,000

$10,800
$2,200
$1,800
$2,200
$2,200
$1,800
$1,800
$70,400
$1,800
$2,200

2031

2032

2033

2034 2035 2036 2037 2038 2039 2040

$44,200

$1,300

$39,600

$700

$11,000

$1,700

$3,600

$1,200

$2,500

$1,700

$1,200

$800

$3,500

$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$60,500

$60,500

2041 2042 2043 2044

$800
$800
$1,400
$800

$4,600
$3,500
$4,600
$4,600
$4,600
$4,600
$3,000
$4,600
$4,600

Deficiency Repair
Estimate

$44,200

2045

$1,300
$39,600
$700
$11,000
$1,700
$3,600
$1,200
$2,500
$1,700
$1,200
$800
$800
$800
$1,400
$800
$800 $800
$12,000
$20,000
$2,200
$1,800
$1,800
$1,800
$10,800
$2,200
$1,800
$2,200
$2,200
$1,800
$1,800
$70,400
$1,800
$2,200
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$60,500
$60,500
$9,200
$7,000
$9,200
$9,200
$9,200
$9,200
$6,000
$9,200
$9,200
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Replacement Reserves Report \@\
2/23/2026

g:idf:rma' Location Description 1D Cost Description :‘gjﬁ;’a" EAge RUL  QuantityUnit  Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Deﬁciencé’si:’;:
D3030 Roof 10139117 Split System Ductless, Single Zone, Replace 15 1 4 1 EA $3,500.00 $3,500 $3,500 $3,500 $7,000
D3030 Room 237 10133435 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 202 10133474 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 221 10133523 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Roof 10139016 Split System Ductless, Single Zone, Replace 15 10 5 1 EA $4,800.00  $4,800 $4,800 $4,800 $9,600
D3030 Room 216 10133527 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $4,600.00 $4,600 $4,600 $4,600
D3030 Room 210 10133417 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Penthouse 10133553 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Penthouse 10133551 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 162 10139157 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 162 10139158 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Penthouse 10133520 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 130 10139031 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 221 10133503 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 202 10133549 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 130 10139021 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Penthouse 10133511 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 127 10139132 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 122 10139093 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 231 10133430 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 122 10139198 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 160B1 10139051 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 215 10133537 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Penthouse 10133445 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 216 10133519 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $4,600.00 $4,600 $4,600 $4,600
D3030 Room 107 10139099 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 107 10139063 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 237 10133568 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 238 10133545 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 203 10133455 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Penthouse 10133454 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Penthouse 10133421 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Next to 163 10139153 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 231 10133472 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Roof 10133517 Split System Ductless, Single Zone, Replace 15 10 5 1 EA $4,800.00  $4,800 $4,800 $4,800 $9,600
D3030 Room 211 10133538 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 215 10133567 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 119 10139113 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 210 10133475 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 227 10133413 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 127 10139020 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Penthouse 10133509 Heat Pump, Water Source, 5 TON, Replace 20 9 1 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 160B1 10139129 Heat Pump, Water Source, 5 TON, Replace 20 7 13 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Domestic Boiler Room 10133406 Chilled Water, Chemical Feed Dosing System, Replace 15 10 5 1 EA $5,000.00  $5,000 $5,000 $5,000 $10,000
D3050 Domestic Boiler Room 10133557 Supplemental Components, Air Separator, HVAC, Replace 15 1 4 1 EA $7,300.00 $7,300 $7,300 $7,300 $14,600
D3050 Domestic Boiler Room 10133548 Supplemental Components, Air Separator, HVAC, Replace 15 1 4 1 EA $7,300.00 $7,300 $7,300 $7,300 $14,600
D3050 Domestic Boiler Room 10133542 Pump, Distribution, HVAC Chilled or Condenser Water, Replace 25 15 10 1 EA  $22,000.00 $22,000 $22,000 $22,000
D3050 Domestic Boiler Room 10133510 Pump, Distribution, HVAC Chilled or Condenser Water, Replace 25 15 10 1 EA  $22,000.00 $22,000 $22,000 $22,000
D3050 Roof 10133502 Air Handler, Exterior AHU, Replace 20 15 5 1 EA  $37,200.00 $37,200 $37,200 $37,200
D3050 Roof 10133513 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 15 5 1 EA  $30,000.00 $30,000 $30,000 $30,000
D3050 Roof 10139040 Air Handler, Exterior AHU, Replace 20 15 5 1 EA  $84,000.00 $84,000 $84,000 $84,000
D3050 Roof 10139115 Air Handler, Exterior AHU, Replace 20 15 5 1 EA $58,800.00 $58,800 $58,800 $58,800
D3050 Throughout Building 10139009 HVAC System, Ductwork, Medium Density, Replace 30 16 14 77244 SF $4.00 $308,976 $308,976 $308,976
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D3050 Room 227 10133446 Air Handler, Interior AHU, Easy/Moderate Access, Replace 30 15 15 1 EA  $49,000.00 $49,000 $49,000 $49,000
D3060 Domestic Boiler Room 10133466 Exhaust Fan, Centrifugal, 16" Damper, Replace 25 16 9 1 EA $2,400.00  $2,400 $2,400 $2,400
D3060 Roof 10133524 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 15 10 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10133407 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 15 10 1 EA $3,000.00 $3,000 $3,000 $3,000
D4010 Throughout Building 10133558 Fire Suppression System, Existing Sprinkler Heads, by SF, Replace 25 15 10 77244 SF $1.07 $82,651 $82,651 $82,651
D4010 Sprinkler Room 10133441 Backflow Preventer, Fire Suppression, Replace 30 16 14 1 EA $10,500.00 $10,500 $10,500 $10,500
D5010 Electrical Room 10133444 Automatic Transfer Switch, ATS, Replace 25 16 9 1 EA $8,500.00  $8,500 $8,500 $8,500
D5010 Electrical Room 10133419 Automatic Transfer Switch, ATS, Replace 25 16 9 1 EA  $12,000.00 $12,000 $12,000 $12,000
D5020 Room 200A1 10139109 Secondary Transformer, Dry, Stepdown, Replace 30 16 14 1 EA  $10,000.00 $10,000 $10,000 $10,000
D5020 Electrical Room 10133572 Secondary Transformer, Dry, Stepdown, Replace 30 16 14 1 EA $6,700.00  $6,700 $6,700 $6,700
D5020 Electrical Room 10133536 Secondary Transformer, Dry, Stepdown, Replace 30 16 14 1 EA $6,700.00  $6,700 $6,700 $6,700
D5020 Electrical Room 10133414 Secondary Transformer, Dry, Stepdown, Replace 30 16 14 1 EA $6,700.00  $6,700 $6,700 $6,700
D5020 Electrical Room 10133571 Secondary Transformer, Dry, Stepdown, Replace 30 16 14 1 EA $6,700.00 $6,700 $6,700 $6,700
D5020 Room 200A1 10139195 Secondary Transformer, Dry, Stepdown, Replace 30 16 14 1 EA $6,700.00 $6,700 $6,700 $6,700
D5020 Electrical Room 10133439 Secondary Transformer, Dry, Stepdown, Replace 30 16 14 1 EA  $25,000.00 $25,000 $25,000 $25,000
D5020 Electric Room (2nd floor) 10133437 Secondary Transformer, Dry, Stepdown, Replace 30 15 15 1 EA $7,600.00 $7,600 $7,600 $7,600
D5020 Electric Room (2nd floor) 10133506 Secondary Transformer, Dry, Stepdown, Replace 30 15 15 1 EA $7,600.00 $7,600 $7,600 $7,600
D5020 Room 200A1 10139189 Distribution Panel, 120/208 V, Replace 30 16 14 1 EA $6,000.00  $6,000 $6,000 $6,000
D5020 Electrical Room 10133436 Distribution Panel, 277/480 V, Replace 30 16 14 1 EA $5,300.00  $5,300 $5,300 $5,300
D5020 Electrical Room 10133547 Distribution Panel, 277/480 V, Replace 30 16 14 1 EA  $10,000.00 $10,000 $10,000 $10,000
D5020 Electrical Room 10133427 Distribution Panel, 277/480 V, Replace 30 15 15 1 EA $5,300.00  $5,300 $5,300 $5,300
D5020 Electrical Room 10133410 Distribution Panel, 120/208 V, Replace 30 15 15 1 EA $6,000.00  $6,000 $6,000 $6,000
D5020 Electrical Room 10133408 Distribution Panel, 120/208 V, Replace 30 15 15 1 EA $6,000.00  $6,000 $6,000 $6,000
D5030 Domestic Boiler Room 10133481 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install 20 16 4 1 EA  $21,000.00 $21,000 $21,000 $21,000
D5030 Domestic Boiler Room 10133467 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install 20 2 18 1 EA  $21,000.00 $21,000 $21,000 $21,000
D5040 Building Exterior 10133400 Exterior Fixture w/ Lamp, any type, w/ LED Replacement, 250 W, Replace 20 16 4 1 EA $600.00 $600 $600 $600
D5040 Loading Area 10139078 Exterior Light, any type, w/ LED Replacement, Replace 20 16 4 7 EA $800.00  $5,600 $5,600 $5,600
D5040 Gymnasium 10139196 High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace 20 16 4 24 EA $1,700.00 $40,800 $40,800 $40,800
D5040 Gymnasium 10139068 Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures, Replace 20 15 5 4000 SF $4.50 $18,000 $18,000 $18,000
D5040 Throughout Building 10133550 Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace 10 5 5 77244 SF $0.65 $50,209 $50,209 $50,209 $100,417
D5040 Building Exterior 10139216 Exterior Light, any type, w/ LED Replacement, Replace 20 15 5 14 EA $800.00 $11,200 $11,200 $11,200
D5040 Throughout Building 10133543 Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures, Replace 20 15 5 77244 SF $4.50 $347,598 $347,598 $347,598
D5040 Roof 10133465 Exterior Light, any type, w/ LED Replacement, Replace 20 15 5 1 EA $800.00 $800 $800 $800
D7030 Throughout Building 10133403 Security/Surveillance System, Full System Upgrade, Average Density, Replace 15 10 5 77244 SF $2.00 $154,488 $154,488 $154,488 $308,976
D7050 Throughout Building 10133440 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 20 15 5 77244 SF $3.00 $231,732 $231,732 $231,732
D7050 Vestibule 10133483 Fire Alarm Panel, Annunciator, Replace 15 10 5 1 EA $1,580.00 $1,580 $1,580 $1,580 $3,160
D7050 Building Engineer 10133397 Fire Alarm Panel, Fully Addressable, Replace 15 10 5 1 EA  $15,000.00 $15,000 $15,000 $15,000 $30,000
D8010 Throughout Building 10133544 BAS/HVAC Controls, Extensive/Robust BMS or Smart Building System, Upgrade/Install 15 10 5 77244 SF $6.00 $463,464 $463,464 $463,464 $926,928
E1030 Commercial Kitchen 10133469 Foodservice Equipment, Walk-In, Freezer, Replace 20 16 4 1 EA  $25,000.00 $25,000 $25,000 $25,000
E1030 Commercial Kitchen 10133396 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15 1 4 1 EA $1,700.00  $1,700 $1,700 $1,700 $3,400
E1030 Compactor Room 10139108 Foodservice Equipment, Trash Compactor, 600 LB, Replace 20 16 4 1 EA  $13,000.00 $13,000 $13,000 $13,000
E1030 Commercial Kitchen 10133518 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 1 4 1 EA $4,600.00 $4,600 $4,600 $4,600 $9,200
E1030 Commercial Kitchen 10133447 Foodservice Equipment, Walk-In, Evaporator for Refrigerator/Freezer, Replace 15 1 4 1 EA $4,600.00 $4,600 $4,600 $4,600 $9,200
E1030 Commercial Kitchen 10133432 Foodservice Equipment, Walk-In, Refrigerator, Replace 20 16 4 1 EA  $15,000.00 $15,000 $15,000 $15,000
E1030 Commercial Kitchen 10133405 Foodservice Equipment, Convection Oven, Double, Replace 10 6 4 1 EA $8,280.00  $8,280 $8,280 $8,280 $16,560
E1030 Art Classroom 10139066 Foodservice Equipment, Exhaust Hood, 3 to 6 LF, Replace 15 10 5 1 EA $3,300.00  $3,300 $3,300 $3,300 $6,600
E1030 Commercial Kitchen 10133457 Foodservice Equipment, Exhaust Hood, 8 to 10 LF, Replace 15 10 5 1 EA $4,500.00 $4,500 $4,500 $4,500 $9,000
E1030 Roof 10133433 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 10 5 1 EA $6,300.00  $6,300 $6,300 $6,300 $12,600
E1030 Commercial Kitchen 10133442 Foodservice Equipment, Walk-In, Evaporator for Refrigerator/Freezer, Replace 15 10 5 1 EA $4,600.00 $4,600 $4,600 $4,600 $9,200
E1030 Commercial Kitchen 10133529 Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4), Replace 15 10 5 1 EA $5,700.00  $5,700 $5,700 $5,700 $11,400
E1030 Roof 10133478 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 10 5 1 EA $6,300.00  $6,300 $6,300 $6,300 $12,600
E1030 Commercial Kitchen 10133395 Foodservice Equipment, Dairy Cooler/Wells, Replace 15 10 5 1 EA $3,600.00 $3,600 $3,600 $3,600 $7,200
E1030 Commercial Kitchen 10133499 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 10 5 1 EA $4,600.00 $4,600 $4,600 $4,600 $9,200
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E1030 Commercial Kitchen 10133552 Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4), Replace 15 10 5 1 EA $5,700.00  $5,700 $5,700 $5,700 $11,400
E1030 Commercial Kitchen 10133479 Foodservice Equipment, Sink, 3-Bowl, Replace 30 16 14 1 EA $2,500.00 $2,500 $2,500 $2,500
E1030 Commercial Kitchen 10133500 Foodservice Equipment, Sink, 1-Bowl, Replace 30 15 15 1 EA $1,600.00 $1,600 $1,600 $1,600
E1040 Art Classroom 10139059 Ceramics Equipment, Kiln, Replace 20 15 5 1 EA $3,200.00  $3,200 $3,200 $3,200
E1040 Hallways & Common Areas 10133564 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace 10 5 5 1 EA $1,500.00  $1,500 $1,500 $1,500 $3,000
E1040 Lobby 10133488 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace 10 5 5 1 EA $1,500.00 $1,500 $1,500 $1,500 $3,000
E1060 Staff Lounge 10139147 Residential Appliances, Refrigerator, 14 to 18 CF, Replace 15 10 5 1 EA $600.00 $600 $600 $600 $1,200
E1060 Staff Lounge 10139074 Residential Appliances, Refrigerator, 14 to 18 CF, Replace 15 10 5 1 EA $600.00 $600 $600 $600 $1,200
E2010 Work Room 10139122 Casework, Cabinetry, Economy, Replace 20 16 4 41 LF $175.00 $7,175 $7,175 $7,175
E2010 Health Room 10133540 Casework, Cabinetry, Economy, Replace 20 15 5 15 LF $175.00 $2,625 $2,625 $2,625
E2010 Media Center 10139171 Casework, Cabinetry, Standard, Replace 20 15 5 10 LF $300.00  $3,000 $3,000 $3,000
E2010 Media Center 10139034 Casework, Cabinetry, Standard, Replace 20 15 5 27 LF $300.00 $8,100 $8,100 $8,100
E2010 Art Classroom 10139058 Casework, Cabinetry, Standard, Replace 20 15 5 55 LF $300.00 $16,500 $16,500 $16,500
E2010 Classrooms General 10133452 Casework, Cabinetry, Standard, Replace 20 15 5 270 LF $300.00 $81,000 $81,000 $81,000
E2010 Media Center 10139168 Casework, Cabinetry, Standard, Replace 20 15 5 24 LF $300.00 $7,200 $7,200 $7,200
E2010 Media Center 10139131 Casework, Cabinetry, Standard, Replace 20 15 5 12 LF $300.00 $3,600 $3,600 $3,600
E2010 Staff Lounge 10139166 Casework, Cabinetry, Economy, Replace 20 15 5 5 LF $175.00 $875 $875 $875
E2010 Classrooms General 10133514 Casework, Cabinetry, Standard, Replace 20 15 5 800 LF $300.00 $240,000 $240,000 $240,000
E2010 Media Center 10139049 Casework, Cabinetry, Standard, Replace 20 15 5 10 LF $300.00  $3,000 $3,000 $3,000
E2010 Work Room 10139197 Casework, Cabinetry, Economy, Replace 20 15 5 5 LF $175.00 $875 $875 $875
E2010 Media Center 10139214 Casework, Cabinetry, Standard, Replace 20 15 5 5 LF $300.00 $1,500 $1,500 $1,500
E2010 Media Center 10139193 Casework, Cabinetry, Standard, Replace 20 15 5 15 LF $300.00  $4,500 $4,500 $4,500
E2010 Classrooms General 10133401 Casework, Cabinetry, Standard, Replace 20 15 5 600 LF $300.00 $180,000 $180,000 $180,000
E2010 Work Room 10139187 Casework, Cabinetry, Economy, Replace 20 15 5 14 LF $175.00 $2,450 $2,450 $2,450
E2010 Classrooms General 10133422 Casework, Cabinetry, Economy, Replace 20 15 5 200 LF $175.00 $35,000 $35,000 $35,000
G2020 Staff Parking 10139177 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 1 4 41000 SF $0.45 $18,450 $18,450 $18,450 $18,450 $18,450 $73,800
G2020 Bus Parking 10139151 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 1 4 28000 SF $3.50 $98,000 $98,000 $98,000 $98,000 $98,000 $392,000
G2020 Staff Parking 10139210 Parking Lots, Pavement, Asphalt, Mill & Overlay 25 15 10 41000 SF $3.50 $143,500 $143,500 $143,500
G2050 Gymnasium 10139041 Sports Apparatus, Basketball Backboard, Building-Mounted, Replace 25 15 10 1 EA $2,370.00 $2,370 $2,370 $2,370
G2050 Gymnasium 10139095 Sports Apparatus, Basketball Backboard, Building-Mounted, Replace 25 15 10 1 EA $2,370.00 $2,370 $2,370 $2,370
G2050 Gymnasium 10139111 Sports Apparatus, Basketball Backboard, Building-Mounted, Replace 25 15 10 1 EA $2,370.00 $2,370 $2,370 $2,370
G2050 Gymnasium 10139044 Sports Apparatus, Basketball Backboard, Building-Mounted, Replace 25 15 10 1 EA $2,370.00 $2,370 $2,370 $2,370
G2050 Gymnasium 10139026 Sports Apparatus, Basketball Backboard, Building-Mounted, Replace 25 15 10 1 EA $2,370.00  $2,370 $2,370 $2,370
G2050 Gymnasium 10139050 Sports Apparatus, Basketball Backboard, Building-Mounted, Replace 25 15 10 1 EA $2,370.00 $2,370 $2,370 $2,370
G2060 Building Exterior 10139118 Park Bench, Metal Powder-Coated, Replace 20 15 5 3 EA $700.00 $2,100 $2,100 $2,100
Y1060 Teachers Lounge 10257920 ADA Kitchen & Laundry Areas, Cabinetry, Height/Location/Clearance, Modify 0 16 *0 3 LF $150.00 $450 $450 $450
Totals, Unescalated $0  $450 $0 $0 $603,065 $3,058,078 $0 $198,000 $0 $142,850 $620,371 $10,000 $3,000 $5,900 $614,086 $959,309 $16,600 $198,000 $21,000 $414,450 $708,764 $7,573,922
Totals, Escalated (3.0% inflation, compounded annually) $0 $464 $0 $0 $678,755 $3,545,150 $0 $243,515 $0 $186,387 $833,727 $13,842 $4,277 $8,664 $928,860 $1,494,572 $26,638 $327,264 $35,751 $726,741 $1,280,107 $10,334,713
Bells Mill Elementary School / Site
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G2020 Site 10139022 Parking Lots, Wheel Stops, Concrete or Plastic, Replace/Install 25 15 10 16 EA $260.00 $4,160 $4,160 $4,160

G2020 Site 10139144 Parking Lots, Wheel Stops, Concrete or Plastic, Replace/Install 25 15 10 8 EA $260.00 $2,080 $2,080 $2,080

G2050 Site 10139086 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe 5 3 2 8300 SF $0.45 $3,735 $3,735 $3,735 $3,735 $3,735 $14,940

G2050 Site 10139218 Sports Apparatus, Soccer, Regulation Goal, Replace 20 15 5 2 EA $2,500.00 $5,000 $5,000 $5,000

G2050 Site 10139069 Sports Apparatus, Baseball, Backstop Chain-Link, Replace 20 15 5 1 EA $5,000.00 $5,000 $5,000 $5,000

G2050 Site 10139162 Sports Apparatus, Baseball, Backstop Chain-Link, Replace 20 15 5 1 EA $5,000.00 $5,000 $5,000 $5,000

G2050 Site Playground Areas 10139006 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 25 16 9 8200 SF $3.50 $28,700 $28,700 $28,700

G2050 Site 10139136 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace 25 15 10 1 EA $4,750.00 $4,750 $4,750 $4,750

G2050 Site 10139205 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace 25 15 10 1 EA $4,750.00 $4,750 $4,750 $4,750

G2050 Site 10139088 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace 25 15 10 1 EA $4,750.00 $4,750 $4,750 $4,750

G2050 Site 10139061 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace 25 15 10 1 EA $4,750.00 $4,750 $4,750 $4,750

G2050 Site Playground Areas 10139156 Playground Surfaces, Engineered Wood Fiber Chips, 3" Depth, Replace 5 3 2 2400 SF $1.00 $2,400 $2,400 $2,400 $2,400 $2,400 $9,600
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10139182 Playground Surfaces, Engineered Wood Fiber Chips, 3" Depth, Replace
10139194 Play Structure, Multipurpose, Small, Replace
10139204 Play Structure, Multipurpose, Medium, Replace
10139079 Play Structure, Multipurpose, Medium, Replace
10139176 Play Structure, Multipurpose, Very Small, Replace
10139036 Play Structure, Multipurpose, Small, Replace
10139207 Play Structure, Multipurpose, Very Small, Replace
10133501 Play Structure, Multipurpose, Small, Replace
10139010 Play Structure, Multipurpose, Medium, Replace
10139102 Play Structure, Multipurpose, Large, Replace
10139139 Play Structure, Multipurpose, Very Small, Replace
10139018 Play Structure, Multipurpose, Small, Replace
10139052 Picnic Table, Metal Powder-Coated, Replace
10139134 Park Bench, Wood/Composite/Fiberglass, Replace
10139033 Picnic Table, Metal Powder-Coated, Replace
10139089 Park Bench, Metal Powder-Coated, Replace
10139128 Bike Rack, Fixed 1-5 Bikes, Replace

10139141 Bike Rack, Fixed 1-5 Bikes, Replace

10139084 Park Bench, Metal Powder-Coated, Replace
10139155 Park Bench, Wood/Composite/Fiberglass, Replace
10139077 Signage, Property, Monument, Replace/Install

10133533 Flagpole, Metal, Replace

10139192 Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, Replace/Install

10133555 Pole Light Fixture, LED Lamp only, Replace

Totals, Escalated (3.0% inflation, compounded annually)

Lifespan (EUL)EAge

5
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
30
20
20

2

16

16
15

RUL
3

4

QuantityUnit

2600

1

1

SF
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA

Unit Cost* Subtotal2025

$1.00 $2,600
$10,000.00 $10,000
$20,000.00 $20,000
$20,000.00 $20,000
$6,000.00 $48,000
$10,000.00 $10,000
$6,000.00 $6,000
$20,000.00 $20,000
$20,000.00 $20,000
$35,000.00 $35,000
$6,000.00 $18,000
$10,000.00 $10,000
$700.00 $2,800
$600.00  $600
$700.00 $1,400
$700.00  $700
$600.00  $600
$600.00  $600
$700.00 $2,100
$600.00  $600
$3,000.00 $3,000
$2,500.00 $2,500
$4,200.00 $21,000
$1,200.00 $10,800

2026 2027 2028 2029 2030
$2,600

$10,000
$20,000

$20,000

$48,000

$10,000

$6,000

$20,000

$20,000

$35,000

$18,000

$2,800
$600
$1,400
$700
$600

$600

$3,000

$21,000
$10,800
$0 $0 $6,135 $2,600 $54,400 $209,100

$0 $0 $6,509 $2,841 $61,228 $242,404

2031 2032 2033 2034 2035 2036 2037 2038 2039 2040
$2,600 $2,600

$10,000

$2,100
$600

$2,500
$0 $6,135 $4,700 $28,700 $35,840 $0 $6,135 $2,600 $0 $2,500
$0 $7,545 $5,954 $37,447 $48,166 $0 $8,747 $3,818 $0 $3,895

2041

$0 $6,135 $2,600 $0 $0
$0 $10,140 $4,426 $0 $0

2042

(4]

2043 2044
$2,600

2045Deficiency Repair Estimate
$10,400

$10,000
$20,000
$20,000
$48,000
$10,000
$6,000
$20,000
$20,000
$35,000
$18,000
$10,000
$2,800
$600
$1,400
$700
$600
$600
$2,100
$600
$3,000
$2,500
$21,000
$10,800
$367,580

$443,120

* Markup has been included in unit costs.
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D10 Conveying

Bells Mill .
Elevator Controls Elementa Schindler
1 10133495 D1010 Automatic, 1 Car ry. 141A Elevator 2009
[1] School / Main Corporation
Building P
Bells Mill
Passenger Einsf]enlta Schindler
2 10133531 D1010 9 Hydraulic, 2 Floors 2500 LB ry. 141A Elevator No dataplate No dataplate 2009
Elevator [1] School / Main Corporation

Building



Index ID

D20 Plumbing

1 10133528
2 10133493
3 10139152
4 10133434

UFCode

D2010

D2010

D2010

D2020

Component Description Attributes

Pump

Water Heater

Backflow
Preventer

Grease
Trap/Interceptor

Circulation, Domestic

Water

Gas, Commercial (200

MBH)

Domestic Water

Grease
Trap/Interceptor,
Underground

Capacity

S5 HP

100 GAL

3 1IN

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Domestic
Boiler Room

Domestic
Boiler Room

Manufacturer

Bell & Gossett

State

Sprinkler Room Wilkins Zurn

Commercial
Kitchen

Inaccessible

Model

Inaccessible

100-199 NE 300

350

Inaccessible

Serial

Inaccessible

2002117713627

Inaccessible

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty

2020

2020

2009

2009



Index ID

D30 HVAC

1 10133416
2 10139143
3 10133546
4 10139165
5 10139219
6 10139154
7 10139039
8 10139017
9 10139116
10 10139027
11 10133559

UFCode

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

Component Description Attributes

Furnace [GVU-1]

Cabinet Heater

Cabinet Heater

Cabinet Heater

Cabinet Heater

Cabinet Heater

Cabinet Heater

Cabinet Heater

Cabinet Heater

Cabinet Heater

Unit Heater

Gas

Electric, 3to 4 LF

Electric, 3to 4 LF

Electric, 3to 4 LF

Electric, 3to 4 LF

Electric, 3to 4 LF

Electric, 3to 4 LF

Electric, 3to 4 LF

Electric, 3to 4 LF

Electric, 3to 4 LF

Electric

Capacity

800 MBH

12

3 KW

12

12

12

12

3 kW

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Penthouse

Hallways &
Common Areas

Hallways &
Common Areas

Hallways &
Common Areas

Hallways &
Common Areas

Hallways &
Common Areas

Hallways &
Common Areas

Health Office

Hallways &
Common Areas

Hallways &
Common Areas

Restrooms

Manufacturer

Model

Hastings HVAC lllegible

McQuay

McQuay

McQuay

McQuay

McQuay

No dataplate

McQuay

McQuay

Inaccessible

No dataplate

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Dligefites

Serial

60210

Inaccessible*

No dataplate

Inaccessible**

Inaccessible

Inaccessible***

*kk

Inaccessible

Inaccessible

eI [Diseussion [PUrpeses Omly

Dataplate Yr Barcode Qty

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009 6



Index

12

13

14

15

16

17

18

19

20

21

22

ID

10133398

10139103

10133489

10139185

10133429

10139206

10139114

10133494

10133431

10139172

10133562

UFCode

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

Component Description Attributes

Unit Heater

Unit Heater

Unit Heater

Unit Heater

Unit Heater

Unit Heater

Unit Heater

Unit Heater [EH-2]

Unit Heater [EH-3]

Unit Heater [EH-4]

Unit Heater [EH-4]

Electric

Electric

Electric

Electric

Electric

Electric, 6 to 10 KW

Hydronic

Electric

Electric

Electric

Electric

Capacity

7.5 kW

3 kW

5 kW

3 kW

3 kW

7.5 kW

8 MBH

3 kW

7.5 kW

3 kW

3 kW

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Penthouse

Gymnasium

Domestic
Boiler Room

Gymnasium

Room 244

Compactor
Room

Staff Restroom

Vestibule

Electrical
Room

Gymnasium

Mechanical
Room

Manufacturer

Marley

Markel

Q- Mark

Markel

No dataplate

QMark

No dataplate

No dataplate

Q-Mark

Markel

Q-Mark

Model

Inaccessible

No dataplate

Inaccessible

No dataplate

Inaccessible

No dataplate

Inaccessible

No dataplate

Inaccessible

Serial

Inaccessible

No dataplate

Inaccessible

No dataplate

No dataplate

Inaccessible

No dataplate

Inaccessible

*kkk

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

Qty

64



Index

23

24

25

26

27

28

29

30

31

32

33

ID

10133426

10133459

10133541

10133471

10139161

10139190

10133505

10139129

10133455

10133474

10133549

UFCode

D3020

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Unit Heater [EH-5]

Unit Heater [EH-5]

Boiler
Supplemental

Components [ET-1]

Boiler
Supplemental
Components

Chiller [ERU-1]

Chiller [ERU-2]

Heat Pump

Heat Pump

Heat Pump [HP 4-
60]

Heat Pump [HP-3-
58]

Heat Pump [HP-3-
59]

Attributes

Electric

Electric

Expansion Tank

Expansion Tank

Air-Cooled, 50 TON

Air-Cooled, 50 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

7.5 kW

7.5 kW

10 GAL

10 GAL

50 TON

25

6 TON

2.5

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Room 227

Penthouse

Domestic
Boiler Room

Domestic
Boiler Room

Roof

Roof

Room 238

160B1

Room 203

Room 202

Room 202

Manufacturer

Marley

Marley

Bell & Gossett

Bell & Gossett

Trane

Trane

Daikin
Industries
Daikin

Industries

McQuay

McQuay

McQuay

Model

MUHO078

Inaccessible

B800

B800

RAUCC504

RAUCC504BZ0300D000000

W.GT.V.038.8.1.K.GL.R.T4.YYY_C_SYVY

YYYYvyv

W.VFW.1.012.B. J.Y.L. TO1.VOAUVBT

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

W.LMB.1.070.K.1.00.V.00.AF.13.2...

Dligefites

Serial

No dataplate

Inaccessible

Inaccessible*

*kk

Inaccessible

C08D03542

C08D03541

E034452502400

No dataplate

E833293010********

285488200

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY E833293120

eI [Diseussion [PUrpeses Omly

Dataplate Yr Barcode Qty

2009

2009

2009

2009

2009

2009

2025

2017

2009

2009

2009



Index

34

35

36

37

38

39

40

41

42

43

44

ID

10133475

10139198

10139093

10139021

10139031

10139132

10139020

10139113

10139063

10139099

10133538

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Heat Pump [HP-3-
63]

Heat Pump [HP-4-
23]

Heat Pump [HP-4-
24]

Heat Pump [HP-4-
25]

Heat Pump [HP-4-
26]

Heat Pump [HP-4-
27]

Heat Pump [HP-4-
28]

Heat Pump [HP-4-
29]

Heat Pump [HP-4-
30]

Heat Pump [HP-4-
31]

Heat Pump [HP-4-
61]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

25

25

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Room 210

Room 122

Room 122

Room 130

Room 130

Room 127

Room 127

Room 119

Room 107

Room 107

Room 211

Manufacturer

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

Model

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

W.FCW.1.048.M. K. Y.R. T. 01. YY.A.C. Y.
YY.

W.FCW.1.048.M. K. Y.L. T. 01. YY.AC. Y.
YY.

W.FCW.1.048. M. K. Y.R. T. 01. YY.A. C. Y.
YY.

W.FCW.1.030.M.K.Y.R. T. 01. YY.A.C.Y.YY.

W.FCW.1.830.M.K. Y.L. T. 01. YY.AC. Y.
YY.

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

Serial

E833293010

E833203 (1 Q****ssssssnnsns

E833203( 1 Q*****ssssssssnsx

E83329301 0*****************

T R e rrrrrr—

E833293150

E8332930 1 0********************

E833293150

E833293140

E833293040

E833293010

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009



Index

45

46

47

48

49

50

51

52

53

54

55

ID

10133567

10133537

10133417

10133519

10133527

10133503

10133523

10139157

10133472

10133430

10133435

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Heat Pump [HP-4-
62]

Heat Pump [HP-4-
63]

Heat Pump [HP-4-
65]

Heat Pump [HP-4-
66]

Heat Pump [HP-4-
67 ]

Heat Pump [HP-4-
68]

Heat Pump [HP-4-
69]

Heat Pump [HP-5-
#9]

Heat Pump [HP-5-
46]

Heat Pump [HP-5-
47]

Heat Pump [HP-5-
48]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Room 215

Room 215

Room 210

Room 216

Room 216

Room 221

Room 221

Room 162

Room 231

Room 231

Room 237

Manufacturer

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

Model

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

W.FCW.1.048. M. K. Y.R. T. 01. YY.A.C. Y.

YY.

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

. M.K.Y.L.T. 01.

.M.K.Y.L.T. 01.

. M.KUY.L.T. 01.

. M.KIY.L.T. 01.

. M.KUY.L.T. 01.

. M.KIY.L.T. 01.

. M.K.Y.L.T. 01.

. M.KUY.L.T. 01.

YY.A.C.Y.YY

YY.A.CYYY

YY.A.C.Y.YY

YY.A.CY.YY

YY.A.C.YYY

YY.A.C.Y.YY

YY.A.CYYY

YY.A.C.Y.YY

Serial

E833293150

E833293010

E833293150

E833293010

E833293150

E833293150

E833293010

E833293010

E833293010

E833293150

E833293010

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009



Index

56

57

58

59

60

61

62

63

64

65

66

ID

10133568

10133545

10139153

10139158

10133511

10133421

10133520

10133413

10133551

10139051

10133509

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Heat Pump [HP-5-
49]

Heat Pump [HP-5-
50]

Heat Pump [HP-5-
7]

Heat Pump [HP-5-
8]

Heat Pump [HP-B]

Heat Pump [HP-B]

Heat Pump [HP-C]

Heat Pump [HP-C]

Heat Pump [HP-D]

Heat Pump [HP-D]

Heat Pump [HP-D]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

25

2.5

25

25

25

2.5

25

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Room 237

Room 238

Next to 163

Room 162

Penthouse

Penthouse

Penthouse

Room 227

Penthouse

160B1

Penthouse

Manufacturer

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

Model

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

W.FCW.1.012M. J.Y.R. T,01. YY.A. C. Y.
YY.

W.FCW.1.012.M.J. Y. R. T. 01. YY.A.C. Y.
YY.

W.FCW.1.019.M. J.Y.L.T. 01. YY.A. C. Y.
YY.

W.FCW.1.019.M. J. Y.R.T.01.

W.FCW.1.030.M.K. Y.R. T. 01. YYA.C. Y.
YY.

W.FCW.1.030.M.K. Y.R.T. 01. YY.A.C.Y.YY.

W.FCW.1.030.M. K. Y.R. T. 01. YY.A. C. Y.
YY.

Serial

E833293150

E833293010

E833293150

E833293150

E833293120

E833293120

E833293030

E833293130

E833293140

E833293140

E833293140

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2015



Index

67

68

69

70

71

72

73

74

75

76

77

ID

10133445

10133454

10133553

10139140

10139073

10139023

10139127

10139098

10139097

10139169

10139055

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Heat Pump [HP-D]

Heat Pump [HP-D]

Heat Pump [HP-E]

Split System [HP-5-
36]

Split System [HP-5-
37]

Split System [HP-5-
38]

Split System [HP-5-
39]

Split System [HP-5-
40]

Split System [HP-5-
41]

Split System

Split System [HP-5-
6]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Fan Coil Unit, DX

Fan Coil Unit, DX

Fan Coil Unit, DX

Fan Coil Unit, DX

Fan Coil Unit, DX

Fan Coil Unit, DX

Fan Coil Unit, DX

Fan Coil Unit, DX

Capacity

25

2.5

2.5

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Penthouse

Penthouse

Penthouse

Room 146

Room 152

Room 152

Room 157

Room 157

Room 151

Room 151

Next to 163

Manufacturer

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

McQuay

Model

W.FCW. 1.030.M. K. Y. L. T. 01. YY.A.C.

W.FCW.1.030.M.K.Y.L. T. 01. YY.A. C. Y.

YY.

W.FCW.1.036
YY.

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

W.FCW.1.048

.M.KIY.L. T.01. YYA.C. Y.

. M.KIY.L.T. 01.

. M.KIY.L.T. 01.

. M.KUY.L.T. 01.

. M.KIY.L.T. 01.

. M.KUY.L.T. 01.

. M.KIY.L.T. 01.

. M.K.Y.L.T. 01.

. M.KUY.L.T. 01.

YY.A.C.Y.YY

YY.A.CYYY

YY.A.C.Y.YY

YY.A.CYYY

YY.A.C.YYY

YY.A.C.Y.YY

YY.A.CYYY

YY.A.C.Y.YY

Dligefites

Serial

E833293040

E833293040

E833293050

E833293010******

E833293010**

E833293010***

E833293010*****

E833293010****

E833293010*******

E833293010********

E833293010*****x***

eI [Diseussion [PUrpeses Omly

Dataplate Yr Barcode Qty

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009



Index

78

79

80

81

82

83

84

85

86

87

88

ID

10139191

10139117

10139016

10133517

10133406

10133510

10133542

10139040

10139115

10133446

10133502

UFCode

D3030

D3030

D3030

D3030

D3030

D3050

D3050

D3050

D3050

D3050

D3050

Component Description Attributes

Split System
Ductless

Split System
Ductless [CU-1]

Split System
Ductless [CU-2]

Split System
Ductless [CU-4]

Chilled Water

Pump [P-1A]

Pump [P-2A]

Air Handler [ERU-
1]

Air Handler [ERU-
2]

Air Handler [ERU-
3]

Air Handler [ERU-
4]

Single Zone

Single Zone

Single Zone

Single Zone

Chemical Feed Dosing
System

Distribution, HVAC
Chilled or Condenser
Water

Distribution, HVAC
Chilled or Condenser
Water

Exterior AHU

Exterior AHU

Interior AHU,

Easy/Moderate Access

Exterior AHU

Capacity

75-1
TON

75-1
TON

1.5 TON

1.5 ton

50 HP

50 HP

12800
CFM

9600 CFM

9600 CFM

4400 CFM

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Domestic
Boiler Room

Domestic
Boiler Room

Domestic
Boiler Room

Roof

Roof

Room 227

Roof

Manufacturer

Mitsubishi
Electric

Mitsubishi
Electric

Mitsubishi
Electric

Mitsubishi
Electric

Inaccessible

Bell & Gossett

Bell & Gossett

Annexaire

Annexaire

AnnexAIR

Annexair

Model

lllegible

No dataplate

Inaccessible

1510

SIZE 1510

ERP-E-12-5-C-FP-HG-AL

P-12-P-C-FP-HG-AC

W.FCW.1.048. M.K. Y.L.T. 01. YY.A.C.Y.YY

ERP-E-04-FP-C-FP-HG-

Serial

lllegible

No dataplate

Inaccessible****

C0933

Inaccessible*****

1215-01-0703

12-02-0706

1215-03-0708

1215-04-0708

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009



Index

89

90

91

92

10133513

10133407

10133466

10133524

UFCode

D3050

D3060

D3060

D3060

Component Description Attributes

Packaged Unit

Exhaust Fan

Exhaust Fan [EF-1]

Exhaust Fan [EF-8]

RTU, Pad or Roof-
Mounted

Centrifugal, 24"
Damper

Centrifugal, 16"
Damper

Centrifugal, 24"
Damper

Capacity

15 TON

2360 CFM

10 CFM

3613 CFM

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Roof

Roof

Domestic
Boiler Room

Roof

Manufacturer

Trane

PennBarry

Inaccessible

PennBarry

Model

TTA180B400FA

DX11B

Inaccessible

DX16B

Serial

809437GAD

G0BBZ26402

Inaccessible*

GO08AZ94517 112-

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty

2009

2009

2009

2009



[Diraiit = [Fer Diseussion PUrpeses Omly

Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D40 Fire Protection

Bells Mill
Backfl Element

1 10133441  D4010  _oonrowW Fire Suppression 6 IN ememay o rinkler Room Wilkins Zurn 350 2009
Preventer School / Main

Building



Index ID

D50 Electrical

1 10139174
2 10133444
3 10133419
4 10133572
5 10133414
6 10133437
7 10139195
8 10133439
9 10133536
10 10133506
11 10139109

UFCode

D5010

D5010

D5010

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

Component Description Attributes

Generator Gas or Gasoline

Automatic Transfer

AT
Switch S
Automatic Transfer

AT
Switch S
Secondary

Transformer [KTR- Dry, Stepdown
1]

Secondary
Transformer [KTR- Dry, Stepdown
2]

Secondary
Transformer [KTR- Dry, Stepdown
3]

Secondary
Transformer [KTR- Dry, Stepdown
4]

Secondary

D
Transformer [TR-1] ~ Stepdown

Secondary

Dry, Stepd
Transformer [TR-2] Yy, Stepdown

Secondary

Dry, Stepd
Transformer [TR-3] Y, Stepdown

Secondary

Dry, St
Transformer [TR-4] ry, Stepdown

Capacity

150 KW

100 AMP

200 AMP

225 KVA

225 KVA

45 KVA

30 KVA

225 KVA

225 KVA

45 KVA

75 KVA

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Building
Exterior

Electrical
Room

Electrical
Room

Electrical
Room

Electrical
Room

Electric Room
(2nd floor)

Room 200A1

Electrical
Room

Electrical
Room

Electric Room
(2nd floor)

Room 200A1

Manufacturer Model
Generac 10762160200
Generac Inaccessible
Generac Inaccessible

Eaton Cutler-
Hammer

Eaton Cutler-
Hammer

Eaton Cutler-

No dataplate
Hammer P

Cutler-Hammer No dataplate

Eaton Cutler-
Hammer

Eaton Cutler-
Hammer

Eaton Cutler-

DT-3
Hammer

Cutler-Hammer

Serial

2101521

Inaccessible

Inaccessible

No dataplate

No dataplate

JO8L05448

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty

2021

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009



Index

12

13

14

15

16

17

18

19

20

21

22

ID

10133571

10133507

10133492

10133534

10133436

10133547

10133427

10133408

10139189

10133410

10133467

UFCode

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5030

Component Description

Secondary
Transformer [TR-
ES]

Switchboard [PH1]

Switchboard

Switchboard [PM]

Distribution Panel
[PHZ2]

Distribution Panel
[PL1]

Distribution Panel
[PL2]

Distribution Panel
[PL2(SECTION 2)]

Distribution Panel
[PL-4 (SECTION)Z2]

Distribution Panel
[PLR3A]

Variable Frequency
Drive [VFD-1]

Attributes

Dry, Stepdown

277/480 V

277/480 V

277/480 V

277/480 V

277/480 V

277/480 V

120/208 V

120/208 V

120/208 V

VFD, by HP of Motor

Capacity

225 KVA

600 AMP

800 AMP

800 AMP

225 AMP

800 AMP

225 AMP

500 AMP

75 AMP

600 AMP

50 HP

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Electrical
Room

Electrical
Room

Electrical
Room

Domestic
Boiler Room

Electrical
Room

Electrical
Room

Electrical
Room

Electrical
Room

Room 200A1

Electrical
Room

Domestic
Boiler Room

Manufacturer

Eaton Cutler-
Hammer

Eaton Cutler-
Hammer

Eaton Cutler-
Hammer

ABB

Eaton Cutler-
Hammer

Eaton Cutler-
Hammer

Eaton Cutler-
Hammer

Eaton Cutler-
Hammer

Cutler-Hammer

Eaton Cutler-
Hammer

ABB

Model

PRL4

PRL2A

PRL2A

PRL2A

PRL2A

No dataplate

Serial

8805C37G02

No dataplate

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode

2009

2009

2009

2023

2009

2009

2009

2009

2009

2009

2023



[Diraiit = [Fer Diseussion PUrpeses Omly

Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
Bells Mill
Variable Frequency Elementary Domestic
23 10133481 D5030 VFD, by HP of Mot 50 HP ABB N taplat N taplat 2
Drive [VFD-2] » Dy R orMotor School / Main  Boiler Room 0 dataplate 0 dataplate 009
Building
Bells Mill
High Intensity Metal Halide, Eleerienlta
24 10139196 D5040 Discharge (HID) Gymnasium Lighting, ry. Gymnasium 2009 24
] School / Main
Fixtures 400 W

Building



[Diraiit = [Fer Diseussion PUrpeses Omly

Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D70 Electronic Safety & Security

Bells Mill

Elementary Building
School / Main Engineer
Building

1 10133397 D7050 Fire Alarm Panel  Fully Addressable 2009



Index

ID

E10 Equipment

1

10

11

10133405

10133395

10139066

10133457

10133396

10133529

10133552

10133518

10133499

10133500

10139108

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component Description Attributes

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Convection Oven,
Double

Dairy Cooler/Wells

Exhaust Hood, 3 to 6
LF

Exhaust Hood, 8 to 10
LF

Food Warmer, Proofing
Cabinet on Wheels

Food Warmer, Tabletop
Drawers (Set of 4)

Food Warmer, Tabletop
Drawers (Set of 4)

Refrigerator, 2-Door
Reach-In

Refrigerator, 2-Door
Reach-In

Sink, 1-Bowl

Trash Compactor, 600
LB

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail

Commercial
Kitchen

Commercial
Kitchen

Art Classroom

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Compactor
Room

Manufacturer

Blodgett

Beverage-Air

Corporation

Geenheck.

CaptiveAire
Systems

Metro

Delfield

Delfield

Garland

Norlake

Model

No dataplate

SMF58

6030VH1

C5

MARKY7 KC-74-NU-208H

No dataplate

C5

NR2425S5/0

Advance Tabco 7-PS-90

Precision
Boilers

Serial

No dataplate

No dataplate

#701609

. 0903150000294

No dataplate

08110322

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2008



Index

12

13

14

15

16

17

18

19

20

21

ID

10133433

10133478

10133442

10133447

10133469

10133432

10133479

10139059

10133564

10133488

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1040

E1040

E1040

Component Description Attributes

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice

Equipment [PRO

STAINLESS]

Ceramics
Equipment

Healthcare
Equipment

Healthcare
Equipment

Walk-In, Condenser for
Refigerator/Freezer

Walk-In, Condenser for
Refigerator/Freezer

Walk-In, Evaporator for
Refrigerator/Freezer

Walk-In, Evaporator for
Refrigerator/Freezer

Walk-In, Freezer

Walk-In, Refrigerator

Sink, 3-Bowl

Kiln

Defibrillator (AED),
Cabinet-Mounted

Defibrillator (AED),
Cabinet-Mounted

Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Bells Mill
Elementary
School / Main
Building

Location Detail Manufacturer
Roof HeatCraft
Roof Heatcraft
Commercial Inaccessible
Kitchen
Commercial
Kitchen No dataplate
Commercial Brown
Kitchen
Commercial Brown
Kitchen
Commercial
Kitchen
P
Art Classroom arag.on
Aquatics
Hallways &
Common Areas
Lobby No dataplate

Model

CSS027L6C

CSS020M6C

Inaccessible

No dataplate

UDS-4

SN823

No dataplate

Serial

TO8L00110

TO8K05688

Inaccessible

No dataplate

106849-102

292426

No dataplate

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009





