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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?

Are accessible spaces on the shortest
3 |accessible route to an accessible building x
entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE PATH

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

MAIN ENTRANCE DDITIONAL ENTRANCE
Question Yes No NA Comments

1 Do a sufficient number of accessible x

entrances appear to be provided ?
2 If the main entrance is not accessible, is an x

alternate accessible entrance provided?
3 Is signage provided indicating the location of x

alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR PATH DOOR HARDWARE
Question Yes No NA Comments

1 Does an accessible route appear to connect x

all public areas inside the building ?
2 Do accessible routes appear free of x

obstructions and/or protruding objects ?
3 Do ramps on accessible routes appear to x

have compliant slopes ?
4 Do ramp runs on an accessible route appear x

to have a compliant rise and width ?

Do ramps on accessible routes appear to
5 | have compliant end and intermediate x

landings ?
6 Do ramps on accessible routes appear to x

have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

LOBBY LOOKING AT CABS IN-CAB CONTROLS

Question Yes No NA Comments
1 Are hallway call buttons configured with the x
“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 |present on the hoistway sidewalls on each x
level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x
entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x
floor area ?

Do the elevator car doors have automatic re-

5 | opening devices to prevent closure on x
obstructions?

6 Do elevator car control buttons appear to be x
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES

Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?

3 Does the lavatory faucet have compliant x
handles ?

4 Is the plumbing piping under lavatories x
configured to protect against contact ?

5 Are grab bars provided at compliant locations x
around the toilet ?

6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Playgrounds & Swimming Pools

OVERVIEW OF PLAYGROUND

ACCESSIBLE ROUTE TO PLAYGROUND

Comments

NA

No

Yes

X

X

Question

Is there an accessible route to the play area /

s?

Has the play area been reviewed for

accessibility ?

Are publicly accessible swimming pools

equipped with an entrance lift ?

2

3
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Component Condition Report | Cashell Elementary School / Main Building

UF L3 Code

Structure
A1010
B1010
Facade
B2010
B2020
B2050
B2050
B2050
Roofing
B3010
B3010
Interiors
C1030
C1070
C1090
C2010
C2010
C2010
C2030
C2030
C2030
C2030
C2030

Location

Substructure

Superstructure

Building Exterior
Building Exterior
Building Exterior
Building Exterior

Building Exterior

Hip roofs

Roof

Throughout Building
Throughout Building
Restrooms
Gymnasium
Throughout Building
Restrooms
Throughout Building
Throughout Building
Utility Rooms/Areas
Commercial Kitchen

Throughout Building

Condition

Good
Good

Fair
Fair
Fair
Fair

Fair

Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Poor

Component/Attributes/Capacity

Foundation System, Concrete Strip/Pad Footings w/ Slab, 1-2 Story Building

Superstructure, Steel Columns & Beams, 1-2 Story Building

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain

Glazing, any type by SF
Exterior Door, Steel, Commercial
Exterior Door, Steel, Commercial

Overhead/Dock Door, Steel, 12'x12' (144 SF)

Roofing, Metal Standing Seam
Roofing, Modified Bitumen

Interior Door, Wood, Solid-Core

Suspended Ceilings, Acoustical Tile (ACT)

Toilet Partitions, Plastic/Laminate

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Wall Finishes, any surface, Prep & Paint

Wall Finishes, Ceramic Tile

Flooring, Ceramic Tile

Flooring, Carpet, Commercial Standard

Flooring, any surface, w/ Paint or Sealant, Prep & Paint
Flooring, Quarry Tile

Flooring, Vinyl Tile (VCT)
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Quantity

71,171
71,171

17,800
4,400
16

8

1

2,000
57,000

50
64,100
24

100
85,400
21,400
14,200
7,100
3,600
1,400
3,600

SF
SF

SF
SF

SF
SF

SF

SF
SF
SF
SF
SF
SF
SF
SF

RUL

59
59

14
24
25
14

24

24
11
11

24
21

34

ID
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Component Condition Report | Cashell Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
C2030 Utility Rooms/Areas Good Flooring, Quarry Tile 3,600 SF 34
C2030 Throughout Building Good Flooring, Vinyl Tile (VCT) 34,200 SF 15
C2030 Throughout Building Fair Flooring, Wood, Strip, Refinish 3,600 SF 6
C2050 Gymnasium Fair Ceiling Finishes, exposed irregular elements, Prep & Paint 7,100 SF 6
Conveying

D1010 Elevator Shafts/Utility Fair Elevator Cab Finishes, Standard 1 8
D1010 128A Fair Elevator Controls, Automatic, 1 Car 1 18
D1010 128A Good Passenger Elevator, Overhead Traction, 2-5 Floors, 2500 LB, Renovate 1 33
Plumbing

D2010 Restrooms Fair Toilet, Commercial Water Closet 30 14
D2010 Throughout Building Fair Plumbing System, Supply & Sanitary, Low Density (excludes fixtures) 71,171 SF 24
D2010 Throughout Building Fair Drinking Fountain, Wall-Mounted, Single-Level 2 8
D2010 135 Good Water Heater, Gas, Commercial (200 MBH), 120 GAL 1 18
D2010 135 Fair Backflow Preventer, Domestic Water, 3 IN 1 14
D2010 Utility Rooms/Areas Fair Sink/Lavatory, Service Sink, Floor 3 19
D2010 Restrooms Fair Sink/Lavatory, Wall-Hung, Enameled Steel 28 14
D2010 Throughout Building Fair Drinking Fountain, Wall-Mounted, Bi-Level 4 8
D2010 Pool Outdoor Area Fair Urinal, Standard 6 14
D2010 135 Fair Backflow Preventer, Domestic Water, 6 IN 1 14
D2010 Throughout Building Fair Sink/Lavatory, Vanity Top, Stainless Steel 20 14
D2020 Kitchen Fair Grease Trap/Interceptor, Grease Trap/Interceptor, Undercounter 1 11
D2030 135 Fair Pump, Sump, 3 HP 1 8
HVAC

D3020 133 Fair Unit Heater, Electric, 5 kW 2 11

D3020 Throughout Building Fair Cabinet Heater, Electric, 3to 4 LF 6 9
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Component Condition Report | Cashell Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 128 Fair Heat Pump, Water Source, 5 TON, 4 TON [HP 01-05] 1 5
D3030 116 Fair Heat Pump, Water Source, 5 TON, 2 TON [HP 01-01] 1 5
D3030 219 Fair Heat Pump, Water Source, 5 TON, 4 TON [HP 02-15] 1 5
D3030 122 Fair Heat Pump, Water Source, 5 TON, 4 [HP &1-03] 1 5
D3030 113 Fair Heat Pump, Water Source, 10 TON, 10 [HP 03-17] 1 5
D3030 230 Fair Heat Pump, Water Source, 5 TON, 3 TON [HP 02-13] 1 5
D3030 122 Fair Heat Pump, Water Source, 5 TON, 4 [HP 01-02] 1 5
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [AC-1] 1 4
D3030 205 Fair Heat Pump, Water Source, 5 TON, 2 TON [HP 01-09] 1 5
D3030 128 Fair Heat Pump, Water Source, 5 TON, 4 TON [HP01-04] 1 5
D3030 140 Fair Heat Pump, Water Source, 5 TON, 3 TON [HP 01-07] 1 5
D3030 Roof Fair Split System Ductless, Single Zone, 2 TON [AU-4] 1 4
D3030 164A Fair Heat Pump, Water Source, 5 TON, 4 TON [HP 02-03] 1 5
D3030 204 Fair Heat Pump, Water Source, 5 TON, 3 TON [HP 01-15] 1 5
D3030 213 Fair Heat Pump, Water Source, 5 TON, 4 TON [HP 01-12] 1 5
D3030 204 Fair Heat Pump, Water Source, 5 TON, 3 [HP 01-16] 1 5
D3030 105 Fair Heat Pump, Water Source, 5 TON, 4 [HP 02-06] 1 5
D3030 101 Fair Heat Pump, Water Source, 5 TON [HP3-16] 1 5
D3030 230 Fair Heat Pump, Water Source, 5 TON, 3 TON [HP 02-14] 1 5
D3030 148 Fair Heat Pump, Water Source, 5 TON, 2 TON [HP 02-08] 1 5
D3030 180 Fair Heat Pump, Water Source, 5 TON, 2 1 5
D3030 224 Fair Heat Pump, Water Source, 5 TON, 3 TON [HP 02-18] 1 5
D3030 213 Fair Heat Pump, Water Source, 5 TON, 4 TON [HP 01 - 13] 1 5
D3030 105 Fair Heat Pump, Water Source, 5 TON, 4 TON [HP 01-08] 1 5
D3030 170 Fair Heat Pump, Water Source, 5 TON, 4 TON [HP 02-02] 1 5
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Component Condition Report | Cashell Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 136 Fair Heat Pump, Water Source, 5 TON, 2 TON [HP 01-06] 1 5
D3030 Roof Fair Split System Ductless, Single Zone, 2 TON [AC-2] 1 8
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON [AC-3] 1 4
D3030 219 Fair Heat Pump, Water Source, 5 TON, 4 [HP 02-16] 1 5
D3030 170 Fair Heat Pump, Water Source, 5 TON, 2 TON [HP 02-01] 1 5
D3030 140 Fair Heat Pump, Water Source, 5 TON, 3 TON [HP 02-07] 1 5
D3030 224 Fair Heat Pump, Water Source, 5 TON, 3 TON [HP 02-17] 1 5
D3030 158 Fair Heat Pump, Water Source, 5 TON, 2 TON [HP 02-12] 1 5
D3050 16 Fair Pump, Distribution, HVAC Chilled or Condenser Water, 100 HP 1 9
D3050 Throughout Building Fair HVAC System, Hydronic Piping, 2-Pipe 71,171 SF 24
D3050 Throughout Building Fair HVAC System, Ductwork, Medium Density 71,171 SF 14
D3050 Roof Fair Air Handler, Exterior AHU, Packaged, 6001 to 8000 CFM, 7500 CFM [ERU-2] 1 5
D3050 Roof Fair Air Handler, Exterior AHU, Packaged, 4001 to 6000 CFM, 4900 CFM [ERU-3] 1 5
D3050 16 Fair Pump, Distribution, HVAC Chilled or Condenser Water, 100 HP 1 9
D3050 Roof Fair Air Handler, Exterior AHU, Packaged, 6001 to 8000 CFM, 8000 CFM [ERU-5] 1 5
D3050 Roof Fair Air Handler, Exterior AHU, Packaged, 8001 to 10000 CFM, 10000 CFM [ERU-4] 1 5
D3050 Roof Fair Air Handler, Exterior AHU, Packaged, 6001 to 8000 CFM, 7500 CFM [ERU-1] 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 4000 CFM [EF-17] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 300 CFM [EF-4] 1 7
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 900 CFM [EF-22] 1 7
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1750 CFM [EF-1] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 900 CFM [EF-3] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1750 CFM [EF-2] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [EF-5] 1 7
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 4000 CFM [EF-18] 1 6
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Component Condition Report | Cashell Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Kitchen Fair Supplemental Components, Air Curtain, 5' Wide Heated 1 11

Fire Protection

D4010 Throughout Building Fair Fire Suppression System, Existing Sprinkler Heads, by SF 71,171 SF 11
D4010 135 Fair Supplemental Components, Fire Riser, Wet, 4 IN 1 24
Electrical

D5010 133 Fair Automatic Transfer Switch, ATS, 100 AMP [ATS/PANEL EM] 1 11
D5010 Building Exterior Fair Generator, Gas or Gasoline, 80 KW 1 11
D5010 133 Fair Automatic Transfer Switch, ATS, 200 AMP [ATS/PANEL EHO] 1 11
D5020 133 Fair Secondary Transformer, Dry, Stepdown, 45 KVA 1 14
D5020 206 Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 14
D5020 133 Fair Secondary Transformer, Dry, Stepdown, 150 KVA 1 14
D5020 133 Fair Distribution Panel, 277/480 V, 800 AMP 1 14
D5020 180 Fair Secondary Transformer, Dry, Stepdown, 112.5 KVA 1 14
D5020 133 Fair Switchboard, 277/480 V, 2500 AMP [SWITCHBOARD SWBD] 1 24
D5020 133 Fair Secondary Transformer, Dry, Stepdown, 112.5 KVA 1 14
D5020 133 Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 14
D5020 114 Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 14
D5020 133 Fair Secondary Transformer, Dry, Stepdown, 15 KVA 1 14
D5020 133 Fair Distribution Panel, 277/480 V, 1200 AMP 1 14
D5030 16 Fair Variable Frequency Drive, VFD, by HP of Motor, 100 HP, Replace/Install [VFD P-2] 1 8
D5030 Throughout Building Fair Electrical System, Wiring & Switches, Average or Low Density/Complexity 71,171 SF 24
D5030 16 Fair Variable Frequency Drive, VFD, by HP of Motor, 100 HP, Replace/Install [VFD P.1] 1 8
D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 71,171 SF 11
D5040 Gymnasium Fair High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W 24 11

D5040 Throughout Building Fair Emergency & Exit Lighting System, Full Interior Upgrade, LED 71,171 SF 6
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Component Condition Report | Cashell Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Fire Alarm & Electronic Systems

D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 71,171 SF 11

D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 71,171 SF 8

D7050 Throughout Building Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 71,171 SF 11

D7050 133 Fair Fire Alarm Panel, Fully Addressable 1 8

D8010 Throughout Building Fair BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 71,171 SF 8

Equipment & Furnishings

E1030 Kitchen Fair Foodservice Equipment, Walk-In, Freezer [FREEZER] 1 11
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 1 8
E1030 Kitchen Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1 8
E1030 Roof Good Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 15
E1030 Roof Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 6
E1030 Kitchen Fair Foodservice Equipment, Deep Fryer 1 8
E1030 Cafeteria Fair Cafeteria Furnishings, Set-In Against-Wall Lunch Table, Up to 30 LF 5 11
E1030 Kitchen Fair Foodservice Equipment, Convection Oven, Double 1 8
E1030 Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1 8
E1030 Kitchen Fair Foodservice Equipment, Commercial Kitchen, 1-Bowl 1 16
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 1 8
E1030 Kitchen Fair Foodservice Equipment, Exhaust Hood, 3to 6 LF 1 8
E1030 Kitchen Fair Foodservice Equipment, Food Puree 1 6
E1030 Kitchen Fair Foodservice Equipment, Range, 2-Burner 1 6
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Refrigerator [COOLER] 1 11
E1030 Kitchen Fair Foodservice Equipment, Commercial Kitchen, 3-Bowl 1 16
E1070 Gymnasium Fair Basketball Backboard, Wall-Mounted, Fixed 6 14

E1070 Multi-Purpose Room Fair Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour 200 SF 8
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Component Condition Report | Cashell Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
E2010 Throughout Building Fair Casework, Cabinetry, Standard 200 LF 11

E2010 Throughout Building Fair Casework, Countertop, Plastic Laminate 80 LF 8

E2010 Library Fair Library Shelving, Single-Faced, up to 90" Height 60 LF 9

E2010 Library Fair Library Shelving, Double-Faced, up to 90" Height 30 LF 11
Sitework

G4050 Throughout Building Fair Site Lighting, Wall Pack or Walkway Pole-Mounted, any type w/ LED, 26 WATT 10 11

Follow-up Studies
P2030 2nd floor Poor Architectural Study, Building Envelope, Fagade, Evaluate/Report 1 2
P2030 Across from 164A Poor Architectural Study, Building Envelope, Facade, Evaluate/Report 1 1

Component Condition Report | Cashell Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
HVAC

D3030 Portable 2  Fair Heat Pump, Packaged & Wall-Mounted, 3.5 TON 1 11

D3030 Portable 2  Fair Heat Pump, Packaged & Wall-Mounted, 3.5 TON 1 11

D3030 Portable 3  Fair Heat Pump, Packaged & Wall-Mounted, 3 TON 1 11

D3030 Portable 3  Fair Heat Pump, Packaged & Wall-Mounted, 3.5 TON 1 11

Special Construction & Demo

F1020 Site Fair Ancillary Building, Classroom/Office Module, Standard/Permanent 1,600 SF 19
F1020 Site Fair Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal 80 SF 16
F1020 Site Fair Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal 80 SF 16
F1020 Site Fair Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal 150 SF 16
F1020 Site Fair Ancillary Building, Classroom/Office Module, Standard/Permanent 1,600 SF 19
F1020 Site Fair Covered Walkway, Metal-Framed, Light/Medium Gauge 700 SF 16

Pedestrian Plazas & Walkways
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Component Condition Report | Cashell Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
G2020 Site Fair Parking Lots, Pavement, Asphalt, Overlay 45,000 SF 13
G2020 Site Fair Parking Lots, Pavement, Asphalt, Seal & Stripe 45,000 SF 4
G2030 Site Fair Sidewalk, Concrete, Small Areas/Sections 1,000 SF 21

Athletic, Recreational & Playfield Areas

G2050 Site Fair Play Structure, Multipurpose, Large 1 11
G2050 Site Fair Sports Apparatus, Basketball, Backboard/Rim/Pole 4 13
G2050 Site Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 16,000 SF 13
G2050 Site Fair Sports Apparatus, Baseball, Backstop Chain-Link 1 11
Sitework

G2060 Site Fair Fences & Gates, Fence, Chain Link 4' 200 LF 21
G2060 Site Fair Park Bench, Precast Concrete 4 11
G2060 Site Fair Fences & Gates, Fence, Chain Link 6' 200 LF 21
G2060 Site Fair Signage, Property, Building or Pole-Mounted, Replace/Install 1 11

G4050 Site Fair Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 1000 WATT, Replace/Install 10 11
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Replacement Reserves Report @
4/9/2026

Location 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Total Escalated Estimate
Cashell Elementary School $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0

Cashell Elementary School / Main Building $0 $7,210 $26,523 $0 $656,284 $574,449 $343,124 $4,919 $598,168 $216,994 $0 $1,772,101 $0 $0 $1,215,916 $276,228 $435,295 $29,751 $50,869 $27,179 $0 $6,235,011
Cashell Elementary School / Site $0 $0 $0 $0 $22,792 $0 $0 $0 $0 $26,422 $0 $150,051 $0 $242,308 $30,630 $0 $43,889 $0 $0 $1,157,752 $0 $1,673,843
Grand Total $0 $7,210 $26,523 $0 $679,076 $574,449 $343,124 $4,919 $598,168 $243,416 $0 $1,922,151 $0 $242,308 $1,246,546 $276,228 $479,183 $29,751 $50,869 $1,184,932 $0 $7,908,854
Cashell Elementary School

Cashell Elementary School / Main Building

gz::rmat Location DescriptionID Cost Description :‘éfjt;’ 2" EAge RUL  QuantityUnit  Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2030 2040 2041 2042 2043 2044 2045 Deﬁcie"cés::’;:
B2010 Building Exterior 10283138 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 20 1 9 17800 SF $1.86 $33,108 $33,108 $33,108
B2020 Building Exterior 10283141 Glazing, any type by SF, Replace 30 16 14 4400 SF $55.00 $242,000 $242,000 $242,000
B2050 Building Exterior 10283164 Overhead/Dock Door, Steel, 12'x12' (144 SF), Replace 30 16 14 1 EA $3,200.00  $3,200 $3,200 $3,200
B3010 Roof 10429068 Roofing, Modified Bitumen, Replace 20 16 4 57000 SF $10.00 $570,000 $570,000 $570,000
C1070 Throughout Building 10283196 Suspended Ceilings, Acoustical Tile (ACT), Replace 25 14 11 64100 SF $3.50 $224,350 $224,350 $224,350
C1090 Restrooms 10283153 Toilet Partitions, Plastic/Laminate, Replace 20 9 11 24 EA $750.00 $18,000 $18,000 $18,000
C2010 Gymnasium 10283213 Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace 15 7 8 100 SF $16.80  $1,680 $1,680 $1,680
C2010 Throughout Building 10283148 Wall Finishes, any surface, Prep & Paint 10 4 6 85400 SF $1.50 $128,100 $128,100 $128,100 $256,200
C2030 Utility Rooms/Areas 10283132 Flooring, any surface, w/ Paint or Sealant, Prep & Paint 10 4 6 3600 SF $1.50  $5,400 $5,400 $5,400 $10,800
C2030 Throughout Building 10283197 Flooring, Wood, Strip, Refinish 10 4 6 3600 SF $4.00 $14,400 $14,400 $14,400 $28,800
C2030 Throughout Building 10283199 Flooring, Vinyl Tile (VCT), Replace 15 13 2 3600 SF $5.00 $18,000 $18,000 $18,000 $36,000
C2030 Throughout Building 10283198 Flooring, Vinyl Tile (VCT), Replace 15 0 15 34200 SF $5.00 $171,000 $171,000 $171,000
C2030 Throughout Building 10283214 Flooring, Carpet, Commercial Standard, Replace 10 4 6 7100 SF $7.50 $53,250 $53,250 $53,250 $106,500
C2050 Gymnasium 10283142 Ceiling Finishes, exposed irregular elements, Prep & Paint 10 4 6 7100 SF $2.50 $17,750 $17,750 $17,750 $35,500
D1010 Elevator Shafts/Utility 10283115 Elevator Cab Finishes, Standard, Replace 15 7 8 1 EA $9,000.00 $9,000 $9,000 $9,000
D1010 128A 10283152 Elevator Controls, Automatic, 1 Car, Replace 20 2 18 1 EA $5,000.00 $5,000 $5,000 $5,000
D2010 135 10283157 Water Heater, Gas, Commercial (200 MBH), Replace 20 2 18 1 EA  $16,600.00 $16,600 $16,600 $16,600
D2010 135 10283131 Backflow Preventer, Domestic Water, Replace 30 16 14 1 EA $5,200.00  $5,200 $5,200 $5,200
D2010 135 10283174 Backflow Preventer, Domestic Water, Replace 30 16 14 1 EA  $10,500.00 $10,500 $10,500 $10,500
D2010 Throughout Building 10283224 Drinking Fountain, Wall-Mounted, Single-Level, Replace 15 7 8 2 EA $1,200.00 $2,400 $2,400 $2,400
D2010 Throughout Building 10283172 Drinking Fountain, Wall-Mounted, Bi-Level, Replace 15 7 8 4 EA $1,500.00 $6,000 $6,000 $6,000
D2010 Restrooms 10283175 Toilet, Commercial Water Closet, Replace 30 16 14 30 EA $1,300.00 $39,000 $39,000 $39,000
D2010 Restrooms 10283109 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace 30 16 14 28 EA $1,700.00 $47,600 $47,600 $47,600
D2010 Pool Outdoor Area 10283108 Urinal, Standard, Replace 30 16 14 6 EA $1,100.00  $6,600 $6,600 $6,600
D2010 Throughout Building 10283125 Sink/Lavatory, Vanity Top, Stainless Steel, Replace 30 16 14 20 EA $1,200.00 $24,000 $24,000 $24,000
D2010 Utility Rooms/Areas 10283178 Sink/Lavatory, Service Sink, Floor, Replace 35 16 19 3 EA $800.00  $2,400 $2,400 $2,400
D2020 Kitchen 10283168 Grease Trap/Interceptor, Grease Trap/Interceptor, Undercounter, Replace 20 9 11 1 EA $1,800.00 $1,800 $1,800 $1,800
D2030 135 10283160 Pump, Sump, Replace 15 7 8 1 EA $4,270.00  $4,270 $4,270 $4,270
D3020 Throughout Building 10283202 Cabinet Heater, Electric, 3 to 4 LF, Replace 25 16 9 6 EA $3,500.00 $21,000 $21,000 $21,000
D3020 133 10283126 Unit Heater, Electric, Replace 20 9 1 2 EA $1,800.00  $3,600 $3,600 $3,600
D3030 Roof 10429073 Split System Ductless, Single Zone, Replace 15 1 4 1 EA $3,500.00  $3,500 $3,500 $3,500 $7,000
D3030 Roof 10429079 Split System Ductless, Single Zone, Replace 15 " 4 1 EA $4,800.00 $4,800 $4,800 $4,800 $9,600
D3030 Roof 10429081 Split System Ductless, Single Zone, Replace 15 1 4 1 EA $4,800.00 $4,800 $4,800 $4,800 $9,600
D3030 128 10283123 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 116 10283229 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 219 10283111 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 122 10283200 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 113 10283114 Heat Pump, Water Source, 10 TON, Replace 20 15 5 1 EA  $11,800.00 $11,800 $11,800 $11,800
D3030 230 10283139 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 122 10283205 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 205 10283195 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 128 10283226 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
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Uniformat
Code

D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D4010
D5010
D5010
D5010
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020

Location DescriptionID

140
164A
204
213
204
105
101

148
180
224
213
105
170
136
219
170
140
224
158
Roof
16

16
Roof
Roof
Roof
Roof
Roof
Throughout Building
Roof
Roof
Roof
Roof
Roof
Roof
Roof
Roof
Kitchen
Throughout Building
Building Exterior
133
133
133
206
133
180
133

114
133
133

10283221

10283119

10283209

10283186

10283117

10283124

10283193

10283210

10283191

10283220

10283192

10283215

10283163

10283155

10283151

10283203

10283207

10283116

10283176

10283143

10429074

10429061
10429082

10429062 Air Handler, Exterior AHU, Packaged, 6001 to 8000 CFM, Replace
10429064 Air Handler, Exterior AHU, Packaged, 4001 to 6000 CFM, Replace
10429070 Air Handler, Exterior AHU, Packaged, 6001 to 8000 CFM, Replace
10429065 Air Handler, Exterior AHU, Packaged, 8001 to 10000 CFM, Replace

10429083 Air Handler, Exterior AHU, Packaged, 6001 to 8000 CFM, Replace

10283110

10429067

10429076

10429078

10429077

10429080

10429072

10429063

10429069

10283228 Supplemental Components, Air Curtain, 5' Wide Heated, Replace

10283206 Fire Suppression System, Existing Sprinkler Heads, by SF, Replace

10283170

10283144

10283167

Cost Description

Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace
Heat Pump, Water Source, 5 TON, Replace

Split System Ductless, Single Zone, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, Replace

HVAC System, Ductwork, Medium Density, Replace

Exhaust Fan, Roof or Wall-Mounted, 24" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace

Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace

Generator, Gas or Gasoline, Replace
Automatic Transfer Switch, ATS, Replace

Automatic Transfer Switch, ATS, Replace

10283129 Secondary Transformer, Dry, Stepdown, Replace
10283146 Secondary Transformer, Dry, Stepdown, Replace
10283216 Secondary Transformer, Dry, Stepdown, Replace
10283165 Secondary Transformer, Dry, Stepdown, Replace
10283184 Secondary Transformer, Dry, Stepdown, Replace
10283118 Secondary Transformer, Dry, Stepdown, Replace
10283135 Secondary Transformer, Dry, Stepdown, Replace
10283112 Secondary Transformer, Dry, Stepdown, Replace

10283122 Distribution Panel, 277/480 V, Replace

Lifespan

(EUL)
20

20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
15
25
25
20
20
20
20
20
30
20
20
20
20
20
20
20
20
20
25
25
25
25
30
30
30
30
30
30
30
30
30

EAge

15

16
16

14
14

RUL

QuantityUnit

1

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

SF

EA

EA

EA

EA

EA

EA

EA

EA

EA

SF

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

Unit Cost* Subtotal 2025

$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$4,800.00
$46,200.00
$46,200.00
$63,700.00
$41,350.00
$63,700.00
$86,075.00
$63,700.00
$4.00
$3,000.00
$2,400.00
$1,400.00
$2,400.00
$3,000.00
$1,200.00
$1,400.00
$1,400.00
$2,800.00
$1.07
$52,000.00
$8,500.00
$12,000.00
$7,600.00
$10,000.00
$20,000.00
$16,000.00
$16,000.00
$10,000.00
$10,000.00
$6,000.00
$10,000.00

$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$4,800
$46,200
$46,200
$63,700
$41,350
$63,700
$86,075
$63,700
$284,684
$3,000
$2,400
$1,400
$2,400
$3,000
$1,200
$1,400
$1,400
$2,800
$76,153
$52,000
$8,500
$12,000
$7,600
$10,000
$20,000
$16,000
$16,000
$10,000
$10,000
$6,000
$10,000

2026

2027

2028

2029

2030

$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900

$5,900

$63,700
$41,350
$63,700
$86,075
$63,700

2031

$3,000
$2,400
$1,400
$2,400
$3,000

2032 2033 2034 2035 2036
$4,800
$46,200
$46,200
$1,200
$1,400
$1,400
$2,800
$76,153
$52,000
$8,500
$12,000

2037 2038 2039

$284,684

$7,600
$10,000
$20,000
$16,000
$16,000
$10,000
$10,000

$6,000
$10,000

L]

Deficiency Repair
Estimate

$5,900

2040 2041 2042 2043 2044 2045

$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$4,800
$46,200
$46,200
$63,700
$41,350
$63,700
$86,075
$63,700
$284,684
$3,000
$2,400
$1,400
$2,400
$3,000
$1,200
$1,400
$1,400
$2,800
$76,153
$52,000
$8,500
$12,000
$7,600
$10,000
$20,000
$16,000
$16,000
$10,000
$10,000
$6,000
$10,000
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g:::rmat Location DescriptionID Cost Description :‘:SE)PE" EAge RUL  QuantityUnit  Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Deﬁciencé';:i:’;:
D5020 133 10283127 Distribution Panel, 277/480 V, Replace 30 16 14 1 EA  $14,000.00 $14,000 $14,000 $14,000
D5030 16 10429075 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install 20 12 8 1 EA  $35,000.00 $35,000 $35,000 $35,000
D5030 16 10429084 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install 20 12 8 1 EA  $35,000.00 $35,000 $35,000 $35,000
D5040 Throughout Building 10283230 Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace 10 4 6 71171 SF $0.65 $46,261 $46,261 $46,261 $92,522
D5040 Throughout Building 10283158 Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace 20 9 1" 71171 SF $5.00 $355,855 $355,855 $355,855
D5040 Gymnasium 10283183 High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace 20 9 1" 24 EA $1,700.00 $40,800 $40,800 $40,800
D6060 Throughout Building 10283130 Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace 20 9 11 71171 SF $1.65 $117,432 $117,432 $117,432
D7030 Throughout Building 10283222 Security/Surveillance System, Full System Upgrade, Average Density, Replace 15 7 8 71171 SF $2.00 $142,342 $142,342 $142,342
D7050 133 10283180 Fire Alarm Panel, Fully Addressable, Replace 15 7 8 1 EA  $15,000.00 $15,000 $15,000 $15,000
D7050 Throughout Building 10283188 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 20 9 1" 71171 SF $3.00 $213,513 $213,513 $213,513
D8010 Throughout Building 10283218 BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 15 7 8 71171 SF $2.50 $177,928 $177,928 $177,928
E1030 Roof 10429066 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 9 6 1 EA $6,300.00 $6,300 $6,300 $6,300
E1030 Kitchen 10283147 Foodservice Equipment, Food Puree, Replace 10 4 6 1 EA $2,000.00 $2,000 $2,000 $2,000 $4,000
E1030 Kitchen 10283204 Foodservice Equipment, Range, 2-Burner, Replace 15 9 6 1 EA $1,700.00  $1,700 $1,700 $1,700
E1030 Kitchen 10283145 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace 15 7 8 1 EA $4,600.00  $4,600 $4,600 $4,600
E1030 Kitchen 10283227 Foodservice Equipment, Refrigerator, 1-Door Reach-In, Replace 15 7 8 1 EA $2,700.00  $2,700 $2,700 $2,700
E1030 Kitchen 10283156 Foodservice Equipment, Deep Fryer, Replace 15 7 8 1 EA $7,000.00 $7,000 $7,000 $7,000
E1030 Kitchen 10283140 Foodservice Equipment, Convection Oven, Double, Replace 10 2 8 1 EA $8,280.00 $8,280 $8,280 $8,280 $16,560
E1030 Kitchen 10283181 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15 7 8 1 EA $1,700.00 $1,700 $1,700 $1,700
E1030 Kitchen 10283223 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace 15 7 8 1 EA $4,600.00 $4,600 $4,600 $4,600
E1030 Kitchen 10283162 Foodservice Equipment, Exhaust Hood, 3 to 6 LF, Replace 15 7 8 1 EA $3,300.00  $3,300 $3,300 $3,300
E1030 Kitchen 10283211 Foodservice Equipment, Walk-In, Freezer, Replace 20 9 11 1 EA  $25,000.00 $25,000 $25,000 $25,000
E1030 Cafeteria 10283150 Cafeteria Furnishings, Set-In Against-Wall Lunch Table, Up to 30 LF, Replace 20 9 11 5 EA $7,000.00 $35,000 $35,000 $35,000
E1030 Kitchen 10283154 Foodservice Equipment, Walk-In, Refrigerator, Replace 20 9 1 1 EA  $15,000.00 $15,000 $15,000 $15,000
E1030 Roof 10429071 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 0 15 1 EA $6,300.00  $6,300 $6,300 $6,300
E1030 Kitchen 10283113 Foodservice Equipment, Commercial Kitchen, 1-Bowl, Replace 30 14 16 1 EA $1,600.00 $1,600 $1,600 $1,600
E1030 Kitchen 10283161 Foodservice Equipment, Commercial Kitchen, 3-Bowl, Replace 30 14 16 1 EA $2,500.00  $2,500 $2,500 $2,500
E1070 Multi-Purpose Room 10283149 Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace 15 7 8 200 SF $13.00 $2,600 $2,600 $2,600
E1070 Gymnasium 10283217 Basketball Backboard, Wall-Mounted, Fixed 30 16 14 6 EA $3,580.00 $21,480 $21,480 $21,480
E2010 Throughout Building 10283136 Casework, Countertop, Plastic Laminate, Replace 15 7 8 80 LF $50.00  $4,000 $4,000 $4,000
E2010 Library 10283166 Library Shelving, Single-Faced, up to 90" Height, Replace 20 " 9 60 LF $330.00 $19,800 $19,800 $19,800
E2010 Throughout Building 10283173 Casework, Cabinetry, Standard, Replace 20 9 1" 200 LF $300.00 $60,000 $60,000 $60,000
E2010 Library 10283219 Library Shelving, Double-Faced, up to 90" Height, Replace 20 9 1 30 LF $480.00 $14,400 $14,400 $14,400
G4050 Throughout Building 10283194 Site Lighting, Wall Pack or Walkway Pole-Mounted, any type w/ LED, Replace 20 9 1" 10 EA $400.00  $4,000 $4,000 $4,000
P2030 Across from 164A 10283212 Architectural Study, Building Envelope, Fagade, Evaluate/Report 0 -1 1 1 EA $7,000.00 $7,000 $7,000 $7,000
P2030 2nd floor 10283169 Architectural Study, Building Envelope, Fagade, Evaluate/Report 0 -2 2 1 EA $7,000.00 $7,000 $7,000 $7,000
Totals, Unescalated $7,000 $25,000 $0 $583,100 $495,525 $287,361 $4,000 $472,200 $166,308 $0 $1,280,203 $0 $0 $803,864 $177,300 $271,261 $18,000 $29,880 $15,500 $0 $4,636,502
Totals, Escalated (3.0% inflation, compounded annually) $7,210 $26,523 $0 $656,284 $574,449 $343,124 $4,919 $598,168 $216,994 $0 $1,772,101 $0 $0 $1,215,916 $276,228 $435,295 $29,751 $50,869 $27,179 $0 $6,235,011
Cashell Elementary School / Site

Uniformat CodeLocation DescriptionID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044  2045Deficiency Repair Estimate
D3030 Portable 2 10283241 Heat Pump, Packaged & Wall-Mounted, Replace 20 9 1 1 EA $5,500.00  $5,500 $5,500 $5,500
D3030 Portable 2 10283234 Heat Pump, Packaged & Wall-Mounted, Replace 20 9 1 1 EA $5,500.00  $5,500 $5,500 $5,500
D3030 Portable 3 10283248 Heat Pump, Packaged & Wall-Mounted, Replace 20 9 1" 1 EA $4,400.00 $4,400 $4,400 $4,400
D3030 Portable 3 10283251 Heat Pump, Packaged & Wall-Mounted, Replace 20 9 1 1 EA $5,500.00 $5,500 $5,500 $5,500
F1020 Site 10283244 Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal, Replace 30 14 16 80 SF $25.00 $2,000 $2,000 $2,000
F1020 Site 10283239 Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal, Replace 30 14 16 80 SF $25.00 $2,000 $2,000 $2,000
F1020 Site 10283247 Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal, Replace 30 14 16 150 SF $25.00 $3,750 $3,750 $3,750
F1020 Site 10283238 Covered Walkway, Metal-Framed, Light/Medium Gauge, Replace 30 14 16 700 SF $28.00 $19,600 $19,600 $19,600
F1020 Site 10283237 Ancillary Building, Classroom/Office Module, Standard/Permanent, Replace 35 16 19 1600 SF $200.00 $320,000 $320,000 $320,000
F1020 Site 10283249 Ancillary Building, Classroom/Office Module, Standard/Permanent, Replace 35 16 19 1600 SF $200.00 $320,000 $320,000 $320,000
G2020 Site 10283253 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 1 4 45000 SF $0.45 $20,250 $20,250 $20,250 $20,250 $20,250 $81,000
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Uniformat CodeLocation DescriptionlD Cost Description

G2020 Site 10283250 Parking Lots, Pavement, Asphalt, Overlay 25
G2050 Site 10283235 Sports Apparatus, Baseball, Backstop Chain-Link, Replace 20
G2050 Site 10283245 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace 25
G2050 Site 10284959 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 25
G2050 Site 10283233 Play Structure, Multipurpose, Large, Replace 20
G2060 Site 10283252 Park Bench, Precast Concrete, Replace 25
G2060 Site 10283243 Signage, Property, Building or Pole-Mounted, Replace/Install 20
G4050 Site 10283236 Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, Replace/Install 20

Totals, Escalated (3.0% inflation, compounded annually)

Lifespan (EUL)EAge

12

9

12
12

RUL

QuantityUnit
45000 SF
1 EA
4 EA
16000 SF
1 EA
4 EA
1 EA
10 EA

Unit Cost* Subtotal 2025

$2.00
$5,000.00
$4,750.00
$3.50
$35,000.00
$1,000.00
$1,500.00

$4,200.00

$90,000
$5,000
$19,000
$56,000
$35,000
$4,000
$1,500

$42,000

$0
$0

2026

$0
$0

2027

$0
$0

2028 2029

$0 $20,250
$0 $22,792

2030

$0
$0

2031 2032 2033 2034 2035 2036

$5,000

$35,000

$4,000

$1,500

$42,000

$0 $0
$0 $0

$0 $20,250 $0 $108,400

$0 $26,422 $0 $150,051

L]
2037 2038 2039 2040 2041 2042 2043 2044  2045Deficiency Repair Estimate
$90,000 $90,000
$5,000
$19,000 $19,000
$56,000 $56,000
$35,000
$4,000
$1,500
$42,000
$0 $165,000 $20,250 $0 $27,350 $0 $0 $660,250 $0 $1,021,750
$0 $242,308 $30,630 $0 $43,889 $0 $0 $1,157,752 $0 $1,673,843

* Markup has been included in unit costs.
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Index ID

D10 Conveying

1 10283152

2 10283179

UFCode

D1010

D1010

Component Description

Elevator Controls

Passenger Elevator

Attributes

Automatic, 1 Car

Overhead Traction, 2-5
Floors

Capacity

2500 LB

Building Location Detail

Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building

128A

128A

Manufacturer

No dataplate

Ecospace

Model

No dataplate

No dataplate

Serial

No dataplate

No dataplate

[Draitt = [7er DIscussion PUrpeses Omly

Dataplate Yr

2023

2023

Barcode

Qty



Index ID

D20 Plumbing

1 10283157
2 10283131
3 10283174
4 10283168
5 10283160

UFCode

D2010

D2010

D2010

D2020

D2030

Component Description

Water Heater

Backflow Preventer

Backflow Preventer

Grease
Trap/Interceptor

Pump

Attributes Capacity
Gas, Commercial (200

120 GAL
MBH)
Domestic Water 3IN
Domestic Water 6 IN

Grease Trap/Interceptor,
Undercounter

Sump 3 HP

Building

Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building

Location Detail

135

135

135

Kitchen

135

Manufacturer

State Industries,

Inc.

Watts

Watts

No dataplate

Inaccessible

Model

SUF-60-120-NE 300

709

709

No dataplate

Inaccessible

Serial

2325134654764

No dataplate

258881

No dataplate

Inaccessible

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty

2023

2009

2009
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D30 HVAC

Cashell
Elementary Throughout
School / Main Building
Building
Cashell
Elementary
School / Main
Building
Cashell
3.5TON Elementary Portable 2 Bard Inaccessible Inaccessible
School / Site

Cashell
3.5 TON Elementary Portable 2 Bard Inaccessible Inaccessible
School / Site

Cashell
3 TON Elementary Portable 3 Bard S38H1DA10RXXXXE 309F112808007-02
School / Site

Cashell
3.5TON Elementary Portable 3 Bard W42H2DA10RXXXXE 332C143108236-02
School / Site

Cashell
Elementary
School / Main
Building
Cashell

Heat Pump [HP 01 - Elementary
Water S ,5TON 4 TON ,
13] ater souree School / Main

Building

Cashell
9 10283220  D3030  LeatPUmPIAPOT e Source, 5TON  2TON Elementary
01] School / Main
Building
Cashell

Heat Pump [HP 01- Elementary
Water S ,5TON 4 .
02] ater souree School / Main

Building
Cashell

Heat Pump [HP 01- Elementary
Wat TON 4 TON
05] ater Source, 5 TO © School / Main

Building

Cashell
12 10283151 D3030  HoatPUMPIAPOl e Source, 5TON 2 TON Elementary
06] School / Main

Building

1 10283202 D3020 Cabinet Heater Electric, 3to 4 LF No dataplate No dataplate No dataplate 2009 6

2 10283126 D3020 Unit Heater Electric 5 kW 133 Inaccessible Inaccessible Inaccessible 2

Packaged & Wall-

3 10283241 D3030 Heat P
eat Fump Mounted

Packaged & Wall-

4 10283234 D3030 Heat Pump Mounted

Packaged & Wall-

1028324 D Heat P
5 0283248 3030 eat Pump Mounted

Packaged & Wall-

6 10283251 D3030 Heat Pump Mounted

7 10283220 D3030 Heat Pump Water Source, 5 TON 2 180 FHP Manufacturing EC024-2VTC SC107451 2009

8 10283215 D3030

213 FHP Manufacturing EC048-4VTC SC107633 2009

116 FHP Manufacturing EC024-2VTC SC 108079 2009

10 10283205 D3030

122 FHP Manufacturing EC048-4VTC SC107629 2009

11 10283123 D3030

128 FHP Manufacturing EC048-4VTC SC107656 2009

136 FHP Manufacturing EC024-2VTC SC107625 2009



Index

13

14

15

16

17

18

19

20

21

22

23

ID

10283221

10283163

10283195

10283186

10283209

10283117

10283207

10283155

10283119

10283124

10283116

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Heat Pump [HP 01-
07]

Heat Pump [HP 01-
08]

Heat Pump [HP 01-
09]

Heat Pump [HP 01-
12]

Heat Pump [HP 01-
15]

Heat Pump [HP 01-
16]

Heat Pump [HP 02-
01]

Heat Pump [HP 02-
02]

Heat Pump [HP 02-
03]

Heat Pump [HP 02-
06]

Heat Pump [HP 02-
07]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

3 TON

4 TON

2TON

4 TON

3 TON

2TON

4 TON

4 TON

3 TON

Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building

Location Detail

140

105

205

213

204

204

170

170

164A

105

140

Manufacturer

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

Model

EC036-4VTC

EC048

EC024-2VTC

EC048-4VTC

EC036-4VTC

EC036-4VTC

EC024-2VTC

EC048-4VTC

EC048-4VTC

EC048-4VTC

EC036-4VTC

Serial

SC108102

SC107657

SC108081

SC107649

SC198101

SC108113

SC107452

SC107630

SC107650

SC107642

SC108117

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

Barcode

EC036-4VTC

EC024-2VTC

Qty



Index

24

25

26

27

28

29

30

31

32

33

34

ID

10283191

10283143

10283139

10283210

10283111

10283203

10283176

10283192

10283114

10283200

10283226

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Heat Pump [HP 02-
08]

Heat Pump [HP 02-
12]

Heat Pump [HP 02-
13]

Heat Pump [HP 02-
14]

Heat Pump [HP 02-
15]

Heat Pump [HP 02-
16]

Heat Pump [HP 02-
17]

Heat Pump [HP 02-
18]

Heat Pump [HP 03-
17]

Heat Pump [HP @1-
03]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 10 TON

Water Source, 5 TON

Heat Pump [HP01-04] Water Source, 5 TON

Capacity

2TON

2TON

3 TON

3 TON

4 TON

3 TON

3 TON

10

4 TON

Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building

Location Detail

148

158

230

230

219

219

224

224

113

122

128

Manufacturer

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

FHP Manufacturing

Model

EC024-2VTC

EC024-2VTC

EC036-4VTC

EC036-4VTC

EC048-4VTC

EC048-4VTC

EC036-4VTC

EC036-4VTC

EC 120-4VTC

EC048-4VTC

EC048-4VTC

Serial

SC 108080

SC1080

SB103449

SB103450

SC107621

SC107666

SC108114

SC108103

SC107569

SC107655

SC107620

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009

2009



Index

35

36

37

38

39

40

41

42

43

44

45

ID

10283193

10429073

10429074

10429081

10429079

10429061

10429082

10429083

10429062

10429064

10429065

UFCode

D3030

D3030

D3030

D3030

D3030

D3050

D3050

D3050

D3050

D3050

D3050

Component Description

Heat Pump [HP3-16]

Split System
Ductless [AC-1]

Split System
Ductless [AC-2]

Split System
Ductless [AC-3]

Split System
Ductless [AU-4]

Pump

Pump

Air Handler [ERU-1]

Air Handler [ERU-2]

Air Handler [ERU-3]

Air Handler [ERU-4]

Attributes

Water Source, 5 TON

Single Zone

Single Zone

Single Zone

Single Zone

Distribution, HVAC
Chilled or Condenser
Water

Distribution, HVAC
Chilled or Condenser
Water

Exterior AHU, Packaged,

6001 to 8000 CFM

Exterior AHU, Packaged,

6001 to 8000 CFM

Exterior AHU, Packaged,

4001 to 6000 CFM

Exterior AHU, Packaged,

8001 to 10000 CFM

Capacity

1 TON

2TON

1.5 TON

2TON

100 HP

100 HP

7500 CFM

7500 CFM

4900 CFM

10000 CFM

Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building

Location Detail

101

Roof

Roof

Roof

Roof

16

16

Roof

Roof

Roof

Roof

Manufacturer

FHP Manufacturing

lllegible

Inaccessible

Mitsubishi Electric

Mitsubishi Electric

No dataplate

No dataplate

INNOVENT

INNOVENT

INNOVENT

INNOVENT

Model

EC060-4VTC

lllegible

Inaccessible

PUZ-A18NHA2

PUZ-A24NHA2

No dataplate

No dataplate

E-LAZER-2B-7500-
HP/FIFR/FC-1-A

E-LAZER-2B-7500-
HP/IF/FR/FC-1-A

E-LAZER-2B-4900-
HP/IF/FR/FC-1-A

E-5000-1/SP-10000-

HP/HG/IP/FR/FC/VS-1-A

Serial

SC108120

lllegible

Inaccessible

NA

NA

No dataplate

No dataplate

2080391

208039-2

208039-3

208039-4

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2009

2009

2009

2009

2009

2009

2009

Barcode

Qty
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
Cashell
) Exterior AHU, Packaged, Elementary E-5000-1/SP-8000-
46 10429070 D3050 Air Handler [ERU-5 8000 CFM Roof INNOVENT 208039-5 2009
ir Handler [ I 6001 to 8000 CFM School / Main ~ °° HP/IF/FC/FRA/S-1-A
Building
Cashell
Roof or Wall-Mounted, Element . .
47 10429076 D3060 Exhaust Fan [EF-1] o0 O WWaIFVOUNEA,  yong cpm SomeMay  poof Cook lllegible lllegible 2009
16" Damper School / Main
Building
Cashell
Roof or Wall-Mounted Element
48 10429067 D3060 Exhaust Fan [EF-17] o0 O WAFVOUNES 550 cpm - S omem@Y  poof Cook lllegible lllegible 2009
24" Damper School / Main
Building
Cashell
Roof or Wall-Mounted, Elementary 1058041578-
49 10429080 D3060 Exhaust Fan [EF-18 4000 CFM Roof Cook 210ACE 210C6B 2009
xhaust Fan [EF-18] 1. b omper School / Main ~ °° o0 01/0002202
Building
Cashell
Roof or Wall-Mounted, Element . .
50 10429077 D3060 Exhaust Fan [EF-2] o0 O WAMOUNEG, —yong cpy Z0meM@Y  Roof Cook lllegible lllegible 2009
16" Damper School / Main
Building
Cashell
Roof or Wall-Mounted Element
51 10429063 D3060 Exhaust Fan [EF-22] o0 OF WaMOUNed 944 o emenany - poof Cook 120 ACFU lllegible 2009
12" Damper School / Main
Building
Cashell
Roof or Wall-Mounted, Elementary 1058041578-
52 10429078 D3060 Exhaust Fan [EF-3] 00 g00CFM (ST Roof Cook 120 ACE 12002B 010008101 2009
Building
Cashell
Roof or Wall-Mount Element
53 10429072 D3060 Exhaust Fan [EF-4] <00 or Wall-Mounted, 5 oy, ementary - poof Cook lllegible lllegible 2009
10" Damper School / Main
Building
Cashell
Roof or Wall-Mounted Element
54 10429069 D3060 Exhaust Fan [EF-5] o0 O WalMOUNES, —yaag cpm Z0meMaY  Roof Cook lllegible lllegible 2009
12" Damper School / Main
Building
Cashell
Supplemental Air Curtain, 5' Wid Element , ,
55 10283228 D3060 upplementa Irurtain, 5 ¥ide ememany - yitchen Mars Air Systems ~ NHV48 0BO9FNHV48-L
Components Heated School / Main

Building



Index

ID

D50 Electrical

10

11

10283170

10283167

10283144

10283129

10283146

10283216

10283165

10283184

10283118

10283135

10283112

UFCode

D5010

D5010

D5010

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

Component Description

Generator

Automatic Transfer
Switch [ATS/PANEL
EHQO]

Automatic Transfer
Switch [ATS/PANEL
EM]

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Attributes

Gas or Gasoline

ATS

ATS

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Capacity

80 KW

200 AMP

100 AMP

45 KVA

75 KVA

150 KVA

112.5 KVA

112.5 KVA

75 KVA

75 KVA

15 KVA

Building

Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building

Location Detail

Building Exterior

133

133

133

206

133

180

133

133

114

133

Manufacturer

Generac

Generac

Generac

Siemens

Siemens

Siemens

Siemens

Siemens

Siemens

Siemens

Siemens

Model

Inaccessible

10774180100

10774180200

3F3Y045TP1

3F3Y075TP1

3F3Y150K13TP1

3F3Y112TP1

3F3Y112TP1

3F3Y075TP1

3F3Y075TP1

3F3Y015TP1

Serial

Inaccessible

98765

98766

NA

NA

NA

NA

NA

NA

NA

NA

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr

2009

2009

2009

2009

2009

2009

2009

2009

2009



Index

12

13

14

15

16

17

ID

10283134

10283122

10283127

10429084

10429075

10283183

UFCode

D5020

D5020

D5020

D5030

D5030

D5040

Component Description

Switchboard
[SWITCHBOARD
SWBD]

Distribution Panel

Distribution Panel

Variable Frequency
Drive [VFD P.1]

Variable Frequency
Drive [VFD P-2]

High Intensity
Discharge (HID)
Fixtures

Attributes

277/480 V

277/480 V

277/480 V

VFD, by HP of Motor

VFD, by HP of Motor

Metal Halide,

Gymnasium Lighting,
400 W

Capacity

2500 AMP

800 AMP

1200 AMP

100 HP

100 HP

Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building

Location Detail

133

133

133

16

16

Gymnasium

Manufacturer

Siemens

Siemens

Siemens

Yaskawa

Yaskawa

Model

SB3 REV. A

P4EGOML8B0OOFBS

P4E75ML120FBS

No dataplate

No dataplate

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial Dataplate Yr Barcode Qty
3001773178-000900-

2009
01
3001773178 2009
3001773178 2009
No dataplate
No dataplate

24
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D70 Electronic Safety & Security

Cashell
Elementary
School / Main
Building

1 10283180 D7050 Fire Alarm Panel Fully Addressable 133 No dataplate No dataplate No dataplate



Index

ID

E10 Equipment

10

11

10283113

10283161

10283140

10283156

10283162

10283147

10283181

10283204

10283227

10429071

10429066

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component Description

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes

Commercial Kitchen, 1-
Bowl

Commercial Kitchen, 3-
Bowl

Convection Oven,
Double

Deep Fryer

Exhaust Hood, 3to 6 LF

Food Puree

Food Warmer, Proofing
Cabinet on Wheels

Range, 2-Burner

Refrigerator, 1-Door
Reach-In

Walk-In, Condenser for
Refigerator/Freezer

Walk-In, Condenser for
Refigerator/Freezer

Building

Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building
Cashell
Elementary
School / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Roof

Roof

Manufacturer

Blodgett

Beverage-Air
Corporation

CaptiveAire
Systems

Delfield

No dataplate

Garland

Traulsen

Trenton

Heatcraft

Model

No dataplate

SMF58

6030 VHB

KCFT-60-12A

No dataplate

No dataplate

BHT 1-32WUT

TEZAO010H8-HT3D-B

CZS045L6C

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial Dataplate Yr

No dataplate

NA

NA

0903150000450

No dataplate

No dataplate

M440800 5M

259104742 2025

TO9A 10008 2009

Barcode

Qty



[Diraiit = [Fer Diseussion PUrpeses Omly

Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
Cashell
12 10283145 E1030 Foo<_:|serV|ce Wal.k-ln, Evaporator for Elementary i Kitchen Trenton Inaccessible Inaccessible
Equipment Refigerator/Freezer School / Main
Building
Cashell
F i Walk-In, E f El
13 10283223 E1030 oodservice alk-In, Evaporator for ementary —\jichen Trenton Inaccessible Inaccessible
Equipment Refigerator/Freezer School / Main
Building
hell
Foodservice Cashe
. . Elementary i
14 10283154 E1030 Equipment Walk-In, Refrigerator . Kitchen Brown uDS-4 107208-1D1
[COOLER] School / Main
Building
hell
Foodservice Elae S;n:nta
15 10283211 E1030 Equipment Walk-In, Freezer M ) Kitchen Brown uDS-4 107208-1D2
School / Main

FREEZER
[ ] Building



	1. Executive Summary
	Property Overview and Assessment Details
	Campus Findings  and Deficiencies
	Facility Characteristic Survey
	Facility Condition Index (FCI) Depleted Value
	Immediate Needs
	Key Findings
	Plan Types

	2. Building Information
	3. Site Summary
	4. ADA Accessibility
	5. Purpose and Scope
	6. Opinions of Probable Costs
	Methodology
	Definitions

	7. Certification
	8. Appendices
	Appendix A:  Photographic Record
	Appendix B:  Site Plan(s)
	Appendix C:  Pre-Survey Questionnaire(s)
	Appendix D:  Accessibility Review and Photos
	Appendix E:  Component Condition Report
	Appendix F:  Replacement Reserves
	Appendix G:  Equipment Inventory List



