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Site Plan

Project Number Pro;ect Name

172559.25R000-065.354 Kemp Mill Elementary School

e Source On-Site Date
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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?

Are accessible spaces on the shortest
3 |accessible route to an accessible building x
entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE PATH ACCESSIBLE PATH

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

------

ACCESSIBLE ENTRANCE ADDITIONAL ENTRANCE

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?
2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?
3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?




[Draift - [For Discussion Purpeses Omly

Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR RAMP DOOR HARDWARE

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Public Restrooms

TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES

Question Yes No NA Comments
1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a
2 | compliant height and with compliant knee x
area ?
3 Does the lavatory faucet have compliant x
handles ?
4 Is the plumbing piping under lavatories x
configured to protect against contact ?
5 Are grab bars provided at compliant locations x
around the toilet ?
6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Kitchens/Kitchenettes

KITCHEN OVERVIEW SINK CLEARANCE

Question Yes No NA Comments

Do kitchens/kitchenettes appear to have a
1 | minimum compliant path of travel or area of x
maneuverability ?

Are the appliances centered for a parallel or

2 |forward approach with adequate clear floor x
space ?

3 Is there an accessible countertop/preparation x
space of proper width and height ?

4 Is there an accessible sink space of proper x
width and height ?

5 Does the sink faucet have compliant x
handles ?

6 Is the plumbing piping under the sink x
configured to protect against contact ?
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Are the cooktop/range controls front-mounted
(or in a location that does not require reaching
across the burners) ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

3 - 3 3 3 p / /
ACCESSIBLE ROUTE TO PLAYGROUND OVERVIEW OF PLAYGROUND
Question Yes No NA Comments

Is there an accessible route to the play area /
s? X

2 Has the play area been reviewed for x
accessibility ?

3 Are publicly accessible swimming pools x
equipped with an entrance lift ?
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Component Condition Report | Kemp Mill Elementary School / Main Building

UF L3 Code Location

Structure
A1010
B1010
B1080
B1080
Facade
B2010
B2010
B2010
B2010
B2020
B2050
B2050
Roofing
B3010
B3060
Interiors
C1010
C1020
C1030
C1070
C1090
C2010
C2010

Substructure
Superstructure
Interior Stairs

Interior Stairs

Roof

Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior

Building Exterior

Roof
Roof

Corridors
Throughout
Classrooms General
Classrooms General
Restrooms
Classrooms General

Restroom

Condition Component/Attributes/Capacity

Fair
Fair
Fair

Fair

Good
Fair
Fair
Fair
Fair
Fair

Fair

Good

Fair

Fair
Fair
Fair
Fair
Fair
Fair

Fair

Foundation System, Concrete Strip/Pad Footings w/ Slab, 1-2 Story Building
Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building

Stairs, Metal or Pan-Filled, Interior

Stair Treads, Raised Rubber Tile

Exterior Walls, Aluminum Siding

Exterior Walls, Glass Block

Exterior Walls, Stucco, Prep & Fog Coat or Paint

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Glazing, any type by SF

Overhead/Dock Door, Aluminum, 12'x12' (144 SF)

Exterior Door, Steel, Commercial

Roofing, Built-Up
Roof Skylight, per SF of glazing

Movable Partition, Gym Divider, Basic/Manual
Interior Glazing, any type by SF

Interior Door, Wood, Solid-Core Commercial
Suspended Ceilings, Acoustical Tile (ACT)
Toilet Partitions, Plastic/Laminate

Wall Finishes, any surface, Prep & Paint

Wall Finishes, Ceramic Tile

Quantity

52,000
68,222
700
700

7,200
900
17,500
17,500
13,400
1

15

57,000
600

1,000
450

96
53,500
15
102,000
4,800

SF
SF
SF
SF

SF
SF
SF
SF
SF

SF
SF

SF
SF

SF

SF
SF

RUL

46
46

36

o O W N N N

21

ID
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Component Condition Report | Kemp Mill Elementary School / Main Building

UF L3 Code Location

C2010
C2030
C2030
C2030
C2030
C2030
C2050
Plumbing
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2060
HVAC
D3020
D3020
D3020
D3030
D3030

Gymnasium
Cafeteria
Classrooms General
Gymnasium
Restrooms
Commercial Kitchen

Gymnasium

Restrooms

Throughout Building

Hallways & Common Areas

Mechanical Room
Restrooms
Mechanical Room
Mechanical Room
Classroom
Utility room
Restrooms

Mechanical room 1

Mechanical Room
Mechanical Room
Mechanical Room 1
Roof

Mechanical Enclosure

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Poor
Fair
Fair

Fair

Good
Fair
Fair
Good
Good
Fair
Fair
Fair
Fair
Good

Fair

Fair
Fair
Fair
Fair

Fair

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Flooring, Wood, Strip, Refinish

Flooring, Vinyl Tile (VCT)

Flooring, Wood, Sports

Flooring, Ceramic Tile

Flooring, Quarry Tile

Ceiling Finishes, exposed irregular elements, Prep & Paint

Toilet, Commercial Water Closet

Plumbing System, Supply & Sanitary, Low Density (excludes fixtures)
Drinking Fountain, Wall-Mounted, Single-Level

Backflow Preventer, Domestic Water, 1 IN, 1 IN
Sink/Lavatory, Wall-Hung

Water Heater, Gas, Residential, 60 to 120 GAL, 100 GAL
Backflow Preventer, Domestic Water, 0.75 IN, 0.75 IN
Sink/Lavatory, Drop-In Style, Stainless Steel
Sink/Lavatory, Service Sink, Wall-Hung

Urinal, Standard

Air Compressor, Tank-Style, 5 HP, 3 HP

Boiler, Gas, HVAC, 1001 to 2000 MBH, 1600 MBH [Boiler 1]

Unit Heater, Electric, 1 to 5 KW, Inaccessible

Boiler, Gas, HVAC, 1001 to 2000 MBH, 1300 MBH [Boiler 2]

Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, 1.5 TON
Chiller, Air-Cooled, 151 to 200 TON, lllegible

Quantity
500

800
55,500
5,000
1,600
2,400
15,000

22
68,222

SF
SF
SF
SF
SF
SF
SF

SF

RUL

w w o

28

21

22

21

21

N N N N ®

ID
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Component Condition Report | Kemp Mill Elementary School / Main Building

UF L3 Code Location

D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3060

Classrooms General
Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Mechanical Room
Mechanical Room 2
Mechanical Room 3
Mechanical Room
Mechanical Room
Mechanical Room 4
Mechanical Room 2
Mechanical Room 2
Mechanical Room
Mechanical Room
Mechanical Room
Throughout Building
Throughout Building
Mechanical Room

Roof

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Unit Ventilator, approx/nominal 3 Ton, 751 to 1250 CFM, No dataplate

Split System, Condensing Unit/Heat Pump, 11 to 12.5 TON, 12.5 ton

Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, 1.5 TON
Split System, Condensing Unit/Heat Pump, 5 TON, 5 TON

Split System Ductless, Single Zone, Condenser & Evaporator, 0.75to 1 TON, 1 TON
Split System, Condensing Unit/Heat Pump, 11 to 12.5 TON, No dataplate

Split System Ductless, Single Zone, Condenser & Evaporator, 1.5t0 2 TON, 1.5 TON
Split System Ductless, Single Zone, Condenser & Evaporator, 2.5 to 3 TON, lllegible
Split System Ductless, Single Zone, Condenser & Evaporator, 1.5t0 2 TON, 1.5 TON
Split System Ductless, Single Zone, Condenser & Evaporator, 1.5t0 2 TON, 1.5 TON
Pump, Distribution, HVAC Chilled or Condenser Water, 4 to 5 HP, 5 HP

Air Handler, Interior AHU, Easy/Moderate Access, 1201 to 2400 CFM, 1500 CFM [AHUA4]
Air Handler, Interior AHU, Easy/Moderate Access, 1201 to 2400 CFM, 1500 CFM [AHU5]
Pump, Distribution, HVAC Chilled or Condenser Water, 4 to 5 HP, lllegible

Pump, Distribution, HVAC Chilled or Condenser Water, 6 to 7.5 HP, lllegible

Air Handler, Interior AHU, Easy/Moderate Access, 2401 to 4000 CFM, 4000 CFM [AHU1]
Air Handler, Interior AHU, Easy/Moderate Access, 2401 to 4000 CFM, 4000 CFM [AHU3]
Air Handler, Interior AHU, Easy/Moderate Access, 4001 to 6000 CFM, 5000 CFM [AHUZ]
Pump, Distribution, HVAC Heating Water, 4 to 5 HP, 5 HP

Pump, Distribution, HVAC Heating Water, 1 to 3 HP, 2 HP

Pump, Distribution, HVAC Heating Water, 4 to 5 HP, 5 HP

HVAC System, Hydronic Piping, 2-Pipe

HVAC System, Ductwork w/ VAV/FCU, Medium Density

Pump, Distribution, HVAC Heating Water, 1 to 3 HP, 2 HP

Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM [F13]

Quantity
30

1

1

1

1
68,222 SF
68,222 SF

1

1

RUL

W W N N WO W W W W W WLW LW LW LWDN DN OO DN LD

ID
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Component Condition Report | Kemp Mill Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity

D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM [F31]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM [F21]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM [F22]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM [F17]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM [F12]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM [F3]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM [F27]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM [F24]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM [F13]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM [EF6]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM [F11]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM [F16]
D3060 Roof Poor Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM [F10]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM [F5]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM [F26]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM [F4]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM [F2]
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM [F23]

Fire Protection

Quantity
1
1
1

RUL

W W W W W W WwWwwWw LW W YW LWwW WL

—_—
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Component Condition Report | Kemp Mill Elementary School / Main Building

UF L3 Code Location

D4010
D4010
Electrical
D5010
D5010
D5020
D5020
D5020
D5020
D5020
D5030
D5040
D5040
D5040
D5040
D5040

Throughout Building

Mechanical Room

Electrical Room
Electrical Room
Electrical Room
Electrical Room
Electrical Room
Electrical Room
Electrical Room
Throughout Building
Auditorium
Throughout Building
Building exterior
Throughout Building

Gymnasium

Fire Alarm & Electronic Systems

D6060
D7030
D7050
D7050
D8010

Throughout Building
Throughout Building
Office Areas

Throughout Building
Throughout Building

Equipment & Furnishings

E1030
E1030

Commercial Kitchen

Commercial Kitchen

Condition Component/Attributes/Capacity

Fair

Fair

Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair
Fair
Fair
Fair

Fair

Fair

Fair

Fire Suppression System, Existing Sprinkler Heads, by SF

Backflow Preventer, Fire Suppression, 6 IN, 6 IN

Automatic Transfer Switch, ATS, 200 AMP, Inaccessible

Generator, Diesel, 10 to 30 KW, 30 KW

Switchboard, 120/208 V, 1600 AMP, 1600 AMP

Distribution Panel, 120/208 V, 400 AMP, 400 AMP

Switchboard, 277/480 V, 1600 AMP, 1600 AMP

Distribution Panel, 120/208 V, 400 AMP, 400 AMP

Secondary Transformer, Dry, Stepdown, 500 KVA, 500 KVA

Electrical System, Wiring & Switches, Average or Low Density/Complexity
Stage Lighting System, Full Upgrade, Specialty Fixtures

Emergency & Exit Lighting System, Full Interior Upgrade, LED

Exterior Light, Building-Mounted, Higher-Lumen for Large Areas

Interior Lighting System, Full Upgrade, High Density & Standard Fixtures
High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W

Intercom/PA System, Public Address Upgrade, Facility-Wide
Security/Surveillance System, Full System Upgrade, Average Density

Fire Alarm Panel, Fully Addressable

Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install
BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install

Foodservice Equipment, Convection Oven, Double

Foodservice Equipment, Range/Oven, 4-Burner

Quantity
68,222
1

68,222
900
68,222
14
68,222
20

68,222
68,222

68,222
68,222

SF

SF
SF
SF

SF

SF

SF

SF
SF

RUL

10

ID
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Component Condition Report | Kemp Mill Elementary School / Main Building

UF L3 Code Location

E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1040
E1070
E1070
E1070
E2010
E2010
E2010
E2010

Roof

Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Roof

Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Throughout Building
Cafeteria
Gymnasium
Gymnasium

Library

Classrooms General
Classrooms General

Library

Condition Component/Attributes/Capacity

Good
Fair
Fair
Fair
Fair
Fair
Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer
Foodservice Equipment, Dairy Cooler/Wells

Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich
Foodservice Equipment, Sink, 3-Bowl

Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer, No dataplate
Foodservice Equipment, Freezer, 1-Door Reach-In

Foodservice Equipment, Dairy Cooler/Wells

Foodservice Equipment, Walk-In, Freezer

Foodservice Equipment, Walk-In, Refrigerator

Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted

Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour
Basketball Backboard, Ceiling-Mounted, Operable

Basketball Backboard, Wall-Mounted, Fixed

Library Shelving, Single-Faced, up to 90" Height

Casework, Cabinetry, Standard

Window Treatments, Operable Blinds, Fire-Resistant

Library Shelving, Double-Faced, up to 90" Height

Component Condition Report | Kemp Mill Elementary School

UF L3 Code
Interiors
C2030

C2030

Accessibility

Y1050

Location

Throughout Fair

NA

Restroom NA

Condition

Component/Attributes/Capacity

Flooring, Carpet, Commercial Standard

Flooring, Wood, Sports, Refinish

ADA Restrooms, Grab Bars & Blocking, Install

Quantity RUL

1 13

1 3

1 3

1 17

1 3

1 2

1 13

1 2

1 3

5 6
1,000 SF 10
2 6

4 6
400 LF 5
1,100 LF 3
12,000 SF 3
200 LF 5

Quantity RUL

3,700 SF 3
5000 SF 11
6 0

ID

ID
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Component Condition Report | Kemp Mill Elementary School

UF L3 Code
Y1060

Location Condition

Staff Lounge NA

Component/Attributes/Capacity

ADA Kitchen & Laundry Areas, Sink/Counter/Maneuverability, Full Reconfiguration, Renovate

Component Condition Report | Kemp Mill Elementary School / Site

UF L3 Code
HVAC
D3030
D3030
D3030

Location

ML959
ML821
ML959

Special Construction & Demo

F1020
F1020
F1020
F1020

ML1073
ML959
Site
ML821

Pedestrian Plazas & Walkways

G2020
G2020
G2020
G2030
G2030

Athletic, Recreational & Playfield Areas

G2050
G2050
G2050
G2050
G2050

Site Parking Areas
Site Parking Areas
Site
Site Parking Areas
Site

Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas

Condition Component/Attributes/Capacity

Fair
Fair

Fair

Fair
Fair
Fair

Fair

Good
Fair
Fair
Fair

Fair

Fair
Fair
Fair
Fair

Fair

Heat Pump, Packaged & Wall-Mounted, 3.5 to 4 TON, 3.5 TON
Heat Pump, Packaged & Wall-Mounted, 3.5 to 4 TON, 3.5 TON
Heat Pump, Packaged & Wall-Mounted, 2.5 to 3 TON, 3 TON

Ancillary Building, Classroom/Office Module, Standard/Permanent
Ancillary Building, Classroom/Office Module, Standard/Permanent
Covered Walkway, Wood Framing

Ancillary Building, Classroom/Office Module, Standard/Permanent

Parking Lots, Pavement, Asphalt, Mill & Overlay
Parking Lots, Pavement, Asphalt, Seal & Stripe
Parking Lots, Curb & Gutter, Concrete
Sidewalk, Concrete, Large Areas

Site Stairs & Ramps, Steps, Concrete (per LF of nosing)

Play Structure, Multipurpose, Small
Play Structure, Multipurpose, Large
Play Structure, Multipurpose, Small
Play Structure, Multipurpose, Small

Play Structure, Multipurpose, Large

Quantity
1

Quantity

900
900
1,800
900

64,000
64,000
3,800
11,200
600

SF
SF
SF
SF

RUL
0

RUL

15
15
17
15

co N NN

12
12
12
12
12

ID
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Component Condition Report | Kemp Mill Elementary School / Site

UF L3 Code Location

G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
Sitework
G2060
G2060
G2060
G2060
G2060
G4050

Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Sports Fields & Courts
Site Playground Areas
Site Sports Fields & Courts
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas

Site General
Site

Site General
Site General
Site General

Site Parking Areas

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Good
Fair

NA

Good
Fair
Fair
Fair
Fair

Fair

Play Structure, Multipurpose, Small

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
Play Structure, Multipurpose, Large

Sports Apparatus, Basketball, Backboard w/ Pole

Play Structure, Multipurpose, Medium

Sports Apparatus, Baseball, Backstop Chain-Link

Play Structure, Multipurpose, Small

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
Play Structure, Multipurpose, Small

Playground Surfaces, Rubber, Poured-in-Place

Fences & Gates, Fence, Chain Link 4'
Retaining Wall, Concrete Cast-in-Place

Park Bench, Metal Powder-Coated

Signage, Property, Monument, Replace/Install
Fences & Gates, Fence, Wrought Iron 4'

Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 150 W, Replace/Install

Quantity
1
16,000

16,000

10,200

1,000

600

600
15

SF

SF

SF

LF

SF

LF

RUL
12
3
12
2
12
9
12
18
12
3

30

12

12

30

ID
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Replacement Reserves Report

2/18/2026

Location

Kemp Mill Elementary School

Kemp Mill Elementary School / Site

Grand Total

Kemp Mill Elementary School
Uniformat CodeLocation Description

C2030

C2030

Y1050

Y1060

Totals, Unescalated

Uniformat CodeLocation Description

B1080

B1080

B2010

B2010

B2010

B2020

B2050

B2050

B3060

C1010

C1020

C1030

C1070

C1090

C2010

C2010

C2010

C2030

C2030

C2030

C2030

C2050

D2010

D2010

D2010

D2010

D2010

D2010

D2060

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3030

D3030

2025 2026 2027 2029 2030
$25,800 $0 $0 $30,323 $0 $0
Kemp Mill Elementary School / Main Building $0 $90,640 $1,798,004 $2,724,933 $171,840 $264,314
$0 $0 $50,711 $363,222 $6,190 $0
$25,800 $90,640 $1,848,715 $3,118,479 $178,030 $264,314
ID Cost Description Lifespan (EUL)EAge RUL
Throughout 10193629 Flooring, Carpet, Commercial Standard, Replace 10 7 3
Kemp Mill Elementary School 10262918 Flooring, Wood, Sports, Refinish 10 -1 1
Restroom 10193622 ADA Restrooms, Grab Bars & Blocking, Install 0 0 0
Staff Lounge 10192808 ADA Kitchen & Laundry Areas, Sink/Counter/Maneuverability, Full Reconfiguration, Renovate 0 0 0
Totals, Escalated (3.0% inflation, compounded annually)
Kemp Mill Elementary School / Main Building
D Cost Description Lifespan (EUL)EAge RUL
Interior Stairs 10188570 Stairs, Metal or Pan-Filled, Interior, Replace 50 47 3
Interior Stairs 10188535 Stair Treads, Raised Rubber Tile, Replace 18 15 3
Building Exterior 10188564 Exterior Walls, Stucco, Prep & Fog Coat or Paint 10 8 2
Building Exterior 10188651 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 20 13 7
Building Exterior 10188529 Exterior Walls, Glass Block, Replace 40 33 7
Building Exterior 10188625 Glazing, any type by SF, Replace 30 27 3
Building Exterior 10188523 Exterior Door, Steel, Commercial, Replace 40 32 8
Building Exterior 10188610 Overhead/Dock Door, Aluminum, 12'x12' (144 SF), Replace 30 24 6
Roof 10188598 Roof Skylight, per SF of glazing, Replace 30 27 3
Corridors 10188552 Movable Partition, Gym Divider, Basic/Manual, Replace 25 21 4
Throughout 10188643 Interior Glazing, any type by SF, Replace 40 33 7
Classrooms General 10188629 Interior Door, Wood, Solid-Core Commercial, Replace 40 34 6
Classrooms General 10188536 Suspended Ceilings, Acoustical Tile (ACT), Replace 25 22 3
Restrooms 10188563 Toilet Partitions, Plastic/Laminate, Replace 20 9 1
Restroom 10188568 Wall Finishes, Ceramic Tile, Replace 40 23 17
Gymnasium 10188553 Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace 15 6 9
Classrooms General 10188559 Wall Finishes, any surface, Prep & Paint 10 7 3
Restrooms 10188597 Flooring, Ceramic Tile, Replace 40 33 7
Cafeteria 10188632 Flooring, Wood, Strip, Refinish 10 7 3
Classrooms General 10188641 Flooring, Vinyl Tile (VCT), Replace 15 12 3
Gymnasium 10188639 Flooring, Wood, Sports, Replace 30 29 1
Gymnasium 10188587 Ceiling Finishes, exposed irregular elements, Prep & Paint 10 6 4
Mechanical Room 10188585 Water Heater, Gas, Residential, 60 to 120 GAL, Replace 15 13 2
Throughout Building 10188557 Plumbing System, Supply & Sanitary, Low Density (excludes fixtures), Replace 40 37 3
Mechanical Room 10188650 Backflow Preventer, Domestic Water, 0.75 IN, Replace 30 27 3
Utility room 10188614 Sink/Lavatory, Service Sink, Wall-Hung, Replace 35 31 4
Hallways & Common Areas 10188654 Drinking Fountain, Wall-Mounted, Single-Level, Replace 15 8 7
Classroom 10188599 Sink/Lavatory, Drop-In Style, Stainless Steel, Replace 30 21 9
Mechanical room 1 10188602 Air Compressor, Tank-Style, 5 HP, Replace 20 17 3
Mechanical Room 1 10188561 Boiler, Gas, HVAC, 1001 to 2000 MBH, Replace 30 28 2
Mechanical Room 10188548 Boiler, Gas, HVAC, 1001 to 2000 MBH, Replace 30 27 3
Mechanical Room 10188547 Unit Heater, Electric, 1 to 5 KW, Replace 20 18 2
Mechanical Enclosure 10188655 Chiller, Air-Cooled, 151 to 200 TON, Replace 25 23 2
Roof 10188588 Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, Replace 15 13 2
Classrooms General 10188575 Unit Ventilator, approx/nominal 3 Ton, 751 to 1250 CFM, Replace 20 18 2
Roof 10188555 Split System, Condensing Unit/Heat Pump, 11 to 12.5 TON, Replace 15 13 2
Roof 10188595 Split System, Condensing Unit/Heat Pump, 5 TON, Replace 15 13 2
Roof 10188576 Split System, Condensing Unit/Heat Pump, 11 to 12.5 TON, Replace 15 13 2
Roof 10188543 Split System Ductless, Single Zone, Condenser & Evaporator, 2.5 to 3 TON, Replace 15 13 2
Roof 10188584 Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, Replace 15 13 2

D3030

2031 2032 2033
$0 $0 $0
$465,549 $179,648 $77,146
$8,836 $299,597 $34,355
$474,385 $479,245 $111,501
QuantityUnit Unit Cost* Subtotal 2025
3700 SF $7.50 $27,750
5000 SF $5.00 $25,000
6 EA $1,800.00 $10,800 $10,800
1 EA  $15,000.00 $15,000 $15,000
$25,800
$25,800
QuantityUnit Unit Cost* Subtotal 2025
700 SF $48.00 $33,600
700 SF $10.00  $7,000
17500 SF $3.82 $66,850
17500 SF $1.86 $32,550
900 SF $50.00 $45,000
13400 SF $55.00 $737,000
15 EA $4,060.00 $60,900
1 EA $4,400.00  $4,400
600 SF $50.00 $30,000
1000 SF $15.70 $15,700
450 SF $41.60 $18,720
96 EA $700.00 $67,200
53500 SF $3.50 $187,250
15 EA $750.00 $11,250
4800 SF $18.00 $86,400
500 SF $16.80  $8,400
102000 SF $1.50 $153,000
1600 SF $18.00 $28,800
800 SF $4.00  $3,200
55500 SF $5.00 $277,500
5000 SF $17.00 $85,000
15000 SF $2.50 $37,500
1 EA $1,900.00  $1,900
68222 SF $5.00 $341,110
1 EA $1,100.00  $1,100
5 EA $1,400.00  $7,000
5 EA $1,200.00  $6,000
44 EA $1,200.00 $52,800
1 EA $10,600.00 $10,600
1 EA $50,800.00 $50,800
1 EA $50,800.00 $50,800
1 EA $1,800.00  $1,800
1 EA  $240,000.00 $240,000
1 EA $4,800.00  $4,800
30 EA $9,000.00 $270,000
1 EA $21,200.00 $21,200
1 EA $7,100.00  $7,100
1 EA $21,200.00 $21,200
1 EA $6,100.00  $6,100
1 EA $4,800.00  $4,800

2034
$0

2035

$0
$532,752 $31,582
$20,224 $0

$552,976 $31,582

2026 2027 2028

$27,750

$0
$0 $0 $30,323

$0 $27,750

2026 2027 2028

$33,600
$7,000
$66,850

$737,000

$30,000

$187,250

$153,000

$3,200
$277,500
$85,000

$1,900
$341,110
$1,100

$10,600
$50,800
$50,800
$1,800
$240,000
$4,800
$270,000
$21,200
$7,100
$21,200
$6,100
$4,800

2029

2036
$34,606

$68,174
$0

$102,779

2030

$0 $0
$0 $0

2029

$15,700

$37,500

$7,000

2031

$0
$0

2030

brattt=1{rorbiscussionPurpeses Ol

2037 2038 2039 2040 2041 2042
$0 $40,752 $0 $0 $0 $0
$498,817 $243,923 $69,246 $0 $12,035 $552,803
$452,537 $10,573 $0 $841,302 $0 $130,906
$951,354 $295,249 $69,246 $841,302 $12,035 $683,709
2032 2033 2034 2035 2036 2037 2038 2039 2040 2041
$27,750
$25,000
$0 $0 $0 $0 $25,000 $0 $27,750 $0 $0 $0
$0 $0 $0 $0 $34,606 $0 $40,752 $0 $0 $0
2031 2032 2033 2034 2035 2036 2037 2038 2039
$66,850
$32,550
$45,000
$60,900
$4,400
$18,720
$67,200
$11,250
$8,400
$153,000
$28,800
$3,200
$37,500
$6,000
$52,800

2043 2044
$0 $0
$536,437 $0
$488,939 $0
$1,025,375 $0

2042 2043 2044
$0 $0 $0 $0
$0 $0 $0 $0
2040 2041 2042 2043

$86,400
$277,500

$1,900

$4,800

$21,200

$7,100

$21,200

$6,100

$4,800

2045

$21,673

$0

$21,673

$0

2045Deficiency Repair Estimate

$55,500
$25,000
$10,800
$15,000
$106,300
$131,481

2045Deficiency Repair Estimate
$33,600

$7,000
$133,700
$32,550
$45,000
$737,000
$60,900
$4,400
$30,000
$15,700
$18,720
$67,200
$187,250
$11,250
$86,400
$8,400
$306,000
$28,800
$6,400
$555,000
$85,000
$75,000
$3,800
$341,110
$1,100
$7,000
$6,000
$52,800
$10,600
$50,800
$50,800
$1,800
$240,000
$9,600
$270,000
$42,400
$14,200
$42,400
$12,200

$9,600

Total Escalated Estimate

$11,178,391




Replacement Reserves Report

2/18/2026

Uniformat CodeLocation Description

D3030

D3030

D3030

D3030

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D4010

D4010

D5010

D5010

D5020

D5020

D5020

D5040

D5040

D5040

D5040

D5040

D6060

Roof

Roof

Roof

Roof

Throughout Building
Mechanical Room
Mechanical Room
Mechanical Room
Mechanical Room
Mechanical Room
Mechanical Room
Mechanical Room
Throughout Building
Mechanical Room 2
Mechanical Room 3
Mechanical Room 4
Mechanical Room 2
Mechanical Room 2
Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Throughout Building
Mechanical Room
Electrical Room
Electrical Room
Electrical Room
Electrical Room
Electrical Room
Throughout Building
Building exterior
Auditorium
Throughout Building
Gymnasium

Throughout Building

D
10188571

10188579

10188592

10188596

10188562

10188565

10188572

10188539

10188633

10188604

10188550

10188612

10188533

Cost Description

Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, Replace
Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, Replace
Split System Ductless, Single Zone, Condenser & Evaporator, 0.75 to 1 TON, Replace
Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, Replace
HVAC System, Hydronic Piping, 2-Pipe, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, 4 to 5 HP, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, 4 to 5 HP, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, 6 to 7.5 HP, Replace

Pump, Distribution, HVAC Heating Water, 4 to 5 HP, Replace

Pump, Distribution, HVAC Heating Water, 1 to 3 HP, Replace

Pump, Distribution, HVAC Heating Water, 4 to 5 HP, Replace

Pump, Distribution, HVAC Heating Water, 1 to 3 HP, Replace

HVAC System, Ductwork w/ VAV/FCU, Medium Density, Replace

10188538 Air Handler, Interior AHU, Easy/Moderate Access, 1201 to 2400 CFM, Replace
10188611 Air Handler, Interior AHU, Easy/Moderate Access, 1201 to 2400 CFM, Replace
10188638 Air Handler, Interior AHU, Easy/Moderate Access, 2401 to 4000 CFM, Replace
10188607 Air Handler, Interior AHU, Easy/Moderate Access, 2401 to 4000 CFM, Replace

10188642 Air Handler, Interior AHU, Easy/Moderate Access, 4001 to 6000 CFM, Replace

10188532

10188656

10188591

10188581

10188534

10188541

10188653

10188649

10188608

10188620

10188618

10188556

10188560

10188566

10188583

10188528

10188580

10188567

10188589

10188636

10188615

10188617

10188558

10188634

10188573

10188544

10188645

10188531

Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace
Fire Suppression System, Existing Sprinkler Heads, by SF, Replace

Backflow Preventer, Fire Suppression, 6 IN, Replace

Generator, Diesel, 10 to 30 KW, Replace

10188626 Automatic Transfer Switch, ATS, 200 AMP, Replace

10188646

10188627

10188578

10188554

10188551

10188594

10188574

10188546

10188606

Secondary Transformer, Dry, Stepdown, 500 KVA, Replace

Distribution Panel, 120/208 V, 400 AMP, Replace

Distribution Panel, 120/208 V, 400 AMP, Replace

Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace

Exterior Light, Building-Mounted, Higher-Lumen for Large Areas, Replace

Stage Lighting System, Full Upgrade, Specialty Fixtures, Replace

Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace

High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace

Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace

15

15

15

15

40

25

25

25

25

15

25

15

30

25

25

25

25

30

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

20

25

30

25

25

30

30

30

10

20

20

20

20

20

Lifespan (EUL)EAge

13

12

12

9

38

22

22

22

22

12

22

12

28

22

22

22

22

27

19
17

21

20

22

27

21

RUL

6

Quantity Unit

1

1

900

68222

20

68222

EA
EA
EA
EA
SF
EA
EA
EA
EA
EA
EA
EA
SF
EA
EA
EA
EA
EA

EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
SF
EA
EA
EA

EA

EA
SF
EA
SF
SF
EA

SF

Unit Cost*
$4,800.00

$4,800.00
$3,500.00
$4,800.00
$5.00
$6,100.00
$6,100.00
$6,500.00
$6,100.00
$5,100.00
$6,100.00
$5,100.00
$6.00
$15,000.00
$15,000.00
$22,000.00
$22,000.00
$31,000.00
$3,000.00
$1,400.00
$2,400.00
$1,400.00
$3,000.00
$3,000.00
$2,400.00
$2,400.00
$1,200.00
$1,400.00
$2,400.00
$3,000.00
$3,000.00
$1,200.00
$3,000.00
$1,400.00
$1,400.00
$2,400.00
$2,400.00
$1,400.00
$3,000.00
$1,400.00
$1,400.00
$3,000.00
$3,000.00
$1.07
$10,500.00
$20,000.00
$12,000.00
$38,000.00
$6,000.00
$6,000.00
$0.65
$800.00
$30.00
$5.00
$1,700.00
$1.65

Subtotal 2025
$4,800
$4,800
$3,500
$4,800

$341,110
$6,100
$6,100
$6,500
$6,100
$5,100
$6,100
$5,100
$409,332
$15,000
$15,000
$22,000
$22,000
$31,000
$3,000
$1,400
$2,400
$1,400
$3,000
$3,000
$2,400
$2,400
$1,200
$1,400
$2,400
$3,000
$3,000
$1,200
$3,000
$1,400
$1,400
$2,400
$2,400
$1,400
$3,000
$1,400
$1,400
$3,000
$3,000
$72,998
$10,500
$20,000
$12,000
$38,000
$6,000
$6,000
$44,344
$11,200
$27,000
$341,110
$34,000

$112,566

2026

$3,000

2027
$4,800

$341,110

$409,332

$44,344

2028

$4,800
$3,500

$6,100
$6,100
$6,500
$6,100
$5,100
$6,100

$5,100

$15,000
$15,000
$22,000
$22,000
$31,000

$1,400
$2,400
$1,400
$3,000
$3,000
$2,400
$2,400
$1,200
$1,400
$2,400
$3,000
$3,000
$1,200
$3,000
$1,400
$1,400
$2,400
$2,400
$1,400
$3,000
$1,400
$1,400
$3,000
$3,000

$20,000

$6,000

Dretit=17or Diseussion Purpeses Oy

2032 2033 2034 2035 2036 2037

$10,500

$38,000

$6,000
$44,344

$341,110

$34,000

2038 2039 2040 2041 2042 2043
$4,800

$4,800

$3,500

$5,100

$5,100

2044  2045Deficiency Repair Estimate

$12,000

$9,600
$9,600
$7,000
$4,800
$341,110
$6,100
$6,100
$6,500
$6,100
$10,200
$6,100
$10,200
$409,332
$15,000
$15,000
$22,000
$22,000
$31,000
$3,000
$1,400
$2,400
$1,400
$3,000
$3,000
$2,400
$2,400
$1,200
$1,400
$2,400
$3,000
$3,000
$1,200
$3,000
$1,400
$1,400
$2,400
$2,400
$1,400
$3,000
$1,400
$1,400
$3,000
$3,000
$72,998
$10,500
$20,000
$12,000
$38,000
$6,000
$6,000
$88,689
$11,200
$27,000
$341,110
$34,000
$112,566




Replacement Reserves Report

2/18/2026

Uniformat CodeLocation Description

D7030

D7050

D7050

D8010

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1040

E1070

E1070

E1070

E2010

E2010

E2010

E2010

Throughout Building
Office Areas
Throughout Building
Throughout Building
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Roof

Commercial Kitchen
Commercial Kitchen
Roof

Commerecial Kitchen
Commercial Kitchen
Throughout Building
Cafeteria
Gymnasium
Gymnasium
Classrooms General
Classrooms General
Library

Library

Totals, Unescalated

ID Cost Description

10188621 Security/Surveillance System, Full System Upgrade, Average Density, Replace
10188613 Fire Alarm Panel, Fully Addressable, Replace

10188631 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install
10188527 BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install
10188549 Foodservice Equipment, Freezer, 1-Door Reach-In, Replace

10188648 Foodservice Equipment, Walk-In, Freezer, Replace

10188593 Foodservice Equipment, Range/Oven, 4-Burner, Replace

10188524 Foodservice Equipment, Dairy Cooler/Wells, Replace

10188603 Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich, Replace
10188652 Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer, Replace
10188586 Foodservice Equipment, Walk-In, Refrigerator, Replace

10188647 Foodservice Equipment, Convection Oven, Double, Replace

10188623 Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer, Replace
10188630 Foodservice Equipment, Dairy Cooler/Wells, Replace

10188600 Foodservice Equipment, Sink, 3-Bowl, Replace

10188537 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace
10188530 Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace
10188526 Basketball Backboard, Ceiling-Mounted, Operable

10188637 Basketball Backboard, Wall-Mounted, Fixed

10188619 Window Treatments, Operable Blinds, Fire-Resistant

10188601 Casework, Cabinetry, Standard, Replace

10188542 Library Shelving, Single-Faced, up to 90" Height, Replace

10188616 Library Shelving, Double-Faced, up to 90" Height, Replace

Totals, Escalated (3.0% inflation, compounded annually)

Kemp Mill Elementary School / Site
Uniformat CodeLocation Description

D3030
D3030
D3030
F1020
F1020
F1020
F1020
G2020
G2020
G2020
G2030
G2030
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2060

ML821

ML959

ML959

ML1073

ML959

ML821

Site

Site Parking Areas
Site Parking Areas
Site

Site Parking Areas

Site

Site Sports Fields & Courts

Site Playground Areas

Site Sports Fields & Courts

Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas

Site General

ID Cost Description
10188687 Heat Pump, Packaged & Wall-Mounted, 3.5 to 4 TON, Replace

10188657 Heat Pump, Packaged & Wall-Mounted, 2.5 to 3 TON, Replace

10188674 Heat Pump, Packaged & Wall-Mounted, 3.5 to 4 TON, Replace

10188683 Ancillary Building, Classroom/Office Module, Standard/Permanent, Replace
10188659 Ancillary Building, Classroom/Office Module, Standard/Permanent, Replace
10188662 Ancillary Building, Classroom/Office Module, Standard/Permanent, Replace
10188669 Covered Walkway, Wood Framing, Replace

10188672 Parking Lots, Pavement, Asphalt, Seal & Stripe

10188676 Parking Lots, Pavement, Asphalt, Mill & Overlay

10188675 Parking Lots, Curb & Gutter, Concrete, Replace

10188685 Sidewalk, Concrete, Large Areas, Replace

10188677 Site Stairs & Ramps, Steps, Concrete (per LF of nosing), Replace
10188666 Sports Apparatus, Basketball, Backboard w/ Pole, Replace

10188690 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
10188686 Sports Apparatus, Baseball, Backstop Chain-Link, Replace

10188665 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
10188664 Playground Surfaces, Rubber, Poured-in-Place, Replace

10188680 Play Structure, Multipurpose, Small, Replace

10188658 Play Structure, Multipurpose, Large, Replace

10188670 Play Structure, Multipurpose, Small, Replace

10188678 Play Structure, Multipurpose, Small, Replace

10188679 Play Structure, Multipurpose, Large, Replace

10188684 Play Structure, Multipurpose, Small, Replace

10188667 Play Structure, Multipurpose, Large, Replace

10188688 Play Structure, Multipurpose, Medium, Replace

10188671 Play Structure, Multipurpose, Small, Replace

10188681 Play Structure, Multipurpose, Small, Replace

10188689 Park Bench, Metal Powder-Coated, Replace

15

15

20

15

15

20

15

15

15

15

20

10

15

15

30

10

15

30

30

20

20

20

20

Lifespan (EUL)EAge

9

8

24

24
17

Lifespan (EUL)EAge

20

20

20

35

35

35

30

5

25

50

50

50

25

5

20

25

20

20

20

20

20

20

20

20

20

20

20

20

16
14
1
20
20
20

13

43

43

42
23

RUL

RUL

15
15

12
12

Quantity Unit

68222 SF
1 EA
68222 SF
68222 SF
1 EA

1 EA

1 EA

1 EA

1 EA

1 EA

1 EA

1 EA

1 EA

1 EA

1 EA

5 EA
1000 SF
2 EA

4 EA
12000 SF
1100 LF
400 LF
200 LF

QuantityUnit

1 EA

1 EA

1 EA
900 SF
900 SF
900 SF
1800 SF
64000 SF
64000 SF
3800 LF
11200 SF
600 LF
4 EA
16000 SF
2 EA
16000 SF
10200 SF
1 EA

1 EA

1 EA

3 EA

1 EA

1 EA

1 EA

1 EA

1 EA

1 EA

8 EA

Unit Cost* Subtotal 2025

$2.00 $136,444
$15,000.00 $15,000
$3.00 $204,666
$2.50 $170,555
$3,100.00  $3,100

$25,000.00 $25,000

$4,500.00  $4,500
$3,600.00  $3,600
$4,700.00  $4,700
$6,300.00  $6,300

$15,000.00 $15,000

$8,280.00  $8,280
$6,300.00  $6,300
$3,600.00  $3,600
$2,500.00  $2,500
$1,500.00  $7,500

$13.00 $13,000
$7,830.00 $15,660
$3,580.00 $14,320
$5.42  $65,040
$300.00 $330,000
$330.00 $132,000
$480.00 $96,000

Unit Cost* Subtotal 2025

$5,500.00  $5,500
$4,400.00  $4,400
$5,500.00  $5,500

$200.00 $180,000
$200.00 $180,000
$200.00 $180,000
$28.00 $50,400
$0.45 $28,800
$3.50 $224,000
$30.00 $114,000
$9.00 $100,800
$33.20 $19,920
$4,750.00 $19,000
$0.45  $7,200
$5,000.00 $10,000
$3.50 $56,000
$26.00 $265,200
$10,000.00 $10,000
$35,000.00 $35,000
$10,000.00 $10,000
$10,000.00 $30,000
$35,000.00 $35,000
$10,000.00 $10,000
$35,000.00 $35,000
$20,000.00 $20,000
$10,000.00 $10,000
$10,000.00 $10,000

$700.00  $5,600

2026 2027 2028
$170,555
$3,100
$25,000

$4,500

$3,600

$4,700

$6,300

$15,000

$65,040

$330,000

2031 2032
$136,444
$15,000
$7,500
$15,660
$14,320

2033

Dretit=17or Diseussion Purpeses Oy

2034 2035 2036

$13,000

2037

$204,666

2038 2039
$8,280
$6,300
$3,600

$0 $88,000 $1,694,791 $2,493,700 $152,678 $228,000 $389,890 $146,070 $60,900 $408,310 $23,500 $49,250 $349,860 $166,100 $45,780

$0 $90,640 $1,798,004 $2,724,933 $171,840 $264,314 $465,549 $179,648 $77,146 $532,752 $31,582 $68,174 $498,817 $243,923 $69,246

2026 2027 2028 2029
$5,500

$28,800

$19,000

$7,200

$265,200

2031 2032 2033

$28,800

$114,000

$100,800

$19,920

$7,200

2034

$5,500

$10,000

2035 2036 2037

$28,800

$10,000
$35,000
$10,000
$30,000
$35,000
$10,000
$35,000
$20,000
$10,000
$10,000

$5,600

2038

$7,200

2039 2040

$180,000
$180,000
$180,000

2040 2041 2042 2043 2044  2045Deficiency Repair Estimate

$136,444

$15,000

$204,666

$170,555 $341,110
$3,100 $6,200
$25,000

$4,500 $9,000
$3,600 $7,200
$4,700 $9,400
$6,300 $12,600
$15,000
$16,560
$6,300
$3,600
$2,500 $2,500
$7,500 $15,000
$13,000
$15,660
$14,320
$65,040
$330,000
$132,000
$96,000
$0 $7,500 $334,455 $315,100

$0 $12,000 $6,965,884

$0 $12,035 $552,803 $536,437 $0 $21,673 $8,339,518

2041 2042 2043 2044 2045Deficiency Repair Estimate

$5,500

$4,400

$5,500

$180,000

$180,000

$180,000

$50,400 $50,400
$28,800 $115,200
$224,000 $224,000
$114,000
$100,800
$19,920
$19,000
$7,200 $28,800
$10,000
$56,000 $56,000
$265,200
$10,000
$35,000
$10,000
$30,000
$35,000
$10,000
$35,000
$20,000
$10,000
$10,000

$5,600




Replacement Reserves Report Dretit=17or Diseussion Purpeses Oy

2/18/2026

Uniformat CodeLocation Description ID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044  2045Deficiency Repair Estimate
G2060 Site General 10188663 Signage, Property, Monument, Replace/Install 20 14 6 1 EA $3,000.00  $3,000 $3,000 $3,000
G2060 Site 10188668 Retaining Wall, Concrete Cast-in-Place, Replace 50 38 12 600 SF $130.00 $78,000 $78,000 $78,000
G4050 Site Parking Areas 10188661 Pole Light Fixture w/ Lamps, any type 20" High, w/ LED Replacement, 150 W, Replace/Install 20 17 3 15 EA $4,000.00 $60,000 $60,000 $60,000
Totals, Unescalated $0 $0 $47,800 $332,400 $5,500 $0 $7,400 $243,600 $27,120 $15,500 $0 $0 $317,400 $7,200 $0 $540,000 $0 $79,200 $287,200 $0 $0 $1,910,320
Totals, Escalated (3.0% inflation, compounded annually) $0 $0 $50,711 $363,222 $6,190 $0 $8,836 $299,597 $34,355 $20,224 $0 $0 $452,537 $10,573 $0 $841,302 $0 $130,906 $488,939 $0 $0 $2,707,392

* Markup has been included in unit costs.
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Index ID

D20 Plumbing

1 10188585
2 10188650
3 10188635
4 10188602

UFCode

D2010

D2010

D2010

D2060

Component
Description

Water Heater

Backflow
Preventer

Backflow
Preventer

Air Compressor

Attributes Capacity

Gas, Residential, 60 to

120 GAL 100 GAL

Domestic Water, 0.75IN 0.75IN

Domestic Water, 1 IN 1IN

Tank-Style, 5 HP 3 HP

Building

Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical room

1

et - [For Discussion Purpeses Omly

Manufacturer

State

Watts

Watts

Curtis

Model

SBD100199NET118

009M2

LFOOOM2QT

No dataplate

Serial Dataplate Yr
1208M000064 2012
82945

175517 2017

No dataplate

Barcode

Qty



Index

D30 HVAC

10

11

ID

10188548

10188561

10188547

10188655

10188657

10188674

10188687

10188555

10188576

10188595

10188592

UFCode

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Boiler [Boiler 1]

Boiler [Boiler 2]

Unit Heater

Chiller

Heat Pump

Heat Pump

Heat Pump

Split System

Split System

Split System

Split System
Ductless

Attributes

Gas, HVAC, 1001 to
2000 MBH

Gas, HVAC, 1001 to
2000 MBH

Electric, 1 to 5 KW

Air-Cooled, 151 to 200
TON

Packaged & Wall-
Mounted, 2.5 to 3 TON

Packaged & Wall-
Mounted, 3.5 to 4 TON

Packaged & Wall-
Mounted, 3.5t0 4 TON

Condensing Unit/Heat
Pump, 11 to 12.5 TON

Condensing Unit/Heat
Pump, 11 to 12.5 TON

Condensing Unit/Heat
Pump, 5 TON

Single Zone, Condenser
& Evaporator, 0.75 to 1
TON

Capacity

1600 MBH

1300 MBH

Inaccessible

lllegible

3 TON

3.5TON

3.5TON

12.5 ton

No dataplate

5TON

1 TON

Building

Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Site
Kemp Mill
Elementary
School / Site
Kemp Mill
Elementary
School / Site
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room 1

Mechanical
Room

Mechanical
Enclosure

ML959

ML959

ML821

Roof

Roof

Roof

Roof

et - [For Discussion Purpeses Omly

Manufacturer

Kewanee

Kewanee

Trane

Trane

Bard

Bard

Bard

Trane

No dataplate

Trane

Friedrich

Model

KW602203

KW5.0220G

Inaccessible

lllegible

S38H1DA10REHS03HA10

W42H2DA102EHWH

SH431A10EHWH49A10

TTA150B400BB

No dataplate

TTA060C400A0

FSHSR12A1A

Serial

20496

20497

Inaccessible

lllegible

309F11280798602

332D14311102602

176F09262625502

L1653GRAH

No dataplate

L183YY7FF

NA

Dataplate Yr

1997

2011

2014

2009

1996

1996

1996

Barcode

Qty



Index

12

13

14

15

16

17

18

19

20

21

22

ID

10188588

10188579

10188596

10188584

10188571

10188543

10188575

10188565

10188572

10188539

10188604

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3050

D3050

D3050

D3050

Component
Description

Split System

Ductless

Split System
Ductless

Split System
Ductless

Split System
Ductless

Split System
Ductless

Split System
Ductless

Unit Ventilator

Pump

Pump

Pump

Pump

Attributes

Single Zone, Condenser
& Evaporator, 1.5 to 2
TON

Single Zone, Condenser
& Evaporator, 1.5t0 2
TON

Single Zone, Condenser
& Evaporator, 1.5 to 2
TON

Single Zone, Condenser
& Evaporator, 1.5 t0 2
TON

Single Zone, Condenser
& Evaporator, 1.5t0 2
TON

Single Zone, Condenser
& Evaporator, 2.5t0 3
TON

approx/nominal 3 Ton,
751 to 1250 CFM

Distribution, HVAC
Chilled or Condenser
Water, 4 to 5 HP

Distribution, HVAC
Chilled or Condenser
Water, 4 to 5 HP

Distribution, HVAC
Chilled or Condenser
Water, 6 to 7.5 HP

Distribution, HVAC
Heating Water, 1 to 3 HP

Capacity

1.5 TON

1.5 TON

1.5 TON

1.5 TON

1.5 TON

lllegible

No dataplate

5 HP

lllegible

lllegible

2 HP

Building

Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Classrooms
General

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

et - [For Discussion Purpeses Omly

Manufacturer

Mitsubishi

Friedrich

Friedrich

Mitsubishi

Mitsubishi

Mitsubishi

No dataplate

No dataplate

lllegible

lllegible

Taco

Model

PUH18EK

FPHSR18A3A

FSHSR18A3A

lllegible

PUH18EK

lllegible

No dataplate

No dataplate

lllegible

lllegible

FE2506E2CIEPLO

Serial

lllegible

NA

NA

lllegible

lllegible

lllegible

No dataplate

No dataplate

lllegible

lllegible

NA

Dataplate Yr

Barcode

Qty

30



Index

23

24

25

26

27

28

29

30

31

32

33

ID

10188612

10188633

10188550

10188638

10188642

10188607

10188538

10188611

10188636

10188617

10188618

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3060

D3060

D3060

Component
Description

Pump

Pump

Pump

Air Handler
[AHU1]

Air Handler
[AHUZ]

Air Handler
[AHU3]

Air Handler
[AHU4]

Air Handler
[AHUS5]

Exhaust Fan

Exhaust Fan

Exhaust Fan

Attributes

Distribution, HVAC
Heating Water, 1 to 3 HP

Distribution, HVAC
Heating Water, 4 to 5 HP

Distribution, HVAC
Heating Water, 4 to 5 HP

Interior AHU,
Easy/Moderate Access,
2401 to 4000 CFM

Interior AHU,
Easy/Moderate Access,
4001 to 6000 CFM

Interior AHU,
Easy/Moderate Access,
2401 to 4000 CFM

Interior AHU,
Easy/Moderate Access,
1201 to 2400 CFM

Interior AHU,
Easy/Moderate Access,
1201 to 2400 CFM

Roof or Wall-Mounted,
12" Damper, 501 to 1000
CFM

Roof or Wall-Mounted,
12" Damper, 501 to 1000
CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Capacity

2 HP

5 HP

5 HP

4000 CFM

5000 CFM

4000 CFM

1500 CFM

1500 CFM

Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building

Location Detail

Mechanical

Room

Mechanical
Room

Mechanical
Room

Mechanical
Room 4

Mechanical
Room 2

Mechanical
Room 2

Mechanical
Room 2

Mechanical
Room 3

Roof

Roof

Roof
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Manufacturer

No dataplate

Taco

Taco

Trane

Trane

Trane

Trane

Trane

Greenheck

Greenheck

Greenheck

Model

No dataplate

FE2008E22F2L0A

FE2008E2E1F220A

MCCAO08HCCO0BO

MCCAO010GALOAAA

MCCAO008BBEOBO

MCCAOO3GALO

MCCAO03GALOBBC

G80DGEXQD

GB1204XQD

GB1404XQD

Serial Dataplate Yr

No dataplate

lllegible

lllegible

K96A04608

K96A04501

K96A04531

K96A04582

K96A04629

95K06060

95K05275

95K06867

Barcode

Qty



Index

34

35

36

37

38

39

40

41

42

43

44

ID

10188567

10188534

10188583

10188566

10188532

10188528

10188649

10188656

10188560

10188580

10188653

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan
[EF6]

Exhaust Fan
[F10]

Exhaust Fan
[F11]

Exhaust Fan
[F12]

Exhaust Fan
[F13]

Exhaust Fan
[F13]

Exhaust Fan
[F16]

Exhaust Fan
[F17]

Attributes

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
10" Damper, 50 to 500
CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
12" Damper, 501 to 1000
CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Roof or Wall-Mounted,
12" Damper, 501 to 1000
CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
12" Damper, 501 to 1000
CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

et - [For Discussion Purpeses Omly

Manufacturer

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Model

GB1804XQD

GB1804XQD

GB1804XQD

G95DGEXQD

GB2404

G80C

G100C

G80G

GB1404XQD

GB1204

GB1004

Serial

95K06991

95K06990

95K06992

95K06214

95K04582

95K06026

95K05979

95K06027

95K02833

95K05252

95K05189

Dataplate Yr

Barcode

Qty



Index

45

46

47

48

49

50

51

52

53

54

55

ID

10188634

10188581

10188541

10188573

10188556

10188615

10188620

10188608

10188591

10188558

10188589

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan [F2]

Exhaust Fan
[F21]

Exhaust Fan
[F22]

Exhaust Fan
[F23]

Exhaust Fan
[F24]

Exhaust Fan
[F26]

Exhaust Fan
[F27]

Exhaust Fan [F3]

Exhaust Fan
[F31]

Exhaust Fan [F4]

Exhaust Fan [F5]

Attributes

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
12" Damper, 501 to 1000
CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
12" Damper, 501 to 1000
CFM

Roof or Wall-Mounted,
10" Damper, 50 to 500
CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Roof or Wall-Mounted,
12" Damper, 501 to 1000
CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof
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Manufacturer

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Model

GB30010

GB1204

GB1304

GB2605

GB2004

GB2404

GB1204

G70E

GB1204

G90G

GB1304XQD

Serial

95K04623

95K05253

95K06789

95K04613

95K07018

95K04583

95K05254

95K07646

95K05255

95K06115

95J07627

Dataplate Yr

Barcode

Qty



Index ID

D40 Fire Protection

1 10188645

UFCode

D4010

Component
Description

Backflow
Preventer

Attributes

Fire Suppression, 6 IN

Capacity

6 IN

Building

Kemp Mill
Elementary
School / Main
Building

Location Detail

Mechanical
Room

et - [For Discussion Purpeses Omly

Manufacturer

Febco

Model

860

Serial

9605011242

Dataplate Yr

Barcode

Qty



Index ID

D50 Electrical

1 10188531
2 10188626
3 10188646
4 10188644
5 10188582
6 10188627
7 10188578
8 10188546

UFCode

D5010

D5010

D5020

D5020

D5020

D5020

D5020

D5040

Component
Description

Generator

Automatic
Transfer Switch

Secondary
Transformer

Switchboard

Switchboard

Distribution
Panel

Distribution
Panel

High Intensity
Discharge (HID)
Fixtures

Attributes

Diesel, 10 to 30 KW

ATS, 200 AMP

Dry, Stepdown, 500 KVA

120/208 V, 1600 AMP

277/480 V, 1600 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

Metal Halide,

Gymnasium Lighting,
400 W

Capacity

30 KW

Inaccessible

500 KVA

1600 AMP

1600 AMP

400 AMP

400 AMP

Building

Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building

Location Detail

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Gymnasium
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Manufacturer

Generac

Detroit Diesel

General Electric

General Electric

General Electric

General Electric

General Electric

Model

96A01973S

Inaccessible

9T23B3879

NA

NA

AXB4

AXB4

Serial Dataplate Yr

2027424

Inaccessible

NA

NA

NA

AQF3424SBX

AQF3424MBX 2004

Barcode

Qty

20



Index ID

D70 Electronic Safety & Security

1 10188613

UFCode

D7050

Component
Description Attributes

Fire Alarm Panel Fully Addressable

Capacity

Building Location Detail
Kemp Mill

Elementary Office Areas
School / Main

Building
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Manufacturer

Honeywell

Model

MS9600UDLS

Serial

NA

Dataplate Yr

2017

Barcode

Qty



Index

ID

E10 Equipment

10

11

10188647

10188524

10188630

10188549

10188603

10188593

10188600

10188623

10188652

10188648

10188586

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component
Description

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes Capacity

Convection Oven,
Double

Dairy Cooler/Wells

Dairy Cooler/Wells

Freezer, 1-Door Reach-
In

Prep Table Refrigerated,
Salad/Sandwich

Range/Oven, 4-Burner

Sink, 3-Bowl

Walk-In, Condenser for
Refrigerator/Freezer

Walk-In, Condenser for

No dataplat
Refrigerator/Freezer 0 calapiate

Walk-In, Freezer

Walk-In, Refrigerator

Building

Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building
Kemp Mill
Elementary
School / Main
Building

Location Detail

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Roof

Roof

Commercial
Kitchen

Commercial
Kitchen
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Manufacturer

Blodgett

Delfield

Traulsen

Nor-Lake

Delfield

No dataplate

Trenton
Refrigeration

No dataplate

Model

NA

KC74NU

RMC58D4

NR211SSS1

KCFP60

No dataplate

TEZAOO07H8HT3DB

No dataplate

Harford DuraCool lllegible

Harford DuraCool lllegible

Serial Dataplate Yr

NA

682375038

23B02260 2023

96051151

68287592M

No dataplate

239350916 2023

No dataplate

lllegible

lllegible

Barcode

Qty
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Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
Kemp Mill
12 10188537 £1040 Hea!thcare Deflprlllator (AED), Elementary . Throgghout 5
Equipment Cabinet-Mounted School / Main  Building

Building
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