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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE RAMP ACCESSIBLE PATH

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?




[Draifs - [For Discussion [Purpeses Ol

Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

b e

ACCESSIBLE ENTRANCE ACCESSIBLE ENTRANCE

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?
2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?
3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR PATH DOOR HARDWARE

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

LA BN

LOBBY LOOKING AT CABS (WITH DOORS IN-CAB CONTROLS

OPEN)
Question Yes No NA Comments
1 Are hallway call buttons configured with the x
“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 | present on the hoistway sidewalls on each x
level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x
entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x
floor area ?

Do the elevator car doors have automatic re-

5 | opening devices to prevent closure on x
obstructions?

6 Do elevator car control buttons appear to be x
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

R

TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES

LV

Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?

3 Does the lavatory faucet have compliant x
handles ?

4 Is the plumbing piping under lavatories x
configured to protect against contact ?

5 Are grab bars provided at compliant locations x
around the toilet ?

6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Kitchens/Kitchenettes

SINK CLEARANCE

Question Yes No NA Comments

Do kitchens/kitchenettes appear to have a
1 | minimum compliant path of travel or area of x
maneuverability ?

Are the appliances centered for a parallel or
2 |forward approach with adequate clear floor x
space ?

3 Is there an accessible countertop/preparation x
space of proper width and height ?

4 Is there an accessible sink space of proper x
width and height ?

5 Does the sink faucet have compliant x
handles ?

6 Is the plumbing piping under the sink x
configured to protect against contact ?
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Are the cooktop/range controls front-mounted
(or in a location that does not require reaching
across the burners) ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

OVERVIEW OF PLAYGROUND

Question Yes No NA Comments
1 Is there an accessible route to the play area /
2 X

Y,
2 Has the play area been reviewed for x

accessibility ?
3 Are publicly accessible swimming pools x

equipped with an entrance lift ?
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Component Condition Report | Luxmanor Elementary School / Main Building

UF L3 Code Location Condition
Structure

A1010 Addition Good
A1010 Original building Fair
B1010 Original Building Good
B1010 Addition Good
B1080 Interior Stairs Good
B1080 Building exterior Good
Facade

B2010 Building Exterior Good
B2010 Roof Good
B2010 Building Exterior Good
B2020 Building Exterior Good
B2050 Building Exterior Good
B2050 Building Exterior Good
Roofing

B3010 Roof Fair
B3010 Roof Good
B3020 Roof Good
Interiors

C1020 Building interior Good
C1030 Hallways & Common Areas Good
C1030 Throughout Building Good
C1030 Throughout Good
C1070 Throughout Good
C1090 Restrooms Good
C1090 Hallways & Common Areas Good
C2010 Restrooms Good
C2010 Throughout Fair
C2010 Gymnasium Good
C2010 Gymnasium Good
C2030 Throughout Good
C2030 Restrooms Good
C2030 Gymnasium Fair
C2030 Commercial Kitchen Good
C2030 Mechanical room Fair
C2030 Classrooms General Fair
C2050 Gymnasium Fair
C2050 Building interior Good
Conveying

D1010 Elevator Shafts/Utility Good
D1010 Elevator Shafts/Utility Good
D1010 Elevator Shafts/Utility Good

D1010 Elevator Shafts/Utility Fair

Component/Attributes/Capacity

Foundation System, Concrete Strip/Pad Footings w/ Slab, 3-5 Story Building
Foundation System, Concrete Strip/Pad Footings w/ Slab, 3-5 Story Building
Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building
Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building

Stair Treads, Raised Rubber Tile

Stairs and Walkways, Metal or Pan-Filled, Exterior

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Supplemental Screen Walls, Aluminum-Framed, HVAC Equipment
Exterior Walls, Aluminum Faced Insulated Panel System

Glazing, any type by SF

Exterior Door, Steel, Commercial

Overhead/Dock Door, Aluminum, 12'x12' (144 SF)

Roofing, Built-Up
Roofing, Modified Bitumen

Roof Appurtenances, Gutters & Downspouts, Aluminum w/ Fittings

Interior Glazing, any type by SF

Interior Door, Steel/Wood, Fire-Rated at 90 Minutes or Over
Interior Door, Steel, Standard

Interior Door, Wood, Solid-Core Commercial

Suspended Ceilings, Acoustical Tile (ACT)

Toilet Partitions, Plastic/Laminate

Lockers, Steel-Baked Enamel, 6' Height per LF

Wall Finishes, Ceramic Tile

Wall Finishes, any surface, Prep & Paint

Wall Finishes, Acoustical Panels, Sound-Dampening

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Flooring, Vinyl Tile (VCT)

Flooring, Ceramic Tile

Flooring, Wood, Sports, Refinish

Flooring, Quarry Tile

Flooring, any surface, w/ Epoxy Coating, Prep & Paint
Flooring, Carpet, Commercial Standard

Ceiling Finishes, exposed irregular elements, Prep & Paint

Ceiling Finishes, Wood Paneling

Elevator Cab Finishes, Standard

Elevator Cab Finishes, Standard

Passenger Elevator, Overhead Traction, 2-5 Floors, 2000 to 5000 LB, 3500 LB, Renovate
Passenger Elevator, Hydraulic, 3 Floors, 3000 to 4000 LB, 3500 LB, Renovate
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Quantity

10,500
45,000
17,500
42,000
9,000
1,400

40,000
7,500
20,000
18,000
41

1

9,500
48,500
800

650

19

43

63
93,700
24
400
4,000
150,000
3,000
550
83,000
1,700
5,500
5,300
1,200
3,300
5,500
1,800

SF
SF
SF
SF
SF
SF

SF
SF
SF
SF

SF
SF
LF

SF

SF

LF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF

RUL

60
26
60
70
14
36

15
35
35
25
35
25

10
16
15

36
35
35
35
20
15
15
35

20
10
10
35

45

25

10
10
31
15
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Component Condition Report | Luxmanor Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Plumbing

D2010 Restrooms Good Toilet, Child-Sized 8 25
D2010 Utility room Good Sink/Lavatory, Service Sink, Floor 8 31
D2010 Hallways & Common Areas Good Drinking Fountain, Wall-Mounted, Bi-Level 9 10
D2010 Throughout Building Good Plumbing System, Supply & Sanitary, Low Density (excludes fixtures) 99,376 SF 35
D2010 Restrooms Good Toilet, Commercial Water Closet 22 25
D2010 001 Fair Backflow Preventer, Domestic Water, 2 IN, 1.5 TON 1 15
D2010 New Mechanical Room Good Water Heater, Gas, Commercial (200 MBH), 100 to 199 GAL, 118 GAL 1 16
D2010 New Mechanical Room Good Backflow Preventer, Domestic Water, 2 IN, 1.5 IN 1 26
D2010 Building interior Good Sink/Lavatory, Drop-In Style, Stainless Steel 63 26
D2010 Restrooms Good Sink/Lavatory, Wall-Hung 36 25
D2010 001 Good Water Heater, Electric, Commercial ( 36 kW), 81 to 130 GAL, 108 GAL 1 17
D2010 Restrooms Good Urinal, Standard 8 25
D2030 001 Fair Pump, Sump, 3 HP, No dataplate 1 4
HVAC

D3020 001 Good Unit Heater, Electric, 6 to 10 KW, Inaccessible 1 16
D3020 001 Fair Boiler Supplemental Components, Expansion Tank, 31 to 60 GAL, 53 GAL 1 25
D3020 New Mechanical Room Good Boiler, Gas, HVAC, 1001 to 2000 MBH, 1500 MBH [Boiler4] 1 26
D3020 M4 Good Boiler Supplemental Components, Expansion Tank, 31 to 60 GAL, 53 GAL 1 36
D3020 New Mechanical Room Good Boiler, Gas, HVAC, 1001 to 2000 MBH, 1500 MBH [Boiler3] 1 26
D3020 001 Good Unit Heater, Electric, 1 to 5 KW, Inaccessible 1 16
D3020 001 Fair Boiler, Gas, HVAC, 251 to 500 MBH, 500 MBH [Boiler1] 1 15
D3020 New Mechanical Room Good Boiler Supplemental Components, Chemical Feed System 1 10
D3020 001 Good Boiler Supplemental Components, Chemical Feed System 1 10
D3020 001 Good Boiler, Gas, HVAC, 251 to 500 MBH, 500 MBH [Boiler2] 1 26
D3020 New Mechanical Room Good Unit Heater, Electric, 1 to 5 KW, Inaccessible [EPUH9] 1 16
D3020 New Mechanical Room Good Boiler, Gas, HVAC, 1001 to 2000 MBH, 1500 MBH [BOILER5] 1 26
D3020 001 Fair Heat Exchanger, Plate & Frame, HVAC, 26 to 40 GPM 1 20
D3020 New Mechanical Room Good Heat Exchanger, Plate & Frame, HVAC, 131 to 260 GPM [HX2] 1 31
D3030 M13 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU16] 1 16
D3030 M4 Good Heat Pump, Water Source, 5 TON, 2 TON [HPUG6] 1 16
D3030 M13 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU17] 1 16
D3030 Roof Good Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, 6 TON [ACCU2] 1 11
D3030 Building interior Good Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 3 to 4 TON, No dataplate 12 11
D3030 M16 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU19] 1 16
D3030 M24 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU31] 1 16
D3030 M28 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU7] 1 5
D3030 M14 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU22] 1 16
D3030 M10 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU12] 1 16
D3030 M26 Fair Heat Pump, Water Source, 5 TON, 2 TON [HPU10] 1 5
D3030 Roof Good Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, 10 TON 1 11
D3030 M11 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU13] 1 16
D3030 M25 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU33] 1 16

D3030 M23 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU29] 1 16
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Component Condition Report | Luxmanor Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 M20 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU10] 1 16
D3030 M5 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU5] 1 16
D3030 M20 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU11] 1 16
D3030 M27 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPUS8] 1 5
D3030 M26 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU35] 1 16
D3030 M12 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU14] 1 16
D3030 M18 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU26] 1 16
D3030 Roof Fair Cooling Tower, (Typical) Open Circuit , 76 to 100 TON, 77 TON [CT1] 1 10
D3030 M4 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU7] 1 16
D3030 M24 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU32] 1 16
D3030 M3 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU3] 1 16
D3030 M21 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU27] 1 16
D3030 M6 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU8] 1 16
D3030 M22 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU28] 1 16
D3030 Roof Good Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, 1.5 TON 1 11
D3030 M6 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU9] 1 16
D3030 Roof Fair Split System Ductless, Single Zone, Condenser & Evaporator, 0.75 to 1 TON, 1 TON [CU1] 1 4
D3030 Roof Good Cooling Tower, (Typical) Open Circuit, 101 to 200 TON, 176 TON 1 21
D3030 Roof Good Split System Ductless, Single Zone, Condenser & Evaporator, 0.75 to 1 TON, 1 TON 1 11
D3030 M23 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU30] 1 16
D3030 M15 Good Heat Pump, Water Source, 10 TON, 10 TON [HPU18] 1 16
D3030 M25 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU34] 1 16
D3030 M8 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPUZ2] 1 5
D3030 Roof Good Split System Ductless, Single Zone, Condenser & Evaporator, 2.5 to 3 TON, 3 TON 1 11
D3030 Roof Good Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, 8 TON [ACCU1] 1 11
D3030 M17 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU24] 1 16
D3030 M7 Fair Heat Pump, Water Source, 5 TON, 5 TON [HPU5] 1 5
D3030 M28 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPUG6] 1 5
D3030 M8 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU1] 1 5
D3030 M16 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU20] 1 16
D3030 M14 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU21] 1 16
D3030 M26 Fair Heat Pump, Water Source, 5 TON, 2 TON [HPU11] 1 5
D3030 Roof Fair Split System Ductless, Single Zone, Condenser & Evaporator, 0.75 to 1 TON, 1 TON 1 4
D3030 M1 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU1] 1 16
D3030 Roof Good Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, 1.5 TON 1 11
D3030 M9 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU3] 1 5
D3030 M3 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU4] 1 16
D3030 M2 Good Heat Pump, Water Source, 5 TON, 2 TON [HPUZ2] 1 16
D3030 M17 Good Heat Pump, Water Source, 5 TON, 3.5 TON [HPU23] 1 16
D3030 M18 Good Heat Pump, Water Source, 5 TON, 2.5 TON [HPU25] 1 16
D3030 M7 Fair Heat Pump, Water Source, 5 TON, 4 TON [HPU4] 1 5
D3030 M12 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU15] 1 16
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON, 5 TON 1 16

D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 13 to 15 TON, 13 TON [DOAS5] 1 16
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Component Condition Report | Luxmanor Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 11 to 12.5 TON, 11 TON [DOAS2] 1 16
D3050 New Mechanical Room Good Pump, Distribution, HYAC Heating Water, 16 to 25 HP, 20 HP [P5] 1 21
D3050 New Mechanical Room Good Pump, Distribution, HVAC Heating Water, 16 to 25 HP, 20 HP [P6] 1 21
D3050 New Mechanical Room Good Pump, Distribution, HVAC Heating Water, 8 to 10 HP, 10 HP [P7] 1 21
D3050 Roof Fair Air Handler, Exterior AHU, 4001 to 6000 CFM, 5600 CFM [ERU1] 1 5
D3050 Throughout Building Good HVAC System, Ductwork w/ VAV/FCU, Medium Density 99,376 SF 26
D3050 001 Good Pump, Distribution, HVAC Heating Water, 6 to 7.5 HP, 7.5 TON [P2] 1 25
D3050 Roof Good Air Handler, Exterior AHU, 6001 to 8000 CFM, 7000 CFM [DOAS3] 1 16
D3050 Roof Good Air Handler, Exterior AHU, 6001 to 8000 CFM, 7000 CFM [DOAS1] 1 16
D3050 001 Good Pump, Distribution, HVAC Chilled or Condenser Water, 4 to 5 HP, 5 HP [P4] 1 25
D3050 New Mechanical Room Good Pump, Distribution, HVAC Heating Water, 8 to 10 HP, 10 HP [P8] 1 21
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 16 to 20 TON, 16 TON [RHPU1] 1 16
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 13 to 15 TON, 13 TON [DOAS4] 1 16
D3050 Throughout Building Good HVAC System, Hydronic Piping, 2-Pipe 99,376 SF 36
D3050 001 Good Pump, Distribution, HVAC Chilled or Condenser Water, 4 to 5 HP, 5 HP [P3] 1 25
D3050 001 Good Pump, Distribution, HVAC Heating Water, 6 to 7.5 HP, 7.5 HP [P1] 1 25
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 16 to 20 TON, 16 TON [RHPUZ2] 1 16
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, lllegible [EF4] 1 16
D3060 New Mechanical Room Good Fan, Centrifugal, 24" Diameter, 2001 to 5000 CFM, Inaccessible 1 21
D3060 Commercial kitchen Good Supplemental Components, Air Curtain, 5' Wide Non-Heated 1 16
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM [EF13] 1 16
D3060 001 Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 650 CFM [EF1] 1 10
D3060 001 Fair Axial Flow Fan, In-Line, 2 HP Motor, 5001 to 10000 CFM, No dataplate [SF1] 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, 600 CFM [EF3] 1 5
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM [EF5] 1 16
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM [EF1] 1 16
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Inaccessible 1 16
D3060 Commercial kitchen Good Supplemental Components, Air Curtain, 5' Wide Non-Heated 1 16
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM [2] 1 16
D3060 Commercial kitchen Good Supplemental Components, Air Curtain, 5' Wide Non-Heated 1 16
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM [EF3] 1 16

Fire Protection

D4010 001 Good Backflow Preventer, Fire Suppression, 8 IN 1 26
D4010 Throughout Building Good Fire Suppression System, Existing Sprinkler Heads, by SF 99,376 SF 21
Electrical

D5010 Emergency Electrical Room Good Automatic Transfer Switch, ATS, 100 AMP, 100 AMP [ATS1] 1 21
D5010 Emergency Electrical Room Good Automatic Transfer Switch, ATS, 200 AMP, 200 AMP [ATS2] 1 21
D5010 Loading Dock Good Generator, Gas or Gasoline, 130 to 185 KW, 150 KW 1 21
D5020 Electrical Room 238 Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 26
D5020 Emergency Electrical Room Good Secondary Transformer, Dry, Stepdown, 75 KVA, 75 KVA 1 26
D5020 001 Fair Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 15
D5020 Emergency Electrical Room Good Secondary Transformer, Dry, Stepdown, 15 KVA, 15 KVA 1 26
D5020 Emergency Electrical Room Good Distribution Panel, 277/480 V, 400 AMP, 400 AMP 1 26

D5020 002 Fair Secondary Transformer, Dry, Stepdown, 300 KVA, 300 KVA 1 15
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Component Condition Report | Luxmanor Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D5020 Electrical Room 1 Good Distribution Panel, 277/480 V, 800 AMP, 800 AMP 1 26
D5020 Electrical Room 133 Good Distribution Panel, 277/480 V, 800 AMP, 800 AMP 1 26
D5020 Electrical Room 1 Good Secondary Transformer, Dry, Stepdown, 45 KVA, 45 KVA 1 26
D5020 001 Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 26
D5020 Electrical Room 238 Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 26
D5020 Electrical Room 323 Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 26
D5020 Electrical Room 323 Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 26
D5020 Emergency Electrical Room Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 26
D5020 Emergency Electrical Room Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 26
D5020 002 Good Switchboard, 277/480 V, 2000 AMP, 2000 AMP 1 36
D5020 001 Fair Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 15
D5020 001 Fair Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 15
D5020 Electrical Room 323 Good Distribution Panel, 277/480 V, 800 AMP, 800 AMP 1 26
D5020 002 Good Distribution Panel, 120/208 V, 800 AMP, 800 AMP 1 26
D5020 Electrical Room 133 Good Distribution Panel, 277/480 V, 400 AMP, 400 AMP 1 26
D5020 002 Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 26
D5020 Electrical Room 223 Good Distribution Panel, 277/480 V, 400 AMP, 400 AMP 1 26
D5020 Electrical Room 133 Good Secondary Transformer, Dry, Stepdown, 225 KVA, 225 KVA 1 26
D5020 Electrical Room 133 Good Distribution Panel, 120/208 V, 800 AMP, 800 AMP 1 26
D5030 New Mechanical Room Good Variable Frequency Drive, VFD, by HP of Motor, 20 HP, 20 HP [P5] 1 16
D5030 New Mechanical Room Good Variable Frequency Drive, VFD, by HP of Motor, 20 HP, 20 TON [P6] 1 16
D5030 Electrical Room Good Electrical System, Wiring & Switches, Average or Low Density/Complexity 99,376 SF 36
D5030 New Mechanical Room Good Variable Frequency Drive, VFD, by HP of Motor, 10 HP, 10 HP [VFD8] 1 16
D5030 New Mechanical Room Good Variable Frequency Drive, VFD, by HP of Motor, 10 HP, 10 HP [VFD7] 1 16
D5040 Cafereria Good Stage Lighting System, Full Upgrade, Specialty Fixtures 1,200 SF 16
D5040 Building exterior Good Exterior Light, Building-Mounted, Higher-Lumen for Large Areas 31 16
D5040 Throughout Building Fair Emergency & Exit Lighting System, Full Interior Upgrade, LED 99,376 SF 6
D5040 Gymnasium Good High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W 20 16
D5040 Throughout Building Good Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 99,376 SF 16

Fire Alarm & Electronic Systems

D6030 Cafeteria Good Sound System, Theater/Auditorium/Church 1,200 SF 16
D6060 Throughout Building Good Intercom/PA System, Public Address Upgrade, Facility-Wide 99,376 SF 16
D7030 Throughout Building Good Security/Surveillance System, Full System Upgrade, Average Density 99,376 SF 11
D7050 002 Good Fire Alarm Panel, Fully Addressable 1 11
D7050 Throughout Building Good Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 99,376 SF 16
D8010 Throughout Building Good BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 99,376 SF 11

Equipment & Furnishings

E1030 Commercial Kitchen Good Foodservice Equipment, Sink, 3-Bowl 1 26
E1030 Commercial kitchen Fair Foodservice Equipment, Trash Compactor, 600 LB 1 5
E1030 Commercial Kitchen Good Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich 1 11
E1030 Roof Good Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer 1 11
E1030 Commercial Kitchen Good Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich 1 11
E1030 Commercial Kitchen Good Foodservice Equipment, Walk-In, Freezer 1 16

E1030 Commercial Kitchen Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1 6



Component Condition Report | Luxmanor Elementary School / Main Building

UF L3 Code Location

E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Roof

E1040 Throughout Building
E1070 Gymnasium

E1070 Cafeteria

E2010 Library

E2010 Office Areas

E2010 Library

E2010 Library

E2010 Classrooms General
E2010 Classrooms General

Follow-up Studies

P2030 Throughout
P2030 Throughout
P2030 Throughout

Component Condition Report | Luxmanor Elementary School / Site

Condition
Good
Good
Good
Fair
Good
Good
Fair
Good
Good
Good
Good
Good
Good
Good
Good

NA
NA
NA

UF L3 Code Location Condition

Pedestrian Plazas & Walkways

G2020 Site Good
G2020 Site Parking Areas Good
G2020 Site Parking Areas Fair

G2030 Site Good
G2030 Site Good

Athletic, Recreational & Playfield Areas

G2050 Site Sports Fields & Courts Good
G2050 Site Sports Fields & Courts Fair
G2050 Site General Good
G2050 Site Playground Areas Good
G2050 Site Sports Fields & Courts Fair
G2050 Site Sports Fields & Courts Good
G2050 Site Playground Areas Good
G2050 Site Playground Areas Good
G2050 Site Playground Areas Good
G2050 Site Playground Areas Good
G2050 Site Sports Fields & Courts Good
G2050 Site Playground Areas Good
Sitework

G2060 Site Good
G2060 Building exterior Good
G2060 Site General Good

Component/Attributes/Capacity

Foodservice Equipment, Exhaust Hood, 3 to 6 LF

Foodservice Equipment, Dairy Cooler/Wells

Foodservice Equipment, Dairy Cooler/Wells

Foodservice Equipment, Convection Oven, Double

Foodservice Equipment, Walk-In, Refrigerator

Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer
Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted
Basketball Backboard, Wall-Mounted, Fixed

Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour
Library Shelving, Single-Faced, up to 90" Height

Casework, Cabinetry, Standard

Casework, Cabinetry, Standard

Library Shelving, Double-Faced, up to 90" Height

Window Treatments, Operable Blinds, Fire-Resistant

Casework, Cabinetry, Standard

Engineering Study, Mechanical, General Design, Study
Engineering Study, Plumbing, Domestic Water Supply System, Evaluate/Report
Engineering Study, Plumbing, Sanitary Sewer System, Evaluate/Report

Component/Attributes/Capacity

Parking Lots, Curb & Gutter, Concrete

Parking Lots, Pavement, Asphalt, Mill & Overlay
Parking Lots, Pavement, Asphalt, Seal & Stripe

Site Stairs & Ramps, Steps, Concrete (per LF of nosing)

Sidewalk, Concrete, Large Areas

Sports Apparatus, Basketball, Backboard w/ Pole

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
Sports Apparatus, Player/Dugout Benches, 12' Length

Play Structure, Multipurpose, Large

Playground Surfaces, Engineered Wood Fiber Chips, 6" Depth

Sports Apparatus, Baseball, Backstop Chain-Link

Play Structure, Multipurpose, Medium

Play Structure, Multipurpose, Large

Play Structure, Multipurpose, Small

Play Structure, Multipurpose, Small

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay

Play Structure, Multipurpose, Large

Fences & Gates, Fence, Vinyl 4'
Signage, Property, Building-Mounted Individual Letters

Signage, Property, Pylon Robust/Electronic Programmable
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Quantity
1
1
1

2,000
120
200

70

80
15,800
1,900

SF
LF
LF
LF
LF
SF
LF

Quantity

2,400 LF

60,000 SF
60,000 SF

800 LF

23,000 SF

18,400 SF

7,400 SF

18,400 SF

1

130 LF

28

RUL

48
21

46
46

21

1"
16

16
16
16
16
16
21
16

21
16
16

ID
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Component Condition Report | Luxmanor Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
G2060 Site General Good Fences & Gates, Fence, Chain Link 4' 1,400 LF 36
G2060 Site Parking Areas Good Bollard, Concrete or Metal 15 26
G2060 Site General Good Park Bench, Metal Powder-Coated 9 16
G2060 Site Good Bike Rack, Fixed Single Loop 40 16
G2060 Site Good Retaining Wall, Concrete Cast-in-Place 6,000 SF 46
G2060 Site General Good Retaining Wall, Brick/Stone 5,000 SF 36
G2060 Site Sports Fields & Courts Good Fences & Gates, Fence, Chain Link 6' 2,200 LF 36

G4050 Site Good Site Lighting, Wall Pack or Walkway Ceiling/Pole-Mounted, any type w/ LED, Higher-Lumen, 50 to 105 W 16 16
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Replacement Reserves Report }%‘
3/27/2026

Location 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Total Escalated Estimate
Luxmanor Elementary School $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0
Luxmanor Elementary School / Main Building $0 $21,630 $0 $0 $12,684 $469,622 $122,240 $0 $0 $0 $860,832 $1,010,286 $0 $0 $136,133 $1,147,910 $4,893,534 $30,578 $0 $19,762 $688,761 $9,413,973
Luxmanor Elementary School / Site $0 $0 $0 $54,724 $0 $0 $0 $0 $63,440 $0 $0 $4,983 $0 $73,544 $0 $0 $361,540 $0 $85,258 $0 $0 $643,489
Grand Total $0 $21,630 $0 $54,724 $12,684 $469,622 $122,240 $0 $63,440 $0 $860,832 $1,015,269 $0 $73,544 $136,133 $1,147,910 $5,255,075 $30,578 $85,258 $19,762 $688,761 $10,057,462
Luxmanor Elementary School

Luxmanor Elementary School / Main Building

Uniformat CodeLocation Description ID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Defici Repair

B1080 Interior Stairs 10248493 Stair Treads, Raised Rubber Tile, Replace 18 4 14 9000 SF $10.00 $90,000 $90,000 $90,000
B2010 Building Exterior 10248563 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 20 5 15 40000 SF $1.86 $74,400 $74,400 $74,400
B3010 Roof 10254062 Roofing, Built-Up, Replace 25 15 10 9500 SF $14.00 $133,000 $133,000 $133,000
B3010 Roof 10248479 Roofing, Modified Bitumen, Replace 20 4 16 48500 SF $10.00 $485,000 $485,000 $485,000
B3020 Roof 10248545 Roof Appurtenances, Gutters & Downspouts, Aluminum w/ Fittings, Replace 20 5 15 800 LF $9.00 $7,200 $7,200 $7,200
C1070 Throughout 10248468 Suspended Ceilings, Acoustical Tile (ACT), Replace 25 5 20 93700 SF $3.50 $327,950 $327,950 $327,950
C1090 Restrooms 10248469 Toilet Partitions, Plastic/Laminate, Replace 20 5 15 24 EA $750.00 $18,000 $18,000 $18,000
C1090 Hallways & Common Areas 10248685 Lockers, Steel-Baked Enamel, 6' Height per LF, Replace 20 5 15 400 LF $500.00 $200,000 $200,000 $200,000
C2010 Gymnasium 10248627 Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace 15 5 10 550 SF $16.80  $9,240 $9,240 $9,240
C2010 Throughout 10248484 Wall Finishes, any surface, Prep & Paint 10 5 5 150000  SF $1.50 $225,000 $225,000 $225,000 $450,000
C2010 Gymnasium 10248510 Wall Finishes, Acoustical Panels, Sound-Dampening, Replace 25 5 20 3000 SF $14.00 $42,000 $42,000 $42,000
C2030 Mechanical room 10248500 Flooring, any surface, w/ Epoxy Coating, Prep & Paint 10 4 6 1200 SF $12.00 $14,400 $14,400 $14,400 $28,800
C2030 Throughout 10248705 Flooring, Vinyl Tile (VCT), Replace 15 5 10 83000 SF $5.00 $415,000 $415,000 $415,000
C2030 Classrooms General 10248519 Flooring, Carpet, Commercial Standard, Replace 10 5 5 3300 SF $7.50 $24,750 $24,750 $24,750 $49,500
C2030 Gymnasium 10248624 Flooring, Wood, Sports, Refinish 10 5 5 5500 SF $5.00 $27,500 $27,500 $27,500 $55,000
C2050 Gymnasium 10248598 Ceiling Finishes, exposed irregular elements, Prep & Paint 10 5 5 5500 SF $2.50 $13,750 $13,750 $13,750 $27,500
D1010 Elevator Shafts/Utility 10248704 Elevator Cab Finishes, Standard, Replace 15 5 10 1 EA $9,000.00  $9,000 $9,000 $9,000
D1010 Elevator Shafts/Utility 10248492 Elevator Cab Finishes, Standard, Replace 15 5 10 1 EA $9,000.00  $9,000 $9,000 $9,000
D1010 Elevator Shafts/Utility 10248590 Passenger Elevator, Hydraulic, 3 Floors, 3000 to 4000 LB, Renovate 30 15 15 1 EA  $75,000.00 $75,000 $75,000 $75,000
D2010 New Mechanical Room 10248508 Water Heater, Gas, Commercial (200 MBH), 100 to 199 GAL, Replace 20 4 16 1 EA  $16,600.00 $16,600 $16,600 $16,600
D2010 001 10248618 Water Heater, Electric, Commercial ( 36 kW), 81 to 130 GAL, Replace 20 3 17 1 EA  $18,500.00 $18,500 $18,500 $18,500
D2010 001 10248475 Backflow Preventer, Domestic Water, 2 IN, Replace 30 15 15 1 EA $3,200.00  $3,200 $3,200 $3,200
D2010 Hallways & Common Areas 10248486 Drinking Fountain, Wall-Mounted, Bi-Level, Replace 15 5 10 9 EA $1,500.00 $13,500 $13,500 $13,500
D2030 001 10248638 Pump, Sump, 3 HP, Replace 15 1" 4 1 EA $4,270.00  $4,270 $4,270 $4,270 $8,540
D3020 001 10248536 Boiler, Gas, HVAC, 251 to 500 MBH, Replace 30 15 15 1 EA  $20,000.00 $20,000 $20,000 $20,000
D3020 001 10248632 Heat Exchanger, Plate & Frame, HVAC, 26 to 40 GPM, Replace 35 15 20 1 EA  $11,400.00 $11,400 $11,400 $11,400
D3020 001 10248606 Unit Heater, Electric, 6 to 10 KW, Replace 20 4 16 1 EA $2,200.00  $2,200 $2,200 $2,200
D3020 001 10248525 Unit Heater, Electric, 1 to 5 KW, Replace 20 4 16 1 EA $1,800.00 $1,800 $1,800 $1,800
D3020 New Mechanical Room 10248487 Unit Heater, Electric, 1 to 5 KW, Replace 20 4 16 1 EA $1,800.00  $1,800 $1,800 $1,800
D3020 New Mechanical Room 10248573 Boiler Supplemental Components, Chemical Feed System, Replace 15 5 10 1 EA  $11,700.00 $11,700 $11,700 $11,700
D3020 001 10248613 Boiler Supplemental Components, Chemical Feed System, Replace 15 5 10 1 EA  $11,700.00 $11,700 $11,700 $11,700
D3030 Roof 10248717 Cooling Tower, (Typical) Open Circuit , 76 to 100 TON, Replace 25 15 10 1 EA  $27,000.00 $27,000 $27,000 $27,000
D3030 Roof 10248710 Split System Ductless, Single Zone, Condenser & Evaporator, 0.75 to 1 TON, Replace 15 1 4 1 EA $3,500.00  $3,500 $3,500 $3,500 $7,000
D3030 Roof 10248524 Split System Ductless, Single Zone, Condenser & Evaporator, 0.75 to 1 TON, Replace 15 1 4 1 EA $3,500.00 $3,500 $3,500 $3,500 $7,000
D3030 M28 10248675 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M26 10248644 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M27 10248665 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M8 10248483 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M7 10248671 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M28 10248588 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M8 10248617 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M26 10248597 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M9 10248560 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M7 10248695 Heat Pump, Water Source, 5 TON, Replace 20 15 5 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Roof 10248670 Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, Replace 15 4 1 1 EA  $44,000.00 $44,000 $44,000 $44,000
D3030 Building interior 10248659 Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 3 to 4 TON, Replace 15 4 1 12 EA $4,830.00 $57,960 $57,960 $57,960
D3030 Roof 10248595 Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, Replace 15 4 1 1 EA  $44,000.00 $44,000 $44,000 $44,000
D3030 Roof 10248626 Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, Replace 15 4 1 1 EA $4,800.00 $4,800 $4,800 $4,800
D3030 Roof 10248515 Split System Ductless, Single Zone, Condenser & Evaporator, 0.75 to 1 TON, Replace 15 4 1 1 EA $3,500.00  $3,500 $3,500 $3,500
D3030 Roof 10248556 Split System Ductless, Single Zone, Condenser & Evaporator, 2.5 to 3 TON, Replace 15 4 1 1 EA $6,100.00  $6,100 $6,100 $6,100
D3030 Roof 10248506 Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, Replace 15 4 1 1 EA  $44,000.00 $44,000 $44,000 $44,000
D3030 Roof 10248664 Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, Replace 15 4 1" 1 EA $4,800.00  $4,800 $4,800 $4,800
D3030 M13 10248636 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M4 10248629 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M13 10248700 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
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Uniformat CodeLocation Description ID Cost Description Lifespan (EUL)EAge RUL Quantity Unit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Deficiency Repair Estimate
D3030 M16 10248572 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M24 10248625 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M14 10248579 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M10 10248610 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M11 10248561 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M25 10248505 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M23 10248657 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M20 10248471 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M5 10248608 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M20 10248463 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M26 10248473 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M12 10248582 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M18 10248676 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M4 10248660 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M24 10248539 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M3 10248578 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M21 10248472 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M6 10248692 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M22 10248577 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M6 10248701 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M23 10248604 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M15 10248702 Heat Pump, Water Source, 10 TON, Replace 20 4 16 1 EA  $11,800.00 $11,800 $11,800 $11,800
D3030 M25 10248688 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M17 10248564 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M16 10248647 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M14 10248502 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M1 10248696 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M3 10248512 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M2 10248643 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M17 10248517 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M18 10248680 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 M12 10248640 Heat Pump, Water Source, 5 TON, Replace 20 4 16 1 EA $5,900.00  $5,900 $5,900 $5,900
D3050 Roof 10248672 Air Handler, Exterior AHU, 4001 to 6000 CFM, Replace 20 15 5 1 EA  $37,200.00 $37,200 $37,200 $37,200
D3050 Roof 10248673 Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON, Replace 20 4 16 1 EA  $11,000.00 $11,000 $11,000 $11,000
D3050 Roof 10248674 Packaged Unit, RTU, Pad or Roof-Mounted, 13 to 15 TON, Replace 20 4 16 1 EA  $30,000.00 $30,000 $30,000 $30,000
D3050 Roof 10248605 Packaged Unit, RTU, Pad or Roof-Mounted, 11 to 12.5 TON, Replace 20 4 16 1 EA  $25,000.00 $25,000 $25,000 $25,000
D3050 Roof 10248542 Air Handler, Exterior AHU, 6001 to 8000 CFM, Replace 20 4 16 1 EA  $48,000.00 $48,000 $48,000 $48,000
D3050 Roof 10248557 Air Handler, Exterior AHU, 6001 to 8000 CFM, Replace 20 4 16 1 EA  $48,000.00 $48,000 $48,000 $48,000
D3050 Roof 10248634 Packaged Unit, RTU, Pad or Roof-Mounted, 16 to 20 TON, Replace 20 4 16 1 EA  $40,000.00 $40,000 $40,000 $40,000
D3050 Roof 10248503 Packaged Unit, RTU, Pad or Roof-Mounted, 13 to 15 TON, Replace 20 4 16 1 EA  $30,000.00 $30,000 $30,000 $30,000
D3050 Roof 10248495 Packaged Unit, RTU, Pad or Roof-Mounted, 16 to 20 TON, Replace 20 4 16 1 EA  $40,000.00 $40,000 $40,000 $40,000
D3060 001 10248585 Axial Flow Fan, In-Line, 2 HP Motor, 5001 to 10000 CFM, Replace 20 15 5 1 EA $3,500.00  $3,500 $3,500 $3,500
D3060 Roof 10248549 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace 20 15 5 1 EA $1,400.00  $1,400 $1,400 $1,400
D3060 001 10248669 Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, Replace 25 15 10 1 EA $1,400.00  $1,400 $1,400 $1,400
D3060 Roof 10248526 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace 20 4 16 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10248607 Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace 20 4 16 1 EA $3,000.00  $3,000 $3,000 $3,000
D3060 Roof 10248633 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace 20 4 16 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10248691 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace 20 4 16 1 EA $1,400.00  $1,400 $1,400 $1,400
D3060 Roof 10248464 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace 20 4 16 1 EA $1,400.00  $1,400 $1,400 $1,400
D3060 Roof 10248712 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace 20 4 16 1 EA $1,400.00  $1,400 $1,400 $1,400
D3060 Roof 10248481 Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM, Replace 20 4 16 1 EA $1,200.00  $1,200 $1,200 $1,200
D3060 Commercial kitchen 10248623 Supplemental Components, Air Curtain, 5' Wide Non-Heated, Replace 20 4 16 1 EA $1,500.00 $1,500 $1,500 $1,500
D3060 Commercial kitchen 10248570 Supplemental Components, Air Curtain, 5' Wide Non-Heated, Replace 20 4 16 1 EA $1,500.00 $1,500 $1,500 $1,500
D3060 Commerecial kitchen 10248715 Supplemental Components, Air Curtain, 5' Wide Non-Heated, Replace 20 4 16 1 EA $1,500.00 $1,500 $1,500 $1,500
D5020 002 10248586 Secondary Transformer, Dry, Stepdown, 300 KVA, Replace 30 15 15 1 EA  $30,000.00 $30,000 $30,000 $30,000
D5020 001 10248465 Distribution Panel, 120/208 V, 400 AMP, Replace 30 15 15 1 EA $6,000.00  $6,000 $6,000 $6,000
D5020 001 10248589 Distribution Panel, 120/208 V, 400 AMP, Replace 30 15 15 1 EA $6,000.00  $6,000 $6,000 $6,000
D5020 001 10248651 Distribution Panel, 120/208 V, 400 AMP, Replace 30 15 15 1 EA $6,000.00  $6,000 $6,000 $6,000
D5030 New Mechanical Room 10248565 Variable Frequency Drive, VFD, by HP of Motor, 20 HP, Replace 20 4 16 1 EA  $10,000.00 $10,000 $10,000 $10,000
D5030 New Mechanical Room 10248550 Variable Frequency Drive, VFD, by HP of Motor, 20 HP, Replace 20 4 16 1 EA  $10,000.00 $10,000 $10,000 $10,000
D5030 New Mechanical Room 10248534 Variable Frequency Drive, VFD, by HP of Motor, 10 HP, Replace 20 4 16 1 EA $7,000.00  $7,000 $7,000 $7,000
D5030 New Mechanical Room 10248504 Variable Frequency Drive, VFD, by HP of Motor, 10 HP, Replace 20 4 16 1 EA $7,000.00  $7,000 $7,000 $7,000
D5040 Throughout Building 10248658 Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace 10 4 6 99376 SF $0.65 $64,594 $64,594 $64,594 $129,189
D5040 Cafereria 10248682 Stage Lighting System, Full Upgrade, Specialty Fixtures, Replace 20 4 16 1200 SF $30.00 $36,000 $36,000 $36,000
D5040 Building exterior 10248527 Exterior Light, Building-Mounted, Higher-Lumen for Large Areas, Replace 20 4 16 31 EA $800.00 $24,800 $24,800 $24,800
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D5040 Gymnasium 10248522 High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace 20 4 16 20 EA $1,700.00 $34,000 $34,000 $34,000
D5040 Throughout Building 10248683 Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace 20 4 16 99376 SF $5.00 $496,880 $496,880 $496,880
D6030 Cafeteria 10248693 Sound System, Theater/Auditorium/Church, Replace 20 4 16 1200 SF $1.50 $1,800 $1,800 $1,800
D6060 Throughout Building 10248654 Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace 20 4 16 99376 SF $1.65 $163,970 $163,970 $163,970
D7030 Throughout Building 10248575 Security/Surveillance System, Full System Upgrade, Average Density, Replace 15 4 1 99376 SF $2.00 $198,752 $198,752 $198,752
D7050 002 10248490 Fire Alarm Panel, Fully Addressable, Replace 15 4 " 1 EA  $15,000.00 $15,000 $15,000 $15,000
D7050 Throughout Building 10248652 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 20 4 16 99376 SF $3.00 $298,128 $298,128 $298,128
D8010 Throughout Building 10248513 BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 15 4 1 99376 SF $2.50 $248,440 $248,440 $248,440
E1030 Commercial kitchen 10248649 Foodservice Equipment, Trash Compactor, 600 LB, Replace 20 15 5 1 EA  $13,000.00 $13,000 $13,000 $13,000
E1030 Commercial Kitchen 10248708 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 9 6 1 EA $4,600.00  $4,600 $4,600 $4,600
E1030 Commercial Kitchen 10248478 Foodservice Equipment, Convection Oven, Double, Replace 10 4 6 1 EA $8,280.00  $8,280 $8,280 $8,280 $16,560
E1030 Commercial Kitchen 10248668 Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich, Replace 15 4 1 1 EA $4,700.00  $4,700 $4,700 $4,700
E1030 Roof 10248641 Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer, Replace 15 4 1" 1 EA $6,300.00  $6,300 $6,300 $6,300
E1030 Commercial Kitchen 10248555 Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich, Replace 15 4 1" 1 EA $4,700.00  $4,700 $4,700 $4,700
E1030 Commercial Kitchen 10248706 Foodservice Equipment, Exhaust Hood, 3 to 6 LF, Replace 15 4 1 1 EA $3,300.00  $3,300 $3,300 $3,300
E1030 Commercial Kitchen 10248637 Foodservice Equipment, Dairy Cooler/Wells, Replace 15 4 1 1 EA $3,600.00 $3,600 $3,600 $3,600
E1030 Commercial Kitchen 10248532 Foodservice Equipment, Dairy Cooler/Wells, Replace 15 4 1 1 EA $3,600.00 $3,600 $3,600 $3,600
E1030 Roof 10248612 Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer, Replace 15 4 1 1 EA $6,300.00  $6,300 $6,300 $6,300
E1030 Commercial Kitchen 10248592 Foodservice Equipment, Walk-In, Freezer, Replace 20 4 16 1 EA  $25,000.00 $25,000 $25,000 $25,000
E1030 Commercial Kitchen 10248591 Foodservice Equipment, Walk-In, Refrigerator, Replace 20 4 16 1 EA  $15,000.00 $15,000 $15,000 $15,000
E1040 Throughout Building 10248678 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace 10 4 6 7 EA $1,500.00 $10,500 $10,500 $10,500 $21,000
E1070 Cafeteria 10248697 Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace 15 4 1 2000 SF $13.00 $26,000 $26,000 $26,000
E2010 Classrooms General 10248530 Window Treatments, Operable Blinds, Fire-Resistant 20 4 16 15800 SF $5.42 $85,636 $85,636 $85,636
E2010 Library 10248689 Library Shelving, Single-Faced, up to 90" Height, Replace 20 4 16 120 LF $330.00 $39,600 $39,600 $39,600
E2010 Office Areas 10248494 Casework, Cabinetry, Standard, Replace 20 4 16 200 LF $300.00 $60,000 $60,000 $60,000
E2010 Library 10248583 Casework, Cabinetry, Standard, Replace 20 4 16 70 LF $300.00 $21,000 $21,000 $21,000
E2010 Library 10248662 Library Shelving, Double-Faced, up to 90" Height, Replace 20 4 16 80 LF $480.00 $38,400 $38,400 $38,400
E2010 Classrooms General 10248686 Casework, Cabinetry, Standard, Replace 20 4 16 1900 LF $300.00 $570,000 $570,000 $570,000
P2030 Throughout 10260148 Engineering Study, Mechanical, General Design, Study 0 -1 1 1 EA $7,000.00  $7,000 $7,000 $7,000
P2030 Throughout 10260055 Engineering Study, Plumbing, Domestic Water Supply System, Evaluate/Report 0 -1 1 1 EA $7,000.00  $7,000 $7,000 $7,000
P2030 Throughout 10260105 Engineering Study, Plumbing, Sanitary Sewer System, Evaluate/Report 0 -1 1 1 EA $7,000.00  $7,000 $7,000 $7,000
Totals, Unescalated $0 $21,000 $0 $0 $11,270 $405,100 $102,374 $0 $0 $0 $640,540 $729,852 $0 $0 $90,000 $736,800 $3,049,489 $18,500 $0 $11,270 $381,350 $6,197,545
Totals, Escalated (3.0% il i ded ) $0 $21,630 $0 $0 $12,684 $469,622 $122,240 $0 $0 $0 $860,832 $1,010,286 $0 $0 $136,133 $1,147,910 $4,893,534 $30,578 $0 $19,762 $688,761 $9,413,973

Luxmanor Elementary School / Site

Uniformat CodeLocation Description ID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Deficiency Repair Estimate
G2020 Site Parking Areas 10248713 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 2 3 60000 SF $0.45 $27,000 $27,000 $27,000 $27,000 $27,000 $108,000
G2050 Site Sports Fields & Courts 10248544 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe 5 2 3 18400 SF $0.45 $8,280 $8,280 $8,280 $8,280 $8,280 $33,120
G2050 Site General 10248533 Sports Apparatus, Player/Dugout Benches, 12' Length, Replace 15 4 1" 8 EA $450.00 $3,600 $3,600 $3,600
G2050 Site Sports Fields & Courts 10248628 Sports Apparatus, Baseball, Backstop Chain-Link, Replace 20 4 16 2 EA $5,000.00 $10,000 $10,000 $10,000
G2050 Site Sports Fields & Courts 10248663 Playground Surfaces, Engineered Wood Fiber Chips, 6" Depth, Replace 5 2 3 7400 SF $2.00 $14,800 $14,800 $14,800 $14,800 $14,800 $59,200
G2050 Site Playground Areas 10248546 Play Structure, Multipurpose, Large, Replace 20 4 16 1 EA  $35,000.00 $35,000 $35,000 $35,000
G2050 Site Playground Areas 10248631 Play Structure, Multipurpose, Medium, Replace 20 4 16 1 EA  $20,000.00 $20,000 $20,000 $20,000
G2050 Site Playground Areas 10248677 Play Structure, Multipurpose, Large, Replace 20 4 16 1 EA  $35,000.00 $35,000 $35,000 $35,000
G2050 Site Playground Areas 10248488 Play Structure, Multipurpose, Small, Replace 20 4 16 1 EA  $10,000.00 $10,000 $10,000 $10,000
G2050 Site Playground Areas 10248681 Play Structure, Multipurpose, Small, Replace 20 4 16 2 EA  $10,000.00 $20,000 $20,000 $20,000
G2050 Site Playground Areas 10248470 Play Structure, Multipurpose, Large, Replace 20 4 16 1 EA  $35,000.00 $35,000 $35,000 $35,000
G2060 Site General 10248551 Park Bench, Metal Powder-Coated, Replace 20 4 16 9 EA $700.00 $6,300 $6,300 $6,300
G2060 Site 10248496 Bike Rack, Fixed Single Loop, Replace 20 4 16 40 EA $300.00 $12,000 $12,000 $12,000
G2060 Building exterior 10248620 Signage, Property, Building-Mounted Individual Letters, Replace 20 4 16 28 EA $150.00 $4,200 $4,200 $4,200
G2060 Site General 10248611 Signage, Property, Pylon Robust/Electronic Programmable, Replace 20 4 16 1 EA  $25,000.00 $25,000 $25,000 $25,000
G4050 Site 10248703 Site Lighting, Wall Pack or Walkway Ceiling/Pole-Mounted, any type w/ LED, Higher-Lumen, 50 to 105 W, Replace 20 4 16 16 EA $800.00 $12,800 $12,800 $12,800
Totals, Unescalated $0 $0 $0 $50,080 $0 $0 $0 $0 $50,080 $0 $0 $3,600 $0 $50,080 $0 $0 $225,300 $0 $50,080 $0 $0 $429,220
Totals, (3.0% il i ) $0 $0 $0 $54,724 $0 $0 $0 $0 $63,440 $0 $0 $4,983 $0 $73,544 $0 $0 $361,540 $0 $85,258 $0 $0 $643,489

* Markup has been included in unit costs.
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D10 Conveying

10248590

10248562

UFCode

D1010

D1010

Component Description

Passenger Elevator

Passenger Elevator

Attributes Capacity

Hydraulic, 3 Floors, 3000 to 4000 LB 3500 LB

Overhead Traction, 2-5 Floors, 2000
to 5000 LB

3500 LB

Building Location Detail Manufacturer

Luxmanor Elementary School

/ Main Building Elevator Shafts/Utility Schindler

Luxmanor Elementary School

/ Main Building Elevator Shafts/Utility No dataplate

Model

NA

No dataplate

Serial

NA

No dataplate

[Draitt = [7er DIscussion PUrpeses Omly

Dataplate Yr Barcode Qty

2009

2020
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D20 Plumbing

10248618

10248508

10248475

10248528

10248638

UFCode

D2010

D2010

D2010

D2010

D2030

Component Description

Water Heater

Water Heater

Backflow Preventer

Backflow Preventer

Pump

Attributes

Electric, Commercial ( 36 kW), 81 to
130 GAL

Gas, Commercial (200 MBH), 100 to
199 GAL

Domestic Water, 2 IN

Domestic Water, 2 IN

Sump, 3 HP

Capacity

108 GAL

118 GAL

1.5TON

15IN

No dataplate

Building Location Detail

Luxmanor Elementary School

/ Main Building 001

Luxmanor Elementary School

/ Main Building New Mechanical Room

Luxmanor Elementary School

/ Main Building 001

Luxmanor Elementary School

/ Main Building New Mechanical Room

Luxmanor Elementary School

/ Main Building 001

Manufacturer

State

A.O. Smith

Watts

Watts

No dataplate

Model

CSB1206SFE100

BTH400A300

009M2

LFO09M2QT

No dataplate

Serial

2142126645585

1913114284327

llegible

082833

No dataplate

it = [FOr [DISCUSSIOn
2021
2020
2009
2020

Purpeses Omly
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D30 HVAC

20

21

22

23

24

25

26

27

28

29

30

31

32

33

34

35

36

37

10248536

10248491

10248619

10248574

10248684

10248632

10248523

10248525

10248606

10248487

10248573

10248613

10248547

10248614

10248599

10248717

10248659

10248595

10248506

10248670

10248617

10248696

10248644

10248471

10248463

10248597

10248610

10248561

10248582

10248640

10248636

10248700

10248702

10248572

10248483

10248643

10248647

UFCode

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Boiler [Boiler1]

Boiler [Boiler2]

Boiler [Boiler3]

Boiler [Boiler4]

Boiler [BOILERS5]

Heat Exchanger

Heat Exchanger [HX2]

Unit Heater

Unit Heater

Unit Heater [EPUH9]

Boiler Supplemental
Components

Boiler Supplemental
Components

Boiler Supplemental
Components

Boiler Supplemental
Components

Cooling Tower

Cooling Tower [CT1]

Fan Coil Cassette

Heat Pump

Heat Pump [ACCU1]

Heat Pump [ACCU2]

Heat Pump [HPU1]

Heat Pump [HPU1]

Heat Pump [HPU10]

Heat Pump [HPU10]

Heat Pump [HPU11]

Heat Pump [HPU11]

Heat Pump [HPU12]

Heat Pump [HPU13]

Heat Pump [HPU14]

Heat Pump [HPU15]

Heat Pump [HPU16]

Heat Pump [HPU17]

Heat Pump [HPU18]

Heat Pump [HPU19]

Heat Pump [HPU2]

Heat Pump [HPU2]

Heat Pump [HPU20]

Attributes

Gas, HVAC, 251 to 500 MBH

Gas, HVAC, 251 to 500 MBH

Gas, HVAC, 1001 to 2000 MBH

Gas, HVAC, 1001 to 2000 MBH

Gas, HVAC, 1001 to 2000 MBH

Plate & Frame, HVAC, 26 to 40 GPM

Plate & Frame, HVAC, 131 to 260
GPM

Electric, 1 to 5 KW

Electric, 6 to 10 KW

Electric, 1 to 5 KW

Chemical Feed System

Chemical Feed System

Expansion Tank, 31 to 60 GAL

Expansion Tank, 31 to 60 GAL

(Typical) Open Circuit,, 101 to 200
TON

(Typical) Open Circuit , 76 to 100
TON

Variable Refrigerant Volume (VRV)
Interior Unit, 3 to 4 TON

Variable Refrigerant Volume (VRV),
10 TON

Variable Refrigerant Volume (VRV),
10 TON

Variable Refrigerant Volume (VRV),
10 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 10 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

500 MBH

500 MBH

1500 MBH

1500 MBH

1500 MBH

Inaccessible

Inaccessible

Inaccessible

53 GAL

53 GAL

176 TON

77 TON

No dataplate

10 TON

8 TON

6 TON

3 TON

2TON

2TON

2TON

2.5TON

2TON

2TON

2.5TON

2TON

2TON

2TON

2TON

10 TON

2.5TON

3 TON

2TON

2TON

Building Location Detail

Luxmanor Elementary School

/ Main Building 001

Luxmanor Elementary School

/ Main Building 001

Luxmanor Elementary School

/ Main Building New Mechanical Room

Li

uxrﬁanor E_Iementary School New Mechanical Room
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School Ma
/ Main Building
Luxmanor Elementary School R
/ Main Building
Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School R
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School R
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M2
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

New Mechanical Room

001

New Mechanical Room

001

001

New Mechanical Room

New Mechanical Room

001

001

oof

Roof

Building interior

oof

Roof

oof

8

1

6

20

20

M26

M10

Luxmanor Elementary School

/ Main Building M1

Luxmanor Elementary School

/ Main Building M12

Luxmanor Elementary School

/ Main Building M12

Luxmanor Elementary School

/ Main Building M13

Luxmanor Elementary School

/ Main Building M13

Luxmanor Elementary School

/ Main Building M1

Luxmanor Elementary School

/ Main Building M16

Luxmanor Elementary School

/ Main Building e

Luxmanor Elementary School

/ Main Building M2

Luxmanor Elementary School

/ Main Building M16

Manufacturer

Fulton

Fulton

Riello

Riello

Riello

Alfa Laval

Alfa Laval

QMark

QMark

Berko

Bell & Gossett

Armstrong Air

EVAPCO

EVAPCO

Daikin

Daikin

Daikin

Daikin

McQuay

Daikin

McQuay

Daikin

Daikin

McQuay

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

McQuay

Daikin

Daikin

Model

PHW500

PHW500

AR1500

AR1500

AR1500

M6FG

AOBFG

Inaccessible

Inaccessible

Inaccessible

B200

A200L

LPT5512

LPT556

No dataplate

REYQ120TAYDU

REYQ96TAYDU

REYQ72TAYDU

WFCV1036MFYRTO1

WGTV026B1JWLLTT4

WFCV1024MEYRTO1

WGTV026B1JWLRT4

WGTV032B1JWLLT4

WFCV1024MEYLTO01

WGTV026B1JWLRT4

WGTV032B1JWLRT4

WGTV026B1JWLRT4

WGTV026B1JWLLT4

WGTV026B1JWLRT4

WGTV026B1JWLLT4

WLVW1120BYSY

WGTV032B1JWLLT4

WFCV1036MFYLTO1

WGTV026B1JWLLT4

WGTV026B1JWLRT4

Serial

107050

107054

20144524

20144524

FC160000523

3011072126

3012089114

Inaccessible

Inaccessible

Inaccessible

180841

1019158048

18855437

7317088

No dataplate

1907230679

1907248268

1906409265

E831138010

E02934140080

E831138070

E029341400300

E029341401100

E831138080

E029341400100

E029341400400

E029341400100

E029341400800

E029341400100

E029341400800

E029341400600

E029341400900

E831138050

E029341400800

E029341400500

it = [FOr [DISCUSSIOn

Dataplate Yr Barcode

2009
2020
2020
2020
2020
2009
2020
2020
2020
2020
2020
2020
2009
2020
2020
2009
2020
2020
2020
2020
2009
2020
2009
2020
2020
2009
2020
2020
2020
2020
2020
2020
2020
2020
2009
2020

2020

Purpeses Omly
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38

39

40

41

42

43

44

45

46

47

48

49

50

51

52

53

54

55

56

57

58

59

60

61

62

63

64

65

66

67

68

69

70

71

72

73

74

ID

10248502

10248579

10248517

10248564

10248680

10248676

10248472

10248577

10248657

10248578

10248560

10248604

10248625

10248539

10248505

10248688

10248473

10248512

10248695

10248608

10248671

10248629

10248588

10248675

10248660

10248665

10248692

10248701

10248515

10248524

10248626

10248664

10248556

10248710

10248571

10248653

10248489

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3050

D3050

D3050

Component Description

Heat Pump [HPU21]

Heat Pump [HPU22]

Heat Pump [HPU23]

Heat Pump [HPU24]

Heat Pump [HPU25]

Heat Pump [HPU26]

Heat Pump [HPU27]

Heat Pump [HPU28]

Heat Pump [HPU29]

Heat Pump [HPU3]

Heat Pump [HPU3]

Heat Pump [HPU30]

Heat Pump [HPU31]

Heat Pump [HPU32]

Heat Pump [HPU33]

Heat Pump [HPU34]

Heat Pump [HPU35]

Heat Pump [HPU4]

Heat Pump [HPU4]

Heat Pump [HPU5]

Heat Pump [HPU5]

Heat Pump [HPUG]

Heat Pump [HPU6]

Heat Pump [HPU7]

Heat Pump [HPU7]

Heat Pump [HPU8]

Heat Pump [HPUS8]

Heat Pump [HPU9]

Split System Ductless

Split System Ductless

Split System Ductless

Split System Ductless

Split System Ductless

Split System Ductless [CU1]

Pump [P1]

Pump [P2]

Pump [P3]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Single Zone, Condenser &
Evaporator, 0.75 to 1 TON

Single Zone, Condenser &
Evaporator, 0.75to 1 TON

Single Zone, Condenser &
Evaporator, 1.5 to 2 TON

Single Zone, Condenser &
Evaporator, 1.5 to 2 TON

Single Zone, Condenser &
Evaporator, 2.5 to 3 TON

Single Zone, Condenser &
Evaporator, 0.75to 1 TON
Distribution, HVAC Heating Water, 6
to 7.5 HP

Distribution, HVAC Heating Water, 6
to 7.5 HP

Distribution, HVAC Chilled or
Condenser Water, 4 to 5 HP

Capacity

2TON

2TON

3.5TON

2.5TON

2.5TON

2.5TON

2TON

2TON

2TON

2TON

3 TON

2TON

2TON

2.5TON

2TON

2TON

2.5TON

2TON

4 TON

2TON

5TON

2TON

3TON

3TON

2.5TON

3 TON

2.5TON

2.5TON

1TON

1TON

1.5TON

1.5TON

3 TON

1TON

7.5HP

7.5 TON

5HP

Building Location Detail

Luxmanor Elementary School

/ Main Building M14

Luxmanor Elementary School

/ Main Building M14

Luxmanor Elementary School

/ Main Building M7

Luxmanor Elementary School

/ Main Building M7

Luxmanor Elementary School

/ Main Building M18

Luxmanor Elementary School

/ Main Building M18

Luxmanor Elementary School M21
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M2
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M2
/ Main Building

Luxmanor Elementary School M2
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M2
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School M
/ Main Building

Luxmanor Elementary School R
/ Main Building

Luxmanor Elementary School
/ Main Building

M22

M23

M3

M9

M23

M24

M24

M25

25

6

3

7

5

7

4

8

8

4

7

6

6

oof

Roof

Luxmanor Elementary School

/ Main Building Roof

Luxmanor Elementary School

/ Main Building Roof

Luxmanor Elementary School

/ Main Building Roof

Luxmanor Elementary School

/ Main Building Roof

Luxmanor Elementary School

/ Main Building 001

Luxmanor Elementary School

/ Main Building 001

Luxmanor Elementary School

/ Main Building 001

Manufacturer

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

McQuay

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

McQuay

Daikin

McQuay

Daikin

McQuay

McQuay

Daikin

McQuay

Daikin

Daikin

Daikin

Mitsubishi

Daikin

Daikin

Daikin

Mitsubishi

Bell & Gossett

No dataplate

Bell & Gossett

Model

WGTV026B1JWLRT4

WGTV026B1JWLLT4

WGTV032B1JWLRT4

WGTV032B1JWLLT4

WGTV032B1JWLLT4

WGTV032B1JWLRT4

WGTV026B1JWLLT4

WGTV026B1JWLLT4

WGTV026B1JWLRT4

WGTV026B1JWLRT4

WFCV1036MFYLTO1

WGTV026B1JWLLT4

WGTV026B1JWLRT4

WGTV026B1JWLLT4

WGTV026B1JWLRT4

WGTV026B1JWLLT4

WGTV032B1JWLRT4

WGTV026B1JWLLT4

WFCV1048MFYLTO1

WGTV026B1JWLRT4

WFCV1060MFYRTO1

WGTV026B1JWLRT4

WFCV1036MFYRTO1

WFCV1036MFYLTO1

WGTV032B1JWLLT4

WFCV1036MFYLTO1

WGTV032B1JWLRT4

WGTV032B1JWLLT4

RX12NMVJU

MUZA12MA

RK18NMVJU

RK18NMVJU

RX36NMVJU

MUA12WA

No dataplate

No dataplate

No dataplate

Serial

E029341400100

E029341400800

E029341400400

E029341400900

E029341400900

E029341400400

E029341400800

E029341401000

E029341400500

E029341400100

E831138050

E029341401000

E029341400500

E02934140100

E029341400500

E029341401000

E029341400700

E029341400800

E831138020

E029341400100

E831138030

E029341400100

E831138010

E831138050

E029341400200

E831138050

E029341400700

E029341400200

G041875

Inaccessible

G008514

G008515

G011943

lllegible

No dataplate

No dataplate

No dataplate

it = [FOr [DISCUSSIOn

Dataplate Yr Barcode

2020

2020

2020

2020

2020

2020

2020

2020

2020

2020

2009

2020

2020

2020

2020

2020

2020

2020

2009

2020

2009

2020

2009

2009

2020

2009

2020

2020

2020

2020

2020

2020

2024

2024

2024

Purpeses Omly



Index

75

76

7

78

79

80

81

82

83

84

85

86

87

88

89

90

92

93

94

95

96

97

98

99

100

101

102

ID

10248552

10248698

10248507

10248714

10248596

10248557

10248542

10248672

10248673

10248605

10248503

10248674

10248634

10248495

10248585

10248464

10248712

10248691

10248607

10248481

10248549

10248526

10248633

10248707

10248669

10248623

10248570

10248715

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component Description

Pump [P4]

Pump [P5]

Pump [P6]

Pump [P7]

Pump [P8]

Air Handler [DOAS1]

Air Handler [DOAS3]

Air Handler [ERU1]

Packaged Unit

Packaged Unit [DOAS2]

Packaged Unit [DOAS4]

Packaged Unit [DOAS5]

Packaged Unit [RHPU1]

Packaged Unit [RHPUZ2]

Axial Flow Fan [SF1]

Exhaust Fan

Exhaust Fan [2]

Exhaust Fan [EF1]

Exhaust Fan [EF13]

Exhaust Fan [EF3]

Exhaust Fan [EF3]

Exhaust Fan [EF4]

Exhaust Fan [EF5]

Fan

Fan [EF1]

Supplemental Components

Supplemental Components

Supplemental Components

Attributes

Distribution, HVAC Chilled or
Condenser Water, 4 to 5 HP

Distribution, HVAC Heating Water,
16 to 25 HP

Distribution, HVAC Heating Water,
16 to 25 HP

Distribution, HVAC Heating Water, 8
to 10 HP

Distribution, HVAC Heating Water, 8
to 10 HP

Exterior AHU, 6001 to 8000 CFM

Exterior AHU, 6001 to 8000 CFM

Exterior AHU, 4001 to 6000 CFM

RTU, Pad or Roof-Mounted, 5 TON

RTU, Pad or Roof-Mounted, 11 to
12.5 TON

RTU, Pad or Roof-Mounted, 13 to 15
TON

RTU, Pad or Roof-Mounted, 13 to 15
TON

RTU, Pad or Roof-Mounted, 16 to 20
TON

RTU, Pad or Roof-Mounted, 16 to 20
TON

In-Line, 2 HP Motor, 5001 to 10000
CFM

Roof or Wall-Mounted, 12" Damper,
501 to 1000 CFM

Roof or Wall-Mounted, 12" Damper,
501 to 1000 CFM

Roof or Wall-Mounted, 12" Damper,
501 to 1000 CFM

Roof or Wall-Mounted, 24" Damper,
2001 to 5000 CFM

Roof or Wall-Mounted, 10" Damper,
50 to 500 CFM

Roof or Wall-Mounted, 12" Damper,
501 to 1000 CFM

Roof or Wall-Mounted, 12" Damper,
501 to 1000 CFM

Roof or Wall-Mounted, 12" Damper,
501 to 1000 CFM

Centrifugal, 24" Diameter, 2001 to
5000 CFM

Centrifugal, 12" Diameter, 100 to
1000 CFM

Air Curtain, 5' Wide Non-Heated

Air Curtain, 5' Wide Non-Heated

Air Curtain, 5' Wide Non-Heated

Capacity

5HP

20 HP

20 HP

10 HP

10 HP

7000 CFM

7000 CFM

5600 CFM

5 TON

11 TON

13 TON

13 TON

16 TON

16 TON

No dataplate

Inaccessible

600 CFM

lilegible

Inaccessible

650 CFM

Building Location Detail

Luxmanor Elementary School

/ Main Building 001

Luxmanor Elementary School

/ Main Building New Mechanical Room

Luxmanor Elementary School

/ Main Building New Mechanical Room

Luxmanor Elementary School

/ Main Building New Mechanical Room

Luxmanor Elementary School

/ Main Building New Mechanical Room

Luxmanor Elementary School

/ Main Building Roof

Luxmanor Elementary School
. - Roof
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School R
/ Main Building

Luxmanor Elementary School R
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School R
/ Main Building

Luxmanor Elementary School R
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School R
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Luxmanor Elementary School
/ Main Building

Roof

Roof

Roof

Roof

Roof

Roof

Roof

001

Roof

oof

oof

Roof

oof

oof

Roof

oof

New Mechanical Room

001

Commercial kitchen

Commercial kitchen

Commercial kitchen

Manufacturer

Bell & Gossett

Armstrong Air

Armstrong Air

Armstrong Air

Armstrong Air

AnnexAir

AnnexAir

AnnexAir

AAON

AAON

AAON

AAON

AAON

AAON

No dataplate

Inaccessible

Twin City

Twin City

Twin City

Twin City

Loren Cook

Twin City

Twin City

Inaccessible

Loren Cook

Mars Air Systems

Mars Air Systems

Mars Air Systems

Model

No dataplate

5X4X11.54030

5X4X11.54030

4X3X104030

4X3X10

ERPEO7EWDFPWZ24

ERPEO7EWDFPWZ24

ERPEO5FRCHHGWC

RQO053VE709000

RN01130E709000

RN01330E709000

RN01330E709000

RN01630B70200

RN01630B702000

No dataplate

Inaccessible

DCRDO085B

DCRDO085B

DCRUR110B

DCRDO080B

150ACRUH150

DCRDO060B

DCRDO080B

Inaccessible

120SON10D

LPV2361UAOB

LPN2481UAOB

LPV2361UAOB

Serial

No dataplate

1019171048

1019171049

0911050

lllegible

3085010219

3085020219

1174010208

201903AYCE03922

201903ANCZ 15506

201903ANCK15507

201903ANCK15508

201903BNCM 15511

201903BNCM 15512

No dataplate

Inaccessible

H19287531

H19287530

H19287527

H19287532

llegible

H19287534

H19287533

Inaccessible

105SC29604701

10293338

1043569S

1029334S

it = [FOr [DISCUSSIOn

Dataplate Yr Barcode

2024

2020

2020

2020

2020

2020

2020

2009

2020

2020

2020

2020

2020

2020

2009

2020

2020

2020

2020

2020

2009

2020

2020

2020

2009

2020

2020

2020

Purpeses Omly
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Index D UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode
D40 Fire Protection

Luxmanor Elementary School

1 10248602 D4010 Backflow Preventer Fire Suppression, 8 IN / Main Building

001 Watts 757DCDAGV SC0551 2020



Index

D50 Electrical

20

21

22

23

24

25

26

27

28

29

30

31

32

33

10248554

10248601

10248559

10248656

10248709

10248586

10248648

10248719

10248499

10248538

10248465

10248615

10248509

10248531

10248635

10248466

10248679

10248589

10248651

10248716

10248587

10248581

10248474

10248568

10248594

10248621

10248558

10248630

10248565

10248550

10248504

10248534

10248522

UFCode

D5010

D5010

D5010

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5030

D5030

D5030

D5030

D5040

Component Description

Generator

Automatic Transfer Switch
[ATS1]

Automatic Transfer Switch
[ATS2]

Secondary Transformer

Secondary Transformer

Secondary Transformer

Secondary Transformer

Secondary Transformer

Switchboard

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Variable Frequency Drive [P5]

Variable Frequency Drive [P6]
Variable Frequency Drive
[VFD7]

Variable Frequency Drive
[VFD8]

High Intensity Discharge (HID) Metal Halide, Gymnasium Lighting,

Fixtures

Attributes

Gas or Gasoline, 130 to 185 KW

ATS, 100 AMP

ATS, 200 AMP

Dry, Stepdown, 15 KVA

Dry, Stepdown, 225 KVA

Dry, Stepdown, 300 KVA

Dry, Stepdown, 45 KVA

Dry, Stepdown, 75 KVA

277/480 V, 2000 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 400 AMP

120/208 V, 800 AMP

120/208 V, 800 AMP

277/480 V, 400 AMP

277/480 V, 400 AMP

277/480 V, 400 AMP

277/480 V, 800 AMP

277/480 V, 800 AMP

277/480 V, 800 AMP

VFD, by HP of Motor, 20 HP

VFD, by HP of Motor, 20 HP

VFD, by HP of Motor, 10 HP

VFD, by HP of Motor, 10 HP

400 W

Capacity

150 KW

100 AMP

200 AMP

15 KVA

225 KVA

300 KVA

45 KVA

75 KVA

2000 AMP

400 AMP

400 AMP

400 AMP

400 AMP

400 AMP

400 AMP

400 AMP

400 AMP

400 AMP

400 AMP

400 AMP

800 AMP

800 AMP

400 AMP

400 AMP

400 AMP

800 AMP

800 AMP

800 AMP

20 HP

20 TON

10 HP

10 HP

Building Location Detail

Luxmanor Elementary School .
Loading Dock

/ Main Building oading boc

Luxmanor Elementary Schoo

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

|
Emergency Electrical Room
Emergency Electrical Room

Emergency Electrical Room

Luxmanor Elementary School

| )
/ Main Building Electrical Room 133

Luxmanor Elementary School

/ Main Building 002

Luxmanor Elementary School

/ Main Building Electrical Room 1

Luxmanor Elementary School

/ Main Building Emergency Electrical Room

Luxmanor Elementary School

/ Main Building 002

L”X'T‘amf Elementaw School Electrical Room 238
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building
Luxmanor Elementary School
/ Main Building

001

001

Electrical Room 238

Luxmanor Elementary School

Electrical Room 32
/ Main Building ectrical Room 323

Luxmanor Elementary School

Electrical Room 32
/ Main Building ectrical Room 323

Luxmanor Elementary School

E El ical R
/ Main Building mergency Electrical Room

Luxmanor Elementary School

E El ical R
/ Main Building mergency Electrical Room

Luxmanor Elementary School

1
/ Main Building 0o

Luxmanor Elementary School

1
/ Main Building 0o

Luxmanor Elementary School

2
/ Main Building oo

Luxmanor Elementary School

2
/ Main Building oo

Luxmanor Elementary School

Electrical Room 1
/ Main Building ectrical Room 133

Luxmanor Elementary School

/ Main Building Emergency Electrical Room

Luxmanor Elementary School

Electrical Room 133
/ Main Building ectrical Room

Luxmanor Elementary School

Electrical Room 223
/ Main Building ectrical Room

Luxmanor Elementary School

Electrical Room 1
/ Main Building ectrical Room

Luxmanor Elementary School

/ Main Building Electrical Room 133

Luxmanor Elementary School

/ Main Building Electrical Room 323

Luxmanor Elementary School

/ Main Building New Mechanical Room

Luxmanor Elementary School

/ Main Building New Mechanical Room

Luxmanor Elementary School

/ Main Building New Mechanical Room

L El hool
“X".w”"f _ementary Schoo New Mechanical Room
/ Main Building

Luxmanor Elementary School

/ Main Building Gymnasium

Manufacturer

Kohler

Kohler

Kohler

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

General Electric

General Electric

General Electric

General Electric

Eaton

Eaton

Eaton

Eaton

General Electric

General Electric

General Electric

General Electric

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

ABB

ABB

ABB

ABB

Model

150REZGC

KSSAMVA0100S

KSSAMVA0200S

V15DC003

V22DC003

V48M28B3316

V45DC049

V75DC003

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

No dataplate

No dataplate

No dataplate

No dataplate

Serial

337DGMGL0002

A333GMGJ0298

A333GMGJ0297

J19F2201837

J19F2771393

CC00939498

J19F2702135

J19F2571312

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

2194200668

2194200651

2194200317

2194200250

it = [FOr [DISCUSSIOn

Dataplate Yr Barcode

2020
2020
2020
2020
2020
2009
2020
2020
2020
2020
2009
2020
2020
2020
2020
2020
2020
2009
2009
2020
2020
2020
2020
2020
2020
2020
2020
2020
2020
2020
2020
2020

2020

Purpeses Omly

20
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Index D UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode
D70 Electronic Safety & Security

Luxmanor Elementary School

1 10248490 D7050 Fire Alarm Panel Fully Addressable / Main Building

002 2020



Index

E10 Equipment

10248478

10248637

10248532

10248706

10248668

10248555

10248708

10248580

10248649

10248641

10248612

10248592

10248591

10248678

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1040

Component Description

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Healthcare Equipment

Attributes

Convection Oven, Double

Dairy Cooler/Wells

Dairy Cooler/Wells

Exhaust Hood, 3 to 6 LF

Prep Table Refrigerated,
Salad/Sandwich

Prep Table Refrigerated,
Salad/Sandwich

Refrigerator, 2-Door Reach-In

Sink, 3-Bowl

Trash Compactor, 600 LB

Walk-In, Condenser for
Refrigerator/Freezer

Walk-In, Condenser for
Refrigerator/Freezer

Walk-In, Freezer

Walk-In, Refrigerator

Defibrillator (AED), Cabinet-Mounted

Capacity

Building Location Detail

Luxmanor Elementary School

/ Main Building Commercial Kitchen

Luxmanor Elementary School

/ Main Building Commercial Kitchen

Li El t hool
uxrhanor _emen ary School Commercial Kitchen

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Luxmanor Elementary School

/ Main Building

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial kitchen

Roof

Roof

Commercial Kitchen

Commercial Kitchen

Throughout Building

Manufacturer

Blodgett

Traulsen

Delfield

CaptiveAire

Delfield

Delfield

Continental

INTL DYNETICS

HeatCraft

Bohn

Everidge

Everidge

Model

ZEPHAIRE200E

No dataplate

KC74NU

6030VHB

KCSC50BP

KCFT60P

D1RNSSHD

10THF

MOZ010M63S

MOZ055L63S

E225993

E225993

Serial

120617CP045T

No dataplate

19081559

3442272

1908150057

19081558

15975862

1209410220

T19G14071

T19G14070

27952202J01

27952201J01

it = [FOr [DISCUSSIOn

Dataplate Yr Barcode

2020
2020
2020
2020
2020
2020
2015
2020
2009
2020
2020
2020
2020

2020

Purpeses Omly





