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Project Number Project Name

172559.25R000-073.354 | Thurgood Marshall Elementary School
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Google Earth November 14, 2025
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BV FACILITY CONDITION ASSESSMENT: PRE-SURVEY QUESTIONNAIRE

Building / Facility Name: ~ Thurgood Marshall Elementary School

Name of person completing form: ~ Travis

Title / Association w/ property: ~ Building Service Manager

Length of time associated w/ property: 20 years

Date Completed:  November 10, 2025

Phone Number: 2408769813

Method of Completion:  DURING - verbally completed during assessment

Directions: Please answer all questions to the best of your knowledge and in good faith. Please provide additional details in the
Comments column, or backup documentation for any Yes responses.

Data Overview Response
Constructed Renovated
1 | Year(s) constructed
1993
2 | Building size in SF 77,798 SF
Year Additional Detail
Facade
Roof 2015 Still in poor condition.
Interiors
3 | Major Renovation/Rehabilitation
HVAC
Electrical
Site Pavement
Accessibility
No
List other significant capital
4 | improvements (focus on recent years;
provide approximate date).
No

List any major capital expenditures
5 | planned/requested for the next few
years. Have they been budgeted?

Yes ( roof have leaks in throughout the building)
Describe any on-going extremely

6 problematic, historically chronic, or
immediate facility needs.




[Draifs - [For Discussion [Purpeses Ol

Mark the column corresponding to the appropriate response. Please provide additional details in the Comments column, or backup
documentation for any Yes responses. (NA indicates "Not Applicable", Unk indicates "Unknown")

Question

Yes

No

Response

Unk

NA

Comments

Are there any problems with
foundations or structures, like
excessive settlement?

X

Are there any wall, window,
basement or roof leaks?

Throughout the roof is in poor condition.

Has any part of the facility ever
contained visible suspect mold
growth, or have there been any
indoor air quality complaints?

10

Are your elevators unreliable, with
frequent service calls?

11

Are there any plumbing leaks, water
pressure, or clogging/backup issues?

X

12

Have there been any leaks or
pressure problems with natural gas,
HVAC piping, or steam service?

X

13

Are any areas of the facility
inadequately heated, cooled or
ventilated? Poorly insulated areas?

14

Is the electrical service outdated,
undersized, or problematic?

15

Are there any problems or
inadequacies with exterior lighting?

16

Is site/parking drainage inadequate,
with excessive ponding or other
problems?

X | X | X | X

17

Are there any other unresolved
construction defects or significant
issues/hazards at the property that
have not yet been identified above?

X

18

ADA: Has an accessibility study been
previously performed? If so, when?

X

19

ADA: Have any ADA improvements
been made to the property since
original construction? Describe.

20

ADA: Has building management
reported any accessibility-based
complaints or litigation?

21

Are any areas of the property leased
to outside occupants?

ot

Signature of Assessor

T

Signature of POC
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Visual Checklist - 2010 ADA Standards for Accessible Design

Property Name:  Thurgood Marshall Elementary School

BV Project Number:  172559.25R000-073.354

Abbreviated Accessibility Checklist

Facility History & Interview

Question Yes No Unk Comments

Has an accessibility study been previously x
performed? If so, when?

Have any ADA improvements been made to

2 | the property since original construction? X
Describe.
3 Has building management reported any X

accessibility-based complaints or litigation?
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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?
Are accessible spaces on the shortest

3 |accessible route to an accessible building x

entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

CURB CUT ACCESSIBLE PATH

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

5

MAIN ENTRANCE ADDITIONAL ENTRANCE

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?
2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?
3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR PATH ACCESSIBLE INTERIOR RAMP
Question Yes No NA Comments

1 Does an accessible route appear to connect x

all public areas inside the building ?
2 Do accessible routes appear free of x

obstructions and/or protruding objects ?
3 Do ramps on accessible routes appear to x

have compliant slopes ?
4 Do ramp runs on an accessible route appear x

to have a compliant rise and width ?

Do ramps on accessible routes appear to
5 | have compliant end and intermediate x

landings ?
6 Do ramps on accessible routes appear to x

have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

Question Yes No NA Comments
1 Are hallway call buttons configured with the x
“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 | present on the hoistway sidewalls on each x
level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x
entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x
floor area ?

Do the elevator car doors have automatic re-

5 | opening devices to prevent closure on x
obstructions?

6 Do elevator car control buttons appear to be x
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?

3 Does the lavatory faucet have compliant x
handles ?

4 Is the plumbing piping under lavatories x
configured to protect against contact ?

5 Are grab bars provided at compliant locations x
around the toilet ?

6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Kitchens/Kitchenettes

TN |
BREAKROOM OVERVIEW BREAKROOM SINK
Question Yes No NA Comments

Do kitchens/kitchenettes appear to have a
1 | minimum compliant path of travel or area of x
maneuverability ?

Are the appliances centered for a parallel or

2 |forward approach with adequate clear floor x
space ?

3 Is there an accessible countertop/preparation x
space of proper width and height ?

4 Is there an accessible sink space of proper x
width and height ?

5 Does the sink faucet have compliant x
handles ?

6 Is the plumbing piping under the sink x
configured to protect against contact ?
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Are the cooktop/range controls front-mounted
(or in a location that does not require reaching
across the burners) ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

ACCESSIBLE ROUTE TO PLAYGROUND OVERVIEW OF PLAYGROUND

Question Yes No NA Comments

Is there an accessible route to the play area /
s? X

2 Has the play area been reviewed for x
accessibility ?

3 Are publicly accessible swimming pools x
equipped with an entrance lift ?
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Component Condition Report | Thurgood Marshall Elementary School / Main Building

UF L3 Code Location

Structure
A4010
Facade
B2010
B2020
B2050
B2050
B2050
B2050
Roofing
B3010
B3010
B3060
B3060
Interiors
C1030
C1030
C1070
C1090
C2010
C2010
C2030
C2030
C2030

Throughout Building

Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior

Roof

Roof
Roof
Roof

Mechanical Room

Hallways & Common Areas
Throughout Building
Throughout Building
Restrooms

Throughout Building
Restrooms

Library

Restrooms

Throughout Building

Condition Component/Attributes/Capacity

Fair

Fair
Fair
Fair
Fair
Fair

Fair

Poor
Fair
Fair

Fair

Fair
Fair
Poor
Fair
Fair
Fair
Good
Fair

Fair

Foundation, Concrete, Standard w/ Integral Perimeter Footings, w/ Integral Perimeter Footings

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain

Glazing, any type by SF
Exterior Door, Steel, Standard

Overhead/Dock Door, Aluminum, 12'x12' (144 SF)

Exterior Door, Aluminum-Framed & Glazed, Standard Swing

Exterior Door, Steel, Standard

Roofing, Built-Up

Roofing, Metal

Roof Skylight, per SF of glazing
Roof Hatch, Metal

Interior Door, Steel, Fire-Rated at 90 Minutes or Over
Interior Door, Wood, Solid-Core

Suspended Ceilings, Acoustical Tile (ACT)

Toilet Partitions, Plastic/Laminate

Wall Finishes, any surface, Prep & Paint

Wall Finishes, Ceramic Tile

Flooring, Carpet, Commercial Standard

Flooring, Ceramic Tile

Flooring, Vinyl Tile (VCT)
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Quantity

32,400

24,500
13,750
5

1

10

8

54,920
7,650
100

8

89
71,998
14
117,000
4,000
1,850
3,800
67,648

SF

SF
SF

SF
SF
SF

SF

SF
SF
SF
SF
SF

RUL

43

N~ oo O w A~ 00 O

ID



Component Condition Report | Thurgood Marshall Elementary School / Main Building

UF L3 Code Location

C2030
C2030
C2050
C2050
C2050

Conveying

D1010
D1010
D1010
Plumbing
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2060
D2060
HVAC
D3020
D3020
D3020

Gymnasium
Kitchen

Gymnasium

Restrooms & General Space

Main Entrance

Elevator Shafts/Utility
Elevator

Elevator Space

Hallways & Common Areas
Restrooms

Restrooms

Kitchen

Mechanical Room
Elementary Classroom
Restrooms

Throughout Building
Mechanical Room
Mechanical Room

Mechanical Room

Electrical Room
Mechanical Room

Mechanical Room

Condition Component/Attributes/Capacity

Good
Fair
Fair
Fair

Fair

Fair
Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Good
Fair

Fair

Fair
Fair

Fair

Flooring, Maple Sports Floor

Flooring, Quarry Tile

Ceiling Finishes, exposed irregular elements, Prep & Paint
Ceiling Finishes, Gypsum Board/Plaster

Ceiling Finishes, Gypsum Board/Plaster

Elevator Controls, Automatic, 1 Car
Passenger Elevator, Hydraulic, 2 Floors, 1500 to 2500 LB, Renovate

Elevator Cab Finishes, Standard

Drinking Fountain, Wall-Mounted, Bi-Level

Sink/Lavatory, Service Sink, Wall-Hung

Toilet, Commercial Water Closet

Sink/Lavatory, Vanity Top, Stainless Steel

Backflow Preventer, Domestic Water, 4 IN

Toilet, Child-Sized

Urinal, Standard

Plumbing System, Supply & Sanitary, Low Density (excludes fixtures)
Water Heater, Gas, Commercial (400 MBH), 199 GAL

Supplemental Components, Compressed Air Dryer, Process Support, 100 CFM
Air Compressor, Tank-Style, 10 HP

Unit Heater, Electric, 3 kW
Boiler Supplemental Components, Chemical Feed System

Boiler, Gas, HVAC, 1001 to 2000 MBH, 1031 MBH [BOILER-2]
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Quantity
3,400
1,100
3,400
4,100
1,700

27
25

12
12
77,798

SF
SF
SF
SF
SF

SF

RUL ID
26
18
5
18
19

13
13
13
11
11

18
16
14



Component Condition Report | Thurgood Marshall Elementary School / Main Building

UF L3 Code Location

D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3030
D3030
D3030
D3030
D3030
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3060
D3060

Mechanical Room
Mechanical Room
Mechanical Room
Mechanical Room
Mechanical Room
Conference Room
Kitchen

Roof

Classrooms General
Roof

Roof

Roof

Roof

Throughout Building
Mechanical Room
Mechanical Room
Mechanical Room
Mechanical Room
Roof

Roof

Roof

Throughout Building
Roof

Roof

Roof

Condition Component/Attributes/Capacity

Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Poor
Fair
Good
Poor
Fair
Fair
Fair
Fair
Fair
Good
Good
Fair
Fair
Good
Fair

Fair

Boiler Supplemental Components, Expansion Tank, 5 GAL

Unit Heater, Electric, 6 kW [PUH-5]

Boiler Supplemental Components, Expansion Tank, 50 GAL
Boiler Supplemental Components, Expansion Tank, 75 GAL
Boiler, Gas, HVAC, 1001 to 2000 MBH, 1031 MBH [BOILER-1]
Radiator, Hydronic, Baseboard (per LF)

Unit Heater, Electric, 3 kW

Split System, Condensing Unit/Heat Pump, 1 TON

Unit Ventilator, approx/nominal 2 Ton, 300 to 750 CFM, 2 TON
Split System, Condensing Unit/Heat Pump, 16 to 20 TON, 20 TON
Split System, Condensing Unit/Heat Pump, 1 TON

Chiller, Air-Cooled, 80 TON [AGZ-1]

Packaged Unit, RTU, Pad or Roof-Mounted, 3 TON, lllegible
HVAC System, Ductwork w/ VAV/FCU, Medium Density

Air Handler, Interior AHU, Easy/Moderate Access, 8000 CFM [AHU-1]
Air Handler, Interior AHU, Easy/Moderate Access, 7500 CFM [AHU-1]
Pump, Distribution, HVAC Heating Water, 25 HP

Pump, Distribution, HVAC Heating Water, 15 HP

Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON [RTU-1]
Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON [RTU-1]
Packaged Unit, RTU, Pad or Roof-Mounted, 8 TON

HVAC System, Hydronic Piping, 2-Pipe

Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON [RTU-1]
Exhaust Fan, Centrifugal, 12" Damper, 50 CFM

Exhaust Fan, Centrifugal, 12" Damper, 300 CFM
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Quantity
1
1
1

1
1
77,798
1
1
1

LF

SF

SF

RUL
36
10
30
34

2
4
4
9
3

1
2
21
1
S)
3
12
13
11
16
16
2
9
16
2
3

ID
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Component Condition Report | Thurgood Marshall Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Roof Fair Exhaust Fan, Centrifugal, 28" Damper, 7500 CFM [EF-1] 1 7
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 600 CFM [PRV-14] 1 3
D3060 Roof Fair Exhaust Fan, Centrifugal, 28" Damper, 8300 CFM [EF-2] 1 8
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 500 CFM 1 3
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 300 CFM [PRV-7] 1 3
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 750 CFM [PRV-4] 1 3
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 400 CFM [PRV-19] 1 3
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 100 CFM [PRV-12] 1 2
D3060 Roof Fair Exhaust Fan, Centrifugal, 28" Damper, 5300 CFM 1 7
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 200 CFM [PRV-10] 1 3
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 400 CFM [EF-3] 1 7
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 200 CFM [PRV-18] 1 4
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 100 CFM 1 2
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 200 CFM [PRV-20] 1 3
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 350 CFM [PRV-3] 1 2
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 100 CFM [PRV-13] 1 2
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1200 CFM 1 8
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 100 CFM [PRV-9] 1 2
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 200 CFM [PRV-5] 1 2
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 100 CFM [PRV-2] 1 2
D3060 Roof Fair Exhaust Fan, Centrifugal, 12" Damper, 650 CFM [EF-4] 1 7

Fire Protection
D4010 Throughout building Fair Fire Suppression System, Full System Install/Retrofit, Medium Density/Complexity, Renovate 77,798 SF 8
D4010 Mechanical Room Fair Backflow Preventer, Fire Suppression, 6 IN 1 10

Electrical
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Component Condition Report | Thurgood Marshall Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D5010 Site Good Generator, Gas or Gasoline, 250 KW 1 20
D5010 Electrical Room Fair Automatic Transfer Switch, ATS, 400 AMP [ATS-1] 1 20
D5020 Mechanical Room Fair Secondary Transformer, Dry, Stepdown, 10 KVA 1 16
D5020 Electrical Room Fair Switchgear, 120/208 V, 2400 AMP 1 7
D5030 Mechanical Room Fair Motor, AHU or Pump, 1/3 HP [P-1] 1 13
D5030 Throughout Building Fair Electrical System, Wiring & Switches, Average or Low Density/Complexity 77,798 SF 11
D5030 Mechanical Room Fair Motor, AHU or Pump, 5 HP 1 11
D5040 Throughout Building Fair Emergency & Exit Lighting System, Full Interior Upgrade, LED 77,798 SF 4
D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 77,798 SF 10

Fire Alarm & Electronic Systems

D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 77,798 SF 3
D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 77,798 SF 7
D7050 Main Entrance Fair Fire Alarm Panel, Fully Addressable 1 11
D7050 Throughout Building Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 77,798 SF 9
D7050 Mechanical Room Fair Fire Alarm Panel, Fully Addressable 1 12

Equipment & Furnishings

E1030 Kitchen Fair Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 1 4
E1030 Kitchen Fair Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4) 1 9
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Freezer 1 5
E1030 Kitchen Fair Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4) 1 5
E1030 Kitchen Fair Foodservice Equipment, Dairy Cooler/Wells 1 7
E1030 Kitchen Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1 10
E1030 Kitchen Fair Foodservice Equipment, Convection Oven, Double 1 4
E1030 Kitchen Fair Foodservice Equipment, Commercial Kitchen, 3-Bowl 1 18

E1030 Roof Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 9
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Component Condition Report | Thurgood Marshall Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 1 4
E1030 Roof Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 7
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Freezer 1 5
E1060 Healthroom Fair Residential Appliances, Refrigerator, 14 to 18 CF 1 5
E1060 Breakroom Fair Residential Appliances, Refrigerator, 14 to 18 CF 1 4
E1060 Breakroom Fair Residential Appliances, Refrigerator, 14 to 18 CF 1 3
E1060 Workroom Fair Residential Appliances, Refrigerator, 14 to 18 CF 1 2
E1070 Stage Fair Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour 570 SF 6
E1070 Gymnasium Fair Basketball Backboard, Wall-Mounted, Fixed, Fixed 6 18
E2010 Hallway Fair Fixed Seating, Courtroom/Church, Wood Benches/Pews 24 LF 5
Utilities

G4010 Site Fair Site Transformer, Liquid Filled, Property-Owned, 500 kVA 1 19
Component Condition Report | Thurgood Marshall Elementary School / Site

UF L3 Code Location Condition = Component/Attributes/Capacity Quantity RUL ID
Electrical

D5040 Site Fair Exterior Light, any type, w/ LED Replacement, 100 WATT 9 10
D5040 Site Fair Exterior Light, any type, w/ LED Replacement, 100 WATT 5 11
D5040 Site Fair Exterior Light, any type, w/ LED Replacement, 400 WATT 13 13
Special Construction & Demo

F1020 Site Fair Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal 140 SF 16
F1020 Site Fair Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal 120 SF 15
F1020 Site General Fair Ancillary Building, Classroom/Office Module, Standard/Permanent 2,850 SF 10
F1020 Site General Fair Ancillary Building, Classroom/Office Module, Standard/Permanent 850 SF 12

F1020 Site General Fair Ancillary Building, Classroom/Office Module, Basic/Portable 850 SF 11
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Component Condition Report | Thurgood Marshall Elementary School / Site

UF L3 Code Location Condition = Component/Attributes/Capacity Quantity RUL ID
Pedestrian Plazas & Walkways

G2020 Site Poor Parking Lots, Pavement, Asphalt, Cut & Patch 5,200 SF 0

G2030 Site Fair Sidewalk, Concrete, Large Areas 5,600 SF 16

Athletic, Recreational & Playfield Areas

G2050 Site Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement 4,200 SF 8
G2050 Site Fair Sports Apparatus, Baseball, Backstop Chain-Link 1 4
G2050 Site Fair Sports Apparatus, Basketball, Backboard/Rim/Pole 4 10
G2050 Site Good Play Structure, Multipurpose, Small 1 16
G2050 Site Fair Sports Apparatus, Soccer, Regulation Goal 2 3
G2050 Site Fair Playground Surfaces, Engineered Wood Fiber Chips 3" Depth, 3" Depth 5,600 SF 3
G2050 Site Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 11,000 SF 12
G2050 Site Good Playground Surfaces, Engineered Wood Fiber Chips 3" Depth, 3" Depth 1,100 SF 4
G2050 Site Fair Sports Apparatus, Baseball, Backstop Chain-Link 1 8
G2050 Site Fair Play Structure, Multipurpose, Medium 1 8
Sitework

G2060 Site Fair Signage, Property, Monument, Replace/Install 1 13
G2060 Site Fair Flagpole, Metal 1 12
G2060 Site Fair Trash Receptacle, Medium-Duty Metal or Precast 3 8
G2060 Site Fair Bike Rack, Fixed 1-5 Bikes 2 6
G2060 Site Fair Picnic Table, Metal Powder-Coated 8 6
G2060 Site Fair Park Bench, Metal Powder-Coated 6 7
G2060 Site Fair Fences & Gates, Fence, Chain Link 4' 350 LF 7
G4050 Site Fair Site Light Pole, 30' Height, w/o Base or Fixtures, Replace/Install 9 9
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Replacement Reserves Report

3/26/2026

Location

Thurgood Marshall Elementary School
Thurgood Marshall Elementary School / Main Building
Thurgood Marshall Elementary School / Site

Grand Total

Thurgood Marshall Elementary School

2025 2026 2027 2028
$0 $0 $0 $0
$0 $46,659 $1,227,008 $470,492
$0 $29,458 $0 $11,583
$0 $76,117 $1,227,008 $482,075

Thurgood Marshall Elementary School / Main Building

gzi;zrmat Location Description ID

B2010 Building Exterior 10051419
B2020 Building Exterior 10051322
B2050 Building Exterior 10051332
B2050 Building Exterior 10051375
B2050 Roof 10051347
B2050 Building Exterior 10051343
B3010 Roof 10051355
B3010 Roof 10051336
B3060 Roof 10051392
C1070 Throughout Building 10051408
C1090 Restrooms 10051339
C2010 Restrooms 10051361
C2010 Throughout Building 10051364
C2030 Restrooms 10051369
C2030 Kitchen 10051417
C2030 Throughout Building 10051366
C2030 Library 10051414
C2050 Restrooms & General Space 10051378
C2050 Main Entrance 10051333
C2050 Gymnasium 10051372
D1010 Elevator Shafts/Utility 10051381
D1010 Elevator Space 10051335
D1010 Elevator 10441491
D2010 Mechanical Room 10051391
D2010 Throughout Building 10051313
D2010 Mechanical Room 10051418
D2010 Restrooms 10051314
D2010 Hallways & Common Areas 10051426
D2010 Elementary Classroom 10051373
D2010 Restrooms 10051387
D2010 Restrooms 10051371
D2010 Kitchen 10051374
D2060 Mechanical Room 10051328
D2060 Mechanical Room 10051413
D3020 Mechanical Room 10051326
D3020 Mechanical Room 10051344
D3020 Electrical Room 10051312
D3020 Conference Room 10571037
D3020 Kitchen 10051388
D3020 Mechanical Room 10051360
D3020 Mechanical Room 10051363
D3030 Roof 10051429
D3030 Roof 10051393
D3030 Classrooms General 10051353

Cost Description

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Glazing, any type by SF, Replace

Exterior Door, Steel, Standard, Replace

Exterior Door, Aluminum-Framed & Glazed, Standard Swing, Replace
Exterior Door, Steel, Standard, Replace

Overhead/Dock Door, Aluminum, 12'x12' (144 SF), Replace
Roofing, Metal, Replace

Roofing, Built-Up, Replace

Roof Skylight, per SF of glazing, Replace

Suspended Ceilings, Acoustical Tile (ACT), Replace

Toilet Partitions, Plastic/Laminate, Replace

Wall Finishes, Ceramic Tile, Replace

Wall Finishes, any surface, Prep & Paint

Flooring, Ceramic Tile, Replace

Flooring, Quarry Tile, Replace

Flooring, Vinyl Tile (VCT), Replace

Flooring, Carpet, Commercial Standard, Replace

Ceiling Finishes, Gypsum Board/Plaster, Replace

Ceiling Finishes, Gypsum Board/Plaster, Replace

Ceiling Finishes, exposed irregular elements, Prep & Paint

Elevator Controls, Automatic, 1 Car, Replace

Elevator Cab Finishes, Standard, Replace

Passenger Elevator, Hydraulic, 2 Floors, 1500 to 2500 LB, Renovate
Water Heater, Gas, Commercial (400 MBH), Replace

Plumbing System, Supply & Sanitary, Low Density (excludes fixtures), Replace
Backflow Preventer, Domestic Water, Replace

Sink/Lavatory, Service Sink, Wall-Hung, Replace

Drinking Fountain, Wall-Mounted, Bi-Level, Replace

Toilet, Child-Sized, Replace

Urinal, Standard, Replace

Toilet, Commercial Water Closet, Replace

Sink/Lavatory, Vanity Top, Stainless Steel, Replace

Air Compressor, Tank-Style, Replace

Supplemental Components, Compressed Air Dryer, Process Support, Replace
Boiler, Gas, HVAC, 1001 to 2000 MBH, Replace

Boiler, Gas, HVAC, 1001 to 2000 MBH, Replace

Unit Heater, Electric, Replace

Radiator, Hydronic, Baseboard (per LF), Replace

Unit Heater, Electric, Replace

Unit Heater, Electric, Replace

Boiler Supplemental Components, Chemical Feed System, Replace
Split System, Condensing Unit/Heat Pump, 16 to 20 TON, Replace
Split System, Condensing Unit/Heat Pump, Replace

Unit Ventilator, approx/nominal 2 Ton, 300 to 750 CFM, Replace

$130,164
$6,866

$137,029

Lifespan

(EUL)
20

30
30
30
30
30
40
25
30
25
20
40
10
40
50
15
10
50
50
10
20
15
30
20
40
30
35
15
30
30
30
30
20
20
30
30
20
30
20
20
15

2029

EAge
14
22
26
24
23
27
31
23
25
23
6
30
4
31

32

32

31

24

32

31

28

28

2030 2031

$0 $0
$1,038,742 $354,013
$0 $8,120
$1,038,742 $362,132

RUL

QuantityUnit

24500
13750
5
10
8
1
7650
54920
100
71998
14
4000
117000
3800
1100
67648
1850
4100
1700
3400
1

77798

27

12

12
25

33

SF
SF
EA
EA
EA
EA
SF
SF
SF
SF
EA
SF
SF
SF
SF
SF
SF
SF
SF
SF
EA
EA
EA
EA
SF
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
LF
EA
EA
EA
EA
EA
EA

2032 2033
$0 $0
$655,272 $1,978,701
$12,914 $76,006
$668,186 $2,054,707
Unit Cost* Subtotal 2025

$1.86 $45,570
$55.00 $756,250
$600.00
$1,300.00

$3,000
$13,000
$600.00  $4,800
$4,400.00 $4,400
$13.00 $99,450
$14.00 $768,880
$50.00  $5,000
$3.50 $251,993
$750.00 $10,500
$18.00 $72,000
$1.50 $175,500
$18.00 $68,400
$26.00 $28,600
$5.00 $338,240
$7.50 $13,875
$8.00 $32,800
$8.00 $13,600
$2.50

$5,000.00

$8,500
$5,000
$9,000.00  $9,000
$55,000.00

$22,000.00

$55,000
$22,000

$5.00 $388,990
$6,600.00
$1,400.00

$6,600
$37,800
$1,500.00  $7,500
$900.00 $10,800
$1,100.00

$1,300.00

$13,200
$32,500
$1,200.00  $1,200
$15,900.00

$5,600.00

$15,900

$5,600
$50,800.00 $50,800
$50,800.00 $50,800
$1,800.00  $1,800
$150.00  $3,000
$1,800.00  $1,800
$2,200.00  $2,200
$11,700.00 $11,700
$37,800.00 $37,800
$2,300.00  $2,300

$7,400.00 $244,200

2034 2035 2036 2037 2038
$0 $0 $0 $0 $0
$1,049,734 $642,782 $336,500 $78,417 $81,357
$36,664 $796,405 $120,428 $300,836 $27,902
$1,086,399 $1,439,187 $456,929 $379,252 $109,259
2026 2027 2028 2029 2030 2031 2032 2033
$45,570
$756,250
$3,000
$13,000
$4,800
$4,400
$768,880
$5,000
$251,993
$175,500
$338,240
$13,875
$8,500
$5,000
$9,000
$55,000
$388,990
$37,800
$7,500
$50,800
$50,800
$1,800
$3,000
$1,800
$11,700
$37,800
$2,300
$244,200

2039

$0
$128,946
$1,664

$130,610

2034

$99,450

$68,400

$72,000

$2,200

2040 2041 2042 2043 2044 2045
$0 $0 $0 $0 $0 $0
$13,243

Total Escalated Estimate

$403,263 $4,793 $207,450 $181,313 $972,663 $10,001,511

$4,674 $102,541 $0 $9,534 $1,929 $0 $1,547,522

$17,917 $505,803 $4,793 $216,984 $183,241 $972,663 $11,549,033

Deficiency Repair
Estimate

$45,570

2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045

$756,250

$3,000

$13,000

$4,800

$4,400

$99,450

$768,880

$5,000

$251,993

$10,500 $10,500
$72,000

$175,500 $351,000
$68,400

$28,600 $28,600
$338,240 $676,480
$13,875 $27,750
$32,800 $32,800
$13,600 $13,600
$8,500 $17,000
$5,000

$9,000 $18,000
$55,000
$22,000 $22,000
$388,990
$6,600 $6,600
$37,800
$7,500
$10,800 $10,800
$13,200 $13,200
$32,500 $32,500
$1,200 $1,200
$15,900 $15,900
$5,600 $5,600
$50,800
$50,800
$1,800
$3,000
$1,800
$2,200
$11,700
$37,800 $75,600
$2,300 $4,600

$244,200
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Uniformat
Code

D3030
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D4010
D4010
D5010
D5010
D5020
D5020
D5030
D5030
D5030
D5040
D5040
D6060
D7030
D7050
D7050
D7050
E1030
E1030

E1030

Location Description

Roof

Throughout Building
Mechanical Room
Mechanical Room
Roof

Roof

Mechanical Room
Throughout Building
Mechanical Room
Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Throughout building
Mechanical Room
Site

Electrical Room
Electrical Room
Mechanical Room
Throughout Building
Mechanical Room
Mechanical Room
Throughout Building
Throughout Building
Throughout Building
Throughout Building
Throughout Building
Main Entrance
Mechanical Room
Kitchen

Kitchen

Kitchen

ID

10051410
10051389
10051342
10051331
10051395
10051315
10051422
10051396
10051334
10051319
10051356
10051323
10051325
10051351
10051320
10051370
10051324
10051383
10051367
10051400
10051368
10051406
10051405
10051309
10051380
10051321
10051394
10051428
10051327
10051352
10051401
10051398
10051358
10051318
10051425
10051316
10051362
10051445
10051427
10051415
10051359
10051350
10051430
10051330
10051376
10051354
10051402
10051423
10051317
10051399
10051377
10051412
10051379

10051382

Cost Description (L:SE;) an EAge
Split System, Condensing Unit/Heat Pump, Replace 15 6
HVAC System, Hydronic Piping, 2-Pipe, Replace 40 31
Pump, Distribution, HVAC Heating Water, Replace 25 14
Pump, Distribution, HVAC Heating Water, Replace 25 12
Packaged Unit, RTU, Pad or Roof-Mounted, 3 TON, Replace 20 19
Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 18
Air Handler, Interior AHU, Easy/Moderate Access, Replace 30 27
HVAC System, Ductwork w/ VAV/FCU, Medium Density, Replace 30 25
Air Handler, Interior AHU, Easy/Moderate Access, Replace 30 18
Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 4
Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 4
Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 4
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 23
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 23
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 23
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 23
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 23
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 23
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 23
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 23
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 22
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 22
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 22
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 22
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 22
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 22
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 22
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 22
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 21
Exhaust Fan, Centrifugal, 28" Damper, Replace 25 18
Exhaust Fan, Centrifugal, 28" Damper, Replace 25 18
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 18
Exhaust Fan, Centrifugal, 12" Damper, Replace 25 18
Exhaust Fan, Centrifugal, 28" Damper, Replace 25 17
Exhaust Fan, Centrifugal, 16" Damper, Replace 25 17
Fire Suppression System, Full System Install/Retrofit, Medium Density/Complexity, Renovate 40 32
Backflow Preventer, Fire Suppression, Replace 30 20
Generator, Gas or Gasoline, Replace 25 5
Automatic Transfer Switch, ATS, Replace 25 5
Switchgear, 120/208 V, Replace 40 33
Secondary Transformer, Dry, Stepdown, Replace 30 14
Electrical System, Wiring & Switches, Average or Low Density/Complexity, Replace 40 29
Motor, AHU or Pump, Replace 18 7
Motor, AHU or Pump, Replace 18 5
Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace 10 6
Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace 20 10
Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace 20 17
Security/Surveillance System, Full System Upgrade, Average Density, Replace 15 8
Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 20 11
Fire Alarm Panel, Fully Addressable, Replace 15 4
Fire Alarm Panel, Fully Addressable, Replace 15 3
Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace 15 1
Foodservice Equipment, Convection Oven, Double, Replace 10 6

Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace 15 1

RUL

20

20

QuantityUnit

77798
77798
77798
77798

77798

EA
EA
EA
EA
SF
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA

EA

EA
SF
EA
EA
SF
SF
SF
SF
SF
EA
EA
EA
EA

EA

Unit Cost*

$2,300.00  $2,300

$5.00 $388,990
$7,600.00  $7,600
$13,600.00 $13,600
$7,500.00

$20,000.00

$7,500
$20,000
$40,000.00 $40,000

$6.00 $466,788

$40,000.00 $40,000
$9,000.00  $9,000
$9,000.00  $9,000
$9,000.00  $9,000
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00 $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$4,000.00  $4,000
$4,000.00 $4,000
$1,400.00  $1,400
$1,400.00  $1,400
$4,000.00  $4,000
$2,400.00  $2,400

$5.00 $388,990
$10,500.00 $10,500
$165,000.00 $165,000
$20,000.00 $20,000
$340,000.00 $340,000
$5,400.00  $5,400
$2.50 $194,495
$2,000.00  $2,000
$1,500.00  $1,500
$0.65 $50,569
$5.00 $388,990
$1.65 $128,367
$2.00 $155,596
$3.00 $233,394
$15,000.00 $15,000
$15,000.00 $15,000
$4,600.00
$8,280.00

$4,600
$8,280

$4,600.00  $4,600

Subtotal 2025

2026

$7,500

2027

$20,000

$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400

$1,400

2028 2029
$40,000
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400

$1,400

$50,569
$128,367

$4,600

$8,280

$4,600

2030 2031 2032 2033 2034
$2,300
$388,990
$466,788
$4,000
$4,000
$1,400
$1,400
$4,000
$2,400
$388,990
$340,000
$155,596
$233,394

2035 2036

$7,600

$10,500

$194,495
$2,000

$388,990

$15,000

2037 2038

$13,600

$40,000

$1,500

$15,000

2039 2040 2041 2042 2043 2044
$9,000
$9,000
$9,000
$5,400
$50,569
$4,600
$8,280
$4,600

2045

$165,000

$20,000

Deficiency Repair
Estimate

$2,300
$388,990
$7,600
$13,600
$7,500
$20,000
$40,000
$466,788
$40,000
$9,000
$9,000
$9,000
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,400
$4,000
$4,000
$1,400
$1,400
$4,000
$2,400
$388,990
$10,500
$165,000
$20,000
$340,000
$5,400
$194,495
$2,000
$1,500
$101,137
$388,990
$128,367
$155,596
$233,394
$15,000
$15,000
$9,200
$16,560

$9,200
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g:::""at Location Description D Cost Description (L:JE;’ 2" EAge RUL  QuantityUnit  UnitCost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Deﬁciencé’s'::’;:
E1030 Kitchen 10051357 Foodservice Equipment, Walk-In, Freezer, Replace 20 15 5 1 EA $25,000.00 $25,000 $25,000 $25,000
E1030 Kitchen 10051403 Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4), Replace 15 10 5 1 EA $5,700.00 $5,700 $5,700 $5,700 $11,400
E1030 Kitchen 10051365 Foodservice Equipment, Walk-In, Freezer, Replace 20 15 5 1 EA $25,000.00 $25,000 $25,000 $25,000
E1030 Kitchen 10051421 Foodservice Equipment, Dairy Cooler/Wells, Replace 15 8 7 1 EA $3,600.00 $3,600 $3,600 $3,600
E1030 Roof 10051310 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 8 7 1 EA $6,300.00  $6,300 $6,300 $6,300
E1030 Kitchen 10051384 Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4), Replace 15 6 9 1 EA $5,700.00  $5,700 $5,700 $5,700
E1030 Roof 10051349 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 6 9 1 EA $6,300.00  $6,300 $6,300 $6,300
E1030 Kitchen 10051346 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 5 10 1 EA $4,600.00 $4,600 $4,600 $4,600
E1030 Kitchen 10051338 Foodservice Equipment, Commercial Kitchen, 3-Bowl, Replace 30 12 18 1 EA $2,500.00 $2,500 $2,500 $2,500
E1060 Workroom 10051397 Residential Appliances, Refrigerator, 14 to 18 CF, Replace 15 13 2 1 EA $600.00 $600 $600 $600 $1,200
E1060 Breakroom 10051411 Residential Appliances, Refrigerator, 14 to 18 CF, Replace 15 12 3 1 EA $600.00 $600 $600 $600 $1,200
E1060 Breakroom 10051390 Residential Appliances, Refrigerator, 14 to 18 CF, Replace 15 1 4 1 EA $600.00 $600 $600 $600 $1,200
E1060 Healthroom 10051340 Residential Appliances, Refrigerator, 14 to 18 CF, Replace 15 10 5 1 EA $600.00 $600 $600 $600 $1,200
E1070 Stage 10051348 Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace 15 9 6 570 SF $13.00 $7,410 $7,410 $7,410
E1070 Gymnasium 10051385 Basketball Backboard, Wall-Mounted, Fixed, Fixed 30 12 18 6 EA $3,580.00 $21,480 $21,480 $21,480
E2010 Hallway 10051409 Fixed Seating, Courtroom/Church, Wood Benches/Pews, Replace 30 25 5 24 LF $300.00 $7,200 $7,200 $7,200
G4010 Site 10051452 Site Transformer, Liquid Filled, Property-Owned, Replace 30 1 19 1 EA $80,000.00 $80,000 $80,000 $80,000
Totals, Unescalated $0 $45,300 $1,156,573 $430,567 $115,649 $896,028 $296,480 $532,796 $1,562,005 $804,534 $478,290 $243,095 $55,000 $55,400 $85,249 $8,500 $251,300 $2,900 $121,855 $103,400 $538,540 $7,783,460
Totals, Escalated (3.0% inflation, compounded annually) $0 $46,659 $1,227,008 $470,492 $130,164 $1,038,742 $354,013 $655,272 $1,978,701 $1,049,734 $642,782 $336,500 $78,417 $81,357 $128,946 $13,243 $403,263 $4,793 $207,450 $181,313 $972,663 $10,001,511

Thurgood Marshall Elementary School / Site

Uniformat CodeLocation DescriptionID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044  2045Deficiency Repair Estimate
D5040 Site 10051436 Exterior Light, any type, w/ LED Replacement, Replace 20 10 10 9 EA $400.00 $3,600 $3,600 $3,600
D5040 Site 10051433 Exterior Light, any type, w/ LED Replacement, Replace 20 9 1 5 EA $400.00  $2,000 $2,000 $2,000
D5040 Site 10051441 Exterior Light, any type, w/ LED Replacement, Replace 20 7 13 13 EA $800.00 $10,400 $10,400 $10,400
F1020 Site General 10194275 Ancillary Building, Classroom/Office Module, Standard/Permanent, Replace 35 25 10 2850 SF $200.00 $570,000 $570,000 $570,000
F1020 Site General 10194273 Ancillary Building, Classroom/Office Module, Basic/Portable, Replace 25 14 1 850 SF $100.00 $85,000 $85,000 $85,000
F1020 Site General 10194274 Ancillary Building, Classroom/Office Module, Standard/Permanent, Replace 35 23 12 850 SF $200.00 $170,000 $170,000 $170,000
F1020 Site 10051432 Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal, Replace 30 15 15 120 SF $25.00  $3,000 $3,000 $3,000
F1020 Site 10051447 Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal, Replace 30 14 16 140 SF $25.00 $3,500 $3,500 $3,500
G2020 Site 10051438 Parking Lots, Pavement, Asphalt, Cut & Patch 0 32 *0 5200 SF $5.50 $28,600 $28,600 $28,600
G2030 Site 10051456 Sidewalk, Concrete, Large Areas, Replace 50 34 16 5600 SF $9.00 $50,400 $50,400 $50,400
G2050 Site 10051453 Sports Apparatus, Soccer, Regulation Goal, Replace 20 17 3 2 EA $2,500.00 $5,000 $5,000 $5,000
G2050 Site 10051435 Sports Apparatus, Baseball, Backstop Chain-Link, Replace 20 16 4 1 EA $5,000.00 $5,000 $5,000 $5,000
G2050 Site 10051443 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Replace 25 17 8 4200 SF $6.50 $27,300 $27,300 $27,300
G2050 Site 10051439 Sports Apparatus, Baseball, Backstop Chain-Link, Replace 20 12 8 1 EA $5,000.00 $5,000 $5,000 $5,000
G2050 Site 10051449 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace 25 15 10 4 EA $4,750.00 $19,000 $19,000 $19,000
G2050 Site 10051457 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 25 13 12 11000 SF $3.50 $38,500 $38,500 $38,500
G2050 Site 10051434 Playground Surfaces, Engineered Wood Fiber Chips 3" Depth, 3" Depth, Replace 5 2 3 5600 SF $1.00 $5,600 $5,600 $5,600 $5,600 $5,600 $22,400
G2050 Site 10051455 Playground Surfaces, Engineered Wood Fiber Chips 3" Depth, 3" Depth, Replace 5 1 4 1100 SF $1.00 $1,100 $1,100 $1,100 $1,100 $1,100 $4,400
G2050 Site 10051454 Play Structure, Multipurpose, Medium, Replace 20 12 8 1 EA  $20,000.00 $20,000 $20,000 $20,000
G2050 Site 10051437 Play Structure, Multipurpose, Small, Replace 20 4 16 1 EA  $10,000.00 $10,000 $10,000 $10,000
G2060 Site 10051444 Bike Rack, Fixed 1-5 Bikes, Replace 20 14 6 2 EA $600.00  $1,200 $1,200 $1,200
G2060 Site 10051442 Picnic Table, Metal Powder-Coated, Replace 20 14 6 8 EA $700.00 $5,600 $5,600 $5,600
G2060 Site 10051451 Park Bench, Metal Powder-Coated, Replace 20 13 7 6 EA $700.00  $4,200 $4,200 $4,200
G2060 Site 10051446 Fences & Gates, Fence, Chain Link 4', Replace 40 33 7 350 LF $18.00  $6,300 $6,300 $6,300
G2060 Site 10051450 Trash Receptacle, Medium-Duty Metal or Precast, Replace 20 12 8 3 EA $700.00 $2,100 $2,100 $2,100
G2060 Site 10051448 Flagpole, Metal, Replace 30 18 12 1 EA $2,500.00  $2,500 $2,500 $2,500
G2060 Site 10051440 Signage, Property, Monument, Replace/Install 20 7 13 1 EA $3,000.00  $3,000 $3,000 $3,000
G4050 Site 10051431 Site Light Pole, 30" Height, w/o Base or Fixtures, Replace/Install 40 31 9 9 EA $3,000.00 $27,000 $27,000 $27,000
Totals, Unescalated $0 $28,600 $0 $10,600 $6,100 $0 $6,800 $10,500 $60,000 $28,100 $592,600 $87,000 $211,000 $19,000 $1,100 $3,000 $63,900 $0 $5,600 $1,100 $0 $1,135,000
Totals, Escalated (3.0% inflation, compounded annually) $0 $29,458 $0 $11,583 $6,866 $0 $8,120 $12,914 $76,006 $36,664 $796,405 $120,428 $300,836 $27,902 $1,664 $4,674 $102,541 $0 $9,534 $1,929 $0 $1,547,522

* Markup has been included in unit costs.
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Index

ID

D10 Conveying

1

2

10051381

10441491

UFCode

D1010

D1010

Component
Description

Elevator
Controls

Passenger
Elevator

Attributes

Automatic, 1 Car

Hydraulic, 2 Floors,
1500 to 2500 LB

Capacity

Building

Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building

Location Detail

Elevator
Shafts/Utility

Elevator

Manufacturer Model

Dover Elevators EP-60-15A

Serial

E-D3545

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

1993

1993

Barcode

Qty



Index ID

D20 Plumbing

1 10051391
2 10051418
3 10051328
4 10051413

UFCode

D2010

D2010

D2060

D2060

Component
Description

Water Heater

Backflow
Preventer

Attributes

Gas, Commercial (400
MBH)

Domestic Water

Air Compressor Tank-Style

Supplemental
Components

Compressed Air Dryer,
Process Support

Capacity

199 GAL

4 IN

10 HP

100 CFM

Building

Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Manufacturer

A. O. Smith

No dataplate

Quincy

Hankison

Model

SBD-81-199NE 118

No dataplate

O0R01508000002

HPR5-10

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

2309133132951

No dataplate

5112495

23G115HPR100325

Dataplate Yr

2023

Barcode

Qty



Index ID

D30 HVAC

1 10051344
2 10051326
3 10571037
4 10051312
5 10051388
6 10051360
7 10051363
8 10051311

UFCode

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

Component
Description

Boiler [BOILER-
1]

Boiler [BOILER-
2]

Radiator

Unit Heater

Unit Heater

Unit Heater
[PUH-5]

Boiler
Supplemental
Components

Boiler
Supplemental
Components

Attributes

Gas, HVAC, 1001 to
2000 MBH

Gas, HVAC, 1001 to
2000 MBH

Hydronic, Baseboard
(per LF)

Electric

Electric

Electric

Chemical Feed
System

Expansion Tank

Capacity

1031 MBH

1031 MBH

3 kW

3 kW

6 kW

5 GAL

Building

Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Conference
Room

Electrical Room

Kitchen

Mechanical
Room

Mechanical
Room

Mechanical
Room

Manufacturer

Kewaunee

Kewaunee

lllegible

Taskmaster

Inaccessible

Inaccessible

No dataplate

Proflo

Model

KW-5.0-142-G

KW-5.0-142-G

lllegible

Inaccessible

Inaccessible

Inaccessible

No dataplate

PFXT51

Serial

835451

835451

lllegible

Inaccessible

Inaccessible

Inaccessible

No dataplate

781889130995

Dataplate Yr Barcode

1993

1993

1993

1993

2021

[Diraiit = [Fer Diseussion PUrpeses Omly

Qty

20



Index

10

11

12

13

14

15

16

17

ID

10051407

10051345

10051416

10051410

10051393

10051429

10051353

10051331

10051342

UFCode

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3050

D3050

Component
Description

Boiler
Supplemental
Components

Boiler

Supplemental

Components

Chiller [AGZ-1]

Split System

Split System

Split System

Unit Ventilator

Pump

Pump

Attributes

Expansion Tank

Expansion Tank

Air-Cooled

Condensing Unit/Heat

Pump

Condensing Unit/Heat

Pump

Condensing Unit/Heat
Pump, 16 to 20 TON

approx/nominal 2 Ton,
300 to 750 CFM

Distribution, HVAC

Heating Water

Distribution, HVAC

Heating Water

Capacity

50 GAL

75 GAL

80 TON

1 TON

1 TON

20 TON

2TON

25 HP

15 HP

Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Roof

Roof

Roof

Roof

Classrooms
General

Mechanical
Room

Mechanical
Room

Manufacturer

Inaccessible

Inaccessible

Daikin
Industries

Daikin

Industries

EMI

American

Standard Inc.

Marathon
Electric

Nema

Model

Inaccessible

Inaccessible

AGZ.008.F.USNNSUNN.S.U.PK.PPA502H162.

9H47YOMI

lllegible

TTA240B300BA

YVJ 254TTDR5D28AA 1

lllegible

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

Inaccessible

Inaccessible

SL2U240500298

244-1401-C

lllegible

G43198244

NA

lllegible

Dataplate Yr Barcode Qty

2021

1993

1993

33



Index

18

19

20

21

22

23

24

25

26

ID

10051422

10051334

10051315

10051395

10051319

10051356

10051323

10051325

10051368

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3060

D3060

Component
Description

Air Handler
[AHU-1]

Air Handler
[AHU-1]

Packaged Unit

Packaged Unit

Packaged Unit
[RTU-1]

Packaged Unit
[RTU-1]

Packaged Unit
[RTU-1]

Exhaust Fan

Exhaust Fan

Attributes Capacity
Interior AHU

' 8000 CFM
Easy/Moderate Access
Interior AHU

' 7500 CFM
Easy/Moderate Access
RTU, Pad or Roof-

’ TON
Mounted 8710
RTU, Pad or Roof- llegible
Mounted, 3 TON g
RTU, P Roof-

U, Pad or Roof 4 TON

Mounted
RTU, Pad or Roof- 4 TON
Mounted
RTU, Pad or Roof- 4 TON
Mounted
Centrifugal, 12"

entrifugal, 50 CEM
Damper
Centrifugal, 12"

entrifugal, 300 CEM

Damper

Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Trane

McQuay

Trane

American
Standard Inc.

Trane

Trane

Trane

lllegible

lllegible

Model

MCCA017MADO00BODDOAO000000

CAHO017GHAC

lllegible

lllegible

YSC048G3RHB2500B0000000000000F0000000000

YSC048G3RHB2500B0000000000000F0000000000

YSC04863RHB2500B0000000000000F0000000000

105 S336650000393 0014

105 933665000/0393 0009

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

K93B07912

FBOUO70101047

lllegible

lllegible

211813221L

211813225L

211813223L

lllegible

100C2B

Dataplate Yr Barcode Qty

1993

2007

1993

1993

2021

2021

2021

1993

1993



Index

27

28

29

30

31

32

33

34

35

ID

10051405

10051320

10051425

10051401

10051352

10051318

10051398

10051358

10051394

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Attributes

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 16"
Damper

Centrifugal, 28"
Damper

Exhaust Fan [EF- Centrifugal, 28"

1]

Damper

Exhaust Fan [EF- Centrifugal, 28"

2]

Damper

Exhaust Fan [EF- Centrifugal, 12"

3]

Damper

Exhaust Fan [EF- Centrifugal, 12"

4]

Exhaust Fan
[PRV-10]

Damper

Centrifugal, 12"
Damper

Capacity

500 CFM

100 CFM

1200 CFM

5300 CFM

7500 CFM

8300 CFM

400 CFM

650 CFM

200 CFM

Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

No dataplate

lllegible

Loren Cook
Company

Cook

Cook

Cook

Cook

Cook

lllegible

Model

No dataplate

105 S3366500003930018

24TS4B

036054 GT 36/5461 ALUM

402 ACE 40206B

402 ACE 40207B

100 ACEH 100C15DH

120 ACE 120C3B

120C3B

Serial

No dataplate

lllegible

lllegible

1438929417-
00/0006601

1435929417-
00/0000701.

1435929417-
00/0002201

1435929417-
00/0003701

1435929417-
00/0005201

lllegible

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode Qty

1993

1993

2007

2007

2007

2007

2007

1993



Index

36

37

38

39

40

41

42

43

44

ID

10051351

10051324

10051406

10051327

10051321

10051400

10051428

10051370

10051380

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan

[PRV-12]

Exhaust Fan
[PRV-13]

Exhaust Fan
[PRV-14]

Exhaust Fan
[PRV-18]

Exhaust Fan
[PRV-19]

Exhaust Fan
[PRV-2]

Exhaust Fan
[PRV-20]

Exhaust Fan
[PRV-3]

Exhaust Fan
[PRV-4]

Attributes

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Capacity

100 CFM

100 CFM

600 CFM

200 CFM

400 CFM

100 CFM

200 CFM

350 CFM

750 CFM

Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

lllegible

lllegible

lllegible

lllegible

lllegible

lllegible

lllegible

lllegible

lllegible

Model

90C15DH

lllegible

105 S3366500003930014

lllegible

105S33665000-0393.0013

150548

105 S33665000.0393 0017

105 S33665000 0393 0003

105 S33665000 03930004

Serial

lllegible

lllegible

120C2B

lllegible

120C2B

lllegible

90C15DH

135C3B

165C4B

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode Qty

1993

1993

1993

1993

1993

1993

1993

1993

1993



Index

45

46

47

ID

10051367

10051309

10051383

UFCode

D3060

D3060

D3060

Component
Description

Exhaust Fan

[PRV-5]

Exhaust Fan
[PRV-7]

Exhaust Fan
[PRV-9]

Attributes

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Capacity

200 CFM

300 CFM

100 CFM

Building Location Detail

Thurgood

Marshall

Elementary Roof
School / Main
Building

Thurgood

Marshall

Elementary Roof
School / Main
Building

Thurgood

Marshall

Elementary Roof
School / Main
Building

Manufacturer

lllegible

lllegible

lllegible

Model

lllegible

105 S3366500003930007

100C2B

Serial

lllegible

100C2B

lllegible

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode Qty

1993

1993

1993



Index ID

D40 Fire Protection

1 10051362

UFCode

D4010

Component
Description

Backflow
Preventer

Attributes

Fire Suppression

Capacity

6 IN

Building Location Detail Manufacturer
Thurgood
Marshall

Mechanical
Elementary Room Watts
School / Main

Building

Model

lllegible

Serial

lllegible

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode Qty



[Diraiit = [Fer Diseussion PUrpeses Omly

Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D50 Electrical

Thurgood
Marshall
1 10051445 D5010 Generator Gas or Gasoline 250 KW Elementary Site Kohler 250REZXB 33CGGMML0007
School / Main
Building
Thurgood
Automatic Marshall
2 10051427 D5010 Transfer Switch ATS 400 AMP  Elementary Electrical Room Kohler Inaccessible Inaccessible
[ATS-1] School / Main
Building
Thurgood
Marshall )
Secondary Dry, Stepdown 10 KVA Elementary Mechanical Siemens Inaccessible Inaccessible
Transformer . Room
School / Main
Building

3 10051359 D5020

Thurgood
Marshall
4 10051415 D5020 Switchgear 120/208 V 2400 AMP Elementary Electrical Room Siemens FC-II 18-54389-A01 1993
School / Main
Building
Thurgood
Marshall .
Mechanical .
5 10051430 D5030 Motor AHU or Pump 5HP Elementary Room Baldor Reliance 127466F036 F499
School / Main
Building
Thurgood
Marshall .
Mechanical
6 10051330 D5030 Motor [P-1] AHU or Pump 1/3 HP Elementary Room Marathon NQE 48S17D2108L J E143310097
School / Main
Building



[Diraiit = [Fer Diseussion PUrpeses Omly

Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D70 Electronic Safety & Security

Thurgood
Marshall

1 10051399 D7050 Fire Alarm Panel Fully Addressable Elementary Main Entrance No dataplate No dataplate No dataplate
School / Main
Building
Thurgood
Marshall

2 10051377 D7050 Fire Alarm Panel Fully Addressable Elementary
School / Main
Building

Mechanical Johnson

N | N |
Room Controls o dataplate o dataplate



Index ID

E10 Equipment

1 10051338
2 10051379
3 10051421
4 10051384
5 10051403
6 10051346
7 10051349
8 10051310

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component
Description

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes

Commercial Kitchen,
3-Bowl

Convection Oven,
Double

Dairy Cooler/Wells

Food Warmer,
Tabletop Drawers (Set
of 4)

Food Warmer,
Tabletop Drawers (Set
of 4)

Refrigerator, 2-Door
Reach-In

Walk-In, Condenser
for Refigerator/Freezer

Walk-In, Condenser
for Refigerator/Freezer

Building

Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Roof

Roof

Manufacturer

Blodgett

Beverage-Air
Corporation

Colorpoint

Colorpoint

Traulsen

Trenton

Trenton

Model

No dataplate

STF58-1-W

KCH2M-CPA

KCPI-5

GHT 2-32NUT

TEZAO07H8-HT3D-B

TEZA025L8-HT3D-F

Serial

No dataplate

NA

E93B3158

E9303156

243006 5L

229116811

219240864

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

Barcode

Qty



Index

10

11

12

10051412

10051382

10051357

10051365

UFCode

E1030

E1030

E1030

E1030

Component
Description

Foodservice

Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes Capacity

Walk-In, Evaporator
for Refigerator/Freezer

Walk-In, Evaporator
for Refigerator/Freezer

Walk-In, Freezer

Walk-In, Freezer

Building

Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building
Thurgood
Marshall
Elementary
School / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Kitchen

Manufacturer

Trenton

Trenton

Bally
Engineered
Structures

Bally
Engineered
Structures

Model

Inaccessible

Inaccessible

3676-4-P

3676-4L-W

Serial

Inaccessible

Inaccessible

0X209985-02

DX289985-01

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode Qty

1993

1993

1993
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

G40 Electrical Site Improvements

Thurgood
Marshall
Liquid Filled, Property-
1 10051452  G4010  Site Transformer ola::e ) HeC, FTOPeTY" 500 kVA  Elementary  Site lllegible lllegible AB 14JC507700049 2014
School / Main

Building





