






























































S. CHRISTA MCAULIFFE ELEMENTARY SCHOOL BUREAU VERITAS PROJECT: 172559.25R000-076.354

Definitions

Immediate Needs

Immediate Needs are line items that require immediate action as a result of: (1) material existing or potential
unsafe conditions, (2) failed or imminent failure of mission critical building systems or components, or (3)
conditions that, if not addressed, have the potential to result in, or contribute to, critical element or system
failure within one year or will most probably result in a significant escalation of its remedial cost.

For database and reporting purposes the line items with RUL=0, and commonly associated with Safety or
Performance/Integrity Plan Types, are considered Immediate Needs.

Replacement Reserves

Cost line items traditionally called Replacement Reserves (equivalently referred to as Lifecycle/Renewals) are
for recurring probable renewals or expenditures, which are not classified as operation or maintenance
expenses. The replacement reserves should be budgeted for in advance on an annual basis. Replacement
Reserves are reasonably predictable both in terms of frequency and cost. However, Replacement Reserves
may also include components or systems that have an indeterminable life but, nonetheless, have a potential
for failure within an estimated time period.

Replacement Reserves generally exclude systems or components that are estimated to expire after the
reserve term and are not considered material to the structural and mechanical integrity of the subject property.
Furthermore, systems and components that are not deemed to have a material effect on the use of the
Property are also excluded. Costs that are caused by acts of God, accidents, or other occurrences that are
typically covered by insurance, rather than reserved for, are also excluded.

Replacement costs are solicited from ownership/property management, Bureau Veritas’s discussions with
service companies, manufacturers' representatives, and previous experience in preparing such schedules for
other similar facilities. Costs for work performed by the ownership’s or property management’'s maintenance
staff are also considered.

Bureau Veritas's reserve methodology involves identification and quantification of those systems or
components requiring capital reserve funds within the assessment period. The assessment period is defined
as the effective age plus the reserve term. Additional information concerning system or component
replacement costs (in today's dollars), typical expected useful lives, and remaining useful lives were estimated
so that a funding schedule could be prepared. The Replacement Reserves Schedule presupposes that all
required remedial work has been performed or that monies for remediation have been budgeted for items
defined as Immediate Needs.

For the purposes of ‘bucketizing’ the System Expenditure Forecasts in this report, the Replacement Reserves
have been subdivided and grouped as follows: Short Term (years 1-3), Near Term (years 4-5), Medium Term
(years 6-10), and Long Term (years 11-20).

Key Findings

In an effort to highlight the most significant cost items and not be overwhelmed by the Replacement Reserves
report in its totality, a subsection of Key Findings is included within the Executive Summary section of this
report. Key Findings typically include repairs or replacements of deficient items within the first five-year
window, as well as the most significant high-dollar line items that fall anywhere within the ten-year term. Note
that while there is some subjectivity associated with identifying the Key Findings, the Immediate Needs are
always included as a subset.
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7. Certification

Montgomery County Public Schools (the Client) retained Bureau Veritas to perform this Facility Condition
Assessment in connection with its continued operation of S. Christa McAuliffe Elementary School, 12500
Wisteria Drive, Germantown, MD, 20874, the “Property”. It is our understanding that the primary interest of the
Client is to locate and evaluate materials and building system defects that might significantly affect the value of
the property and to determine if the present Property has conditions that will have a significant impact on its
continued operations.

The conclusions and recommendations presented in this report are based on the brief review of the plans and
records made available to our Project Manager during the site visit, interviews of available property
management personnel and maintenance contractors familiar with the Property, appropriate inquiry of
municipal authorities, our Project Manager's walk-through observations during the site visit, and our experience
with similar properties.

No testing, exploratory probing, dismantling or operating of equipment or in-depth studies were performed
unless specifically required under the Purpose and Scope section of this report. This assessment did not
include engineering calculations to determine the adequacy of the Property’s original design or existing
systems. Although walk-through observations were performed, not all areas may have been observed (see
Section 1 for specific details). There may be defects in the Property, which were in areas not observed or
readily accessible, may not have been visible, or were not disclosed by management personnel when
guestioned. The report describes property conditions at the time that the observations and research were
conducted.

This report has been prepared for and is exclusively for the use and benefit of the Client identified on the cover
page of this report. The purpose for which this report shall be used shall be limited to the use as stated in the
contract between the client and Bureau Veritas.

This report, or any of the information contained therein, is not for the use or benefit of, nor may it be relied
upon by any other person or entity, for any purpose without the advance written consent of Bureau Veritas.
Any reuse or distribution without such consent shall be at the client's or recipient's sole risk, without liability to
Bureau Veritas.

Prepared by: Jake Stauffer
Project Assessor

Reviewed by: e

James Bryant

Technical Report Reviewer for,
Bill Champion
Program Manager

443.622.5067
Bill. Champion@bureauveritas.com
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8. Appendices

Appendix A:
Appendix B:
Appendix C:
Appendix D:
Appendix E:
Appendix F:
Appendix G:

Photographic Record

Site Plan(s)

Pre-Survey Questionnaire(s)
Accessibility Review and Photos
Component Condition Report
Replacement Reserves
Equipment Inventory List
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Photographic Overview
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Photographic Overview
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Photographic Overview

i N <

.
o = S

25 - SECONDARY PARKING AREA 26 - SIDEWALKS AND LANDSCAPING

| ‘IIJJ‘ *'f';' ]
o] I

28 - PLAYGROUND

30 - SPORTS COURTS



et = [For Diseussion Purposes Omly

S. CHRISTA MCAULIFFE ELEMENTARY SCHOOL BUREAU VERITAS PROJECT: 172559.25R000-076.354

Appendix B:
Site Plan(s)

www.bvna.com | p 800.733.0660



etk - [Fer Discussion Purpeses Omly

S. Christa McAuliffe Elementary
School

BUREAU
VERITAS




et = [For Diseussion Purposes Omly

S. CHRISTA MCAULIFFE ELEMENTARY SCHOOL BUREAU VERITAS PROJECT: 172559.25R000-076.354

Appendix C:

Pre-Survey Questionnaire(s)

www.bvha.com | p 800.733.0660



etk - [Fer Discussion Purpeses Omly

BV FACILITY CONDITION ASSESSMENT: PRE-SURVEY QUESTIONNAIRE

Building / Facility Name:  S. Christa McAuliffe Elementary School

Name of person completing form:  Theo Marshall

Title / Association w/ property: ~ Building Services Manager

Length of time associated w/ property: 8 Years

Date Completed: ~ 2/12/2026

Phone Number:  240-740-4920

Method of Completion: INTERVIEW - verbally completed during interview

Directions: Please answer all questions to the best of your knowledge and in good faith. Please provide additional details in the
Comments column, or backup documentation for any Yes responses.

Data Overview Response

Constructed Renovated Two story add on in 2019

1 | Year(s) constructed
1987 2016

2 | Building size in SF 102,111 SF

Year Additional Detail

Facade

Roof

Interiors

3 | Major Renovation/Rehabilitation
HVAC 2015

Electrical

Site Pavement

Accessibility

. o . Fire suppression system 2019
List other significant capital

4 | improvements (focus on recent years;
provide approximate date).

List any major capital expenditures
5 | planned/requested for the next few
years. Have they been budgeted?

Describe any on-going extremely
6 problematic, historically chronic, or
immediate facility needs.
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Mark the column corresponding to the appropriate response. Please provide additional details in the Comments column, or backup
documentation for any Yes responses. (NA indicates "Not Applicable", Unk indicates "Unknown")

Question

Yes

No

Response

Unk

NA

Comments

Are there any problems with
foundations or structures, like
excessive settlement?

X

Are there any wall, window,
basement or roof leaks?

Has any part of the facility ever
contained visible suspect mold
growth, or have there been any
indoor air quality complaints?

10

Are your elevators unreliable, with
frequent service calls?

11

Are there any plumbing leaks, water
pressure, or clogging/backup issues?

Existing building

12

Have there been any leaks or
pressure problems with natural gas,
HVAC piping, or steam service?

13

Are any areas of the facility
inadequately heated, cooled or
ventilated? Poorly insulated areas?

14

Is the electrical service outdated,
undersized, or problematic?

Existing building

15

Are there any problems or
inadequacies with exterior lighting?

16

Is site/parking drainage inadequate,
with excessive ponding or other
problems?

17

Are there any other unresolved
construction defects or significant
issues/hazards at the property that
have not yet been identified above?

18

ADA: Has an accessibility study been
previously performed? If so, when?

19

ADA: Have any ADA improvements
been made to the property since
original construction? Describe.

20

ADA: Has building management
reported any accessibility-based
complaints or litigation?

21

Are any areas of the property leased
to outside occupants?

Signature of Assessor

Signature of POC
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Visual Checklist - 2010 ADA Standards for Accessible Design

Property Name: S. Christa McAuliffe Elementary School

BV Project Number:  172559.25R000-076.354

Abbreviated Accessibility Checklist

Facility History & Interview

accessibility-based complaints or litigation?

Question Yes No Unk Comments
1 Has an accessibility study been previously x
performed? If so, when?
Have any ADA improvements been made to
2 | the property since original construction? X
Describe.
3 Has building management reported any X
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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?
Are accessible spaces on the shortest

3 |accessible route to an accessible building x

entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE PATH ACCESSIBLE PATH

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

i

ACCESSIBLE ENTRANCE

ACCESSIBLE ENTRANCE

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?
2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?
3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR PATH DOOR HARDWARE

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

LOBBY LOOKING AT CABS (WITH DOORS OPEN) IN-CAB CONTROLS
Question Yes No NA Comments
1 Are hallway call buttons configured with the x
“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 | present on the hoistway sidewalls on each x
level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x
entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x
floor area ?

Do the elevator car doors have automatic re-

5 | opening devices to prevent closure on x
obstructions?

6 Do elevator car control buttons appear to be x
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?




etk - [Fer Discussion Purpeses Omly

Abbreviated Accessibility Checklist

Public Restrooms

g =9 =

TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES

Question Yes No NA Comments
1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a
2 | compliant height and with compliant knee x
area ?
3 Does the lavatory faucet have compliant x
handles ?
4 Is the plumbing piping under lavatories x
configured to protect against contact ?
5 Are grab bars provided at compliant locations x
around the toilet ?
6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Kitchens/Kitchenettes

BREAKROOM OVERVIEW SINK CLEARANCE

Question Yes No NA Comments

Do kitchens/kitchenettes appear to have a
1 | minimum compliant path of travel or area of x
maneuverability ?

Are the appliances centered for a parallel or
2 |forward approach with adequate clear floor x
space ?

3 Is there an accessible countertop/preparation x
space of proper width and height ?
4 Is there an accessible sink space of proper x
width and height ?
5 Does the sink faucet have compliant x
handles ?
6 Is the plumbing piping under the sink x
configured to protect against contact ?
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Are the cooktop/range controls front-mounted
(or in a location that does not require reaching
across the burners) ?

X
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

A
M
SRR

)
:‘:Q’,\ W\ “ X
RN %%
XK IR OXAXX XA
X XK
W }\\\\:‘\‘:\‘:‘\\\‘ “““‘

-

e

- N

OVERVIEW OF PLAYGROUND ACCESSIBLE ROUTE TO PLAYGROUND

Question Yes No NA Comments

Is there an accessible route to the play area /
s? X

Has the play area been reviewed for x
accessibility ?

Are publicly accessible swimming pools x
equipped with an entrance lift ?




et = [For Diseussion Purposes Omly

S. CHRISTA MCAULIFFE ELEMENTARY SCHOOL BUREAU VERITAS PROJECT: 172559.25R000-076.354

Appendix E:

Component Condition Report

www.bvna.com | p 800.733.0660



Component Condition Report | S. Christa McAuliffe Elementary School / Main Building

UF L3 Code Location

Structure
A1010
A1010
B1010
B1010
B1080
Facade
B2010
B2010
B2010
B2020
B2020
B2050
B2050
Roofing
B3010
B3010
B3010
B3020
B3060
Interiors
C1020
C1030
C1030

Substructure - Existing Building
Substructure - New Building
Superstructure - New Building

Superstructure - Existing Building

Interior Stairs

Building Exterior - Exterior Building
Building Exterior - New Building
Building Exterior

Building Exterior - Existing Building
Building Exterior - New Building
Building Exterior - Existing Building
Building Exterior - New Building

Roof
Roof
Roof
Roof
Roof

Building interior
Existing Building
Existing Building

Condition Component/Attributes/Capacity

Fair
Good
Good
Fair

Fair

Fair
Good
Fair
Fair
Good
Fair

Good

Fair
Fair
Fair
Fair

Fair

Fair
Fair

Fair

Foundation System, Concrete Strip/Pad Footings w/ Slab, 1-2 Story Building
Foundation System, Concrete Strip/Pad Footings w/ Slab, 1-2 Story Building
Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building
Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building

Stair Treads, Raised Rubber Tile

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Exterior Walls, Metal Siding

Glazing, any type by SF

Glazing, any type by SF

Exterior Door, Steel, Commercial

Exterior Door, Steel, Commercial

Roofing, Single-Ply Membrane, EPDM

Roofing, Asphalt Shingle, 30-Year Premium

Roofing, Built-Up

Roof Appurtenances, Gutters & Downspouts, Aluminum w/ Fittings

Roof Skylight, per SF of glazing

Interior Glazing, any type by SF
Interior Door, Steel/Wood, Fire-Rated at 90 Minutes or Over

Interior Door, Steel, Standard

Diratti - [Fer Discussion Purpeses Cmly

Quantity

77,500
13,500
18,000
33,000

360

25,000
18,000
8,000
7,400
5,800
30

9,600
11,700
61,000

800

5,100

1,900
21
17

SF
SF
SF
SF
SF

SF
SF
SF
SF
SF

SF
SF
SF
LF
SF

SF

RUL ID

38
70
70
38
13

24



Component Condition Report | S. Christa McAuliffe Elementary School / Main Building

UF L3 Code Location

C1030
C1030
C1070
C1090
C1090
C2010
C2010
C2010
C2010
C2010
C2030
C2030
C2030
C2030
C2030
C2030
C2030
C2050
C2050
Conveying
D1010
D1010
Plumbing
D2010
D2010

New Building

Existing Building

Building interior

Restrooms

Hallways & Common Areas
Restrooms - Existing Building
Throughout

Restrooms - New Building
Gymnasium

Commercial Kitchen
Restrooms - New Building
Gymnasium

Throughout - New Building
Restrooms - Existing Building
Commercial Kitchen
Throughout Building
Throughout - Existing Building
Gymnasium

Throughout Building

Elevator Shafts/Utility
Elevator Shafts/Utility

Hallways & Common Areas

Restrooms

Condition Component/Attributes/Capacity

Good
Fair
Good
Good
Good
Fair
Fair
Good
Fair
Fair
Good
Fair
Fair
Fair
Fair
Good
Fair
Fair

Fair

Fair

Good

Fair

Fair

Interior Door, Wood, Solid-Core Commercial
Interior Door, Wood, Solid-Core Commercial
Suspended Ceilings, Acoustical Tile (ACT)
Toilet Partitions, Plastic/Laminate

Lockers, Steel-Baked Enamel, 6' Height per LF
Wall Finishes, Ceramic Tile

Wall Finishes, any surface, Prep & Paint

Wall Finishes, Ceramic Tile

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Wall Finishes, Quarry Tile

Flooring, Ceramic Tile

Flooring, Wood, Sports, Refinish

Flooring, Vinyl Tile (VCT)

Flooring, Ceramic Tile

Flooring, Quarry Tile

Flooring, Carpet, Commercial Standard

Flooring, Vinyl Tile (VCT)

Ceiling Finishes, exposed irregular elements, Prep & Paint

Ceiling Finishes, any flat surface, Prep & Paint

Elevator Cab Finishes, Standard

Passenger Elevator, Overhead Traction, 2-5 Floors, 2000 to 5000 LB, 3500 LB, Renovate

Drinking Fountain, Wall-Mounted, Single-Level

Urinal, Standard
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Quantity
47

83
64,000
12

500
2,400
153,500
900

800
1,800
1,600
6,200
25,000
2,200
1,200
6,000
63,000
6,400
7,200

SF

LF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF

RUL ID
35
10
20
14
15
12
4
35
9
10
35
3
10
3
13

OO O W

10
30



Component Condition Report | S. Christa McAuliffe Elementary School / Main Building

UF L3 Code Location

D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2020
D2030
D2060
HVAC

D3020
D3020
D3020
D3020
D3020
D3020

Throughout Building
Restrooms

Pump Room - 101
Mechanical Room
Pump Room - 101
Restrooms
Throughout

Utility closet
Restrooms
Mechanical Room
Throughout Building
Restrooms
Restrooms

Utility room

Pump Room - 101
Pump Room - 101
Pump Room - 101

Mechanical Room

Mechanical Room
Mechanical Room
213

Mechanical Room
Mechanical Room

Pump Room - 101

Condition Component/Attributes/Capacity

Fair
Good
Good
Good
Good
Fair
Fair
Good
Fair
Fair
Good
Good
Good
Fair
Good
Good
Good

Fair

Good
Fair

Good
Good
Good
Good

Plumbing System, Supply & Sanitary, Low Density (excludes fixtures)
Toilet, Commercial Water Closet

Pump Station, Duplex Mounted, 5 HP

Water Heater, Gas, Commercial (200 MBH), 100 to 199 GAL, 100 GAL
Water Heater, Electric, Commercial ( 12 kW), 30 to 80 GAL, 50 GAL [DWH1]
Toilet, Commercial Water Closet

Sink/Lavatory, Drop-In Style, Stainless Steel

Sink/Lavatory, Service Sink, Floor

Toilet, Child-Sized

Backflow Preventer, Domestic Water, 2 IN, 1.25 IN

Plumbing System, Supply & Sanitary, Medium Density (excludes fixtures)
Sink/Lavatory, Wall-Hung

Urinal, Standard

Sink/Lavatory, Service Sink, Wall-Hung

Storage Tank, Domestic Water, 80 to 150 GAL, 132 GAL

Pump, Sewage Ejector, Duplex, 1 HP, 2 HP

Pump, Sump, 20 HP, No dataplate

Air Compressor, Tank-Style, 2 HP, 2 HP

Boiler, Gas, HVAC, 1001 to 2000 MBH, 2000 MBH [Boiler2]

Boiler, Gas, HVAC, 1001 to 2000 MBH, 2000 MBH [Boiler1]

Unit Heater, Electric, 1 to 5 KW, Inaccessible [PUHADD?2]

Boiler Supplemental Components, Expansion Tank, 251 to 400 GAL, No dataplate [ET1]
Boiler Supplemental Components, Expansion Tank, 251 to 400 GAL, No dataplate [ET2]

Unit Heater, Electric, 1 to 5 KW, Inaccessible
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Quantity
77,500
14

1

1

1

18

35

4

8

1
27,000
36

SF

SF

RUL
3
25
20
17
15
4
8
30
4
12
35
25
25
7
25
20
20
6

21
21
15
31
31
15

ID
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Component Condition Report | S. Christa McAuliffe Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3020 Mower Storage Fair Unit Heater, Hydronic, 37 to 85 MBH, Inaccessible 1 8
D3030 Mechanical Room Fair Chiller, Water-Cooled, 101 to 150 TON, 115 TON [Chiller2] 1 16
D3030 Roof Fair Split System Ductless, Single Zone, Condenser & Evaporator, 1.5to0 2 TON, 1.5 TON 1 10
D3030 Roof Fair Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, 10 TON 1 10
D3030 Roof Fair Heat Pump, Variable Refrigerant Volume (VRV), 15 TON, 12 TON [ACCUVRT1] 1 10
D3030 New Building Fair Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 3 to 4 TON 18 10
D3030 Roof Fair Cooling Tower, (Typical) Open Circuit , 101 to 200 TON, 159 TON 1 16
D3030 Roof Fair Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, 1.5 TON 1 10
D3030 Classrooms General Fair Unit Ventilator, approx/nominal 3 Ton, 751 to 1250 CFM, No dataplate 41 4
D3030 Mechanical Room Fair Chilled Water, Chemical Feed Dosing System 1 7
D3030 Roof Fair Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, 10 TON 1 10
D3030 Roof Fair Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, 10 TON [ACCUVRTZ2] 1 10
D3030 Roof Fair Heat Pump, Variable Refrigerant Volume (VRV), 8 TON 1 10
D3050 Mechanical Room Fair Pump, Distribution, HVAC Heating Water, 1 to 3 HP, 3 HP 1 6
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON, 4 TON [RTU1] 1 11
D3050 Mechanical Room Fair Pump, Distribution, HVAC Chilled or Condenser Water, 8 to 10 HP, 10 HP 1 16
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON, 4 TON [RTU7] 1 11
D3050 Throughout Existing Building Fair HVAC System, Ductwork w/ VAV/FCU, Medium Density 77,500 SF 21
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 11 to 12.5 TON, 12 TON [RTUG] 1 11
D3050 Roof Good Air Handler, Exterior AHU, 2401 to 4000 CFM, 3000 CFM 1 14
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON, 5 TON [RTU4] 1 11
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 21 to 25 TON, 25 TON [RTUZ] 1 11
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 13 to 15 TON, 15 TON [DOASADD1] 1 15
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 6 to 7.5 TON, 7 TON [RTU3] 1 11

D3050 Mechanical Room Fair Pump, Distribution, HVAC Heating Water, 4 to 5 HP, 5 HP [5] 1 16
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UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 6 to 7.5 TON, 7 TON [RTUS5] 1 11
D3050 Mechanical Room Fair Pump, Distribution, HVAC Heating Water, 1 to 3 HP, 3 HP [P6] 1 6
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 13 to 15 TON, 15 TON [DOASADD?2] 1 15
D3050 Throughout Building Good HVAC System, Hydronic Piping, 2-Pipe 77,500 SF 31
D3050 Mechanical Room Fair Pump, Distribution, HVAC Chilled or Condenser Water, 6 to 7.5 HP, 7.5 HP 1 9
D3050 Mechanical Room Good Pump, Distribution, HVAC Chilled or Condenser Water, 8 to 10 HP, 10 HP 1 19
D3050 New Building Good HVAC System, Ductwork, Medium Density 27,000 SF 25
D3050 Mechanical Room Fair Pump, Distribution, HVAC Heating Water, 4 to 5 HP, 5 HP [4] 1 16
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, No dataplate [14] 1 7
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM, 100 CFM [EFADD1] 1 15
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, No dataplate [17] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, No dataplate [11] 1 4
D3060 Roof Good Fan, Centrifugal, 24" Diameter, 2001 to 5000 CFM, No dataplate [EFADD3] 1 20
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 28" Damper, 5001 to 8500 CFM, No dataplate [9] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 28" Damper, 5001 to 8500 CFM, No dataplate [20] 1 4
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM, 300 CFM [EFADDZ2] 1 15
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, No dataplate [13] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM [3] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, No dataplate [21] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, No dataplate [15] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, No dataplate [22] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, No dataplate [16] 1 4
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM, 150 CFM [24] 1 16
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, No dataplate [4] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, No dataplate [18] 1 4
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D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, 1150 CFM [23] 1 11

Fire Protection

D4010 Mechanical Room Good Backflow Preventer, Fire Suppression, 3 IN, 3 IN [BP1] 1 25
D4010 Throughout Building Fair Fire Suppression System, Existing Sprinkler Heads, by SF 77,500 SF 3
D4010 Mechanical Room Good Backflow Preventer, Fire Suppression, 4 IN, 4 IN 1 25
Electrical

D5010 Generator Enclosure Fair Generator, Gas or Gasoline, 85 to 100 KW, 100 KW 1 16
D5010 Electrical Room Fair Automatic Transfer Switch, ATS, 100 AMP, No dataplate 1 14
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 500 KVA, 500 KVA 1 4
D5020 Electrical Room Fair Switchboard, 120/208 V, 1600 AMP, 1600 AMP 1 3
D5020 Electrical Room 111 Good Distribution Panel, 277/480 V, 800 AMP, 800 AMP 1 25
D5020 Electrical Room Fair Switchboard, 277/480 V, 2000 AMP, 2000 AMP 1 3
D5020 Electrical Room Good Secondary Transformer, Dry, Stepdown, 75 KVA, 75 KVA 1 25
D5020 Electrical Room Fair Distribution Panel, 277/480 V, 800 AMP, 800 AMP 1 4
D5020 Electrical Room 111 Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 25
D5020 Electrical Room Fair Distribution Panel, 277/480 V, 800 AMP, 800 AMP 1 4
D5020 Electrical Room Fair Switchboard, 277/480 V, 2000 AMP, 2000 AMP 1 3
D5020 New Building Good Electrical System, Full System Renovation/Upgrade, Medium Density/Complexity 27,000 SF 35
D5020 Existing Building Fair Electrical System, Full System Renovation/Upgrade, Medium Density/Complexity 77,500 SF 3
D5020 Electrical Room 111 Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 25
D5020 Electrical Room 111 Good Distribution Panel, 120/208 V, 400 AMP, 400 AMP 1 25
D5020 Electrical Room 111 Good Distribution Panel, 277/480 V, 400 AMP, 400 AMP 1 25
D5030 Pump Room - 101 Good Variable Frequency Drive, VFD, by HP of Motor, 5 HP, 5 HP 1 15
D5030 Pump Room - 101 Good Variable Frequency Drive, VFD, by HP of Motor, 5 HP, 5 HP 1 15

D5030 Cooling Tower Good Variable Frequency Drive, VFD, by HP of Motor, 75 HP, No dataplate [CTVFD] 1 15
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D5040
D5040
D5040
D5040
D5040

Throughout Building
Gymnasium
Auditorium
Throughout Building

Building exterior

Fire Alarm & Electronic Systems

D6030
D6060
D7030
D7050
D7050
D8010

Auditorium
Throughout Building
Throughout Building
Office

Throughout Building
Throughout Building

Equipment & Furnishings

E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030

Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Roof

Commercial Kitchen
Commercial Kitchen

Trash Compactor

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Good

Fair

Fair
Fair
Fair
Fair
Fair

Fair

Poor
Excellent
Fair
Excellent
Good
Fair
Good
Fair
Poor
Poor
Excellent

Fair

Emergency & Exit Lighting System, Full Interior Upgrade, LED

High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W

Stage Lighting System, Full Upgrade, Specialty Fixtures

Interior Lighting System, Full Upgrade, High Density & Standard Fixtures

Exterior Light, Building-Mounted, Higher-Lumen for Large Areas

Sound System, Theater/Auditorium/Church
Intercom/PA System, Public Address Upgrade, Facility-Wide
Security/Surveillance System, Full System Upgrade, Average Density

Fire Alarm Panel, Fully Addressable

Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install

BAS/HVAC Controls, Basic System or Legacy Upgrades, Install

Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich
Foodservice Equipment, Refrigerator, 2-Door Reach-In
Foodservice Equipment, Dairy Cooler/Wells

Foodservice Equipment, Refrigerator, 2-Door Reach-In
Foodservice Equipment, Freezer, 2-Door Reach-In

Foodservice Equipment, Refrigerator, 2-Door Reach-In
Foodservice Equipment, Sink, 3-Bowl

Foodservice Equipment, Convection Oven, Double

Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer
Foodservice Equipment, Refrigerator, 2-Door Reach-In
Foodservice Equipment, Refrigerator, 2-Door Reach-In

Foodservice Equipment, Trash Compactor, 600 LB, No dataplate

Quantity

102,111
25

200
102,111
17

3,000
77,500
102,111
1
102,111
102,111

SF

SF
SF

SF
SF
SF

SF
SF
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RUL ID
5
4
10
15
7

15

10

15

16

16
14

21
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UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
E1030 Commercial Kitchen Fair Foodservice Equipment, Dairy Cooler/Wells 1 7
E1040 Throughout Building Fair Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted 7 7
E1070 Auditorium Fair Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour 3,000 SF 9
E1070 Gymnasium Fair Basketball Backboard, Wall-Mounted, Fixed 6 3
E2010 Library Fair Library Shelving, Single-Faced, up to 90" Height 280 LF 4
E2010 Library Fair Casework, Cabinetry, Standard 140 LF 7
E2010 Classrooms - Existing Building Fair Window Treatments, Operable Blinds, Fire-Resistant 6,300 SF 3
E2010 Classrooms General Fair Casework, Cabinetry, Standard 1,000 LF 4
Accessibility

Y1030 Existing Building NA ADA Entrances & Doors, Hardware, Lever Handle, Install 48 1
Y1060 Break Room NA ADA Kitchen & Laundry Areas, Sink/Counter/Maneuverability, Full Reconfiguration, Renovate 1 1
Component Condition Report | S. Christa McAuliffe Elementary School / Site

UF L3 Code Location Condition = Component/Attributes/Capacity Quantity RUL ID
Structure

B1080 Building exterior Good Stairs, Concrete, Exterior 3,400 SF 45
Pedestrian Plazas & Walkways

G2020 Site Fair Parking Lots, Curb & Gutter, Concrete 2,400 LF 13
G2020 Site Fair Parking Lots, Pavement, Asphalt, Seal & Stripe 72,000 SF 3
G2020 Site Fair Parking Lots, Pavement, Asphalt, Mill & Overlay 72,000 SF 9
G2030 Site Fair Sidewalk, Concrete, Large Areas 14,000 SF 13
Athletic, Recreational & Playfield Areas

G2050 Site Fair Sports Apparatus, Baseball, Backstop Chain-Link 2 14
G2050 Site Fair Playground Surfaces, Engineered Wood Fiber Chips, 6" Depth 5,000 SF 4
G2050 Site Fair Play Structure, Multipurpose, Large 1 7

G2050 Site Good Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 15,000 SF 19
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UF L3 Code Location Condition = Component/Attributes/Capacity

G2050 Site Fair Sports Apparatus, Basketball, Backboard w/ Pole

G2050 Site Fair Play Structure, Multipurpose, Medium

G2050 Site Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
G2050 Site Fair Play Structure, Multipurpose, Large

G2050 Site Fair Play Structure, Multipurpose, Large

Sitework

G2060 Site Fair Fences & Gates, Screen Walls, Concrete Masonry Unit (CMU)

G2060 Site Good Picnic Table, Metal Powder-Coated

G2060 Site Good Signage, Property, Pylon Robust/Electronic Programmable

G2060 Site Good Fences & Gates, Fence, Wrought Iron 4

G2060 Site Good Retaining Wall, Brick/Stone

G2060 Site Good Fences & Gates, Fence, Chain Link 4'

G2060 Site Fair Park Bench, Metal Powder-Coated

G2060 Site Good Fences & Gates, Fence, Chain Link 8'

G2060 Site Good Bike Rack, Fixed Single Loop

G2060 Site Fair Flagpole, Metal

G4050 Site Fair Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 300 W

Component Condition Report | S. Christa McAuliffe Elementary School

UF L3 Code Location Condition Component/Attributes/Capacity
Roofing

B3010 Roof - New Building Good Roofing, Modified Bitumen
Accessibility

Y1050 Restrooms - Existing Building NA ADA Restrooms, Toilet Partitions, Location/Clearance, Modify
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Quantity

1,000

450
8,000
1,300

400
14

12

Quantity

SF

SF

LF
SF
LF

LF

14,200 SF

RUL ID
4
14
4
14
13

13
16
15
45
35
32
11
33
16

RUL ID

15
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Replacement Reserves Report |"-
L':'_I:'.I
5/13/2026
Location 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Total Escalated Estimate
S. Christa McAuliffe Elementary School $0 $3,296 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $221,231 $0 $0 $0 $0 $0 $224,527
S. Christa McAuliffe Elementary School / Main Building $0 $30,282 $16,550 $3,424,572 $1,311,499 $503,127 $151,251 $1,736,828 $118,570 $76,903 $1,043,769 $181,888 $66,155 $107,203 $422,391 $2,262,629 $476,116 $70,577 $1,047,469 $19,990 $500,799 $13,568,567
S. Christa McAuliffe Elementary School / Site $0 $0 $0 $35,404 $40,237 $0 $0 $43,046 $41,043 $419,680 $0 $5,814 $0 $419,120 $123,654 $38,949 $12,356 $0 $55,159 $121,430 $0 $1,355,893
Grand Total $0 $33,578 $16,550 $3,459,976 $1,351,736 $503,127 $151,251 $1,779,873 $159,613 $496,584 $1,043,769 $187,702 $66,155 $526,322 $546,045 $2,522,809 $488,473 $70,577 $1,102,628 $141,420 $500,799 $15,148,987
S. Christa McAuliffe Elementary School
Uniformat CodeLocation Description ID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost*Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Deficiency Repair Estimate
B3010 Roof - New Building 10513124 Roofing, Modified Bitumen, Replace 20 5 15 14200 SF $10.00 $142,000 $142,000 $142,000
Y1050 Restrooms - Existing Building 10512876 ADA Restrooms, Toilet Partitions, Location/Clearance, Modify 0 -1 1 4 EA $800.00  $3,200 $3,200 $3,200
Totals, Unescalated $0 $3,200 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $142,000 $0 $0 $0 $0 $0 $145,200
Totals, Escalated (3.0% inflation, compounded annually) $0 $3,296 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $221,231 $0 $0 $0 $0 $0 $224,527
S. Christa McAuliffe Elementary School / Main Building
Uniformat . e e Lifespan . . . Deficienc_y
Code Location Description ID Cost Description (EUL) EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 R.epalr
Estimate
B1080 Interior Stairs 10383767 Stair Treads, Raised Rubber Tile, Replace 18 5 13 360 SF $10.00 $3,600 $3,600 $3,600
B2010 Building Exterior 10383784 Exterior Walls, Metal Siding, Replace 40 37 3 8000 SF $11.00 $88,000 $88,000 $88,000
B2010 Building Exterior - Exterior Building 10383778 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 20 13 7 25000 SF $1.86 $46,500 $46,500 $46,500
B2010 Building Exterior - New Building 10383686 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 20 5 15 18000 SF $1.86  $33,480 $33,480 $33,480
B2020 Building Exterior - Existing Building 10383672 Glazing, any type by SF, Replace 30 23 7 7400 SF $55.00 $407,000 $407,000 $407,000
B2050 Building Exterior - Existing Building 10383677 Exterior Door, Steel, Commercial, Replace 40 37 3 30 EA $4,060.00 $121,800 $121,800 $121,800
B3010 Roof 10383773 Roofing, Asphalt Shingle, 30-Year Premium, Replace 30 25 5 11700 SF $5.50 $64,350 $64,350 $64,350
B3010 Roof 10383740 Roofing, Single-Ply Membrane, EPDM, Replace 20 14 6 9600 SF $11.00 $105,600 $105,600 $105,600
B3010 Roof 10383731 Roofing, Built-Up, Replace 25 18 7 61000 SF $14.00 $854,000 $854,000 $854,000
B3020 Roof 10383666 Roof Appurtenances, Gutters & Downspouts, Aluminum w/ Fittings, Replace 20 7 13 800 LF $9.00 $7,200 $7,200 $7,200
B3060 Roof 10383781 Roof Skylight, per SF of glazing, Replace 30 25 5 5100 SF $50.00 $255,000 $255,000 $255,000
C1020 Building interior 10383799 Interior Glazing, any type by SF, Replace 40 37 3 1900 SF $41.60  $79,040 $79,040 $79,040
C1030 Existing Building 10383660 Interior Door, Steel, Standard, Replace 40 37 3 17 EA $600.00 $10,200 $10,200 $10,200
C1030 Existing Building 10383787 Interior Door, Wood, Solid-Core Commercial, Replace 40 30 10 83 EA $700.00 $58,100 $58,100 $58,100
C1070 Building interior 10383810 Suspended Ceilings, Acoustical Tile (ACT), Replace 25 5 20 64000 SF $3.50 $224,000 $224,000 $224,000
C1090 Restrooms 10383704 Toilet Partitions, Plastic/Laminate, Replace 20 6 14 12 EA $750.00 $9,000 $9,000 $9,000
C1090 Hallways & Common Areas 10383782 Lockers, Steel-Baked Enamel, 6' Height per LF, Replace 20 5 15 500 LF $500.00 $250,000 $250,000 $250,000
C2010 Commerecial Kitchen 10383751 Wall Finishes, Quarry Tile, Replace 50 40 10 1800 SF $26.00  $46,800 $46,800 $46,800
C2010 Restrooms - Existing Building 10383783 Wall Finishes, Ceramic Tile, Replace 40 28 12 2400 SF $18.00  $43,200 $43,200 $43,200
C2010 Gymnasium 10383776 Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace 15 6 9 800 SF $16.80 $13,440 $13,440 $13,440
C2010 Throughout 10383689 Wall Finishes, any surface, Prep & Paint 10 6 4 153500 SF $1.50 $230,250 $230,250 $230,250 $460,500
C2030 Restrooms - Existing Building 10383788 Flooring, Ceramic Tile, Replace 40 37 3 2200 SF $18.00 $39,600 $39,600 $39,600
C2030 Commercial Kitchen 10383663 Flooring, Quarry Tile, Replace 50 37 13 1200 SF $26.00 $31,200 $31,200 $31,200
C2030 Throughout - Existing Building 10383786 Flooring, Vinyl Tile (VCT), Replace 15 12 3 63000 SF $5.00 $315,000 $315,000 $315,000 $630,000
C2030 Throughout - New Building 10383727 Flooring, Vinyl Tile (VCT), Replace 15 5 10 25000 SF $5.00 $125,000 $125,000 $125,000
C2030 Throughout Building 10383694 Flooring, Carpet, Commercial Standard, Replace 10 2 8 6000 SF $7.50  $45,000 $45,000 $45,000 $90,000
C2030 Gymnasium 10383670 Flooring, Wood, Sports, Refinish 10 7 3 6200 SF $5.00 $31,000 $31,000 $31,000 $62,000
C2050 Gymnasium 10383674 Ceiling Finishes, exposed irregular elements, Prep & Paint 10 5 5 6400 SF $2.50 $16,000 $16,000 $16,000 $32,000
C2050 Throughout Building 10383702 Ceiling Finishes, any flat surface, Prep & Paint 10 5 5 7200 SF $2.00 $14,400 $14,400 $14,400 $28,800
D1010 Elevator Shafts/Utility 10383826 Elevator Cab Finishes, Standard, Replace 15 5 10 1 EA $9,000.00 $9,000 $9,000 $9,000
D2010 Pump Room - 101 10383831 Water Heater, Electric, Commercial ( 12 kW), 30 to 80 GAL, Replace 20 5 15 1 EA $12,400.00 $12,400 $12,400 $12,400
D2010 Mechanical Room 10383710 Water Heater, Gas, Commercial (200 MBH), 100 to 199 GAL, Replace 20 3 17 1 EA $16,600.00 $16,600 $16,600 $16,600
D2010 Pump Room - 101 10383796 Pump Station, Duplex Mounted, 5 HP, Replace 25 5 20 1 EA $19,400.00  $19,400 $19,400 $19,400
D2010 Throughout Building 10383822 Plumbing System, Supply & Sanitary, Low Density (excludes fixtures), Replace 40 37 3 77500 SF $5.00 $387,500 $387,500 $387,500
D2010 Mechanical Room 10383792 Backflow Preventer, Domestic Water, 2 IN, Replace 30 18 12 1 EA $3,200.00 $3,200 $3,200 $3,200
D2010 Restrooms 10383793 Urinal, Standard, Replace 30 26 4 5 EA $1,100.00 $5,500 $5,500 $5,500
D2010 Restrooms 10383693 Toilet, Commercial Water Closet, Replace 30 26 4 18 EA $1,300.00 $23,400 $23,400 $23,400
D2010 Restrooms 10383761 Toilet, Child-Sized, Replace 30 26 4 8 EA $900.00 $7,200 $7,200 $7,200
D2010 Hallways & Common Areas 10383750 Drinking Fountain, Wall-Mounted, Single-Level, Replace 15 10 5 8 EA $1,200.00 $9,600 $9,600 $9,600 $19,200
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Replacement Reserves Report
5/13/2026
Uniformat . e e Lifespan . . . Deficienc_y
Code Location Description ID Cost Description (EUL) EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 R.epalr
Estimate
D2010 Utility room 10383814 Sink/Lavatory, Service Sink, Wall-Hung, Replace 35 28 7 9 EA $1,400.00 $12,600 $12,600 $12,600
D2010 Throughout 10383726 Sink/Lavatory, Drop-In Style, Stainless Steel, Replace 30 22 8 35 EA $1,200.00 $42,000 $42,000 $42,000
D2020 Pump Room - 101 10383688 Pump, Sewage Ejector, Duplex, 1 HP, Replace 25 5 20 1 EA $7,880.00 $7,880 $7,880 $7,880
D2030 Pump Room - 101 10383762 Pump, Sump, 20 HP, Replace 25 5 20 1 EA $13,400.00  $13,400 $13,400 $13,400
D2060 Mechanical Room 10383659 Air Compressor, Tank-Style, 2 HP, Replace 20 14 6 1 EA $7,270.00 $7,270 $7,270 $7,270
D3020 Mower Storage 10383724 Unit Heater, Hydronic, 37 to 85 MBH, Replace 20 12 8 1 EA $2,100.00 $2,100 $2,100 $2,100
D3020 Pump Room - 101 10383763 Unit Heater, Electric, 1 to 5 KW, Replace 20 5 15 1 EA $1,800.00 $1,800 $1,800 $1,800
D3020 213 10383655 Unit Heater, Electric, 1 to 5 KW, Replace 20 5 15 1 EA $1,800.00 $1,800 $1,800 $1,800
D3030 Roof 10383738 Cooling Tower, (Typical) Open Circuit , 101 to 200 TON, Replace 25 9 16 1 EA $46,700.00 $46,700 $46,700 $46,700
D3030 Mechanical Room 10383675 Chiller, Water-Cooled, 101 to 150 TON, Replace 25 9 16 1 EA  $150,000.00 $150,000 $150,000 $150,000
D3030 Classrooms General 10383833 Unit Ventilator, approx/nominal 3 Ton, 751 to 1250 CFM, Replace 20 16 4 41 EA $9,000.00 $369,000 $369,000 $369,000
D3030 Roof 10383658 Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, Replace 15 5 10 1 EA $44,000.00 $44,000 $44,000 $44,000
D3030 Roof 10383717 Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, Replace 15 5 10 1 EA $44,000.00 $44,000 $44,000 $44,000
D3030 Roof 10383815 Heat Pump, Variable Refrigerant Volume (VRV), 10 TON, Replace 15 5 10 1 EA $44,000.00 $44,000 $44,000 $44,000
D3030 Roof 10383800 Heat Pump, Variable Refrigerant Volume (VRV), 15 TON, Replace 15 5 10 1 EA $55,000.00 $55,000 $55,000 $55,000
D3030 New Building 10383657 Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 3 to 4 TON, Replace 15 5 10 18 EA $4,830.00 $86,940 $86,940 $86,940
D3030 Roof 10383711 Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, Replace 15 5 10 1 EA $4,800.00 $4,800 $4,800 $4,800
D3030 Roof 10383679 Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, Replace 15 5 10 1 EA $4,800.00 $4,800 $4,800 $4,800
D3030 Roof 10383798 Heat Pump, Variable Refrigerant Volume (VRV), Replace 15 5 10 1 EA $44,000.00 $44,000 $44,000 $44,000
D3030 Mechanical Room 10383728 Chilled Water, Chemical Feed Dosing System, Replace 15 8 7 1 EA $5,000.00 $5,000 $5,000 $5,000
D3050 Mechanical Room 10383682 Pump, Distribution, HVAC Heating Water, 1 to 3 HP, Replace 15 9 6 1 EA $5,100.00 $5,100 $5,100 $5,100
D3050 Mechanical Room 10383699 Pump, Distribution, HVAC Heating Water, 1 to 3 HP, Replace 15 9 6 1 EA $5,100.00 $5,100 $5,100 $5,100
D3050 Mechanical Room 10383803 Pump, Distribution, HVAC Chilled or Condenser Water, 6 to 7.5 HP, Replace 25 16 9 1 EA $6,500.00 $6,500 $6,500 $6,500
D3050 Mechanical Room 10383719 Pump, Distribution, HVAC Heating Water, 4 to 5 HP, Replace 25 9 16 1 EA $6,100.00 $6,100 $6,100 $6,100
D3050 Mechanical Room 10383722 Pump, Distribution, HVAC Heating Water, 4 to 5 HP, Replace 25 9 16 1 EA $6,100.00 $6,100 $6,100 $6,100
D3050 Mechanical Room 10383668 Pump, Distribution, HVAC Chilled or Condenser Water, 8 to 10 HP, Replace 25 9 16 1 EA $6,800.00 $6,800 $6,800 $6,800
D3050 Mechanical Room 10383665 Pump, Distribution, HVAC Chilled or Condenser Water, 8 to 10 HP, Replace 25 6 19 1 EA $6,800.00 $6,800 $6,800 $6,800
D3050 Roof 10383680 Packaged Unit, RTU, Pad or Roof-Mounted, 21 to 25 TON, Replace 20 9 1" 1 EA $45,000.00 $45,000 $45,000 $45,000
D3050 Roof 10383830 Packaged Unit, RTU, Pad or Roof-Mounted, 6 to 7.5 TON, Replace 20 9 1" 1 EA $15,000.00 $15,000 $15,000 $15,000
D3050 Roof 10383743 Packaged Unit, RTU, Pad or Roof-Mounted, 6 to 7.5 TON, Replace 20 9 1" 1 EA $15,000.00 $15,000 $15,000 $15,000
D3050 Roof 10383785 Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON, Replace 20 9 1" 1 EA $11,000.00 $11,000 $11,000 $11,000
D3050 Roof 10383774 Packaged Unit, RTU, Pad or Roof-Mounted, 11 to 12.5 TON, Replace 20 9 1" 1 EA $25,000.00  $25,000 $25,000 $25,000
D3050 Roof 10383818 Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON, Replace 20 9 1 1 EA $9,000.00 $9,000 $9,000 $9,000
D3050 Roof 10383707 Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON, Replace 20 9 1" 1 EA $9,000.00 $9,000 $9,000 $9,000
D3050 Roof 10383720 Air Handler, Exterior AHU, 2401 to 4000 CFM, Replace 20 6 14 1 EA $26,400.00 $26,400 $26,400 $26,400
D3050 Roof 10383698 Packaged Unit, RTU, Pad or Roof-Mounted, 13 to 15 TON, Replace 20 5 15 1 EA $30,000.00 $30,000 $30,000 $30,000
D3050 Roof 10383765 Packaged Unit, RTU, Pad or Roof-Mounted, 13 to 15 TON, Replace 20 5 15 1 EA $30,000.00 $30,000 $30,000 $30,000
D3060 Roof 10383690 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace 20 16 4 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10383708 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace 20 16 4 1 EA $2,400.00 $2,400 $2,400 $2,400
D3060 Roof 10383718 Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace 20 16 4 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10383758 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace 20 16 4 1 EA $2,400.00 $2,400 $2,400 $2,400
D3060 Roof 10383748 Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace 20 16 4 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10383695 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace 20 16 4 1 EA $2,400.00 $2,400 $2,400 $2,400
D3060 Roof 10383813 Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace 20 16 4 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10383669 Exhaust Fan, Roof or Wall-Mounted, 28" Damper, 5001 to 8500 CFM, Replace 20 16 4 1 EA $4,000.00 $4,000 $4,000 $4,000
D3060 Roof 10383742 Exhaust Fan, Roof or Wall-Mounted, 28" Damper, 5001 to 8500 CFM, Replace 20 16 4 1 EA $4,000.00 $4,000 $4,000 $4,000
D3060 Roof 10383817 Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2001 to 5000 CFM, Replace 20 16 4 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10383834 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace 20 16 4 1 EA $2,400.00 $2,400 $2,400 $2,400
D3060 Roof 10383768 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 501 to 1000 CFM, Replace 20 16 4 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10383730 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace 20 13 7 1 EA $2,400.00 $2,400 $2,400 $2,400
D3060 Roof 10383676 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1001 to 2000 CFM, Replace 20 9 11 1 EA $2,400.00 $2,400 $2,400 $2,400
D3060 Roof 10383829 Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM, Replace 20 5 15 1 EA $1,200.00 $1,200 $1,200 $1,200
D3060 Roof 10383802 Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM, Replace 20 5 15 1 EA $1,200.00 $1,200 $1,200 $1,200
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Replacement Reserves Report
5/13/2026
Uniformat . L L Lifespan . . . Deficienc_y
Code Location Description ID Cost Description (EUL) EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 R'epalr
Estimate
D3060 Roof 10383703 Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 50 to 500 CFM, Replace 20 4 16 1 EA $1,200.00 $1,200 $1,200 $1,200
D3060 Roof 10383747 Fan, Centrifugal, 24" Diameter, 2001 to 5000 CFM, Replace 25 5 20 1 EA $3,000.00 $3,000 $3,000 $3,000
D4010 Throughout Building 10383764 Fire Suppression System, Existing Sprinkler Heads, by SF, Replace 25 22 3 77500 SF $1.07 $82,925 $82,925 $82,925
D5010 Generator Enclosure 10383795 Generator, Gas or Gasoline, 85 to 100 KW, Replace 25 9 16 1 EA $66,000.00 $66,000 $66,000 $66,000
D5010 Electrical Room 10383804 Automatic Transfer Switch, ATS, 100 AMP, Replace 25 11 14 1 EA $8,500.00 $8,500 $8,500 $8,500
D5020 Electrical Room 10383835 Switchboard, 277/480 V, 2000 AMP, Replace 40 37 3 1 EA $90,000.00 $90,000 $90,000 $90,000
D5020 Electrical Room 10383816 Switchboard, 277/480 V, 2000 AMP, Replace 40 37 3 1 EA $90,000.00 $90,000 $90,000 $90,000
D5020 Electrical Room 10383789 Switchboard, 120/208 V, 1600 AMP, Replace 40 37 3 1 EA $80,000.00 $80,000 $80,000 $80,000
D5020 Electrical Room 10383713 Secondary Transformer, Dry, Stepdown, 500 KVA, Replace 30 26 4 1 EA $38,000.00 $38,000 $38,000 $38,000
D5020 Existing Building 10383777 Electrical System, Full System Renovation/Upgrade, Medium Density/Complexity, Replace 40 37 3 77500 SF $18.00 $1,395,000 $1,395,000 $1,395,000
D5020 Electrical Room 10383714 Distribution Panel, 277/480 V, 800 AMP, Replace 30 26 4 1 EA $10,000.00  $10,000 $10,000 $10,000
D5020 Electrical Room 10383684 Distribution Panel, 277/480 V, 800 AMP, Replace 30 26 4 1 EA $10,000.00  $10,000 $10,000 $10,000
D5030 Cooling Tower 10383735 Variable Frequency Drive, VFD, by HP of Motor, 75 HP, Replace 20 5 15 1 EA $30,000.00 $30,000 $30,000 $30,000
D5030 Pump Room - 101 10383715 Variable Frequency Drive, VFD, by HP of Motor, 5 HP, Replace 20 5 15 1 EA $5,300.00 $5,300 $5,300 $5,300
D5030 Pump Room - 101 10383805 Variable Frequency Drive, VFD, by HP of Motor, 5 HP, Replace 20 5 15 1 EA $5,300.00 $5,300 $5,300 $5,300
D5040 Gymnasium 10383687 High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace 20 16 4 25 EA $1,700.00 $42,500 $42,500 $42,500
D5040 Throughout Building 10383791 Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace 10 5 5 102111 SF $0.65  $66,372 $66,372 $66,372 $132,744
D5040 Building exterior 10383823 Exterior Light, Building-Mounted, Higher-Lumen for Large Areas, Replace 20 13 7 17 EA $800.00 $13,600 $13,600 $13,600
D5040 Auditorium 10383806 Stage Lighting System, Full Upgrade, Specialty Fixtures, Replace 20 10 10 200 SF $30.00 $6,000 $6,000 $6,000
D5040 Throughout Building 10383685 Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace 20 5 15 102111 SF $5.00 $510,555 $510,555 $510,555
D6030 Auditorium 10383821 Sound System, Theater/Auditorium/Church, Replace 20 12 8 3000 SF $1.50 $4,500 $4,500 $4,500
D6060 Throughout Building 10383746 Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace 20 5 15 77500 SF $1.65 $127,875 $127,875 $127,875
D7030 Throughout Building 10383712 Security/Surveillance System, Full System Upgrade, Average Density, Replace 15 5 10 102111 SF $2.00 $204,222 $204,222 $204,222
D7050 Office 10383678 Fire Alarm Panel, Fully Addressable, Replace 15 8 7 1 EA $15,000.00 $15,000 $15,000 $15,000
D7050 Throughout Building 10383759 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 20 5 15 102111 SF $3.00 $306,333 $306,333 $306,333
D8010 Throughout Building 10383692 BAS/HVAC Controls, Basic System or Legacy Upgrades, Install 15 12 3 102111 SF $2.50 $255,278 $255,278 $255,278 $510,555
E1030 Roof 10383825 Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer, Replace 15 13 2 1 EA $6,300.00 $6,300 $6,300 $6,300 $12,600
E1030 Commercial Kitchen 10383832 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 13 2 1 EA $4,600.00 $4,600 $4,600 $4,600 $9,200
E1030 Commercial Kitchen 10383811 Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich, Replace 15 13 2 1 EA $4,700.00 $4,700 $4,700 $4,700 $9,400
E1030 Trash Compactor 10383734 Foodservice Equipment, Trash Compactor, 600 LB, Replace 20 17 3 1 EA $13,000.00 $13,000 $13,000 $13,000
E1030 Commercial Kitchen 10383828 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 1 4 1 EA $4,600.00 $4,600 $4,600 $4,600 $9,200
E1030 Commercial Kitchen 10383736 Foodservice Equipment, Convection Oven, Double, Replace 10 5 5 1 EA $8,280.00 $8,280 $8,280 $8,280 $16,560
E1030 Commercial Kitchen 10383744 Foodservice Equipment, Dairy Cooler/Wells, Replace 15 9 6 1 EA $3,600.00 $3,600 $3,600 $3,600
E1030 Commercial Kitchen 10383733 Foodservice Equipment, Dairy Cooler/Wells, Replace 15 8 7 1 EA $3,600.00 $3,600 $3,600 $3,600
E1030 Commercial Kitchen 10383737 Foodservice Equipment, Freezer, 2-Door Reach-In, Replace 15 1 14 1 EA $5,100.00 $5,100 $5,100 $5,100
E1030 Commercial Kitchen 10383716 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 -1 16 1 EA $4,600.00 $4,600 $4,600 $4,600
E1030 Commercial Kitchen 10383691 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 -1 16 1 EA $4,600.00 $4,600 $4,600 $4,600
E1030 Commercial Kitchen 10383729 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 -1 16 1 EA $4,600.00 $4,600 $4,600 $4,600
E1040 Throughout Building 10383700 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace 10 3 7 7 EA $1,500.00  $10,500 $10,500 $10,500 $21,000
E1070 Auditorium 10383753 Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace 15 6 9 3000 SF $13.00 $39,000 $39,000 $39,000
E1070 Gymnasium 10383827 Basketball Backboard, Wall-Mounted, Fixed 30 27 3 6 EA $3,580.00  $21,480 $21,480 $21,480
E2010 Classrooms - Existing Building 10383820 Window Treatments, Operable Blinds, Fire-Resistant 20 17 3 6300 SF $5.42 $34,146 $34,146 $34,146
E2010 Library 10383754 Library Shelving, Single-Faced, up to 90" Height, Replace 20 16 4 280 LF $330.00 $92,400 $92,400 $92,400
E2010 Classrooms General 10383808 Casework, Cabinetry, Standard, Replace 20 16 4 1000 LF $300.00 $300,000 $300,000 $300,000
E2010 Library 10383760 Casework, Cabinetry, Standard, Replace 20 13 7 140 LF $300.00 $42,000 $42,000 $42,000
Y1030 Existing Building 10383681 ADA Entrances & Doors, Hardware, Lever Handle, Install 0 -1 1 48 EA $300.00 $14,400 $14,400 $14,400
Y1060 Break Room 10383745 ADA Kitchen & Laundry Areas, Sink/Counter/Maneuverability, Full Reconfiguration, Renovate 0 -1 1 1 EA $15,000.00 $15,000 $15,000 $15,000
Totals, Unescalated $0 $29,400 $15,600 $3,133,969 $1,165,250 $434,002 $126,670 $1,412,200 $93,600 $58,940 $776,662 $131,400 $46,400 $73,000 $279,250 $1,452,295 $296,700 $42,700 $615,278 $11,400 $277,280  $10,471,995
Totals, Escalated (3.0% inflation, compounded annually) $0 $30,282 $16,550 $3,424,572 $1,311,499 $503,127 $151,251 $1,736,828 $118,570 $76,903 $1,043,769 $181,888 $66,155 $107,203 $422,391 $2,262,629 $476,116 $70,577 $1,047,469 $19,990 $500,799  $13,568,567
S. Christa McAuliffe Elementary School / Site
Uniformat CodeLocation DescriptionID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044  2045Deficiency Repair Estimate
G2020 Site 10383838 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 2 3 72000 SF $0.45 $32,400 $32,400 $32,400 $32,400 $32,400 $129,600




Replacement Reserves Report

Totals, Unescalated

5/13/2026
Uniformat CodeLocation DescriptionID
G2020 Site
G2020 Site
G2030 Site
G2050 Site
G2050 Site
G2050 Site
G2050 Site
G2050 Site
G2050 Site
G2050 Site
G2050 Site
G2050 Site
G2060 Site
G2060 Site
G2060 Site
G2060 Site
G2060 Site
G2060 Site
G4050 Site

Cost Description

10383851 Parking Lots, Pavement, Asphalt, Mill & Overlay

10383850 Parking Lots, Curb & Gutter, Concrete, Replace

10383857 Sidewalk, Concrete, Large Areas, Replace

10383837 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
10383847 Sports Apparatus, Basketball, Backboard w/ Pole, Replace

10383843 Sports Apparatus, Baseball, Backstop Chain-Link, Replace

10383861 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
10383860 Playground Surfaces, Engineered Wood Fiber Chips, 6" Depth, Replace
10383846 Play Structure, Multipurpose, Large, Replace

10383858 Play Structure, Multipurpose, Large, Replace

10383839 Play Structure, Multipurpose, Large, Replace

10383849 Play Structure, Multipurpose, Medium, Replace

10383841 Park Bench, Metal Powder-Coated, Replace

10383855 Fences & Gates, Screen Walls, Concrete Masonry Unit (CMU), Replace
10383852 Bike Rack, Fixed Single Loop, Replace

10383854 Picnic Table, Metal Powder-Coated, Replace

10383840 Flagpole, Metal, Replace

10383862 Signage, Property, Pylon Robust/Electronic Programmable, Replace

10383848 Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 300 W, Replace

Totals, Escalated (3.0% inflation, compounded annually)

Lifespan (EUL)EAge

25
50
50
5
25
20
25
5
20
20
20
20
20
50
20
20
30
20

20

16

37

37

1

21

RUL
9

13

-

3

EN

QuantityUnit
72000 SF
2400 LF
14000 SF
15000 SF
4 EA
2 EA
15000 SF
5000 SF
1 EA
1 EA
1 EA
1 EA
6 EA
1000 SF
14 EA
5 EA
1 EA
1 EA
12 EA

Unit Cost* Subtotal 2025

$3.50 $252,000

$30.00

$72,000

$9.00 $126,000

$0.45
$4,750.00
$5,000.00
$3.50
$2.00
$35,000.00
$35,000.00
$35,000.00
$20,000.00
$700.00
$20.00
$300.00
$700.00
$2,500.00
$25,000.00
$4,200.00

$6,750
$19,000
$10,000
$52,500
$10,000
$35,000
$35,000
$35,000
$20,000
$4,200
$20,000
$4,200
$3,500
$2,500
$25,000

$50,400

$0
$0

2026 2027 2028 2029
$6,750

$19,000

$10,000

$0 $0 $32,400 $35,750

$0 $0 $35,404 $40,237

2030 2031 2032 2033 2034

$252,000

$6,750

$10,000

$35,000

$2,500

$50,400
$0 $0 $35,000 $32,400 $321,650
$0 $0 $43,046 $41,043 $419,680

2035 2036

$4,200

$0 $4,200
$0 $5,814

2037 2038 2039 2040 2041
$72,000
$126,000
$6,750
$10,000
$10,000
$35,000
$35,000
$20,000
$20,000
$4,200
$3,500
$25,000

$0 $285,400 $81,750 $25,000 $7,700
$0 $419,120 $123,654 $38,949 $12,356

Dreifs « [For Discussion [Purneses Cmly

2042 2043 2044  2045Deficiency Repair Estimate

$252,000

$72,000

$126,000

$6,750 $27,000
$19,000
$10,000
$52,500 $52,500
$10,000 $40,000
$35,000
$35,000
$35,000
$20,000
$4,200
$20,000
$4,200
$3,500
$2,500
$25,000
$50,400
$0 $32,400 $69,250 $0 $962,900

$0 $55,159 $121,430 $0 $1,355,893

* Markup has been included in unit costs.
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D10 Conveying
S. Christa
McAuliffe
Passenger Overhead Traction, 2-5 Elevator
1 10383749 D1010 3500 LB El t No dataplat No dataplat No dataplat 2019
Elevator Floors, 2000 to 5000 LB S:h'zgln /a,\;l’;in Shafts/Utility o datapiate 0 catapiate 0 datapiate

Building



Index ID

D20 Plumbing

1 10383705
2 10383796
3 10383710
4 10383831
5 10383792
6 10383688
7 10383762
8 10383659

UFCode

D2010

D2010

D2010

D2010

D2010

D2020

D2030

D2060

Component
Description

Storage Tank

Pump Station

Water Heater

Water Heater
[DWH1]

Backflow
Preventer

Pump

Pump

Air Compressor

Attributes

Domestic Water, 80 to
150 GAL

Duplex Mounted, 5 HP

Gas, Commercial (200
MBH), 100 to 199 GAL

Electric, Commercial (
12 kW), 30 to 80 GAL

Domestic Water, 2 IN

Sewage Ejector, Duplex,
1HP

Sump, 20 HP

Tank-Style, 2 HP

Capacity

132 GAL

100 GAL

50 GAL

1.25IN

2 HP

No dataplate

2 HP

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Pump Room -
101

Pump Room -
101

Mechanical
Room

Pump Room -
101

Mechanical
Room

Pump Room -
101

Pump Room -
101

Mechanical
Room

Manufacturer

Wessels

VC Systems and
Controls

State

A.O. Smith

Watts

AMES/MESSCO

No dataplate

Quincy

Model

L500

30BFQCZJE185672

SUF100199NE300

DVES52A100

NA

C4N3RDC1CST

No dataplate

325QRB
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Serial Dataplate Yr  Barcode Qty
305982 2019

VC195861 2019

2112123628712 2021

1920114939916 2019

43748

102330219 2019

No dataplate 2019

QU1010060019 2010



Index

D30 HVAC

ID

10383671

10383723

10383763

10383724

10383655

10383673

10383662

10383675

UFCode

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3030

Component
Description

Boiler [Boiler1]

Boiler [Boiler2]

Unit Heater

Unit Heater

Unit Heater
[PUHADDZ2]

Boiler
Supplemental

Components [ET1]

Boiler
Supplemental

Components [ET2]

Chiller [Chiller2]

Attributes

Gas, HVAC, 1001 to

2000 MBH

Gas, HVAC, 1001 to

2000 MBH

Electric, 1 to 5 KW

Hydronic, 37 to 85 MBH

Electric, 1 to 5 KW

Expansion Tank, 251 to

400 GAL

Expansion Tank, 251 to

400 GAL

Water-Cooled, 101 to

150 TON

Capacity

2000 MBH

2000 MBH

Inaccessible

Inaccessible

Inaccessible

No dataplate

No dataplate

115 TON

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Pump Room -
101

Mower Storage

213

Mechanical
Room

Mechanical
Room

Mechanical
Room

Manufacturer

Fulton

Fulton

Inaccessible

Inaccessible

QMark

No dataplate

No dataplate

Daikin

Model

EDR2000

EDR2000

Inaccessible

Inaccessible

Inaccessible

No dataplate

No dataplate

WGZ115DW27ER10
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Serial Dataplate Yr  Barcode Qty
119311 2015

119320 2015

Inaccessible 2019

Inaccessible

Inaccessible 2019

No dataplate 2015

No dataplate 2015

STNU150500087 2015



Index

10

11

12

13

14

15

16

17

ID

10383738

10383657

10383798

10383815

10383717

10383800

10383658

10383679

10383711

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Cooling Tower

Fan Coil Cassette

Heat Pump

Heat Pump

Heat Pump

Heat Pump
[ACCUVRT1]

Heat Pump
[ACCUVRTZ2]

Split System
Ductless

Split System
Ductless

Attributes

(Typical) Open Circuit ,
101 to 200 TON

Variable Refrigerant
Volume (VRV) Interior
Unit, 3 to 4 TON

Variable Refrigerant
Volume (VRV)

Variable Refrigerant
Volume (VRV), 10 TON

Variable Refrigerant
Volume (VRV), 10 TON

Variable Refrigerant
Volume (VRV), 15 TON

Variable Refrigerant
Volume (VRV), 10 TON

Single Zone, Condenser
& Evaporator, 1.5 to 2
TON

Single Zone, Condenser
& Evaporator, 1.5 to 2
TON

Capacity

159 TON

8 TON

10 TON

10 TON

12 TON

10 TON

1.5 TON

1.5 TON

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Roof

New Building

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

EVAPCO

Daikin

Daikin

Daikin

Daikin

Daikin

Daikin

Mitsubishi

Model

UT1928L

REYQ96TAYDU

REYQ120TAYDU

REYQ120TAYDU

REYQ144TAYDU

REYQ120TAYDU

RK18NMVJU

PUZA18NKA7

Serial

15723238

1903081537

1903169066

1903169075

1903185006

1903169048

G009243

99U14323D
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Qty

Dataplate Yr Barcode

2015

2019

2019

2019

2019

2019

2019

2019

2019

18



Index

18

19

20

21

22

23

24

25

26

ID

10383833

10383728

10383803

10383668

10383665

10383699

10383722

10383719

10383682

UFCode

D3030

D3030

D3050

D3050

D3050

D3050

D3050

D3050

D3050

Component
Description

Unit Ventilator

Chilled Water

Pump

Pump

Pump

Pump

Pump [4]

Pump [5]

Pump [P6]

Attributes

approx/nominal 3 Ton,
751 to 1250 CFM

Chemical Feed Dosing
System

Distribution, HVAC
Chilled or Condenser
Water, 6 to 7.5 HP

Distribution, HVAC
Chilled or Condenser
Water, 8 to 10 HP

Distribution, HVAC
Chilled or Condenser
Water, 8 to 10 HP

Distribution, HVAC

Heating Water, 1 to 3 HP

Distribution, HVAC

Heating Water, 4 to 5 HP

Distribution, HVAC

Heating Water, 4 to 5 HP

Distribution, HVAC

Heating Water, 1 to 3 HP

Capacity

No dataplate

7.5 HP

10 HP

10 HP

3 HP

5 HP

5 HP

3HP

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Classrooms
General

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Manufacturer

Daikin

Bell & Gossett

Bell & Gossett

Bell & Gossett

Armstrong Air

Bell & Gossett

Bell & Gossett

Armstrong Air

Model

No dataplate

10408393

10403399

10403392

4X4X104380

lllegible

lllegible

4X4X104380

Serial

No dataplate

1BF085

1BF185

1BF185

778743

lllegible

lllegible

7787447

Dataplate Yr

2008

2015

2018

2015

2015

2015

2015

Barcode
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Qty

41



Index

27

28

29

30

31

32

33

34

35

ID

10383720

10383765

10383698

10383818

10383680

10383830

10383785

10383743

10383774

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

Component
Description

Air Handler

Packaged Unit
[DOASADD1]

Packaged Unit
[DOASADDZ2]

Packaged Unit
[RTU1]

Packaged Unit
[RTUZ]

Packaged Unit
[RTU3]

Packaged Unit
[RTU4]

Packaged Unit
[RTUS5]

Packaged Unit
[RTUG]

Attributes

Exterior AHU, 2401 to
4000 CFM

RTU, Pad or Roof-
Mounted, 13 to 15 TON

RTU, Pad or Roof-
Mounted, 13 to 15 TON

RTU, Pad or Roof-
Mounted, 4 TON

RTU, Pad or Roof-
Mounted, 21 to 25 TON

RTU, Pad or Roof-
Mounted, 6 to 7.5 TON

RTU, Pad or Roof-
Mounted, 5 TON

RTU, Pad or Roof-
Mounted, 6 to 7.5 TON

RTU, Pad or Roof-
Mounted, 11 to 12.5
TON

Capacity

3000 CFM

15 TON

15 TON

4 TON

25TON

7 TON

5TON

7 TON

12 TON

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Daikin

AAON

AAON

Daikin

AAON

Daikin

Daikin

Daikin

Daikin

Model

OAHO06GHGC

RNO1530E60E14A

RNO1530E60915A

DPS004AHHW4DWA4

RNO2530EG0EEJN

DPS007AHHW4DW3

DPS005AHHW4DWA4

DPS007AHHW4DW3

DPS012AHHW4DW4
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Serial

FBOU180701061

201810ANEL17812

201810ANEL17813

FBOU150600561

201505BNWR04556

FBOU150600560

FBOU15060059

FBOU150600572

FBOU150600580

Dataplate Yr Barcode Qty

2018

2019

2019

2015

2015

2015

2015

2015

2015



Index

36

37

38

39

40

41

42

43

44

ID

10383707

10383834

10383718

10383730

10383695

10383768

10383817

10383708

10383742

UFCode

D3050

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Packaged Unit
[RTUT7]

Exhaust Fan [11]

Exhaust Fan [13]

Exhaust Fan [14]

Exhaust Fan [15]

Exhaust Fan [16]

Exhaust Fan [17]

Exhaust Fan [18]

Exhaust Fan [20]

Attributes

RTU, Pad or Roof-
Mounted, 4 TON

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Roof or Wall-Mounted,

Capacity

4 TON

No dataplate

No dataplate

No dataplate

No dataplate

12" Damper, 501 to 1000 No dataplate

CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Roof or Wall-Mounted,
28" Damper, 5001 to
8500 CFM

No dataplate

No dataplate

No dataplate

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Daikin

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

Model

DPS004AHHY4DW4

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

Serial

FBOU150600596

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate
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Index

45

46

47

48

49

50

51

52

53

ID

10383748

10383813

10383676

10383703

10383758

10383690

10383669

10383802

10383829

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan [21]

Exhaust Fan [22]

Exhaust Fan [23]

Exhaust Fan [24]

Exhaust Fan [3]

Exhaust Fan [4]

Exhaust Fan [9]

Exhaust Fan
[EFADD1]

Exhaust Fan
[EFADD2]

Attributes

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
24" Damper, 2001 to
5000 CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Roof or Wall-Mounted,
10" Damper, 50 to 500
CFM

Roof or Wall-Mounted,
16" Damper, 1001 to
2000 CFM

Roof or Wall-Mounted,

Capacity

No dataplate

No dataplate

1150 CFM

150 CFM

12" Damper, 501 to 1000 No dataplate

CFM

Roof or Wall-Mounted,
28" Damper, 5001 to
8500 CFM

Roof or Wall-Mounted,
10" Damper, 50 to 500
CFM

Roof or Wall-Mounted,
10" Damper, 50 to 500
CFM

No dataplate

100 CFM

300 CFM

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

No dataplate

No dataplate

Loren Cook

Loren Cook

No dataplate

No dataplate

No dataplate

Greenheck

Greenheck

Model

No dataplate

No dataplate

lllegible

90ACEH90C17DEC

No dataplate

No dataplate

No dataplate

G097BX

G080DX
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Serial

No dataplate

No dataplate

lllegible

14318077701

No dataplate

No dataplate

No dataplate

1583581519D

1583581619D

Dataplate Yr

2015

2020

2019

2019

Barcode

Qty
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
S. Christa
Centrifugal, 24" McAuliffe
54 10383747 D3060 Fan [EFADD3] Diameter, 2001 to 5000 No dataplate Elementary Roof No dataplate No dataplate No dataplate 2019
CFM School / Main

Building
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D40 Fire Protection
S. Christa
McAuliffe
Backfl Mechanical
1 10383772 D4010 acktlow Fire Suppression, 4 IN 4 IN Elementary echanica Watts lllegible lllegible 2019
Preventer , Room
School / Main
Building
S. Christa
McAuliffe
Backflow Mechanical
2 10383697 D4010 Fire Suppression, 3IN 3 IN Elementary Watts 757DC TD1606 2019
Preventer [BP1] School / Main Room

Building



Index ID

D50 Electrical

1 10383795
2 10383804
3 10383713
4 10383766
5 10383789
6 10383816
7 10383835
8 10383769

UFCode

D5010

D5010

D5020

D5020

D5020

D5020

D5020

D5020

Component
Description

Generator

Automatic
Transfer Switch

Secondary
Transformer

Secondary
Transformer

Switchboard

Switchboard

Switchboard

Attributes

Gas or Gasoline, 85 to
100 KW

ATS, 100 AMP

Dry, Stepdown, 500 KVA

Dry, Stepdown, 75 KVA

120/208 V, 1600 AMP

277/480V, 2000 AMP

277/480 V, 2000 AMP

Distribution Panel 120/208 V, 400 AMP

Capacity

100 KW

No dataplate

500 KVA

75 KVA

1600 AMP

2000 AMP

2000 AMP

400 AMP

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Generator
Enclosure

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room
111

Manufacturer

Kohler

Kohler

Square D

Eaton

Square D

Square D

Square D

Eaton

Model

100REZGO

No dataplate

500T68HF

V75DC003

441089001

B44108902

441089002

PRL1A

Serial

SGM32FCHW

No dataplate

189688

J18J1771032

NA

NA

NA

NA
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Dataplate Yr

2015

2019

1987

1987

1987

2019



Index

10

11

12

13

14

15

16

17

ID

10383721

10383664

10383757

10383807

10383714

10383684

10383805

10383715

10383735

UFCode

D5020

D5020

D5020

D5020

D5020

D5020

D5030

D5030

D5030

Component
Description

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Distribution Panel

Variable
Frequency Drive

Variable
Frequency Drive

Variable
Frequency Drive
[CTVFD]

Attributes

120/208 V, 400 AMP

120/208 V, 400 AMP

277/480V, 400 AMP

277/480V, 800 AMP

277/480V, 800 AMP

277/480V, 800 AMP

VFD, by HP of Motor, 5
HP

VFD, by HP of Motor, 5
HP

VFD, by HP of Motor, 75
HP

Capacity

400 AMP

400 AMP

400 AMP

800 AMP

800 AMP

800 AMP

5 HP

5 HP

No dataplate

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Electrical Room
111

Electrical Room
111

Electrical Room
111

Electrical Room
111

Electrical Room

Electrical Room

Pump Room -
101

Pump Room -
101

Cooling Tower

Manufacturer

Eaton

Eaton

Eaton

Eaton

Square D

Square D

ABB

ABB

Danfoss

Model

PRL1A

PRL1A

PRL2A

PRL4B

441089010

441089010

NA

Inaccessible

174G4147
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Serial Dataplate Yr  Barcode Qty
NA 2019

NA 2019

NA 2019

NA 2019

NA

NA

2190400030 2019

2191504451 2019

194904Y215 2019
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
S. Christa
High Intensity Metal Halide, McAuliffe
18 10383687 D5040 Discharge (HID) Gymnasium Lighting, Elementary Gymnasium 25
Fixtures 400 W School / Main

Building
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D70 Electronic Safety & Security
S. Christa
McAuliffe
1 10383678 D7050 Fire Alarm Panel Fully Addressable Elementary Office 2016
School / Main

Building



Index ID

E10 Equipment

1 10383736
2 10383744
3 10383733
4 10383737
5 10383811
6 10383691
7 10383729
8 10383828

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component
Description

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes

Convection Oven,
Double

Dairy Cooler/Wells

Dairy Cooler/Wells

Freezer, 2-Door Reach-
In

Prep Table Refrigerated,
Salad/Sandwich

Refrigerator, 2-Door
Reach-In

Refrigerator, 2-Door
Reach-In

Refrigerator, 2-Door
Reach-In

Capacity

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Manufacturer

Garland

Continental

True Manufacturing
Co.

Traulsen

Colorpoint

Traulsen

Traulsen

True Manufacturing
Co.

Model

No dataplate

MC5SSS

TMC58SDSSS

G22010

KG60CFT

G20010

G22010

TS49F
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Serial Dataplate Yr Barcode Qty

No dataplate

15693832 2015
14806835

23L02025 2023
E87C0838

25G00593 2025
25F03318 2025
8047047



Index

10

11

12

13

14

ID

10383832

10383716

10383794

10383734

10383825

10383700

UFCode

E1030

E1030

E1030

E1030

E1030

E1040

Component
Description

Foodservice

Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Healthcare
Equipment

Attributes

Refrigerator, 2-Door
Reach-In

Refrigerator, 2-Door
Reach-In

Sink, 3-Bowl

Trash Compactor, 600
LB

Walk-In, Condenser for
Refrigerator/Freezer

Defibrillator (AED),
Cabinet-Mounted

Capacity

No dataplate

Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

S. Christa
McAuliffe
Elementary
School / Main
Building

Location Detail Manufacturer

Commercial

Kitchen Colorpoint

Commercial

Traulsen
Kitchen

Commercial
Kitchen

Trash Compactor No dataplate

Roof Heat Controller

Throughout
Building

Model

K74STMOD

G20010

No dataplate

1000118M

Serial

E87D0839

25G00647

No dataplate

28502114475
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Dataplate Yr

2025

Barcode

Qty





