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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?

Are accessible spaces on the shortest
3 |accessible route to an accessible building x
entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE PATH CURB CUT

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

s

MAIN ENTRANCE

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?
2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?
3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?




[Draifs - [For Discussion [Purpeses Ol

Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR RAMP DOOR HARDWARE

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

- . . ‘ 8
LOBBY LOOKING AT CABS (WITH IN-CAB CONTROLS
DOORS OPEN)
Question Yes No NA Comments
1 Are hallway call buttons configured with the x
“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 | present on the hoistway sidewalls on each x
level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x
entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x
floor area ?

Do the elevator car doors have automatic re-

5 | opening devices to prevent closure on x
obstructions?

6 Do elevator car control buttons appear to be x
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

SINK, FAUCET HANDLES AND ACCESSORIES

Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?

3 Does the lavatory faucet have compliant x
handles ?

4 Is the plumbing piping under lavatories x
configured to protect against contact ?

5 Are grab bars provided at compliant locations x
around the toilet ?

6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Kitchens/Kitchenettes

SINK CLEARANCE OVEN WITH CONTROLS

Question Yes No NA Comments

Do kitchens/kitchenettes appear to have a
1 | minimum compliant path of travel or area of x
maneuverability ?

Are the appliances centered for a parallel or

2 |forward approach with adequate clear floor x
space ?

3 Is there an accessible countertop/preparation x
space of proper width and height ?

4 Is there an accessible sink space of proper x
width and height ?

5 Does the sink faucet have compliant x
handles ?

6 Is the plumbing piping under the sink x
configured to protect against contact ?
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Are the cooktop/range controls front-mounted
(or in a location that does not require reaching
across the burners) ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

ACCESSIBLE ROUTE TO PLAYGROUND OVERVIEW OF PLAYGROUND

Question Yes No NA Comments

Is there an accessible route to the play area /
s? X

Has the play area been reviewed for x
accessibility ?

Are publicly accessible swimming pools x
equipped with an entrance lift ?
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Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location

Structure
A1010
B1010
Facade
B2010
B2020
B2050
B2050
B2050
B2050
B2050
B2050
B2050
B2050
B2050
B2050
B2050
B2050
B2050
B2050
B2050
B2050
Roofing
B3010

Foundation

Superstructure

Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior

Building Exterior

Roof

Condition Component/Attributes/Capacity

Good
Good

Good
Good
Good
Good
Good
Good
Fair

Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good

Good

Foundations, Concrete or CMU Walls w/ Continuous Footings

Structural Framing, Masonry (CMU) Bearing Walls

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Glazing, any type by SF

Exterior Door, Steel, Commercial

Automatic Door Opener, Commercial Overhead/Dock Door
Overhead/Dock Door, Aluminum, 12'x12' (144 SF)

Exterior Door, Steel, Commercial

Exterior Door, Steel, Commercial

Exterior Door, Steel, Commercial

Exterior Door, Steel, Commercial

Exterior Door, Steel, Commercial

Exterior Door, Steel, Standard

Exterior Door, Steel, Commercial

Overhead/Dock Door, Aluminum, 12'x12' (144 SF)

Exterior Door, Steel, Commercial

Exterior Door, Steel, Commercial

Exterior Door, Steel, Commercial

Exterior Door, Steel, Standard

Exterior Door, Steel, Commercial

Roofing, Modified Bitumen
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Quantity

4,100 LF
43,275 SF

20,000 SF
1,800 SF

N N N NN

44,000 SF

RUL

68
69

14
24
34

24
34
34
34
34
34
24
34
24
34
34
34
24
34

14

ID



Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location

B3060
Interiors
C1030
C1030
C1030
C1030
C1030
C1030
C1030
C1070
C1070
C1070
C1090
C1090
C2010
C2010
C2010
C2010
C2010
C2030
C2030
C2030
C2030
C2030
C2030

Roof

Mechanical Room
Throughout Building
Classrooms General
Throughout Building
Electrical Room

Hallways & Common Areas
Throughout Building

Media Center

Classrooms, Corridors, etc.
Classrooms General
Hallways & Common Areas
Commercial Kitchen
Classrooms General
Gymnasium

Restrooms

Throughout Building
Gymnasium

Classrooms General
Commercial Kitchen
Classrooms, Corridors, etc.
Gymnasium

Restrooms

Media Center

Condition Component/Attributes/Capacity

Good

Good
Good
Good
Good
Good
Good
Good
Fair

Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good

Fair

Roof Hatch, Metal, 100 - 1000

Interior Door, Steel/Wood, Fire-Rated at 90 Minutes or Over
Door Hardware, School, per Door

Interior Door, Wood, Solid-Core Commercial

Interior Door, Wood, Solid-Core

Interior Door, Steel, Fire-Rated at 90 Minutes or Over
Interior Door, Steel, Fire-Rated at 90 Minutes or Over
Door Hardware, School, per Door

Suspended Ceilings, Acoustical Tile (ACT)
Suspended Ceilings, Acoustical Tile (ACT)
Suspended Ceilings, Acoustical Tile (ACT)

Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H
Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H
Wall Finishes, any surface, Prep & Paint

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Wall Finishes, Ceramic Tile

Wall Finishes, any surface, Prep & Paint

Wall Finishes, Acoustical Panels, Sound-Dampening
Flooring, Vinyl Tile (VCT)

Flooring, Quarry Tile

Flooring, Vinyl Tile (VCT)

Flooring, Wood, Sports, Refinish

Flooring, Ceramic Tile

Flooring, Carpet, Commercial Standard
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Quantity
1

162

162
32

26

162
2,400
51,000
1,360
624

4

1,350
480
4,000
114,000
3,200
1,360
960
51,000
6,500
2,100
7,000

SF
SF
SF
LF
LF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF

RUL

24

34
30
34
35
34
34
25
19
19
19
14
14

34

19

44

34
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Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
C2050 Gymnasium Good Ceiling Finishes, exposed irregular elements, Prep & Paint 6,500 SF 4
Conveying

D1010 Elevator Shafts/Utility Good Passenger Elevator, Overhead Traction, 2-5 Floors, 3000 LB, Renovate 1 29
D1010 Elevator Shafts/Utility Good Elevator Cab Finishes, Standard 1 9
Plumbing

D2010 Teachers Lounge Fair Sink/Lavatory, Vanity Top, Stainless Steel 1 24
D2010 Restrooms Good Sink/Lavatory, Service Sink, Wall-Hung 27 29
D2010 Classrooms General Good Sink/Lavatory, Vanity Top, Stainless Steel 1 24
D2010 Utility Rooms/Areas Good Sink/Lavatory, Service Sink, Floor 4 29
D2010 Throughout Building Good Plumbing System, Supply & Sanitary, Medium Density (excludes fixtures) 86,550 SF 34
D2010 Staff Restrooms, Health, Etc.  Fair Toilet, Commercial Water Closet 4 24
D2010 Hallways & Common Areas Good Drinking Fountain, Wall-Mounted, Bi-Level 1 9
D2010 Hallways & Common Areas Good Drinking Fountain, Wall-Mounted, Bi-Level 1 9
D2010 Classrooms Good Sink/Lavatory, Vanity Top, Stainless Steel 33 24
D2010 Staff Restrooms, Health, Etc.  Fair Sink/Lavatory, Wall-Hung 4 24
D2010 Mechanical Room Good Backflow Preventer, Domestic Water, 4 IN 1 24
D2010 Mechanical Room Good Boiler, Gas, Domestic, 300 MBH [DWH-1] 1 19
D2010 Staff Restrooms, Health, Etc.  Fair Sink/Lavatory, Service Sink, Wall-Hung 4 29
D2010 Restrooms Fair Urinal, Standard 9 24
D2010 Mechanical Room Good Boiler, Gas, Domestic, 300 MBH [DWH-2] 1 19
D2010 Media Center Good Sink/Lavatory, Vanity Top, Stainless Steel 1 24
D2010 Multi-Purpose Room Good Drinking Fountain, Wall-Mounted, Bi-Level 1 9
D2010 Restrooms Fair Toilet, Commercial Water Closet 38 24
D2010 Classrooms Kindergarten Fair Toilet, Commercial Water Closet 4 24

HVAC
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Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3020 Classrooms Kindergarten Good Unit Heater, Electric, 3 kW 4 14
D3020 Mechanical Room Good Boiler Supplemental Components, Expansion Tank, 15 GAL 1 34
D3020 Mechanical Room Good Boiler, Gas, HVAC, 750 MBH [B-2] 1 24
D3020 Mechanical Room Good Boiler Supplemental Components, Chemical Feed System 1 9
D3020 Mechanical Room Good Heat Exchanger, Plate & Frame, HVAC, 380 GPM 1 29
D3020 Mechanical Room Good Unit Heater, Electric, 5 kW 1 14
D3020 Commercial Kitchen Good Unit Heater, Electric, 7.5 KW 1 14
D3020 Electrical Room Good Unit Heater, Electric, 5 kW [EUH-2] 1 14
D3020 Room 152 Good Unit Heater, Electric, 5 kW [EUH-3] 1 14
D3020 Compactor Room Good Unit Heater, Electric, 3.3 kW 1 14
D3020 Vestibule Fair Unit Heater, Electric, 3 kW 1 14
D3020 Mechanical Room Good Boiler Supplemental Components, Expansion Tank, 53 GAL [ET-1] 1 34
D3020 Mechanical Room Good Boiler, Gas, HVAC, 750 MBH [B-1] 1 24
D3020 Hallways & Common Areas Good Unit Heater, Hydronic, 8 MBH [EWH16] 16 14
D3030 Room 164 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-13] 1 14
D3030 Room 211 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-20] 1 14
D3030 Room 164 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-12] 1 14
D3030 Roof Good Split System Ductless, Single Zone, 1.5 TON [DSS-6] 1 9
D3030 Room 223 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-25] 1 14
D3030 Room 137 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-9] 1 14
D3030 Room 223 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-26] 1 14
D3030 Room 261 Good Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-29] 1 14
D3030 Room 261 Good Heat Pump, VRV, Water Source, 8 TON, 8 TON [VRF-3] 1 14
D3030 Building Exterior Good Cooling Tower, (Typical) Open Circuit, 225 TON [CT-1] 1 19

D3030 Roof Good Split System Ductless, Single Zone, 1.5 TON [DSS-2] 1 9
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Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Roof Good Split System Ductless, Single Zone, 1.5 TON [DSS-1] 1 9
D3030 Room 118 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-6] 1 14
D3030 Room 218 Good Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-24] 1 14
D3030 Room 112 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-3] 1 14
D3030 Room 218 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-22] 1 14
D3030 Room 254 Good Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-30 ] 1 14
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON 1 9
D3030 Room 111 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-5] 1 14
D3030 Hallways & Common Areas Good Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 1 to 2 TON 1 9
D3030 Room 208A Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-19] 1 14
D3030 Roof Good Split System Ductless, Single Zone, 1.5 TON [DSS-3] 1 9
D3030 Room 164 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-13] 1 14
D3030 Room 244 Good Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-31 ] 1 14
D3030 Room 111 Good Heat Pump, Water Source, 5 TON, 2 TON [WSHP-4] 1 14
D3030 Hallways & Common Areas Good Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 1 to 2 TON [VRF1.11] 1 9
D3030 Room 118 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-7] 1 14
D3030 Hallways & Common Areas Good Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 1 to 2 TON 1 9
D3030 Room 172 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-14] 1 14
D3030 Room 182 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-17] 1 14
D3030 Room 182 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-16] 1 14
D3030 Room 161 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-11] 1 14
D3030 Room 218 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-23] 1 14
D3030 Room 111 Good Heat Pump, Water Source, 5 TON, 2 TON [WSHP-1] 1 14
D3030 Room 218 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-21] 1 14

D3030 Room 112 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-2] 1 14
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Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Room 161 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-10] 1 14
D3030 Room 258A Good Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-27] 1 14
D3030 Room 258A Good Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-28] 1 14
D3030 Room 244 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [WSHP-32] 1 14
D3030 Room 189 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-18] 1 14
D3030 Roof Good Split System Ductless, Single Zone, 2 TON [DSS-5] 1 9
D3030 Room 137 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-8] 1 14
D3030 Roof Good Split System Ductless, Single Zone, 100 - 1000 TON 1 9
D3030 Room 172 Fair Heat Pump, Water Source, 5 TON, 2 TON [WSHP-15] 1 14
D3050 Mechanical Room Good Pump, Distribution, HVAC Heating Water, 15 HP [P-2] 1 19
D3050 Mechanical Room Good Pump, Distribution, HVAC Heating Water, .33 HP [P-6] 1 10
D3050 Mechanical Room Good Pump, Distribution, HVAC Heating Water, .33 HP [P-5] 1 10
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 31 TON [DOAS-2] 1 14
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 20 TON [RTU-2] 1 14
D3050 Throughout Building Good HVAC System, Ductwork, Medium Density, 6 86,550 SF 24
D3050 Gymnasium Good HVAC System, Ductwork, Medium Density 6,500 SF 24
D3050 Mechanical Room Good Supplemental Components, Air Separator, HVAC, 8 IN [AS-1] 1 10
D3050 Mechanical Room Good Pump, Distribution, HVAC Chilled or Condenser Water, 5 HP 1 19
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 30 TON [RTU-1] 1 14
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 40 TON [DOAS-3] 1 14
D3050 Mechanical Room Good Pump, Distribution, HVAC Chilled or Condenser Water, 5 HP 1 25
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 10 TON [DOAS-1] 1 14
D3050 Throughout Building Good HVAC System, Hydronic Piping, 4-Pipe 86,550 SF 34
D3050 Mechanical Room Good Pump, Distribution, HVAC Heating Water, 15 HP [P-1] 1 19

D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 100 - 1000 CFM 1 19
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Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 495 CFM [F-11] 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 24" Damper, 2875 CFM [F-1] 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 100 - 1000 CFM 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 952 CFM [F-15] 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 495 CFM [F-16] 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 100 - 1000 CFM [F-18] 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 100 - 1000 CFM [F-13] 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 374 CFM [F-10] 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 100 - 1000 CFM 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 100 - 1000 CFM 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 16" Damper, 1300 CFM [F-7] 1 19
D3060 Roof Good Exhaust Fan, Centrifugal, 12" Damper, 100 - 1000 CFM [F-12] 1 19

Fire Protection

D4010 Mechanical Room Good Fire Riser, Wet Standpipe, 6 IN, 6 IN [GYM] 1 34
D4010 Mechanical Room Good Backflow Preventer, Fire Suppression, 6 IN 1 25
D4010 Throughout Building Good Fire Suppression System, Existing Sprinkler Heads, by SF 86,550 SF 20
D4010 Mechanical Room Good Fire Riser, Wet Standpipe, 6 IN, 6 IN [1ST FLOOR] 1 34
D4010 Mechanical Room Good Fire Riser, Wet Standpipe, 6 IN, 6 IN [2ND FLOOR] 1 34
D4030 Commercial Kitchen Fair Fire Extinguisher, Wet Chemical/CO2 1 4
Electrical

D5010 Electrical Room Fair Generator, Diesel, 350 KW 1 19
D5010 Electrical Room Good Automatic Transfer Switch, ATS, 260 AMP [ATS-LS] 1 19
D5010 Electrical Room Good Automatic Transfer Switch, ATS, 260 AMP [ATS-SB] 1 19
D5020 Electrical Room Good Secondary Transformer, Dry, Stepdown, 75 KVA 1 24

D5020 Room 183 Good Distribution Panel, 120/208 V, 400 AMP [L1RB] 1 24



Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location

D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5030
D5030
D5030
D5040
D5040
D5040
D5040
D5040
D5040
D5040
D5040

Room 183
Electrical Room
Room 183
Electrical Room
Electrical Room
Electrical Room
Electrical Room
Electrical Room
Electrical Room
Electrical Room
Room 183
Electrical Room
Mechanical Room
Mechanical Room
Building Exterior
Gymnasium
Classrooms
Building Exterior
Media Center
Throughout Building
Throughout Building

Building Exterior

Fire Alarm & Electronic Systems

D6030
D7030

Auditorium

Throughout Building

Condition Component/Attributes/Capacity

Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Fair

Fair

Fair

Good
Fair

Good

Good

Fair

Distribution Panel, 120/208 V, 400 AMP [L1RB(SECTION 2)]

Secondary Transformer, Dry, Stepdown, 300 KVA [T1R]

Distribution Panel, 120/208 V, 400 AMP [L1RA(SECTION 2)]

Switchboard, 120/208 V, 1200 AMP [L1RSB]

Secondary Transformer, Dry, Stepdown, 75 KVA [T1LS]

Secondary Transformer, Dry, Stepdown, 45 KVA

Distribution Panel, 277/480 V, 1200 AMP [H1M]

Switchboard, 277/480 V, 2000 AMP

Switchboard, 120/208 V, 1200 AMP [L1R]

Secondary Transformer, Dry, Stepdown, 112.5 KVA [T1SB]

Distribution Panel, 120/208 V, 400 AMP [L1RA]

Electrical System, Wiring & Switches, Average or Low Density/Complexity
Variable Frequency Drive, VFD, by HP of Motor, 15 HP, Replace/Install [VFD-2]
Variable Frequency Drive, VFD, by HP of Motor, 15 HP, Replace/Install [VFD-1]
Exterior Light, any type, w/ LED Replacement, 100 WATT

High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W
Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures
Exterior Light, any type, w/ LED Replacement, 100 WATT

Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures
Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures
Emergency & Exit Lighting System, Full Interior Upgrade, LED

Exterior Light, any type, w/ LED Replacement, 100 WATT

Sound System, Theater/Auditorium/Church

Security/Surveillance System, Full System Upgrade, Average Density
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Quantity
1
1
1

20
35,000

2,400
86,550
86,550

5,000
86,550

SF

SF

SF
SF
SF

SF
SF

RUL
24
24
24
34
24
30
24
34
34
24
24
35
15
15
14
14
14
14
14
14
5
14

14

ID
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Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location

D7050
D7050
D7050
D7050
D8010

Room 138
Throughout Building
Vestibule

Vestibule

Throughout Building

Equipment & Furnishings

E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030

Commercial Kitchen
Roof

Roof

Commercial Kitchen
Classrooms Art
Commercial Kitchen
Kitchen

Kitchen

Kitchen

Kitchen

Kitchen
Commercial Kitchen
Compactor Room
Refrigerator
Commercial Kitchen
Kitchen

Kitchen
Commercial Kitchen

Kitchen

Condition Component/Attributes/Capacity Quantity
Good Fire Alarm Panel, Fully Addressable 1
Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 86,550
Good Fire Alarm Panel, Annunciator 1
Good Fire Alarm Panel, Annunciator 1
Good BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 86,550
Good Foodservice Equipment, Commercial Kitchen, 1-Bowl 1
Good Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1
Good Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1
Good Foodservice Equipment, Commercial Kitchen, 1-Bowl 1
Good Foodservice Equipment, Exhaust Hood, 3 to 6 LF 1
Good Foodservice Equipment, Commercial Kitchen, 1-Bowl 1
Good Foodservice Equipment, Convection Oven, Single 1
Good Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1
Good Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1
Good Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1
Good Foodservice Equipment, Refrigerator, 2-Door Reach-In 1
Good Foodservice Equipment, Commercial Kitchen, 3-Bowl 1
Fair Foodservice Equipment, Trash Compactor, 600 LB 1
Fair Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 1
Good Foodservice Equipment, Walk-In, Refrigerator 1
Good Foodservice Equipment, Convection Oven, Single 1
Good Foodservice Equipment, Dairy Cooler/Wells 1
Good Foodservice Equipment, Walk-In, Freezer 1
Good Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1

SF

SF

RUL ID

10
14
9
9
9

24

24

24

© ©O© ©O© O

24
14

14

14
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Component Condition Report | Potomac Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
E1030 Refrigerator Fair Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 1 9
E1030 Kitchen Good Foodservice Equipment, Exhaust Hood, 3 to 6 LF 1 9
E1040 Art Classroom Good Ceramics Equipment, Kiln 1 15
E1040 Hallways & Common Areas Good Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted 1 4
E1040 Mechanical Room Good Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted 1 4
E1040 Art Classroom Good Ceramics Equipment, Kiln 1 15
E1060 Teachers Lounge Fair Residential Appliances, Refrigerator, 14 to 18 CF 1 4
E1060 Room 152 Good Residential Appliances, Washer/Dryer Combo Unit, 5 1 9
E1070 Gymnasium Good Basketball Backboard, Ceiling-Mounted, Fixed 1 24
E1070 Gymnasium Good Basketball Backboard, Wall-Mounted, Fixed 1 24
E1070 Gymnasium Good Basketball Backboard, Ceiling-Mounted, Operable 1 24
E1070 Gymnasium Good Basketball Backboard, Wall-Mounted, Fixed 1 24
E1070 Gymnasium Good Basketball Backboard, Wall-Mounted, Fixed 1 24
E1070 Gymnasium Good Basketball Backboard, Wall-Mounted, Fixed 1 24
E2010 Teachers Lounge Good Casework, Cabinetry, Standard 24 LF 14
E2010 Classrooms Good Casework, Cabinetry, Standard 800 LF 14
E2010 Teachers Lounge Fair Casework, Countertop, Plastic Laminate 12 LF 9
E2010 Classrooms Good Casework, Cabinetry, Standard 200 LF 14
E2010 Media Center Good Casework, Cabinetry, Standard 30 LF 14
E2010 Classrooms General Good Casework, Cabinetry, Standard 28 LF 14
E2010 Classrooms General Good Casework, Cabinetry, Standard 18 LF 14

E2010 Teachers Lounge Good Casework, Cabinetry, Standard 10 LF 14
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Component Condition Report | Potomac Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Pedestrian Plazas & Walkways

G2020 Site Parking Areas Fair Parking Lots, Pavement, Asphalt, Seal & Stripe 9,750 SF 3

G2020 Site Parking Areas Fair Parking Lots, Pavement, Asphalt, Mill & Overlay 9,750 SF 19

G2020 Site Parking Areas Fair Parking Lots, Curb & Gutter, Concrete 1,000 LF 44

G2020 Site Parking Areas Fair Parking Lots, Wheel Stops, Concrete or Plastic, Replace/Install 49 19

G2030 Site Parking Areas Fair Sidewalk, Concrete, Large Areas 4,000 SF 44

G2030 Site General Good Site Stairs & Ramps, Steps, Concrete (per LF of nosing) 300 LF 44

Athletic, Recreational & Playfield Areas

G2050 Site Playground Areas Fair Playground Surfaces, Engineered Wood Fiber Chips, 3" Depth 5000 SF 3
G2050 Site Playground Areas Good Play Structure, Multipurpose, Large 1 14
G2050 Site Playground Areas Good Play Structure, Multipurpose, Large 1 14
G2050 Site Playground Areas Good Play Structure, Multipurpose, Small 1 14
G2050 Site Sports Fields & Courts Good Sports Apparatus, Basketball, Backboard w/ Pole 1 19
G2050 Site Sports Fields & Courts Good Sports Apparatus, Basketball, Backboard w/ Pole 1 19
G2050 Site Sports Fields & Courts Good Sports Apparatus, Basketball, Backboard w/ Pole 1 19
G2050 Site Sports Fields & Courts Good Sports Apparatus, Baseball, Backstop Chain-Link 1 14
G2050 Site Sports Fields & Courts Good Sports Apparatus, Basketball, Backboard w/ Pole 1 19
G2050 Site Sports Fields & Courts Fair Sports Apparatus, Soccer, Movable Practice Goal 2 9
G2050 Site Playground Areas Fair Play Structure, Multipurpose, Very Small 1 14
G2050 Site Playground Areas Good Play Structure, Multipurpose, Small 1 14
G2050 Site Playground Areas Good Play Structure, Multipurpose, Small 1 14
G2050 Site Playground Areas Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 15,900 SF 10
G2050 Site Playground Areas Good Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe 15,900 SF 4
G2050 Site Playground Areas Good Play Structure, Multipurpose, Small 1 14

G2050 Site Playground Areas Good Play Structure, Multipurpose, Very Small 1 14



Component Condition Report | Potomac Elementary School / Site

UF L3 Code Location

G2050
G2050
Sitework
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G4050
G4050
G4050

Site Playground Areas
Site Playground Areas

Site

Courtyard

Site

Site

Site

Site

Site

Site

Site

Site Playground Areas
Site Playground Areas
Site

Site Playground Areas
Site

Site Parking Areas
Site Parking Areas

Condition Component/Attributes/Capacity

Good
Good

Good
Good
Fair

Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good
Good

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe

Park Bench, Metal Powder-Coated

Picnic Table, Metal Powder-Coated
Signage, Property, Monument, Replace/Install
Flagpole, Metal

Bollard, Concrete or Metal

Bollard, Concrete or Metal

Bike Rack, Fixed Single Loop

Bollard, Concrete or Metal

Fences & Gates, Fence, Chain Link 4'
Park Bench, Metal Powder-Coated
Fences & Gates, Fence, Chain Link 8'
Fences & Gates, Fence, Chain Link 8'
Park Bench, Metal Powder-Coated

Pole Light Fixture, LED Lamp only, 150 W

Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 1000 WATT, Replace/Install
Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 400 WATT, Replace/Install
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Quantity
3,400
3,400

21
20

25
200

400

25

12
30

SF
SF

LF

LF
LF

RUL
19
4

14
14
14
24
24
24
14
14
34
14
34
34
14
14
14
14

ID
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Replacement Reserves Report

2/20/2026

Location

Potomac Elementary School
Potomac Elementary School / Main Building
Potomac Elementary School / Site

Grand Total

Potomac Elementary School

Potomac Elementary School / Main Build
Uniformat

Code Location Description
B2010 Building Exterior

B2050 Building Exterior

B3010 Roof

C1070 Media Center

C1070 Classrooms, Corridors, etc.
C1070 Classrooms General
C1090 Hallways & Common Areas
C1090 Commercial Kitchen

C2010 Gymnasium

C2010 Classrooms General
C2010 Throughout Building

C2010 Gymnasium

C2030 Classrooms General
C2030 Classrooms, Corridors, etc.
C2030 Media Center

C2030 Gymnasium

C2050 Gymnasium

D1010 Elevator Shafts/Utility
D2010 Mechanical Room

D2010 Mechanical Room

D2010 Hallways & Common Areas
D2010 Hallways & Common Areas
D2010 Multi-Purpose Room
D3020 Classrooms Kindergarten
D3020 Mechanical Room

D3020 Commercial Kitchen
D3020 Electrical Room

D3020 Room 152

D3020 Compactor Room

D3020 Vestibule

D3020 Hallways & Common Areas
D3020 Mechanical Room

D3030 Building Exterior

D3030 Roof

D3030 Roof

D3030 Roof

D3030 Roof

D3030 Hallways & Common Areas
D3030 Roof

D3030 Hallways & Common Areas
D3030 Hallways & Common Areas
D3030 Roof

D3030 Roof

D3030 Room 164

2025 2026 2027 2028 2029
$0 $0 $0 $0 $0
$0 $0 $0 $0 $133,232
$0 $0 $0 $10,258 $9,775
$0 $0 $0 $10,258 $143,007
ing
ID Cost Description :'EifSE;)an
10255801 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 20
10124737 Automatic Door Opener, Commercial Overhead/Dock Door, Replace 15
10124782 Roofing, Modified Bitumen, Replace 20
10124801 Suspended Ceilings, Acoustical Tile (ACT), Replace 25
10124795 Suspended Ceilings, Acoustical Tile (ACT), Replace 25
10124845 Suspended Ceilings, Acoustical Tile (ACT), Replace 25
10124799 Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H, Replace 20
10124864 Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H, Replace 20
10118381 Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace 15
10124752 Wall Finishes, any surface, Prep & Paint 10
10118431 Wall Finishes, any surface, Prep & Paint 10
10118457 Wall Finishes, Acoustical Panels, Sound-Dampening, Replace 25
10124882 Flooring, Vinyl Tile (VCT), Replace 15
10124815 Flooring, Vinyl Tile (VCT), Replace 15
10124767 Flooring, Carpet, Commercial Standard, Replace 10
10118311 Flooring, Wood, Sports, Refinish 10
10118408 Ceiling Finishes, exposed irregular elements, Prep & Paint 10
10118340 Elevator Cab Finishes, Standard, Replace 15
10118378 Boiler, Gas, Domestic, Replace 25
10118411 Boiler, Gas, Domestic, Replace 25
10118469 Drinking Fountain, Wall-Mounted, Bi-Level, Replace 15
10118422 Drinking Fountain, Wall-Mounted, Bi-Level, Replace 15
10118471 Drinking Fountain, Wall-Mounted, Bi-Level, Replace 15
10124857 Unit Heater, Electric, Replace 20
10118450 Unit Heater, Electric, Replace 20
10124803 Unit Heater, Electric, 7.5 KW, Replace 20
10118404 Unit Heater, Electric, Replace 20
10118362 Unit Heater, Electric, Replace 20
10124881 Unit Heater, Electric, Replace 20
10118322 Unit Heater, Electric, Replace 20
10118357 Unit Heater, Hydronic, Replace 20
10118319 Boiler Supplemental Components, Chemical Feed System, Replace 15
10118426 Cooling Tower, (Typical) Open Circuit, Replace 25
10124841 Split System Ductless, Single Zone, Replace 15
10124833 Split System Ductless, Single Zone, Replace 15
10124810 Split System Ductless, Single Zone, Replace 15
10124883 Split System Ductless, Single Zone, Replace 15
10124809 Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 1 to 2 TON, Replace 15
10124756 Split System Ductless, Single Zone, Replace 15
10118470 Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 1 to 2 TON, Replace 15
10124805 Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 1 to 2 TON, Replace 15
10124877 Split System Ductless, Single Zone, Replace 15
10124830 Split System Ductless, Single Zone, Replace 15
10118389 Heat Pump, Water Source, 5 TON, Replace 20

2030

$0
$263,454
$0

$263,454

EAge

2031 2032
$0 $0
$0 $0
$0 $0
$0 $0

RUL QuantityUnit
14 20000 SF
9 2 EA
14 44000 SF
19 2400 SF
19 51000 SF
19 1360 SF
14 624 LF
14 4 LF
9 480 SF
4 1350 SF
5 114000 SF
19 3200 SF
9 1360 SF
9 51000 SF
4 7000 SF
4 6500 SF
4 6500 SF
9 1 EA
19 1 EA
19 1 EA
9 1 EA
9 1 EA
9 1 EA
14 4 EA
14 1 EA
14 1 EA
14 1 EA
14 1 EA
14 1 EA
14 1 EA
14 16 EA
9 1 EA
19 1 EA
9 1 EA
9 1 EA
9 1 EA
9 1 EA
9 1 EA
9 1 EA
9 1 EA
9 1 EA
9 1 EA
9 1 EA
14 1 EA

2033
$0
$0

$11,892

$11,892

Unit Cost*

2034

$0
$1,025,237
$13,159

$1,038,396

Subtotal 2025

$1.86 $37,200
$3,500.00  $7,000
$10.00 $440,000
$3.50  $8,400
$3.50 $178,500
$3.50 $4,760

$500.00 $312,000

$500.00
$16.80
$1.50
$1.50
$14.00
$5.00
$5.00
$7.50
$5.00
$2.50
$9,000.00
$22,500.00
$22,500.00
$1,500.00
$1,500.00
$1,500.00
$1,800.00
$1,800.00
$2,200.00
$1,800.00
$1,800.00
$1,800.00
$1,800.00
$1,100.00
$11,700.00
$53,600.00
$4,800.00
$4,800.00
$4,800.00
$4,800.00
$4,020.00
$4,800.00
$4,020.00
$4,020.00
$4,800.00
$4,800.00
$5,900.00

$2,000
$8,064
$2,025
$171,000
$44,800
$6,800
$255,000
$52,500
$32,500
$16,250
$9,000
$22,500
$22,500
$1,500
$1,500
$1,500
$7,200
$1,800
$2,200
$1,800
$1,800
$1,800
$1,800
$17,600
$11,700
$53,600
$4,800
$4,800
$4,800
$4,800
$4,020
$4,800
$4,020
$4,020
$4,800
$4,800
$5,900

2035 2036 2037 2038 2039 2040 2041 2042 2043
$0 $0 $0 $0 $0 $0 $0 $0 $0
$43,677 $0 $0 $0 $4,075,219 $391,451 $0 $0 $0
$74,789 $0 $0 $13,786 $527,720 $0 $0 $0 $15,982
$118,466 $0 $0 $13,786 $4,602,939 $391,451 $0 $0 $15,982
2026 2027 2028 2030 2031 2033 2034 2035 2037 2038 2039 2040
$37,200
$7,000
$440,000
$312,000
$2,000
$8,064
$2,025 $2,025
$171,000 $171,000
$6,800
$255,000
$52,500 $52,500
$32,500 $32,500
$16,250 $16,250
$9,000
$1,500
$1,500
$1,500
$7,200
$1,800
$2,200
$1,800
$1,800
$1,800
$1,800
$17,600
$11,700
$4,800
$4,800
$4,800
$4,800
$4,020
$4,800
$4,020
$4,020
$4,800
$4,800
$5,900

2044
$0

$941,212

$151,591

$1,092,803

2041 2042

2045

$0
$167,261
$0

$167,261

2043 2044

2045

o

Total Escalated Estimate

$7,040,744
$828,950

$7,869,694

Deficiency Repair

Estimate

$8,400
$178,500

$4,760

$37,200
$7,000
$440,000
$8,400
$178,500

$4,760

$312,000

$2,000

$8,064

$4,050

$342,000

$44,800 $44,800
$6,800
$255,000
$105,000
$65,000
$32,500
$9,000
$22,500 $22,500
$22,500 $22,500
$1,500
$1,500
$1,500
$7,200
$1,800
$2,200
$1,800
$1,800
$1,800
$1,800
$17,600
$11,700
$53,600 $53,600
$4,800
$4,800
$4,800
$4,800
$4,020
$4,800
$4,020
$4,020
$4,800
$4,800
$5,900
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Replacement Reserves Report ‘@‘
2/20/2026

g:idf:""a' Location Description 1D Cost Description :'ész;" " EAge RUL  QuantityUnit  Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Deﬁciencé’si:’;:
D3030 Room 211 10118458 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 164 10118346 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 223 10118459 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 137 10118374 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 223 10118318 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 261 10118328 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 261 10118423 Heat Pump, VRV, Water Source, 8 TON, Replace 20 6 14 1 EA $21,800.00 $21,800 $21,800 $21,800
D3030 Room 118 10118327 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 218 10118436 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 112 10118345 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 218 10118410 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 254 10118400 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 111 10118334 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 208A 10118397 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 164 10118460 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 244 10118361 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 111 10118456 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 118 10118375 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 172 10118424 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 182 10118403 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 182 10118313 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 161 10118468 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 218 10118373 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 111 10118465 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 218 10118348 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 112 10118377 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 161 10118405 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 258A 10118347 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 258A 10118439 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00 $5,900 $5,900 $5,900
D3030 Room 244 10118438 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 189 10118474 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 137 10118446 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 172 10118353 Heat Pump, Water Source, 5 TON, Replace 20 6 14 1 EA $5,900.00  $5,900 $5,900 $5,900
D3050 Mechanical Room 10118440 Pump, Distribution, HVAC Heating Water, Replace 15 5 10 1 EA $5,100.00  $5,100 $5,100 $5,100
D3050 Mechanical Room 10118473 Pump, Distribution, HVAC Heating Water, Replace 15 5 10 1 EA $5,100.00 $5,100 $5,100 $5,100
D3050 Mechanical Room 10118337 Supplemental Components, Air Separator, HVAC, Replace 15 5 10 1 EA $7,300.00 $7,300 $7,300 $7,300
D3050 Mechanical Room 10118398 Pump, Distribution, HVAC Heating Water, Replace 25 6 19 1 EA $7,600.00 $7,600 $7,600 $7,600
D3050 Mechanical Room 10118433 Pump, Distribution, HVAC Chilled or Condenser Water, Replace 25 6 19 1 EA $6,100.00 $6,100 $6,100 $6,100
D3050 Mechanical Room 10118372 Pump, Distribution, HVAC Heating Water, Replace 25 6 19 1 EA $7,600.00 $7,600 $7,600 $7,600
D3050 Roof 10124827 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 6 14 1 EA $75,000.00 $75,000 $75,000 $75,000
D3050 Roof 10124800 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 6 14 1 EA $40,000.00 $40,000 $40,000 $40,000
D3050 Roof 10124834 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 6 14 1 EA $75,000.00 $75,000 $75,000 $75,000
D3050 Roof 10124777 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 6 14 1 EA $75,000.00 $75,000 $75,000 $75,000
D3050 Roof 10124853 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 6 14 1 EA $20,000.00 $20,000 $20,000 $20,000
D3060 Roof 10124829 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124895 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124886 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 6 19 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10124899 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124746 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124773 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124770 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124839 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124744 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
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Replacement Reserves Report \@\
2/20/2026

g:idf:rma' Location Description 1D Cost Description :'ész;" " EAge RUL  QuantityUnit  Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Deﬁciencé’si:’;:
D3060 Roof 10124753 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124884 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124791 Exhaust Fan, Centrifugal, 16" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10124836 Exhaust Fan, Centrifugal, 12" Damper, Replace 25 6 19 1 EA $1,400.00 $1,400 $1,400 $1,400
D4010 Throughout Building 10118461 Fire Suppression System, Existing Sprinkler Heads, by SF, Replace 25 5 20 86550 SF $1.07 $92,609 $92,609 $92,609
D4030 Commercial Kitchen 10124835 Fire Extinguisher, Wet Chemical/CO2, Replace 10 6 4 1 EA $300.00 $300 $300 $300 $600
D5010 Electrical Room 10118393 Generator, Diesel, Replace 25 6 19 1 EA  $120,000.00 $120,000 $120,000 $120,000
D5010 Electrical Room 10118453 Automatic Transfer Switch, ATS, Replace 25 6 19 1 EA $20,000.00 $20,000 $20,000 $20,000
D5010 Electrical Room 10118413 Automatic Transfer Switch, ATS, Replace 25 6 19 1 EA $20,000.00 $20,000 $20,000 $20,000
D5030 Mechanical Room 10118343 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install 20 5 15 1 EA $8,800.00  $8,800 $8,800 $8,800
D5030 Mechanical Room 10118452 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install 20 5 15 1 EA $8,800.00  $8,800 $8,800 $8,800
D5040 Throughout Building 10118333 Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace 10 5 5 86550 SF $0.65 $56,258 $56,258 $56,258 $112,515
D5040 Building Exterior 10124804 Exterior Light, any type, w/ LED Replacement, Replace 20 6 14 1 EA $400.00 $400 $400 $400
D5040 Gymnasium 10118351 High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace 20 6 14 20 EA $1,700.00 $34,000 $34,000 $34,000
D5040 Classrooms 10124842 Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures, Replace 20 6 14 35000 SF $4.50 $157,500 $157,500 $157,500
D5040 Building Exterior 10124831 Exterior Light, any type, w/ LED Replacement, Replace 20 6 14 1 EA $400.00 $400 $400 $400
D5040 Media Center 10124866 Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures, Replace 20 6 14 2400 SF $4.50 $10,800 $10,800 $10,800
D5040 Throughout Building 10118369 |Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures, Replace 20 6 14 86550 SF $4.50 $389,475 $389,475 $389,475
D5040 Building Exterior 10124743 Exterior Light, any type, w/ LED Replacement, Replace 20 6 14 5 EA $400.00  $2,000 $2,000 $2,000
D6030 Auditorium 10118396 Sound System, Theater/Auditorium/Church, Replace 20 6 14 5000 SF $1.50 $7,500 $7,500 $7,500
D7030 Throughout Building 10118395 Security/Surveillance System, Full System Upgrade, Average Density, Replace 15 6 9 86550 SF $2.00 $173,100 $173,100 $173,100
D7050 Vestibule 10118448 Fire Alarm Panel, Annunciator, Replace 15 6 9 1 EA $1,580.00 $1,580 $1,580 $1,580
D7050 Vestibule 10118427 Fire Alarm Panel, Annunciator, Replace 15 6 9 1 EA $1,580.00 $1,580 $1,580 $1,580
D7050 Room 138 10118462 Fire Alarm Panel, Fully Addressable, Replace 15 5 10 1 EA $15,000.00 $15,000 $15,000 $15,000
D7050 Throughout Building 10118324 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 20 6 14 86550 SF $3.00 $259,650 $259,650 $259,650
D8010 Throughout Building 10118384 BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 15 6 9 86550 SF $2.50 $216,375 $216,375 $216,375
E1030 Kitchen 10124779 Foodservice Equipment, Convection Oven, Single, Replace 10 6 4 1 EA $5,600.00 $5,600 $5,600 $5,600 $11,200
E1030 Kitchen 10124896 Foodservice Equipment, Convection Oven, Single, Replace 10 6 4 1 EA $5,600.00 $5,600 $5,600 $5,600 $11,200
E1030 Roof 10124758 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 6 9 1 EA $6,300.00  $6,300 $6,300 $6,300
E1030 Roof 10124859 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 6 9 1 EA $6,300.00  $6,300 $6,300 $6,300
E1030 Classrooms Art 10124873 Foodservice Equipment, Exhaust Hood, 3 to 6 LF, Replace 15 6 9 1 EA $3,300.00 $3,300 $3,300 $3,300
E1030 Kitchen 10124807 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15 6 9 1 EA $1,700.00  $1,700 $1,700 $1,700
E1030 Kitchen 10124892 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15 6 9 1 EA $1,700.00 $1,700 $1,700 $1,700
E1030 Kitchen 10124874 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15 6 9 1 EA $1,700.00  $1,700 $1,700 $1,700
E1030 Kitchen 10124734 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 6 9 1 EA $4,600.00 $4,600 $4,600 $4,600
E1030 Refrigerator 10124888 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace 15 6 9 1 EA $4,600.00  $4,600 $4,600 $4,600
E1030 Kitchen 10124890 Foodservice Equipment, Dairy Cooler/Wells, Replace 15 6 9 1 EA $3,600.00 $3,600 $3,600 $3,600
E1030 Kitchen 10124759 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15 6 9 1 EA $1,700.00  $1,700 $1,700 $1,700
E1030 Refrigerator 10124812 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace 15 6 9 1 EA $4,600.00 $4,600 $4,600 $4,600
E1030 Kitchen 10124870 Foodservice Equipment, Exhaust Hood, 3 to 6 LF, Replace 15 6 9 1 EA $3,300.00  $3,300 $3,300 $3,300
E1030 Compactor Room 10124787 Foodservice Equipment, Trash Compactor, 600 LB, Replace 20 6 14 1 EA $13,000.00 $13,000 $13,000 $13,000
E1030 Commercial Kitchen 10124826 Foodservice Equipment, Walk-In, Refrigerator, Replace 20 6 14 1 EA $15,000.00 $15,000 $15,000 $15,000
E1030 Commercial Kitchen 10124776 Foodservice Equipment, Walk-In, Freezer, Replace 20 6 14 1 EA $25,000.00 $25,000 $25,000 $25,000
E1040 Art Classroom 10124863 Ceramics Equipment, Kiln, Replace 20 5 15 1 EA $3,200.00  $3,200 $3,200 $3,200
E1040 Art Classroom 10124765 Ceramics Equipment, Kiln, Replace 20 5 15 1 EA $3,200.00  $3,200 $3,200 $3,200
E1040 Hallways & Common Areas 10118332 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace 10 6 4 1 EA $1,500.00 $1,500 $1,500 $1,500 $3,000
E1040 Mechanical Room 10118401 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace 10 6 4 1 EA $1,500.00 $1,500 $1,500 $1,500 $3,000
E1060 Teachers Lounge 10124778 Residential Appliances, Refrigerator, 14 to 18 CF, Replace 15 1 4 1 EA $600.00 $600 $600 $600 $1,200
E1060 Room 152 10118420 Residential Appliances, Washer/Dryer Combo Unit, Replace 15 6 9 1 EA $1,400.00  $1,400 $1,400 $1,400
E2010 Teachers Lounge 10124887 Casework, Countertop, Plastic Laminate, Replace 15 6 9 12 LF $50.00 $600 $600 $600
E2010 Teachers Lounge 10124764 Casework, Cabinetry, Standard, Replace 20 6 14 24 LF $300.00 $7,200 $7,200 $7,200
E2010 Classrooms 10124808 Casework, Cabinetry, Standard, Replace 20 6 14 800 LF $300.00 $240,000 $240,000 $240,000
E2010 Classrooms 10124861 Casework, Cabinetry, Standard, Replace 20 6 14 200 LF $300.00 $60,000 $60,000 $60,000
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Replacement Reserves Report \@\
2/20/2026

g:idf:rma' Location Description 1D Cost Description :'ész;" " EAge RUL  QuantityUnit  Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Deﬁciencé’si:’;:
E2010 Media Center 10124817 Casework, Cabinetry, Standard, Replace 20 6 14 30 LF $300.00 $9,000 $9,000 $9,000
E2010 Classrooms General 10124856 Casework, Cabinetry, Standard, Replace 20 6 14 28 LF $300.00 $8,400 $8,400 $8,400
E2010 Classrooms General 10124740 Casework, Cabinetry, Standard, Replace 20 6 14 18 LF $300.00 $5,400 $5,400 $5,400
E2010 Teachers Lounge 10124825 Casework, Cabinetry, Standard, Replace 20 6 14 10 LF $300.00 $3,000 $3,000 $3,000
Totals, Unescalated $0 $0 $0 $0 $118,375 $227,258 $0 $0 $0 $785,759 $32,500 $0 $0 $0 $2,694,200 $251,258 $0 $0 $0 $536,760 $92,609 $4,738,718
Totals, Escalated (3.0% inflation, compounded annually) $0 $0 $0 $0 $133,232 $263,454 $0 $0 $0 $1,025,237 $43,677 $0 $0 $0 $4,075,219 $391,451 $0 $0 $0 $941,212 $167,261 $7,040,744
Potomac Elementary School / Site

Uniformat CodeLocation Description ID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Deficiency Repair Estimate

G2020 Site Parking Areas 10118419 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 2 3 9750 SF $0.45 $4,388 $4,388 $4,388 $4,388 $4,388 $17,550

G2020 Site Parking Areas 10118360 Parking Lots, Pavement, Asphalt, Mill & Overlay 25 6 19 9750 SF $3.50 $34,125 $34,125 $34,125

G2020 Site Parking Areas 10124748 Parking Lots, Wheel Stops, Concrete or Plastic, Replace/Install 25 6 19 49 EA $260.00 $12,740 $12,740 $12,740

G2050 Site Playground Areas 10124860 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe 5 1 4 15900 SF $0.45 $7,155 $7,155 $7,155 $7,155 $7,155 $28,620

G2050 Site Playground Areas 10124731 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe 5 1 4 3400 SF $0.45 $1,530 $1,530 $1,530 $1,530 $1,530 $6,120

G2050 Site Sports Fields & Courts 10124793 Sports Apparatus, Soccer, Movable Practice Goal, Replace 15 6 9 2 EA $700.00  $1,400 $1,400 $1,400

G2050 Site Playground Areas 10124822 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 25 15 10 15900 SF $3.50 $55,650 $55,650 $55,650

G2050 Site Sports Fields & Courts 10124846 Sports Apparatus, Baseball, Backstop Chain-Link, Replace 20 6 14 1 EA $5,000.00 $5,000 $5,000 $5,000

G2050 Site Sports Fields & Courts 10124769 Sports Apparatus, Basketball, Backboard w/ Pole, Replace 25 6 19 1 EA $4,750.00 $4,750 $4,750 $4,750

G2050 Site Sports Fields & Courts 10124761 Sports Apparatus, Basketball, Backboard w/ Pole, Replace 25 6 19 1 EA $4,750.00  $4,750 $4,750 $4,750

G2050 Site Sports Fields & Courts 10124806 Sports Apparatus, Basketball, Backboard w/ Pole, Replace 25 6 19 1 EA $4,750.00  $4,750 $4,750 $4,750

G2050 Site Sports Fields & Courts 10124837 Sports Apparatus, Basketball, Backboard w/ Pole, Replace 25 6 19 1 EA $4,750.00  $4,750 $4,750 $4,750

G2050 Site Playground Areas 10124894 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 25 6 19 3400 SF $3.50 $11,900 $11,900 $11,900

G2050 Site Playground Areas 10124802 Playground Surfaces, Engineered Wood Fiber Chips, 3" Depth, Replace 5 2 3 5000 SF $1.00 $5,000 $5,000 $5,000 $5,000 $5,000 $20,000

G2050 Site Playground Areas 10124865 Play Structure, Multipurpose, Large, Replace 20 6 14 1 EA  $35,000.00 $35,000 $35,000 $35,000

G2050 Site Playground Areas 10124739 Play Structure, Multipurpose, Large, Replace 20 6 14 1 EA  $35,000.00 $35,000 $35,000 $35,000

G2050 Site Playground Areas 10124849 Play Structure, Multipurpose, Small, Replace 20 6 14 1 EA  $10,000.00 $10,000 $10,000 $10,000

G2050 Site Playground Areas 10124792 Play Structure, Multipurpose, Very Small, Replace 20 6 14 1 EA  $10,000.00 $10,000 $10,000 $10,000

G2050 Site Playground Areas 10124898 Play Structure, Multipurpose, Small, Replace 20 6 14 1 EA  $10,000.00 $10,000 $10,000 $10,000

G2050 Site Playground Areas 10124813 Play Structure, Multipurpose, Small, Replace 20 6 14 1 EA  $10,000.00 $10,000 $10,000 $10,000

G2050 Site Playground Areas 10124893 Play Structure, Multipurpose, Small, Replace 20 6 14 1 EA  $10,000.00 $10,000 $10,000 $10,000

G2050 Site Playground Areas 10124774 Play Structure, Multipurpose, Very Small, Replace 20 6 14 1 EA $6,000.00  $6,000 $6,000 $6,000

G2060 Site 10124858 Park Bench, Metal Powder-Coated, Replace 20 6 14 2 EA $700.00  $1,400 $1,400 $1,400

G2060 Courtyard 10124871 Picnic Table, Metal Powder-Coated, Replace 20 6 14 5 EA $700.00  $3,500 $3,500 $3,500

G2060 Site 10118409 Bike Rack, Fixed Single Loop, Replace 20 6 14 8 EA $300.00  $2,400 $2,400 $2,400

G2060 Site Playground Areas 10124771 Park Bench, Metal Powder-Coated, Replace 20 6 14 3 EA $700.00 $2,100 $2,100 $2,100

G2060 Site Playground Areas 10124736 Park Bench, Metal Powder-Coated, Replace 20 6 14 2 EA $700.00 $1,400 $1,400 $1,400

G2060 Site 10118350 Signage, Property, Monument, Replace/Install 20 6 14 1 EA $3,000.00  $3,000 $3,000 $3,000

G2060 Site 10124772 Bollard, Concrete or Metal, Replace 30 16 14 25 EA $1,000.00 $25,000 $25,000 $25,000

G4050 Site 10124780 Pole Light Fixture, LED Lamp only, Replace 20 6 14 2 EA $1,200.00 $2,400 $2,400 $2,400

G4050 Site Parking Areas 10124762 Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, Replace/Install 20 6 14 12 EA $4,000.00 $48,000 $48,000 $48,000

G4050 Site Parking Areas 10124897 Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, Replace/Install 20 6 14 30 EA $4,000.00 $120,000 $120,000 $120,000

Totals, Unescalated $0 $0 $9,388 $8,685 $0 $0 $0 $9,388 $10,085 $55,650 $0 $0 $9,388 $348,885 $0 $0 $0 $9,388 $86,450 $0 $547,305

Totals, Escalated (3.0% inflation, compounded annually) $0 $0 $10,258 $9,775 $0 $0 $0 $11,892 $13,159 $74,789 $0 $0 $13,786 $527,720 $0 $0 $0 $15,982 $151,591 $0 $828,950

* Markup has been included in unit costs.
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
B20 OTHER
Potomac
Automatic Door  Commercial Elementary Building
1 10124737 B2050 2019 2
Opener Overhead/Dock Door School / Main Exterior

Building
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D10 Conveying

Potomac
Passenger Overhead Traction, 2- Elementary Elevator
1 10124880 D1010 Elevator 5 Floors 3000 LB School / Main  Shafts/Utility Kone No dataplate No dataplate 2019

Building



Index ID

D20 Plumbing

1 10118378
2 10118411
3 10118399

UFCode

D2010

D2010

D2010

Component Description Attributes

Boiler [DWH-1]

Boiler [DWH-2]

Backflow
Preventer

Gas, Domestic

Gas, Domestic

Domestic \Water

Capacity

300 MBH

300 MBH

4 IN

Building

Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Mechanical
Room

Manufacturer

PVI
INDUSTRIES

PVI
INDUSTRIES

Zurn

Model

30 L 100A-GCL

30 L 100A-GCL

350 AST

Serial

F011661

F011752
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Dataplate Yr Barcode Qty

2019

2019

2019



Index ID

D30 HVAC

1 10118312
2 10118330
3 10118387
4 10124857
5 10118450
6 10124881
7 10118322
8 10124803
9 10118404
10 10118362
11 10118357

UFCode

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

Component Description Attributes

Boiler [B-1]

Boiler [B-2]

Heat Exchanger

Unit Heater

Unit Heater

Unit Heater

Unit Heater

Unit Heater

Unit Heater [EUH-
2]

Unit Heater [EUH-
3]

Unit Heater
[EWH16]

Gas, HVAC

Gas, HVAC

Plate & Frame, HVAC

Electric

Electric

Electric

Electric

Electric, 7.5 KW

Electric

Electric

Hydronic

Capacity

750 MBH

750 MBH

380 GPM

3 kW

5 kW

3.3 kW

3 kW

5 kW

5 kW

8 MBH

Building

Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Mechanical
Room

Classrooms
Kindergarten

Mechanical
Room

Compactor
Room

Vestibule

Commercial
Kitchen

Electrical Room

Room 152

Hallways &
Common Areas

Manufacturer

Patterson-Kelley

Patterson-Kelley

Sondex

TPI

EUH-1

TPI Corp

No dataplate

TPI Corporation

EUH-2

Taskmaster

EUH-2

Model

SC-750

SC-750

-TG124

llegible

Taskmaster

G3452TC

Taskmaster

Taskmaster

Taskmaster
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Serial

S075-19-01666

S075-19-01665

27430A

llegible

Inaccessible

NA

Dataplate Yr

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

Barcode

Qty

16



Index

12

13

14

15

16

17

18

19

20

21

22

ID

10118319

10118356

10118435

10118426

10118465

10118405

10118468

10118346

10118389

10118460

10118424

UFCode

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description Attributes

Boiler
Supplemental
Components

Boiler
Supplemental
Components

Boiler
Supplemental
Components [ET-
1]

Cooling Tower
[CT-1]

Heat Pump
[WSHP-1]

Heat Pump
[WSHP-10]

Heat Pump
[WSHP-11]

Heat Pump
[WSHP-12]

Heat Pump
[WSHP-13]

Heat Pump
[WSHP-13]

Heat Pump
[WSHP-14]

Chemical Feed
System

Expansion Tank

Expansion Tank

(Typical) Open Circuit

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

15 GAL

53 GAL

225 TON

2TON

2TON

2.5TON

2TON

2TON

2.5TON

2TON

Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Mechanical
Room

Building
Exterior

Room 111

Room 161

Room 161

Room 164

Room 164

Room 164

Room 172

Manufacturer

Wessels

Armstrong Air

Evapco

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Model

TTA-30

A200

UT 26-2017

W.GT.V.026.B.1.J.UL.R.T4.YAV.C.S.YYYY.2AYYYYYY

W.GT.V.026.B.1.J.UL.R.T4.YAV.C.S.YYYY.2AYYYYYY

W.GT.V.032.B.1.JWLLT4.YA Y C_S _YYY.

W.GT.V.026.B.1.J.UL.R.T4.YAV.CS.YYYY.2AYYYYYY

W.GT.V.026.B.1.J.UL.R.T4.YAV.C.S.YYYY.2AYYYYYY

W.GT.V.032.B.1.JWLLT4.YA Y C_S _YYY.

W.GT.V.026.B.1.J.UL.R.T4.YAV.C.S.YYYY.2AYYYYYY
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Dataplate Yr

Serial

$15558

1006816:00

18-857843

E029888400100

E029888401000

E029888401800

E029888401200

E029888401100

E029888401100

E029838401300

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019



Index

23

24

25

26

27

28

29

30

31

32

33

ID

10118353

10118313

10118403

10118474

10118397

10118377

10118458

10118348

10118410

10118373

10118436

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description Attributes

Heat Pump
[WSHP-15]

Heat Pump
[WSHP-16]

Heat Pump
[WSHP-17]

Heat Pump
[WSHP-18]

Heat Pump
[WSHP-19]

Heat Pump
[WSHP-2]

Heat Pump
[WSHP-20]

Heat Pump
[WSHP-21]

Heat Pump
[WSHP-22]

Heat Pump
[WSHP-23]

Heat Pump
[WSHP-24]

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

2TON

2.5TON

2.5TON

2TON

2.5TON

2TON

2.5TON

2.5TON

2.5TON

2.5TON

2.5TON

Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Room 172

Room 182

Room 182

Room 189

Room 208A

Room 112

Room 211

Room 218

Room 218

Room 218

Room 218

Manufacturer

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Model

W.GT.V.026.B.1.J.UL.R.T4.Y.AV.C.SYYYY2AYYYYYY

W.GT.V.032.B.1.JWLLT4.YA Y C_S YYY.

W.GT.V.032.B.1.JWL.LT4YA_Y _C_S_YYY.

W.GT.V.026.B.1.J.UL.R.T4.Y.AV.C.SYYYY2AYYYYYY

W.GT.V.032.B.1.JWL.LT4YA_Y C_S_YYY.

W.GT.V.026.B.1.J.UL.R.T4.YAV.C.S.YYYY.2AYYYYYY

W.GT.V.032.B.1.JWLLT4.YA Y C_S _YYY.

W.GT.V.032.B.1.JWL.LT4YA_Y _C_S_YYY.

W.GT.V.032.B.1.JWL.LT4AYA Y _C_S_YYY.

W.GT.V.032.B.1.JWLLT4.YA Y C_S _YYY.

W.GT.V.032.B.1.JWL.LT4Y.A_Y_C_S_YYY.

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr

Serial

E029888401400 R

E029988403000

888403100

E029888401500

E029888403200

ED29888400200

E029888401900

E029838402000

E029888402200

E029888402300

E029888402100

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019



Index

34

35

36

37

38

39

40

41

42

43

44

ID

10118459

10118318

10118347

10118439

10118328

10118345

10118400

10118361

10118438

10118456

10118334

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description Attributes

Heat Pump
[WSHP-25]

Heat Pump
[WSHP-26]

Heat Pump
[WSHP-27]

Heat Pump
[WSHP-28]

Heat Pump
[WSHP-29]

Heat Pump
[WSHP-3]

Heat Pump
[WSHP-30 ]

Heat Pump
[WSHP-31]

Heat Pump
[WSHP-32]

Heat Pump
[WSHP-4]

Heat Pump
[WSHP-5]

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

2TON

2TON

2.5TON

2.5TON

2.5TON

2TON

2.5TON

2.5TON

2.5TON

2TON

2TON

Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Room 223

Room 223

Room 258A

Room 258A

Room 261

Room 112

Room 254

Room 244

Room 244

Room 111

Room 111

Manufacturer

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Model

W.GT.V.026.B.1.J.UL.R.T4.Y.AV.C.SYYYY2AYYYYYY

W.GT.V.026.B.1.J.UL.R.T4YAV.C.SYYYY2AYYYYYY

W.GT.V.032.B.1.JWL.LT4YA_Y _C_S_YYY.

W.GT.V.032.B.1.JWL.L.T4.YA_Y_C_S_YYY.

W.GT.V.032.B.1.JWL.LT4YA_Y C_S_YYY.

W.GT.V.026.B.1.J.UL.R.T4.YAV.C.S.YYYY.2AYYYYYY

W.GT.V.032.B.1.JWLLT4.YA Y C_S _YYY.

W.GT.V.032.B.1.JWL.LT4YA_Y _C_S_YYY.

W.GT.V.032.B.1.J.WL-R-T-
4 Y_ AY CSYY V.V 2 AYYYYYY

W.GTV.026.B.1.J.UL.R.T4YAV.C.SYYYY2AYYYYYY

W.GT.V.026.B.1.J.UL.R.T4.YAV.C.S.YYYY.2AYYYYYY

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

E029388401600

E029988401700

E029888402400

E029888402500

E029888402600

E029888400300

E029888402700

E029888402900

EQ29888402800

E029888400400

E029888400500

Dataplate Yr

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

Barcode

Qty



Index

45

46

47

48

49

50

51

52

53

54

55

ID

10118327

10118375

10118446

10118374

10118423

10124883

10124830

10124810

10124833

10124756

10124877

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description Attributes

Heat Pump
[WSHP-6]

Heat Pump
[WSHP-7]

Heat Pump
[WSHP-8]

Heat Pump
[WSHP-9]

Heat Pump, VRV
[VRF-3]

Split System
Ductless

Split System
Ductless

Split System
Ductless [DSS-1]

Split System
Ductless [DSS-2]

Split System
Ductless [DSS-3]

Split System
Ductless [DSS-5]

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 8 TON

Single Zone

Single Zone

Single Zone

Single Zone

Single Zone

Single Zone

Capacity

2TON

2TON

2TON

2TON

8 TON

1.5 TON

Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Potomac

100 - 1000 Elementary

TON

1.5 TON

1.5 TON

1.5 TON

2TON

School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Room 118

Room 118

Room 137

Room 137

Room 261

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Mitsubishi
Electric

Mitsubishi
Electric

Mitsubishi
Electric

Mitsubishi

Mitsubishi
Electric

Mitsubishi
Electric

Model

W.GT.V.026.B.1.J.UL.R.T4.Y.AV.C.SYYYY2AYYYYYY

W.GTV.026.B.1.J.UL.R. T4 YAV.C.SYYYY2AYYYYYY

W.GT.V.026.B.1.J.UL.R.T4.YAV.C.S.YYYY.2AYYYYYY

W.GT.V.026.B.1.J.UL.R.T4.Y.AV.C.SYYYY2AYYYYYY

RWEQ96TAYDU

RZESTAVL

RS1BTAVU

RZR18TAVJU

RZR18TAVJU

RZR18TAVJU

RZR24TAVJU

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

E029888400600

E029888400700

E029888400900

ED29888400800

1700121

F000395

F000324

F000397

F000323

F000396

F000324

Dataplate Yr

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

Barcode

Qty



Index

56

57

58

59

60

61

62

63

64

65

66

ID

10124841

10118433

10118412

10118372

10118398

10118473

10118440

10124853

10124827

10124777

10124834

UFCode

D3030

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

Component Description Attributes

Split System

Ductless [DSS-6]

Pump

Pump

Pump [P-1]

Pump [P-2]

Pump [P-5]

Pump [P-6]

Packaged Unit
[DOAS-1]

Packaged Unit
[DOAS-2]

Packaged Unit
[DOAS-3]

Packaged Unit
[RTU-1]

Single Zone

Distribution, HVAC
Chilled or Condenser
Water

Distribution, HVAC
Chilled or Condenser
Water

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

Capacity

1.5 TON

5 HP

5 HP

15 HP

15 HP

33 HP

.33 HP

10 TON

31 TON

40 TON

30 TON

Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Roof

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Roof

Roof

Roof

Roof

Manufacturer

Mitsubishi
Electric

Armstrong Air

Armstrong Air

Armstrong Air

Armstrong Air

Armstrong Air

Armstrong Air

AAON, Inc.

AAON, Inc.

AAON

AAON, Inc.

Model

RZQ18TAVJU

4030

4x3x11.5

4360 1.25B BF

4360 1.25B BF

RN-010-3-0-EB09-3KB

RN-031-3-0-EBOA-3CB

RN-040-3-0-EBOA-3CB

RN-030-3-0-EBOA-3CB

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

F000873

1019196026

019196027

1013163

1019163073

2020073019*

2020073019

201909-ANG
J78412

201910-
BNGU78448

201910-
BNGV78449

201910-
BNGT78427

Dataplate Yr

2019

2019

2019

2019

2020

2020

2019

2019

2019

2019

Barcode

Qty



Index

67

68

69

70

71

72

73

74

75

76

77

ID

10124800

10124829

10124899

10124753

10124884

10124886

10124744

10124895

10124836

10124839

10124746

UFCode

D3050

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component Description Attributes

Packaged Unit
[RTU-2]

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan [F-1]

Exhaust Fan [F-10]

Exhaust Fan [F-11]

Exhaust Fan [F-12]

Exhaust Fan [F-13]

Exhaust Fan [F-15]

RTU, Pad or Roof-
Mounted

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 24"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Centrifugal, 12"
Damper

Capacity Building
Potomac
Elementary
School / Main
Building

20 TON

Potomac
100 - 1000 Elementary
CFM School / Main
Building
Potomac
100 - 1000 Elementary
CFM School / Main
Building
Potomac
100 - 1000 Elementary
CFM School / Main
Building
Potomac
100 - 1000 Elementary
CFM School / Main
Building
Potomac
Elementary
School / Main
Building

2875 CFM

Potomac
Elementary
School / Main
Building

374 CFM

Potomac
Elementary
School / Main
Building

495 CFM

Potomac
100 - 1000 Elementary
CFM School / Main
Building
Potomac
100 - 1000 Elementary
CFM School / Main
Building
Potomac
Elementary
School / Main
Building

952 CFM

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

AAON, Inc.

Grenhecko

Grenhecko

Grenhecko

Grenhecko

Model

RN-020-3-0-EBOA-34B

6-103 V6-4-X

6-103 V6-4-X

6-103 V6-4-X

CUE-101-V G-4-6

Daikon Industries 6-143-V6-4-X

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

EL 6-070-96-X

6-080-VG-X

6-070-16-X

6-080-V6-X

L6-099-16-4-X

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

201910-
BNGP78428

15903572*

15903572**

15903572

15903569

1590 3550

15903573

15903575

15903574

15903576

15903577

Dataplate Yr

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

Barcode

Qty



Index

78

79

80

ID

10124773

10124770

10124791

UFCode

D3060

D3060

D3060

Component Description Attributes

Centrifugal, 12"

Exhaust Fan [F-16
xhaust Fan [ ] Damper

Centrifugal, 12"

Exhaust Fan [F-18
xhaust Fan | ] Damper

Centrifugal, 16"

Exhaust Fan [F-7] Damper

Capacity Building Location Detail

Potomac
Elementary
School / Main
Building

495 CFM Roof

Potomac
100 - 1000 Elementary
CFM School / Main
Building

Roof

Potomac
Elementary
School / Main
Building

1300 CFM Roof

Manufacturer

Greenheck

Grenhecko

Greenheck

Model

6-080-VG-X

6-103 V6-4-X

6-103 V6-4-X

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial Dataplate Yr Barcode Qty
15903578 2019
15903572*** 2019
15903570 2019



[Diraiit = [Fer Diseussion PUrpeses Omly

Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D40 Fire Protection

Potomac
Backfl Element Mechanical
1 10118371  D4010  _ocrriowW Fire Suppression 6 IN ememary - wechanical o m 350:AST 2020
Preventer School / Main Room
Building
Potomac
Element ial
2 10124835 D4030  Fire Extinguisher Wet Chemical/CO2 ementary  Commercia 2019

School / Main Kitchen
Building



[Diraiit = [Fer Diseussion PUrpeses Omly

Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D50 Electrical

Potomac
, Elementary ,
1 10118393 D5010 Generator Diesel 350 KW . Electrical Room Generac OSH-F0-1003 3005059901 2019
School / Main
Building
Automatic Egsqts;r
2 10118453 D5010 Transfer Switch ATS 260 AMP School / M);in Electrical Room ASCO JO3ATSB30260NGXC 1900286-002 RE 2019
[ATS-LS] Building
P
Automatic Eloetrzn;r?;r
3 10118413 D5010 Transfer Switch ATS 260 AMP School / M};in Electrical Room ASCO JO3ATSB30260NGXC 1900286-002 RE* 2019
[ATS-SB Building
Potomac
El
4 10118315 Ds0z0  oecondary Dry, Stepdown 75KVA  Clementary o trical Room Eaton V48M28F7516CU 2019
Transformer School / Main
Building
Potomac
Secondary Elementary ,
5 10118355 D5020 Dry, Stepdown 45 KVA . Electrical Room Eaton
Transformer School / Main
Building
Pot
Secondary EIC;Z]Z:;
6 10118391 D5020 Transformer Dry, Stepdown 75 KVA School / I\;};in Electrical Room Eaton V48M28F7516CU 2019
T1LS
! ] Building
Potomac
Secondary Elementary ,
7 10118437 D5020 Dry, Stepd 300 KVA Electrical R Eat V48M28F3316CU 2019
Transformer [T1R] ¥y, Stepdown School / Main ectricalimoom aton
Building
P
Secondary Eloetrzr;]:;r
8 10118321 D5020 Transformer Dry, Stepdown 112.5 KVA School / M};in Electrical Room Eaton V48M28F7516CU 2019
T1SB
[ ] Building
Potomac
9 10118455 D5020  Switchboard 2771480 V 2000 AMP CSMEMAY o trical Room Eaton 2019
School / Main
Building
Potomac
. Elementary ,
10 10118363 D5020 Switchboard [L1R] 120/208 V 1200 AMP . Electrical Room Eaton PRL4B 2019
School / Main
Building
Potomac
Switchboard Elementary ,
11 1011832 D502 120/208 V 1200 AMP Electrical R Eat PRL4B 201
0118323 5020 (L1RSB] 0/208 00 School / Main ectrical Room Eaton 019

Building



Index

12

13

14

15

16

17

18

19

ID

10118354

10118467

10118359

10118417

10118418

10118452

10118343

10118351

UFCode

D5020

D5020

D5020

D5020

D5020

D5030

D5030

D5040

Component Description Attributes

Distribution Panel
[H1M]

Distribution Panel
[L1RA]

Distribution Panel
[L1RA(SECTION

2)]

Distribution Panel
[L1RB]

Distribution Panel
[L1RB(SECTION

2)]

Variable
Frequency Drive
[VFD-1]

Variable
Frequency Drive
[VFD-2]

High Intensity
Discharge (HID)
Fixtures

2771480V

120/208 V

120/208 V

120/208 V

120/208 V

VFD, by HP of Motor

VFD, by HP of Motor

Metal Halide,

Gymnasium Lighting,
400 W

Capacity

1200 AMP

400 AMP

400 AMP

400 AMP

400 AMP

15 HP

15 HP

Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Electrical Room

Room 183

Room 183

Room 183

Room 183

Mechanical
Room

Mechanical
Room

Gymnasium

Manufacturer

Eaton

Eaton

Eaton

Eaton

Eaton

Danfoss

Danfoss

Model

PRL1A

PRL1A

PRL1A

177U9498

177U9498

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

SLY0946378-0012

SLY0946378-013

No dataplate

200802Y259

200802Y259*

Dataplate Yr

2019

2019

2019

2019

2019

2020

2020

2019

Barcode

Qty

20



[Diraiit = [Fer Diseussion PUrpeses Omly

Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D70 Electronic Safety & Security

Potomac
Elementary
School / Main
Building

1 10118462 D7050 Fire Alarm Panel Fully Addressable Room 138 Edward's EST-3 2020



Index

ID

E10 Equipment

1

10

11

10124869

10124811

10124885

10124784

10124779

10124896

10124890

10124873

10124870

10124807

10124892

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component Description Attributes Capacity

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Commercial Kitchen,
1-Bowl

Commercial Kitchen,
1-Bowl

Commercial Kitchen,
1-Bowl

Commercial Kitchen,
3-Bowl

Convection Oven,
Single

Convection Oven,
Single

Dairy Cooler/Wells

Exhaust Hood, 3 to 6
LF

Exhaust Hood, 3 to 6
LF

Food Warmer,
Proofing Cabinet on
Wheels

Food Warmer,
Proofing Cabinet on
Wheels

Building

Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Kitchen

Kitchen

Kitchen

Classrooms Art

Kitchen

Kitchen

Kitchen

Manufacturer

Eagle

Eagle

Blodgett

Blodgett

True
Manufacturing
Co

No dataplate

CaptiveAire
Systems

Delfield

Delfield

Model

CHSA 10-P-LRS

CHSA-10--P-LRS

Mod. ZEPHAIRE-200-E

Mod. ZEPHAIRE-200-E

No dataplate

6030 VHB

N8156BP

KCFT-60P

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr

Serial

1801241093

1912240138

102419CP047B

102419CP046T

No dataplate

1912150000175

1912150000174

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019



Index

12

13

14

15

16

17

18

19

20

21

22

ID

10124874

10124759

10124734

10124787

10124758

10124859

10124888

10124812

10124776

10124826

10124863

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1040

Component Description Attributes

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Ceramics
Equipment

Food Warmer,
Proofing Cabinet on
Wheels

Food Warmer,
Proofing Cabinet on
Wheels

Refrigerator, 2-Door
Reach-In

Trash Compactor, 600
LB

Walk-In, Condenser
for
Refigerator/Freezer

Walk-In, Condenser
for
Refigerator/Freezer

Walk-In, Evaporator
for
Refigerator/Freezer

Walk-In, Evaporator
for
Refigerator/Freezer

Walk-In, Freezer

Walk-In, Refrigerator

Kiln

Capacity

Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Compactor
Room

Roof

Roof

Refrigerator

Refrigerator

Commercial
Kitchen

Commercial
Kitchen

Manufacturer

Delfield

Metro

Continental
Refrigerator

Precision
Machinery

Heatcraft

Heatcraft

Larkin

No dataplate

Everidge

Everidge

Art Classroom Aragon

Model

KC-74-NU

No dataplate

101

M0Z030L63S

M0Z010M63S

LOAG110AEB

No dataplate

TNF82-3

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

1912150000176

C5HME036448

11978-1213

T19K18677

T19K18659

19K15806

No dataplate

479021

Dataplate Yr

2019

2019

2019

2019

2019

2019

2019

2019

2019

2019

2020

Barcode

Qty



Index

23

24

25

ID

10124765

10118332

10118401

UFCode

E1040

E1040

E1040

Component Description Attributes

Ceramics
Equipment

Healthcare
Equipment

Healthcare
Equipment

Kiln

Defibrillator (AED),
Cabinet-Mounted

Defibrillator (AED),
Cabinet-Mounted

Capacity

Building

Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building
Potomac
Elementary
School / Main
Building

Location Detail Manufacturer

Art Classroom

Hallways &
Common Areas

Mechanical
Room

Model

TNF82-3

Serial

479022

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty

2020

2019

2019





