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Abbreviated Accessibility Checklist

Interior Accessible Route

DOOR HARDWARE STAIR RAILS

Question Yes No NA Comments

Does an accessible route appear to connect x
all public areas inside the building ?

Do accessible routes appear free of x
obstructions and/or protruding objects ?

Do ramps on accessible routes appear to x
have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?

Do ramps on accessible routes appear to
5 | have compliant end and intermediate x
landings ?

Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?




[Draifs - [For Discussion [Purpeses Ol

Abbreviated Accessibility Checklist

Elevators

USE EXIT

IN-CAB CONTROLS LOBBY LOOKING AT CAB

Question Yes No NA Comments

1 Are hallway call buttons configured with the x
“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 |present on the hoistway sidewalls on each x
level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x
entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x
floor area ?

Do the elevator car doors have automatic re-

5 | opening devices to prevent closure on x
obstructions?

6 Do elevator car control buttons appear to be x
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES
Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x

have a minimum compliant floor area ?

Does the lavatory appear to be mounted at a
2 | compliant height and with compliant knee x

area ?
3 Does the lavatory faucet have compliant x

handles ?
4 Is the plumbing piping under lavatories x

configured to protect against contact ?
5 Are grab bars provided at compliant locations x

around the toilet ?
6 Do toilet stall doors appear to provide the x

minimum compliant clear width ?




[Draifs - [For Discussion [Purpeses Ol

Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal

appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Kitchens/Kitchenettes

BREAKROOM OVERVIEW SINK CLEARANCE

Question Yes No NA Comments

Do kitchens/kitchenettes appear to have a
1 | minimum compliant path of travel or area of x
maneuverability ?

Are the appliances centered for a parallel or
2 |forward approach with adequate clear floor x
space ?

3 Is there an accessible countertop/preparation x
space of proper width and height ?

4 Is there an accessible sink space of proper x
width and height ?

5 Does the sink faucet have compliant x
handles ?

6 Is the plumbing piping under the sink x
configured to protect against contact ?
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Are the cooktop/range controls front-mounted
(or in a location that does not require reaching
across the burners) ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

OVERVIEW OF PLAYGROUND ACCESSIBLE ROUTE TO PLAYGROUND
Question Yes No NA Comments

1 Is there an accessible route to the play area /

s? X
2 Has the play area been reviewed for x

accessibility ?
3 Are publicly accessible swimming pools x

equipped with an entrance lift ?
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Component Condition Report | Rock Creek Forest Elementary School

UF L3 Code
Structure
A1010
Facade
B2020
Roofing
B3010

Component Condition Report | Rock Creek Forest Elementary School / Main Building

UF L3 Code
Structure
B1010
Facade
B2010
B2050
B2050
Roofing
B3010
Interiors
C1030
C1030
C1070
C1090
C1090
C1090
C1090
C1090
C2010
C2010
C2010
C2010
C2010
C2030
C2030
C2030
C2030
C2030
C2050
C2050
C2050
Conveying
D1010
D1010

Location

Building Exterior

Location

Building mainframe

Building Exterior
Building Exterior

Building Exterior

Roof

Throughout Building
Throughout Building
Throughout Building
Room 117
Restrooms Full
Throughout Building
Room 163

Music Storage
Restrooms
Gymnasium
Throughout Building
Throughout Building
Gymnasium
Throughout Building
Restrooms
Throughout Building
Gymnasium
Commercial Kitchen
Gymnasium
Throughout Building
Media Center

Room 112

Elevator

Condition

Good

Good

Fair

Condition

Good

Fair
Good
Good

Fair

Good
Good
Fair
Fair
Fair
Fair
Fair
Fair
Good
Fair
Fair
Fair
Fair
Good
Good
Fair
Fair
Good
Fair
Fair

Good

Good

Fair

Component/Attributes/Capacity

Foundation System, Concrete Strip/Pad Footings w/ Slab

Exterior Glazing, Any Type by SF

Green roof, Vegetation Trays, Refurbish

Component/Attributes/Capacity

Structural Framing, Steel Columns & Beams, 3-5 Story Building, 3-5 Story Building

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, 100 WATT
Exterior Door, Aluminum-Framed & Glazed, Standard Swing

Exterior Door, Steel, Commercial

Roofing, Modified Bitumen

Door Hardware, School, per Door

Interior Door, Wood, Solid-Core

Suspended Ceilings, Acoustical Tile (ACT)

Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H
Toilet Partitions, Plastic/Laminate

Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H
Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H
Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H
Wall Finishes, Ceramic Tile

Wall Finishes, Acoustical Panels, Sound-Dampening
Wall Finishes, any surface, Prep & Paint

Wall Finishes, Acoustical Tile (ACT), Fabric-Faced
Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Flooring, Carpet, Commercial Standard

Flooring, Ceramic Tile

Flooring, Vinyl Tile (VCT)

Flooring, Wood, Sports, Refinish

Flooring, Quarry Tile

Ceiling Finishes, exposed irregular elements, Prep & Paint
Ceiling Finishes, Any Flat Surface, Prep & Paint
Ceiling Finishes, Wood Paneling

Passenger Elevator, Overhead Traction, 2-5 Floors, 2500 LB, Renovate

Elevator Cab Finishes, Standard
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Quantity

26,680 SF

4,000 SF

42,000 SF

Quantity

98,140

26,680
12
24

56,300

224
224
79,640
10

41

736

3

40
2,000
3,300
147,210
400
400
8,000
3,000
74,440
5,500
2,000
10,500
6,000
2,000

SF

SF

SF

SF
LF

LF
LF
LF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF

RUL

RUL

65

10

20

30

10



Component Condition Report | Rock Creek Forest Elementary School / Main Building

UF L3 Code
D1010
Plumbing
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
HVAC
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030

Location

Elevator

Hallways & Common Areas
Restrooms Full
Throughout Building
Restrooms Full

Restrooms Full

Room 213

Room 124

Hallways & Common Areas
Room 171

All Purpose Room

Boiler Room 173
Restrooms Individual
Room 170

Boiler Room 173
Throughout Building
Restrooms Individual

Hallways & Common Areas

Hallways & Common Areas
Room 177

Hallways & Common Areas
Hallways & Common Areas
Boiler Room 173

Electrical Room 175
Hallways & Common Areas
Room 170

Hallways & Common Areas
Room 166

Boiler Room 173

Hallways & Common Areas
Room 163A

Roof Penthouse
Mechanical Room 249
Mechanical Room 023
Mechanical Room 129
Mechanical Room 225
Mechanical Room 234
Room 235

Room 163

Roof

Mechanical Room 225

Condition

Fair

Fair

Good
Good
Good
Good
Good
Good
Fair

Good
Fair

Good
Good
Good
Fair

Good
Good

Fair

Fair
Fair
Fair
Fair
Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Component/Attributes/Capacity

Elevator Controls, Automatic, 1 Car

Drinking Fountain, Wall-Mounted, Bi-Level

Toilet, Commercial Water Closet

Sink/Lavatory, Vanity Top, Stainless Steel

Urinal, Standard

Sink/Lavatory, Wall-Hung, Enameled Steel

Sink/Lavatory, Service Sink, Floor

Sink/Lavatory, Service Sink, Floor

Drinking Fountain, Wall-Mounted, Bi-Level

Sink/Lavatory, Service Sink, Floor

Drinking Fountain, Wall-Mounted, Single-Level

Backflow Preventer, Domestic Water, 1.5 IN

Sink/Lavatory, Wall-Hung

Backflow Preventer, Domestic Water, 4 IN

Water Heater, Gas, Commercial (400 MBH), 100 to 199 GAL, 132 GAL
Plumbing System, Supply & Sanitary, Low Density (excludes fixtures)
Toilet, Commercial Water Closet

Drinking Fountain, Wall-Mounted, Bi-Level

Unit Heater, Electric, 11 to 20 KW, Inaccessible [ECUH-1]

Unit Heater, Electric, Inaccessible [EPUH-1]

Unit Heater, Electric, 11 to 20 KW, Inaccessible [ECUH-4]

Unit Heater, Electric, 11 to 20 KW, Inaccessible [ECUH-9]
Boiler Supplemental Components, Expansion Tank, 300 GAL
Unit Heater, Electric, Inaccessible [EPUH-6]

Unit Heater, Electric, 11 to 20 KW, Inaccessible [ECUH-7]

Unit Heater, Electric, Inaccessible [EPUH-4]

Unit Heater, Electric, 11 to 20 KW, Inaccessible [ECUH-3]

Unit Heater, Electric, 6 - 10 kW [EPUH-5]

Unit Heater, Electric, Inaccessible [EPUH-7]

Unit Heater, Electric, 11 to 20 KW, Inaccessible [ECUH-8]

Unit Heater, Electric, 11 - 25 kW [EPUH-9]

Unit Heater, Electric, 5 kW

Heat Pump, Water Source, 5 TON, 3 TON [HPU-48]

Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-6]
Heat Pump, Water Source, 5 TON, 3.5 TON [HPU-16]

Heat Pump, Water Source, 5 TON, 3 TON [HPU-43]

Heat Pump, Water Source, 5 TON, 3 TON [HPU-46]

Packaged Terminal Air Conditioner, PTAC, 6000 to 12000 BTUH, Inaccessible [HPU-52]
Packaged Terminal Air Conditioner, PTAC, 6000 to 12000 BTUH, Inaccessible [HPU-33]
Split System Ductless, Single Zone, 1 TON [DDS-3]

Heat Pump, Water Source, 5 TON, 3 TON [HPU-44]

Quantity
1

41
21

28

98,140
24

SF

RUL
10

20
20
20
20
25
25

25

20
20
20
10
30
20

10

10
10
29

10

10
10

10
10

10
10
10
10
10

10
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Component Condition Report | Rock Creek Forest Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Mechanical Room 207 Fair Heat Pump, Water Source, 5 TON, 1.25 TON [HPU-58] 1 10
D3030 Mechanical Room 013 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-3] 1 10
D3030 Mechanical Room 222 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-41] 1 10
D3030 Mechanical Room 221 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-56] 1 10
D3030 Mechanical Room 159 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-30] 1 10
D3030 Mechanical Room 241 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-51] 1 10
D3030 Mechanical Room 216 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-40] 1 10
D3030 Mechanical Room 204 Fair Heat Pump, Water Source, 5 TON, 2 TON [HPU-37] 1 10
D3030 Mechanical Room 210 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-38] 1 10
D3030 Mechanical Room 119 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-13] 1 10
D3030 Mechanical Room 204 Fair Heat Pump, Water Source, 5 TON, 2.5 TON [HPU-35] 1 10
D3030 Mechanical Room 229 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-53] 1 10
D3030 Mechanical Room 020 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-8] 1 10
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON [DDS-1] 1 3
D3030 Mechanical Room 201 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-57] 1 10
D3030 Mechanical Room 130 Fair Heat Pump, Water Source, 5 TON, 3.5 TON [HPU-23] 1 10
D3030 Mechanical Room 159 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-29] 1 10
D3030 Mechanical Room 151 Fair Heat Pump, Water Source, 5 TON, 3.5 TON [HPU-26] 1 10
D3030 Room 125 Fair Heat Pump, Water Source, Interior Unit, 5 TON, Inaccessible [HPU-15] 1 10
D3030 Room 169 Fair Heat Pump, Water Source, Interior Unit, 5 TON, Inaccessible [HPU-34] 1 10
D3030 Mechanical Room 241 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-50] 1 10
D3030 Mechanical Room 129 Fair Heat Pump, Water Source, 5 TON, 3.5 TON [HPU-17] 1 10
D3030 Mechanical Room 152 Fair Heat Pump, Water Source, 5 TON, 2 TON [HPU-28] 1 10
D3030 Mechanical Room 234 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-45] 1 10
D3030 Mechanical Room 210 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-39] 1 10
D3030 Mechanical Room 130 Fair Heat Pump, Water Source, 5 TON, 3.5 TON [HPU-22] 1 10
D3030 Mechanical Room 120 Fair Heat Pump, Water Source, 5 TON, 3.5 TON [HPU-24] 1 10
D3030 Mechanical Room 229 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-54] 1 10
D3030 Mechanical Room 023 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-7] 1 10
D3030 Mechanical Room 135 Fair Heat Pump, Water Source, 5 TON, 1.25 TON [HPU-18] 1 10
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON [DDS-2] 1 3
D3030 Mechanical Room Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-49] 1 10
D3030 Mechanical Room 222 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-42] 1 10
D3030 Mechanical Room 141 Fair Heat Pump, Water Source, 5 TON, 3.5 TON [HPU-19] 1 10
D3030 Mechanical Room 010 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-4] 1 10
D3030 Mechanical Room 033 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-10] 1 10
D3030 Office Areas Fair Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 1 to 2 TON 6 5
D3030 Mechanical Room 020 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-9] 1 10
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON [DDS-6] 1 3
D3030 Mechanical Room 010 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-5] 1 10
D3030 Mechanical Room 221 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-55] 1 10
D3030 Mechanical Room 141 Fair Heat Pump, Water Source, 5 TON, 3.5 TON [HPU-20] 1 10

D3030 Mechanical Room 033 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-11] 1 10
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Component Condition Report | Rock Creek Forest Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON [DDS-7] 1 3
D3030 Mechanical Room 111 Fair Heat Pump, Water Source, 5 TON, 3 TON [HPU-12] 1 10
D3030 Room 203 Fair Heat Pump, Water Source, Interior Unit, 5 TON, Inaccessible [HPU-60] 1 10
D3030 Mechanical Room 001 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-1] 1 10
D3030 Roof Fair Split System Ductless, Single Zone, Condenser & Evaporator, 3 TON [DDS-4] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON [DDS-5] 1 3
D3030 Mechanical Room 151 Fair Heat Pump, Water Source, 5 TON, 2 TON [HPU-27] 1 10
D3030 Mechanical Room 013 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HPU-2] 1 10
D3030 Mechanical Room 204 Fair Heat Pump, Water Source, 5 TON, 2 TON [HPU-36] 1 10
D3030 Mechanical Room 120 Fair Heat Pump, Water Source, 5 TON, 3.5 TON [HPU-25] 1 10
D3050 Roof Fair Make-Up Air Unit, MUA or MAU, 65 CFM [MUAU-1] 1 9
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 25 TON [RTU-2] 1 10
D3050 Boiler Room 173 Fair Pump, Distribution, HVAC Heating Water, 60 HP [P-2] 1 12
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 15 TON [RTU#3] 1 10
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 40 TON [DOAS-2] 1 10
D3050 Throughout Building Good HVAC System, Hydronic Piping, 2-Pipe 98,140 SF 30
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 7 TON [RTU-1] 1 10
D3050 Throughout Building Good HVAC System, Ductwork, Medium Density 98,140 SF 20
D3050 Boiler Room 173 Fair Pump, Distribution, HVAC Heating Water, 60 HP [P-1] 1 12
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 65 TON [DOAS-1] 1 10
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 3 TON [DOAS-3] 1 10
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-11] 1 14
D3060 Boiler Room 173 Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1500 CFM [SF-1] 1 9
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-8] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-5] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-17] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-7] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-2] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-13] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-12] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-1] 1 14
D3060 Commercial Kitchen Fair Supplemental Components, Air Curtain, 5' Wide Non-Heated, 2.4 AMP 1 10
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-6] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-14] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-4] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-9] 1 14
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1405 CFM [EF-10] 1 14
D3060 Commercial Kitchen Fair Supplemental Components, Air Curtain, 5' Wide Non-Heated, 2.4 AMP 1 10

Fire Protection

D4010 Room 170 Good Supplemental Components, Fire Riser, Wet, 6 IN 6 30
D4010 Room 170 Good Backflow Preventer, Fire Suppression, 6 IN 1 20
D4010 Throughout Building Fair Fire Suppression System, Existing Sprinkler Heads, by SF 98,140 SF 15

Electrical
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UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D5010 Electrical Room 175 Fair Automatic Transfer Switch, ATS, 200 AMP [ATS #1] 1 14
D5010 Site General Fair Generator, Diesel, 150 KW 1 15
D5010 Electrical Room 175 Fair Automatic Transfer Switch, ATS, 200 AMP [ATS #2] 1 14
D5020 Electrical Room 114 Fair Secondary Transformer, Dry, Stepdown, 9 KVA [TEP1] 1 19
D5020 Electrical Room 009 Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TRL] 1 19
D5020 Electrical Room 114 Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TR1] 1 19
D5020 Electrical Room 175 Fair Secondary Transformer, Dry, Stepdown, 75 KVA [TKP] 1 19
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown , 45 kVA [TS2] 1 19
D5020 Electrical Room 175 Good Switchboard, 277/480 V, 2000 AMP 3 29
D5020 Electrical Room 175 Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TSP] 1 19
D5020 Electrical Room 175 Fair Distribution Panel, 277/480 V, 400 AMP [M] 1 19
D5020 Electrical Room 114 Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TC1] 1 19
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TR2] 1 19
D5020 Electrical Room 175 Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TRP] 1 19
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 75 KVA [TMP2] 1 19
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TC2] 1 19
D5020 Electrical Room 175 Fair Secondary Transformer, Dry, Stepdown, 15 KVA [TEP] 1 19
D5020 Electrical Room 175 Fair Secondary Transformer, Dry, Stepdown, 75 KVA [TMP] 1 19
D5020 Electrical Room 175 Fair Distribution Panel, 277/480 V, 400 AMP [MD] 1 19
D5020 Electrical Room 175 Fair Secondary Transformer, Dry, Stepdown, 15 KVA [TCP] 1 19
D5020 Electrical Room 009 Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TCL] 1 19
D5030 Boiler Room 173 Fair Variable Frequency Drive, VFD, by HP of Motor, 60 HP, Replace/Install [VFD-8] 1 9
D5030 Boiler Room 173 Fair Variable Frequency Drive, VFD, by HP of Motor, 60 HP, Replace/Install [VFD-7] 1 9
D5030 Throughout Building Good Electrical System, Wiring & Switches, Average or Low Density/Complexity 98,140 SF 30
D5040 Throughout Building Fair Emergency & Exit Lighting System, Full Interior Upgrade, LED 98,140 SF 4
D5040 Building Exterior Fair Exterior Light, Building-Mounted, Doorway/Soffit/Lower-Lumen, 100 W, 100 WATT 22 8
D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 98,140 SF 10
D5040 Gymnasium Fair High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W 24 10
D5040 All Purpose Room Fair Stage Lighting System, Full Upgrade, Specialty Fixtures 700 SF 10

Fire Alarm & Electronic Systems

D6030 All Purpose Room Fair Sound System, Theater/Auditorium/Church 98,140 SF 10
D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 98,140 SF 10
D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 98,140 SF 5
D7050 Room 169 Good Fire Alarm Panel, Fully Addressable 1 14
D7050 Throughout Building Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 98,140 SF 10
D8010 Throughout Building Fair BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 98,140 SF 5

Equipment & Furnishings

E1030 Commercial Kitchen Fair Foodservice Equipment, Walk-In, Freezer 1 10
E1030 Commercial Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1 5
E1030 Commercial Kitchen Fair Foodservice Equipment, Exhaust Hood, 3 to 6 LF 1 5
E1030 Commercial Kitchen Good Foodservice Equipment, Commercial Kitchen, 1-Bowl 1 20
E1030 Commercial Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1 5

E1030 Roof Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 4



Component Condition Report | Rock Creek Forest Elementary School / Main Building

UF L3 Code
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1040
E1040
E1040
E1070
E1070
E1070
E2010
E2010
E2010

Location

Roof

Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Commercial Kitchen
Throughout Building
Room 161

Room 161
Gymnasium

All Purpose Room
Gymnasium

Media Center
Throughout Building
Media Center

Condition
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Good
Fair
Fair
Fair
Fair
Good
Fair
Good
Fair
Fair

Fair

Component Condition Report | Rock Creek Forest Elementary School / Site

UF L3 Code
Plumbing
D2030

Location

Site General

Special Construction & Demo

F1020
F1020

Site General

Site General

Pedestrian Plazas & Walkways

G2020
G2020

Site Parking Areas
Site Parking Areas

Athletic, Recreational & Playfield Areas

G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
Sitework

G2060

Site Playground Areas
Site Sports Fields & Courts
Site Sports Fields & Courts
Site Sports Fields & Courts
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Playground Areas
Site Sports Fields & Courts
Site Sports Fields & Courts

Site General

Condition

Good

Good
Good

Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Good

Component/Attributes/Capacity

Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer
Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer
Foodservice Equipment, Walk-In, Refrigerator

Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels
Foodservice Equipment, Dairy Cooler/Wells

Foodservice Equipment, Convection Oven, Double

Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer
Foodservice Equipment, Refrigerator, 2-Door Reach-In

Foodservice Equipment, Commercial Kitchen, 3-Bowl

Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels
Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted
Ceramics Equipment, Kiln

Ceramics Equipment, Kiln

Basketball Backboard, Wall-Mounted, Operable

Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour
Basketball Backboard, Wall-Mounted, Fixed

Library Shelving, Double-Faced, up to 90" Height

Casework, Cabinetry, Standard

Library Shelving, Single-Faced, up to 90" Height, up to 90" Height

Component/Attributes/Capacity

Plumbing System, Rain Water Drainage, Low Density

Shade Structure, Metal-Framed, Standard

Shade Structure, Wood or Metal-Framed, Basic/Minimal

Parking Lots, Pavement, Asphalt, Mill & Overlay
Parking Lots, Pavement, Asphalt, Seal & Stripe

Play Structure, Multipurpose, Medium

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
Sports Apparatus, Soccer, Regulation Goal

Play Structure, Multipurpose, Small

Play Structure, Multipurpose, Very Small

Playground Surfaces, Engineered Wood Fiber Chips, 3" Depth

Play Structure, Multipurpose, Large

Sports Apparatus, Basketball, Backboard/Rim/Pole

Sports Apparatus, Baseball, Backstop Chain-Link

Retaining Wall, Concrete Masonry Unit (CMU)
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Component Condition Report | Rock Creek Forest Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
G2060 Site General Fair Signage, Property, Monument, Replace/Install 1 9
G2060 Site General Good Fences & Gates, Fence, Chain Link 4' 1,000 LF 30
G2060 Site General Good Picnic Table, Metal Powder-Coated 3 10
G2060 Site General Good Fences & Gates, Fence, Chain Link 8' 550 LF 30
G2060 Site General Fair Bike Rack, Portable 6-10 Bikes 1 5
G2060 Site General Fair Fences & Gates, Fence, Wood Split 2-Rail 200 LF 5
G2060 Site General Good Bollard, Concrete or Metal 8 20
G2060 Site General Fair Flagpole, Metal 1 19

G4050 Site Parking Areas Fair Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 150 W, Replace/Install 20 10
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Replacement Reserves Report @
4/9/2026

Location 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Total Escalated Estimate
Rock Creek Forest Elementary School $0 $0 $0 $0 $0 $0 $149,448 $0 $0 $0 $0 $0 $0 $0 $0 $0 $200,845 $0 $0 $0 $289,700 $639,993
Rock Creek Forest Elementary School / Main Building $0 $0 $0 $62,941 $124,843 $1,302,977 $10,818 $0 $87,335 $126,302 $4,933,292 $0 $98,948 $40,385 $258,533 $1,156,580 $14,539 $0 $153,389 $253,864 $3,000,196 $11,624,941
Rock Creek Forest Elementary School / Site $0 $0 $5,835 $42,289 $0 $4,057 $0 $6,764 $49,024 $347,070 $110,336 $0 $7,842 $56,832 $28,739 $468,948 $0 $9,091 $65,884 $4,384 $196,866 $1,403,961
Grand Total $0 $0 $5,835 $105,230 $124,843 $1,307,034 $160,266 $6,764 $136,359 $473,372 $5,043,627 $0 $106,789 $97,217 $287,273 $1,625,528 $215,384 $9,091 $219,273 $258,248 $3,486,763 $13,668,895
Rock Creek Forest Elementary School

Uniformat CodeLocation Description ID Cost Description Lifespan (EUL)EAge RUL Q ity Unit Unit Cost 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Deficiency Repair Estimate

B2020 Building Exterior 10851530 Exterior Glazing, Any Type by SF, Replace 30 10 20 4000 SF $40.10 $160,400 $160,400 $160,400

B3010 Rock Creek Forest Elementary School 10901160 Green roof, Vegetation Trays, Refurbish 10 4 6 42000 SF $2.98 $125,160 $125,160 $125,160 $250,320

Totals, Unescalated $0 $0 $0 $0 $0 $0 $125,160 $0 $0 $0 $0 $0 $0 $0 $0 $0 $125,160 $0 $0 $0 $160,400 $410,720

Totals, (3.0% i i y) $0 $0 $0 $0 $0 $0 $149,448 $0 $0 $0 $0 $0 $0 $0 $0 $0 $200,845 $0 $0 $0 $289,700 $639,993

Rock Creek Forest Elementary School / Main Building

Uniformat CodeLocation Description D Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Deficiency Repair Estimate
B2010 Building Exterior 10851529 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Replace 20 10 10 26680 SF $1.28 $34,150 $34,150 $34,150
B2050 Building Exterior 10392849 Exterior Door, Aluminum-Framed & Glazed, Standard Swing, Replace 30 10 20 12 EA $1,300.00 $15,600 $15,600 $15,600
B3010 Roof 10510242 Roofing, Modified Bitumen, Replace 20 10 10 56300  SF $10.00 $563,000 $563,000 $563,000
C1030 Throughout Building 10392776 Door Hardware, School, per Door, Replace 30 10 20 224 EA $400.00 $89,600 $89,600 $89,600
C1070 Throughout Building 10851453 Suspended Ceilings, Acoustical Tile (ACT), Replace 25 10 15 79640 SF $3.50 $278,740 $278,740 $278,740
C1090 Restrooms Full 10392905 Toilet Partitions, Plastic/Laminate, Replace 20 10 10 41 EA $750.00 $30,750 $30,750 $30,750
C1090 Room 117 10392844 Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H, Replace 20 10 10 10 LF $500.00  $5,000 $5,000 $5,000
C1090 Throughout Building 10392822 Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H, Replace 20 10 10 736 LF $500.00 $368,000 $368,000 $368,000
C1090 Room 163 10392870 Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H, Replace 20 10 10 3 LF $500.00  $1,500 $1,500 $1,500
C1090 Music Storage 10392798 Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H, Replace 20 10 10 40 LF $500.00 $20,000 $20,000 $20,000
C2010 Gymnasium 10392821 Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace 15 10 5 400 SF $16.80 $6,720 $6,720 $6,720 $13,440
C2010 Throughout Building 10392814 Wall Finishes, any surface, Prep & Paint 10 5 5 147210  SF $1.50 $220,815 $220,815 $220,815 $441,630
C2010 Gymnasium 10392769 Wall Finishes, Acoustical Panels, Sound-Dampening, Replace 25 10 15 3300 SF $14.00 $46,200 $46,200 $46,200
C2010 Throughout Building 10392864 Wall Finishes, Acoustical Tile (ACT), Fabric-Faced, Replace 25 10 15 400 SF $14.00  $5,600 $5,600 $5,600
C2030 Throughout Building 10392891 Flooring, Vinyl Tile (VCT), Replace 15 10 5 74440 SF $5.00 $372,200 $372,200 $372,200 $744,400
C2030 Throughout Building 10392848 Flooring, Carpet, Commercial Standard, Replace 10 2 8 8000 SF $7.50 $60,000 $60,000 $60,000 $120,000
C2030 Gymnasium 10392866 Flooring, Wood, Sports, Refinish 10 7 3 5500 SF $5.00 $27,500 $27,500 $27,500 $55,000
C2050 Media Center 10392839 Ceiling Finishes, Wood Paneling, Replace 30 10 20 2000 SF $14.00 $28,000 $28,000 $28,000
C2050 Gymnasium 10392904 Ceiling Finishes, exposed irregular elements, Prep & Paint 10 6 4 10500 SF $2.50 $26,250 $26,250 $26,250 $52,500
C2050 Throughout Building 10851454 Ceiling Finishes, Any Flat Surface, Prep & Paint 10 4 6 6000 SF $1.01 $6,060 $6,060 $6,060 $12,120
D1010 Elevator 10441288 Elevator Cab Finishes, Standard, Replace 15 10 5 1 EA $9,000.00  $9,000 $9,000 $9,000 $18,000
D1010 Elevator 10441368 Elevator Controls, Automatic, 1 Car, Replace 20 10 10 1 EA $5,000.00  $5,000 $5,000 $5,000
D2010 Boiler Room 173 10441297 Water Heater, Gas, Commercial (400 MBH), 100 to 199 GAL, Replace 20 10 10 1 EA $16,325.00 $16,325 $16,325 $16,325
D2010 Boiler Room 173 10441294 Backflow Preventer, Domestic Water, Replace 30 10 20 1 EA $3,200.00  $3,200 $3,200 $3,200
D2010 Room 170 10441303 Backflow Preventer, Domestic Water, Replace 30 10 20 1 EA $6,600.00 $6,600 $6,600 $6,600
D2010 Hallways & Common Areas 10392906 Drinking Fountain, Wall-Mounted, Bi-Level, Replace 15 10 5 1 EA $1,500.00 $1,500 $1,500 $1,500 $3,000
D2010 Hallways & Common Areas 10392816 Drinking Fountain, Wall-Mounted, Bi-Level, Replace 15 10 5 1 EA $1,500.00  $1,500 $1,500 $1,500 $3,000
D2010 All Purpose Room 10392825 Drinking Fountain, Wall-Mounted, Single-Level, Replace 15 10 5 1 EA $1,200.00  $1,200 $1,200 $1,200 $2,400
D2010 Hallways & Common Areas 10392786 Drinking Fountain, Wall-Mounted, Bi-Level, Replace 15 10 5 1 EA $1,500.00  $1,500 $1,500 $1,500 $3,000
D2010 Restrooms Full 10392803 Toilet, Commercial Water Closet, Replace 30 10 20 41 EA $1,300.00 $53,300 $53,300 $53,300
D2010 Throughout Building 10392820 Sink/Lavatory, Vanity Top, Stainless Steel, Replace 30 10 20 21 EA $1,200.00 $25,200 $25,200 $25,200
D2010 Restrooms Full 10392872 Urinal, Standard, Replace 30 10 20 9 EA $1,100.00  $9,900 $9,900 $9,900
D2010 Restrooms Full 10392873 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace 30 10 20 28 EA $1,700.00 $47,600 $47,600 $47,600
D2010 Restrooms Individual 10839470 Sink/Lavatory, Wall-Hung, Replace 30 10 20 24 EA $742.00 $17,808 $17,808 $17,808
D2010 Restrooms Individual 10392862 Toilet, Commercial Water Closet, Replace 30 10 20 24 EA $1,296.00 $31,104 $31,104 $31,104
D3020 Room 177 10441296 Unit Heater, Electric, Replace 20 1 9 1 EA $1,800.00  $1,800 $1,800 $1,800
D3020 Electrical Room 175 10441360 Unit Heater, Electric, Replace 20 1 9 1 EA $2,200.00 $2,200 $2,200 $2,200
D3020 Room 170 10441330 Unit Heater, Electric, Replace 20 1 9 1 EA $1,800.00  $1,800 $1,800 $1,800
D3020 Boiler Room 173 10441344 Unit Heater, Electric, Replace 20 1 9 1 EA $1,800.00  $1,800 $1,800 $1,800
D3020 Roof Penthouse 10441280 Unit Heater, Electric, Replace 20 1 9 1 EA $1,800.00  $1,800 $1,800 $1,800
D3020 Hallways & Common Areas 10392878 Unit Heater, Electric, 11 to 20 KW, Replace 20 10 10 1 EA $2,616.00 $2,616 $2,616 $2,616
D3020 Hallways & Common Areas 10392800 Unit Heater, Electric, 11 to 20 KW, Replace 20 10 10 1 EA $2,616.00 $2,616 $2,616 $2,616
D3020 Hallways & Common Areas 10392882 Unit Heater, Electric, 11 to 20 KW, Replace 20 10 10 1 EA $2,616.00 $2,616 $2,616 $2,616
D3020 Hallways & Common Areas 10392876 Unit Heater, Electric, 11 to 20 KW, Replace 20 10 10 1 EA $2,616.00 $2,616 $2,616 $2,616
D3020 Hallways & Common Areas 10392898 Unit Heater, Electric, 11 to 20 KW, Replace 20 10 10 1 EA $2,616.00 $2,616 $2,616 $2,616
D3020 Room 166 10392877 Unit Heater, Electric, Replace 20 10 10 1 EA $2,200.00  $2,200 $2,200 $2,200
D3020 Hallways & Common Areas 10392912 Unit Heater, Electric, 11 to 20 KW, Replace 20 10 10 1 EA $2,616.00 $2,616 $2,616 $2,616
D3020 Room 163A 10392783 Unit Heater, Electric, Replace 20 10 10 1 EA $2,200.00  $2,200 $2,200 $2,200
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Replacement Reserves Report @
4/9/2026

Uniformat CodeLocation Description ID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Deficiency Repair Estimate
D3030 Roof 10441337 Split System Ductless, Single Zone, Replace 15 12 3 1 EA $4,800.00 $4,800 $4,800 $4,800 $9,600
D3030 Roof 10441311 Split System Ductless, Single Zone, Replace 15 12 3 1 EA $4,800.00  $4,800 $4,800 $4,800 $9,600
D3030 Roof 10441289 Split System Ductless, Single Zone, Replace 15 12 3 1 EA $4,800.00  $4,800 $4,800 $4,800 $9,600
D3030 Roof 10441361 Split System Ductless, Single Zone, Replace 15 12 3 1 EA $4,800.00  $4,800 $4,800 $4,800 $9,600
D3030 Roof 10441317 Split System Ductless, Single Zone, Condenser & Evaporator, Replace 15 12 3 1 EA $6,100.00  $6,100 $6,100 $6,100 $12,200
D3030 Roof 10441338 Split System Ductless, Single Zone, Replace 15 12 3 1 EA $4,800.00  $4,800 $4,800 $4,800 $9,600
D3030 Room 235 10392900 Packaged Terminal Air Conditioner, PTAC, 6000 to 12000 BTUH, Replace 15 10 5 1 EA $4,437.00 $4,437 $4,437 $4,437 $8,874
D3030 Room 163 10392817 Packaged Terminal Air Conditioner, PTAC, 6000 to 12000 BTUH, Replace 15 10 5 1 EA $4,437.00 $4,437 $4,437 $4,437 $8,874
D3030 Roof 10441331 Split System Ductless, Single Zone, Replace 15 10 5 1 EA $3,500.00  $3,500 $3,500 $3,500 $7,000
D3030 Office Areas 10392792 Fan Coil Cassette, Variable Refrigerant Volume (VRV) Interior Unit, 1 to 2 TON, Replace 15 10 5 6 EA $4,020.00 $24,120 $24,120 $24,120 $48,240
D3030 Mechanical Room 249 10392835 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 023 10441302 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 129 10392812 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 225 10392779 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 234 10392847 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 225 10392859 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 207 10392843 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 013 10441283 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 222 10392796 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 221 10392808 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 159 10392899 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 241 10392854 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 216 10392831 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 204 10392823 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 210 10392913 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 119 10392858 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 204 10392836 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 229 10392811 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 020 10441293 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 201 10392819 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 130 10392829 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 159 10392805 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 151 10392894 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 125 10392867 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Room 169 10392897 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 241 10392909 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 129 10392852 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 152 10392851 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 234 10392874 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 210 10392853 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 130 10392790 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 120 10392793 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 229 10392797 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 023 10441348 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 135 10392766 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 10392863 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 222 10392773 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 141 10392828 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 010 10441313 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 033 10441307 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 020 10441364 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 010 10441369 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 221 10392770 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 141 10392885 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 033 10441304 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 111 10392801 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Room 203 10392818 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 001 10441345 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 151 10392838 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 013 10441350 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 10 10 1 EA $13,875.00 $13,875 $13,875 $13,875
D3030 Mechanical Room 204 10392893 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
D3030 Mechanical Room 120 10392833 Heat Pump, Water Source, 5 TON, Replace 20 10 10 1 EA $5,900.00  $5,900 $5,900 $5,900
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Uniformat CodeLocation Description
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Roof

Roof
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Roof
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Commercial Kitchen
Commercial Kitchen
Throughout Building
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Site General
Electrical Room 175
Electrical Room 175
Electrical Room 114
Electrical Room 009
Electrical Room 114
Electrical Room 175
Electrical Room
Electrical Room 175
Electrical Room 114
Electrical Room
Electrical Room 175
Electrical Room
Electrical Room
Electrical Room 175
Electrical Room 175
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Electrical Room 175
Electrical Room 175
Boiler Room 173
Boiler Room 173
Throughout Building
Building Exterior
Throughout Building
Gymnasium

All Purpose Room
All Purpose Room
Throughout Building
Throughout Building
Throughout Building
Room 169

Throughout Building

ID
10441299

10441285
10441349
10441308
10441352
10441326
10441309
10441314
10441290
10392804
10441328
10441335
10441300
10441359
10441354
10441333
10441356
10441282
10441318
10441367
10441319
10441301
10441320
10441291
10441340
10441305
10441327
10392842
10441295
10441422
10441325
10441310
10441329
10441357
10441363
10441351
10392764
10441286
10441365
10392788
10441362
10392777
10392890
10441353
10441334
10441324
10441312
10441332
10441343
10441322
10441336
10392784
10511375
10392902
10392774
10392791
10392837
10392830
10392915
10392778
10392813

10392845

Cost Description

Pump, Distribution, HVAC Heating Water, Replace

Pump, Distribution, HVAC Heating Water, Replace

Make-Up Air Unit, MUA or MAU, Replace

Packaged Unit, RTU, Pad or Roof-Mounted, Replace

Packaged Unit, RTU, Pad or Roof-Mounted, Replace

Packaged Unit, RTU, Pad or Roof-Mounted, Replace

Packaged Unit, RTU, Pad or Roof-Mounted, Replace

Packaged Unit, RTU, Pad or Roof-Mounted, Replace

Packaged Unit, RTU, Pad or Roof-Mounted, Replace

HVAC System, Ductwork, Medium Density, Replace

Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Exhaust Fan, Centrifugal, 16" Damper, Replace

Supplemental Components, Air Curtain, 5' Wide Non-Heated, Replace
Supplemental Components, Air Curtain, 5' Wide Non-Heated, Replace
Fire Suppression System, Existing Sprinkler Heads, by SF, Replace
Backflow Preventer, Fire Suppression, Replace

Generator, Diesel, Replace

Automatic Transfer Switch, ATS, Replace

Automatic Transfer Switch, ATS, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown , Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Secondary Transformer, Dry, Stepdown, Replace

Distribution Panel, 277/480 V, Replace

Distribution Panel, 277/480 V, Replace

Variable Frequency Drive, VFD, by HP of Motor, Replace/Install
Variable Frequency Drive, VFD, by HP of Motor, Replace/Install
Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace
Exterior Light, Building-Mounted, Doorway/Soffit/Lower-Lumen, 100 W, Replace
Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace
High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace
Stage Lighting System, Full Upgrade, Specialty Fixtures, Replace
Sound System, Theater/Auditorium/Church, Replace

Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace
Security/Surveillance System, Full System Upgrade, Average Density, Replace
Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install
Fire Alarm Panel, Fully Addressable, Replace

BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install

25
25
20
20
20
20
20
20
20
30
20
25
25
25
25
25
25
25
25
25
25
25
25
25
25
20
20
25
30
25
25
25
30
30
30
30
30
30
30
30
30
30
30
30
30
30
30
30
30
20
20
10
20
20
20
20
20
20
15
20
15

15

Lifespan (EUL)EAge

13

20

14
14
14
14
14
14
14
14
14
14
14
14
14

10
14

QuantityUnit

1

1

98140
22
98140
24
700
98140
98140
98140

98140

98140

EA
EA
EA
EA
EA
EA
EA

EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
SF
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA

SF

Unit Cost* Subtotal 2025
$34,700.00 $34,700
$34,700.00 $34,700
$35,000.00 $35,000
$45,000.00 $45,000
$30,000.00 $30,000
$75,000.00 $75,000
$15,000.00 $15,000
$120,000.00 $120,000
$7,500.00  $7,500
$4.00 $392,560
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$2,400.00  $2,400
$1,500.00  $1,500
$1,500.00  $1,500
$1.07 $105,010
$10,500.00 $10,500
$86,000.00 $86,000
$12,000.00 $12,000
$12,000.00 $12,000
$5,400.00  $5,400
$7,600.00  $7,600
$7,600.00  $7,600
$10,000.00 $10,000
$4,675.00 $4,675
$7,600.00  $7,600
$7,600.00  $7,600
$7,600.00  $7,600
$7,600.00  $7,600
$10,000.00 $10,000
$7,600.00  $7,600
$6,000.00  $6,000
$10,000.00 $10,000
$6,000.00  $6,000
$7,600.00  $7,600
$5,300.00  $5,300
$14,000.00 $14,000
$25,000.00 $25,000
$25,000.00 $25,000
$0.65 $63,791
$406.50  $8,943

$5.00 $490,700
$1,700.00 $40,800
$30.00 $21,000
$1.50 $147,210
$1.65 $161,931
$2.00 $196,280
$3.00 $294,420
$15,000.00 $15,000

$2.50 $245,350

2026

2027 2028 2029 2030 2031 2032 2033 2034 2035

$35,000
$45,000
$30,000
$75,000
$15,000
$120,000

$7,500

$2,400

$1,500
$1,500

$25,000
$25,000
$63,791
$8,943
$490,700
$40,800
$21,000
$147,210
$161,931
$196,280

$294,420

$245,350

2036 2037 2038 2039 2040 2041 2042 2043 2044
$34,700
$34,700
$392,560
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$105,010
$10,500
$86,000
$12,000
$12,000
$5,400
$7,600
$7,600
$10,000
$4,675
$7,600
$7,600
$7,600
$7,600
$10,000
$7,600
$6,000
$10,000
$6,000
$7,600
$5,300
$14,000
$63,791
$196,280
$15,000
$245,350

2045Deficiency Repair Estimate

$34,700
$34,700
$35,000
$45,000
$30,000
$75,000
$15,000
$120,000
$7,500
$392,560
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$1,500
$1,500
$105,010
$10,500
$86,000
$12,000
$12,000
$5,400
$7,600
$7,600
$10,000
$4,675
$7,600
$7,600
$7,600
$7,600
$10,000
$7,600
$6,000
$10,000
$6,000
$7,600
$5,300
$14,000
$25,000
$25,000
$127,582
$8,943
$490,700
$40,800
$21,000
$147,210
$161,931
$392,560
$294,420
$15,000

$490,700
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Replacement Reserves Report

4/9/2026

Uniformat CodeLocation Description
E1030 Roof

E1030 Roof

E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1030 Commercial Kitchen
E1040 Room 161

E1040 Room 161

E1040 Throughout Building
E1070 All Purpose Room
E1070 Gymnasium

E1070 Gymnasium

E2010 Media Center
E2010 Throughout Building
E2010 Media Center

Totals, Unescalated

Totals,

ID Cost Description

10441287 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace
10441347 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace
10441284 Foodservice Equipment, Convection Oven, Double, Replace

10441292 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace
10441341 Foodservice Equipment, Exhaust Hood, 3 to 6 LF, Replace

10441342 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace
10441298 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace
10441339 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace
10441355 Foodservice Equipment, Dairy Cooler/Wells, Replace

10441306 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace
10441316 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace

10441358 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace
10441366 Foodservice Equipment, Walk-In, Freezer, Replace

10441321 Foodservice Equipment, Walk-In, Refrigerator, Replace

10441370 Foodservice Equipment, Commercial Kitchen, 1-Bowl, Replace

10441315 Foodservice Equipment, Commercial Kitchen, 3-Bowl, Replace

10392806 Ceramics Equipment, Kiln, Replace

10392763 Ceramics Equipment, Kiln, Replace

10392782 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace
10392910 Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace
10392799 Basketball Backboard, Wall-Mounted, Operable

10392883 Basketball Backboard, Wall-Mounted, Fixed

10392875 Library Shelving, Double-Faced, up to 90" Height, Replace

10392771 Casework, Cabinetry, Standard, Replace

10392824 Library Shelving, Single-Faced, up to 90" Height, up to 90" Height, Replace

(3.0% inf

Uniformat CodelLocation Description

F1020 Site General

F1020 Site General

G2020 Site Parking Areas

G2020 Site Parking Areas

G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Playground Areas
G2050 Site Playground Areas
G2050 Site Playground Areas
G2050 Site Playground Areas
G2050 Site Playground Areas
G2060 Site General

G2060 Site General

G2060 Site General

G2060 Site General

G2060 Site General

G2060 Site General

G4050 Site Parking Areas

Totals, Unescalated

Totals,

Rock Creek Forest Elementary School / Site
ID Cost Description

10511368 Shade Structure, Metal-Framed, Standard, Replace

10511378 Shade Structure, Wood or Metal-Framed, Basic/Minimal, Replace

10441409 Parking Lots, Pavement, Asphalt, Seal & Stripe

10441414 Parking Lots, Pavement, Asphalt, Mill & Overlay

10441416 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
10441404 Sports Apparatus, Soccer, Regulation Goal, Replace

10441401 Sports Apparatus, Baseball, Backstop Chain-Link, Replace

10441415 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace

10441406 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
10441419 Playground Surfaces, Engineered Wood Fiber Chips, 3" Depth, Replace
10441408 Play Structure, Multipurpose, Medium, Replace

10441420 Play Structure, Multipurpose, Small, Replace

10441403 Play Structure, Multipurpose, Very Small, Replace

10441410 Play Structure, Multipurpose, Large, Replace

10511364 Bike Rack, Portable 6-10 Bikes, Replace

10511371 Fences & Gates, Fence, Wood Split 2-Rail, Replace

10511359 Picnic Table, Metal Powder-Coated, Replace

10441405 Signage, Property, Monument, Replace/Install

10441413 Flagpole, Metal, Replace

10511357 Bollard, Concrete or Metal, Replace

10441424 Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 150 W, Replace/Install

(3.0% inf

15
15
10
15

30
30
20
20
10
15
30
30
20
20
20

Lifespan (EUL)EAge

"

"

Lifespan (EUL)EAge

30
30
5
25
5
20
20
25
25
5
20
20
20
20

20
20
30
30
20

10
10
2

10
10

RUL

10
10
20
20
10

RUL
20

20

20
10

QuantityUnit
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
2 EA
300 SF
2 EA
4 EA
120 LF
2000 LF
100 LF
QuantityUnit
1700 SF
500 SF
68000 SF
68000 SF
18000 SF
2 EA
1 EA
4 EA
18000 SF
5500 SF
8 EA
4 EA
3 EA
1 EA
1 EA
200 LF
3 EA
1 EA
1 EA
8 EA
20 EA

Unit Cost*
$6,300.00

$6,300.00
$8,280.00
$1,700.00
$3,300.00
$1,700.00
$4,600.00
$1,700.00
$3,600.00
$4,600.00
$4,600.00
$1,700.00
$25,000.00
$15,000.00
$1,600.00
$2,500.00
$3,200.00
$3,200.00
$1,500.00
$13.00
$4,300.00
$3,580.00
$480.00
$300.00
$330.00

Subtotal 2025
$6,300
$6,300
$8,280
$1,700
$3,300
$1,700
$4,600
$1,700
$3,600
$4,600
$4,600
$1,700

$25,000
$15,000
$1,600
$2,500
$3,200
$3,200
$3,000
$3,900
$8,600
$14,320
$57,600
$600,000
$33,000

Unit Cost* Subtotal 2025

$50.00
$25.00
$0.45

$85,000
$12,500
$30,600

$3.50 $238,000

$0.45
$2,500.00
$5,000.00
$4,750.00
$3.50
$1.00

$8,100
$5,000
$5,000
$19,000
$63,000
$5,500

$20,000.00 $160,000

$10,000.00
$6,000.00
$35,000.00
$500.00
$15.00
$700.00
$3,000.00
$2,500.00
$1,000.00
$4,000.00

$40,000
$18,000
$35,000
$500
$3,000
$2,100
$3,000
$2,500
$8,000
$80,000

$0
$0

$0
$0

2026 2027 2028

$0 $0 $57,600 $110,921 $1,123,959 $9,060
$0 $0 $62,941 $124,843 $1,302,977 $10,818

2026 2027 2028

$30,600

$8,100

$5,500

$0 $5,500 $38,700

$0 $5,835 $42,289

$0 $3,500

$0 $4,057

2029 2030 2031 2032 2033

$1,700
$3,300
$1,700
$4,600
$1,700
$3,600
$4,600
$4,600
$1,700

$3,000
$3,900

2030 2031 2032 2033 2034 2035
$30,600
$8,100
$5,000
$5,000
$5,500
$160,000
$40,000
$18,000
$35,000
$500
$3,000
$2,100
$3,000
$80,000
$0 $5,500 $38,700 $266,000 $82,100
$0 $6,764 $49,024 $347,070 $110,336

2034

2035 2036 2037 2038 2039

$8,280

$25,000
$15,000

$3,200

$3,200

$57,600

$600,000

$33,000

$0 $68,943 $96,800 $3,670,832
$0 $87,335 $126,302 $4,933,292

$0 $69,400 $27,500 $170,921

2036 2037 2038 2039 2040

$30,600
$238,000

$8,100

$19,000
$63,000
$5,500

$0 $5,500 $38,700 $19,000 $301,000

$0 $7,842 $56,832 $28,739 $468,948

$0 $98,948 $40,385 $258,533 $1,156,580 $14,539

2040 2041 2042 2043 2044
$6,300

$6,300

$3,000

$742,365 $9,060

2041 2042 2043 2044

$85,000
$12,500

$30,600

$8,100

$5,500
$500
$3,000
$2,500

$8,000

$0 $5,500 $38,700 $2,500 $109,000

$0 $9,091 $65,884 $4,384 $196,866

2045Deficiency Repair Estimate

$1,700
$3,300
$1,700
$4,600
$1,700
$3,600
$4,600
$4,600

$1,700

$1,600
$2,500

$3,900
$8,600
$14,320

$0 $90,100 $144,775 $1,661,136
$0 $153,389 $253,864 $3,000,196

2045Deficiency Repair Estimate

$85,000
$12,500
$122,400
$238,000
$32,400
$5,000
$5,000
$19,000
$63,000
$22,000
$160,000
$40,000
$18,000
$35,000
$1,000
$6,000
$2,100
$3,000
$2,500
$8,000
$80,000
$959,900

$1,403,961

$12,600
$12,600
$16,560
$3,400
$6,600
$3,400
$9,200
$3,400
$7,200
$9,200
$9,200
$3,400
$25,000
$15,000
$1,600
$2,500
$3,200
$3,200
$6,000
$7,800
$8,600
$14,320
$57,600
$600,000
$33,000
$8,053,372
$11,624,941

* Markup has been included in unit costs.
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty

D10 Conveying

Rock Creek Forest
1 10441368 D1010 Elevator Controls Automatic, 1 Car Elementary School / Main Elevator 2015

Building
Rock Creek Forest
2 10392871 D1010 Passenger Elevator Overhead Traction, 2-5 Floors 2500 LB Elementary School / Main Room 112 Kone KCM831 20362751 2015
Building



Index

D20 Plumbing

10441297

10441294

10441303

UFCode

D2010

D2010

D2010

Component Description

Water Heater

Backflow Preventer

Backflow Preventer

Attributes

Gas, Commercial (400 MBH),
100 to 199 GAL

Domestic Water

Domestic Water

Capacity

132 GAL

1.5IN

4IN

Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Location Detail

Boiler Room 173

Boiler Room 173

Room 170

Manufacturer

Conquest

Wilkins Zurn

Wilkins Zurn

Model

40L 130A-GCL

No dataplate

350

Serial

117532A

3921015

J46084

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2015

2015

2015

Barcode



Index

D30 HVAC

10

1"

12

13

14

15

16

17

18

19

20

21

22

23

24

10441280

10392878

10392898

10392800

10392876

10392912

10392882

10441296

10441330

10392877

10441360

10441344

10392783

10441346

10392792

10441345

10441307

10441304

10392801

10392858

10392867

10392812

10392852

10392766

UFCode

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Unit Heater

Unit Heater [ECUH-1]

Unit Heater [ECUH-3]

Unit Heater [ECUH-4]

Unit Heater [ECUH-7]

Unit Heater [ECUH-8]

Unit Heater [ECUH-9]

Unit Heater [EPUH-1]

Unit Heater [EPUH-4]

Unit Heater [EPUH-5]

Unit Heater [EPUH-6]

Unit Heater [EPUH-7]

Unit Heater [EPUH-9]

Boiler Supplemental
Components

Fan Coil Cassette

Heat Pump [HPU-1]

Heat Pump [HPU-10]

Heat Pump [HPU-11]

Heat Pump [HPU-12]

Heat Pump [HPU-13]

Heat Pump [HPU-15]

Heat Pump [HPU-16]

Heat Pump [HPU-17]

Heat Pump [HPU-18]

Attributes

Electric

Electric, 11 to 20 KW

Electric, 11 to 20 KW

Electric, 11 to 20 KW

Electric, 11 to 20 KW

Electric, 11 to 20 KW

Electric, 11 to 20 KW

Electric

Electric

Electric

Electric

Electric

Electric

Expansion Tank

Variable Refrigerant Volume
(VRV) Interior Unit, 1 to 2 TON

Water Source, Interior Unit, 5
TON

Water Source, Interior Unit, 5
TON

Water Source, Interior Unit, 5
TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, Interior Unit, 5
TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

5 kW

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

6-10 kW

Inaccessible

Inaccessible

11 - 25 kW

300 GAL

3TON

3TON

3TON

3TON

3TON

Inaccessible

3.5TON

3.5TON

1.25 TON

Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Location Detail

Roof Penthouse

Hallways & Common
Areas

Hallways & Common
Areas

Hallways & Common
Areas

Hallways & Common
Areas

Hallways & Common
Areas

Hallways & Common
Areas

Room 177

Room 170

Room 166

Electrical Room 175

Boiler Room 173

Room 163A

Boiler Room 173

Office Areas

Mechanical Room 001

Mechanical Room 033

Mechanical Room 033

Mechanical Room 111

Mechanical Room 119

Room 125

Mechanical Room 129

Mechanical Room 129

Mechanical Room 135

Manufacturer

Taskmaster

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Markel

Taskmaster

Taskmaster

Taskmaster

Taskmaster

Armstrong Air

Inaccessible

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin

Daikin Industries

Daikin Industries

Daikin Industries

Model

G105105N

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

G1G5105N

Inaccessible

P3P5107CA1N

G1G5105N

A300-L

Inaccessible

W.GS.V.036.B.1.J.GLL.T4.YAY.S.S.YY.Y.Y3.EY.YY.YYY

W.GS.V.036.8.1.J.GLRT4.YAY.SS.YY.Y.Y.3 EY.Y.Y.Y.YY

W.GS.V.036.B.1.J.GLLT4.YAYSSYY.Y.Y3E Y. Y.Y.Y.YY

W.GS.V.036.B.1.J.GLR.T4.YAY.SS.YY.Y.Y3EY.YYYYY

W.GS.V.036.B.1.J.GLLT4YAYSSYY.Y.Y.3E Y. Y. Y.Y.YY

Inaccessible

W.GS.V.042.B.1.K.GL.LT4YAYS.SYY.Y.Y.3EYYYYYY

W.GS.V.042.8.1. K.GL.R.T4.YAY.SS.YYY.Y3EYYYYYY

W.GS.V.015.8.1.3.GL.L.T4.YAYS.S.YY.Y.Y3.EY.Y.Y.Y.YY

Serial

No dataplate

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

No dataplate

Inaccessible

No dataplate

No dataplate

749582

Inaccessible

NA

NA

NA

NA

NA

Inaccessible

NA

NA

NA

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode

2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015 6
2015
2015
2015
2015
2015
2015
2015
2015

2015



Index

25

26

27

28

29

30

31

32

33

34

35

36

37

38

39

40

41

42

43

44

45

46

47

48

49

10392828

10441350

10392885

10392790

10392829

10392793

10392833

10392894

10392838

10392851

10392805

10441283

10392899

10392897

10392836

10392893

10392823

10392913

10392853

10441313

10392831

10392796

10392773

10392779

10392859

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Heat Pump [HPU-19]

Heat Pump [HPU-2]

Heat Pump [HPU-20]

Heat Pump [HPU-22]

Heat Pump [HPU-23]

Heat Pump [HPU-24]

Heat Pump [HPU-25]

Heat Pump [HPU-26]

Heat Pump [HPU-27]

Heat Pump [HPU-28]

Heat Pump [HPU-29]

Heat Pump [HPU-3]

Heat Pump [HPU-30]

Heat Pump [HPU-34]

Heat Pump [HPU-35]

Heat Pump [HPU-36]

Heat Pump [HPU-37]

Heat Pump [HPU-38]

Heat Pump [HPU-39]

Heat Pump [HPU-4]

Heat Pump [HPU-40]

Heat Pump [HPU-41]

Heat Pump [HPU-42]

Heat Pump [HPU-43]

Heat Pump [HPU-44]

Attributes

Water Source, 5 TON

Water Source, Interior Unit, 5

TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, Interior Unit, 5

TON

Water Source, 5 TON

Water Source, Interior Unit, 5

TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, Interior Unit, 5

TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

3.5TON

3TON

3.5TON

3.5TON

3.5TON

3.5TON

3.5TON

3.5TON

2TON

2TON

3 TON

3TON

3TON

Inaccessible

25TON

2TON

2TON

3TON

3TON

3 TON

3 TON

3TON

3TON

3TON

3TON

Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Location Detail

Mechanical Room 141

Mechanical Room 013

Mechanical Room 141

Mechanical Room 130

Mechanical Room 130

Mechanical Room 120

Mechanical Room 120

Mechanical Room 151

Mechanical Room 151

Mechanical Room 152

Mechanical Room 159

Mechanical Room 013

Mechanical Room 159

Room 169

Mechanical Room 204

Mechanical Room 204

Mechanical Room 204

Mechanical Room 210

Mechanical Room 210

Mechanical Room 010

Mechanical Room 216

Mechanical Room 222

Mechanical Room 222

Mechanical Room 225

Mechanical Room 225

Manufacturer

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Model

W.GS.V.042.B.1. K.GL.L.T4.YAYSS.YY.Y.Y3EY.Y.Y.Y.YY

W.GS.V.036.B.1.J.GLR.T4.Y.AY.SS.YY.Y.Y.3EY.Y.Y.Y.YY

W.GS.V.042.B.1. K.GL.R.T4.YAYS.S.YY.Y.Y3.EYYYYYY

W.GS.V.042.B.1. K.GL.L.T4.YAY.SS.YY.Y.Y3EY.Y.YY.YY

W.GS.V.042.B.1. K.GL.R.T4.YAYS.S.YY.Y.Y3.E Y. Y. Y.Y.YY

W.GS.V.042.B.1. K.GL.R.T4.YAYS.S.YY.Y.Y3.EV.Y.YYYY

W.GS.V.042.B.1.K.GL.L.T4YAYS.SYY.Y.Y.3EYYYYYY

W.GS.V.042. 1. K.GLR.T4.YAYSS.YY.Y.YIEYYYY.YY

W.GS.V.024.B.1.J.GL.L.T4YAYSS.YY.Y.Y3EYYYYYY

W.GS.V.024.B.1.J.GL.RT4.YAYS.S.YY.Y.Y3.EY.Y.Y.Y.YY

W.GS.V.036.B.1.J.GL.RT4.YAYS.S.YY.Y.Y3.EY.YY.Y.YY

W.GS.V.036.B.1.J.GLL.T4.YAY.S.S.YY. Y. Y3 EY. Y.Y.Y.YY

W.GS.V.036.B.1.J.GLL.T4.YAYS.S.YY.Y.Y3.EY.YY.YYY

Inaccessible

W.GS.V.030.B.1.J.GLR.T4.YAY.SS.YY.Y.Y3EY.Y.YY.YY

W.GS.V.024.B.1.J.GLR.T4.YAY.SS.YY.Y.Y3EY.Y.YYYY

W.GS.V.024.B.1.J.GLL.T4.YAYS.S.YY.Y.Y3EYYY.YYY

W.GS.V.036.8.1.J.GL.L.T4.YAYS.S.YY.Y.Y3EYY.YYYY

W.GS.V.036.8.1.J.GL.RT4.YAYS.S.YYYY3.EYYYY.W

W.GS.V.036.B.1.J.GL.RT4.YAYS.S.YY.Y.Y3.EY.YY.YYY

W.GS.V.036.8.1.J.GL.RT4.YAY.S.S.YYYY3.EYYYYY

W.GS.V.036.B.1.J.GLR.T4.Y.AY.S.S.YY.Y.Y.3EY.Y.Y.Y.YY

W.GS.V.036.B.1.J.GLL.T4.YAYS.S.YY.Y.Y3.EY.YY.YYY

W.GS.V.036.B.1.J.GLR.T4.YAY.SS.YY.Y.Y3EY.Y.YYYY

W.GS.V.036.8.1.J.GLL.T. 4. YAYSSYY.Y.Y.3E Y. Y.Y.Y.YY

Serial

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

Inaccessible

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015

2015



Index

50

51

52

53

54

55

56

57

58

59

60

61

62

63

64

65

66

67

68

69

70

71

72

73

74

10392874

10392847

10392835

10392863

10441369

10392909

10392854

10392811

10392797

10392770

10392808

10392819

10392843

10441302

10392818

10441348

10441293

10441364

10392817

10392900

10441337

10441311

10441331

10441317

10441338

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component Description

Heat Pump [HPU-45]

Heat Pump [HPU-46]

Heat Pump [HPU-48]

Heat Pump [HPU-49]

Heat Pump [HPU-5]

Heat Pump [HPU-50]

Heat Pump [HPU-51]

Heat Pump [HPU-53]

Heat Pump [HPU-54]

Heat Pump [HPU-55]

Heat Pump [HPU-56]

Heat Pump [HPU-57]

Heat Pump [HPU-58]

Heat Pump [HPU-6]

Heat Pump [HPU-60]

Heat Pump [HPU-7]

Heat Pump [HPU-8]

Heat Pump [HPU-9]

Packaged Terminal Air
Conditioner [HPU-33]

Packaged Terminal Air
Conditioner [HPU-52]

Split System Ductless
[DDS-1]

Split System Ductless
[DDS-2]

Split System Ductless
[DDS-3]

Split System Ductless
[DDS-4]

Split System Ductless
[DDS-5]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, Interior Unit, 5

TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, Interior Unit, 5

TON

Water Source, Interior Unit, 5

TON

Water Source, Interior Unit, 5

TON

Water Source, Interior Unit, 5

TON

Water Source, Interior Unit, 5

TON

PTAC, 6000 to 12000 BTUH

PTAC, 6000 to 12000 BTUH

Single Zone

Single Zone

Single Zone

Single Zone, Condenser &
Evaporator

Single Zone

Capacity

3TON

3TON

3TON

3TON

3TON

3TON

3TON

3TON

3TON

3 TON

3 TON

3TON

1.25 TON

3 TON

Inaccessible

3TON

3TON

3TON

Inaccessible

Inaccessible

1.5 TON

1.5TON

1TON

3TON

1.5 TON

Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Location Detail

Mechanical Room 234

Mechanical Room 234

Mechanical Room 249

Mechanical Room

Mechanical Room 010

Mechanical Room 241

Mechanical Room 241

Mechanical Room 229

Mechanical Room 229

Mechanical Room 221

Mechanical Room 221

Mechanical Room 201

Mechanical Room 207

Mechanical Room 023

Room 203

Mechanical Room 023

Mechanical Room 020

Mechanical Room 020

Room 163

Room 235

Roof

Roof

Roof

Roof

Roof

Manufacturer

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin

Daikin Industries

Daikin Industries

Daikin Industries

Daikin

Daikin

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

Model

W.GSV.036.8.1.J.GL.L.T4.YAY.S.S.YY.Y.Y.3EYYYYYY

W.GS.V.036.B.1.J.GLR.T4.Y.AY.SS.YY.Y.Y.3EY.Y.Y.YYY

W.GS.V.036.B.1.J.GLL.T4.YAYSS.YYY.Y3EYYYY.Y

W.GS.V.036.B.1.J.GLR.T4.YAYSS.YY.Y.Y3EY. Y. Y. Y. YY

W.GS.V.036.B.1.J.GLR.T4.YAYSS.YY.YY3IEY. Y. Y.Y.YY

W.GS.V.036.B.1.J.GLL.T4.YAYS.S.YY.Y.Y3EYYY.YYY

W.GS.V.036.8.1.J.GL.RT4.YAVS.S.YY.Y.Y3E Y. YY.YYY

W.GS.V.036.B.1.J.GLL.T4YAYSS.YYY.YIEYYY.Y.Y

W.GS.V.036.8.1.J.GLR.T4.YAY.SS.YY.Y.Y.3 EY.Y.Y.YYY

W.GS.V.036.B.1.J.GL.L. T4 YAY.SS.YY.Y.Y3EYY.YYYY

W.GS.V.036.8.1.J.GL.RT4.YAYS.S.YY.Y.Y3EYY. Y. Y. YY

W.GS.V.036.B.1.J.GLRT4.Y.AY.S.S.YY.Y.Y.3EY.Y.Y.Y.YY

W.GS.V.015.B.1.J.GLL.T4.YAYS.S.YY.Y.Y3.EY.YY.YYY

W.GS.V.036.B.1.J.GLRT4.YAY.SS.YY.Y.Y3EYY.YY.YY

Inaccessible

W.GS.V.036.8.1.J.GLL.T4.YA Y.SS.YYYY3EYYYYYY

W.GS.V.042.B.1. K.GL.R.T4A.YAY.SS.YYYY3EYY.Y.YYY

W.GS.V.036.B.1.J.GL.L.T4YAY.SS.YY.Y.Y3EYYYYYY

Inaccessible

Inaccessible

RKN18KEVJUS

RKN18KEVJUS

RKN12KEVJUS

RKS36LVJU

RXN18KEVJUS

Serial

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

NA

Inaccessible

NA

NA

NA

Inaccessible

Inaccessible

G000779

G000167

G001732

E002901

Illegible

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2015

2015



Index

75

76

77

78

79

80

81

82

83

84

85

86

87

88

89

90

91

92

93

94

95

96

97

98

99

10441289

10441361

10441285

10441299

10441349

10441314

10441326

10441290

10441352

10441309

10441308

10441367

10441340

10441335

10441318

10441282

10441301

10441354

10441356

10441320

10441359

10441319

10441333

10441300

10441291

UFCode

D3030

D3030

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component Description

Split System Ductless
[DDS-6]

Split System Ductless
[DDS-7]

Pump [P-1]

Pump [P-2]

Make-Up Air Unit [MUAU-1]

Packaged Unit [DOAS-1]

Packaged Unit [DOAS-2]

Packaged Unit [DOAS-3]

Packaged Unit [RTU#3]

Packaged Unit [RTU-1]

Packaged Unit [RTU-2]

Exhaust Fan [EF-1]

Exhaust Fan [EF-10]

Exhaust Fan [EF-11]

Exhaust Fan [EF-12]

Exhaust Fan [EF-13]

Exhaust Fan [EF-14]

Exhaust Fan [EF-17]

Exhaust Fan [EF-2]

Exhaust Fan [EF-4]

Exhaust Fan [EF-5]

Exhaust Fan [EF-6]

Exhaust Fan [EF-7]

Exhaust Fan [EF-8]

Exhaust Fan [EF-9]

Attributes

Single Zone

Single Zone

Capacity

1.5 TON

1.5 TON

Distribution, HVAC Heating Water 60 HP

Distribution, HVAC Heating Water 60 HP

MUA or MAU

RTU, Pad or Roof-Mounted

RTU, Pad or Roof-Mounted

RTU, Pad or Roof-Mounted

RTU, Pad or Roof-Mounted

RTU, Pad or Roof-Mounted

RTU, Pad or Roof-Mounted

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

Centrifugal, 16" Damper

65 CFM

65 TON

40 TON

3TON

15 TON

7 TON

25 TON

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

1405 CFM

Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Location Detail

Roof

Roof

Boiler Room 173

Boiler Room 173

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Daikin Industries

Daikin Industries

Armstrong Air

Armstrong Air

Ice

AAON, Inc.

AAON, Inc.

AAON, Inc.

AAON, Inc.

AAON, Inc.

AAON, Inc.

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Model

RXN18KEJUS

RKN18KEVJUS

TE1BFOXON

TE1BFOXON

Inaccessible

lllegible

RN-040-3-0-8709-000

RQ-003-3-V-E709-000

RN-015-3-0-E709-000

RN-007-3-0-E709-000

RN-025-3-0-8709-000

Inaccessible

No dataplate

6-080-D-X

CUBE-360-20-X

CUBE-360-20-X

Inaccessible

63-180 HP-7-X

Inaccessible

GE-200-7-X

3-098-A-X

No dataplate

No dataplate

No dataplate

No dataplate

Serial

lllegible

G000784

12SET13 1021089519

12SET 13 1021089518

Inaccessible

lllegible

201406- BNC V08034

201406-AYCC01757

202007-ANCL17386

201406-ANCG08028

201406-BNCR08033

Inaccessible

No dataplate

13547583

13647586 1405

13647586 1405

Inaccessible

13647690 1405

Inaccessible

13647580 1405

3647877 1405

No dataplate

No dataplate

No dataplate

No dataplate

[Diraiit = [Fer Diseussion PUrpeses Omly
Dataplate Yr Barcode Qty
2015
2015
2015
2015
2014
2015
2015
2015
2015
2015
2015
2014
2014
2014
2014
2014
2014
2014
2014
2014
2014
2014
2014
2014

2014



Index

100

101

102

10441328

10441305

10441327

UFCode

D3060

D3060

D3060

Component Description Attributes

Roof or Wall-Mounted, 16"

Exhaust Fan [SF-1] Damper

Supplemental Components Air Curtain, 5' Wide Non-Heated

Supplemental Components Air Curtain, 5' Wide Non-Heated

Capacity

1500 CFM

2.4 AMP

2.4 AMP

Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Location Detail

Boiler Room 173

Commercial Kitchen

Commercial Kitchen

Manufacturer

No dataplate

Mars

Mars

Model

No dataplate

LPN236-1UA-PW

LPN236-1UA-PW

Serial

No dataplate

959528

959529

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2014

2015

2015

Barcode



Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial Dataplate Yr Barcode

D40 Fire Protection

Rock Creek Forest
1 10441295 D4010 Backflow Preventer Fire Suppression 6 IN Elementary School / Main Room 170 Wilkins Zurn 350AST 2106A 2015
Building



Index

D50 Electrical

10

1"

12

13

14

15

16

17

18

19

20

21

22

23

24

10441422

10441325

10441310

10441365

10392890

10441312

10441324

10441353

10441329

10441351

10441334

10392777

10441363

10392788

10441357

10441362

10392764

10441286

10441323

10441332

10441343

10441336

10441322

10392774

UFCode

D5010

D5010

D5010

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5030

D5030

D5040

Component Description

Generator

Automatic Transfer Switch
[ATS #1]

Automatic Transfer Switch
[ATS #2]

Secondary Transformer
[TC1]

Secondary Transformer
[TC2]

Secondary Transformer
[TCL]

Secondary Transformer
[TCP]

Secondary Transformer
[TEP]

Secondary Transformer
[TEP1]

Secondary Transformer
[TKP]

Secondary Transformer
[TMP]

Secondary Transformer
[TMP2]

Secondary Transformer
[TR1]

Secondary Transformer
[TR2]

Secondary Transformer
[TRL]

Secondary Transformer
[TRP]

Secondary Transformer
[TS2]

Secondary Transformer
[TSP]

Switchboard

Distribution Panel [M]

Distribution Panel [MD]

Variable Frequency Drive
[VFD-7]

Variable Frequency Drive
[VFD-8]

High Intensity Discharge
(HID) Fixtures

Attributes

Diesel

ATS

ATS

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

277/480 V

277/480 V

277/480 V

VFD, by HP of Motor

VFD, by HP of Motor

Metal Halide, Gymnasium
Lighting, 400 W

Capacity

150 KW

200 AMP

200 AMP

45 KVA

45 KVA

45 KVA

15 KVA

15 KVA

9 KVA

75 KVA

75 KVA

75 KVA

45 KVA

45 KVA

45 KVA

45 KVA

45 kVA

45 KVA

2000 AMP

400 AMP

400 AMP

60 HP

60 HP

Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Location Detail

Site General

Electrical Room 175

Electrical Room 175

Electrical Room 114

Electrical Room

Electrical Room 009

Electrical Room 175

Electrical Room 175

Electrical Room 114

Electrical Room 175

Electrical Room 175

Electrical Room

Electrical Room 114

Electrical Room

Electrical Room 009

Electrical Room 175

Electrical Room

Electrical Room 175

Electrical Room 175

Electrical Room 175

Electrical Room 175

Boiler Room 173

Boiler Room 173

Gymnasium

Manufacturer

Kohler

Kohler

Kohler

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

No dataplate

Eaton

Eaton

Eaton

Eaton

Eaton

ABB

ABB

Model

150REZGC

Inaccessible

Inaccessible

N48M28B45CUEE

NA

N48M28B45CUEE

N48M28B15CUEE

V48M28B15CUEE

Y48G28B09CU

V48M28B75CUEE

V48M28B75CUEE

NA

V48M28B45CUEE

NA

V48M28B45CUEE

No dataplate

NA

N48M28B45CUEE

No dataplate

PRL3A

PRL4

No dataplate

No dataplate

Serial

SGM329HTN

Inaccessible

Inaccessible

J14E51389

J14E51453

J14E51380

J14E50714

J14E51532

Inaccessible

J14100831

J14800522

J14E00830

Inaccessible

J14E51109

J14151366

No dataplate

Inaccessible

J14E51434

No dataplate

No dataplate

No dataplate

2142501835

2142501842

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr Barcode

2015

2014

2014

2014

2015

2014

2014

2014

2014

2014

2014

2015

2014

2015

2014

2014

2014

2014

2014

2014

2014

2014

2014

2015

24
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Index ID UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode

D70 Electronic Safety & Security
Rock Creek Forest

1 10392813 D7050 Fire Alarm Panel Fully Addressable Elementary School / Main Room 169 EST 500G/WXDX-PG/-) (150x60Hz 2.0) NA 2025
Building



Index

E10 Equipment

10

1"

12

13

14

15

16

17

18

19

10441370

10441315

10441284

10441355

10441341

10441292

10441342

10441339

10441358

10441316

10441287

10441347

10441298

10441306

10441366

10441321

10392806

10392763

10392782

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1040

E1040

E1040

Component Description

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Ceramics Equipment

Ceramics Equipment

Healthcare Equipment

Attributes

Commercial Kitchen, 1-Bowl

Commercial Kitchen, 3-Bowl

Convection Oven, Double

Dairy Cooler/Wells

Exhaust Hood, 3 to 6 LF

Food Warmer, Proofing Cabinet
on Wheels

Food Warmer, Proofing Cabinet
on Wheels

Food Warmer, Proofing Cabinet
on Wheels

Food Warmer, Proofing Cabinet
on Wheels

Refrigerator, 2-Door Reach-In

Walk-In, Condenser for
Refigerator/Freezer

Walk-In, Condenser for
Refigerator/Freezer

Walk-In, Evaporator for
Refigerator/Freezer

Walk-In, Evaporator for
Refigerator/Freezer

Walk-In, Freezer

Walk-In, Refrigerator

Kiln

Kiln

Defibrillator (AED), Cabinet-
Mounted

Capacity

Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Rock Creek Forest
Elementary School / Main
Building

Location Detail

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Roof

Roof

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Commercial Kitchen

Room 161

Room 161

Throughout Building

Manufacturer

Eagle

Blodgett

Continental

CaptiveAire Systems

Delffield

Metro

Metro

Delfield

Continental

Beacon 2

Beacon 2

Beacon 2

Heatcraft

Thermalrite

Thermalrite

Paragon

Paragon

Model

HSA 10-FA-P-LRS

No dataplate

LMCS-SS-D

6630 VHB

KC-50-NU

C539-HDS -- 4

C539-HDS--4

KCFT-60

DL1R-SS-HD

M0Z045L63S

MOHO015X63S

Inaccessible

LCAG6135AEB

E225993

E225993

Inaccessible

TNF823

Serial

1403241216

021914CP065T

15426057

NA

1408150002121

No dataplate

No dataplate

1408150002122

15411262

T14F13238

T14F13242

Inaccessible

T14F00741

203571-01 JO2

203571-01 JO1

Inaccessible

447290
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Dataplate Yr Barcode

2015
2015
2015
2015
2015
2015
2015
2015
2015
2015
2014
2014
2015
2015
2015
2015
2015

2015





