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Abbreviated Accessibility Checklist

Building Entrances

MAIN ENTRANCE AUTOMATIC DOOR OPENER

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?

2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?

3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

i <5 XA i ;i»- il Ny
DOOR HARDWARE

NTERIOR RAMP

ACCESSIBLE |

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

LOBBY LOOKING AT CAB IN-CAB CONTROLS

Question Yes No NA Comments
1 Are hallway call buttons configured with the x
“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 | present on the hoistway sidewalls on each x
level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x
entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x
floor area ?

Do the elevator car doors have automatic re-

5 | opening devices to prevent closure on x
obstructions?

6 Do elevator car control buttons appear to be x
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

ERVIEW

SINK, FAUCET HANDLES AND ACCESSORIES

Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?

3 Does the lavatory faucet have compliant x
handles ?

4 Is the plumbing piping under lavatories x
configured to protect against contact ?

5 Are grab bars provided at compliant locations x
around the toilet ?

6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

AYGROUND

ACCESSIBLE ROUTE TO PL

Question Yes No NA Comments
1 Is there an accessible route to the play area /
2 X

Y,
2 Has the play area been reviewed for x

accessibility ?
3 Are publicly accessible swimming pools x

equipped with an entrance lift ?
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Component Condition Report | Bayard Rustin Elementary School / Main Building

UF L3 Code

Structure
A1010
B1010
Facade
B2010
B2010
B2020
B2050
B2050
Roofing
B3010
B3010
B3010
B3010
Interiors
C1010
C1010
C1030
C1030
C1030
C1070
C1090
C2010
C2010

Location

Substructure

Superstructure

Building Exterior
Building Exterior
Building Exterior
Building Exterior

Building Exterior

Roof
Flat roofs
Roof
Roof

Gymnasium
Cafeteria
Throughout Building
Throughout Building
Throughout Building
Throughout Building
Restrooms
Throughout Building

Multi-Purpose Room

Condition

Good
Good

Fair
Fair
Good
Good
Good

Good
Fair
Good

Fair

Good
Poor
Good
Good
Good
Good
Fair
Fair

Good

Component/Attributes/Capacity

Foundation System, Concrete Strip/Pad Footings w/ Slab, 1-2 Story Building
Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Exterior Walls, Vinyl Siding

Glazing, any type by SF

Overhead/Dock Door, Steel, 12'x12' (144 SF)

Exterior Door, Steel, Commercial

Roofing, Metal

Green roof, Vegetation trays, Refurbish
Roofing, Built-Up

Roofing, Modified Bitumen

Movable Partition, Room Divider, Basic Fabric

Interior Construction, any type, Repairs per Man-Day, Repair
Interior Door, Wood, Solid-Core

Interior Door, Wood, Solid-Core

Interior Door, Steel, Standard

Suspended Ceilings, Acoustical Tile (ACT)

Toilet Partitions, Plastic/Laminate

Wall Finishes, any surface, Prep & Paint

Wall Finishes, Acoustical Panels, Sound-Dampening

[Diraiit = [Fer Diseussion PUrpeses Omly

Quantity

97,397
97,397

24,900
1,800
8,900

2
10

2,500
50,000
50,000

5,000

800

100

8

10
77,900
30
102,300
14,600

SF
SF

SF
SF
SF

SF
SF
SF
SF

SF

SF

SF
SF

RUL

68
68

13
23
23
23
33

33

18
12

18

33
33
33
18
13

18

ID
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Component Condition Report | Bayard Rustin Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
C2010 Restrooms Good Wall Finishes, Ceramic Tile 29,200 SF 33
C2030 Gymnasium Fair Flooring, Wood, Strip, Refinish 9,700 SF 5
C2030 Commercial Kitchen Good Flooring, Quarry Tile 4900 SF 43
C2030 Throughout Building Fair Flooring, Vinyl Tile (VCT) 43,800 SF 8
C2030 Throughout Building Fair Flooring, Carpet, Commercial Standard 9,700 SF 5
C2030 Utility Rooms/Areas Fair Flooring, any surface, w/ Paint or Sealant, Prep & Paint 4,900 SF 5
C2030 Restrooms Good Flooring, Ceramic Tile 19,500 SF 33
C2030 Stairwells Fair Flooring, Rubber Tile 4,900 SF 8
C2050 Gymnasium Fair Ceiling Finishes, exposed irregular elements, Prep & Paint 19,500 SF 4
Conveying

D1010 189 Good Passenger Elevator, Overhead Traction, 2-5 Floors, 2500 LB, Renovate 1 28
D1010 189 Good Elevator Controls, Automatic, 1 Car 1 13
D1010 Elevator Shafts/Utility Fair Elevator Cab Finishes, Standard 1 8
Plumbing

D2010 Throughout Building Fair Drinking Fountain, Wall-Mounted, Single-Level 2 8
D2010 17 Good Backflow Preventer, Domestic Water, 1.5 IN 1 23
D2010 Restrooms Good Sink/Lavatory, Wall-Hung, Enameled Steel 30 23
D2010 140 Good Storage Tank, Domestic Water, 80 GAL 1 23
D2010 Throughout Building Good Plumbing System, Supply & Sanitary, Low Density (excludes fixtures) 97,397 SF 33
D2010 Restrooms Good Urinal, Standard 10 23
D2010 Restrooms Good Toilet, Commercial Water Closet 35 23
D2010 Throughout Building Good Sink/Lavatory, Vanity Top, Stainless Steel 25 23
D2010 140 Good Water Heater, Gas, Commercial (400 MBH), 100 to 199 GAL, 120 GAL 1 18
D2010 Throughout Building Fair Drinking Fountain, Wall-Mounted, Bi-Level 3 8

D2010 Throughout Building Good Sink/Lavatory, Service Sink, Floor 5 28
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Component Condition Report | Bayard Rustin Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
HVAC

D3020 Stairwells Good Cabinet Heater, Electric, 3to 4 LF 5 18
D3020 Room 17 Fair Unit Heater, Electric, 10 kW [EPUH-8] 5 14
D3020 17 Good Heat Exchanger, Shell & Tube, HVAC, 16 to 20 GPM, 20 1 28
D3020 17 Good Boiler Supplemental Components, Expansion Tank, 60 GAL [ET-1] 1 33
D3030 321 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-41] 1 14
D3030 Roof Good Split System Ductless, Single Zone, 1.5 TON [DSS-8] 1 8
D3030 104 Good Heat Pump, Water Source, 1 TON 1 17
D3030 229 Good Heat Pump, Water Source, 5 TON, 1.5 TON [HPU-27] 1 14
D3030 Roof Fair Split System Ductless, Single Zone, 2 TON [DSS-1] 1 8
D3030 312 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-31] 1 14
D3030 336 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-42] 1 14
D3030 209 Good Heat Pump, Water Source, 5 TON [HPU-24] 1 14
D3030 167 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-14] 1 14
D3030 203 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-21] 1 14
D3030 Roof Fair Split System Ductless, Single Zone, Condenser & Evaporator, 3 TON [DSS-5] 1 8
D3030 240 Good Heat Pump, Water Source, 5 TON [HPU-20] 1 14
D3030 115 Good Heat Pump, Water Source, 5 TON, 3 [HPU-5] 1 14
D3030 183 Good Heat Pump, Water Source, 5 TON, 2 [HPU-12] 1 14
D3030 131 Good Heat Pump, Water Source, 5 TON, 1.5 [HPU-3] 1 13
D3030 Roof Fair Split System Ductless, Single Zone, 2 TON [DSS-6] 1 8
D3030 167 Good Heat Pump, Water Source, 5 TON, 1 TON [HPU-13] 1 14
D3030 151 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-10] 1 13
D3030 203 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-22] 1 14

D3030 328 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-39] 1 14
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Component Condition Report | Bayard Rustin Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 304 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-28] 1 14
D3030 115 Good Heat Pump, Water Source, 5 TON, 1.5 TON [HPU-6] 1 13
D3030 151 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-9] 1 14
D3030 240 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-19] 1 14
D3030 147 Fair Heat Pump, Var Refrig Vol (VRV), 8 TON 1 8
D3030 320 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-35] 1 14
D3030 131 Good Heat Pump, Water Source, 5 TON, 3 TON [HPU-4] 1 14
D3030 232 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-18] 1 14
D3030 232 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-17] 1 14
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON 1 8
D3030 Roof Fair Split System Ductless, Single Zone, 2 TON [DSS-9] 1 8
D3030 321 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-40] 1 14
D3030 312 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-32] 1 14
D3030 128 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-2] 1 14
D3030 336 Good Heat Pump, Water Source, 5 TON [HPU 43] 1 14
D3030 183 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-11] 1 14
D3030 320 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-36] 1 14
D3030 Roof Good Split System Ductless, Single Zone, 2 TON [DSS-3] 1 8
D3030 104 Fair Heat Pump, Var Refrig Vol (VRV), 8 TON [WCRF1] 1 8
D3030 209 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-23] 1 14
D3030 224 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-15] 1 14
D3030 128 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-1] 1 14
D3030 224 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-16] 1 14
D3030 303 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-30] 1 14

D3030 115 Fair Heat Pump, Var Refrig Vol (VRV), 8 TON [WCRF 3] 1 8
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Component Condition Report | Bayard Rustin Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 303 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-29] 1 14
D3030 309 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-34] 1 14
D3030 Roof Good Split System Ductless, Single Zone, 1.5 TON [DSS-4] 1 8
D3030 327 Good Heat Pump, Water Source, 5 TON, 1.5 TON [HPU 44] 1 14
D3030 328 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-38] 1 14
D3030 309 Good Heat Pump, Water Source, 5 TON, 2 TON [HPU-33] 1 14
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON [DSS-2] 1 8
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 35 TON [DOAS-1] 1 13
D3050 17 Good Pump, Distribution, HVAC Heating Water, 30 HP [P-1] 1 18
D3050 Roof Good Make-Up Air Unit, MUA or MAU, 12001 to 20000 CFM, 12000 CFM [MUAU-1] 1 13
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 25 TON [RTU-2] 1 13
D3050 Throughout Building Good HVAC System, Ductwork, Medium Density 97,397 SF 23
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 45 TON [DOAS-2] 1 13
D3050 Throughout Building Good HVAC System, Hydronic Piping, 2-Pipe 97,397 SF 33
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 13 TON [RTU-3] 1 13
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON [RTU-1] 1 13
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON [DOAS-3] 1 13
D3050 17 Good Pump, Distribution, HVAC Heating Water, 30 HP [P-2] 1 18
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM [EF-3] 1 13
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM [EF-13] 1 13
D3060 17 Good Exhaust Fan, Centrifugal, 12" Damper, 1000 CFM [EF-15] 1 18
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 28" Damper, 8500 CFM [EF-11] 1 13
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM [EF-8] 1 13
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM [EF-5] 1 13

D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [EF-1] 1 13
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Component Condition Report | Bayard Rustin Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [EF-6] 1 13
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [EF-7] 1 13
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [EF-9] 1 13
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 5000 CFM [EF-14] 1 13
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [EF-2] 1 13
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM [EF-4] 1 13
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 5000 CFM [EF-12] 1 14
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 28" Damper, 8500 CFM [EF-10] 1 13

Fire Protection

D4010 2 Good Backflow Preventer, Fire Suppression, 8 IN 1 23
D4010 2 Good Supplemental Components, Fire Riser, Wet, 6 IN 1 33
D4010 2 Good Backflow Preventer, Fire Suppression, 3 INCH 1 23
D4010 Throughout Building Good Fire Suppression System, Existing Sprinkler Heads, by SF 97,397 SF 18
Electrical

D5010 136 Good Automatic Transfer Switch, ATS, 200 AMP [ATS-1] 1 18
D5010 136 Good Automatic Transfer Switch, ATS, 200 AMP [ATS-2] 1 18
D5010 Building Exterior Good Generator, Gas or Gasoline, 35 KW 1 25
D5020 136 Good Distribution Panel, 277/480 V, 400 AMP [PANEL S1] 1 23
D5020 136 Good Switchboard, 277/480 V, 1200 AMP 1 33
D5020 163 Good Secondary Transformer, Dry, Stepdown, 112.5 KVA [T-5] 1 23
D5020 306 Good Secondary Transformer, Dry, Stepdown, 45 KVA [T-12] 1 23
D5020 136 Good Secondary Transformer, Dry, Stepdown, 150 KVA [T-1] 1 23
D5020 136 Good Distribution Panel, 120/208 V, 600 AMP [PANEL RDP] 1 23
D5020 163 Good Secondary Transformer, Dry, Stepdown, 45 KVA [T-4] 1 23

D5020 163 Good Secondary Transformer, Dry, Stepdown, 15 KVA [T-7] 1 23
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Component Condition Report | Bayard Rustin Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D5020 136 Good Secondary Transformer, Dry, Stepdown, 9 KVA [T-4] 1 23
D5020 306 Good Secondary Transformer, Dry, Stepdown, 75 KVA [T-11] 1 23
D5020 136 Good Secondary Transformer, Dry, Stepdown, 75 KVA [T-3] 1 23
D5020 16 Good Secondary Transformer, Dry, Stepdown, 150 KVA 1 23
D5020 136 Good Secondary Transformer, Dry, Stepdown, 30 KVA [T-2] 1 23
D5020 16 Good Distribution Panel, 120/208 V, 500 AMP 1 23
D5020 306 Good Distribution Panel, 277/480 V, 400 AMP [PANEL M5] 1 23
D5020 163 Good Distribution Panel, 120/208 V, 400 AMP [PANEL R3] 1 23
D5020 136 Good Distribution Panel, 277/480 V, 1200 AMP 1 23
D5020 306 Good Distribution Panel, 277/480 V, 400 AMP [PANEL R7] 1 23
D5030 17 Fair Variable Frequency Drive, VFD, by HP of Motor, 30 HP, Replace/Install [PUMP 2] 1 13
D5030 17 Fair Variable Frequency Drive, VFD, by HP of Motor, 30 HP, Replace/Install [PUMP 1] 1 13
D5030 Throughout Building Good Electrical System, Wiring & Switches, Average or Low Density/Complexity 97,397 SF 33
D5040 Throughout Building Fair Emergency & Exit Lighting System, Full Interior Upgrade, LED 97,397 SF 5
D5040 Throughout Building Good Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 97,397 SF 13
D5040 Gymnasium Good High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W 30 13

Fire Alarm & Electronic Systems

D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 97,397 SF 13
D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 97,397 SF 8
D7050 126 Fair Fire Alarm Panel, Fully Addressable 1 8
D7050 Throughout Building Good Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 97,397 SF 13
D8010 Throughout Building Fair BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 97,397 SF 8

Equipment & Furnishings
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Freezer 1 13
E1030 Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1 8



Component Condition Report | Bayard Rustin Elementary School / Main Building

UF L3 Code
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1070
E1070
E1070
E2010
E2010
E2010
E2010
E2010
E2010

Location

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Commercial Kitchen
Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen
Multi-Purpose Room
Kitchen

Roof

Kitchen

Gymnasium
Gymnasium
Cafeteria

Library

Library

Library

Gymnasium
Throughout Building
Throughout Building

Condition
Good
Fair
Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Good
Fair
Fair
Fair
Fair
Good
Good
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Component/Attributes/Capacity

Foodservice Equipment, Commercial Kitchen, 1-Bowl

Foodservice Equipment, Food Puree

Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer
Foodservice Equipment, Exhaust Hood, 8 to 10 LF

Foodservice Equipment, Food Puree

Foodservice Equipment, Trash Compactor, 600 LB

Foodservice Equipment, Dairy Cooler/Wells

Foodservice Equipment, Convection Oven, Double

Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer
Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels
Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer
Foodservice Equipment, Commercial Kitchen, 3-Bowl

Cafeteria Furnishings, Set-In Against-Wall Lunch Table, Up to 30 LF
Foodservice Equipment, Refrigerator, 2-Door Reach-In

Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer
Foodservice Equipment, Walk-In, Refrigerator

Basketball Backboard, Ceiling-Mounted, Operable

Basketball Backboard, Ceiling-Mounted, Fixed

Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour

Casework, Countertop, Plastic Laminate

Casework, Cabinetry, Standard

Library Shelving, Single-Faced, up to 90" Height
Bleachers, Telescoping Manual, up to 15 Tier (per Seat)
Casework, Countertop, Plastic Laminate

Casework, Cabinetry, Standard
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Quantity
2
1
1

300
20
50
30

50
100

SF
LF
LF
LF

LF
LF

RUL
23
5

c 0 © O oo

23
13

13
23
23

13
13
13

13

ID
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Component Condition Report | Bayard Rustin Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
E2010 Library Fair Library Shelving, Double-Faced, up to 90" Height 40 LF 13
Sitework

G4050 Building Exterior Good Site Lighting, Wall Pack or Walkway Pole-Mounted, any type w/ LED, 26 WATT 10 14

Component Condition Report | Bayard Rustin Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
HVAC

D3030 Modular Good Heat Pump, Packaged & Wall-Mounted, 3 TON 1 13

D3030 Modular Good Heat Pump, Packaged & Wall-Mounted, 3 TON 1 13

Special Construction & Demo
F1020 Site General Good Ancillary Building, Classroom/Office Module, Basic/Portable 1,065 SF 18
F1020 Site General Good Ancillary Building, Classroom/Office Module, Basic/Portable 1,065 SF 18

Pedestrian Plazas & Walkways

G2020
G2020
G2030

Athletic, Recreational & Playfield Areas

G2050
G2050
G2050
G2050
G2050
Sitework
G2060
G2060

Site
Site
Site

Site
Site
Site
Site
Site

Site
Site

Good
Good
Good

Good
Good
Fair

Good
Good

Good
Good

Parking Lots, Pavement, Asphalt, Seal & Stripe
Parking Lots, Pavement, Asphalt, Mill & Overlay

Sidewalk, Concrete, Small Areas/Sections

Play Structure, Multipurpose, Medium

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
Sports Apparatus, Basketball, Backboard/Rim/Pole

Play Structure, Multipurpose, Medium

Play Structure, Multipurpose, Small

Retaining Wall, Brick/Stone

Fences & Gates, Fence, Chain Link 8'

68,000
68,000
1,000

10,000
800

SF
SF
SF

SF

SF
LF

18
43

14
18
14
14
13

33
33
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Component Condition Report | Bayard Rustin Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
G2060 Site Good Fences & Gates, Fence, Chain Link 4' 1,300 LF 33
G2060 Site Good Park Bench, Metal Powder-Coated 4 14

G4050 Site Fair Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 1000 WATT, Replace/Install 10 13
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Replacement Reserves Report

3/6/2026

Location 2025 2026 2027 2028
Bayard Rustin Elementary School $0 $0 $0 $0
Bayard Rustin Elementary School / Main Building $0 $4,532 $0 $0
Bayard Rustin Elementary School / Site $0 $0 $0 $33,437
Grand Total $0 $4,532 $0 $33,437

Bayard Rustin Elementary School

Bayard Rustin Elementary School / Main Building

Uniformat

Code

B2010
B3010
B3010
B3010
C1010
C1010
C1070
C1090
C2010
C2010
C2030
C2030
C2030
C2030
C2030
C2050
D1010
D1010
D2010
D2010
D2010
D3020
D3020
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030

Location DescriptionID

Building Exterior
Flat roofs

Roof

Roof

Cafeteria
Gymnasium
Throughout Building
Restrooms
Throughout Building
Multi-Purpose Room
Utility Rooms/Areas
Gymnasium
Throughout Building
Stairwells
Throughout Building
Gymnasium
Elevator Shafts/Utility
189

140

Throughout Building
Throughout Building
Room 17

Stairwells

Roof

Roof

Roof

Roof

147

Roof

Roof

Roof

104

115

Roof

Roof

131

151

115

321

229

Cost Description

10054319 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
10403463 Green roof, Vegetation trays, Refurbish

10054215 Roofing, Modified Bitumen, Replace

10054317 Roofing, Built-Up, Replace

10054230 Interior Construction, any type, Repairs per Man-Day, Repair
10054236 Movable Partition, Room Divider, Basic Fabric, Replace
10054273 Suspended Ceilings, Acoustical Tile (ACT), Replace
10054373 Toilet Partitions, Plastic/Laminate, Replace

10054260 Wall Finishes, any surface, Prep & Paint

10054210 Wall Finishes, Acoustical Panels, Sound-Dampening, Replace
10054287 Flooring, any surface, w/ Paint or Sealant, Prep & Paint
10054303 Flooring, Wood, Strip, Refinish

10054250 Flooring, Vinyl Tile (VCT), Replace

10054255 Flooring, Rubber Tile, Replace

10054347 Flooring, Carpet, Commercial Standard, Replace

10054301 Ceiling Finishes, exposed irregular elements, Prep & Paint
10056763 Elevator Cab Finishes, Standard, Replace

10054295 Elevator Controls, Automatic, 1 Car, Replace

10054296 Water Heater, Gas, Commercial (400 MBH), 100 to 199 GAL, Replace
10054199 Drinking Fountain, Wall-Mounted, Single-Level, Replace
10054349 Drinking Fountain, Wall-Mounted, Bi-Level, Replace
10054351 Unit Heater, Electric, Replace

10054285 Cabinet Heater, Electric, 3 to 4 LF, Replace

10054300 Split System Ductless, Single Zone, Replace

10054238 Split System Ductless, Single Zone, Replace

10054311 Split System Ductless, Single Zone, Condenser & Evaporator, Replace
10054371 Split System Ductless, Single Zone, Replace

10054328 Heat Pump, Var Refrig Vol (VRV), Replace

10054264 Split System Ductless, Single Zone, Replace

10054244 Split System Ductless, Single Zone, Replace

10054312 Split System Ductless, Single Zone, Replace

10054247 Heat Pump, Var Refrig Vol (VRV), Replace

10054352 Heat Pump, Var Refrig Vol (VRV), Replace

10054232 Split System Ductless, Single Zone, Replace

10054216 Split System Ductless, Single Zone, Replace

10054209 Heat Pump, Water Source, 5 TON, Replace

10054278 Heat Pump, Water Source, 5 TON, Replace

10054359 Heat Pump, Water Source, 5 TON, Replace

10054330 Heat Pump, Water Source, 5 TON, Replace

10054280 Heat Pump, Water Source, 5 TON, Replace

2029

$0
$222,569
$0

$222,569

Lifespan
(EUL)

20
10
20
25
0
25
25
20
10
25

20
20
20
20
20

2030
$0
$403,356
$0
$403,356
EAge RUL
7 13
6 4
8 12
7 18
-1 1
7 18
7 18
7 13
5 5
7 18
5 5
5 5
7 8
7 8
5 5
6 4
7 8
7 13
2 18
7 8
7 8
6 14
7 18
7 8
7 8
7 8
7 8
7 8
7 8
7 8
7 8
7 8
7 8
7 8
7 8
7 13
7 13
7 13
6 14
6 14

2031

$0

$0

$0

$0

QuantityUnit

24900 SF
50000 SF
5000 SF
50000  SF
4 EA
800 SF
77900  SF
30 EA
102300 SF
14600  SF
4900 SF
9700 SF
43800  SF
4900 SF
9700 SF
19500  SF
1 EA
1 EA
1 EA
2 EA
3 EA
5 EA
5 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA

2032
$0

$0
$0
$0

Unit Cost* Subtotal 2025

$1.86

2033

$0
$1,208,608
$38,763

$1,247,371

$46,314

$2.98 $149,000

$10.00

$50,000

$14.00 $700,000

$1,100.00
$5.00

$4,400
$4,000

$3.50 $272,650

$750.00

$22,500

$1.50 $153,450

$14.00 $204,400

$1.50

$4.00

$7,350

$38,800

$5.00 $219,000

$9.00
$7.50
$2.50
$9,000.00
$5,000.00
$22,000.00
$1,200.00
$1,500.00
$2,200.00
$3,500.00
$4,800.00
$4,800.00
$6,100.00
$4,800.00
$44,000.00
$4,800.00
$4,800.00
$4,800.00
$44,000.00
$44,000.00
$4,800.00
$4,800.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00

$44,100
$72,750
$48,750
$9,000
$5,000
$22,000
$2,400
$4,500
$11,000
$17,500
$4,800
$4,800
$6,100
$4,800
$44,000
$4,800
$4,800
$4,800
$44,000
$44,000
$4,800
$4,800
$5,900
$5,900
$5,900
$5,900
$5,900

2034 2035 2036 2037 2038
$0 $0 $0 $0 $0
$0 $0  $17,995  $71,288 $2,349,206
$0 $0 $0 $0 $210,881
$0 $0  $17,995  $71,288 $2,560,088
2026 2027 2028 2029 2030 2031 2032
$149,000
$4,400
$153,450
$7,350
$38,800
$72,750
$48,750

2039 2040 2041

$0 $0 $0
$647,615 $542,076 $0
$93,478 $0 $0

$741,093 $542,076 $0

2033 2034 2035 2036 2037

$50,000

$219,000

$44,100

$9,000

$2,400
$4,500

$4,800
$4,800
$6,100
$4,800
$44,000
$4,800
$4,800
$4,800
$44,000
$44,000
$4,800
$4,800

2042
$0
$9,752
$0

$9,752

2038

$46,314

$22,500

$5,000

$5,900
$5,900

$5,900

$149,000

2043 2044 2045
$0 $0 $0
$2,373,472 $0 $0

Total Escalated Estimate

$7,850,470

$927,145 $0 $0 $1,303,705

$3,300,617 $0 $0 $9,154,175

Deficiency
Repair
Estimate

$46,314

2039 2040 2041 2042 2043 2044 2045

$298,000

$50,000

$700,000 $700,000
$4,400
$4,000 $4,000
$272,650 $272,650
$22,500
$153,450 $306,900
$204,400 $204,400
$7,350 $14,700
$38,800 $77,600
$219,000
$44,100
$72,750 $145,500
$48,750 $97,500
$9,000

$5,000

$22,000 $22,000
$2,400
$4,500
$11,000 $11,000
$17,500 $17,500
$4,800
$4,800
$6,100
$4,800
$44,000
$4,800
$4,800
$4,800
$44,000
$44,000
$4,800
$4,800
$5,900
$5,900
$5,900
$5,900 $5,900

$5,900 $5,900
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gzi;:rmat Location DescriptionID Cost Description

D3030 312 10054366 Heat Pump, Water Source, 5 TON, Replace
D3030 336 10054221 Heat Pump, Water Source, 5 TON, Replace
D3030 209 10054331 Heat Pump, Water Source, 5 TON, Replace
D3030 167 10054213 Heat Pump, Water Source, 5 TON, Replace
D3030 203 10054332 Heat Pump, Water Source, 5 TON, Replace
D3030 240 10054383 Heat Pump, Water Source, 5 TON, Replace
D3030 115 10054306 Heat Pump, Water Source, 5 TON, Replace
D3030 183 10054229 Heat Pump, Water Source, 5 TON, Replace
D3030 167 10054342 Heat Pump, Water Source, 5 TON, Replace
D3030 203 10054338 Heat Pump, Water Source, 5 TON, Replace
D3030 328 10054241 Heat Pump, Water Source, 5 TON, Replace
D3030 304 10054206 Heat Pump, Water Source, 5 TON, Replace
D3030 151 10054281 Heat Pump, Water Source, 5 TON, Replace
D3030 240 10054214 Heat Pump, Water Source, 5 TON, Replace
D3030 320 10054378 Heat Pump, Water Source, 5 TON, Replace
D3030 131 10054309 Heat Pump, Water Source, 5 TON, Replace
D3030 232 10054321 Heat Pump, Water Source, 5 TON, Replace
D3030 232 10054265 Heat Pump, Water Source, 5 TON, Replace
D3030 321 10054223 Heat Pump, Water Source, 5 TON, Replace
D3030 312 10054197 Heat Pump, Water Source, 5 TON, Replace
D3030 128 10054340 Heat Pump, Water Source, 5 TON, Replace
D3030 336 10054242 Heat Pump, Water Source, 5 TON, Replace
D3030 183 10054363 Heat Pump, Water Source, 5 TON, Replace
D3030 320 10054293 Heat Pump, Water Source, 5 TON, Replace
D3030 209 10054217 Heat Pump, Water Source, 5 TON, Replace
D3030 224 10054249 Heat Pump, Water Source, 5 TON, Replace
D3030 128 10054320 Heat Pump, Water Source, 5 TON, Replace
D3030 224 10054313 Heat Pump, Water Source, 5 TON, Replace
D3030 303 10054254 Heat Pump, Water Source, 5 TON, Replace
D3030 303 10054207 Heat Pump, Water Source, 5 TON, Replace
D3030 309 10054367 Heat Pump, Water Source, 5 TON, Replace
D3030 327 10054323 Heat Pump, Water Source, 5 TON, Replace
D3030 328 10054339 Heat Pump, Water Source, 5 TON, Replace
D3030 309 10054219 Heat Pump, Water Source, 5 TON, Replace
D3030 104 10054327 Heat Pump, Water Source, Replace

D3050 17 10054272 Pump, Distribution, HVAC Heating Water, Replace
D3050 17 10054353 Pump, Distribution, HVAC Heating Water, Replace

D3050 Roof 10054299 Packaged Unit, RTU, Pad or Roof-Mounted, Replace

D3050 Roof 10054270 Make-Up Air Unit, MUA or MAU, 12001 to 20000 CFM, Replace
D3050 Roof 10054234 Packaged Unit, RTU, Pad or Roof-Mounted, Replace

D3050 Roof 10054286 Packaged Unit, RTU, Pad or Roof-Mounted, Replace

D3050 Roof 10054356 Packaged Unit, RTU, Pad or Roof-Mounted, Replace
D3050 Roof 10054314 Packaged Unit, RTU, Pad or Roof-Mounted, Replace
D3050 Roof 10054253 Packaged Unit, RTU, Pad or Roof-Mounted, Replace
D3060 Roof 10054372 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
D3060 Roof 10054370 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
D3060 Roof 10054226 Exhaust Fan, Roof or Wall-Mounted, 28" Damper, Replace

D3060 Roof 10054203 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace

D3060 Roof 10054380 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace

Lifespan
(EUL)

20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
25
25
20
20
20
20
20
20
20
20
20
20
20
20

EAge

RUL

QuantityUnit
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA

Unit Cost* Subtotal 2025

$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$5,900.00
$22,000.00
$22,000.00
$75,000.00
$60,000.00
$45,000.00
$75,000.00
$30,000.00
$11,000.00
$11,000.00
$2,400.00
$2,400.00
$4,000.00
$2,400.00
$2,400.00

$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$22,000
$22,000
$75,000
$60,000
$45,000
$75,000
$30,000
$11,000
$11,000
$2,400
$2,400
$4,000
$2,400
$2,400

2026

2027

2028

2029

2030

2031

2032

2033

2034

2035

2036

2037

2038

$75,000
$60,000
$45,000
$75,000
$30,000
$11,000
$11,000
$2,400
$2,400
$4,000
$2,400
$2,400

2039

$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900
$5,900

$5,900

Deficiency
Repair
Estimate

$5,900

2040 2041 2042 2043 2044 2045

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900

$5,900 $5,900
$22,000 $22,000
$22,000 $22,000
$75,000
$60,000
$45,000
$75,000
$30,000
$11,000
$11,000
$2,400
$2,400
$4,000
$2,400
$2,400
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Uniformat
Code

D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D4010
D5010
D5010
D5030
D5030
D5040
D5040
D5040
D6060
D7030
D7050
D7050
D8010
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1070
E2010
E2010
E2010
E2010
E2010
E2010
E2010

G4050

Location DescriptionID

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

17

Throughout Building
136

136

17

17

Throughout Building
Throughout Building
Gymnasium
Throughout Building
Throughout Building
126

Throughout Building
Throughout Building
Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Roof

Commercial Kitchen
Kitchen
Multi-Purpose Room
Kitchen

Cafeteria

Library

Throughout Building
Library

Library

Throughout Building
Library

Gymnasium

Building Exterior

Totals, Unescalated

Cost Description

10054289 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
10054374 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
10054346 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
10054297 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
10054271 Exhaust Fan, Roof or Wall-Mounted, 24" Damper, Replace
10054315 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace

10054379 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace

10054361

10054262

10054344

10054357

Exhaust Fan, Roof or Wall-Mounted, 28" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, Replace
Exhaust Fan, Centrifugal, 12" Damper, Replace

Fire Suppression System, Existing Sprinkler Heads, by SF, Replace

10054348 Automatic Transfer Switch, ATS, Replace
10054292 Automatic Transfer Switch, ATS, Replace
10054335 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install

10054258 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install

10054329
10054227
10054324
10054256
10054275
10054318
10054345
10054248
10054204
10054218
10054355
10054290
10054337
10054266
10054231
10054382
10054240
10054208
10054325
10054336
10054274
10054263
10054276
10054277
10054288
10054251
10054257
10054211

10054252

Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace

Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace
High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace
Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace
Security/Surveillance System, Full System Upgrade, Average Density, Replace
Fire Alarm Panel, Fully Addressable, Replace

Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install
BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install
Foodservice Equipment, Food Puree, Replace

Foodservice Equipment, Food Puree, Replace

Foodservice Equipment, Convection Oven, Double, Replace

Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace
Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace
Foodservice Equipment, Exhaust Hood, 8 to 10 LF, Replace

Foodservice Equipment, Dairy Cooler/Wells, Replace

Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace
Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace
Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace
Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace

Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace
Foodservice Equipment, Trash Compactor, 600 LB, Replace

Foodservice Equipment, Walk-In, Freezer, Replace

Cafeteria Furnishings, Set-In Against-Wall Lunch Table, Up to 30 LF, Replace
Foodservice Equipment, Walk-In, Refrigerator, Replace

Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace
Casework, Countertop, Plastic Laminate, Replace

Casework, Countertop, Plastic Laminate, Replace

Casework, Cabinetry, Standard, Replace

Library Shelving, Single-Faced, up to 90" Height, Replace

10054341 Casework, Cabinetry, Standard, Replace
10054304 Library Shelving, Double-Faced, up to 90" Height, Replace
10054200 Bleachers, Telescoping Manual, up to 15 Tier (per Seat), Replace

10054220 Site Lighting, Wall Pack or Walkway Pole-Mounted, any type w/ LED, Replace

Lifespan
(EUL)

20
20
20
20
20
20
20
20
20
25
25
25
25
20
20
10
20
20

20

20
20
20
20

20
20
20
20
20

20

EAge

RUL

13
13

QuantityUnit

97397
97397
30
97397

97397

97397

97397

300
20
50
50
30

100

40

EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
SF
EA
EA
EA
EA
SF
SF
EA
SF
SF
EA
SF
SF
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
SF
LF
LF
LF
LF
LF
LF
EA

EA

Unit Cost* Subtotal 2025

$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$1,400.00  $1,400
$3,000.00  $3,000
$1,400.00  $1,400
$2,400.00  $2,400
$4,000.00  $4,000
$3,000.00  $3,000
$1,400.00  $1,400

$1.07 $104,215

$12,000.00 $12,000

$12,000.00
$14,700.00
$14,700.00

$12,000
$14,700
$14,700

$0.65 $63,308
$5.00 $486,985
$1,700.00 $51,000
$1.65 $160,705
$2.00 $194,794
$15,000.00 $15,000
$3.00 $292,191

$2.50 $243,493

$2,000.00  $2,000
$2,000.00  $2,000
$8,280.00  $8,280
$1,700.00  $1,700
$6,300.00  $6,300
$4,500.00  $4,500
$3,600.00  $3,600
$4,600.00  $4,600
$1,700.00  $1,700
$4,600.00  $4,600
$4,600.00  $4,600
$6,300.00  $6,300
$13,000.00 $13,000
$25,000.00 $25,000
$7,000.00 $35,000
$15,000.00 $15,000
$13.00  $3,900
$50.00  $1,000
$50.00  $2,500
$300.00 $15,000
$330.00  $9,900
$300.00 $30,000
$480.00 $19,200
$300.00  $1,800
$400.00  $4,000

2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038
$1,400
$1,400
$1,400
$1,400
$3,000
$1,400
$2,400
$4,000
$14,700
$14,700

$63,308
$486,985
$51,000
$160,705
$194,794
$15,000
$292,191
$243,493
$2,000
$2,000
$8,280
$1,700
$6,300
$4,500
$3,600
$4,600
$1,700
$4,600
$4,600
$6,300
$13,000
$25,000
$35,000
$15,000
$3,900
$1,000
$2,500
$15,000
$9,900
$30,000
$19,200
$1,800

$0 $4,400 $0 $0 $197,750 $347,938 $0 $0 $954,087 $0

2039 2040

$3,000

2041 2042

$1,400
$104,215
$12,000

$12,000

2043

2044

2045

Deficiency
Repair
Estimate

$1,400
$1,400
$1,400
$1,400
$3,000
$1,400
$2,400
$4,000
$3,000
$1,400
$104,215
$12,000
$12,000
$14,700
$14,700

$63,308 $126,616
$486,985
$51,000
$160,705
$194,794
$15,000
$292,191
$243,493
$2,000 $4,000
$2,000 $4,000
$8,280 $16,560
$1,700
$6,300
$4,500
$3,600
$4,600
$1,700
$4,600
$4,600
$6,300
$13,000
$25,000
$35,000
$15,000
$3,900
$1,000
$2,500
$15,000

$9,900

$4,000

$0 $13,000 $50,000 $1,599,695 $428,150 $347,938

$0 $5,900 $1,394,165

$0

$0

$30,000
$19,200
$1,800
$4,000

$5,343,022
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Uniformat . o - Lifespan . . . Deficienc.y
Code Location DescriptionIlD Cost Description (EUL) EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 R.epalr
Estimate
Totals, Escalated (3.0% inflation, compounded annually) $0 $4,532 $0 $0 $222,569 $403,356 $0 $0 $1,208,608 $0 $0 $17,995 $71,288 $2,349,206 $647,615 $542,076 $0 $9,752 $2,373,472 $0 $0 $7,850,470
Bayard Rustin Elementary School / Site
gzg:""at ;Z:itrii';,’t'ion D Cost Description :‘Eifji;’a" EAge RUL  QuantityUnit  Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 D‘*ﬁcie“é’s::’ﬂ;
D3030 Modular 10056841 Heat Pump, Packaged & Wall-Mounted, Replace 20 7 13 1 EA $5,500.00 $5,500 $5,500 $5,500
D3030 Modular 10056850 Heat Pump, Packaged & Wall-Mounted, Replace 20 7 13 1 EA $5,500.00  $5,500 $5,500 $5,500
F1020 Site General 10056845 Ancillary Building, Classroom/Office Module, Basic/Portable, Replace 25 7 18 1065 SF $100.00 $106,500 $106,500 $106,500
F1020 Site General 10056840 Ancillary Building, Classroom/Office Module, Basic/Portable, Replace 25 7 18 1065 SF $100.00 $106,500 $106,500 $106,500
G2020 Site 10056839 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 2 3 68000 SF $0.45 $30,600 $30,600 $30,600 $30,600 $30,600 $122,400
G2020 Site 10056834 Parking Lots, Pavement, Asphalt, Mill & Overlay 25 7 18 68000 SF $3.50 $238,000 $238,000 $238,000
G2050 Site 10056846 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace 25 " 14 4 EA $4,750.00 $19,000 $19,000 $19,000
G2050 Site 10056837 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 25 7 18 18000 SF $3.50 $63,000 $63,000 $63,000
G2050 Site 10056838 Play Structure, Multipurpose, Small, Replace 20 7 13 6 EA  $10,000.00 $60,000 $60,000 $60,000
G2050 Site 10056848 Play Structure, Multipurpose, Medium, Replace 20 6 14 1 EA  $20,000.00 $20,000 $20,000 $20,000
G2050 Site 10056847 Play Structure, Multipurpose, Medium, Replace 20 6 14 1 EA  $20,000.00 $20,000 $20,000 $20,000
G2060 Site 10056844 Park Bench, Metal Powder-Coated, Replace 20 6 14 4 EA $700.00 $2,800 $2,800 $2,800
G4050 Site 10056836 Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, Replace/Install 20 7 13 10 EA $4,200.00 $42,000 $42,000 $42,000
Totals, Unescalated $0 $0 $0 $30,600 $0 $0 $0 $0 $30,600 $0 $0 $0 $0 $143,600 $61,800 $0 $0 $0 $544,600 $0 $0 $811,200
Totals, Escalated (3.0% inflation, compounded annually) $0 $0 $0 $33,437 $0 $0 $0 $0 $38,763 $0 $0 $0 $0 $210,881 $93,478 $0 $0 $0 $927,145 $0 $0 $1,303,705

* Markup has been included in unit costs.
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr  Barcode Qty
D10 Conveying
Bayard Rustin
. Elementary
1 10054295 D1010 Elevator Controls Automatic, 1 Car , 189 No dataplate No dataplate No dataplate 2018
School / Main
Building
Bayard Rustin
Passenger Overhead Traction, 2-5 Elementary Delaware
2 10054198 D1010 2500 LB 189 A4PIC217 No dataplat 2018
Elevator Floors School / Main Elevators MFG o calaplate

Building



Index ID

D20 Plumbing

1 10054369
2 10054296
3 10054261

UFCode

D2010

D2010

D2010

Component
Description

Storage Tank

Water Heater

Backflow
Preventer

Attributes Capacity

Domestic Water 80 GAL

Gas, Commercial (400

120 GAL
MBH), 100 to 199 GAL 06

Domestic Water 1.5IN

Building Location Detail

Bayard Rustin
Elementary
School / Main
Building

140

Bayard Rustin
Elementary
School / Main
Building

140

Bayard Rustin
Elementary
School / Main
Building

Manufacturer Model

Taco RAX30-150P

ﬁ::te Industries, o\ 119-400-NEA 300

Wilkins Zurn 975 XL2

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial Dataplate Yr  Barcode Qty
No dataplate 2018
2346136576835 2023
No dataplate 2018



Index

ID

D30 HVAC

1 10057472
2 10054285
3 10054351
4 10054201
5 10056841
6 10056850
7 10054328
8 10054327
9 10054242
10 10054323
11 10054320

UFCode

D3020

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Heat Exchanger

Cabinet Heater

Unit Heater

[EPUH-8]

Boiler
Supplemental
Components [ET-

1]

Heat Pump

Heat Pump

Heat Pump

Heat Pump

Heat Pump [HPU
43]

Heat Pump [HPU
44]

Heat Pump [HPU-
1]

Attributes

Shell & Tube, HVAC,
16 to 20 GPM

Electric, 3to 4 LF

Electric

Expansion Tank

Packaged & Wall-
Mounted

Packaged & Wall-

Mounted

Var Refrig Vol (VRV)

Water Source

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

20

10 kW

60 GAL

3 TON

3 TON

8 TON

1 TON

1.5 TON

2TON

Building

Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Site

Bayard Rustin
Elementary
School / Site

Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

17

Stairwells

Room 17

17

Modular

Modular

147

104

336

327

128

Manufacturer

Inaccessible

No dataplate

Inaccessible

Taco

Bard

Bard

Samsung

Daikin Industries

Bosch

Bosch

Bosch

Model

Inaccessible

No dataplate

Inaccessible

GA1300-125

Inaccessible

No dataplate

AMO96HXWAFR

W.GS.V.012.8.1.4.GL_R_T5..Y_C_S_YY-Y.-

YYYYY.

LM024-2VTN-FLTTUA-XDGXX
XXXXTXXXXAXXXXSBA

EP018-2VTN-FRTTUB-XAGXXXX

LM024-2VTN-FLTTUA-
XDGXXXXXXTXXXX4AXXXXSBA

Serial

Inaccessible

No dataplate

Inaccessible

No dataplate

Inaccessible

No dataplate

No dataplate

NA

2940-817-000004-
7735060026

2940-818-000004-
7735063754

2940-817-000005-
7735060026

Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2022

2018

2018

2018

Barcode

[Diraiit = [Fer Diseussion PUrpeses Omly

Qty



Index

12

13

14

15

16

17

18

19

20

21

22

ID

10054278

10054363

10054229

10054342

10054213

10054249

10054313

10054265

10054321

10054214

10054340

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Heat Pump [HPU-
10]

Heat Pump [HPU-
11]

Heat Pump [HPU-
12]

Heat Pump [HPU-
13]

Heat Pump [HPU-
14]

Heat Pump [HPU-
15]

Heat Pump [HPU-
16]

Heat Pump [HPU-
17]

Heat Pump [HPU-
18]

Heat Pump [HPU-
19]

Heat Pump [HPU-
2]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

2TON

2TON

1 TON

2TON

2TON

2TON

2TON

2TON

2TON

2TON

Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

151

183

183

167

167

224

224

232

232

240

128

Manufacturer

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Model

LM024-2VTN-FLTTUA-X
OGXXXXXXTXXXXEAXXXXSBA

LM024-2VTN-FLTTUA-XDGXXXXXX7XXX

LM024-2VTN-FRTTUA-XDGX

EP012-2VTN-FLTPUB-
XAGXXXXXXTXXXX4XXXXSBA

LM024-2VTN-FRTTUA-
XDGXXXXXXTXXXXAXXXXSBA

LM024-2VTN-FRTTUA-XDGXXX

LM024-2VTN-FLTTUA-XDGXXXXXX XXXX
XXXXSBA

LM024-2VTN-FRTTUA-XDGXXX

LM024-2VTN-FLTTUA-
XDGXXXXXXTXXXX4AXXXXSBA

LM024-2VTN-FRTTUA-
XDGXXXXXXTXXXXAXXXXSBA

LM024-2VTN-FRTTUA-
XDGXXXXXXTXXXXAXXXXSBA

Serial

2940-617-000015-
7735060026

2940-760-000001-
7735060026

2940-818-000004-
7735063757

2940-760-000001-
7735061356

2940-818-000005-
7735063757

2940-818-000006-
7735063757

2940-817-000026-
7735060026

2940-818-000007-
7735063757

2940-817-000028-
7735060026

2940-818-000008-
7735063757

2940-818-000001-
7735063757
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Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

Barcode

Qty



Index

23

24

25

26

27

28

29

30

31

32

33

ID

10054383

10054332

10054338

10054217

10054331

10054280

10054206

10054207

10054209

10054254

10054366

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Heat Pump [HPU-
20]

Heat Pump [HPU-
21]

Heat Pump [HPU-
22]

Heat Pump [HPU-
23]

Heat Pump [HPU-
24]

Heat Pump [HPU-
27]

Heat Pump [HPU-
28]

Heat Pump [HPU-
29]

Heat Pump [HPU-
3]

Heat Pump [HPU-
30]

Heat Pump [HPU-
31]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

2TON

2TON

2TON

1.5 TON

2TON

2TON

1.5

2TON

2TON

Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

240

203

203

209

209

229

304

303

131

303

312

Manufacturer

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Model

LM024-2VTN-FLTTUA-XDGXXXXXX7

LM024-2VTN-FLTTUA-
XDGXXXXXXTXXXXAXXXXSBA

LM024-2VTN-FRTTUA-XDGXX

LM024-2VTN-FLTTUA-
XDGXXXXXXTXXXX4AXXXXSBA

LM024-2VTN-FRTTUA-XDGXXXXXX
TXXXXAXXXXSBA

EP018-2VTN-FRTTUB-XAGXXXXX

LM024-2VTN-FRTTUA-XDGXXXXXX7XXXX
XXXSBA

LM024-2VTN-FLTTUA-
XDGXXXXXXTXXXXAXXXXSBA

EP018-2VTN-FLTTUB-XAGXXXX

LM024-2VTN-FRTTUA-XDGXXX XXX7XX

LM024-2VTN-FRTTUA-
XDGXXXXXXTXXXXAXXXXSBA

Serial

2940-817-000030-
7735060026

2940-817-000031-
7735060026

2940-818-000009-
7735063757

2940-817-000033-
7735060026

2940-818-000010-
7735063757

2940-818-000002-
7735063754

2940-818-000012-
7735063757

2940-817-000013-
7735060026

2940-760-000001-
7735061357

2940-818-000013-
7735063757

2940-818-000014-
7735063757
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Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

Barcode

Qty



Index

34

35

36

37

38

39

40

41

42

43

44

ID

10054197

10054219

10054367

10054378

10054293

10054339

10054241

10054309

10054223

10054330

10054221

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Heat Pump [HPU-
32]

Heat Pump [HPU-
33]

Heat Pump [HPU-
34]

Heat Pump [HPU-
35]

Heat Pump [HPU-
36]

Heat Pump [HPU-
38]

Heat Pump [HPU-
39]

Heat Pump [HPU-
4]

Heat Pump [HPU-
40]

Heat Pump [HPU-
41]

Heat Pump [HPU-
42]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Capacity

2TON

2TON

2TON

2TON

2TON

2TON

2TON

3 TON

2TON

2TON

2TON

Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

312

309

309

320

320

328

328

131

321

321

336

Manufacturer

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Bosch

Model

LM024-2VTN-FLTTUA-

XDGXXXXXXTXXXX4AXXXXSBA

LM024-2VTN-FLTTUA-XDGXX
XXXTXXXXAXXXXSBA

LM024-2VTN-FRTTUA-XDGXXXXX
XXXXAXXXXSBA

LM024-2VTN-FRTTUA-XDGXXX

LM024-2VTN-FLTTUA-XDGXXXXXX7XX

LM024-2VTN-FRTTUA-XDGXXXX

LM024-2VTN-FLTTUA-
XDGXXXXXXTXXXXAXXXXSBA

LMO036-2VTN-FRTTUA-
XDGXXXXXXTXXXXAXXXXSBA

LM024-2VTN-FLTTUA-
XDGXXXXXXTXXXX4AXXXXSBA

LM024-2VTN-FRTTUA-
XDGXXXXXXTXXXXAXXXXSBA

LM024-2VTN-FRTTUA-XDGXXX

Serial

2940-817-000010-
7735060026

2940-817-000009-
7735060026

2940-818-000015-
7735063757

2940-818-000016-
7735063757

2940-817-000006-
7735060026

2940-818-000017-
7735063757

2940-817-000002-
7735060026

2940-818-000001-
7735063755

2940-817-000003-
7735060026

2940-818-000018-
7735063757

2940-818-000019-
7735063757
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Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

Barcode

Qty



Index

45

46

47

48

49

50

51

52

53

54

55

ID

10054306

10054359

10054281

10054352

10054247

10054264

10054238

10054216

10054312

10054232

10054311

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Heat Pump [HPU-
5]

Heat Pump [HPU-
6]

Heat Pump [HPU-
9]

Heat Pump
[WCRF 3]

Heat Pump
[WCRF1]

Split System
Ductless

Split System
Ductless [DSS-1]

Split System
Ductless [DSS-2]

Split System
Ductless [DSS-3]

Split System
Ductless [DSS-4]

Split System
Ductless [DSS-5]

Attributes

Water Source, 5 TON

Water Source, 5 TON

Water Source, 5 TON

Var Refrig Vol (VRV)

Var Refrig Vol (VRV)

Single Zone

Single Zone

Single Zone

Single Zone

Single Zone

Single Zone,

Condenser &
Evaporator

Capacity

1.5 TON

2TON

8 TON

8 TON

1.5 TON

2TON

1.5 TON

2TON

1.5 TON

3 TON

Building

Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

115

115

151

115

104

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Bosch

Bosch

Bosch

Samsung

Samsung

Samsung

Samsung

Samsung

Samsung

Samsung

Samsung

Model

LMO036-2VTN-FLTTUA-
XDGXXXXXXTXXXX4AXXXXSBA

EP018-2VTN-FRTTUB-XAGXXXXXX7XX

LM024-2VTN-FRTTUA-XDGXXXX

AMO96HXWAFR

AMO96HXWAFR

AR18KSWSJWKX

AR24KSWSJWKX

AR18KSWSJWKX

AR24KSWSJWKX

AR18KSWSJWKX

AQX36VFUAGM
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Serial

2940-760-000002-
7735061358

2940-818-000001-
7735063754

2940-818-000003-
7735063757

B3P5P3GF800003Z

B3P5P3GF800008F

NA

No dataplate

NA

No dataplate

NA

NA

Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

Barcode

Qty



Index

56

57

58

59

60

61

62

63

64

65

66

ID

10054371

10054300

10054244

10054272

10054353

10054270

10054299

10054286

10054253

10054314

10054234

UFCode

D3030

D3030

D3030

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

Component
Description

Split System

Ductless [DSS-6]

Split System
Ductless [DSS-8]

Split System
Ductless [DSS-9]

Pump [P-1]

Pump [P-2]

Make-Up Air Unit
[MUAU-1]

Packaged Unit
[DOAS-1]

Packaged Unit
[DOAS-2]

Packaged Unit
[DOAS-3]

Packaged Unit
[RTU-1]

Packaged Unit
[RTU-2]

Attributes

Single Zone

Single Zone

Single Zone

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

MUA or MAU, 12001 to

20000 CFM

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

Capacity

2TON

1.5 TON

2TON

30 HP

30 HP

12000 CFM

35 TON

45 TON

5TON

5TON

25 TON

Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

17

17

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Samsung

Samsung

Samsung

Inaccessible

Inaccessible

Petra

Petra

Petra

Perta

Petra

Petra

Model

AR24KSWSJWKX

AR18KSWSJWKX

AR24KSWSJWKX

Inaccessible

Inaccessible

PAH-120

WPPH-35

WPPH-45

WPPH-5

WPPH-5

WPPH-25

Serial

No dataplate

NA

NA

Inaccessible

Inaccessible

172764/0701/01

172764/0101/01

172764/0201/01

172764/0301/01

172764/0401/01

172764/0501/01
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Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

Barcode

Qty



Index

67

68

69

70

71

72

73

74

75

76

77

ID

10054356

10054289

10054361

10054226

10054262

10054370

10054271

10054344

10054315

10054372

10054379

UFCode

D3050

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Packaged Unit
[RTU-3]

Exhaust Fan [EF-
1]

Exhaust Fan [EF-
10]

Exhaust Fan [EF-
11]

Exhaust Fan [EF-
12]

Exhaust Fan [EF-
13]

Exhaust Fan [EF-
14]

Exhaust Fan [EF-
15]

Exhaust Fan [EF-
2]

Exhaust Fan [EF-
3]

Exhaust Fan [EF-
4]

Attributes

RTU, Pad or Roof-
Mounted

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
28" Damper

Roof or Wall-Mounted,
28" Damper

Roof or Wall-Mounted,
24" Damper

Roof or Wall-Mounted,
16" Damper

Roof or Wall-Mounted,
24" Damper

Centrifugal, 12"
Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
16" Damper

Roof or Wall-Mounted,
16" Damper

Capacity

13 TON

1000 CFM

8500 CFM

8500 CFM

5000 CFM

2000 CFM

5000 CFM

1000 CFM

1000 CFM

2000 CFM

2000 CFM

Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

17

Roof

Roof

Roof

Manufacturer

Petra

Twinn City Fan
& Blower

Twin City Fan &

Blower

Twin City Fan &

Blower

Twin City Fan &

Blower

Twin City Fan &

Blower

Twin City Fan &

Blower

Inaccessible

Twin City Fan &

Blower

Twin City Fan &

Blower

Twin City Fan &

Blower

Model

WPPH-13

DCRD-120B

BCRU-420B

BCRU-420B..

BCRU-120B

DCRU110B

BCRU-110B

Inaccessible

DCRD-090B

150BHRE

DCRD-095B
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Serial

172764/0601/01

G17-000000223902

G18-000000257282

G17-000000223782

G17-000000223914

G17-000000223852

G17-000000223912

Inaccessible

G17-000000223925

17-582543-13

G17-000000223906

Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

Barcode

Qty



Index

78

79

80

81

82

ID

10054380

10054374

10054346

10054203

10054297

UFCode

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan [EF-
5]

Exhaust Fan [EF-
6]

Exhaust Fan [EF-
7]

Exhaust Fan [EF-
8]

Exhaust Fan [EF-
9]

Attributes

Roof or Wall-Mounted,
16" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
16" Damper

Roof or Wall-Mounted,
12" Damper

Capacity

2000 CFM

1000 CFM

1000 CFM

2000 CFM

1000 CFM

Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Manufacturer

Twin City Fan &
Blower

Twin City Fan &
Blower

Twin City Fan &
Blower

Twin City Fan &
Blower

Twin City Fan &
Blower

Model

BCRD-100DHP

DCRD-085B

DCRD-120B

BCRD-160D

DCRD-090B
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Serial

G17-000000223913

G17-000000223908

G17-000000223903

G17-000000223910

G17-000000223905

Dataplate Yr

2018

2018

2018

2018

2018

Barcode

Qty



Index ID

D40 Fire Protection

1 10054233

2 10054259

UFCode

D4010

D4010

Component
Description

Backflow
Preventer

Backflow
Preventer

Attributes

Fire Suppression

Fire Suppression

Capacity

8 IN

3 INCH

Building Location Detail Manufacturer

Bayard Rustin
Elementary
School / Main
Building

Wilkins Zurn

Bayard Rustin
Elementary
School / Main
Building

Zurn Wilkins

Model

No dataplate

No dataplate

Serial

15856A

No dataplate
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Dataplate Yr  Barcode Qty

2018

2018



Index ID

D50 Electrical

1 10054283
2 10054348
3 10054292
4 10054333
5 10054354
6 10054267
7 10054377
8 10054202
9 10054224
10 10054350
11 10054364

UFCode

D5010

D5010

D5010

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

Component
Description

Generator

Automatic
Transfer Switch
[ATS-1]

Automatic
Transfer Switch
[ATS-2]

Secondary
Transformer

Secondary
Transformer [T-1]

Secondary
Transformer [T-
11]

Secondary
Transformer [T-
12]

Secondary
Transformer [T-2]

Secondary
Transformer [T-3]

Secondary
Transformer [T-4]

Secondary
Transformer [T-4]

Attributes

Gas or Gasoline

ATS

ATS

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Capacity

35 KW

200 AMP

200 AMP

150 KVA

150 KVA

75 KVA

45 KVA

30 KVA

75 KVA

45 KVA

9 KVA

Building

Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail Manufacturer

Building Exterior Kohler

136 Kohler
136 Kohler
16 Sqaure D
136 Eaton
306 Eaton
306 Eaton
136 Eaton
136 Eaton
163 Eaton
136 Eaton

Model

Inaccessible

No dataplate

No dataplate

QGH6772503

V48D28B4916CU

V48D28B7516CU

N48D28B4516CU

N48M28B3016CU

N48D28B7516CU

N48D28B4516CU

V48G28B09CU

Serial

Inaccessible

No dataplate

No dataplate

2061918127A

J17L2771266

J17L2171092

J17L1501555

J17L1001242

J172471209

J17L1601687

J17L1101318

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018



Index

12

13

14

15

16

17

18

19

20

21

22

ID

10054381

10054269

10054358

10054326

10054362

10054282

10054279

10054310

10054291

10054225

10054258

UFCode

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5030

Component
Description

Secondary

Transformer [T-5]

Secondary

Transformer [T-7]

Switchboard

Distribution
Panel

Distribution
Panel

Distribution

Panel [PANEL M5]

Distribution

Panel [PANEL R3]

Distribution

Panel [PANEL R7]

Distribution
Panel [PANEL
RDP]

Distribution

Panel [PANEL S1]

Variable

Attributes

Dry, Stepdown

Dry, Stepdown

277/480 V

120/208 V

277/480 V

277/480 V

120/208 V

277/480 V

120/208 V

277/480 V

Frequency Drive VFD, by HP of Motor

[PUMP 1]

Capacity

112.5 KVA

15 KVA

1200 AMP

500 AMP

1200 AMP

400 AMP

400 AMP

400 AMP

600 AMP

400 AMP

30 HP

Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

163

163

136

16

136

306

163

306

136

136

Manufacturer

Eaton

Eaton

Eaton

Square D

Eaton

Eaton

Eaton

Eaton

Eaton

Eaton

Yaskawa

Model

v48D28B1216CU

N48D28B1516CU

SLY0497028

12413129990010001

PRL4

PRL2a

PRL 1a

PRL 1a

No dataplate

PRL3a

Inaccessible

Serial

J17L2871316

J17L1601629

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

Inaccessible
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Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018



Index

23

24

ID

10054335

10054324

UFCode

D5030

D5040

Component
Description

Variable
Frequency Drive
[PUMP 2]

High Intensity
Discharge (HID)
Fixtures

Attributes

VFD, by HP of Motor

Metal Halide,
Gymnasium Lighting,
400 W

Capacity

30 HP

Building Location Detail Manufacturer

Bayard Rustin
Elementary
School / Main
Building

Yaskawa

Bayard Rustin
Elementary
School / Main
Building

Gymnasium

Model

Z1818040PMG

Serial

4W1821708500001

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr  Barcode Qty
2018
2018 30
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D70 Electronic Safety & Security
Bayard Rustin
1 10054318  D7050  Fire Alarm Panel Fully Addressable thtir;an;l);m Edwards No dataplate No dataplate 2018

Building



Index

ID

E10 Equipment

10

11

10054360

10054243

10054355

10054231

10054266

10054204

10054218

10054290

10054240

10054325

10054274

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component
Description

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes

Commercial Kitchen, 1-
Bowl

Commercial Kitchen, 3-
Bowl

Convection Oven,
Double

Dairy Cooler/Wells

Exhaust Hood, 8 to 10
LF

Food Puree

Food Puree

Food Warmer, Proofing
Cabinet on Wheels

Food Warmer, Proofing
Cabinet on Wheels

Refrigerator, 2-Door
Reach-In

Trash Compactor, 600
LB

Building

Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Commercial
Kitchen

Manufacturer

Hobart

Traulsen

CaptiveAire
Systems

No dataplate

No dataplate

Metro

Metro

Continental
Refrigerator

No dataplate

Model

No dataplate

RMC58D4

6630 ND-2

No dataplate

No dataplate

No dataplate

No dataplate

DL1R-SS-HD

No dataplate

Serial

No dataplate

25B03094

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

157C9940

No dataplate
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Dataplate Yr

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

2018

Barcode

Qty



Index

12

13

14

15

16

17

ID

10054337

10054336

10054382

10054208

10054263

10054277

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

Component
Description

Foodservice

Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes
Walk-In, Condenser for

Refigerator/Freezer

Walk-In, Condenser for
Refigerator/Freezer

Walk-In, Evaporator for
Refigerator/Freezer

Walk-In, Evaporator for
Refigerator/Freezer

Walk-In, Freezer

Walk-In, Refrigerator

Capacity

Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building
Bayard Rustin
Elementary
School / Main
Building

Location Detail

Kitchen

Roof

Kitchen

Kitchen

Kitchen

Kitchen

Manufacturer

BOHN

BOHN

BOHN

BOHN

Reveridge Inc.

Reveridge Inc

Model

BZS020M6C

BZS055L6C

Inaccessible

Inaccessible

E225993

E225993

Serial

T18A 12957

T18A13147

Inaccessible

Inaccessible

253062-02-J01

253062-01 JO1

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2018

2018

2018

2018

2018

2018

Barcode

Qty
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