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Site Plan
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Image Ex2026 Airbus

Project Number PrOJect Name

172559.25R000-104.354 Sequoyah Elementary School

Source On-Site Date

Google January 29-30, 2026 and
March 23, 2026
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BV FACILITY CONDITION ASSESSMENT: PRE-SURVEY QUESTIONNAIRE

Building / Facility Name: ~ Sequoyah Elementary School

Name of person completing form:  Ana Vivar

Title / Association w/ property: ~ Building Manager

Length of time associated w/ property: 3 years

Date Completed: ~ January 28, 2026

Phone Number: ~ 301.741.1686

Method of Completion:  DURING - verbally completed during assessment

Directions: Please answer all questions to the best of your knowledge and in good faith. Please provide additional details in the
Comments column, or backup documentation for any Yes responses.

Data Overview Response
Constructed Renovated 2020 Hvac units
1 | Year(s) constructed
1990 2020
2 | Building size in SF 73,080 SF
Year Additional Detail
Facade 1990
Roof
Interiors 2023 Gym floor 2023
3 | Major Renovation/Rehabilitation
HVAC
Electrical 1990
Site Pavement 1990
Accessibility

. o . None reported
List other significant capital

4 | improvements (focus on recent years;
provide approximate date).

. . . . Unknown
List any major capital expenditures

5 | planned/requested for the next few
years. Have they been budgeted?

. ) Leaking in classrooms from floor when I r rains
Describe any on-going extremely

6 problematic, historically chronic, or
immediate facility needs.
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Mark the column corresponding to the appropriate response. Please provide additional details in the Comments column, or backup
documentation for any Yes responses. (NA indicates "Not Applicable", Unk indicates "Unknown")

Question

Yes

No

Response

Unk

NA

Comments

Are there any problems with
foundations or structures, like
excessive settlement?

Cracking of media center floor. Crack in landing of
stair way

Are there any wall, window,
basement or roof leaks?

Water infiltration in classrooms 12,13, 14

Has any part of the facility ever
contained visible suspect mold
growth, or have there been any
indoor air quality complaints?

10

Are your elevators unreliable, with
frequent service calls?

11

Are there any plumbing leaks, water
pressure, or clogging/backup issues?

12

Have there been any leaks or
pressure problems with natural gas,
HVAC piping, or steam service?

13

Are any areas of the facility
inadequately heated, cooled or
ventilated? Poorly insulated areas?

14

Is the electrical service outdated,
undersized, or problematic?

15

Are there any problems or
inadequacies with exterior lighting?

16

Is site/parking drainage inadequate,
with excessive ponding or other
problems?

17

Are there any other unresolved
construction defects or significant
issues/hazards at the property that
have not yet been identified above?

18

ADA: Has an accessibility study been
previously performed? If so, when?

19

ADA: Have any ADA improvements
been made to the property since
original construction? Describe.

20

ADA: Has building management
reported any accessibility-based
complaints or litigation?

21

Are any areas of the property leased
to outside occupants?

<N

Signature of Assessor

.

Signature of POC




[Draifs - [For Discussion [Purpeses Ol
SEQUOYAH ELEMENTARY SCHOOL BUREAU VERITAS PROJECT: 172559.25R000-104.354

Appendix D:

Accessibility Review and Photos

www.bvna.com | p 800.733.0660



[Draifs - [For Discussion [Purpeses Ol

Visual Checklist - 2010 ADA Standards for Accessible Design

Property Name:  Sequoyah Elementary School

BV Project Number:  172559.25R000-104.354

Abbreviated Accessibility Checklist

Facility History & Interview

Question Yes No Unk Comments

Has an accessibility study been previously X
performed? If so, when?

Have any ADA improvements been made to

2 | the property since original construction? X
Describe.
3 Has building management reported any X

accessibility-based complaints or litigation?
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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?

Are accessible spaces on the shortest
3 |accessible route to an accessible building x
entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

-

P

E

-_—p

S AF
o2
‘

|
t

¥’
.

e

ACCESSIBLE PATH CURB CUT

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?




[Draifs - [For Discussion [Purpeses Ol

Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

ACCESSIBLE ENTRANCE DOOR HARDWARE

Question Yes No NA Comments

Do a sufficient number of accessible x
entrances appear to be provided ?

If the main entrance is not accessible, is an x
alternate accessible entrance provided?

Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR PATH DOOR HARDWARE

Question Yes No NA Comments

Does an accessible route appear to connect x
all public areas inside the building ?

Do accessible routes appear free of x
obstructions and/or protruding objects ?

Do ramps on accessible routes appear to x
have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?

Do ramps on accessible routes appear to
5 | have compliant end and intermediate x
landings ?

Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

LOBBY LOOKING AT CAB

IN-CAB CONTROLS

Question

Yes

No

NA

Comments

Are hallway call buttons configured with the
“UP” button above the “DOWN” button?

Is accessible floor identification signage
present on the hoistway sidewalls on each
level ?

Do the elevators have audible and visual
arrival indicators at the lobby and hallway
entrances?

Do the elevator hoistway and car interior
appear to have a minimum compliant clear
floor area ?

Do the elevator car doors have automatic re-
opening devices to prevent closure on
obstructions?

Do elevator car control buttons appear to be
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES
Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x

have a minimum compliant floor area ?

Does the lavatory appear to be mounted at a
2 | compliant height and with compliant knee x

area ?
3 Does the lavatory faucet have compliant x

handles ?
4 Is the plumbing piping under lavatories x

configured to protect against contact ?
5 Are grab bars provided at compliant locations x

around the toilet ?
6 Do toilet stall doors appear to provide the x

minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal

appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Component Condition Report | Sequoyah Elementary School / Main Building

UF L3 Code Location

C2010
C2010
C2010
C2010
C2010
C2030
C2030
C2030
C2030
C2030
C2030
C2050
C2050
C2050
Conveying
D1010
D1010
D1010
Plumbing
D2010
D2010
D2010
D2010
D2010
D2010

Restrooms
Gymnasium
Commercial Kitchen
Throughout Building
Classrooms General
Throughout Building
Restrooms

Library

Classrooms General
Commercial Kitchen
Gymnasium
Gymnasium
Multi-Purpose Room

Restrooms

Elevator Shafts/Utility
Elevator Shafts/Utility
Elevator Shafts/Utility

Mechanical Room

Restrooms

Hallways & Common Areas

Mechanical Room
Throughout Building
Throughout Building

Condition Component/Attributes/Capacity

Fair
Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair
Fair

Good

Fair
Fair
Fair
Fair
Fair

Fair

Wall Finishes, Ceramic Tile

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Wall Finishes, Ceramic Tile

Wall Finishes, any surface, Prep & Paint

Wall Finishes, any surface, Prep & Paint

Flooring, Vinyl Tile (VCT)

Flooring, Ceramic Tile

Flooring, Carpet, Commercial Standard

Flooring, Vinyl Tile (VCT)

Flooring, Quarry Tile

Flooring, Wood, Sports, Refinish

Ceiling Finishes, exposed irregular elements, Prep & Paint
Ceiling Finishes, exposed irregular elements, Prep & Paint

Ceiling Finishes, Gypsum Board/Plaster

Passenger Elevator, Hydraulic, 2 Floors, 2500 LB, Renovate
Elevator Cab Finishes, Standard

Elevator Controls, Automatic, 1 Car

Backflow Preventer, Domestic Water, 4 IN
Urinal, Standard
Drinking Fountain, Wall-Mounted, Bi-Level

Pump, Circulation, Domestic Water, 1 HP

Plumbing System, Supply & Sanitary, Low Density (excludes fixtures)

Sink/Lavatory, Vanity Top, Stainless Steel
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Quantity
7,300
600
2,900
98,000
36,600
36,100
3,500
4,200
17,400
2,100
6,200
5,600
3,500
3,500

N ©

73,080
25

SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF

SF

RUL ID
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Component Condition Report | Sequoyah Elementary School / Main Building

UF L3 Code Location

D2010
D2010
D2010
D2010
D2030
HVAC

D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3020
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030

Restrooms

Restrooms

Hallways & Common Areas

Mechanical Room

Mechanical Room
Mechanical Room
Mechanical Room
Storage south exterior
Storage Gym Storage
Storage Gym Storage
Storage north exterior
Mechanical Room
Mechanical Room
Mechanical Room
Throughout Building
Lower Roof

Upper Roof

Lower Roof

Upper Roof

Lower Roof

Modular Building 1383
Modular Building 1382

Lower Roof

Condition Component/Attributes/Capacity Quantity
Fair Sink/Lavatory, Wall-Hung 45
Fair Toilet, Commercial Water Closet 47
Good Drinking Fountain, Wall-Mounted, Single-Level 2
Good Water Heater, Gas, Commercial (125 MBH), 81 GAL 1
NA Pump, Sump, 3 HP, Install 1
Good Unit Heater, Hydronic, 20 MBH [UH-17] 18
Good Unit Heater, Hydronic, 8 MBH [UH-23] 1
Good Boiler Supplemental Components, Expansion Tank, 300 GAL 1
Good Unit Heater, Hydronic, 3 - 5 MBH [UH-02] 1
Good Unit Heater, Hydronic, 8 MBH [UH-10] 1
Good Unit Heater, Hydronic, 10 MBH [UH-12] 1
Good Unit Heater, Hydronic, 8 MBH [UH-11] 1
Good Boiler, Gas, HVAC, 1500 MBH 1
Good Unit Heater, Hydronic, 8 MBH [UH-24] 1
Good Boiler, Gas, HVAC, 1400 MBH 1
Good Unit Ventilator, approx/nominal 2 Ton, 500 CFM 40
Good Split System Ductless, Single Zone, 4 TON [CU-3] 1
Good Heat Pump, Var Refrig Vol (VRV), 8 TON [HP-3] 1
Good Split System, Condensing Unit/Heat Pump, 4 TON [CU-2] 1
Fair Heat Pump, Var Refrig Vol (VRV), 10 TON [HP-1] 1
Good Split System, Condensing Unit/Heat Pump, 2 TON 1
Good Heat Pump, Packaged & Wall-Mounted, 3 TON 1
Fair Heat Pump, Packaged & Wall-Mounted, 3 TON 1
Fair Heat Pump, Var Refrig Vol (VRV), 8 TON [HP-2] 1

RUL
3
3
10
16
16

15
15
33
15
15
15
15
25
15
25
15
10
10
10

10
19
19

ID
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Component Condition Report | Sequoyah Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Lower Roof Good Split System, Condensing Unit/Heat Pump, 4 TON [CU-1] 1 10
D3030 Mechanical Room Good Chiller, Air-Cooled, 91 TON [CH-1] 1 20
D3050 Throughout Building Good HVAC System, Hydronic Piping, 4-Pipe 73,080 SF 35
D3050 Lower Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON [ERU-4] 1 15
D3050 Lower Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 7 TON 1 15
D3050 Lower Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 7 TON [RTU-4] 1 15
D3050 Mechanical Room Good Supplemental Components, Air Separator, HVAC, 8 IN 1 10
D3050 Upper Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 30 TON [ERU-1] 1 15
D3050 Throughout Building Good HVAC System, Ductwork, Medium Density 73,080 SF 25
D3050 Lower Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 8 TON [ERU-6] 1 15
D3050 Lower Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON [ERU-3] 1 15
D3050 Mechanical Room Good Pump, Distribution, HVAC Heating Water, 7.5 HP [P-4] 1 20
D3050 Boiler Room Good Packaged Unit, RTU, Pad or Roof-Mounted, 10 TON [RTU-1] 1 15
D3050 Lower Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 11 TON [ERU-5] 1 15
D3050 Mechanical Room Good Pump, Distribution, HVAC Chilled or Condenser Water, 15 HP [P-1] 1 20
D3050 Mechanical Room Good Pump, Distribution, HVAC Heating Water, 7.5 HP [P-3] 1 20
D3050 Mechanical Room Good Pump, Distribution, HVAC Chilled or Condenser Water, 15 HP [P-2] 1 20
D3060 Lower Roof Good Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 250 CFM [EF - 2] 1 15
D3060 Lower Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1500 CFM [EF-3] 1 6
D3060 Lower Roof Good Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 250 CFM [EF-4] 1 15
D3060 Lower Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1500 CFM 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 200 CFM [EF-1] 1 15

Fire Protection
D4010 Mechanical Room Fair Supplemental Components, Fire Riser, Wet, 4 IN 1 5
D4010 Mechanical Room Fair Supplemental Components, Fire Riser, Wet, 4 IN 1 5
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Component Condition Report | Sequoyah Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D4010 Mechanical Room Fair Supplemental Components, Fire Riser, Wet, 4 IN 1 )
D4010 Throughout Building Fair Fire Suppression System, Existing Sprinkler Heads, by SF 73,080 SF 3
D4010 Mechanical Room Fair Backflow Preventer, Fire Suppression, 6 IN 1 3
Electrical

D5010 Mechanical Room Good Automatic Transfer Switch, ATS, 150 AMP 1 23
D5010 Mechanical Room Good Automatic Transfer Switch, ATS, 150 AMP 1 23
D5010 Building Exterior Good Generator, Gas or Gasoline, 105 KVA 1 20
D5020 Mechanical Room Fair Switchboard, 120/208 V, 2000 AMP 1 5
D5030 Mechanical Room Good Variable Frequency Drive, VFD, by HP of Motor, 7.5 HP, Replace/Install [P-3] 1 15
D5030 Mechanical Room Good Variable Frequency Drive, VFD, by HP of Motor, 7.5 HP, Replace/Install [P-4] 1 15
D5030 Mechanical Room Good Variable Frequency Drive, VFD, by HP of Motor, 15 HP, Replace/Install [P-1] 1 15
D5030 Throughout Building Fair Electrical System, Wiring & Switches, Average or Low Density/Complexity 73,080 SF 5
D5030 Mechanical Room Good Variable Frequency Drive, VFD, by HP of Motor, 15 HP, Replace/Install [P-2] 1 15
D5040 Throughout Building Good Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 73,080 SF 15
D5040 Building Exterior Good Standard Fixture w/ Lamp, any type, w/ LED Replacement, 250 W 8 15
D5040 Gymnasium Good High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W 16 15
D5040 Throughout Building Fair Emergency & Exit Lighting System, Full Interior Upgrade, LED 73,080 SF 3

Fire Alarm & Electronic Systems

D6030 Multi-Purpose Room Fair Sound System, Theater/Auditorium/Church 4,000 SF 3
D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 73,080 SF 4
D7010 Throughout Building Fair Intrusion Detection System, Full Alarm System Renovation/Upgrade, Upgrade/Install 73,080 SF 4
D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 73,080 SF 9
D7050 Mechanical Room Fair Fire Alarm Panel, Fully Addressable 1 5
D8010 Mechanical Room Fair BAS/HVAC Controls, DDC Control Panel 1 10

Equipment & Furnishings
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Component Condition Report | Sequoyah Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
E1030 Commercial Kitchen Fair Foodservice Equipment, Sink, 3-Bowl 1 4
E1030 Commercial Kitchen Good Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich 1 14
E1030 Commercial Kitchen Good Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4) 1 14
E1030 Lower Roof Good Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer 1 14
E1030 Commercial Kitchen Good Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich 1 14
E1030 Commercial Kitchen Good Foodservice Equipment, Convection Oven, Single 1 9
E1030 Commercial Kitchen Good Foodservice Equipment, Walk-In, Evaporator for Refrigerator/Freezer 1 14
E1030 Commercial Kitchen Good Foodservice Equipment, Convection Oven, Single 1 9
E1030 Commercial Kitchen Good Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich 1 14
E1030 Commercial Kitchen Good Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich 1 14
E1030 Multi-Purpose Room Good Cafeteria Furnishings, Set-In Against-Wall Lunch Table, Up to 30 LF 12 15
E1030 Commercial Kitchen Good Foodservice Equipment, Refrigerator, 2-Door Reach-In 1 14
E1030 Commercial Kitchen Fair Foodservice Equipment, Sink, 1-Bowl 1 4
E1030 Commercial Kitchen Fair Foodservice Equipment, Walk-In, Refrigerator 1 4
E1030 Lower Roof Good Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer 1 14
E1030 Commercial Kitchen Fair Foodservice Equipment, Walk-In, Freezer 1 4
E1030 Roof Good Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 1 14
E1040 Hallways & Common Areas Fair Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted 2 5
E1070 Gymnasium Good Basketball Backboard, Wall-Mounted, Fixed 6 25
E1070 Stage Good Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour 500 SF 10
E2010 Library Fair Library Shelving, Single-Faced, up to 90" Height 100 LF 4
E2010 Classrooms General Fair Casework, Cabinetry, Standard 1,200 LF 4
E2010 Library Fair Casework, Cabinetry, Standard 20 LF 4
E2010 Library Fair Library Shelving, Double-Faced, up to 90" Height 20 LF 4
E2010 Office Areas Fair Casework, Cabinetry, Standard 50 LF 4



Component Condition Report | Sequoyah Elementary School / Main Building

UF L3 Code Location

Follow-up Studies

P2030
P2030

South Stairwell

NA
NA

Condition Component/Attributes/Capacity

Architectural Study, Building Envelope, Facade, Evaluate/Report

Engineering Study, Structural, Superstructure, Evaluate/Report

Component Condition Report | Sequoyah Elementary School / Site

UF L3 Code Location

Structure

B1080

Site

Special Construction & Demo

F1020
F1020
F1020

Site General
Site General

Site General

Pedestrian Plazas & Walkways

G2020
G2020
G2020
G2030
G2030

Site Parking Areas
Site Parking Areas
Site Parking Areas
Site Parking Areas
Site

Athletic, Recreational & Playfield Areas

G2050
G2050
G2050
G2050
G2050
G2050

Site

Site Playground Areas

Site Playground Areas

Site Playground Areas

Site Sports Fields & Courts

Site Playground Areas

Condition Component/Attributes/Capacity

Good

Fair
Good
Good

Poor
Fair
Fair
Fair

Fair

Fair
Fair
Fair
Fair
Fair

NA

Stairs, Wood, Exterior

Covered Walkway, Metal-Framed, Light/Medium Gauge
Ancillary Building, Classroom/Office Module, Standard/Permanent

Ancillary Building, Classroom/Office Module, Standard/Permanent

Parking Lots, Pavement, Asphalt, Cut & Patch
Parking Lots, Pavement, Asphalt, Seal & Stripe
Parking Lots, Pavement, Asphalt, Mill & Overlay
Sidewalk, Concrete, Large Areas

Sidewalk, Brick/Masonry Pavers

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
Play Structure, Multipurpose, Medium

Sports Apparatus, Baseball, Backstop Chain-Link

Playground Surfaces, Rubber, Poured-in-Place
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Quantity

Quantity

300

1,000
850
850

8,000
79,000
79,000
18,000

200

2,600

7,800
7,800

11,000

SF

SF
SF
SF

SF
SF
SF
SF
SF

SF

SF
SF

SF

RUL ID

RUL ID

14

34
34

20

A OO0 W W

21
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Component Condition Report | Sequoyah Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
G2050 Site Sports Fields & Courts  Fair Sports Apparatus, Basketball, Backboard w/ Pole 4 3
G2050 Site Playground Areas Fair Play Structure, Multipurpose, Small 1 5
G2050 Site Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe 2,600 SF 3
G2050 Site Playground Areas Fair Play Structure, Multipurpose, Medium 1 5
Sitework

G2060 Site General Fair Signage, Property, Building or Pole-Mounted, Replace/Install 25 3
G2060 Site General Fair Signage, Property, Building or Pole-Mounted, Replace/Install 1 3
G2060 Site Fair Flagpole, Metal 1 4
G2060 Site General Fair Fences & Gates, Fence, Chain Link 6' 200 LF 5
G2060 Site General Fair Fences & Gates, Fence, Chain Link 4' 300 LF 5
G2060 Site Fair Park Bench, Wood/Composite/Fiberglass 1 5
G2060 Site Good Picnic Table, Metal Powder-Coated 1 20
G2060 Site General Fair Park Bench, Metal Powder-Coated 2 5
G2060 Site General Fair Retaining Wall, Brick/Stone 600 SF 11
G2060 Courtyard Good Park Bench, Wood/Composite/Fiberglass 5 15
G2060 Site General Fair Bike Rack, Fixed 1-5 Bikes 2 5
G2060 Site Fair Signage, Exterior/Site, Guide & Directional Pole-Mounted, Replace/Install 3 4
G4050 Site Parking Areas Good Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 150 W, Replace/Install 6 19
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Replacement Reserves Report

4/10/2026

Location

Sequoyah Elementary School

Sequoyah Elementary School / Main Building

Sequoyah Elementary School / Site

Grand Total

Sequoyah Elementary School

2025 2026 2027 2028
$0 $0 $0 $0
$0 $19,570 $0 $407,405
$0 $30,653 $0 $322,751
$0 $50,223 $0 $730,156

Sequoyah Elementary School / Main Building

gz::rmat Location Description
B2010 Building Exterior
B2010 Building Exterior
B2010 Building Exterior
B2010 Stairwells

B2010 Roof

B2020 Building Exterior
B2050 Building Exterior
B3010 Roof

B3010 Roof

B3060 Roof

C1030 Classrooms General
C1030  Throughout Building
C1030 Throughout Building
C1030 Throughout Building
C1070 Classrooms General
C1070 Throughout Building
C1090 Restrooms

C2010 Restrooms

C2010 Commercial Kitchen
C2010 Gymnasium

C2010 Throughout Building
C2010 Classrooms General
C2030 Restrooms

C2030 Commerecial Kitchen
C2030 Throughout Building
C2030 Classrooms General
C2030 Library

C2030  Gymnasium

C2050 Restrooms

C2050 Gymnasium

C2050 Multi-Purpose Room
D1010 Elevator Shafts/Utility
D1010 Elevator Shafts/Utility
D1010 Elevator Shafts/Utility
D2010 Mechanical Room
D2010 Mechanical Room
D2010 Mechanical Room
D2010  Throughout Building
D2010 Throughout Building
D2010 Restrooms

D2010 Restrooms

ID

10265921
10283429
10796198
10265885
10796156
10265946
10265850
10796181
10796150
10796165
10265842
10265955
10265849
10265969
10265894
10265938

Cost Description

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Exterior Walls, Aluminum Siding, Replace

Exterior Walls, Aluminum Siding, Replace

Exterior Walls, Concrete Block (CMU), Repair/Repoint
Rooftop Screen Walls, Aluminum-Framed, HVAC Equipment, Replace
Glazing, any type by SF, Replace

Exterior Door, Steel, Commercial, Replace

Roofing, Metal, Replace

Roofing, Built-Up, Replace

Roof Hatch, Metal, Replace

Interior Door, Wood, Solid-Core Commercial, Replace

Interior Door, Wood, Solid-Core Commercial, Replace

Interior Door, Steel, Standard, Replace

Interior Door, Steel, Fire-Rated at 90 Minutes or Over, Replace
Suspended Ceilings, Acoustical Tile (ACT), Replace

Suspended Ceilings, Acoustical Tile (ACT), Replace

10265951 Toilet Partitions, Plastic/Laminate, Replace
10265973 Wall Finishes, Ceramic Tile, Replace

10265923 Wall Finishes, Ceramic Tile, Replace

10265870
10265904
10265926
10265880
10265928
10265872
10265905
10265945
10265858
10265913
10265883
10265925
10265917
10265854
10265963
10265970
10265896
10265891
10265967
10265947
10265864

10265953

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace
Wall Finishes, any surface, Prep & Paint

Wall Finishes, any surface, Prep & Paint

Flooring, Ceramic Tile, Replace

Flooring, Quarry Tile, Replace

Flooring, Vinyl Tile (VCT), Replace

Flooring, Vinyl Tile (VCT), Replace

Flooring, Carpet, Commercial Standard, Replace

Flooring, Wood, Sports, Refinish

Ceiling Finishes, Gypsum Board/Plaster, Replace

Ceiling Finishes, exposed irregular elements, Prep & Paint
Ceiling Finishes, exposed irregular elements, Prep & Paint
Passenger Elevator, Hydraulic, 2 Floors, Renovate
Elevator Cab Finishes, Standard, Replace

Elevator Controls, Automatic, 1 Car, Replace

Pump, Circulation, Domestic Water, Replace

Water Heater, Gas, Commercial (125 MBH), Replace
Backflow Preventer, Domestic Water, Replace

Plumbing System, Supply & Sanitary, Low Density (excludes fixtures), Replace
Sink/Lavatory, Vanity Top, Stainless Steel, Replace
Sink/Lavatory, Wall-Hung, Replace

Toilet, Commercial Water Closet, Replace

2029

$0
$2,359,636
$94,116

$2,453,752

Lifespan

(EUL)

20
40
40
0
40
30
40
40
25
30
40
40
40
40
25
25
20
40

40

30
15

20

20
30
40
30
30

30

2030
$0
$2,035,269
$72,107
$2,107,376
EAge RUL
17 3
35 5
35 5
-1 1
35 5
26 4
35 5
35 5
21 4
26 4
35 5
35 5
35 5
35 5
5 20
5 20
17 3
35 5
35 5
5 10
5 5
5 5
35 5
35 15
1 4
1 4
5 5
2 8
35 15
5 5
5 5
26 4
1 4
5 15
4 11
4 16
26 4
35 5
27 3
27 3
27 3

2031

$0

$1,770

$0

$1,770

QuantityUnit

22600 SF
1600 SF
3000 SF
100 SF
1200 SF
8100 SF
28 EA
15409  SF
52155  SF
2 EA
80 EA
240 EA
22 EA
20 EA
17400 SF
39600 SF
28 EA
7300 SF
2900 SF
600 SF
98000 SF
36600 SF
3500 SF
2100 SF
36100  SF
17400 SF
4200 SF
6200 SF
3500 SF
5600 SF
3500 SF
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
73080 SF
25 EA
45 EA
47 EA

2032 2033 2034 2035 2036 2037
$0 $0 $0 $0 $0 $0
$0 $39,270 $205,319 $111,182 $4,568 $0
$0 $5,906 $45,694 $0 $116,276 $0
$0 $45,176 $251,013 $111,182 $120,844 $0
Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030
$1.86 $42,036 $42,036
$7.00 $11,200 $11,200
$5.40 $16,200 $16,200
$20.00  $2,000 $2,000
$6.47  $7,764 $7,764
$55.00 $445,500 $445,500
$4,060.00 $113,680 $113,680
$8.55 $131,747 $131,747
$7.65 $398,986 $398,986
$1,529.00  $3,058 $3,058
$700.00 $56,000 $56,000
$700.00 $168,000 $168,000
$600.00 $13,200 $13,200
$950.00 $19,000 $19,000
$3.50 $60,900
$3.50 $138,600
$750.00 $21,000 $21,000
$18.00 $131,400 $131,400
$18.00 $52,200 $52,200
$16.80 $10,080
$1.50 $147,000 $147,000
$1.50 $54,900 $54,900
$18.00 $63,000 $63,000
$26.00 $54,600
$5.00 $180,500 $180,500
$5.00 $87,000 $87,000
$7.50 $31,500 $31,500
$5.00 $31,000
$8.00 $28,000
$2.50 $14,000 $14,000
$2.50  $8,750 $8,750
$55,000.00 $55,000 $55,000
$9,000.00  $9,000 $9,000
$5,000.00  $5,000
$3,300.00  $3,300
$12,400.00 $12,400
$6,600.00  $6,600 $6,600
$5.00 $365,400 $365,400
$1,200.00 $30,000 $30,000
$1,700.00 $76,500 $76,500
$1,300.00 $61,100 $61,100

2038

$0
$69,758
$6,847

$76,605

2031

2039

$0
$73,149
$71,123

$144,272

2032 2033

$31,000

2040

$0
$2,231,516
$239,970

$2,471,486

2034 2035

2041

$0
$26,750
$0

$26,750

2036

2042
$0
$0
$0
$0

2037 2038

2043

$0
$52,775
$7,938

$60,713

2039

2044

$0
$1,068,201
$103,493

$1,171,694

2045
$0
$803,178
$25,824

$829,001

@

Total Escalated Estimate

$9,509,316
$1,142,697

$10,652,013

Deficiency
Repair
Estimate

$42,036

2040 2041 2042 2043 2044 2045

$11,200
$16,200
$2,000
$7,764
$445,500
$113,680
$131,747
$398,986
$3,058
$56,000
$168,000
$13,200

$19,000

$60,900
$138,600

$10,080

$3,300

$147,000

$54,900

$54,600

$31,500

$28,000

$14,000

$8,750

$5,000

$180,500
$87,000

$31,000

$9,000

$12,400

$60,900
$138,600
$21,000
$131,400
$52,200
$10,080
$294,000
$109,800
$63,000
$54,600
$361,000
$174,000
$63,000
$62,000
$28,000
$28,000
$17,500
$55,000
$18,000
$5,000
$3,300
$12,400
$6,600
$365,400
$30,000
$76,500

$61,100
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Replacement Reserves Report

4/10/2026

Uniformat Location Description
Code

D2010 Restrooms

D2010 Hallways & Common Areas
D2010 Hallways & Common Areas
D2030 Main Building

D3020 Mechanical Room
D3020 Mechanical Room
D3020 Storage south exterior
D3020 Storage Gym Storage
D3020 Storage Gym Storage
D3020 Storage north exterior
D3020 Mechanical Room
D3030 Mechanical Room
D3030 Upper Roof

D3030 Lower Roof

D3030 Lower Roof

D3030 Upper Roof

D3030 Lower Roof

D3030 Lower Roof

D3030 Lower Roof

D3030 Throughout Building
D3030 Modular Building 1383
D3030 Modular Building 1382
D3050 Mechanical Room
D3050 Mechanical Room
D3050 Mechanical Room
D3050 Mechanical Room
D3050 Mechanical Room
D3050 Lower Roof

D3050 Lower Roof

D3050 Lower Roof

D3050 Upper Roof

D3050 Lower Roof

D3050 Lower Roof

D3050 Boiler Room

D3050 Lower Roof

D3060 Lower Roof

D3060 Lower Roof

D3060 Lower Roof

D3060 Lower Roof

D3060 Roof

D4010 Throughout Building
D4010 Mechanical Room
D4010 Mechanical Room
D4010 Mechanical Room
D4010 Mechanical Room
D5010 Building Exterior
D5020 Mechanical Room
D5030 Throughout Building
D5030 Mechanical Room
D5030 Mechanical Room

ID

10265915
10265868
10265907
10289823
10265906
10265950
10265855
10265959
10265860
10265876
10265898
10265901
10796214
10796169
10796209
10796194
10796171
10796196
10796206
10265866
10270057
10270058
10265920
10265873
10265965
10265893
10265897
10796212
10796160
10796201
10796153
10796151
10796184
10796199
10796191
10796158
10796176
10796174
10796188
10796178
10265918
10265844
10265941
10265884
10265862
10265966
10265867
10265940
10265878

10265875

Cost Description

Urinal, Standard, Replace

Drinking Fountain, Wall-Mounted, Bi-Level, Replace

Drinking Fountain, Wall-Mounted, Single-Level, Replace

Pump, Sump, 3 HP, Install

Unit Heater, Hydronic, Replace

Unit Heater, Hydronic, Replace

Unit Heater, Hydronic, Replace

Unit Heater, Hydronic, Replace

Unit Heater, Hydronic, Replace

Unit Heater, Hydronic, Replace

Unit Heater, Hydronic, Replace

Chiller, Air-Cooled, Replace

Heat Pump, Var Refrig Vol (VRV), Replace

Heat Pump, Var Refrig Vol (VRV), Replace

Split System Ductless, Single Zone, Replace

Heat Pump, Var Refrig Vol (VRV), Replace

Split System, Condensing Unit/Heat Pump, Replace

Split System, Condensing Unit/Heat Pump, Replace

Split System, Condensing Unit/Heat Pump, Replace

Unit Ventilator, approx/nominal 2 Ton, Replace

Heat Pump, Packaged & Wall-Mounted, Replace

Heat Pump, Packaged & Wall-Mounted, Replace

Supplemental Components, Air Separator, HVAC, Replace
Pump, Distribution, HVAC Heating Water, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, Replace
Pump, Distribution, HVAC Heating Water, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace

Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace

Fire Suppression System, Existing Sprinkler Heads, by SF, Replace
Backflow Preventer, Fire Suppression, Replace

Supplemental Components, Fire Riser, Wet, Replace
Supplemental Components, Fire Riser, Wet, Replace
Supplemental Components, Fire Riser, Wet, Replace
Generator, Gas or Gasoline, Replace

Switchboard, 120/208 V, Replace

Electrical System, Wiring & Switches, Average or Low Density/Complexity, Replace
Variable Frequency Drive, VFD, by HP of Motor, Replace/Install

Variable Frequency Drive, VFD, by HP of Motor, Replace/Install

Lifespan
(EUL)

30
15

20
20
20
20
20
20
20
25

15
15

15
15

20
20
20

25
25
25
25
20
20
20
20
20
20
20
20
20
20
20
20
20
25
30
40
40
40
25
40
40
20
20

EAge

26

22
27
35
35
35

35

35

RUL

15
20

20
20
20

20

15
15

QuantityUnit

EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
SF
EA
EA
EA
EA
EA
EA
SF
EA
EA

Unit Cost*

$1,100.00
$1,500.00
$1,200.00
$4,270.00
$1,700.00
$1,100.00
$1,700.00
$1,100.00
$1,100.00
$1,100.00
$1,100.00
$120,000.00
$37,585.00
$37,585.00
$1,715.00
$37,585.00
$3,550.00
$2,070.00
$3,550.00
$7,400.00
$4,400.00
$4,400.00
$7,300.00
$6,500.00
$7,600.00
$6,500.00
$7,600.00
$7,100.00
$9,900.00
$9,900.00
$167,000.00
$11,900.00
$6,100.00
$11,900.00
$13,300.00
$1,482.00
$1,150.00
$1,150.00
$2,625.00
$1,150.00
$1.07
$10,500.00
$10,000.00
$10,000.00
$10,000.00
$82,000.00
$120,000.00
$2.50
$6,200.00
$6,200.00

Subtotal 2025

$9,900
$3,000
$2,400
$4,270
$30,600
$1,100
$1,700
$1,100
$1,100
$1,100
$1,100
$120,000
$37,585
$37,585
$1,715
$37,585
$3,550
$2,070
$3,550
$296,000
$4,400
$4,400
$7,300
$6,500
$7,600
$6,500
$7,600
$7,100
$9,900
$9,900
$167,000
$11,900
$6,100
$11,900
$13,300
$1,482
$1,150
$1,150
$2,625
$1,150
$78,196
$10,500
$10,000
$10,000
$10,000
$82,000
$120,000
$182,700
$6,200
$6,200

2026

2027

2028 2029 2030 2031 2032 2033 2034 2035
$9,900
$3,000
$2,400
$37,585
$37,585
$1,715
$37,585
$3,550
$2,070
$3,550
$7,300
$1,482
$78,196
$10,500
$10,000
$10,000
$10,000
$120,000
$182,700

2036 2037 2038 2039 2040 2041 2042 2043

$4,270
$30,600
$1,100
$1,700
$1,100
$1,100
$1,100

$1,100

$37,585

$37,585

$296,000
$4,400
$4,400

$7,100
$9,900
$9,900
$167,000
$11,900
$6,100
$11,900
$13,300

$1,150
$1,150
$2,625

$1,150

$6,200
$6,200

2044

2045

$120,000

$6,500
$7,600
$6,500

$7,600

$82,000

@

Deficiency

Repair
Estimate

$9,900
$3,000
$2,400
$4,270
$30,600
$1,100
$1,700
$1,100
$1,100
$1,100
$1,100
$120,000
$75,170
$75,170
$1,715
$37,585
$3,550
$2,070
$3,550
$296,000
$4,400
$4,400
$7,300
$6,500
$7,600
$6,500
$7,600
$7,100
$9,900
$9,900
$167,000
$11,900
$6,100
$11,900
$13,300
$1,482
$1,150
$1,150
$2,625
$1,150
$78,196
$10,500
$10,000
$10,000
$10,000
$82,000
$120,000
$182,700
$6,200
$6,200
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Replacement Reserves Report

4/10/2026

gz:zrmat Location Description ID Cost Description

D5030 Mechanical Room 10265916 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install

D5030 Mechanical Room 10265886 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install

D5040 Throughout Building 10265902 Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace

D5040 Throughout Building 10265972 Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace
D5040 Building Exterior 10265968 Standard Fixture w/ Lamp, any type, w/ LED Replacement, Replace

D5040 Gymnasium 10265974 High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace
D6030 Multi-Purpose Room 10270060 Sound System, Theater/Auditorium/Church, Replace

D6060 Throughout Building 10265932 Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace

D7010 Throughout Building 10265874 Intrusion Detection System, Full Alarm System Renovation/Upgrade, Upgrade/Install
D7030 Throughout Building 10265931 Security/Surveillance System, Full System Upgrade, Average Density, Replace
D7050 Mechanical Room 10265909 Fire Alarm Panel, Fully Addressable, Replace

D8010 Mechanical Room 10265914 BAS/HVAC Controls, DDC Control Panel, Replace

E1030 Commerecial Kitchen 10265841 Foodservice Equipment, Sink, 3-Bowl, Replace

E1030 Commercial Kitchen 10265961 Foodservice Equipment, Sink, 1-Bowl, Replace

E1030 Commercial Kitchen 10265903 Foodservice Equipment, Walk-In, Refrigerator, Replace

E1030 Commercial Kitchen 10265933 Foodservice Equipment, Walk-In, Freezer, Replace

E1030 Commercial Kitchen 10265962 Foodservice Equipment, Convection Oven, Single, Replace

E1030 Commercial Kitchen 10265952 Foodservice Equipment, Convection Oven, Single, Replace

E1030 Commercial Kitchen 10265892 Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich, Replace
E1030 Commercial Kitchen 10265912 Foodservice Equipment, Food Warmer, Tabletop Drawers (Set of 4), Replace
E1030 Lower Roof 10796163 Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer, Replace
E1030 Commercial Kitchen 10265848 Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich, Replace
E1030 Commercial Kitchen 10265879 Foodservice Equipment, Walk-In, Evaporator for Refrigerator/Freezer, Replace
E1030 Commercial Kitchen 10265954 Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich, Replace
E1030 Commerecial Kitchen 10265877 Foodservice Equipment, Prep Table Refrigerated, Salad/Sandwich, Replace
E1030 Commercial Kitchen 10265899 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace

E1030 Lower Roof 10796167 Foodservice Equipment, Walk-In, Condenser for Refrigerator/Freezer, Replace
E1030 Roof 10265888 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace
E1030 Multi-Purpose Room 10265861 Cafeteria Furnishings, Set-In Against-Wall Lunch Table, Up to 30 LF, Replace
E1040 Hallways & Common Areas 10265929 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace

E1070 Stage 10265937 Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace
E2010 Library 10265871 Library Shelving, Single-Faced, up to 90" Height, Replace

E2010 Classrooms General 10265956 Casework, Cabinetry, Standard, Replace

E2010 Library 10265927 Casework, Cabinetry, Standard, Replace

E2010 Library 10265943 Library Shelving, Double-Faced, up to 90" Height, Replace

E2010 Office Areas 10265890 Casework, Cabinetry, Standard, Replace

P2030 Main Building 10289824 Architectural Study, Building Envelope, Fagade, Evaluate/Report

P2030 South Stairwell 10283428 Engineering Study, Structural, Superstructure, Evaluate/Report

Totals, Unescalated

Totals, Escalated (3.0% inflation, compounded annually)

Sequoyah Elementary School / Site

gz::rmat Location Description ID Cost Description

B1080 Site 10270035 Stairs, Wood, Exterior, Replace

F1020 Site General 10270037 Covered Walkway, Metal-Framed, Light/Medium Gauge, Replace
G2020 Site Parking Areas 10270045 Parking Lots, Pavement, Asphalt, Cut & Patch

G2020 Site Parking Areas 10270025 Parking Lots, Pavement, Asphalt, Mill & Overlay

G2020 Site Parking Areas 10270038 Parking Lots, Pavement, Asphalt, Seal & Stripe

G2030 Site 10270046 Sidewalk, Brick/Masonry Pavers, Replace

G2030 Site Parking Areas 10270032 Sidewalk, Concrete, Large Areas, Replace

Lifespan

(EUL) EAge
20 5
20 5
10 7
20 5
20 5
20 5
20 17
20 16
15 1
15 6
15 10
15 5
30 26
30 26
20 16
20 16
10 1
10 1
15 1
15 1
15 1
15 1
15 1
15 1
15 1
15 1
15 1
15 1
20 5
10 5
15 5
20 16
20 16
20 16
20 16
20 16
0 35
0 35
Lifespan
(EUL)

15
30
0
25
5
30
50

RUL

EAge

)
26
-1
22
1
26

35

15
15

QuantityUnit

73080

73080

4000
73080
73080

73080

500
100
1200
20
20

50

RUL

EA
EA
SF
SF
EA
EA
SF
SF
SF
SF
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
SF
LF
LF
LF
LF
LF
EA

EA

300
1000
8000

79000
79000

18000

Un

$

$
$

$

QuantityUnit

SF
SF
SF
SF
SF
SF

SF

it Cost*

$8,800.00
$8,800.00

$8,800
$8,800
$0.65 $47,502
$5.00 $365,400
$250.00  $2,000
$1,700.00 $27,200
$1.50  $6,000
$1.65 $120,582
$3.25 $237,510
$2.00 $146,160
15,000.00

$4,980.00

$15,000

$4,980
$2,500.00  $2,500
$1,600.00 $1,600
15,000.00 $15,000
25,000.00 $25,000
$5,600.00

$5,600.00

$5,600
$5,600
$4,700.00  $4,700
$5,700.00  $5,700
$5,030.00

$4,700.00

$5,030
$4,700
$4,600.00  $4,600
$4,700.00  $4,700
$4,700.00  $4,700
$4,600.00  $4,600
$5,030.00  $5,030
$4,600.00

$7,000.00

$4,600
$84,000
$1,500.00  $3,000
$13.00

$330.00

$6,500
$33,000
$300.00 $360,000
$300.00
$480.00

$6,000
$9,600
$300.00 $15,000
$7,000.00  $7,000

10,000.00 $10,000

Unit Cost* Subtotal 2025
$40.00 $12,000
$28.00 $28,000

$3.72  $29,760
$2.60 $205,400
$0.44 $35,021

$33.00

$8.34 $150,120

Subtotal 2025

$6,600

2026 2027 2028 2029 2030 2031 2032 2033

$47,502

$6,000
$120,582

$237,510

$15,000

$2,500
$1,600
$15,000

$25,000

$3,000

$33,000

$360,000

$6,000

$9,600

$15,000

$7,000
$10,000
$0 $19,000 $0 $372,834 $2,096,506 $1,755,641

$1,482 $0 $31,000

$0 $19,570 $0 $407,405 $2,359,636 $2,035,269 $1,770 $0 $39,270

2026 2027 2028 2029 2030 2031 2032 2033

$28,000
$29,760
$205,400
$35,021

$6,600

$35,021

2034 2035 2036 2037 2038

$47,502

$146,160

$4,980

$5,600
$5,600

$6,500

$157,360 $82,730 $3,300

$205,319 $111,182 $4,568

2034 2035 2036 2037 2038

2039 2040

$8,800
$8,800

$365,400
$2,000

$27,200

$4,700
$5,700
$5,030
$4,700
$4,600
$4,700
$4,700
$4,600
$5,030
$4,600
$84,000

$3,000

2039 2040

$12,000

$35,021

$150,120

2041

$0 $47,502 $48,360 $1,432,325 $16,670

$0 $69,758 $73,149 $2,231,516 $26,750

2041

2042

2043

2044

$237,510

$15,000

$5,600
$5,600

@

Deficiency
Repair
Estimate

$8,800
$8,800

2045

$95,004
$365,400
$2,000
$27,200
$6,000
$120,582
$475,020
$146,160
$30,000
$4,980
$2,500
$1,600
$15,000
$25,000
$11,200
$11,200
$4,700
$5,700
$5,030
$4,700
$4,600
$4,700
$4,700
$4,600
$5,030
$4,600
$84,000
$6,000
$6,500
$33,000
$360,000
$6,000
$9,600
$15,000
$7,000
$10,000

$0 $31,000 $609,180 $444,700 $7,149,589

$0 $52,775 $1,068,201 $803,178 $9,509,316

2042

2043

2044

$35,021

2045

Deficiency Repair
Estimate

$12,000
$28,000
$29,760
$205,400
$140,083
$6,600

$150,120
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4/10/2026

Uniformat
Code

G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060

G4050

Replacement Reserves Report

Location Description

Site Playground Areas
Site Playground Areas
Site Sports Fields & Courts
Site

Site Sports Fields & Courts
Site

Site Playground Areas
Site Playground Areas
Site Playground Areas
Site General

Site General

Site

Site General

Site General
Courtyard

Site

Site General

Site General

Site

Site

Site General

Site Parking Areas

Totals, Unescalated

ID

10270023
10270054
10270044
10794413
10270028
10794412
10270043
10270034
10270049
10270030
10270031
10270040
10270047
10270042
10794414
10283432
10270039
10270051
10270050
10283431
10270021

10270036

Cost Description

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
Sports Apparatus, Basketball, Backboard w/ Pole, Replace

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
Sports Apparatus, Baseball, Backstop Chain-Link, Replace

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Replace
Play Structure, Multipurpose, Medium, Replace

Play Structure, Multipurpose, Small, Replace

Play Structure, Multipurpose, Medium, Replace

Fences & Gates, Fence, Chain Link 6', Replace

Fences & Gates, Fence, Chain Link 4', Replace

Park Bench, Wood/Composite/Fiberglass, Replace

Park Bench, Metal Powder-Coated, Replace

Bike Rack, Fixed 1-5 Bikes, Replace

Park Bench, Wood/Composite/Fiberglass, Replace

Picnic Table, Metal Powder-Coated, Replace

Signage, Property, Building or Pole-Mounted, Replace/Install

Signage, Property, Building or Pole-Mounted, Replace/Install

Flagpole, Metal, Replace

Signage, Exterior/Site, Guide & Directional Pole-Mounted, Replace/Install

Retaining Wall, Brick/Stone, Replace

Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 150 W, Replace/Install

Totals, Escalated (3.0% inflation, compounded annually)

Lifespan

(EUL;) EAge
25 22
5 2
25 22
5 2
20 16
25 5
20 15
20 15
20 15
40 35
40 35
20 15
20 15
20 15
20 5
20 0
20 17
20 17
30 26
20 16
40 29
20 1

RUL

QuantityUnit

7800
7800
4
2600

2600

200

300

600

SF
SF
EA
SF
EA
SF
EA
EA
EA
LF
LF
EA
EA
EA
EA
EA
EA
EA
EA
EA
SF

EA

Unit Cost* Subtotal 2025

$3.50
$0.45
$4,750.00
$0.44
$5,000.00
$5.23
$20,000.00
$10,000.00
$19,400.00
$21.00
$18.00
$600.00
$700.00
$600.00
$781.50
$700.00
$1,500.00
$1,500.00
$2,500.00
$500.00
$140.00

$4,000.00

$27,300
$3,510
$19,000
$1,153
$10,000
$13,598
$20,000
$10,000
$19,400
$4,200
$5,400
$600
$1,400
$1,200
$3,908
$700
$37,500
$1,500
$2,500
$1,500
$84,000

$24,000

2026 2027 2028 2029

$27,300

$3,510

$19,000

$1,153
$10,000

$20,000
$10,000
$19,400
$4,200
$5,400
$600
$1,400

$1,200

$37,500
$1,500
$2,500

$1,500

$0 $29,760 $0 $295,363 $83,621 $62,200

$0 $30,653 $0 $322,751 $94,116 $72,107

2030

2031 2032 2033 2034 2035 2036
$3,510
$1,153
$84,000
$0 $0 $4,663 $35,021 $0 $84,000
$0 $0 $5,906 $45,694 $0 $116,276

2037 2038 2039 2040 2041 2042 2043 2044 2045
$3,510 $3,510
$1,153 $1,153
$13,598
$3,908
$700
$24,000
$0 $4,663 $47,021 $154,028 $0 $0 $4,663 $59,021 $14,298
$0 $6,847 $71,123 $239,970 $0 $0 $7,938 $103,493 $25,824

@

Deficiency Repair
Estimate

$27,300
$14,040
$19,000
$4,610
$10,000
$13,598
$20,000
$10,000
$19,400
$4,200
$5,400
$600
$1,400
$1,200
$3,908
$700
$37,500
$1,500
$2,500
$1,500
$84,000
$24,000
$878,319

$1,142,697

* Markup has been included in unit costs.
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Index ID

D10 Conveying

1 10265963

2 10265917

UFCode

D1010

D1010

Component

Description Attributes

Elevator Controls Automatic, 1 Car

Passenger

Elevator Hydraulic, 2 Floors

Capacity

2500 LB

Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Location Detail

Elevator
Shafts/Utility

Elevator
Shafts/Utility

Manufacturer

Dover Elevators

Dover Elevators

Model

147422

EP-60-15

Serial

158678

E-B0173

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2020

1990

Barcode

Qty



Index ID

D20 Plumbing

1 10265970
2 10265896
3 10265891
4 10289823

UFCode

D2010

D2010

D2010

D2030

Component
Description

Pump

Water Heater

Backflow
Preventer

Pump

Attributes

Circulation, Domestic
Water

Gas, Commercial (125
MBH)

Domestic Water

Sump, 3 HP

Capacity

1HP

81 GAL

4 IN

Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Mechanical
Room

Manufacturer

Bell & Gossett

Stage

NIBCO

Model

PL-36B

SBD-81-199NE 118

40194

Serial

1BLOO3LF

2105123010603

No dataplate

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2021

2021

1990

2025

Barcode

Qty



Index

D30 HVAC

10

11

ID

10265845

10265936

10265855

10265959

10265876

10265860

10265906

10265950

10265898

10265882

10265901

UFCode

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3030

Component
Description

Boiler

Boiler

Unit Heater [UH-
02]

Unit Heater [UH-
10]

Unit Heater [UH-
11]

Unit Heater [UH-
12]

Unit Heater [UH-
17]

Unit Heater [UH-
23]

Unit Heater [UH-
24]

Boiler
Supplemental
Components

Chiller [CH-1]

Attributes

Gas, HVAC

Gas, HVAC

Hydronic

Hydronic

Hydronic

Hydronic

Hydronic

Hydronic

Hydronic

Expansion Tank

Air-Cooled

Capacity

1500 MBH

1400 MBH

3-5MBH

8 MBH

8 MBH

10 MBH

20 MBH

8 MBH

8 MBH

300 GAL

91 TON

Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Storage south
exterior

Storage Gym
Storage

Storage north
exterior

Storage Gym
Storage

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Manufacturer

Fulton

Fulton

Rittling

Rittling

Rittling

Rittling

Inaccessible

Rittling

Rittling

Bell & Gossett

Daikin Industries

Model

EDR-1500

EDR-1500

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

B300

AGZ091 EDHEMNNOO

Serial

6643-HFTC

6638-HFTC

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

Inaccessible

381960

STNU200400091

Dataplate Yr

2020

2020

2020

2020

2020

2020

2020

2020

2020

2018

2020

[Diraiit = [Fer Diseussion PUrpeses Omly

Qty

18



Index

12

13

14

15

16

17

18

19

20

21

22

ID

10270057

10270058

10796214

10796169

10796194

10796196

10796206

10796171

10796209

10265866

10265965

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3050

Component
Description

Heat Pump

Heat Pump

Heat Pump [HP-1]

Heat Pump [HP-2]

Heat Pump [HP-3]

Split System

Split System [CU-
1]

Split System [CU-
2]

Split System
Ductless [CU-3]

Unit Ventilator

Pump [P-1]

Attributes
Packaged & Wall-

Mounted

Packaged & Wall-
Mounted

Var Refrig Vol (VRV)

Var Refrig Vol (VRV)

Var Refrig Vol (VRV)

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Single Zone

approx/nominal 2 Ton

Distribution, HVAC
Chilled or Condenser
Water

Capacity

3TON

3 TON

10 TON

8 TON

8 TON

2TON

4 TON

4 TON

4 TON

500 CFM

15 HP

Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Location Detail

Modular Building

1383

Modular Building

1382

Upper Roof

Lower Roof

Upper Roof

Lower Roof

Lower Roof

Lower Roof

Lower Roof

Throughout
Building

Mechanical
Room

Manufacturer

Bard
Manufacturing
Company

Bard

Manufacturing

Company

Daikin Industries

Daikin Industries

Daikin Industries

Daikin Industries

AAON, Inc.

AAON, Inc.

Daikin Industries

Baldor Reliance

Model

4251DAT10RMXXXE

4251DAT0RMXXXE

REYQ120XATJA

REYQ96XATJA

REYQ96XATJA

DX16TC0241CB

CFA-030-C-A-8-DCOOK

CFA-030-C-A-8-DCOOK

RX09NMVJU

1207871915-000010

Serial

391F244205799-62

391F244205792-02

2010151767

2010120716

2006164730

1905191675

202009-CNCS08576

202009-CNCS08577

G020319

X2004M74512

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2024

2024

2010

2010

2020

2020

2020

2020

2020

2020

2020

Barcode

Qty

40



Index

23

24

25

26

27

28

29

30

31

32

33

ID

10265897

10265893

10265873

10796160

10796153

10796184

10796212

10796191

10796151

10796199

10796201

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

Component
Description

Pump [P-2]

Pump [P-3]

Pump [P-4]

Packaged Unit

Packaged Unit
[ERU-1]

Packaged Unit
[ERU-3]

Packaged Unit
[ERU-4]

Packaged Unit
[ERU-5]

Packaged Unit
[ERU-6]

Packaged Unit
[RTU-1]

Packaged Unit
[RTU-4]

Attributes

Distribution, HVAC

Chilled or Condenser

Water

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

Capacity

15 HP

7.5 HP

7.5 HP

7 TON

30 TON

4 TON

5TON

11 TON

8 TON

10 TON

7 TON

Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Mechanical
Room

Lower Roof

Upper Roof

Lower Roof

Lower Roof

Lower Roof

Lower Roof

Boiler Room

Lower Roof

Manufacturer

Baldor Reliance

Baldor Reliance

Baldor Reliance

AAON

AAON, Inc.

AAON, Inc.

AAON, Inc.

AAON, Inc.

AAON, Inc.

AAON, Inc.

AAON, Inc.

Model

1207871915-000010

1207871915-000020

1207871915-900020

RN-007-8-0-EA09-EJJ

RN-030-8-0-EA09-EJN

RQ-004-8-V-EAQ09-EJN

RQ-005-8-V-EAQ09-EJN

RN-011-8-0-EA09-EJL

RN-008-8-0-EA09-EJL

RN-010-8-0-EA09-000

RN-007-8-0-EAQ09-000

Serial

X2004M74513

X2004M745

X2004M74515

202009-ANWG08249

202004-BNWTO07827

202009-AYWDO01109

202009-AYWEO01110

202003-ANWZ07825

202004-ANWHO07826

202009-ANCJ17716

202004-ANCG17074

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2020

2020

2020

2020

2020

2020

2020

2020

2020

2020

2020



Index

34

35

36

37

38

ID

10796188

10796176

10796178

10796158

10796174

UFCode

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan

Exhaust Fan [EF -
2]

Exhaust Fan [EF-
1]

Exhaust Fan [EF-
3]

Exhaust Fan [EF-
4]

Attributes

Roof or Wall-Mounted,
16" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
10" Damper

Capacity

1500 CFM

250 CFM

200 CFM

1500 CFM

250 CFM

Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Location Detail

Lower Roof

Lower Roof

Roof

Lower Roof

Lower Roof

Manufacturer

Greenheck

Greenheck

Greenheck

Greenheck

Greenheck

Model

EL 58-071-4X-QD-R3

6-070-WG-X

6-070-VG-X

G-123-V6-5-X

6-065-DGEX-QD

Serial

04-13472

16917601

16917600

16917599 2011

04E22780

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2020

2020

2020

2011

2020

Barcode

Qty
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D40 Fire Protection
Sequoyah
Backflo Elementa Mechanical
1 10265844 D4010 W Fire Suppression 6 IN ry. I Watts 703 243622 1990
Preventer School / Main  Room

Building



Index ID

D50 Electrical

1 10265966
2 10265910
3 10265964
4 10265867
5 10265916
6 10265886
7 10265878
8 10265875
9 10265974

UFCode

D5010

D5010

D5010

D5020

D5030

D5030

D5030

D5030

D5040

Component
Description

Generator

Automatic
Transfer Switch

Automatic
Transfer Switch

Switchboard

Variable
Frequency Drive
[P-1]

Variable
Frequency Drive
[P-2]

Variable
Frequency Drive
[P-3]

Variable
Frequency Drive
[P-4]

High Intensity
Discharge (HID)
Fixtures

Attributes

Gas or Gasoline

ATS

ATS

120/208 V

VFED, by HP of Motor

VFD, by HP of Motor

VFD, by HP of Motor

VED, by HP of Motor

Metal Halide,

Gymnasium Lighting,
400 W

Capacity

105 KVA

150 AMP

150 AMP

2000 AMP

15 HP

15 HP

7.5 HP

7.5 HP

Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Location Detail

Building Exterior

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Mechanical
Room

Gymnasium

Manufacturer

Marathon

ASCO

ASCO

Cutler-Hammer

Eaton

Eaton

Eaton

Eaton

Model

362PSL1606

DOSATSA30150CG0C

DOSA TSA 30150CGOC

FC420T

EHB 046 1A 1JTOEO0000

EHB 046 1A 1JTOEO0000

EHB 0241A 1JTOEO0000

EHB0241A1JTOEO0000

Serial

MT-0111674-0721

2300286-004 RE

2300286-003 RE

4PF2334936

SLY1081328-001

:SLY1081328-001

SLY1100055-001

SLY1100055-001

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2020

2023

2023

1990

2020

2020

2020

2020

2020

Barcode

Qty

16
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D70 Electronic Safety & Security
Sequoyah
. Elementary Mechanical
1 10265909 D7050 Fire Alarm Panel Fully Addressable Honeywell EVS-50W NA 2015

School / Main Room
Building
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D80 Integrated Automation
Sequoyah
1 10265014  DBoto  DASIFVAC DDC Control Panel Elementary — Mechanical 2020
Controls School / Main  Room

Building



Index

ID

E10 Equipment

10

11

10265962

10265952

10265912

10265892

10265848

10265954

10265877

10265899

10265961

10265841

10265888

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component
Description

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes

Convection Oven, Single

Convection Oven, Single

Food Warmer, Tabletop
Drawers (Set of 4)

Prep Table Refrigerated,
Salad/Sandwich

Prep Table Refrigerated,
Salad/Sandwich

Prep Table Refrigerated,
Salad/Sandwich

Prep Table Refrigerated,
Salad/Sandwich

Refrigerator, 2-Door
Reach-In

Sink, 1-Bowl

Sink, 3-Bowl

Walk-In, Evaporator for
Refigerator/Freezer

Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Location Detail

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Roof

Manufacturer

Blodgett

Blodgett

No dataplate

No dataplate

Delfield

Delfield

Delfield

BOHN

Model

ZEPHAIRE-200-E

ZEPHAIRE-200-E

No dataplate

No dataplate

KCS-30

KC -50 -NU

NFACP -12

IntelliGen

Serial

011624CPB-
00000000000000000003

011824CPT-
00000000000000000002

No dataplate

No dataplate

2405820100658

2405820100657

2405820100659

lllegible

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2024

2024

2024

2024

2024

2024

2024

2024

1990

1990

2024



Index

12

13

14

15

16

17

ID

10796163

10796167

10265879

10265933

10265903

10265929

UFCode

E1030

E1030

E1030

E1030

E1030

E1040

Component
Description

Foodservice

Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Healthcare
Equipment

Attributes Capacity

Walk-In, Condenser for

Refrigerator/Freezer

Walk-In, Condenser for
Refrigerator/Freezer

Walk-In, Evaporator for
Refrigerator/Freezer

Walk-In, Freezer

Walk-In, Refrigerator

Defibrillator (AED),
Cabinet-Mounted

Building

Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building
Sequoyah
Elementary
School / Main
Building

Location Detail

Lower Roof

Lower Roof

Commercial
Kitchen

Commercial
Kitchen

Commercial
Kitchen

Hallways &
Common Areas

Manufacturer

Heatcraft

Heatcraft

BOHN

Bally Engineered
Structures

Bally Engineered
Structures

Model

BCHO008MCACZC0753

BCHO0045LCBCZC0753

intelliGen

3683.5-3-P.W.A

DX2402351-01

Serial

T24E09541

T24E09542

21943901 Rev "A"

DX2402351-02

DX2402351-01

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2024

2024

2024

1990

1990

2020

Barcode

Qty
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