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Site Plan

Image © 2025 Airbus

Project Name

Seven Locks Elementary School

On-Site Date

December 1, 2025










Mark the column corresponding to the appropriate response. Please provide additional details in the Comments column, or backup
documentation for any Yes responses. (NA indicates “Not Applicable”, Unk indicates “Unknown”)

Question | Response | Comments

Are there any problems with
foundations or structures, like \/
excessive settlement?

Are there any wall, window,
basement or roof leaks? M

Has any part of the facility ever
contained visible suspect mold

growth, or have there been any V/
indoor air quality or mold related
complaints from occupants?

Are your elevators unreliable, with /
frequent service calls?

10

Are there any plumbing leaks,
water pressure, or clagging/back-
up problems?

11

Have there been any leaks or
pressure problems with natural
gas, HVAC supply/return lines, or
steam service?

12

Are any areas of the facility
inadequately heated, cooled or
ventilated? Any poorly insulated
areas?

13

Is the electrical service outdated,
undersized, or otherwise
problematic?

14

NENT NS

Are there any problems or
inadeguacies with exterior lighiing?

Is site/parking drainage /
16 | inadequate, with excessive E)@S kebq, n COU 1l ‘[3

ponding or other problems?

15

Are there any other unresolved
construction defects or significant
issues/hazards atthe property that
have not yet been identified
above?

17

ADA: Has an accessibility study
been performed at the site? If so,
indicate when.

18

ADA: If a study has occurred, have
the associated recommendations
been addressed? Infullorinpart?

19

ADA: Have there been regular
complaints about accessibility
issues, or associated previous or
pending litigation?

20
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Visual Checklist - 2010 ADA Standards for Accessible Design

Property Name:  Seven Locks Elementary School

BV Project Number: 172559 25R000-105.354

Abbreviated Accessibility Checklist

Facility History & Interview

Question Yes No Unk Comments

Has an accessibility study been previously x
performed? If so, when?

Have any ADA improvements been made to

2 | the property since original construction? X Elevator updated
Describe.
3 Has building management reported any X

accessibility-based complaints or litigation?
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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x None seen

designated spaces appear to be provided ?

Are accessible spaces on the shortest
3 |accessible route to an accessible building x
entrance ?

4 Does parking signage include the International x

Symbol of Accessibility ? No pole sign

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE PATH

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

ACCESSIBLE ENTRANCE DOOR HARDWARE

Question Yes No NA Comments

Do a sufficient number of accessible x
entrances appear to be provided ?

If the main entrance is not accessible, is an x
alternate accessible entrance provided?

Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

S ——— AVl A S

ACCESSIBLE INTERIOR PATH DOOR HARDWARE

Question Yes No NA Comments

Does an accessible route appear to connect x
all public areas inside the building ?

Do accessible routes appear free of x
obstructions and/or protruding objects ?

Do ramps on accessible routes appear to x
have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?

Do ramps on accessible routes appear to
5 | have compliant end and intermediate x
landings ?

Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

LOBBY LOOKING AT CAB

IN-CAB CONTROLS

Question

Yes

No

NA

Comments

Are hallway call buttons configured with the
“UP” button above the “DOWN” button?

Is accessible floor identification signage
present on the hoistway sidewalls on each
level ?

Do the elevators have audible and visual
arrival indicators at the lobby and hallway
entrances?

Do the elevator hoistway and car interior
appear to have a minimum compliant clear
floor area ?

Do the elevator car doors have automatic re-
opening devices to prevent closure on
obstructions?

Do elevator car control buttons appear to be
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?




[Draifs - [For Discussion [Purpeses Ol

Abbreviated Accessibility Checklist

Public Restrooms

TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES

Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?

3 Does the lavatory faucet have compliant x
handles ?

4 Is the plumbing piping under lavatories x
configured to protect against contact ?

5 Are grab bars provided at compliant locations x
around the toilet ?

6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

OVERVIEW OF PLAYGROUND ACCESSIBLE ROUTE TO PLAYGROUND

Question Yes No NA Comments

Is there an accessible route to the play area /
s? X

Has the play area been reviewed for
2 accessibility ? X Unknown
3 Are publicly accessible swimming pools x

equipped with an entrance lift ?
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Component Condition Report | Seven Locks Elementary School / Main Building

UF L3 Code Location

Structure
A4010
B1010
Facade
B2010
B2020
B2050
B2050
Roofing
B3010
B3010
Interiors
C1030
C1070
C2010
C2030
C2030
C2030
C2030
C2030
C2030
Conveying
D1010
D1010

Throughout Building
Throughout Building

Building Exterior
Building Exterior

Building Exterior

Roof
Roof

Throughout Building
Throughout Building
Throughout Building
Restrooms

Kitchen

Throughout Building
Classrooms General
Throughout Building

Gymnasium

Elevator Shafts/Utility
Elevator Shafts/Utility

Condition Component/Attributes/Capacity

Good
Good

Fair
Fair
Fair

Fair

Fair

Fair

Fair
Fair
Fair
Fair
Good
Fair
Poor
Fair

Fair

Fair

Fair

Foundation, Concrete, Standard w/ Integral Perimeter Footings, w/ Integral Perimeter Footings

Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building, 1-2 Story Building

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Glazing, any type by SF
Exterior Door, Aluminum-Framed & Glazed, Standard Swing

Exterior Door, Steel, Standard

Roofing, Metal
Roofing, Modified Bitumen

Interior Door, Wood, Solid-Core
Suspended Ceilings, Acoustical Tile (ACT)
Wall Finishes, any surface, Prep & Paint
Flooring, Ceramic Tile

Flooring, Quarry Tile

Flooring, Vinyl Tile (VCT)

Flooring, Vinyl Tile (VCT)

Flooring, Carpet, Commercial Standard

Flooring, Wood, Sports

Elevator Controls, Automatic, 1 Car

Passenger Elevator, Hydraulic, 2 Floors, 2500 LB, Renovate
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Quantity

66,915
66,915

15,000
5,000
8

12

14,400
33,000

80
56,880
100,400
5,000
2,000
27,000
20,000
6,700
5,000

SF
SF

SF
SF

SF
SF

SF
SF
SF
SF
SF
SF
SF
SF

RUL

62

62

17
17
17

27

27

12

25
35

ID
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Component Condition Report | Seven Locks Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D1010 Elevator Shafts/Utility Fair Elevator Cab Finishes, Standard 1 5
Plumbing

D2010 Building Exterior Mech Room Good Water Heater, Gas, Commercial (200 MBH), 100 GAL 1 13
D2010 Restrooms Fair Urinal, Standard 15 17
D2010 Restrooms Fair Toilet, Commercial Water Closet 35 17
D2010 Throughout Building Good Plumbing System, Supply & Sanitary, Low Density (excludes fixtures) 66,915 SF 27
D2010 Building Exterior Mech Room Fair Backflow Preventer, Domestic Water, 3 IN 1 17
D2010 Restrooms Fair Sink/Lavatory, Wall-Hung, Enameled Steel 40 17
D2010 Hallways & Common Areas Fair Drinking Fountain, Wall-Mounted, Bi-Level 4 6
D2010 Building Exterior Mech Room Good Storage Tank, Domestic Water, 119 GAL 1 29
HVAC

D3020 Electrical Room Fair Unit Heater, Electric, 5.3 kW [EH-C] 1 7
D3020 108E Fair Unit Heater, Electric, 5 kW [EH-D] 1 7
D3020 Electrical Room Fair Unit Heater, Electric, 5.3 kW [EH-C] 1 7
D3020 Building Exterior Mech Room Fair Unit Heater, Electric, 5 kW 1 7
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [CU-9] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [CU-8] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [CU-3] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [CU-7] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [CU-10] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [CU-5] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [CU-2] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [CU-4] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON [CU-1] 1 3
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Component Condition Report | Seven Locks Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3050 Walk-in Condenser Poor Piping & Valves, Insulation, HVAC Chilled Water 10 LF 1
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 16-20 TON [DOAS-2] 1 7
D3050 108E Fair Air Handler, Interior AHU, Easy/Moderate Access, 4001 - 6000 CFM 1 17
D3050 Pump Room Fair Pump, Distribution, HVAC Heating Water, 60 HP 1 12
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 26-50 TON [DOAS-1] 1 7
D3050 Pump Room Fair Pump, Distribution, HVAC Heating Water, 60 HP 1 12
D3050 Throughout Building Fair HVAC System, Hydronic Piping, 2-Pipe 66,915 SF 27
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 16 - 20 TON 1 7
D3050 Throughout Building Fair Fan Coil Unit, Hydronic Terminal, 1201 - 1800 CFM 12 6
D3050 Throughout Building Fair HVAC System, Ductwork, Medium Density 66,915 SF 15
D3060 Commercial Kitchen Fair Supplemental Components, Air Curtain, 5' Wide Non-Heated 1 5
D3060 Roof Fair Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-12] 1 5
D3060 Roof Fair Exhaust Fan, Centrifugal, 28" Damper, 5001 - 8500 CFM [EF-07] 1 5
D3060 Roof Fair Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-17] 1 6
D3060 Roof Fair Exhaust Fan, Centrifugal, 16" Damper, 1001-2000 CFM 1 4

Fire Protection

D4010 Building Exterior Mech Room Fair Backflow Preventer, Fire Suppression, 6 IN 1 18
D4010 Throughout Building Fair Fire Suppression System, Existing Sprinkler Heads, by SF 66,915 SF 7
Electrical

D5010 Electrical Room Fair Automatic Transfer Switch, ATS, 100 AMP [ATS-2] 1 12
D5010 Electrical Room Fair Automatic Transfer Switch, ATS, 100 AMP [ATS-1] 1 12
D5020 Electrical Room Fair Distribution Panel, 120/208 V, 400 AMP [PL2] 1 17
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 150 KVA 1 17
D5020 Electrical Room Fair Switchboard, 277/480 V, 2000 AMP 1 27

D5020 Electrical Room Fair Distribution Panel, 277/480 V, 400 AMP [PH1] 1 17
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Component Condition Report | Seven Locks Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 17

D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 17

D5020 Electrical Room Fair Distribution Panel, 120/208 V, 400 AMP [PL1] 1 17

D5030 Electrical Room Fair Variable Frequency Drive, VFD, by HP of Motor, 60 HP, Replace/Install 1 7

D5030 Throughout Building Fair Electrical System, Wiring & Switches, Average or Low Density/Complexity 66,915 SF 27

D5030 Electrical Room Fair Variable Frequency Drive, VFD, by HP of Motor, 60 HP, Replace/Install [VFD-2] 1 7

D5040 Building Exterior Poor Exterior Light, any type, w/ LED Replacement, 100 WATT 20 1

D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 66,915 SF 7

Fire Alarm & Electronic Systems

D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 66,915 SF 7
D7030 Throughout Building Good Security/Surveillance System, Full System Upgrade, Average Density 66,915 SF 3
D7050 Throughout Building Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 66,915 SF 7
D7050 152 Fair Fire Alarm Panel, Fully Addressable 1 3
D8010 Throughout Building Fair BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 66,915 SF 3
Equipment & Furnishings

E1030 Kitchen Fair Foodservice Equipment, Steamer, Freestanding 1 3
E1030 Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1 8
E1030 Kitchen Fair Foodservice Equipment, Commercial Kitchen, 3-Bowl 1 10
E1030 Roof Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 4
E1030 Roof Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 4
E1030 Kitchen Fair Foodservice Equipment, Refrigerator, Undercounter 1-Door 1 3
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 2 3
E1030 Kitchen Fair Foodservice Equipment, Convection Oven, Double 1 5
E1030 Kitchen Fair Foodservice Equipment, Exhaust Hood, 8 to 10 LF 1 5
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Freezer 1 3
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Component Condition Report | Seven Locks Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
E1030 Kitchen Fair Foodservice Equipment, Refrigerator, Undercounter 1-Door 1 3

E1030 Kitchen Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1 5

E1030 Kitchen Fair Foodservice Equipment, Dairy Cooler/Wells 1 5

E1030 Kitchen Fair Foodservice Equipment, Walk-In, Refrigerator 1 3
Sitework

G4050 Site Fair Site Light Pole, 20' Height, w/o Base or Fixtures, Replace/Install 12 22

Component Condition Report | Seven Locks Elementary School

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
HVAC

D3020 Room 108E Fair Furnace, Gas, 301 to 400 MBH, 400 MBH [GVU 1] 1 7
D3030 Room 239 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 5 TON [HP F] 1 7
D3030 Room 202 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 6 TON [HP H] 1 7
D3030 Room 113 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 2.5 TON [HP D] 1 7
D3030 Room 119 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 141 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 211 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 207 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 108E Fair Heat Pump, Water Source, Interior Unit,, 1.5 TON [HP C] 1 7
D3030 Room 223 Fair Heat Pump, Water Source, Interior Unit,, 1 TON [HP B] 1 7
D3030 Room 106D Fair Heat Pump, Water Source, Interior Unit, 5 TON, 1 TON [HP B] 1 7
D3030 Room 211 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 119 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 231 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 212A Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
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Component Condition Report | Seven Locks Elementary School

UF L3 Code Location Condition Component/Attributes/Capacity Quantity ¥ RUL ID
D3030 Room 200C Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 217 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 224 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 108E Fair Heat Pump, Water Source, Interior Unit, 5 TON, 1.5 TON [HP C] 1 7
D3030 Room 106D Fair Heat Pump, Water Source, Interior Unit, 5 TON, 2.5 TON [HP D] 1 7
D3030 Room 108E Fair Heat Pump, Water Source, Interior Unit, 5 TON, 2.5 TON [HP D] 1 7
D3030 Room 221A Fair Heat Pump, Water Source, Interior Unit, 5 TON, 3 TON [HP E] 1 7
D3030 Room 136 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 132 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 106D Fair Heat Pump, Water Source, Interior Unit,, 1 TON [HP B] 1 7
D3030 Room 108E Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 141 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 124 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 124 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 207 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 142 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 228 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 228 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 231 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 156 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 136 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7
D3030 Room 200C Fair Heat Pump, Water Source, Interior Unit,, 1 TON [HP B] 1 7
D3030 Room 200C Fair Heat Pump, Water Source, Interior Unit,, 1 TON [HP B] 1 7
D3030 Room 200C Fair Heat Pump, Water Source, Interior Unit, 5 TON, 6 TON [HP G] 1 7
D3030 Room 132 Fair Heat Pump, Water Source, Interior Unit, 5 TON, 4 TON [HP F] 1 7



Component Condition Report | Seven Locks Elementary School

UF L3 Code Location Condition Component/Attributes/Capacity
Equipment & Furnishings

E1070 Gymnasium Fair Basketball Backboard, Wall-Mounted

Component Condition Report | Seven Locks Elementary School / Site

UF L3 Code Location Condition Component/Attributes/Capacity
Electrical
D5010 Site General Fair Generator, Diesel, 150 KW

Pedestrian Plazas & Walkways
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Quantity RUL ID

Quantity RUL ID

G2020
G2020

Site
Site

Poor

Fair

Athletic, Recreational & Playfield Areas

Parking Lots, Pavement, Asphalt, Seal & Stripe
Parking Lots, Pavement, Asphalt, Mill & Overlay

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Repair/Replace

G2050 Basketball courts Poor

G2050 Site Fair Play Structure, Multipurpose, Large

G2050 Site Fair Playground Surfaces, Chips Wood, 6" Depth
G2050 Site Fair Play Structure, Multipurpose, Large
Sitework

G2060 Site Fair Fences & Gates, Fence, Chain Link 6'
G2060 Site Fair Flagpole, Metal

G2060 Site Fair Picnic Table, Wood/Composite/Fiberglass
G2060 Site Fair Park Bench, Wood/Composite/Fiberglass

50,000 SF
50,000 SF

5,000 SF
1
4,000 SF
1

300 LF

12

N w N

27
17

13
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Replacement Reserves Report

5/14/2026

Location 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Total Escalated Estimate
Seven Locks Elementary School $0 $0 $0 $0 $0 $0 $0 $597,350 $0 $0 $0 $0 $0 $0 $0 $0 $39,989 $0 $0 $0 $0 $637,339
Seven Locks Elementary School / Main Building $0 $9,270 $106,090 $451,315 $168,826 $275,246 $65,768 $1,555,211 $37,496 $0 $3,360 $0 $407,026 $39,797 $0 $742,823 $0 $1,109,226 $779,744 $258,817 $35,761 $6,045,779
Seven Locks Elementary School / Site $0 $56,650 $0 $8,742 $0 $0 $26,866 $88,305 $10,134 $0 $0 $31,145 $372,124 $18,797 $0 $0 $36,106 $4,132 $13,619 $0 $0 $666,621
Grand Total $0 $65,920 $106,090 $460,057 $168,826 $275,246 $92,635 $2,240,866 $47,631 $0 $3,360 $31,145 $779,150 $58,594 $0 $742,823 $76,095 $1,113,358 $793,364 $258,817 $35,761 $7,349,739
Seven Locks Elementary School

Uniformat CodeLocation DescriptionID Cost Description Lifespan (EUL)EAge RUL Quantity Unit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045Deficiency Repair Estimate
D3020 Room 108E 10910741 Furnace, Gas, 301 to 400 MBH, Replace 20 13 7 1 EA $7,575.00 $7,575 $7,575 $7,575
D3030 Room 202 10910738 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 239 10910726 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 113 10910733 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 119 10910731 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 141 10910739 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 211 10910718 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 207 10910707 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 223 10910719 Heat Pump, Water Source, Interior Unit,, Replace 20 13 7 1 EA $6,000.00 $6,000 $6,000 $6,000
D3030 Room 108E 10910740 Heat Pump, Water Source, Interior Unit,, Replace 20 13 7 1 EA $6,000.00 $6,000 $6,000 $6,000
D3030 Room 106D 10910734 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA $6,000.00 $6,000 $6,000 $6,000
D3030 Room 211 10910713 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 119 10910725 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 231 10910711 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 212A 10910722 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 200C 10910724 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 217 10910708 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 224 10910709 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 106D 10910702 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 108E 10910705 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA $6,000.00 $6,000 $6,000 $6,000
D3030 Room 221A 10910728 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 136 10910727 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 132 10910717 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 106D 10910742 Heat Pump, Water Source, Interior Unit,, Replace 20 13 7 1 EA $6,000.00 $6,000 $6,000 $6,000
D3030 Room 108E 10910700 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 141 10910712 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 124 10910704 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 124 10910737 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 207 10910730 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 142 10910723 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 228 10910735 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 228 10910710 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 231 10910706 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 156 10910701 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 136 10910703 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 200C 10910732 Heat Pump, Water Source, Interior Unit,, Replace 20 13 7 1 EA $6,000.00 $6,000 $6,000 $6,000
D3030 Room 200C 10910720 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 132 10910736 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA  $13,875.00 $13,875 $13,875 $13,875
D3030 Room 200C 10910729 Heat Pump, Water Source, Interior Unit,, Replace 20 13 7 1 EA $6,000.00 $6,000 $6,000 $6,000
D3030 Room 108E 10910716 Heat Pump, Water Source, Interior Unit, 5 TON, Replace 20 13 7 1 EA $6,000.00 $6,000 $6,000 $6,000
E1070 Gymnasium 10912423 Basketball Backboard, Wall-Mounted, Replace 30 14 16 7 EA $3,560.00 $24,920 $24,920 $24,920
Totals, Unescalated $0 $0 $0 $0 $0 $0 $0 $485,700 $0 $0 $0 $0 $0 $0 $0 $0 $24,920 $0 $0 $0 $0 $510,620
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Replacement Reserves Report

5/14/2026

Uniformat CodeLocation DescriptionID

Cost Description Lifespan (EUL)EAge

Totals, Escalated (3.0% inflation, compounded annually)

Seven Locks Elementary School / Main Building

l‘lniformatLocation Description
Code

B2010  Main Building

B2020 Building Exterior
B2050  Building Exterior
B2050 Building Exterior
B3010  Roof

C1070  Throughout Building
C2010  Throughout Building
C2030  Classrooms General
C2030  Throughout Building
C2030  Throughout Building
C2030 Gymnasium

D1010 Elevator Shafts/Utility
D1010  Elevator Shafts/Utility
D1010 Elevator Shafts/Utility
D2010 Building Exterior Mech Room
D2010 Building Exterior Mech Room
D2010  Hallways & Common Areas
D2010  Restrooms

D2010  Restrooms

D2010  Restrooms

D3020  108E

D3020 Building Exterior Mech Room
D3020  Electrical Room
D3020  Electrical Room
D3030  Roof

D3030  Roof

D3030  Roof

D3030  Roof

D3030  Roof

D3030  Roof

D3030  Roof

D3030  Roof

D3030  Roof

D3030  Roof

D3050  Walk-in Condenser
D3050  Pump Room

D3050 Pump Room

D3050  Throughout Building
D3050  Roof

D3050  Roof

D3050  Roof

D3050  Throughout Building
D3050  108E

D3060  Roof

D3060  Roof

ID Cost Description

10514687 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
10054082 Glazing, any type by SF, Replace

10054133 Exterior Door, Aluminum-Framed & Glazed, Standard Swing, Replace
10054069 Exterior Door, Steel, Standard, Replace

10054100 Roofing, Modified Bitumen, Replace

10054108 Suspended Ceilings, Acoustical Tile (ACT), Replace

10054085 Wall Finishes, any surface, Prep & Paint

10054135 Flooring, Vinyl Tile (VCT), Replace
10054145 Flooring, Vinyl Tile (VCT), Replace
10054083 Flooring, Carpet, Commercial Standard, Replace
10543083 Flooring, Wood, Sports, Replace
10054137 Elevator Cab Finishes, Standard, Replace
10054075 Elevator Controls, Automatic, 1 Car, Replace
10054128 Passenger Elevator, Hydraulic, 2 Floors, Renovate
10054118 Water Heater, Gas, Commercial (200 MBH), Replace
10054094 Backflow Preventer, Domestic Water, Replace
10054113 Drinking Fountain, Wall-Mounted, Bi-Level, Replace
10054131 Urinal, Standard, Replace
10054139 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace
10054130 Toilet, Commercial Water Closet, Replace
10054150 Unit Heater, Electric, Replace
10054147 Unit Heater, Electric, Replace
10054080 Unit Heater, Electric, Replace
10054129 Unit Heater, Electric, Replace
10054117 Split System Ductless, Single Zone, Replace
10054081 Split System Ductless, Single Zone, Replace
10054119 Split System Ductless, Single Zone, Replace

10054124 Split System Ductless, Single Zone, Replace

10054141 Split System Ductless, Single Zone, Replace

10054074 Split System Ductless, Single Zone, Replace

10054127 Split System Ductless, Single Zone, Replace

10054123 Split System Ductless, Single Zone, Replace

10054144 Split System Ductless, Single Zone, Replace

10054105 Split System Ductless, Single Zone, Replace

10054132 Piping & Valves, Insulation, HVAC Chilled Water, Replace
10054142 Pump, Distribution, HVAC Heating Water, Replace
10054095 Pump, Distribution, HVAC Heating Water, Replace
10054110 Fan Coil Unit, Hydronic Terminal, Replace

10054072 Packaged Unit, RTU, Pad or Roof-Mounted, Replace
10054068 Packaged Unit, RTU, Pad or Roof-Mounted, Replace
10054103 Packaged Unit, RTU, Pad or Roof-Mounted, Replace
10054122 HVAC System, Ductwork, Medium Density, Replace
10054121 Air Handler, Interior AHU, Easy/Moderate Access, Replace
10054098 Exhaust Fan, Centrifugal, 16" Damper, Replace

10054087 Exhaust Fan, Centrifugal, 24" Damper, Replace

RUL Quantity Unit
(Léfji;)anEAge RUL
20 12 8
30 13 17
30 13 17
30 13 17
20 13 7
25 13 12
10 5 5
15 13 2
15 11 4
10 5 5
30 12 18
15 10 5
20 13 7
30 13 17
20 7 13
30 13 17
15 9 6
30 13 17
30 13 17
30 13 17
20 13 7
20 13 7
20 13 7
20 13 7
15 12 3
15 12 3
15 12 3
15 12 3
15 12 3
15 12 3
15 12 3
15 12 3
15 12 3
15 12 3
40 39 1
25 13 12
25 13 12
20 14 6
20 13 7
20 13 7
20 13 7
30 15 15
30 13 17
%5 21 4
2% 20 5

Unit Cost* Subtotal 2025

QuantityUnit

15000

5000

8

12

33000

56880

100400

20000

27000

6700

5000

1

15

40

35

SF
SF
EA
EA
SF
SF
SF
SF
SF
SF
SF
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA

EA
EA
EA
EA
EA
EA
SF
EA
EA
EA

2026
$0

2027

$0 $0

Unit Cost* Subtotal 2025

$1.86 $27,900
$55.00 $275,000
$1,300.00 $10,400
$600.00  $7,200
$10.00 $330,000
$3.50 $199,080
$1.50 $150,600
$5.00 $100,000

$5.00 $135,000

$7.50 $50,250

$17.00 $85,000
$9,000.00  $9,000
$5,000.00  $5,000
$55,000.00 $55,000
$16,600.00 $16,600
$5,200.00  $5,200
$1,500.00  $6,000
$1,100.00 $16,500
$1,700.00 $68,000
$1,300.00 $45,500
$1,800.00  $1,800
$1,800.00  $1,800
$1,800.00  $1,800
$1,800.00  $1,800
$3,500.00  $3,500
$3,500.00  $3,500
$3,500.00  $3,500
$3,500.00  $3,500
$3,500.00  $3,500
$3,500.00  $3,500
$3,500.00  $3,500
$3,500.00  $3,500
$3,500.00  $3,500
$3,500.00  $3,500
$100.00  $1,000
$34,700.00 $34,700
$34,700.00 $34,700
$3,840.00 $46,080
$40,000.00 $40,000
$75,000.00 $75,000
$40,000.00 $40,000

$4.00 $267,660
$31,000.00 $31,000
$2,400.00  $2,400

$3,000.00  $3,000

2028 2029 2030 2031 2032 2033
$0 $0 $0 $0 $597,350 $0
2026 2027 2028 2029 2030 2031
$150,600
$100,000
$135,000
$50,250
$9,000
$6,000
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$1,000
$46,080
$2,400
$3,000

2034
$0

2035
$0

2036
$0

2037
$0

2038
$0

2039
$0

2032 2033 2034 2035 2036

$27,900

$330,000

$5,000

$1,800
$1,800
$1,800
$1,800

$40,000
$75,000
$40,000

2040 2041 2042 2043 2044
$0 $39,989 $0 $0 $0 $0
2037 2038 2039 2040 2041 2042
$275,000
$10,400
$7,200
$199,080
$150,600
$100,000
$50,250
$55,000
$16,600
$5,200
$16,500
$68,000
$45,500
$34,700
$34,700
$267,660
$31,000

2043

$85,000

$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500
$3,500

2044

$135,000

2045Deficiency Repair Estimate
$637,339

2045

$9,000

@

Deficiency
Repair
Estimate

$27,900
$275,000
$10,400
$7,200
$330,000
$199,080
$301,200
$200,000
$270,000
$100,500
$85,000
$18,000
$5,000
$55,000
$16,600
$5,200
$6,000
$16,500
$68,000
$45,500
$1,800
$1,800
$1,800
$1,800
$7,000
$7,000
$7,000
$7,000
$7,000
$7,000
$7,000
$7,000
$7,000
$7,000
$1,000
$34,700
$34,700
$46,080
$40,000
$75,000
$40,000
$267,660
$31,000
$2,400
$3,000
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Replacement Reserves Report

5/14/2026

gz::rmatLocation Description ID Cost Description ;':Ji;)anEAge
D3060 Roof 10054086 Exhaust Fan, Centrifugal, 28" Damper, Replace 25 20
D3060 Roof 10054111 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 19
D3060 Commercial Kitchen 10054138 Supplemental Components, Air Curtain, 5' Wide Non-Heated, Replace 20 15
D4010  Throughout Building 10054114 Fire Suppression System, Existing Sprinkler Heads, by SF, Replace 25 18
D4010 Building Exterior Mech Room 10054070 Backflow Preventer, Fire Suppression, Replace 30 12
D5010 Electrical Room 10054078 Automatic Transfer Switch, ATS, Replace 25 13
D5010 Electrical Room 10054093 Automatic Transfer Switch, ATS, Replace 25 13
D5020 Electrical Room 10054126 Secondary Transformer, Dry, Stepdown, Replace 30 13
D5020  Electrical Room 10054115 Secondary Transformer, Dry, Stepdown, Replace 30 13
D5020 Electrical Room 10054073 Secondary Transformer, Dry, Stepdown, Replace 30 13
D5020  Electrical Room 10054099 Distribution Panel, 120/208 V, Replace 30 13
D5020 Electrical Room 10054092 Distribution Panel, 277/480 V, Replace 30 13
D5020 Electrical Room 10054066 Distribution Panel, 120/208 V, Replace 30 13
D5030 Electrical Room 10054152 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install 20 13
D5030 Electrical Room 10054090 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install 20 13
D5040 Building Exterior 10054191 Exterior Light, any type, w/ LED Replacement, Replace 20 19
D5040 Throughout Building 10054148 Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace 20 13
D6060  Throughout Building 10054088 Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace 20 13
D7030  Throughout Building 10054134 Security/Surveillance System, Full System Upgrade, Average Density, Replace 15 12
D7050 152 10054107 Fire Alarm Panel, Fully Addressable, Replace 15 12
D7050  Throughout Building 10054112 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 20 13
D8010  Throughout Building 10054097 BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 15 12
E1030 Kitchen 10054102 Foodservice Equipment, Steamer, Freestanding, Replace 10 7
E1030 Kitchen 10054140 Foodservice Equipment, Refrigerator, Undercounter 1-Door, Replace 15 12
E1030 Kitchen 10054116 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace 15 12
E1030 Kitchen 10054120 Foodservice Equipment, Walk-In, Freezer, Replace 20 17
E1030 Kitchen 10054091 Foodservice Equipment, Refrigerator, Undercounter 1-Door, Replace 15 12
E1030 Kitchen 10054146 Foodservice Equipment, Walk-In, Refrigerator, Replace 20 17
E1030 Roof 10054067 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 11
E1030 Roof 10054079 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace 15 1"
E1030 Kitchen 10054101 Foodservice Equipment, Convection Oven, Double, Replace 10 5
E1030 Kitchen 10054077 Foodservice Equipment, Exhaust Hood, 8 to 10 LF, Replace 15 10
E1030 Kitchen 10054151 Foodservice Equipment, Refrigerator, 1-Door Reach-In, Replace 15 10
E1030 Kitchen 10054109 Foodservice Equipment, Dairy Cooler/Wells, Replace 15 10
E1030 Kitchen 10054104 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15 7
E1030 Kitchen 10054071 Foodservice Equipment, Commercial Kitchen, 3-Bowl, Replace 30 20
Totals, Unescalated

Totals, Escalated (3.0% inflation, compounded annually)

Seven Locks Elementary School / Site

(L;:;Lf:rmat ;:Zitii:rtlion ID Cost Description :.éf:i;)an EAge
D5010 Site General 10054154 Generator, Diesel, Replace 25 13
G2020 Site 10054161 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 4
G2020 Site 10054159 Parking Lots, Pavement, Asphalt, Mill & Overlay 25 13
G2050 Basketball courts 10073937 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Repair/Replace 25 24
G2050 Site 10054158 Playground Surfaces, Chips Wood, 6" Depth, Replace 5 2
G2050 Site 10054155 Play Structure, Multipurpose, Large, Replace 20 13
G2050 Site 10054156 Play Structure, Multipurpose, Large, Replace 20 13

RUL

RUL

QuantityUnit

20

66915

66915

66915

66915
66915

EA
EA
EA
SF
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
SF
SF
SF
EA
SF
SF
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA

EA

QuantityUnit

1

50000

50000

5000

4000

EA
SF
SF
SF
SF
EA
EA

Unit Cost* Subtotal 2025

$4,000.00  $4,000
$3,000.00  $3,000
$1,500.00  $1,500
$1.07 $71,599
$10,500.00 $10,500
$8,500.00  $8,500
$8,500.00  $8,500
$10,000.00 $10,000
$10,000.00 $10,000
$20,000.00 $20,000
$6,000.00  $6,000
$5,300.00  $5,300
$6,000.00  $6,000
$25,000.00 $25,000
$25,000.00 $25,000
$400.00  $8,000

$5.00 $334,575
$1.65 $110,410
$2.00 $133,830
$15,000.00 $15,000
$3.00 $200,745
$2.50 $167,288

$10,500.00 $10,500

$1,100.00  $1,100
$4,600.00  $9,200
$25,000.00 $25,000
$1,100.00  $1,100
$15,000.00 $15,000
$6,300.00  $6,300
$6,300.00  $6,300
$8,280.00  $8,280
$4,500.00  $4,500
$2,700.00  $2,700
$3,600.00  $3,600
$1,700.00  $1,700
$2,500.00  $2,500

Unit Cost* Subtotal 2025

$86,000.00 $86,000
$0.45 $22,500
$3.50 $175,000
$6.50 $32,500
$2.00  $8,000
$35,000.00 $35,000
$35,000.00 $35,000

2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038
$4,000
$3,000
$1,500
$71,599
$8,500
$8,500
$25,000
$25,000
$8,000
$334,575
$110,410
$133,830
$15,000
$200,745
$167,288
$10,500 $10,500
$1,100
$9,200
$25,000
$1,100
$15,000
$6,300
$6,300
$8,280
$4,500
$2,700
$3,600
$1,700
$2,500
$0 $9,000 $100,000 $413,018 $150,000 $237,430 $55,080 $1,264,529 $29,600 $0  $2,500 $0 $285,480 $27,100
$0 $9,270 $106,090 $451,315 $168,826 $275,246 $65,768 $1,555,211 $37,496 $0 $3,360 $0 $407,026 $39,797
2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039
$86,000
$22,500 $22,500 $22,500
$175,000
$32,500
$8,000 $8,000 $8,000
$35,000
$35,000

2039 2040 2041 2042
$10,000
$10,000
$20,000

$6,000

$5,300

$6,000

$8,280
$0 $476,790 $0 $671,100
$0 $742,823 $0 $1,109,226
2040 2041 2042 2043
$22,500

$8,000

@

Deficiency
Repair
Estimate

$4,000

2043 2044 2045

$3,000

$1,500

$71,599

$10,500 $10,500
$8,500
$8,500
$10,000
$10,000
$20,000
$6,000
$5,300
$6,000
$25,000
$25,000
$8,000
$334,575
$110,410
$133,830 $267,660
$15,000 $30,000
$200,745
$167,288 $334,575
$21,000
$1,100 $2,200
$9,200 $18,400
$25,000
$1,100 $2,200
$15,000

$6,300 $12,600
$6,300 $12,600
$16,560

$4,500 $9,000
$2,700 $5,400
$3,600 $7,200
$1,700
$2,500
$458,018 $147,600 $19,800 $4,347,044

$779,744 $258,817 $35,761 $6,045,779

Deficiency Repair
Estimate

$86,000

2044 2045

$90,000
$175,000
$32,500
$32,000
$35,000
$35,000
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Replacement Reserves Report

5/14/2026

Uniformat Location L Lifespan . . . Deficiency Repair
Code Description ID Cost Description (EUL) EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Estimate
G2060 Site 10054153 Picnic Table, Wood/Composite/Fiberglass, Replace 20 13 7 2 EA $900.00 $1,800 $1,800 $1,800
G2060 Site 10054160 Park Bench, Wood/Composite/Fiberglass, Replace 20 7 13 8 EA $600.00  $4,800 $4,800 $4,800
G2060 Site 10054157 Flagpole, Metal, Replace 30 13 17 1 EA $2,500.00  $2,500 $2,500 $2,500
Totals, Unescalated $0 $55,000 $0 $8,000 $0 $0 $22,500 $71,800 $8,000 $0 $0 $22,500 $261,000 $12,800 $0 $0 $22,500 $2,500 $8,000 $0 $0 $494,600
Totals, Escalated (3.0% inflation, compounded annually) $0 $56,650 $0 $8,742 $0 $0 $26,866 $88,305 $10,134 $0 $0 $31,145 $372,124 $18,797 $0 $0 $36,106 $4,132 $13,619 $0 $0 $666,621

* Markup has been included in unit costs.
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr  Barcode Qty
D10 Conveying
Seven Locks
, Elementary Elevator
1 10054075 D1010 Elevator Controls Aut tic,1C . - No dataplat No dataplat No dataplat 2012
evator Controls Automatic ar School / Main  Shafts/Utility o dataplate o dataplate o dataplate
Building
Seven Locks
Passenger ) Elementary Elevator
2 10054128 D1010 Hydraulic, 2 FI 2500 LB i . No dataplat No dataplat No dataplat 2012
Elevator ydraulic oors School / Main  Shafts/Utility 0 calapiate 0 catapiate 0 catapiate

Building



Index ID

D20 Plumbing

1 10054125
2 10054118
3 10054094

UFCode

D2010

D2010

D2010

Component
Description

Storage Tank

Water Heater

Backflow
Preventer

Attributes

Domestic Water

Gas, Commercial (200
MBH)

Domestic \Water

Capacity

119 GAL

100 GAL

3 1IN

Building

Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building

Location Detail

Building Exterior
Mech Room

Building Exterior State Industries,

Mech Room

Building Exterior
Mech Room

Manufacturer

A. O. Smith

Inc.

Wilkins Zurn

Model

TJV-120M 000

SUF-100-250-NEA 300

350

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial Dataplate Yr  Barcode Qty

2434140381013 2024

1835111755214 2018

J38344 2012
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr  Barcode Qty
D30 HVAC
Seven Locks
1 10910741 D3020 Furnace [GVU 1] Gas, 301 to 400 MBH 400 MBH Elementary Room 108E Trane GMNDO40ADM F11E33460 2011
School
Seven Locks
. , Elementary Building Exterior
2 10054147 D3020 Unit Heater Electric 5 kW . Taskmaster F2F5105N NA 2012
School / Main  Mech Room
Building
Seven Locks
itH EH- El
3 10054080  D3o20  UnitHeater| Electric 5.3 kW ementary o\ ctrical Room Taskmaster  G1G5103N NA 2012
C] School / Main
Building
Seven Locks
4 10054120  D3ozo  UnitHeater[EH- - tric 53k Clementary o irical Room Taskmaster  G1G5103N NA 2012
C] School / Main
Building
Seven Locks
5 10054150  D3ozo ~ UnitHeater[EH- o ic 5 kW Elementary —5eg Taskmaster ~ F2F5105N NA 2012
D] School / Main
Building
Water Source, Interior Seven Locks
6 10910719 D3030 Heat Pump [HP B] Unit ’ 1 TON Elementary Room 223 Trane GEVEO01271 W11D06839 2011
’ School
Water Source, Interior Seven Locks
7 10910742 D3030 Heat Pump [HP B] Unit ’ 1 TON Elementary Room 106D Trane GEVE01271 W11D06840 2011
’ School
Water Source, Interior Seven Locks
8 10910729 D3030 Heat Pump [HP B] Unit ’ 1 TON Elementary Room 200C Trane GEVEO01271 W11D06814 2011
’ School
Water Source, Interior Seven Locks
9 10910732 D3030 Heat Pump [HP B] Unit ’ 1 TON Elementary Room 200C Trane GEVEO01271 W11D06813 2011
’ School
Water Source, Interior Seven Locks
10 10910734 D3030 Heat Pump [HP B] Unit. 5 TON ’ 1 TON Elementary Room 106D Trane GEVE01271 W11D06812 2011
’ School
Water Source, Interior Seven Locks
11 10910740 D3030 Heat Pump [HP C] Unit ’ 1.5TON Elementary Room 108E Trane GEVE01871 W11D06815 2011
’ School
Water Source, Interior Seven Locks
12 10910716 D3030 Heat Pump [HP C] Unit. 5 TON ’ 1.5 TON Elementary Room 108E Trane GEVE01871 W11D06817 2011
’ School
Water Source, Interior Seven Locks
13 10910733 D3030 Heat Pump [HP D] ’ 2.5TON Elementary Room 113 Trane GEVE0324 W11D06820 2011

i TON
Unit, 5TO School
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr  Barcode Qty
Water Source, Interior Seven Locks
14 10910702 D3030 Heat Pump [HP D] Unit. 5 TON ’ 2.5TON Elementary Room 106D Trane GEVE03241 W11D06841 2011
’ School
Water Source, Interior Seven Locks
15 10910705 D3030 Heat Pump [HP D] Unit. 5 TON ’ 2.5TON Elementary Room 108E Trane GEVE03241 W11D06818 2011
’ School
Water Source, Interior Seven Locks
16 10910728 D3030 Heat Pump [HP E] Unit. 5 TON ' 3 TON Elementary Room 221A Trane GEVE03641 W11D06821 2011
’ School
Water Source, Interior Seven Locks
17 10910726 D3030 Heat Pump [HP F] Unit. 5 TON ’ 5TON Elementary Room 239 Trane lllegible lllegible 2011
’ School
Water Source, Interior Seven Locks
18 10910731 D3030 Heat Pump [HP F] Unit. 5 TON ’ 4 TON Elementary Room 119 Trane GEVE0484 W11D06838 2011
’ School
Water Source, Interior Seven Locks
19 10910739 D3030 Heat Pump [HP F] ) ’ 4 TON Elementary Room 141 Trane GEVE0484 W11D06831 2011
Unit, 5 TON
School
Water Source, Interior Seven Locks
20 10910718 D3030 Heat Pump [HP F] Unit. 5 TON ’ 4 TON Elementary Room 211 Trane GEVE0484 W11D06827 2011
’ School
Water Source, Interior Seven Locks
21 10910707 D3030 Heat Pump [HP F] Unit. 5 TON ’ 4 TON Elementary Room 207 Trane GEVE0484 W11E06911 2011
’ School
Water Source, Interior Seven Locks
22 10910713 D3030 Heat Pump [HP F] Unit. 5 TON ’ 4 TON Elementary Room 211 Trane GEVE0484 W11E06916 2011
’ School
Water Source, Interior Seven Locks
23 10910725 D3030 Heat Pump [HP F] Unit. 5 TON ’ 4 TON Elementary Room 119 Trane GEVE0484 W11E06908 2011
’ School
Water Source, Interior Seven Locks
24 10910711 D3030 Heat Pump [HP F] Unit. 5 TON ’ 4 TON Elementary Room 231 Trane GEVEO0484 W11D06834 2011
’ School
Water Source, Interior Seven Locks
25 10910722 D3030 Heat Pump [HP F] Unit. 5 TON ’ 4 TON Elementary Room 212A Trane GEVE0484 W11D06824 2011
’ School
Water Source, Interior Seven Locks
26 10910724 D3030 Heat Pump [HP F] Unit. 5 TON ’ 4 TON Elementary Room 200C Trane GEVE0484 W11D06823 2011
’ School
Water Source, Interior Seven Locks
27 10910708 D3030 Heat Pump [HP F] ) ’ 4 TON Elementary Room 217 Trane GEVE0484 W11D06836 2011
Unit, 5 TON
School
Water Source, Interior Seven Locks
28 10910709 D3030 Heat Pump [HP F] ’ 4 TON Elementary Room 224 Trane GEVE0484 W11E06912 2011

Unit, 5 TON School



Index

29

30

31

32

33

34

35

36

37

38

39

40

41

42

43

ID

10910727

10910717

10910700

10910712

10910704

10910737

10910730

10910723

10910735

10910710

10910706

10910701

10910703

10910736

10910720

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component

Description Attributes

Water Source, Interior

Heat Pump [HP F] Unit, 5 TON

Water Source, Interior

Heat Pump [HP F] Unit. 5 TON

Water Source, Interior

Heat Pump [HP F] Unit, 5 TON

Water Source, Interior

Heat Pump [HP F] Unit. 5 TON

Water Source, Interior

Heat Pump [HP F] Unit. 5 TON

Water Source, Interior

Heat Pump [HP F
eat Pump [HPF] |, . = 1oN

Water Source, Interior

Heat P HP F
eat Pump [HPF] |, . = 1oN

Water Source, Interior

Heat Pump [HP F] Unit, 5 TON

Water Source, Interior

Heat Pump [HP F] Unit, 5 TON

Water Source, Interior

Heat Pump [HP F] Unit. 5 TON

Water Source, Interior

Heat Pump [HP F] Unit. 5 TON

Water Source, Interior

Heat Pump [HP F] Unit. 5 TON

Water Source, Interior

Heat Pump [HP F] Unit. 5 TON

Water Source, Interior

Heat P HP F
eat Pump [HPFl |, o = 1oN

Water Source, Interior

Heat P HP
eat Pump [HP Gl | . = 10N

Capacity

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

4 TON

6 TON

Building

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Seven Locks
Elementary
School

Location Detail

Room 136

Room 132

Room 108E

Room 141

Room 124

Room 124

Room 207

Room 142

Room 228

Room 228

Room 231

Room 156

Room 136

Room 132

Room 200C

Manufacturer

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Model

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE04841

GEVE07241

Serial

W11E06915

W11D06832

W11D06830

W11E06914

W11D06835

W11E06909

W11D06829

W11E06907

W11E06917

W11D06833

W11E06913

W11D06825

W11D06828

W11E06910

W11D06736

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2011

2011

2011

2011

2011

2011

2011

2011

2011

2011

2011

2011

2011

2011

2011

Barcode

Qty
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr  Barcode Qty
Water Source, Interior Seven Locks
44 10910738 D3030 Heat Pump [HP H] Unit. 5 TON ’ 6 TON Elementary Room 202 Trane GEVE0724 W11D06738 2011
’ School
Seven Locks
45 10054144  D3030 Pt System Single Zone 1 TON Elementary o o Mitsubishi PUY-A12NHA4 lllegible 2012
Ductless School / Main Electric
Building
Seven Locks
Split System _ Elementary . _ : :
46 10054119 D3030 Ductless [CU-1] Single Zone 1 TON School / Main Roof Mitsubishi lllegible lllegible 2012
Building
Seven Locks
Split System , Elementary ) L , ,
47 10054105 D3030 Single Z 1 TON Roof Mitsubish lllegibl lllegibl
Ductless [CU-10] ~ 0 <ON® School / Main 00 tSubIshl eglbie eglbie
Building
Seven Locks
48 10054117  D3030  PutSystem e Zone {ToN  Clementary oo Mitsubishi PUY-A12NHA4 lllegible 2012
Ductless [CU-2] 9 School / Main g
Building
Seven Locks
Split System _ Elementary . _— : :
49 10054141 D3030 Single Z 1 TON Roof Mitsubish lllegibl lllegibl 2012
Ductless [CU-3] ~0°¢4ON¢ School / Main 2° frsubish egibie egibie
Building
Seven Locks
Split System , Elementary ) L . .
10054081 D le Z 1 TON Roof M h M I M I 2012
50 005408 3030 Ductless [CU-4] Single Zone (@] School / Main 00 itsubishi egible egible 0
Building
Seven Locks
Split System , Elementary , L
51 10054124 D3030 Single Zone 1 TON . Roof Mitsubishi PUY-A12NHA4 01U0166B 2012
Ductless [CU-5] School / Main
Building
Seven Locks
52 10054123 D330 oPuLSystem e Zone {TON  Clementary oo Mitsubishi PUY-A12NHA4 01U011618 2012
Ductless [CU-7] 9 School / Main
Building
Seven Locks
Split System , Elementary . _ . .
10054127 D le Z 1 TON Roof Mit h M I Il I 2112
53 005 3030 Ductless [CU-8] Single Zone (0] School / Main 00 itsubishi egible egible
Building
Seven Locks
Split System _ Elementary . - : :
54 10054074 D3030 Single Z 1 TON Roof Mitsubish lllegibl lllegibl 2012
Ductless [CU-9] ingle zone School / Main 00 frsubishi egible egible

Building



Index

55

56

57

58

59

60

61

62

63

64

65

ID

10054142

10054095

10054121

10054110

10054103

10054068

10054072

10054098

10054086

10054087

10054111

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3060

D3060

D3060

D3060

Component
Description

Pump

Pump

Air Handler

Fan Coil Unit

Packaged Unit

Packaged Unit
[DOAS-1]

Packaged Unit
[DOAS-2]

Exhaust Fan

Exhaust Fan [EF-
07]

Exhaust Fan [EF-
12]

Exhaust Fan [EF-
17]

Attributes

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

Interior AHU,
Easy/Moderate Access

Hydronic Terminal

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

Centrifugal, 16"
Damper

Centrifugal, 28"
Damper

Centrifugal, 24"
Damper

Centrifugal, 24"
Damper

Capacity Building

Seven Locks
Elementary
School / Main
Building

60 HP

Seven Locks
Elementary
School / Main
Building

60 HP

Seven Locks
4001 - 6000 Elementary
CFM School / Main

Building

Seven Locks
1201 - 1800 Elementary
CFM School / Main
Building
Seven Locks
Elementary
School / Main
Building

16 - 20
TON

Seven Locks
Elementary
School / Main
Building

26-50 TON

Seven Locks
Elementary
School / Main
Building

16-20 TON

Seven Locks
Elementary
School / Main
Building

1001-2000
CFM

Seven Locks
5001 - 8500 Elementary
CFM School / Main
Building
Seven Locks
2001 - 5000 Elementary
CFM School / Main
Building
Seven Locks
2001 - 5000 Elementary
CFM School / Main
Building

Location Detail

Pump Room

Pump Room

108E

Throughout
Building

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Weg

Weg

Trane

Trane

lllegible

Innovent

Innovent

Cook

Cook

Cook

Cook

Model

060350T3E3261S

06036013E3261S

No dataplate

GEVE01871C02A0TLD010000200000000000

lllegible

lllegible

llegible

Inaccessible

165 VCRX 165V X6F

lllegible

120 ACE 120C10D

Serial

NA

NA

No dataplate

NA

lllegible

lllegible

llegible

Inaccessible

lllegible

lllegible

143S078372-
00/000070

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2012

2012

2012

2011

2012

2012

2012

Barcode

Qty

12
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr  Barcode Qty
Seven Locks
Supplemental Air Curtain, 5' Wide Elementary Commercial
66 10054138 D3060 Mars NH48-1UA-BG 270176
Components Non-Heated School / Main  Kitchen

Building
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr  Barcode Qty
D40 Fire Protection
Seven Locks
Backflo Elementa Building Exterior
1 10054070  D4010 W Fire Suppression 6 IN Y BUldIng BXeNOT \vikins zurm 350 J36639
Preventer School / Main  Mech Room

Building



Index

ID

D50 Electrical

1

10

11

10054154

10054078

10054093

10054073

10054126

10054115

10054106

10054092

10054099

10054066

10054090

UFCode

D5010

D5010

D5010

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5030

Component
Description

Generator

Automatic

Transfer Switch

[ATS-1]

Automatic

Transfer Switch

[ATS-2]

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Switchboard

Distribution
Panel [PH1]

Distribution
Panel [PL1]

Distribution
Panel [PL2]

Variable

Frequency Drive

Attributes

Diesel

ATS

ATS

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

2771480V

2771480V

120/208 V

120/208 V

VFD, by HP of Motor

Capacity

150 KW

100 AMP

100 AMP

150 KVA

75 KVA

75 KVA

2000 AMP

400 AMP

400 AMP

400 AMP

60 HP

Building

Seven Locks
Elementary
School / Site

Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building

Location Detail

Site General

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Electrical Room

Manufacturer

Generac

GE

GE

Hammond
Power Solutions

Hammond
Power Solutions

Hammond
Power Solutions

Siemens

Siemens

Siemens

Siemens

Trane

Model

13266520100

No dataplate

No dataplate

No dataplate

NA

NA

NA

NA

NA

NA

TR200

Serial

2111729

No dataplate

No dataplate

391791

391413

391455

NA

NA

NA

NA

112604Y 341

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

2012

2012

2012

2012

2012

2012

2012

2012

2012

2012

2012

Barcode

Qty
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr  Barcode Qty
Lock
Variable Seven Looks
12 10054152 D5030 Frequency Drive VFD, by HP of Motor 60 HP ry. Electrical Room Trane TR200 No dataplate 2012
[VFD-2] School / Main

Building
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr  Barcode Qty
D70 Electronic Safety & Security
Seven Locks
Elementa
1 10054107 D7050 Fire Alarm Panel Fully Addressable vy , Honeywell NA NA 2012
School / Main

Building



Index

ID

E10 Equipment

10

11

10054071

10054101

10054109

10054077

10054104

10054151

10054140

10054091

10054102

10054067

10054079

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component
Description

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes

Commercial Kitchen, 3-
Bowl

Convection Oven,
Double

Dairy Cooler/Wells

Exhaust Hood, 8 to 10
LF

Food Warmer, Proofing
Cabinet on Wheels

Refrigerator, 1-Door
Reach-In

Refrigerator,
Undercounter 1-Door

Refrigerator,
Undercounter 1-Door

Steamer, Freestanding

Walk-In, Condenser for
Refigerator/Freezer

Walk-In, Condenser for
Refigerator/Freezer

Building

Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Roof

Roof

Manufacturer

Blodgett

Continental
Refrigerator

CaptiveAire
Systems

Metro

Continental
Refrigerator

Delfield

Delfield

Delfield

Heatcraft

Heatcraft

Model

NA

MC5-5S-D

6630 VHB

No dataplate

No dataplate

MARK7KC-50-NU

KCFT-60

MARK7000-400U61G4

BHS015X6C

BZS045L6C

[Diraiit = [Fer Diseussion PUrpeses Omly

Serial

NA

15143468

NA

No dataplate

No dataplate

1102150000615

1102150000616

1102150000617

T11HO03387

T11H04091

Dataplate Yr

Barcode

Qty



Index

12

13

14

ID

10054116

10054120

10054146

UFCode

E1030

E1030

E1030

Component
Description

Foodservice

Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes Capacity

Walk-In, Evaporator for
Refigerator/Freezer

Walk-In, Freezer

Walk-In, Refrigerator

Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building
Seven Locks
Elementary
School / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Manufacturer

Inaccessible

Thermo-Kool

Thermo-Kool

Model

Inaccessible

No dataplate

No dataplate

Serial

Inaccessible

No dataplate

No dataplate

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

Barcode

Qty
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