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Abbreviated Accessibility Checklist

Parking

CLOSE-UP OF STALL OVERVIEW OF ACCESSIBLE PARKING AREA

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?

Are accessible spaces on the shortest
3 |accessible route to an accessible building x
entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE RAMP

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

ADDITIONAL ENTRANCE MAIN ENTRANCE

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?
2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?
3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

L A %. y
ACCESSIBLE INTERIOR RAMP

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators
F' L ‘F'——'
T = »
LOBBY LOOKING AT CAB IN-CAB CONTROLS
Question Yes No NA Comments

1 Are hallway call buttons configured with the x

“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 | present on the hoistway sidewalls on each x

level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x

entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x

floor area ?

Do the elevator car doors have automatic re-
5 | opening devices to prevent closure on x

obstructions?
6 Do elevator car control buttons appear to be x

mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

l
/"0
TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES
Question Yes No NA Comments
1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?
Does the lavatory appear to be mounted at a
2 | compliant height and with compliant knee x
area ?
3 Does the lavatory faucet have compliant x
handles ?
4 Is the plumbing piping under lavatories x
configured to protect against contact ?
5 Are grab bars provided at compliant locations x
around the toilet ?
6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

ACCESSIBLE ROUTE TO PLAYGROUND OVERVIEW OF PLAYGROUND

Question Yes No NA Comments

Is there an accessible route to the play area /
s? X

Has the play area been reviewed for x
accessibility ?

Are publicly accessible swimming pools x
equipped with an entrance lift ?
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Component Condition Report | Wyngate Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Structure

A1010 Substructure Good Foundation System, Concrete Strip/Pad Footings w/ Slab, 1-2 Story Building 89,104 SF 51
B1010 Superstructure Good Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building 89,104 SF 51
Facade

B2010 Building Exterior Fair Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 19,600 SF 11
B2020 Building Exterior Fair Glazing, any type by SF 8,400 SF 13
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 1 14
B2050 Building Exterior Fair Overhead/Dock Door, Steel, 12'x12' (144 SF) 1 16
B2050 Building Exterior Fair Exterior Door, Aluminum-Framed & Glazed, Standard Swing 4 13
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 1 20
Roofing

B3010 Roof Fair Roofing, Modified Bitumen 4,000 SF 9
B3010 Roof Fair Roofing, Built-Up 28,800 SF 15
B3010 Roof Fair Roofing, Single-Ply Membrane, TPO/PVC 22,500 SF 15
B3010 Roof Fair Green roof, vegetation tray refurbishment 16,410 SF 6
Interiors

C1030 Throughout Building Fair Interior Door, Wood, Solid-Core 110 20
C1070 Throughout Building Fair Suspended Ceilings, Acoustical Tile (ACT) 71,300 SF 14
C1090 Restrooms Fair Toilet Partitions, Plastic/Laminate 40 13
C2010 Throughout Building Fair Wall Finishes, any surface, Prep & Paint 133,700 SF 6
C2030 Commercial Kitchen Fair Flooring, Quarry Tile 8,900 SF 26
C2030 Throughout Building Fair Flooring, Carpet, Commercial Standard 4,500 SF 5
C2030 Restrooms Fair Flooring, Ceramic Tile 13,400 SF 21
C2030 Phase 1 Fair Flooring, Vinyl Tile (VCT) 26,700 SF 4
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Component Condition Report | Wyngate Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
C2030 Utility Rooms/Areas Fair Flooring, any surface, w/ Paint or Sealant, Prep & Paint 4,500 SF 6
C2030 Phase 2 Fair Flooring, Vinyl Tile (VCT) 26,700 SF 8
C2030 Gymnasium Fair Flooring, Wood, Sports, Refinish 4,500 SF 6
C2050 Gymnasium Fair Ceiling Finishes, exposed irregular elements, Prep & Paint 4,500 SF 6
C2050 Throughout Building Fair Ceiling Finishes, any flat surface, Prep & Paint 13,400 SF 6
Conveying

D1010 Elevator machine room Fair Elevator Controls, Automatic, 1 Car [ELEVATOR 1] 1 4
D1010 Elevator 2 Fair Elevator Cab Finishes, Standard [ELEVATOR 2] 1 8
D1010 Elevator 1 Fair Elevator Cab Finishes, Standard 1 7
D1010 Elevator machine room Fair Passenger Elevator, Hydraulic, 2 Floors, 2500 LB, Renovate [ELEVATOR 1] 1 4
D1010 112 Fair Elevator Controls, Automatic, 1 Car [ELEVATOR 2] 1 9
D1010 112 Fair Passenger Elevator, Hydraulic, 2 Floors, 3000 LB, Renovate [ELEVATOR 2] 1 19
Plumbing

D2010 Restrooms Fair Toilet, Commercial Water Closet 60 16
D2010 Mechanical Room Fair Water Heater, Gas, Commercial (200 MBH), 100 GAL 1 13
D2010 Throughout Building Fair Drinking Fountain, Wall-Mounted, Single-Level 8 8
D2010 Mechanical Room Fair Backflow Preventer, Domestic Water, 1 IN 1 11
D2010 Restrooms Fair Urinal, Standard 10 15
D2010 Restrooms Fair Shower, Valve & Showerhead 2 16
D2010 114 Fair Backflow Preventer, Domestic Water, 1.5 IN 1 13
D2010 Throughout Building Fair Plumbing System, Supply & Sanitary, Low Density (excludes fixtures) 89,104 SF 21
D2010 Restrooms Fair Sink/Lavatory, Wall-Hung, Enameled Steel 30 16
D2010 Utility Rooms/Areas Fair Sink/Lavatory, Service Sink, Floor 2 13
D2010 Throughout Building Fair Sink/Lavatory, Vanity Top, Stainless Steel 40 13

D2010 Utility Rooms/Areas Fair Sink/Lavatory, Service Sink, Wall-Hung 4 4
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Component Condition Report | Wyngate Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D2060 Boiler Room Fair Supplemental Components, Compressed Air Dryer, Process Support, 100 CFM 1 12
D2060 Boiler Room Fair Air Compressor, Tank-Style, 5 HP 1 12
HVAC

D3020 Boiler Room Fair Boiler, Gas, HVAC, 1506 MBH [B-1] 1 9
D3020 114 Fair Boiler Supplemental Components, Expansion Tank, 175 GAL 1 21
D3020 Throughout Building Fair Cabinet Heater, Electric, 3to 4 LF 6 14
D3020 114 Fair Boiler, Gas, HVAC, 1260 MBH [BOILER-2] 1 16
D3020 114 Fair Boiler, Gas, HVAC, 1260 MBH [BOILER-1] 1 16
D3020 Boiler Room Fair Boiler, Gas, HVAC, 1506 MBH [B-2] 1 9
D3020 114 Fair Unit Heater, Electric, 10 kW 1 11
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 10 TON 1 4
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON 1 6
D3030 Roof Poor Split System Ductless, Single Zone, 1 TON 1 2
D3030 Classrooms General Fair Unit Ventilator, approx/nominal 2 Ton, 750 CFM 24 8
D3030 Roof Poor Chiller, Air-Cooled, 110 TON 1 1
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON 1 7
D3030 Roof Fair Split System Ductless, Single Zone, .75 TON 1 7
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 12.5 TON 1 4
D3030 Roof Fair Split System Ductless, Single Zone, 1 TON 1 7
D3030 Roof Fair Chiller, Air-Cooled, 50 TON [CHILLER-1] 1 12
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 3 TON [RTU #2] 1 4
D3050 Penthouse Fair Air Handler, Interior AHU, Easy/Moderate Access, 4000 CFM [AHU-3] 1 10
D3050 Throughout Building Fair HVAC System, Hydronic Piping, 4-Pipe 89,104 SF 21
D3050 114 Fair Pump, Distribution, HVAC Heating Water, 5 HP [PUMP -4] 1 14

D3050 212 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-21] 1 9
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Component Condition Report | Wyngate Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3050 122 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-8] 1 9
D3050 117 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-3] 1 9
D3050 206 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-19] 1 9
D3050 117 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-4] 1 9
D3050 Penthouse Fair Air Handler, Interior AHU, Easy/Moderate Access, 3000 CFM [AHU-1] 1 4
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 5 HP 1 4
D3050 207 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-15] 1 9
D3050 104 Fair Fan Coil Unit, Hydronic Terminal, 600 CFM [FCU-10] 1 9
D3050 207 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM 1 9
D3050 114 Fair Pump, Distribution, HVAC Chilled or Condenser Water, 5 HP [PUMP-1] 1 12
D3050 212 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-20] 1 9
D3050 114 Fair Pump, Distribution, HVAC Chilled or Condenser Water, 5 HP [PUMP-2] 1 12
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 5 HP 1 4
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 5 HP 1 4
D3050 Penthouse Fair Air Handler, Interior AHU, Easy/Moderate Access, 5000 CFM [AHU-2] 1 15
D3050 Penthouse Fair Air Handler, Interior AHU, Easy/Moderate Access, 3000 CFM 1 10
D3050 114 Fair Fan Coil Unit, Hydronic Terminal, 800 CFM 1 9
D3050 206 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-18] 1 9
D3050 128 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-1] 1 9
D3050 Throughout Building Fair HVAC System, Ductwork, Medium Density 89,104 SF 16
D3050 114 Fair Pump, Distribution, HVAC Heating Water, 5 HP [PUMP-3] 1 14
D3050 116 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-6] 1 9
D3050 116 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-5] 1 9
D3050 213 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-14] 1 9

D3050 Penthouse Fair Air Handler, Interior AHU, Easy/Moderate Access, 4000 CFM [AHU-4] 1 10
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Component Condition Report | Wyngate Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3050 104 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-11] 1 9
D3050 Fan coil rooms NA Piping & Valves, Fiberglass Insulation, HVAC Chilled Water 1,000 LF 2
D3050 122 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-7] 1 9
D3050 Boiler Room Good Pump, Distribution, HVAC Heating Water, 15 HP 1 25
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 5 HP [PUMP-7] 1 9
D3050 114 Fair Supplemental Components, Air Separator, HVAC, 4 IN 1 8
D3050 Boiler Room Good Pump, Distribution, HVAC Heating Water, 15 HP 1 25
D3050 123 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-2] 1 9
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 5 HP 1 4
D3050 218 Fair Fan Coil Unit, Hydronic Terminal, 1000 CFM [FCU-13] 1 9
D3050 Roof Poor Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON 1 2
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-14] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-31] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-23] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM [F-34] 1 8
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [F-30] 1 7
D3060 Roof Poor Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 2
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 800 CFM [EF-49] 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-48] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-17] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-44] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [F-1] 1 8
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-18] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [F-2] 1 8
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Component Condition Report | Wyngate Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 8
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [F-27] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [F-16] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 500 CFM [F-33] 1 8
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Air Handler, Outside Air Intake Energy Recovery Unit (ERU) [DOAO-1] 1 7
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 11
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-15] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [F-26] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-24] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 9
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [F-21] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 8
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-43] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-20] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [F-22] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-28] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-41] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-10] 1 4
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Component Condition Report | Wyngate Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Penthouse Fair Exhaust Fan, Centrifugal, 24" Damper, 3400 CFM [RF3] 1 10
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-3] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 8
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM [F-19] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 9
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4

Fire Protection

D4010 Boiler room Fair Backflow Preventer, Fire Suppression, 6 IN 1 13
D4010 Boiler Room Fair Supplemental Components, Fire Riser, Wet, 4 IN 1 21
D4010 Throughout Building Fair Fire Suppression System, Existing Sprinkler Heads, by SF 89,104 SF 15
Electrical

D5010 114 Fair Automatic Transfer Switch, ATS, 200 AMP 1 13
D5010 114 Fair Automatic Transfer Switch, ATS, 200 AMP 1 13
D5010 Building Exterior Fair Generator, Gas or Gasoline, 80 KW 1 12
D5020 Penthouse Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 11
D5020 106 Fair Secondary Transformer, Dry, Stepdown, 15 KVA 1 17
D5020 106 Fair Secondary Transformer, Dry, Stepdown, 45 KVA 1 17
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 17
D5020 1st floor Electrical Room Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 11
D5020 114 Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 16
D5020 1st floor Electrical Room Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 11
D5020 1st floor Electrical Room Fair Secondary Transformer, Dry, Stepdown, 750 KVA 1 11

D5020 1st floor Electrical Room Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 11
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Component Condition Report | Wyngate Elementary School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D5020 106 Fair Distribution Panel, 277/480 V, 400 AMP 1 17
D5020 Electrical Room Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 11
D5020 Electrical Room Fair Switchboard, 277/480 V, 1600 AMP 1 12
D5020 114 Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 16
D5020 114 Fair Secondary Transformer, Dry, Stepdown, 15 KVA 1 16
D5030 114 Fair Variable Frequency Drive, VFD, by HP of Motor, 5 HP, Replace/Install 1 11
D5030 Throughout Building Fair Electrical System, Wiring & Switches, Average or Low Density/Complexity 89,104 SF 21
D5030 114 Fair Variable Frequency Drive, VFD, by HP of Motor, 10 HP, Replace/Install 1 7
D5040 Gymnasium Fair High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W 16 11
D5040 Throughout Building Fair Emergency & Exit Lighting System, Full Interior Upgrade, LED 89,104 SF 7
D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 89,104 SF 11

Fire Alarm & Electronic Systems

D6030 Mechanical Room Fair Sound System, Theater/Auditorium/Church 800 SF M
D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 89,104 SF 11
D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 89,104 SF 8
D7050 Throughout Building Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 89,104 SF 11
D7050 Electrical Room Good Fire Alarm Panel, Fully Addressable 1 13
D8010 Throughout Building Fair BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 89,104 SF 8

Equipment & Furnishings

E1030 Kitchen Fair Foodservice Equipment, Walk-In, Refrigerator 1 11
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Freezer 1 9
E1030 Kitchen Good Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 15
E1030 Kitchen Fair Foodservice Equipment, Food Puree 1 5
E1030 Kitchen Fair Foodservice Equipment, Dairy Cooler/Wells 1 7

E1030 Kitchen Fair Foodservice Equipment, Commercial Kitchen, 3-Bowl 1 16



Component Condition Report | Wyngate Elementary School / Main Building

UF L3 Code
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1040
E1040
E1070
E1070
E2010
E2010
E2010
E2010
E2010
E2010
Sitework

G4050

Location

Trash room

Kitchen

Kitchen

Roof

Kitchen

Kitchen

Kitchen

Kitchen

Art classroom

Art classroom
Gymnasium
Multi-Purpose Room
Classrooms General
Library

Office Areas
Classrooms General
Library

Library

Building Exterior

Follow-up Studies

P2030
P2030

Rm 32
212

Condition
Fair
Fair
Fair
Poor
Fair
Poor
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair

NA

Poor

Component/Attributes/Capacity

Foodservice Equipment, Trash Compactor, 600 LB

Foodservice Equipment, Convection Oven, Double

Foodservice Equipment, Food Puree

Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer
Foodservice Equipment, Refrigerator, 1-Door Reach-In

Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer
Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer
Foodservice Equipment, Commercial Kitchen, 1-Bowl

Ceramics Equipment, Kiln

Ceramics Equipment, Kiln

Basketball Backboard, Wall-Mounted, Fixed

Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour
Casework, Countertop, Plastic Laminate

Casework, Cabinetry, Standard

Casework, Cabinetry, Standard

Casework, Cabinetry, Standard

Library Shelving, Double-Faced, up to 90" Height

Library Shelving, Single-Faced, up to 90" Height

Site Lighting, Wall Pack or Walkway Pole-Mounted, any type w/ LED, 26 WATT

Engineering Study, Structural, General Design, Design

Consultant, Environmental, Analysis of Suspect Fungal Growth, Evaluate/Report

Diratti - [Fer Discussion Purpeses Cmly

Quantity
1
1
1

200
99,999
15

100
100

20

50

SF
LF
LF
LF
LF
LF
LF

RUL

11

ID
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UF L3 Code

Location Condition

Special Construction & Demo

F1020

Site

Fair

Pedestrian Plazas & Walkways

G2020
G2020
G2020
G2030
G2030
G2030

Athletic, Recreational & Playfield Areas

G2050
G2050
G2050
G2050
G2050
G2050
Sitework
G2060
G2060
G2060
G2060
G4050

Driveway
Site
Site
Site
Site
Site

Site
Site
Site
Site
Site
Site

Site
Site
Site
Site
Site

Fair
Fair
Fair
Poor
Fair

Fair

Fair
Fair
Fair
Fair
Fair

Fair

Fair
Fair
Fair
Fair

Fair

Component/Attributes/Capacity

Covered Play Structure, Light Gauge w/ Fabric Top

Parking Lots, Pavement, Asphalt, Mill & Overlay

Parking Lots, Pavement, Asphalt, Mill & Overlay

Parking Lots, Pavement, Asphalt, Seal & Stripe

Sidewalk, any pavement type, Sectional Repairs (per Man-Day), Repair
Sidewalk, Concrete, Small Areas/Sections

Sidewalk, Concrete, Small Areas/Sections

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
Play Structure, Multipurpose, Medium

Sports Apparatus, Soccer, Regulation Goal

Sports Apparatus, Baseball, Backstop Chain-Link

Play Structure, Multipurpose, Small

Sports Apparatus, Basketball, Backboard/Rim/Pole

Retaining Wall, Concrete Cast-in-Place
Picnic Table, Metal Powder-Coated
Retaining Wall, Treated Timber

Fences & Gates, Fence, Chain Link 6'

Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 1000 WATT, Replace/Install

Diratti - [Fer Discussion Purpeses Cmly

Quantity
280

8,750
27,000

27,000

1,000
500

13,600

1,000

200
400
10

SF

SF

SF

SF

SF
SF

SF

SF

SF
LF

RUL ID

11

13
11
11
11
11
11

21
11

16
11
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Replacement Reserves Report

3/9/2026

Location 2025 2026 2027 2028
Wyngate Elementary School $0 $0 $0 $0
Wyngate Elementary School / Main Building $0 $192,610 $38,298 $0
Wyngate Elementary School / Site $0 $0 $2,122 $0
Grand Total $0 $192,610 $40,420 $0

Wyngate Elementary School

Wyngate Elementary School / Main Building

Uniformat

Code

B2010
B2020
B2050
B2050
B2050
B2050
B3010
B3010
B3010
B3010
C1030
C1070
C1090
C2010
C2030
C2030
C2030
C2030
C2030
C2050
C2050
D1010
D1010
D1010
D1010
D1010
D1010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2060
D2060
D3020

D3020

Location Description

Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Roof

Roof

Roof

Roof

Throughout Building
Throughout Building
Restrooms
Throughout Building
Utility Rooms/Areas
Phase 1

Phase 2
Throughout Building
Gymnasium
Gymnasium

Throughout Building

Elevator machine room

Elevator machine room

Elevator 1

Elevator 2

112

112

Mechanical Room
Mechanical Room
114

Utility Rooms/Areas
Throughout Building
Utility Rooms/Areas
Throughout Building
Restrooms
Restrooms
Restrooms
Restrooms

Boiler Room

Boiler Room

Boiler Room

Boiler Room

ID Cost Description

10218600 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
10218517 Glazing, any type by SF, Replace
10218562 Exterior Door, Aluminum-Framed & Glazed, Standard Swing, Replace
10218588 Exterior Door, Steel, Commercial, Replace
10218688 Exterior Door, Steel, Commercial, Replace
10218567 Overhead/Dock Door, Steel, 12'x12' (144 SF), Replace
10218571 Green roof, vegetation tray refurbishment
10218705 Roofing, Modified Bitumen, Replace
10218653 Roofing, Built-Up, Replace
10218549 Roofing, Single-Ply Membrane, TPO/PVC, Replace
10218576 Interior Door, Wood, Solid-Core, Replace
10218573 Suspended Ceilings, Acoustical Tile (ACT), Replace
10218515 Toilet Partitions, Plastic/Laminate, Replace
10218574 Wall Finishes, any surface, Prep & Paint

10218521 Flooring, any surface, w/ Paint or Sealant, Prep & Paint
10218619 Flooring, Vinyl Tile (VCT), Replace
10218528 Flooring, Vinyl Tile (VCT), Replace
10218591 Flooring, Carpet, Commercial Standard, Replace
10218542 Flooring, Wood, Sports, Refinish
10218650 Ceiling Finishes, exposed irregular elements, Prep & Paint
10218604 Ceiling Finishes, any flat surface, Prep & Paint
10218724 Elevator Controls, Automatic, 1 Car, Replace
10218719 Passenger Elevator, Hydraulic, 2 Floors, Renovate
10218694 Elevator Cab Finishes, Standard, Replace
10218589 Elevator Cab Finishes, Standard, Replace
10218668 Elevator Controls, Automatic, 1 Car, Replace
10218678 Passenger Elevator, Hydraulic, 2 Floors, Renovate
10218543 Water Heater, Gas, Commercial (200 MBH), Replace
10218536 Backflow Preventer, Domestic Water, Replace
10218524 Backflow Preventer, Domestic Water, Replace
10218563 Sink/Lavatory, Service Sink, Wall-Hung, Replace

10218639 Drinking Fountain, Wall-Mounted, Single-Level, Replace

10218630 Sink/Lavatory, Service Sink, Floor, Replace

10218530 Sink/Lavatory, Vanity Top, Stainless Steel, Replace

10218702 Urinal, Standard, Replace

10218687 Toilet, Commercial Water Closet, Replace

10218715 Shower, Valve & Showerhead, Replace

10218575 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace

10218701 Supplemental Components, Compressed Air Dryer, Process Support, Replace
10218712 Air Compressor, Tank-Style, Replace

10218551 Boiler, Gas, HVAC, Replace

10218677 Boiler, Gas, HVAC, Replace

2029 2030
$0 $0
$373,894 $45,386
$52,646 $0
$426,540 $45,386
o eage
20 9
30 17
30 17
40 26
40 20
30 14
10 4
20 1
25 10
20 5
40 20
25 1
20 7
10 4
10 4
15 1
15 7
10 5
10 4
10 4
10 4
20 16
30 26
15 8
15 7
20 1
30 1
20 7
30 19
30 17
35 31
15 7
35 22
30 17
30 15
30 14
30 14
30 14
20 8
20 8
30 21
30 21

2031

$0

$395,508

$0

$395,508

RUL

1

14

20
16

15

15

20

14
13

19

13

13

13

15

16

16

16

12
12

QuantityUnit

19600

8400
4

16410

4000

28800

22500

110

71300

40

133700

4500

26700

26700

4500

4500

4500

13400

1
1

40

10
60

30

2032 2033
$0 $0
$153,756 $7,283,571
$0 $12,668
$153,756 $7,296,238
Unit Cost*  Subtotal
SF $1.86  $36,456
SF $55.00 $462,000
EA $1,300.00 $5,200
EA $4,060.00 $4,060
EA $4,060.00 $4,060
EA $3,200.00 $3,200
SF $2.98  $48,902
SF $10.00  $40,000
SF $14.00 $403,200
SF $17.00 $382,500
EA $700.00  $77,000
SF $3.50 $249,550
EA $750.00  $30,000
SF $1.50 $200,550
SF $1.50 $6,750
SF $5.00 $133,500
SF $5.00 $133,500
SF $7.50  $33,750
SF $5.00  $22,500
SF $2.50  $11,250
SF $2.00  $26,800
EA $5,000.00 $5,000
EA $55,000.00  $55,000
EA $9,000.00 $9,000
EA $9,000.00 $9,000
EA $5,000.00 $5,000
EA $60,000.00  $60,000
EA $16,600.00  $16,600
EA $1,400.00 $1,400
EA $1,400.00 $1,400
EA $1,400.00 $5,600
EA $1,200.00 $9,600
EA $800.00 $1,600
EA $1,200.00  $48,000
EA $1,100.00  $11,000
EA $1,300.00  $78,000
EA $800.00 $1,600
EA $1,700.00  $51,000
EA $5,600.00 $5,600
EA $10,600.00  $10,600
EA $50,800.00 $50,800
EA $50,800.00  $50,800

2034

$0
$295,988
$15,853

$311,841

2025

2035 2036 2037 2038 2039
$0 $0 $0 $0 $0
$92,730 $1,545,926 $307,822 $943,063 $433,826
$0 $158,860 $0 $69,902 $18,378
$92,730 $1,704,786 $307,822 $1,012,965 $452,204
2026 2027 2028 2029 2030 2031 2032 2033 2034
$48,902
$40,000
$200,550
$6,750
$133,500
$133,500
$33,750
$22,500
$11,250
$26,800
$5,000
$55,000
$9,000
$9,000
$5,000
$5,600
$9,600
$50,800
$50,800

2040

$0
$1,506,697
$0

$1,506,697

2035

2041

$0
$1,508,982
$165,124

$1,674,106

2036 2037

$36,456

$1,400

$5,600
$10,600

2042

$0
$167,297
$0

$167,297

2038 2039

$462,000
$5,200
$4,060

$249,550
$30,000

$16,600

$1,400

$1,600
$48,000

2043 2044 2045
$0 $0 $0
$0 $406,638 $146,403
$0 $21,305 $0
$0 $427,943 $146,403
2040 2041 2042 2043 2044 2045
$4,060
$3,200
$48,902
$403,200
$382,500
$77,000
$200,550
$6,750
$133,500
$33,750
$22,500
$11,250
$26,800
$60,000
$11,000
$78,000
$1,600
$51,000

4]

Total Escalated Estimate

$15,838,395
$516,858

$16,355,253

Deficiency
Repair
Estimate

$36,456
$462,000
$5,200
$4,060
$4,060
$3,200
$97,804
$40,000
$403,200
$382,500
$77,000
$249,550
$30,000
$401,100
$13,500
$267,000
$133,500
$67,500
$45,000
$22,500
$53,600
$5,000
$55,000
$9,000
$9,000
$5,000
$60,000
$16,600
$1,400
$1,400
$5,600
$9,600
$1,600
$48,000
$11,000
$78,000
$1,600
$51,000
$5,600
$10,600
$50,800

$50,800




Replacement Reserves Report

3/9/2026

Uniformat
Code

D3020
D3020
D3020
D3020
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050

Location Description

114

114

114
Throughout Building
Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof
Classrooms General
Fan coil rooms
Boiler Room
Boiler Room
Boiler Room
Boiler Room
114

Boiler Room
114

114

114

114

Roof

Roof
Penthouse
212

122

17

206

117

207

104

207

212

114

206

128

116

116

213

104

122

123

218
Penthouse
Penthouse
Penthouse
Penthouse

Throughout Building

ID Cost Description

10218679 Boiler, Gas, HVAC, Replace

10218554 Boiler, Gas, HVAC, Replace

10218672 Unit Heater, Electric, Replace

10218665 Cabinet Heater, Electric, 3 to 4 LF, Replace

10218547 Chiller, Air-Cooled, Replace

10218592

10218711

10218691

10218723

10218644

10218578

10218656

10218713

10218667

10218545

10218652

10218597

10218664

10218683

10218513

10218612

10218523

10218568

10218673

10218722

10218707

10218550

10218623

10218698

10218538

10218535

10218609

10218607

10218689

10218519

10218633

10218594

10218590

10218714

10218709

10218593

10218522

10218647

10218512

10218527

10218725

10218660

Chiller, Air-Cooled, Replace

Split System Ductless, Single Zone, Replace

Split System, Condensing Unit/Heat Pump, Replace

Split System, Condensing Unit/Heat Pump, Replace

Split System Ductless, Single Zone, Replace

Split System Ductless, Single Zone, Replace

Split System Ductless, Single Zone, Replace

Split System Ductless, Single Zone, Replace

Unit Ventilator, approx/nominal 2 Ton, Replace

Piping & Valves, Fiberglass Insulation, HVAC Chilled Water, Replace
Pump, Distribution, HVAC Heating Water, Replace

Pump, Distribution, HVAC Heating Water, Replace

Pump, Distribution, HVAC Heating Water, Replace

Pump, Distribution, HVAC Heating Water, Replace
Supplemental Components, Air Separator, HVAC, Replace
Pump, Distribution, HVAC Heating Water, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, Replace
Pump, Distribution, HVAC Chilled or Condenser Water, Replace
Pump, Distribution, HVAC Heating Water, Replace

Pump, Distribution, HVAC Heating Water, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace

Air Handler, Interior AHU, Easy/Moderate Access, Replace
Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

Fan Coil Unit, Hydronic Terminal, Replace

10218721 Air Handler, Interior AHU, Easy/Moderate Access, Replace
10218655 Air Handler, Interior AHU, Easy/Moderate Access, Replace
10218658 Air Handler, Interior AHU, Easy/Moderate Access, Replace
10218540 Air Handler, Interior AHU, Easy/Moderate Access, Replace

10218632 HVAC System, Ductwork, Medium Density, Replace

Lifespan

(EUL)
30
30
20
25
25
25
15
15
15
15
15
15
15
20
40
25
25
25
25
15
25
25
25
25
25
20
20
25
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
25
25
25
30
30

EAge

14
14
9
11
24

13
1"

"

38
21
21
21

21

21
1
1"
1
1
1"
1
1"
1
"
1
1
1"
1
1
1"
1
1"
1

1"

15
14

RUL

16

16

1"

14

1

12

12

12

14
14

10

10

10

15

QuantityUnit

24
1000

89104

EA

EA

EA

EA

LF

EA

EA

EA

EA

EA

EA

EA

EA

EA
EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

SF

Unit Cost*

$50,800.00
$50,800.00
$2,200.00
$3,500.00
$180,000.00
$60,500.00
$3,500.00
$17,200.00
$21,200.00
$3,500.00
$3,500.00
$3,500.00
$3,500.00
$7,400.00
$6.00
$6,100.00
$6,100.00
$6,100.00
$6,100.00
$3,900.00
$6,100.00
$6,100.00
$6,100.00
$6,100.00
$6,100.00
$11,000.00
$7,500.00
$22,000.00
$2,530.00
$2,530.00
$2,530.00
$2,530.00
$2,530.00
$2,530.00
$1,670.00
$2,530.00
$2,530.00
$1,670.00
$2,530.00
$2,530.00
$2,530.00
$2,530.00
$2,530.00
$2,530.00
$2,530.00
$2,530.00
$2,530.00
$22,000.00
$22,000.00
$22,000.00
$31,000.00
$4.00

Subtotal

$50,800
$50,800
$2,200
$21,000
$180,000
$60,500
$3,500
$17,200
$21,200
$3,500
$3,500
$3,500
$3,500
$177,600
$6,000
$6,100
$6,100
$6,100
$6,100
$3,900
$6,100
$6,100
$6,100
$6,100
$6,100
$11,000
$7,500
$22,000
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$1,670
$2,530
$2,530
$1,670
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$22,000
$22,000
$22,000
$31,000
$356,416

2025

2026 2027 2028 2029 2030 2031 2032 2033

$180,000

$3,500
$17,200
$21,200
$3,500
$3,500
$3,500
$3,500
$177,600
$6,000
$6,100
$6,100
$6,100
$6,100

$3,900

$11,000
$7,500
$22,000

2034

$6,100

$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$1,670
$2,530
$2,530
$1,670
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530

2035 2036 2037 2038

$2,200

$21,000

2039

Deficiency
Repair
Estimate

$50,800

2040 2041 2042 2043 2044 2045

$50,800
$50,800 $50,800

$2,200
$21,000

$180,000
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$22,000

$60,500

$6,100
$6,100

$6,100
$6,100

$3,500

$60,500

$7,000

$17,200 $34,400
$21,200 $42,400
$3,500
$3,500
$3,500
$3,500
$177,600
$6,000
$6,100
$6,100
$6,100
$6,100
$3,900
$6,100
$6,100
$6,100
$6,100
$6,100
$11,000
$7,500
$22,000
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$1,670
$2,530
$2,530
$1,670
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530
$2,530

$22,000

$22,000

$22,000
$22,000
$22,000
$31,000 $31,000

$356,416 $356,416

ly
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Replacement Reserves Report

3/9/2026
g:::rmat Location Description
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof

D3060 Roof

D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof

D3060 Roof

D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof

D3060 Roof

D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof
D3060 Roof

D3060 Penthouse

D3060 Roof

D3060 Roof

D4010 Boiler room

D4010 Throughout Building
D5010 Building Exterior
D5010 114

D5010 114

ID

10218565

10218716

10218525

10218659

10218534

10218580

10218610

10218662

10218586

10218533

10218669

10218529

10218640

10218685

10218556

10218510

10218548

10218613

10218704

10218611

10218629

10218642

10218692

10218585

10218626

10218666

10218676

10218572

10218526

10218670

10218641

10218700

10218645

10218646

10218532

10218566

10218649

10218599

10218616

10218544

10218671

10218615

10218557

10218635

10218695

10218546

10218622 Air Handler, Outside Air Intake Energy Recovery Unit (ERU), Replace

10218579

10218686 Fire Suppression System, Existing Sprinkler Heads, by SF, Replace

10218682

10218699
10218718

Cost Description

Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace
Exhaust Fan, Centrifugal, 24" Damper, Replace

Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace

Backflow Preventer, Fire Suppression, Replace

Generator, Gas or Gasoline, Replace

Automatic Transfer Switch, ATS, Replace

Automatic Transfer Switch, ATS, Replace

Lifespan

(EUL)
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
25
20
20
30
25
25
25
25

EAge

18
16
16
16
16
16
16
16

1"
1
15

RUL

13

12

13
13

QuantityUnit

EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
EA
SF
EA
EA
EA

Unit Cost*

$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,400.00
$2,400.00
$1,400.00
$1,200.00
$1,200.00
$1,400.00
$1,200.00
$1,400.00
$1,200.00
$1,200.00
$1,400.00
$1,200.00
$1,400.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,200.00
$1,400.00
$1,400.00
$2,400.00
$1,400.00
$1,400.00
$1,400.00
$1,400.00
$1,400.00
$1,200.00
$1,400.00
$1,400.00
$3,000.00
$1,400.00
$33,000.00
$10,500.00
$1.07
$52,000.00
$12,000.00
$12,000.00

Subtotal

$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,400
$2,400
$1,400
$1,200
$1,200
$1,400
$1,200
$1,400
$1,200
$1,200
$1,400
$1,200
$1,400
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,400
$1,400
$2,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,200
$1,400
$1,400
$3,000
$1,400
$33,000
$10,500
$95,341
$52,000
$12,000
$12,000

2025

2026

2027

$1,200

2028

2029

$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,400
$2,400
$1,400
$1,200
$1,200
$1,400
$1,200
$1,400
$1,200
$1,200
$1,400
$1,200
$1,400
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200

$1,200

2030

$1,400

2031

2032 2033 2034 2035 2036 2037 2038
$1,400
$2,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,200
$1,400
$1,400
$3,000
$1,400
$33,000
$10,500
$52,000
$12,000
$12,000

Deficiency
2039 2040 2041 2042 2043 2044 2045 Repair
Estimate

$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,400
$2,400
$1,400
$1,200
$1,200
$1,400
$1,200
$1,400
$1,200
$1,200
$1,400
$1,200
$1,400
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,200
$1,400
$1,400
$2,400
$1,400
$1,400
$1,400
$1,400
$1,400
$1,200
$1,400
$1,400
$3,000
$1,400
$33,000
$10,500
$95,341 $95,341
$52,000
$12,000
$12,000

ly
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Replacement Reserves Report

3/9/2026

Uniformat
Code

D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5030
D5030
D5040
D5040
D5040
D6030
D6060
D7030
D7050
D7050
D8010
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1030
E1040
E1040
E1070
E1070
E2010
E2010
E2010
E2010
E2010
E2010
G4050
P2030
P2030

Location Description

Penthouse

1st floor Electrical Room
1st floor Electrical Room
1st floor Electrical Room
1st floor Electrical Room
Electrical Room
Electrical Room

114

114

114

106

106

Electrical Room

106

114

114

Throughout Building
Gymnasium
Throughout Building
Mechanical Room
Throughout Building
Throughout Building
Throughout Building
Electrical Room
Throughout Building
Roof

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Trash room

Kitchen

Kitchen

Kitchen

Art classroom

Art classroom
Multi-Purpose Room
Gymnasium
Classrooms General
Library

Office Areas
Classrooms General
Library

Library

Building Exterior
Rm 32

212

ID Cost Description

10218541 Secondary Transformer, Dry, Stepdown, Replace

10218690 Secondary Transformer, Dry, Stepdown, Replace

10218511 Secondary Transformer, Dry, Stepdown, Replace

10218680 Secondary Transformer, Dry, Stepdown, Replace

10218595 Secondary Transformer, Dry, Stepdown, Replace

10218587 Secondary Transformer, Dry, Stepdown, Replace

10218516 Switchboard, 277/480 V, Replace

10218520 Secondary Transformer, Dry, Stepdown, Replace

10218634 Secondary Transformer, Dry, Stepdown, Replace

10218605 Secondary Transformer, Dry, Stepdown, Replace

10218720 Secondary Transformer, Dry, Stepdown, Replace

10218584 Secondary Transformer, Dry, Stepdown, Replace

10218514 Secondary Transformer, Dry, Stepdown, Replace

10218537 Distribution Panel, 277/480 V, Replace

10218681 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install
10218697 Variable Frequency Drive, VFD, by HP of Motor, Replace/Install

10218643 Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace

10218555 High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace

10218601 Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace
10218631 Sound System, Theater/Auditorium/Church, Replace

10218552 Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace
10218608 Security/Surveillance System, Full System Upgrade, Average Density, Replace
10218703 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install
10218693 Fire Alarm Panel, Fully Addressable, Replace

10218602 BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install
10218674 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace
10218706 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace
10218581 Foodservice Equipment, Food Puree, Replace

10218710 Foodservice Equipment, Food Puree, Replace

10218582 Foodservice Equipment, Convection Oven, Double, Replace

10218559 Foodservice Equipment, Refrigerator, 1-Door Reach-In, Replace

10218708 Foodservice Equipment, Dairy Cooler/Wells, Replace

10218717 Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer, Replace
10218598 Foodservice Equipment, Walk-In, Freezer, Replace

10218570 Foodservice Equipment, Walk-In, Refrigerator, Replace

10218577 Foodservice Equipment, Trash Compactor, 600 LB, Replace

10218620 Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer, Replace
10218627 Foodservice Equipment, Commercial Kitchen, 3-Bowl, Replace

10218621 Foodservice Equipment, Commercial Kitchen, 1-Bowl, Replace

10218564 Ceramics Equipment, Kiln, Replace

10218657 Ceramics Equipment, Kiln, Replace

10218539 Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace
10218560 Basketball Backboard, Wall-Mounted, Fixed

10218661 Casework, Countertop, Plastic Laminate, Replace

10218696 Casework, Cabinetry, Standard, Replace

10218531 Casework, Cabinetry, Standard, Replace

10218596 Casework, Cabinetry, Standard, Replace

10218651 Library Shelving, Double-Faced, up to 90" Height, Replace

10218628 Library Shelving, Single-Faced, up to 90" Height, Replace

10218648 Site Lighting, Wall Pack or Walkway Pole-Mounted, any type w/ LED, Replace
10218624 Engineering Study, Structural, General Design, Design

10218675 Consultant, Environmental, Analysis of Suspect Fungal Growth, Evaluate/Report

Lifespan
(EUL)

30

30

30

30

30

30

40

30

30

30

30

30

30

30

20

20

10

20

20

20

20

15

20

15

15

15

15

10

10

10

15

15

15

20

20

20

15

30

30

20

20

15

30

15

20

20

20

20

20

20

EAge

19

19

19

19

19

19

28
14

13
13

RUL

1

1"

1"

1"

1"

1

12

16

16

16

17

17

17

17

15

16

16

13

1"

QuantityUnit

89104

16

89104

800

89104

89104

89104

89104

99999

15

100

100

20
50

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

SF

EA

SF

SF

SF

SF

SF

EA

SF

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

SF

EA

LF

LF

LF

LF

LF

LF

EA

Unit Cost*

$10,000.00
$10,000.00
$10,000.00
$10,000.00
$10,000.00
$10,000.00
$75,000.00
$6,700.00
$6,700.00
$6,000.00
$6,000.00
$7,600.00
$10,000.00
$5,300.00
$7,000.00
$5,300.00
$0.65
$1,700.00
$5.00
$1.50
$1.65
$2.00
$3.00
$15,000.00
$2.50
$6,300.00
$4,600.00
$2,000.00
$2,000.00
$8,280.00
$2,700.00
$3,600.00
$4,600.00
$25,000.00
$15,000.00
$13,000.00
$6,300.00
$2,500.00
$1,600.00
$3,200.00
$3,200.00
$13.00
$3,580.00
$50.00
$300.00
$300.00
$300.00
$480.00
$330.00
$400.00
$7,000.00
$3,500.00

Subtotal

$10,000
$10,000
$10,000
$10,000
$10,000
$10,000
$75,000
$6,700
$6,700
$6,000
$6,000
$7,600
$10,000
$5,300
$7,000
$5,300
$57,918
$27,200
$445,520
$1,200
$147,022
$178,208
$267,312
$15,000
$222,760
$6,300
$4,600
$2,000
$2,000
$8,280
$2,700
$3,600
$4,600
$25,000
$15,000
$13,000
$6,300
$2,500
$1,600
$3,200
$3,200
$2,600
$21,480
$4,999,950
$4,500
$30,000
$30,000
$9,600
$16,500
$3,200
$7,000
$3,500

2025

2026

$7,000

2027

$6,300
$4,600

$3,500

2028

2029

2030

$2,000
$2,000

2031

$8,280

$2,700

2032

$7,000

$57,918

$3,600

$2,600

2033 2034 2035 2036

$10,000
$10,000
$10,000
$10,000
$10,000
$10,000

$5,300

$27,200
$445,520
$1,200
$147,022
$178,208

$267,312

$222,760

$4,600
$25,000
$15,000
$13,000

$4,999,950
$4,500
$30,000
$30,000
$9,600
$16,500
$3,200

2037

$75,000

Deficiency
2038 2039 2040 2041 2042 2043 2044 2045 Repair
Estimate

$10,000

$10,000

$10,000

$10,000

$10,000

$10,000

$75,000

$6,700 $6,700

$6,700 $6,700

$6,000 $6,000

$6,000 $6,000

$7,600 $7,600

$10,000 $10,000

$5,300 $5,300

$7,000

$5,300

$57,918 $115,835

$27,200

$445,520

$1,200

$147,022

$178,208

$267,312

$15,000 $15,000
$222,760

$6,300 $12,600

$4,600 $9,200

$2,000 $4,000
$2,000 $4,000
$8,280 $16,560

$2,700

$3,600

$4,600

$25,000

$15,000

$13,000

$6,300 $6,300
$2,500 $2,500

$1,600 $1,600

$3,200 $3,200
$3,200 $3,200
$2,600

$21,480 $21,480
$4,999,950

$4,500

$30,000

$30,000

$9,600

$16,500

$3,200

$7,000

$3,500

ly
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Replacement Reserves Report

3/9/2026

Uniformat . o e Lifespan . . . Deficienc.y

Code Location Description ID Cost Description (EUL) EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 R-epalr
Estimate

Totals, Unescalated $0 $187,000 $36,100 $0 $332,200 $39,150 $331,232 $125,018 $5,749,718 $226,850 $69,000 $1,116,810 $215,900 $642,180 $286,810 $967,091 $940,348 $101,218 $0 $231,900 $81,060  $11,679,584

Totals, Escalated (3.0% inflation, compounded annually) $0 $192,610 $38,298 $0 $373,894 $45,386 $395,508 $153,756 $7,283,571 $295,988 $92,730 $1,545,926 $307,822 $943,063 $433,826 $1,506,697 $1,508,982 $167,297 $0 $406,638 $146,403  $15,838,395

Wyngate Elementary School / Site

Uniformat CodeLocation DescriptionID Cost Description Lifespan (EUL)EAge RUL Quantity Unit Unit Cost* Subtotal2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044  2045Deficiency Repair Estimate

F1020 Site 10222865 Covered Play Structure, Light Gauge w/ Fabric Top, Replace 20 9 " 280 SF $18.80 $5,264 $5,264 $5,264

G2020 Driveway 10222863 Parking Lots, Pavement, Asphalt, Mill & Overlay 25 21 4 8750 SF $3.50 $30,625 $30,625 $30,625

G2020 Site 10222871 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 1 4 27000 SF $0.45 $12,150 $12,150 $12,150 $12,150 $12,150 $48,600

G2020 Site 10222864 Parking Lots, Pavement, Asphalt, Mill & Overlay 25 9 16 27000 SF $3.50 $94,500 $94,500 $94,500

G2030 Site 10222860 Sidewalk, any pavement type, Sectional Repairs (per Man-Day), Repair 0 -2 2 2 EA $1,000.00 $2,000 $2,000 $2,000

G2030 Site 10222861 Sidewalk, Concrete, Small Areas/Sections, Replace 50 42 8 500 SF $20.00 $10,000 $10,000 $10,000

G2050 Site 10222858 Sports Apparatus, Soccer, Regulation Goal, Replace 20 9 1 4 EA $2,500.00 $10,000 $10,000 $10,000

G2050 Site 10222857 Sports Apparatus, Baseball, Backstop Chain-Link, Replace 20 9 1" 1 EA $5,000.00 $5,000 $5,000 $5,000

G2050 Site 10222872 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace 25 14 1 4 EA $4,750.00 $19,000 $19,000 $19,000

G2050 Site 10222859 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 25 12 13 13600 SF $3.50 $47,600 $47,600 $47,600

G2050 Site 10222866 Play Structure, Multipurpose, Medium, Replace 20 9 " 1 EA  $20,000.00 $20,000 $20,000 $20,000

G2050 Site 10222862 Play Structure, Multipurpose, Small, Replace 20 9 11 1 EA  $10,000.00 $10,000 $10,000 $10,000

G2060 Site 10222870 Picnic Table, Metal Powder-Coated, Replace 20 9 1 5 EA $700.00 $3,500 $3,500 $3,500

G2060 Site 10222868 Fences & Gates, Fence, Chain Link 6', Replace 40 24 16 400 LF $21.00 $8,400 $8,400 $8,400

G2060 Site 10222869 Retaining Wall, Treated Timber, Replace 25 21 4 200 SF $20.00 $4,000 $4,000 $4,000

G4050 Site 10222873 Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, Replace/Install 20 9 1" 10 EA $4,200.00 $42,000 $42,000 $42,000

Totals, Unescalated $0 $0 $2,000 $0 $46,775 $0 $0 $0 $10,000 $12,150 $0 $114,764 $0 $47,600 $12,150 $0 $102,900 $0 $0 $12,150 $0 $360,489

Totals, Escalated (3.0% inflation, compounded annually) $0 $0 $2,122 $0 $52,646 $0 $0 $0 $12,668 $15,853 $0 $158,860 $0 $69,902 $18,378 $0 $165,124 $0 $0 $21,305 $0 $516,858

* Markup has been included in unit costs.



ettt - [For Diseussion Purpeses Omly

WYNGATE ELEMENTARY SCHOOL BUREAU VERITAS PROJECT: 172559.25Ré%0—137.354

Appendix G:

Equipment Inventory List

www.bvna.com | p 800.733.0660



Index ID

D10 Conveying

1 10218724
2 10218668
3 10218719
4 10218678

UFCode

D1010

D1010

D1010

D1010

Component
Description

Elevator Controls

[ELEVATOR 1]

Elevator Controls

[ELEVATOR 2]

Passenger
Elevator
[ELEVATOR 1]

Passenger
Elevator
[ELEVATOR 2]

Attributes

Automatic, 1 Car

Automatic, 1 Car

Hydraulic, 2 Floors

Hydraulic, 2 Floors

Capacity

2500 LB

3000 LB

Building

Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Elevator
machine room

112

Elevator
machine room

112

Manufacturer

Otis

No dataplate

Otis

No dataplate

Model

AAA21241N2

No dataplate

AAA21241K1

No dataplate

Serial

3889717

No dataplate

1709717

No dataplate

Diratti - [Fer Discussion Purpeses Cmly

Dataplate Yr

1997

1997

2014

Barcode

Qty



Index ID

D20 Plumbing

1 10218543
2 10218536
3 10218524
4 10218712
5 10218701

UFCode

D2010

D2010

D2010

D2060

D2060

Component
Description

Water Heater

Backflow
Preventer

Backflow
Preventer

Air Compressor

Supplemental
Components

Attributes

Gas, Commercial (200
MBH)

Domestic Water

Domestic Water

Tank-Style

Compressed Air Dryer,
Process Support

Capacity

100 GAL

1IN

1.5IN

5 HP

100 CFM

Building

Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

114

Boiler Room

Boiler Room

Manufacturer

State Industries,

Inc.

WattStopper

Apollo Valves

Quincy
Compressor

Quincy
Compressor

Model

SBD-100-199NET 118

lllegible

RP4A

MODEL,BMQTS3QCBDT

QHPRS5-10

Diratti - [Fer Discussion Purpeses Cmly

Serial

1812109755202

lllegible

440454

UTY952323

QH510A1151704024

Dataplate Yr

2018

2017

2017

Barcode

Qty



Index ID

D30 HVAC

1 10218551
2 10218677
3 10218554
4 10218679
5 10218665
6 10218672
7 10218606
8 10218547
9 10218592
10 10218691
11 10218723

UFCode

D3020

D3020

D3020

D3020

D3020

D3020

D3020

D3030

D3030

D3030

D3030

Component
Description

Boiler [B-1]

Boiler [B-2]

Boiler [BOILER-1]

Boiler [BOILER-2]

Cabinet Heater

Unit Heater

Boiler
Supplemental
Components

Chiller

Chiller [CHILLER-
1]

Split System

Split System

Attributes

Gas, HVAC

Gas, HVAC

Gas, HVAC

Gas, HVAC

Electric, 3to 4 LF

Electric

Expansion Tank

Air-Cooled

Air-Cooled

Condensing Unit/Heat

Pump

Condensing Unit/Heat

Pump

Capacity

1506 MBH

1506 MBH

1260 MBH

1260 MBH

10 kKW

175 GAL

110 TON

50 TON

10 TON

12.5 TON

Building

Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Boiler Room

Boiler Room

114

114

Throughout
Building

114

114

Roof

Roof

Roof

Roof

Manufacturer

Kewanee

Kewanee

Fulton Pulse

Fulton Pulse

No dataplate

Inaccessible

Taco

Trane

McQuay

Trane

Trane

Model

KW5.0-166- G

KW5.0-166 G

PHW-1400

PHW-1400

No dataplate

Inaccessible

No dataplate

RTAA1104XHO1A3CCBF

AGZ050D4SNN-ER10

TTA120E400AA

TTA150E400AA

Diratti - [Fer Discussion Purpeses Cmly

Serial

21223

21224

NA

NA

No dataplate

Inaccessible

No dataplate

097039795

SINU 120900136

lllegible

10102XPFAD

Dataplate Yr

201

2011

2014

1997

2012

2010

2010

Barcode

Qty



Index

12

13

14

15

16

17

18

19

20

21

22

10218644

10218711

10218578

10218656

10218713

10218667

10218652

10218597

10218664

10218603

10218583

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3050

D3050

D3050

D3050

D3050

Component
Description

Split System

Ductless

Split System
Ductless

Split System
Ductless

Split System
Ductless

Split System
Ductless

Unit Ventilator

Pump

Pump

Pump

Pump

Pump

Attributes

Single Zone

Single Zone

Single Zone

Single Zone

Single Zone

approx/nominal 2 Ton

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

Capacity

1 TON

1 TON

1 TON

.75 TON

1TON

750 CFM

5 HP

5 HP

5 HP

15 HP

15 HP

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Classrooms
General

Boiler Room

Boiler Room

Boiler Room

Boiler Room

Boiler Room

Manufacturer

Mitsubishi Electric

Friedrich

Mitsubishi Electric

Mitsubishi Electric

Friedrich

Taco

Taco

Taco

Taco

Taco

Model

lllegible

MR12Y3C

MUZ-JP12WA

MUY-GEO9NA2

lllegible

llegible

lllegible

SD025025-1A

F12510E4HAH1LOCXB1943D

F12510E4HAH1LOCXB1943D
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Serial

lllegible

lllegible

NA

4003795 T

lllegible

NA

NA

NA

NA

NA

Dataplate Yr

1997

2025

2025

Barcode

Qty

24



Index

23

24

25

26

27

28

29

30

31

32

33

ID

10218683

10218673

10218523

10218568

10218722

10218612

10218655

10218623

10218540

10218721

10218658

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

Component
Description

Pump

Pump [PUMP -4]

Pump [PUMP-1]

Pump [PUMP-2]

Pump [PUMP-3]

Pump [PUMP-7]

Air Handler

Air Handler [AHU-
1]

Air Handler [AHU-
2]

Air Handler [AHU-
3]

Air Handler [AHU-
4]

Attributes

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

Distribution, HVAC
Chilled or Condenser
Water

Distribution, HVAC
Chilled or Condenser
Water

Distribution, HVAC
Heating Water

Distribution, HVAC
Heating Water

Interior AHU,
Easy/Moderate Access

Interior AHU,
Easy/Moderate Access

Interior AHU,
Easy/Moderate Access

Interior AHU,
Easy/Moderate Access

Interior AHU,
Easy/Moderate Access

Capacity

5 HP

5HP

5 HP

5 HP

5 HP

5HP

3000 CFM

3000 CFM

5000 CFM

4000 CFM

4000 CFM

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Boiler Room

114

114

114

114

Boiler Room

Penthouse

Penthouse

Penthouse

Penthouse

Penthouse

Manufacturer

Taco

No dataplate

Taco

Taco

No dataplate

No dataplate

No dataplate

Trane

Trane

Trane

No dataplate

Model

SD040030-1A 4/97

No dataplate

F12009E2EAJ2L0A

lllegible

No dataplate

No dataplate

No dataplate

MCCAO06MAGOAOB

CSAA010UABOO

CSAAQO08UABOO

No dataplate

Serial

NA

No dataplate

NA

lllegible

No dataplate

No dataplate

No dataplate

K97B19188

K10E49101

K10EA9114

No dataplate

Diratti - [Fer Discussion Purpeses Cmly

Dataplate Yr

1997

2014

2012

2012

2014

2010

1997

2010

2010

Barcode

Qty



Index

34

35

36

37

38

39

40

41

42

43

44

10218633

10218590

10218709

10218519

10218512

10218660

10218647

10218689

10218714

10218609

10218725

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

Component
Description

Fan Coil Unit

Fan Coil Unit

Fan Coil Unit
[FCU-1]

Fan Coil Unit
[FCU-10]

Fan Coil Unit
[FCU-11]

Fan Coil Unit
[FCU-13]

Fan Coil Unit
[FCU-14]

Fan Coil Unit
[FCU-15]

Fan Coil Unit
[FCU-18]

Fan Coil Unit
[FCU-19]

Fan Coil Unit
[FCU-2]

Attributes

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Capacity

1000 CFM

800 CFM

1000 CFM

600 CFM

1000 CFM

1000 CFM

1000 CFM

1000 CFM

1000 CFM

1000 CFM

1000 CFM

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

207

114

128

104

104

218

213

207

206

206

123

Manufacturer

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Environmental
Corporation

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

Model

VBA1000209126

VBA0800209117

VBA1000209126

VBA0600209107

VBA1000209138

VBA1000209126

VBA 1000209136

VBA 1000209136

VBA 1000209136

VBA1000209126

VBA1000209136,

Serial

814211-40-6

814211-30-1

814211-40-1

814211-20-1

814211-60-1

814211-40-5

814211-50-5

814211-50-6

814211-50-7

814211-40-7

814211-50-1
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Dataplate Yr

2014

2014

2014

2014

2014

2014

2014

2014

2014

2014

2014

Barcode

Qty



Index

45

46

47

48

49

50

51

52

53

54

55

10218594

10218698

10218535

10218607

10218522

10218593

10218527

10218538

10218707

10218550

10218565

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3060

Component
Description

Fan Coil Unit

[FCU-20]

Fan Coil Unit
[FCU-21]

Fan Coil Unit
[FCU-3]

Fan Coil Unit
[FCU-4]

Fan Coil Unit
[FCU-5]

Fan Coil Unit
[FCU-6]

Fan Coil Unit
[FCU-7]

Fan Coil Unit
[FCU-8]

Packaged Unit

Packaged Unit
[RTU #2]

Exhaust Fan

Attributes

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

Hydronic Terminal

RTU, Pad or Roof-
Mounted

RTU, Pad or Roof-
Mounted

Roof or Wall-Mounted,

10" Damper

Capacity

1000 CFM

1000 CFM

1000 CFM

1000 CFM

1000 CFM

1000 CFM

1000 CFM

1000 CFM

5TON

3 TON

500 CFM

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

212

212

117

117

116

116

122

122

Roof

Roof

Roof

Manufacturer
International

Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

International
Enviromental Corp.

Trane

American Standard
Inc.

No dataplate

Model

VBA1000209136

VBA1000209126

VBA1000209136

VBA1000209126

VBA1000209136

VBA1000209126

VBA 1000209136

VBA1000209126

TCC060F400BB

No dataplate

No dataplate

Serial

814211-50-8

814211-40-8

814211-50-2

814211-40-2

814211-50-3

814211-40-3

814211-50-4

814211-40-4

MO063L262H

No dataplate

No dataplate
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Dataplate Yr

2014

2014

2014

2014

2014

2014

2014

2014

1997

Barcode

Qty



Index

56

57

58

59

60

61

62

63

64

65

66

10218580

10218533

10218669

10218529

10218510

10218629

10218526

10218670

10218615

10218645

10218616

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Attributes

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
12" Damper

Capacity

500 CFM

500 CFM

500 CFM

500 CFM

500 CFM

500 CFM

500 CFM

500 CFM

500 CFM

500 CFM

1000 CFM

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Cook

Cook

Cook

Cook

Cook

Cook

No dataplate

Cook

Cook

Cook

Cook

Model

lllegible

No dataplate

No dataplate

34554603320000222010397

No dataplate

No dataplate

No dataplate

lllegible

lllegible

34554603320000070007030397

2010820000020
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Serial

lllegible

No dataplate

No dataplate

NA

Inaccessible

No dataplate

No dataplate

lllegible

lllegible

NA

NA

Dataplate Yr

Barcode

Qty



Index

67

68

69

70

71

72

73

74

75

76

77

10218546

10218557

10218671

10218692

10218635

10218685

10218646

10218649

10218572

10218716

10218548

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan [EF-
49]

Exhaust Fan [F-1]

Exhaust Fan [F-
10]

Exhaust Fan [F-
14]

Exhaust Fan [F-
15]

Attributes

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
16" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Capacity

1000 CFM

1000 CFM

1000 CFM

1000 CFM

1000 CFM

2000 CFM

800 CFM

1000 CFM

500 CFM

500 CFM

500 CFM

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

No dataplate

No dataplate

Cook

Cook

No dataplate

Cook

Cook

Cook

Cook

Cook

Cook

Model

No dataplate

No dataplate

34554603320000028020397.

No dataplate

No dataplate

lllegible

120 ACE 1200150

lllegible

34554603322000018010397

lllegible

34554603320000058010397
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Serial

No dataplate

No dataplate

NA

No dataplate

No dataplate

lllegible

Dataplate Yr

143SD21364-007000070 2010

lllegible

NA

lllegible

NA

Barcode

Qty



Index

78

79

80

81

82

83

84

85

86

87

88

10218556

10218610

10218586

10218700

10218599

10218585

10218611

10218626

10218659

10218704

10218613

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan [F-
16]

Exhaust Fan [F-
17]

Exhaust Fan [F-
18]

Exhaust Fan [F-
19]

Exhaust Fan [F-2]

Exhaust Fan [F-
20]

Exhaust Fan [F-
21]

Exhaust Fan [F-
22]

Exhaust Fan [F-
23]

Exhaust Fan [F-
24]

Exhaust Fan [F-
26]

Attributes

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
12" Damper

Capacity

1000 CFM

500 CFM

500 CFM

500 CFM

1000 CFM

500 CFM

1000 CFM

1000 CFM

500 CFM

500 CFM

1000 CFM

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Cook

Cook

Cook

Cook

Cook

Cook

Cook

Cook

Cook

Cook

Cook

Model

345SA603320066G68010397

340240000 135C3B

lllegible

34554603320000089010397

lllegible

Z6201069139908220975512

3458460332000011901:0397

34594603320000129016397

lllegible

lllegible

34554603320000159010397

Diratti - [Fer Discussion Purpeses Cmly

Serial

NA

NA

lllegible

NA

lllegible

NA

NA

NA

lllegible

lllegible

NA

Dataplate Yr

Barcode

Qty



Index

89

90

91

92

93

94

95

96

97

98

99

10218640

10218666

10218641

10218532

10218525

10218544

10218566

10218676

10218642

10218662

10218534

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan [F-
27]

Exhaust Fan [F-
28]

Exhaust Fan [F-3]

Exhaust Fan [F-
30]

Exhaust Fan [F-
31]

Exhaust Fan [F-
33]

Exhaust Fan [F-
34]

Exhaust Fan [F-
41]

Exhaust Fan [F-
43]

Exhaust Fan [F-
44]

Exhaust Fan [F-
48]

Attributes

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
12" Damper

Roof or Wall-Mounted,
16" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Roof or Wall-Mounted,
10" Damper

Capacity

1000 CFM

500 CFM

500 CFM

1000 CFM

500 CFM

500 CFM

2000 CFM

500 CFM

500 CFM

500 CFM

500 CFM

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Cook

No dataplate

Cook

Cook

Cook

Cook

Cook

Cook

Cook

Cook

Cook

Model

34554603320000129020397.

lllegible

4554603320000120018

345546033200001 90010397

345546054200000 0000 97

lllegible

3455603320000210010397

34554 603320000149030307

3455460332000024202039

lllegible

34554603320000222020397
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Serial

N/A

lllegible

NA

NA

NA

lllegible

NA

NA

NA

lllegible

NA

Dataplate Yr

Barcode

Qty
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
Wyngate
, Elementary
100 10218695 D3060 Exhaust Fan [RF3] Centrifugal, 24" Damper 3400 CFM School / Main Penthouse Cook 210 CTC 210IC CL1 210 CTC 01//00024 01 2010

Building
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D40 Fire Protection
Wyngate
Backflow , , Elementary ,
1 10218579 D4010 Fire Suppression 6 IN , Boiler room Ames 2000 SS 231100J
Preventer School / Main

Building



Index ID

D50 Electrical

1 10218682
2 10218699
3 10218718
4 10218541
5 10218720
6 10218584
7 10218514
8 10218690
9 10218520
10 10218511
11 10218680

UFCode

D5010

D5010

D5010

D5020

D5020

D5020

D5020

D5020

D5020

D5020

D5020

Component
Description

Generator

Automatic
Transfer Switch

Automatic
Transfer Switch

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Attributes

Gas or Gasoline

ATS

ATS

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Capacity

80 KW

200 AMP

200 AMP

75 KVA

15 KVA

45 KVA

75 KVA

75 KVA

30 KVA

75 KVA

750 KVA

Building

Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Building Exterior

114

114

Penthouse

106

106

Electrical Room

1st floor
Electrical Room

114

1st floor
Electrical Room

1st floor
Electrical Room

Manufacturer

Kohler

Kohler

Kohler

Siemens

Eaton

Eaton

Eaton

Siemens

Inaccessible

Siemens

Siemens

Model

80REZGD

No dataplate

No dataplate

3F3Y075FC

V48M28F15CUEE

N48M28B45CUEE

V48M28B75CUEE

3F3Y075FC

Inaccessible

3F3Y075FC

3F 3Y075FC

Serial

SGM322HKB

No dataplate

No dataplate

NA

J12F01407

J12F0 1039

J12F01328

NA

Inaccessible

NA

NA
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Dataplate Yr Barcode Qty

2012

2012

2012

2012



Index

12

13

14

15

16

17

18

19

20

10218595

10218587

10218634

10218605

10218516

10218537

10218697

10218681

10218555

UFCode

D5020

D5020

D5020

D5020

D5020

D5020

D5030

D5030

D5040

Component
Description

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Secondary
Transformer

Switchboard

Distribution Panel

Variable

Frequency Drive

Variable

Frequency Drive

High Intensity

Discharge (HID)

Fixtures

Attributes

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

Dry, Stepdown

277/480 V

277/480 V

VED, by HP of Motor

VFD, by HP of Motor

Metal Halide,

Gymnasium Lighting,
400 W

Capacity

75 KVA

75 KVA

30 KVA

15 KVA

1600 AMP

400 AMP

5 HP

10 HP

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

1st floor
Electrical Room

Electrical Room

114

114

Electrical Room

106

114

114

Gymnasium

Manufacturer

Siemens

Siemens

Inaccessible

Inaccessible

Siemens

Eaton

S flex

ABB

Model

lllegible

3F3Y075FC

Inaccessible

Inaccessible

BB3

8805C34G02

No dataplate

ACH550-VDR-0154-4

Serial

NA

NA

Inaccessible

Inaccessible

17-49283-F10

NA

No dataplate

2123304530
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Dataplate Yr Barcode Qty
1997
2012

16
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D70 Electronic Safety & Security
Wyngate
. Elementary i
1 10218693 D7050 Fire Alarm Panel Fully Addressable School / Main Electrical Room No dataplate No dataplate No dataplate

Building



Index

ID

E10 Equipment

10

11

10218621

10218627

10218582

10218708

10218581

10218710

10218559

10218577

10218620

10218674

10218706

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1030

Component
Description

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Attributes Capacity

Commercial Kitchen, 1-
Bowl

Commercial Kitchen, 3-
Bowl

Convection Oven,
Double

Dairy Cooler/Wells

Food Puree

Food Puree

Refrigerator, 1-Door
Reach-In

Trash Compactor, 600
LB

Walk-In, Condenser for
Refigerator/Freezer

Walk-In, Condenser for
Refigerator/Freezer

Walk-In, Evaporator for
Refigerator/Freezer

Building

Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Trash room

Kitchen

Roof

Kitchen

Manufacturer

Blodgett

Continental
Refrigerator

Colorpoint

Colorpoint

Beverage-Air
Corporation

Inaccessible

Trenton

No dataplate

BOHN

Model

No dataplate

MCS-SS-S

K60-CFT

KCH2M-CPA

PRZ4-1A5

Inaccessible

lllegible

No dataplate

Inaccessible
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Serial

No dataplate

157B3575

B97C0255

B97B0256

NA

Inaccessible

259249968

No dataplate

Inaccessible

Dataplate Yr

Barcode

Qty



Index

12

13

14

15

16

10218717

10218598

10218570

10218564

10218657

UFCode

E1030

E1030

E1030

E1040

E1040

Component
Description

Foodservice

Equipment

Foodservice
Equipment

Foodservice
Equipment

Ceramics
Equipment

Ceramics
Equipment

Attributes Capacity

Walk-In, Evaporator for
Refigerator/Freezer

Walk-In, Freezer

Walk-In, Refrigerator

Kiln

Kiln

Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building
Wyngate
Elementary
School / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Art classroom

Art classroom

Manufacturer Model
BOHN Inaccessible
No dataplate No dataplate

Paragon industries TNF823

Paragon industries TNF823
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Serial

Inaccessible

No dataplate

450090

450089

Dataplate Yr

Barcode

Qty





