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Site Plan

LIScinsky SEVICES
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Project Number Site Name

172559.25R000-160.354 Rosa M. Parks Middle School

On-Site Date
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BV FACILITY CONDITION ASSESSMENT: PRE-SURVEY QUESTIONNAIRE

Building / Facility Name: Rosa M. Parks Middle School

Name of person completing form:  Reyna Martinez

Title / Association w/ property: ~ BSM

Length of time associated w/ property: 2 years

Date Completed: ~ 2/18/2026

Phone Number:  240-413-1809

Method of Completion:  DURING - verbally completed during assessment

Directions: Please answer all questions to the best of your knowledge and in good faith. Please provide additional details in the
Comments column, or backup documentation for any Yes responses.

Data Overview Response

Constructed Renovated

1 | Year(s) constructed
1992

2 | Building size in SF 137,469 SF

Year Additional Detail

Facade

Roof

Interiors

3 | Major Renovation/Rehabilitation
HVAC

Electrical

Site Pavement

Accessibility

. N . Generator - 2024
List other significant capital

4 | improvements (focus on recent years;
provide approximate date).

List any major capital expenditures
5 | planned/requested for the next few
years. Have they been budgeted?

HVAC system
Describe any on-going extremely

6 problematic, historically chronic, or
immediate facility needs.
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Mark the column corresponding to the appropriate response. Please provide additional details in the Comments column, or backup
documentation for any Yes responses. (NA indicates "Not Applicable", Unk indicates "Unknown")

Question

Yes

No

Response

Unk

NA

Comments

Are there any problems with
foundations or structures, like
excessive settlement?

X

Are there any wall, window,
basement or roof leaks?

Has any part of the facility ever
contained visible suspect mold
growth, or have there been any
indoor air quality complaints?

10

Are your elevators unreliable, with
frequent service calls?

11

Are there any plumbing leaks, water
pressure, or clogging/backup issues?

Plumbing leak history, no active

12

Have there been any leaks or
pressure problems with natural gas,
HVAC piping, or steam service?

13

Are any areas of the facility
inadequately heated, cooled or
ventilated? Poorly insulated areas?

HVAC system outdated

14

Is the electrical service outdated,
undersized, or problematic?

Outdated

15

Are there any problems or
inadequacies with exterior lighting?

16

Is site/parking drainage inadequate,
with excessive ponding or other
problems?

17

Are there any other unresolved
construction defects or significant
issues/hazards at the property that
have not yet been identified above?

18

ADA: Has an accessibility study been
previously performed? If so, when?

19

ADA: Have any ADA improvements
been made to the property since
original construction? Describe.

20

ADA: Has building management
reported any accessibility-based
complaints or litigation?

21

Are any areas of the property leased
to outside occupants?

Signature of Assessor

Signature of POC
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Visual Checklist - 2010 ADA Standards for Accessible Design

Property Name: Rosa M. Parks Middle School

BV Project Number:  172559.25R000-160.354

Abbreviated Accessibility Checklist

Facility History & Interview

Question Yes No Unk Comments

Has an accessibility study been previously x
performed? If so, when?

Have any ADA improvements been made to

2 | the property since original construction? X
Describe.
3 Has building management reported any X

accessibility-based complaints or litigation?
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Abbreviated Accessibility Checklist

Parking

a2

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?
Are accessible spaces on the shortest

3 |accessible route to an accessible building x

entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE RAMP CURB CUT

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

AUTOMATIC DOOR OPENER

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?

2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?

3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR RAMP

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

it oy B
e s

o

IN-CAB CONTROLS

LOBBY LOOKING AT CAB

Question Yes No NA Comments
1 Are hallway call buttons configured with the x
“UP” button above the “DOWN” button?

Is accessible floor identification signage
2 | present on the hoistway sidewalls on each x
level ?

Do the elevators have audible and visual
3 | arrival indicators at the lobby and hallway x
entrances?

Do the elevator hoistway and car interior
4 |appear to have a minimum compliant clear x
floor area ?

Do the elevator car doors have automatic re-

5 | opening devices to prevent closure on x
obstructions?

6 Do elevator car control buttons appear to be x
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

OSSR
SR

%%
5%,
COOSXRS 4
950% % 2

TOILET STALL OVERVIEW

Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x
have a minimum compliant floor area ?

Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?

3 Does the lavatory faucet have compliant x
handles ?

4 Is the plumbing piping under lavatories x
configured to protect against contact ?

5 Are grab bars provided at compliant locations x
around the toilet ?

6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?




[Draifs - [For Discussion [Purpeses Ol
ROSA M. PARKS MIDDLE SCHOOL BUREAU VERITAS PROJECT: 172559.25R000-160.354

Appendix E:

Component Condition Report

www.bvna.com | p 800.733.0660

182
BUREAU
VERITAS



Component Condition Report | Rosa M. Parks Middle School / Main Building

UF L3 Code Location

Structure
A1010
B1010
B1080
B1080
Facade
B2010
B2020
B2050
B2050
B2050
Roofing
B3010
B3060
Interiors
C1030
C1030
C1030
C1070
C1090
C1090
C2010
C2010
C2030

Throughout Building
Throughout Building
Building Exterior

Stairwells

Building Exterior
Building Exterior
Building Exterior
Building Exterior

Building Exterior

Roof
Roof

Throughout Building
Throughout Building
Front Entrance
Throughout Building
Throughout Building
Restrooms
Restrooms
Throughout Building
Weight Room

Condition Component/Attributes/Capacity

Fair
Fair
Fair

Fair

Fair
Fair
Fair
Fair

Fair

Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Foundation System, Concrete Strip/Pad Footings w/ Slab, 1-2 Story Building, 1-2 Story Building
Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building, 1-2 Story Building

Stairs, Concrete, Exterior

Stairs, Metal or Pan-Filled, Interior

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Glazing, any type by SF

Exterior Door, Aluminum-Framed & Glazed, Standard Swing
Exterior Door, Steel, Commercial

Overhead/Dock Door, Steel, 12'x12' (144 SF)

Roofing, Built-Up
Roof Skylight, per SF of glazing

Interior Door, Wood, Solid-Core

Interior Door, Steel, Standard

Interior Door, Aluminum-Framed & Glazed, Standard Swing
Suspended Ceilings, Acoustical Tile (ACT)

Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H

Toilet Partitions, Plastic/Laminate

Wall Finishes, Ceramic Tile

Wall Finishes, any surface, Prep & Paint

Flooring, Rubber Tile
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Quantity

137,469
137,469
120
1,600

41,825
4,800
2

36

1

94,300
1,750

85

20

2
103,100
600

30
4,500
137,469
1,403

SF
SF
SF
SF

SF
SF

SF
SF

SF
LF

SF
SF
SF

RUL

42
42
26
17

11

11

21
16

21
21

13
11

ID



Component Condition Report | Rosa M. Parks Middle School / Main Building

UF L3 Code Location

C2030
C2030
C2030
C2030
C2030
C2030

Conveying

D1010
D1010
D1010
Plumbing
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010

Gymnasium

Kitchen

Throughout Building
Throughout Building
Restrooms

Gymnasium

Rosa M. Parks Middle School

Elevator Room

Elevator Room

Boiler Room
Restrooms
Restrooms
Throughout Building
Throughout Building
Boiler Room

Janitor closets
Throughout Building
Boiler Room
Science rooms
Throughout Building
Restrooms

Restrooms

Science room - C204

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair

Fair

Fair
Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Flooring, Maple Sports Floor, Refinish
Flooring, Quarry Tile

Flooring, Vinyl Tile (VCT)

Flooring, Carpet, Commercial Standard
Flooring, Ceramic Tile

Flooring, Maple Sports Floor

Elevator Cab Finishes, Standard
Elevator Controls, Automatic, 1 Car, 3000

Passenger Elevator, Hydraulic, 2 Floors, 3000 LB, Renovate

Water Heater, Gas, Commercial (400 MBH), 100 GAL [HW#2]
Toilet, Commercial Water Closet

Urinal, Standard

Drinking Fountain, Wall-Mounted, Single-Level

Sink/Lavatory, Vanity Top, Stainless Steel

Water Heater, Gas, Commercial (400 MBH), 100 GAL [HW#1]
Sink/Lavatory, Service Sink, Wall-Hung

Drinking Fountain, Wall-Mounted, Single-Level

Storage Tank, Domestic Water, 500 GAL

Emergency Plumbing Fixtures, Shower Station

Plumbing System, Supply & Sanitary, High Density (excludes fixtures)
Sink/Lavatory, Wall-Hung, Enameled Steel

Shower, Ceramic Tile

Emergency Plumbing Fixtures, Eye Wash
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Quantity
5,500
4,500

102,000
7,500
8,500
5,500

42
10

11

(o) \C T S

137,469
37

16

6

SF
SF
SF
SF
SF
SF

SF

RUL ID

16
16

16

11

16
16
11
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Component Condition Report | Rosa M. Parks Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D2060 Boiler Room Fair Air Compressor, Tank-Style, 5 HP 1 4
HVAC

D3020 Boiler Room Fair Boiler, Gas, HVAC, 5235 MBH [B-2] 1 3
D3020 Boiler Room Fair Unit Heater, Natural Gas, 175 MBH [UH-2] 1 4
D3020 Boiler Room Fair Boiler, Gas, HVAC, 5235 MBH [B-1] 1 3
D3020 Boiler Room Fair Boiler Supplemental Components, Shot Feed Tank 1 3
D3020 Boiler Room Fair Boiler Supplemental Components, Chemical Feed System 1 3
D3020 Boiler Room Fair Unit Heater, Natural Gas, 175 MBH [UH-1] 1 4
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3 TON 1 3
D3030 Boiler Room Fair Chiller, Water-Cooled, 121 TON [C-2] 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 2 TON [CU-2] 1 3
D3030 Throughout Building Fair Unit Ventilator, approx/nominal 3 Ton 57 6
D3030 Boiler Room Fair Chiller, Water-Cooled, 121 TON [C-1] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, Condenser & Evaporator, 3 TON 1 4
D3030 Building Exterior Fair Cooling Tower, (Typical) Open Circuit, 255 TON [CR-1] 1 4
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 2 TON [CU-3] 1 3
D3030 Roof Fair Split System Ductless, Single Zone, 3 TON 1 4
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 20 HP [P-5] 1 3
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 20 HP [P-3] 1 3
D3050 Roof Fair Make-Up Air Unit, MUA or MAU, 6000 CFM [HV-2] 1 3
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 6 TON 1 3
D3050 Roof Fair Make-Up Air Unit, MUA or MAU, 6000 CFM [HV-1] 1 3
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 30 TON [RTU-4] 1 3
D3050 Throughout Building Fair Fan Coil Unit, Hydronic Terminal 4 4
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 10 TON [RTU-9] 1 3
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Component Condition Report | Rosa M. Parks Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 15 TON [RTU-1] 1 14
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 10 TON [RTU-8] 1 3
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 20 HP [P-6] 1 3
D3050 Roof Fair Air Handler, Exterior AHU, 10000 CFM [AHU-1] 1 4
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 40 TON [RTU-6] 1 3
D3050 Roof Fair Make-Up Air Unit, MUA or MAU, 6000 CFM [MU-1] 1 4
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 20 HP [P-4] 1 3
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 20 HP [P-2] 1 3
D3050 Throughout Building Fair HVAC System, Hydronic Piping, 2-Pipe 137,469 SF 7
D3050 Throughout Building Fair HVAC System, Ductwork, High Density 137,469 SF 6
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 15 TON [RTU-5] 1 3
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 20 HP [P-1] 1 3
D3060 Kitchen Fair Supplemental Components, Air Curtain, 5' Wide Heated 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 42" Damper, 20000 CFM [EF-14 GYM] 1 11
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper [EF-16] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 36"Damper, 15000 CFM [EF-28] 1 6
D3060 Boiler Room Fair Exhaust Fan, Propeller, 0.75 HP Motor, 7500 CFM [EF-12] 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM [EF-9] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM [EF-8] 1 5
D3060 Restrooms Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM [EF-3] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 1200 CFM [EF-10] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM [EF-33] 1 6
D3060 Restrooms Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [EF-2] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 42" Damper, 20000 CFM [EF-13 GYM] 1 11

(o))

D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 36"Damper, 15000 CFM [EF-29] 1
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Component Condition Report | Rosa M. Parks Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 36"Damper, 5000 CFM [EF-30] 1 6
D3060 Kitchen Fair Supplemental Components, Air Curtain, 5' Wide Heated 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM [EF-17] 1 6
D3060 Kitchen Fair Supplemental Components, Air Curtain, 5' Wide Heated 1 11
D3060 Restrooms Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM [EF-1] 1 6
D3060 Roof Fair Exhaust Fan, Centrifugal, 16 to 20 HP Motor, 75000 CFM [EF-6] 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM [EF-31] 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM [EF-18] 1 6
D3060 Boiler Room Fair Exhaust Fan, Propeller, 0.75 HP Motor, 7500 CFM [EF-11] 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1400 CFM 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 1200 CFM [EF-15] 1 6

Fire Protection

D4010 Boiler Room Fair Backflow Preventer, Fire Suppression, 8 IN 1 4
D4010 Throughout Building Fair Fire Suppression System, Full System Install/Retrofit, High Density/Complexity, Renovate 137,469 SF 7
D4010 Kitchen Fair Fire Suppression System, Commercial Kitchen, per LF of Hood 12 LF 4
Electrical

D5010 Roof Fair Solar Power, Inverter, 7500 WATTS 1 7
D5010 Roof Fair Solar Power, Inverter, 7500 WATTS 1 7
D5010 Roof Fair Solar Power, Inverter, 7500 WATTS 1 7
D5010 Roof Good Solar Power, Photovoltaic (PV) Panels by SF 17,500 SF 17
D5010 Roof Fair Solar Power, Inverter, 7500 WATTS [#9] 1 9
D5010 Roof Fair Solar Power, Inverter, 7500 WATTS [#10] 1 9
D5010 Main Electrical Room Fair Automatic Transfer Switch, ATS, 200 AMP [ATS-1] 1 13

D5010 Building Exterior Good Generator, Gas or Gasoline, 180 KW 1 24
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Component Condition Report | Rosa M. Parks Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D5010 Main Electrical Room Fair Automatic Transfer Switch, ATS, 200 AMP [ATS-2] 1 13
D5010 Roof Fair Solar Power, Inverter, 7500 WATTS 1 7
D5010 Roof Fair Solar Power, Inverter, 7500 WATTS [#11] 1 9
D5010 Roof Fair Solar Power, Inverter, 7500 KW 1 7
D5020 Gymnasium Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 4
D5020 Electrical Room - 1C1 Fair Secondary Transformer, Dry, Stepdown, 15 KVA 1 5
D5020 Electrical Room - E1B1 Fair Distribution Panel, 120/208 V, 400 AMP 1 5
D5020 Electrical Room - 1C1 Fair Secondary Transformer, Dry, Stepdown, 400 KVA 1 5
D5020 Electrical Room - 1C1 Fair Distribution Panel, 120/208 V, 400 AMP 1 5
D5020 Electrical Room - 2nd floor Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 5
D5020 Electrical Room - E1A-2 Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 5
D5020 Main Electrical Room Fair Switchboard, 277/480 V, 4000 AMP 1 7
D5020 Electrical Room - 2nd floor Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 5
D5020 Electrical Room - E1B1 Fair Secondary Transformer, Dry, Stepdown, 112.5 KVA 1 5
D5020 Boiler Room Fair Motor Control Center, w/ Main Breaker, 800 AMP 1 3
D5020 Main Electrical Room Fair Secondary Transformer, Dry, Stepdown, 150 KVA 1 5
D5020 Boiler Room Fair Secondary Transformer, Dry, Stepdown, 45 KVA [TERZ2] 1 29
D5020 Main Electrical Room Fair Secondary Transformer, Dry, Stepdown, 15 KVA 1 5
D5020 Electrical Room - 1C1 Fair Secondary Transformer, Dry, Stepdown, 225 KVA 1 5
D5020 Electrical Room - 1C1 Fair Distribution Panel, 277/480 V, 400 AMP 1 5
D5020 Electrical Room - E1B1 Fair Distribution Panel, 277/480 V, 400 AMP [PANEL D] 1 5
D5020 Electrical Room - E1B1 Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 5
D5020 Main Electrical Room Fair Distribution Panel, 277/480 V, 600 AMP 1 5
D5030 Throughout Building Fair Electrical System, Wiring & Switches, High Density/Complexity 137,469 SF 7

D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 137,469 SF 11
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Component Condition Report | Rosa M. Parks Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Fire Alarm & Electronic Systems

D6020 Throughout Building Fair Low Voltage System, Phone & Data Lines 137,469 SF 11

D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 137,469 SF 7

D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 137,469 SF 9

D7050 Building service office Fair Fire Alarm Panel, Fully Addressable 1 4

D7050 Vestibule Fair Fire Alarm Panel, Annunciator 1 9

D7050 Throughout Building Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 137,469 SF 5

D8010 Throughout Building Fair BAS/HVAC Controls, Extensive/Robust BMS or Smart Building System, Upgrade/Install 137,469 SF 3

Equipment & Furnishings

E1030 Kitchen Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1 4
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 3
E1030 Kitchen Fair Foodservice Equipment, Exhaust Hood, 8 to 10 LF 1 7
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Refrigerator 1 6
E1030 Kitchen Fair Foodservice Equipment, Range, 2-Burner 1 4
E1030 Kitchen Fair Foodservice Equipment, Convection Oven, Double 1 6
E1030 Kitchen Fair Foodservice Equipment, Icemaker, Freestanding 1 9
E1030 Kitchen Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1 8
E1030 Kitchen Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1 5
E1030 Kitchen Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1 5
E1030 Kitchen Fair Foodservice Equipment, Freezer, Chest 1 6
E1030 Kitchen Fair Foodservice Equipment, Freezer, Chest 1 6
E1030 Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1 5
E1030 Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1 5
E1030 Kitchen Fair Foodservice Equipment, Exhaust Hood, 3 to 6 LF 1 5
E1030 Kitchen Fair Foodservice Equipment, Steam Kettle 1 16
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