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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE RAMP ACCESSIBLE PATH

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?




[Draifs - [For Discussion [Purpeses Ol

Abbreviated Accessibility Checklist

Building Entrances
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MAIN ENTRANCE AUTOMATIC DOOR OPENER

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?
2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?
3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR RAMP DOOR HARDWARE

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

LOBBY LOOKING AT CAB

IN-CAB CONTROLS

Question

Yes

No

NA

Comments

Are hallway call buttons configured with the
“UP” button above the “DOWN” button?

Is accessible floor identification signage
present on the hoistway sidewalls on each
level ?

Do the elevators have audible and visual
arrival indicators at the lobby and hallway
entrances?

Do the elevator hoistway and car interior
appear to have a minimum compliant clear
floor area ?

Do the elevator car doors have automatic re-
opening devices to prevent closure on
obstructions?

Do elevator car control buttons appear to be
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES
Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x

have a minimum compliant floor area ?

Does the lavatory appear to be mounted at a
2 | compliant height and with compliant knee x

area ?
3 Does the lavatory faucet have compliant x

handles ?
4 Is the plumbing piping under lavatories x

configured to protect against contact ?
5 Are grab bars provided at compliant locations x

around the toilet ?
6 Do toilet stall doors appear to provide the x

minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Component Condition Report | Julius West Middle School / Main Building

UF L3 Code Location

Structure
A4010
B1010
Facade
B2010
B2020
B2050
B2050
Roofing
B3010
B3010
B3060
B3080
Interiors
C1010
C1030
C1030
C1070
C1090
C1090
C2010
C2010
C2010
C2030

Substructure

Superstructure

Building Exterior
Building Exterior
Building Exterior

Building Exterior

Roof
Roof above Auxiliary Gymnasium
Roof

Building Exterior

Gymnasium
Throughout Building
Throughout Building
Throughout Building
Restrooms
Throughout Building
Gymnasium
Throughout Building
Restrooms

Secondary Gymnasium

Condition Component/Attributes/Capacity

Good
Good

Fair
Fair
Fair

Fair

Fair
Poor
Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Foundation, Concrete Slab-on-Grade, w/ Integral Perimeter Footings

Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain

Glazing, any type by SF
Exterior Door, Steel, Commercial

Overhead/Dock Door, Steel, 12'x12' (144 SF)

Roofing, Modified Bitumen
Roofing, Modified Bitumen

Roof Skylight, per unit, up to 20 SF
Soffit/Fascia, Metal

Movable Partition, Gym Divider, Basic/Manual

Interior Door, Wood, Solid-Core

Interior Door, Steel, Standard

Suspended Ceilings, Acoustical Tile (ACT)

Toilet Partitions, Plastic/Laminate

Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H
Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Wall Finishes, any surface, Prep & Paint

Wall Finishes, Ceramic Tile

Flooring, Vinyl Sheeting
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Quantity

101,700
1,700

36,100
6,400
32

1

101,700
600

2

1,700

1,000
215

79
133,700
40

1

1,200
245,400
43,800
3,000

SF
SF

SF
SF

SF
SF

SF

SF

SF

LF
SF
SF
SF
SF

RUL

15
15

12
16
22
11

15
15

26
28

10

16
10

ID



Component Condition Report | Julius West Middle School / Main Building

UF L3 Code Location

C2030
C2030
C2030
C2030
C2030
C2030
C2030
C2050
C2050

Conveying

D1010
D1010
D1010
D1010
D1010
Plumbing
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010

Media Center
Throughout Building
Throughout Building
Restrooms
Gymnasium

Kitchen

Roof

Throughout Building

Gymnasium

123G

07

Elevator Shafts/Utility
Elevator Shafts/Utility
Elevator Shafts/Utility

05 Old Boiler Room
Throughout Building
Throughout Building
15

Throughout Building
Throughout Building
Throughout Building
Utility Rooms/Areas

Restrooms

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Good
Fair
Poor
Fair

Fair

Fair
Fair
Fair
Fair

Fair

Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Flooring, Carpet, Commercial Standard
Flooring, Vinyl Tile (VCT)

Flooring, Terrazzo

Flooring, Ceramic Tile

Flooring, Wood, Sports, Refinish

Flooring, Quarry Tile

Flooring, Concrete, Repair

Ceiling Finishes, any flat surface, Prep & Paint

Ceiling Finishes, exposed irregular elements, Prep & Paint

Passenger Elevator, Hydraulic, 2 Floors, 2500 LB, Renovate
Passenger Elevator, Hydraulic, 2 Floors, 2500 LB, Renovate
Elevator Cab Finishes, Economy
Elevator Cab Finishes, Economy

Elevator Controls, Automatic, 1 Car

Water Heater, Gas, Commercial (125 MBH), 81 GAL

Sink/Lavatory, Vanity Top, Stainless Steel

Plumbing System, Supply & Sanitary, Low Density (excludes fixtures)

Backflow Preventer, Domestic Water, 1 IN
Drinking Fountain, Wall-Mounted, Bi-Level
Drinking Fountain, Wall-Mounted, Single-Level
Drinking Fountain, Wall-Mounted, Single-Level
Sink/Lavatory, Service Sink, Floor

Toilet, Commercial Water Closet
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Quantity
3,000
126,100
27,400
14,600
6,000
2,000

500
24,700
6,000

1
28
182,617
1

1

1

11

1

40

SF
SF
SF
SF
SF
SF
SF
SF
SF

SF

RUL
6
4
15
15
8
21

19
12
30
18

15
16

ID
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Component Condition Report | Julius West Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D2010 Lab Classroom Fair Emergency Plumbing Fixtures, Eye Wash & Shower Station 2 12
D2010 Restrooms Fair Sink/Lavatory, Wall-Hung 34 17
D2010 05 Old Boiler Room Fair Water Heater, Gas, Commercial (200 MBH), 80 GAL 1 9
D2010 Restrooms Fair Urinal, Standard 19 17
D2060 05 Old Boiler Room Poor Air Compressor, Tank-Style, 5 HP 1 2
D2060 05 Old Boiler Room Fair Supplemental Components, Compressed Air Dryer, Process Support, 100 CFM 1 8
HVAC

D3020 05 Old Boiler Room Fair Boiler Supplemental Components, Shot Feed Tank, 5 GAL 1 4
D3020 05 Old Boiler Room Fair Boiler Supplemental Components, Expansion Tank, 60 GAL 1 28
D3020 15 Fair Unit Heater, Hydronic, 40 MBH [PUH2] 1 11
D3020 15 Fair Boiler, Gas, HVAC, 750 MBH 1 20
D3020 15 Fair Boiler, Gas, HVAC, 750 MBH 1 20
D3020 Roof Fair Furnace, Gas, 151 to 200 MBH, 175 MBH [HV-1] 1 8
D3020 05 Old Boiler Room Fair Unit Heater, Electric, 10 kW [EUH-3] 1 5
D3020 15 Fair Unit Heater, Hydronic, 40 MBH [PUH1] 1 11
D3020 07 Fair Unit Heater, Electric, 10 kW [EUH-4] 1 8
D3020 05 Old Boiler Room Fair Boiler Supplemental Components, Expansion Tank, 400 GAL 1 15
D3020 05 Old Boiler Room Fair Boiler, Gas, HVAC, 3015 MBH 1 6
D3020 05 Old Boiler Room Fair Boiler, Gas, HVAC, 3015 MBH 1 6
D3020 15 Good Boiler Supplemental Components, Expansion Tank, 200 GAL 1 40
D3020 Roof Fair Furnace, Gas, 151 to 200 MBH, 175 MBH 1 8
D3020 15 Fair Boiler Supplemental Components, Shot Feed Tank, 5 GAL 1 9
D3030 Throughout Building Fair Unit Ventilator, approx/nominal 2 Ton, 300 CFM 13 4
D3030 Building Exterior Fair Chiller, Air-Cooled, 110 TON 1 15

D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON 1 9
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Component Condition Report | Julius West Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 2 TON 1 2
D3030 15 Fair Chiller, Water-Cooled, 80 TON 1 15
D3030 Roof Good Split System, Condensing Unit/Heat Pump, 2 TON 1 11
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3 TON 1 5
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3.5 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 6 to 7.5 TON, 7.5 TON 1 2
D3030 Roof Poor Split System, Condensing Unit/Heat Pump, 3 TON 1 2
D3030 Courtyard Fair Split System Ductless, Single Zone, Condenser & Evaporator, 3 TON 1 8
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 7.5 TON 1 3
D3030 Roof Fair Split System Ductless, Single Zone, Condenser & Evaporator, 1.5 to 2 TON, 2 TON 1 2
D3030 Roof Poor Split System, Condensing Unit, 6 to 7.5 TON, 7.5 TON 1 1
D3030 Roof Fair Chiller, Air-Cooled, 21 to 30 TON, 30 TON 1 2
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 15 TON 1 3
D3030 05 Old Boiler Room Fair Chiller, Water-Cooled, 450 TON 1 3
D3030 Building Exterior Fair Cooling Tower, (Typical) Open Circuit, 307 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 15 TON 1 3
D3030 Throughout Building Fair Unit Ventilator, approx/nominal 3 Ton, 1250 CFM 30 4
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 6 TON 1 7
D3030 05 Old Boiler Room Fair Chilled Water, Chemical Feed Dosing System, No dataplate 1 5
D3050 05 Old Boiler Room Fair Pump, Distribution, HVAC Heating Water, 40 HP 1 8
D3050 A209 Fair Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM 1 15
D3050 11 Fair Air Handler, Interior AHU, Easy/Moderate Access, 600 CFM 1 15
D3050 214A Fair Air Handler, Interior AHU, Easy/Moderate Access, 900 CFM 1 3
D3050 122A Fair Air Handler, Interior AHU, Easy/Moderate Access, 900 CFM 1 3

D3050 05 Old Boiler Room Fair Pump, Distribution, HVAC Heating Water, 20 HP 1 12



Component Condition Report | Julius West Middle School / Main Building

UF L3 Code Location

D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050

11

1

205

Throughout Building
106

Roof

Throughout Building
A24

9

105

A220

Roof

123E

A24

121A

15
Roof
Roof
103
15
Roof
Roof
09
234B

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Poor
Fair
Fair
Fair
Fair
Fair

Fair

Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM
Air Handler, Interior AHU, Easy/Moderate Access, 1200 CFM
Air Handler, Interior AHU, Easy/Moderate Access, 4000 CFM
HVAC System, Hydronic Piping, 2-Pipe

Air Handler, Interior AHU, Easy/Moderate Access, 1500 CFM
Packaged Unit, RTU, Pad or Roof-Mounted, 13 TON

HVAC System, Ductwork, Medium Density

Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM
Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM
Air Handler, Interior AHU, Easy/Moderate Access, 6000 CFM
Air Handler, Interior AHU, Easy/Moderate Access, 400 CFM
Packaged Unit, RTU, Pad or Roof-Mounted, 13 TON

Air Handler, Interior AHU, Easy/Moderate Access, 3000 CFM
Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM
Air Handler, Interior AHU, Easy/Moderate Access, 3000 CFM
Air Handler, Interior AHU, Easy/Moderate Access, 1200 CFM

Pump, Distribution, HVAC Chilled or Condenser Water, 7.5 HP

Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON, 5 TON
Make-Up Air Unit, MUA or MAU, 2000 to 6000 CFM, lllegible
Air Handler, Interior AHU, Easy/Moderate Access, 4000 CFM

Pump, Distribution, HVAC Chilled or Condenser Water, 7.5 HP

Air Handler, Exterior AHU, 2401 to 4000 CFM, lllegible
Packaged Unit, RTU, Pad or Roof-Mounted, 13 TON

Air Handler, Interior AHU, Easy/Moderate Access, 1200 CFM
Air Handler, Interior AHU, Easy/Moderate Access, 1500 CFM
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Quantity
1

1

1
182,617
1

1
182,617
1

1

1

SF

SF

RUL ID
15
15
3
22
3
10
15
15
15
3
15
12
3
15
3
15
12
2
2
3
12

15
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Component Condition Report | Julius West Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3050 A205 Fair Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM 1 15
D3050 9 Fair Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM 1 15
D3050 A216 Fair Air Handler, Interior AHU, Easy/Moderate Access, 400 CFM 1 15
D3050 A205 Fair Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM 1 15
D3050 09 Fair Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM 1 15
D3050 150D Fair Air Handler, Interior AHU, Easy/Moderate Access, 12500 CFM 1 3
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 20 TON 1 12
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON 1 3
D3050 A220 Fair Air Handler, Interior AHU, Easy/Moderate Access, 400 CFM 1 15
D3050 05 Old Boiler Room Fair Pump, Distribution, HVAC Heating Water, 20 HP 1 12
D3050 A209 Fair Air Handler, Interior AHU, Easy/Moderate Access, 800 CFM 1 15
D3050 Roof Poor Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON 1 2
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 3000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 3000 CFM 1 3
D3060 Roof Fair Air Handler, Outside Air Intake Energy Recovery Unit (ERU) 1 10
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 250 CFM 1 15
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 200 CFM 1 8
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 600 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 100 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 3000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 12
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 8
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 3000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2200 CFM 1 4
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Component Condition Report | Julius West Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 150 CFM 1 5
D3060 Roof Poor Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2100 CFM 1 2
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 28" Damper, 6250 CFM 1 17
D3060 Roof Fair Air Handler, Outside Air Intake Energy Recovery Unit (ERU) 1 10
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 200 CFM 1 8
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 150 CFM 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 150 CFM 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 150 CFM 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 150 CFM 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 150 CFM 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1400 CFM 1 3
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 750 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 750 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1600 CFM 1 12
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 12

N

D3060 Roof Poor Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 600 CFM 1
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Component Condition Report | Julius West Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Poor Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 2
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 150 CFM 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 750 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 1000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 5000 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 150 CFM 1 5
D3060 Roof Poor Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 250 CFM 1 2
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 12
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1500 CFM 1 4

Fire Protection

D4010 05 Old Boiler Room Fair Supplemental Components, Fire Riser, Wet, 6 IN 1 22
D4010 Kitchen Fair Fire Suppression System, Commercial Kitchen, per LF of Hood 1LF 7
D4010 15 Fair Supplemental Components, Fire Riser, Wet, 6 IN 1 15
D4010 05 Old Boiler Room Fair Backflow Preventer, Fire Suppression, 6 IN 1 16
D4010 Throughout Building Fair Fire Suppression System, Existing Sprinkler Heads, by SF 182,617 SF 14
Electrical

D5010 Building Exterior Fair Generator, Gas or Gasoline, 125 KW 1 8
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Component Condition Report | Julius West Middle School / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D5010 Roof Fair Solar Power, Photovoltaic (PV) Panel, 24 SF 400 15
D5010 07 Fair Automatic Transfer Switch, ATS, 100 AMP 1 14
D5010 15A Fair Automatic Transfer Switch, ATS, 1200 AMP 1 18
D5010 Roof Fair Solar Power, Inverter, 7500 WATTS 1 9
D5020 150D Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 5
D5020 126C Fair Secondary Transformer, Dry, Stepdown, 45 KVA 1 14
D5020 05 Old Boiler Room Fair Distribution Panel, 120/208 V, 500 AMP 1 12
D5020 Electrical Room near courtyard entrance Fair Secondary Transformer, Dry, Stepdown, 45 KVA 1 14
D5020 A214 Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 20
D5020 05 Old Boiler Room Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 24
D5020 05 Old Boiler Room Fair Distribution Panel, 277/480 V, 400 AMP 1 20
D5020 15A Fair Secondary Transformer, Dry, Stepdown, 30 KVA 1 20
D5020 07 Fair Secondary Transformer, Dry, Stepdown, 45 KVA 1 24
D5020 Electrical Room next to 220 Fair Secondary Transformer, Dry, Stepdown, 45 KVA 1 14
D5020 05 Old Boiler Room Fair Secondary Transformer, Dry, Stepdown, 150 KVA 1 14
D5020 05 Old Boiler Room Fair Switchboard, 277/480 V, 1200 AMP 1 30
D5020 05 Old Boiler Room Fair Switchgear, 277/480 V, 2000 AMP 1 8
D5020 15A Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 20
D5020 234B Fair Secondary Transformer, Dry, Stepdown, 75 KVA 1 14
D5020 15A Fair Distribution Panel, 277/480 V, 1200 AMP 1 21
D5020 05 Old Boiler Room Fair Secondary Transformer, Dry, Stepdown, 15 KVA 1 20
D5020 15A Fair Distribution Panel, 277/480 V, 1200 AMP 1 20
D5020 A214 Fair Secondary Transformer, Dry, Stepdown, 45 KVA 1 20
D5030 15 Good Variable Frequency Drive, VFD, by HP of Motor, 7.5 HP, Replace/Install 1 16

D5030 15 Good Variable Frequency Drive, VFD, by HP of Motor, 7.5 HP, Replace/Install 1 16
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