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Appendix B:
Site Plan(s)
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Site Plan

Project Number Site Name

172559.25R000-195.354 Rockville High School

Source On-Site Date

Google February 9-11, 2026
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Appendix C:
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BV FACILITY CONDITION ASSESSMENT: PRE-SURVEY QUESTIONNAIRE

Building / Facility Name:  Rockville High School

Name of person completing form:  Victor bhandari

Title / Association w/ property: ~ Building service manager -

Length of time associated w/ property: 12 years

Date Completed: ~ 2/9/2026

Phone Number:  (240) 740 6603

Method of Completion: INTERVIEW - verbally completed during interview

Directions: Please answer all questions to the best of your knowledge and in good faith. Please provide additional details in the
Comments column, or backup documentation for any Yes responses.

Data Overview Response
Constructed Renovated 2004 - complete gut no adds
1 | Year(s) constructed
1968 2004
2 Building size in SF SF
Year Additional Detail
Facade
Roof 2017 3rd floor may not be touched
Interiors 2004
3 | Major Renovation/Rehabilitation
HVAC
Electrical

Site Pavement

Accessibility

. L . Talk to business manager
List other significant capital

4 | improvements (focus on recent years;
provide approximate date).

List any major capital expenditures
5 | planned/requested for the next few
years. Have they been budgeted?

. ) Boiler issues
Describe any on-going extremely

6 problematic, historically chronic, or
immediate facility needs.
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Mark the column corresponding to the appropriate response. Please provide additional details in the Comments column, or backup
documentation for any Yes responses. (NA indicates "Not Applicable", Unk indicates "Unknown")

Question Response Comments

Yes No Unk NA

Are there any problems with
7 | foundations or structures, like X
excessive settlement?

Are there any wall, window, X
basement or roof leaks?

Has any part of the facility ever By dressing room - Fixed
contained visible suspect mold X

growth, or have there been any

indoor air quality complaints?

Are your elevators unreliable, with X Broken keys

10 frequent service calls?

Are there any plumbing leaks, water X Occasional leaks but do get fixed as needed

" pressure, or clogging/backup issues?

Have there been any leaks or HVAC leaks but fixed as needed

12 | pressure problems with natural gas, )(
HVAC piping, or steam service?

Are any areas of the facility
13 | inadequately heated, cooled or
ventilated? Poorly insulated areas?

Is the electrical service outdated,

14 undersized, or problematic?

Are there any problems or Building mounted & interior - LED - installed 6 mo

15 inadequacies with exterior lighting?

Is site/parking drainage inadequate,
16 | with excessive ponding or other
problems?

X | X | X | X

Are there any other unresolved
construction defects or significant

7 issues/hazards at the property that x
have not yet been identified above?
18 ADA: Has an accessibility study been x

previously performed? If so, when?

ADA: Have any ADA improvements
19 | been made to the property since X
original construction? Describe.

ADA: Has building management
20 | reported any accessibility-based X
complaints or litigation?

21 | Are any areas of the property leased X Weekend camps / church
to outside occupants?

%/Z/ \ FDN ‘

Signature of Assessor Signature of POC
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Appendix D:

Accessibility Review and Photos
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Visual Survey - 2010 ADA Standards for Accessible Design

Property Name: Rockville High School

BV Project Number: 172559.25R000-195.354

Facility History & Interview

Question Yes No Unk Comments

Has an accessibility study been previously X
performed? If so, when?

Have any ADA improvements been made to
2 | the property since original construction? X
Describe.

Has building management reported any X
accessibility-based complaints or litigation?

Rockville High School: Accessibility Issues

Major Issues Moderate Issues
Category (ADA study (ADA study Minor Issues None*
recommended) recommended)
Parking x
Exterior Accessible Route x
Building Entrances x
Interior Accessible Route x
Elevators x
Public Restrooms x
Kitchens/Kitchenettes x
Playgrounds & Swimming
Pools NA
Other NA

*be cognizant that if the “None” box is checked that does not guarantee full compliance; this study is limited in nature
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Rockville High School: Photographic Overview
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ACCESS

MAIN ENTRANCE ADDITIONAL ENTRANCE
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Rockville High School: Photographic Overview

LOBBY LOOKING AT CABS (WITH DOORS

~——an

TOILET STALL OVERVIEW
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Rockville High School: Photographic Overview
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BREAKROOM OVERVIEW SINK CLEARANCE
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Component Condition Report | Rockville High School / Main Building

UF L3
Code

Structure
B1010
B1020
B1080
B1080
B1080
Facade
B2010
B2010
B2010
B2010
B2020
B2050
B2050
B2050
B2050
B2050
Roofing
B3010
B3020
B3060
Interiors

C1010

Location

Superstructure
1097 - Gymnasium
Stairwell F

Beside 1077
Throughout Building

Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior

Building Exterior
Roof
Roof

Roof

1097 - Gymnasium

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Good

Fair

Fair

Poor

Structural Framing, Steel Columns & Beams
Roof Structure, Flat, Metal Deck Over Bar Joists
Stairs, Metal or Pan-Filled, Interior

Stairs, Metal or Pan-Filled, Interior

Stairs, Metal or Pan-Filled, Interior

Exterior Walls, Metal/Insulated Sandwich Panels
Exterior Walls, Metal/Insulated Sandwich Panels
Exterior Walls, Brick Veneer

Exterior Walls, Concrete, Clean & Seal, Maintain
Glazing, any type by SF

Overhead/Dock Door, Steel, 12'x12' (144 SF)
Exterior Door, Steel, Standard

Exterior Door, Steel, Commercial
Overhead/Dock Door, Steel, 12'x12' (144 SF)

Exterior Door, Steel, Standard
Roofing, Built-Up
Roof Appurtenances, Roof Access Ladder, Steel

Roof Hatch, Metal

Movable Partition, Gym Divider, Deluxe/Operable

Quantity

63,284
6,000
800
800
600

8,000
5,000
65,000
53,284
5,000

30

10

162,530

145

2

4,000

SF
SF
SF
SF
SF

SF
SF
SF
SF
SF

SF
LF

SF

RUL

40

30
30
30

25
24
30
11

18
20
10

2

ID
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Component Condition Report | Rockville High School / Main Building

UF L3
Code

C1010
C1010
C1010
C1010
C1010
C1030
C1030
C1030
C1070
C1090
C1090
C1090
C1090
C1090
C1090
C1090
C1090
C2010
C2010
C2010
C2010
C2030
C2030
C2030

Location

Throughout

2nd Floor Gymnasium

2nd Floor Gymnasium
Greenhouse

1054 - Cafeteria

Throughout Building
Throughout Building
Throughout Building
Throughout Building

2nd Floor Gym Restroom
Restrooms 3rd Floor

Special Needs

Women's Locker Room 2125
Gang restrooms

Women's Locker Room 2125
Throughout Building
Restrooms 2nd Floor
Throughout Building
Throughout Building
Throughout Building

2nd Floor Gymnasium
1055B - Commercial Kitchen
Wrestling / Dance Room 2135

Throughout Building

Condition Component/Attributes/Capacity

Fair
Failed
Failed
Fair
Poor
Fair
Fair
Fair
Fair
Fair
Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Interior Wall, Brick

Movable Partition, Gym Divider, Deluxe/Operable

Interior Construction, any type, Repairs per Man-Day, Repair

Movable Partition, Gym Divider, Deluxe/Operable
Interior Wall, Gypsum Board/Plaster

Interior Door, Steel, Standard

Interior Door, Wood, Solid-Core

Interior Door, Wood, Solid-Core

Suspended Ceilings, Acoustical Tile (ACT)

Toilet Partitions, Plastic/Laminate

Toilet Partitions, Plastic/Laminate

Toilet Partitions, Plastic/Laminate

Locker Rooms, Steel-Baked Enamel, 12" W x 15" D x 72" H
Toilet Partitions, Plastic/Laminate

Toilet Partitions, Plastic/Laminate

Lockers, Steel-Baked Enamel, 12" W x 15" D x 72" H
Toilet Partitions, Plastic/Laminate

Wall Finishes, any surface, Prep & Paint

Wall Finishes, Ceramic Tile

Wall Finishes, Acoustical Tile (ACT), Fabric-Faced
Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Flooring, Quarry Tile

Flooring, Wrestling Mats, Secured and 2" Thin
Flooring, Rubber Tile

Quantity

4,000
800

5

600
4,000
18

214
46
265,000
3

12

5

700

36

5
2,500
12
500,000
12,000
8,500
800
1,500
2,000
3,500

SF
SF

SF
SF

SF

LF

LF

SF
SF
SF
SF
SF
SF
SF

RUL

31

19
19
20
20

16
11

13

15
11

19

10
30

ID
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Component Condition Report | Rockville High School / Main Building

UF L3
Code

C2030
C2030
C2030
C2030
C2030
C2030
C2030
C2030
C2050
C2050
C2050

Conveying

D1010
D1010
Plumbing
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010

Location

Office Areas
Throughout Building
Throughout Building
Locker Rooms
Weight Room
Throughout Building
Throughout Building
Throughout Building
Throughout Building
Throughout Building
Throughout Building

Elevator 1

Elevator 2

Special Needs

2nd Floor Gym Restroom
Boiler Room

Restrooms 3rd Floor

3rd Floor

2nd Floor

Interior circulation
Restrooms 2nd Floor Staff

Nurses office

Condition Component/Attributes/Capacity

Good
Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair

Fair

Fair
Fair
Fair
Fair
Good
Fair
Fair
Fair

Fair

Flooring, Carpet, Commercial Tile

Flooring, Carpet, Commercial Standard

Flooring, any surface, w/ Paint or Sealant, Prep & Paint
Flooring, Quarry Tile

Flooring, Rubber Tile

Flooring, Vinyl Tile (VCT)

Flooring, Wood, Sports, Refinish

Flooring, Ceramic Tile

Ceiling Finishes, exposed irregular elements, Prep & Paint
Ceiling Finishes, any flat surface, Prep & Paint

Ceiling Finishes, Metal

Passenger Elevator, Hydraulic, 2 Floors, 1500 to 2500 LB, Renovate

Elevator Cab Finishes, Economy

Toilet, Commercial Water Closet

Toilet, Commercial Water Closet

Water Heater, Gas, Commercial (600 MBH), 200 to 300 GAL, 400 GAL
Toilet, Commercial Water Closet

Drinking Fountain, Wall-Mounted, Bi-Level

Toilet, Commercial Water Closet

Drinking Fountain, Wall-Mounted, Single-Level

Toilet, Commercial Water Closet

Sink/Lavatory, Vanity Top, Enameled Steel

Quantity

2,000
9,000
10,000
2,500
1,500
260,000
15,000
7,000
12,500
20,000
20,000

SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF

RUL

ID
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Component Condition Report | Rockville High School / Main Building

UF L3
Code

D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010

Location

Restrooms 3rd Floor Staff
Gang restrooms

3012 Food Sciences
Nurses office

Restrooms 2nd Floor
Nurses office

Restrooms 3rd Floor

Across from 1097 - Gymnasium

Boiler Room

Gang restrooms

2nd Floor Gym Restroom
2nd Floor Gym Restroom
Nurses office

2nd Floor

Classrooms Science
2102

Women's Locker Room 2125
Throughout Building
Office Areas

Nurses office

2nd Floor

Beside 3012

Office Areas

2nd Floor

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Good
Fair
Fair
Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Sink/Lavatory, Wall-Hung, Enameled Steel
Toilet, Commercial Water Closet
Sink/Lavatory, Vanity Top, Stainless Steel
Sink/Lavatory, Wall-Hung

Urinal, Standard

Toilet, Commercial Water Closet

Urinal, Standard

Drinking Fountain, Wall-Mounted, Bi-Level
Water Heater, Gas, Commercial (200 MBH), 100 to 199 GAL, 118 GAL
Sink/Lavatory, Wall-Hung, Enameled Steel
Sink/Lavatory, Wall-Hung, Enameled Steel
Drinking Fountain, Wall-Mounted, Bi-Level
Emergency Plumbing Fixtures, Eye Wash
Drinking Fountain, Wall-Mounted, Bi-Level
Emergency Plumbing Fixtures, Eye Wash & Shower Station
Sink/Lavatory, Service Sink, Floor
Sink/Lavatory, Wall-Hung, Enameled Steel
Sink/Lavatory, Vanity Top, Stainless Steel
Toilet, Commercial Water Closet

Emergency Plumbing Fixtures, Eye Wash
Drinking Fountain, Wall-Mounted, Single-Level
Drinking Fountain, Wall-Mounted, Bi-Level
Sink/Lavatory, Wall-Hung, Enameled Steel
Drinking Fountain, Wall-Mounted, Single-Level

Quantity

30

A N B~ N ©

RUL

ID



et - [For Discussion Purpeses Omly

Component Condition Report | Rockville High School / Main Building

UF L3
Code

D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2010

Location

Women's Locker Room 2125
Women's Locker Room 2125
Women's Locker Room 2125
Special Needs

2nd Floor Building Services
Restrooms 3rd Floor
Restrooms 2nd Floor Staff
Restrooms 2nd Floor
Science Prep

Across from 1097 - Gymnasium
Women's Locker Room 2125
Boiler Room

Building Services 2052
Women's Locker Room 2125
2nd Floor Gym Restroom
Special Needs

Gang restrooms

Special Needs

1095 Art

Restrooms 3rd Floor Staff
2nd Floor

Throughout Building

Special Needs

2016

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Shower, Ceramic Tile

Drinking Fountain, Wall-Mounted, Bi-Level
Toilet, Commercial Water Closet
Sink/Lavatory, Wall-Hung, Enameled Steel
Sink/Lavatory, Service Sink, Floor
Sink/Lavatory, Wall-Hung, Enameled Steel
Sink/Lavatory, Wall-Hung, Enameled Steel
Sink/Lavatory, Wall-Hung, Enameled Steel
Emergency Plumbing Fixtures, Eye Wash
Drinking Fountain, Wall-Mounted, Bi-Level
Sink/Lavatory, Wall-Hung, Enameled Steel
Water Heater, Gas, Commercial (200 MBH), 100 to 199 GAL, 130 GAL
Sink/Lavatory, Service Sink, Floor

Toilet, Commercial Water Closet

Urinal, Standard

Toilet, Commercial Water Closet

Urinal, Standard

Sink/Lavatory, Wall-Hung, Enameled Steel
Sink/Lavatory, Vanity Top, Stainless Steel
Toilet, Commercial Water Closet
Sink/Lavatory, Wall-Hung, Enameled Steel
Plumbing System, Supply & Sanitary, Low Density (excludes fixtures)
Urinal, Standard

Sink/Lavatory, Service Sink, Floor

Quantity

10

317,731 SF
2
1

RUL

© ©O© N o©

©® © O g © © ©

©
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Component Condition Report | Rockville High School / Main Building

UF L3
Code

D2010
D2030
D2060
HVAC

D3020
D3020
D3020
D3020
D3020
D3030
D3030
D3030
D3030
D3030
D3030
D3050
D3050
D3050
D3050
D3050
D3050

D3050

D3050
D3050

Location

Restrooms 2nd Floor
Roof

Boiler Room

1076 - Auditorium
Greenhouse
Boiler Room
Storage 2045
Boiler Room
Chiller Corral
Boiler Room
Roof

Boiler Room
Chiller Corral
Roof

Boiler Room
Room 2116A
Boiler Room
Electrical Room 3000
Room 2072

Boiler Room
Room 2116A

Room 2023
Room 2131

Condition Component/Attributes/Capacity

Fair
Fair

Fair

Fair
Fair
Fair
Fair
Fair
Poor
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair

Fair

Fair

Toilet, Commercial Water Closet
Supplemental Components, Drains, Roof, 6 IN

Air Compressor, Tank-Style, 5 HP, 3 HP

Unit Heater, Electric, 3 kW

Unit Heater, Electric, 6 - 10 kW

Boiler, Gas, HVAC, 5001 to 10000 MBH, 7000 MBH

Unit Heater, Hydronic, 11 - 20 MBH

Boiler, Gas, HVAC, 5001 to 10000 MBH, 7000 MBH

Cooling Tower, (Typical) Open Circuit , 101 to 200 TON, Inaccessible

Chiller, Water-Cooled, 401 to 500 TON, 500 TON

Split System Ductless, Single Zone, 2 TON

Chiller, Water-Cooled, 10 to 20 TON

Chiller, Air-Cooled, 101 to 150 TON [CH-2]

Ductless Mini-Split, Single Zone, Condenser & Evaporator, 1.5to 2 TON, 2 TON
Pump, Distribution, HVAC Heating Water, 4 to 5 HP, 5 HP

Air Handler, Interior AHU, Easy/Moderate Access, 4001 to 6000 CFM, 4444 [H&V-1A]
Pump, Distribution, HVAC Heating Water, 8 to 10 HP, 10 HP [P-3]

Air Handler, Interior AHU, Easy/Moderate Access, 30001 to 40000 CFM, 20000 [AHU-3]
Air Handler, Interior AHU, Easy/Moderate Access, 4001 to 6000 CFM, 4444 [AHU-6B]
Pump, Distribution, HVAC Heating Water, 16 to 25 HP, 20 HP [P-2]

Air Handler, Interior AHU, Easy/Moderate Access, 15001 to 20000 CFM, 18225 [AHU-
11]

Air Handler, Interior AHU, Easy/Moderate Access, 20001 to 25000 CFM, 24165 [AHU-5]
Air Handler, Interior AHU, Easy/Moderate Access, 2401 to 4000 CFM, 3555 [AHU-9]

Quantity

12
134
1

RUL

20
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Component Condition Report | Rockville High School / Main Building

UF L3
Code

D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050

D3050

D3050
D3060
D3060
D3060
D3060
D3060
D3060

Location

Boiler Room

Room 2026

Boiler Room
Throughout Building
Room 2136A

Room 2082

Room 2074
Electrical Room 2133A
Room 2092

Boiler Room

Boiler Room
Penthouse
Throughout Building
Room 2131

Boiler Room

Room 2092
Penthouse

Penthouse
Roof
Roof
Roof
Roof
Roof
Roof

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair

Fair

Pump, Distribution, HVAC Heating Water, 16 to 25 HP

Air Handler, Interior AHU, Easy/Moderate Access, 25001 to 30000 CFM, 29110 [AHU-2]
Pump, Distribution, HVAC Heating Water, 16 to 25 HP, 20 HP [P-7]

HVAC System, Hydronic Piping, 4-Pipe

Air Handler, Exterior AHU, 8001 to 10000 CFM, 9028

Air Handler, Interior AHU, Easy/Moderate Access, 4001 to 6000 CFM, 4444 [AHU-6C]
Air Handler, Interior AHU, Easy/Moderate Access, 4001 to 6000 CFM, 4444 [AHU-6A]
Air Handler, Interior AHU, Easy/Moderate Access, 4001 to 6000 CFM, 4444 [H&V-1B]
Air Handler, Interior AHU, Easy/Moderate Access, 10001 to 15000 CFM, 10140 [AHU-7]
Pump, Distribution, HVAC Chilled or Condenser Water, 26 to 50 HP, 30 HP

Pump, Distribution, HVAC Chilled or Condenser Water, 4 to 5 HP, 5 HP

Air Handler, Interior AHU, Easy/Moderate Access, 6001 to 8000 CFM, 4000 [H&V #3]
HVAC System, Ductwork w/ VAV/FCU, Medium Density

Air Handler, Interior AHU, Easy/Moderate Access, 4001 to 6000 CFM, 4860 [H&V-2]
Pump, Distribution, HVAC Chilled or Condenser Water, 4 to 5 HP, 5 HP

Air Handler, Interior AHU, Easy/Moderate Access, 15001 to 20000 CFM, 18575 [AHU-8]

Air Handler, Interior AHU, Easy/Moderate Access, 30001 to 40000 CFM, 20000 [AHU
#10]

Air Handler, Interior AHU, Easy/Moderate Access, 1201 to 2400 CFM, 2400 [H&V#4]
Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L6E]

Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L1F]

Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 561 [RF-8]

Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1265 [EF-5]

Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 500 [F-03]

Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 500 [F-04]

Quantity

1
1
1
317,731
1
1
1

317,731
1
1
1

(9]
e

SF

RUL

—_— _— - —_—
S oo 3 8 © © ~A 5 o o o»

© o1 © o

RN
o

o o0 o0 a0 o0 a0 O

ID



. . . ] o ettt - [For Diseussion Purposes Oy
Component Condition Report | Rockville High School / Main Building

UF L3 Location Condition Component/Attributes/Capacity Quantity
Code

D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1397 [EF-19] 1
D3060 Penthouse Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1258 [EF-7] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1128 [EF-21] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1725 [EF-2] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L6A] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L3C] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L2B] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1725 [EF-1] 1
D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 561 [RF-4] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1550 [EF-16] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1005 [EF-8] 1
D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 431 [RF-HV2-B] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1490 [EF-22] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L1E] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1607 [EF-10] 2
D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 561 [RF-1] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1229 [EF-1] 1
D3060 Roof Fair Fan, Centrifugal, 24" Diameter, 2001 to 5000 CFM, 561 [RF-11] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L1D] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L4A] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L2E] 1

D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1490 [EF-20] 1

RUL
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D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 561 [RF-5] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L3A] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L6C] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1725 [RF-HV1B] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, lllegible [13] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L3B] 1
D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 525 [RF-6C] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [F-01] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L5E] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1490 [EF-18] 1
D3060 Roof Fair Fan, Centrifugal, 24" Diameter, 2001 to 5000 CFM, 431 [RF-HV2A] 1
D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, Inaccessible [EF-23] 1
D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 561 [RF-2] 1
D3060 Roof Fair Fan, Centrifugal, 24" Diameter, 2001 to 5000 CFM, 431 [EF-6] 1
D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 525 [RF-6D] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1265 [EF-12] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, lllegible 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1550 [EF-15] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L5D] 1
D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 500 [F-05] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L1C] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L5C] 1
D3060 Roof Fair Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L3C] 1

D3060 Roof Fair Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 431 [RF-6A] 1
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UF L3
Code

D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060

Location

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof
INTAKE
Penthouse
Roof

Roof

Roof
Penthouse
Roof
Penthouse
Roof

Roof

Roof

Roof

Fire Protection

D4010
D4010

Basement

Basement

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair

Fair

Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [RF-7]
Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, lllegible [EF-10]
Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1490 [EF-17]
Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 431 [RF-6B]
Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1229 [EF-2]
Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, lllegible

Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 431 [RF-9]

Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, lllegible [EF-L5B]
Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, lllegible [EF-L6B]
Fan, Centrifugal, 24" Diameter, 2001 to 5000 CFM

Exhaust Fan, Centrifugal, 12" Damper, 908 CFM [EF-9]

Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L3E]
Fan, Centrifugal, 24" Diameter, 2001 to 5000 CFM, 525 [RF-HV1A]
Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L6D]
Exhaust Fan, Centrifugal, 16" Damper, 1725 CFM [EF-13]

Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L2C]
Exhaust Fan, Centrifugal, 12" Damper, Inaccessible CFM

Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1550 [EF-24]
Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 561 [RF-3]

Fan, Centrifugal, 12" Diameter, 100 to 1000 CFM, 500 [F-06]

Fan, Centrifugal, 16" Diameter, 1001 to 2000 CFM, 1075 [EF-L2D]

Supplemental Components, Fire Riser, Wet, 6 IN

Backflow Preventer, Fire Suppression, 6 IN

Quantity

RUL
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D4010 Throughout Building Fair Fire Suppression System, Existing Sprinkler Heads, by SF 317,731
Electrical

D5010 Roof Fair Solar Power, Photovoltaic (PV) Panel, 24 SF 962
D5010 Roof Fair Solar Power, Inverter, 2.0 KW [1] 1
D5010 Boiler Room Fair Automatic Transfer Switch, ATS, 100 AMP 1
D5010 Roof Fair Solar Power, Inverter, 2.0 KW [3] 1
D5010 Building Exterior Fair Generator, Gas or Gasoline, 85 - 100 KW 1
D5010 Roof Fair Solar Power, Inverter, 2.0 KW [2] 1
D5020 Electrical Room 2116A Fair Distribution Panel, 277/480 V, 600 AMP [2MDPW] 1
D5020 Boiler Room Good Secondary Transformer, Dry, Stepdown, 300 KVA 1
D5020 Boiler Room Fair Switchboard, 120/208 V, 800 AMP, 800 AMPS [TLP1] 1
D5020 Electrical Room 2116A Fair Secondary Transformer, Dry, Stepdown, 15 KVA 1
D5020 Boiler Room Fair Switchboard, 120/208 V, 1200 AMP, 1200 AMP [TWP1] 1
D5020 Electrical Room 2092 Fair Switchboard, 277/480 V, 600 AMP [2MDPS] 1
D5020 Electrical Room 2092 Fair Distribution Panel, 120/208 V, 400 AMP [2LPA] 1
D5020 3012 Fair Distribution Panel, 120/208 V, 400 AMP, 400 AMP [FL] 1
D5020 Electrical Room 3000 Fair Switchboard, 120/208 V, 800 AMP [3LDPB] 1
D5020 Electrical Room 2116A Fair Secondary Transformer, Dry, Stepdown, 112.5 KVA 1
D5020 Electrical Room 2026 Fair Secondary Transformer, Dry, Stepdown, 150 KVA [T-2B] 1
D5020 Boiler Room Fair Distribution Panel, 277/480 V, 1200 AMP, 1200 AMP 1
D5020 Electrical Room 2026 Fair Distribution Panel, 120/208 V, 400 AMP [K2PN] 1
D5020 Electrical Room 2092 Good Secondary Transformer, Dry, Stepdown, 75 KVA 1
D5020 Electrical Room 2023 Good Secondary Transformer, Dry, Stepdown, 15 KVA 1

D5020 Boiler Room Fair Secondary Transformer, Dry, Stepdown, 45 KVA, 45 KVA 1

SF

RUL
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Code

D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020
D5020

Location

Boiler Room

Electrical Room 3000
1055B - Commercial Kitchen
Electrical Room 2023
Electrical Room 3000
Electrical Room 2116A
Electrical Room 2026
Boiler Room

3012 Food Science
3012 Food Science
Electrical Room 2023
Electrical Room 2116A
Electrical Room 3000
Electrical Room 2026
Electrical Room 2092
Electrical Room 2116A
Electrical Room 2026
Electrical Room 2026
1055B - Commercial Kitchen
3012

Electrical Room 3000
Electrical Room 2026
Electrical Room 2116A
Electrical Room 2023

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Good
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Good

Switchboard, 277/480 V, 600 AMP, 600 AMPS
Distribution Panel, 120/208 V, 400 AMP [K3PN]
Distribution Panel, 120/208 V, 600 AMP, 600 AMPS [1K]
Distribution Panel, 277/480 V, 400 AMP [2MDPR]
Distribution Panel, 120/208 V, 400 AMP [K3PN]
Distribution Panel, 120/240 V, 400 AMP [2LDPD]
Secondary Transformer, Dry, Stepdown, 15 KVA [T-2ELB]
Switchboard, 277/480 V, 600 AMP, 600 AMP [EM]
Distribution Panel, 120/208 V, 400 AMP [FL]

Distribution Panel, 120/208 V, 400 AMP [FL]

Secondary Transformer, Dry, Stepdown, 112.5 KVA
Distribution Panel, 120/240 V, 400 AMP [2LDPD]
Distribution Panel, 277/480 V, 800 AMP [3SMDPM SEC A]
Distribution Panel, 277/480 V, 600 AMP [2MDPN]
Distribution Panel, 120/208 V, 400 AMP [2LPA]
Distribution Panel, 277/480 V, 600 AMP [2MDPW]
Distribution Panel, 120/208 V, 400 AMP [2LPB]
Distribution Panel, 120/208 V, 400 AMP [K2PN]
Switchboard, 120/208 V, 600 AMP, 600 AMP [1K]
Distribution Panel, 120/240 V, 400 AMP [FL]

Secondary Transformer, Dry, Stepdown, 30 KVA [T-K3PN]
Distribution Panel, 120/208 V, 400 AMP [2LPB]
Secondary Transformer, Dry, Stepdown, 45 KVA
Secondary Transformer, Dry, Stepdown, 75 KVA

Quantity

RUL
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Code

D5020
D5020
D5020
D5020
D5020
D5020
D5030
D5040
D5040
D5040
D5040
D5040
D5040

Location

Electrical Room 2092
Electrical Room 2023
Boiler Room

Boiler Room
Electrical Room 2092
Electrical Room 2026
Throughout Building
Throughout Building
Building Exterior

2nd Floor Gymnasium
1076 - Auditorium
Building Exterior
Throughout Building

Fire Alarm & Electronic Systems

D6030
D6060
D7030
D7050
D7050
D8010

Projection Booth Room 2073
Throughout Building
Throughout Building

Boiler Room

Throughout Building
Throughout Building

Equipment & Furnishings

E1030
E1030
E1030

3012 Food Science
1055B - Commercial Kitchen
1055B - Commercial Kitchen

Condition Component/Attributes/Capacity

Good
Fair
Fair
Fair
Good
Fair
Fair
Excellent
Good
Fair
Fair
Good

Fair

Fair
Fair
Fair
Fair
Fair

Fair

Fair
Fair

Fair

Secondary Transformer, Dry, Stepdown, 15 KVA

Distribution Panel, 120/208 V, 400 AMP [2LDPC]

Switchgear, 277/480 V, 4000 AMP, 4000 AMP

Switchboard, 277/480 V, 600 AMP, 600 AMP

Secondary Transformer, Dry, Stepdown, 112.5 KVA

Secondary Transformer, Dry, Stepdown, 112.5 KVA [T-K2PN]

Electrical System, Wiring & Switches, Average or Low Density/Complexity
Interior Lighting System, Full Upgrade, High Density & Standard Fixtures
Exterior Light, any type, w/ LED Replacement, 100 WATT

High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W
Stage Lighting System, Full Upgrade, Specialty Fixtures

Exterior Light, any type, w/ LED Replacement, 400 WATT

Emergency & Exit Lighting System, Full Interior Upgrade, LED

Sound System, Theater/Auditorium/Church

Intercom/PA System, Public Address Upgrade, Facility-Wide
Security/Surveillance System, Full System Upgrade, Average Density

Fire Alarm Panel, Fully Addressable

Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install
BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install

Foodservice Equipment, Refrigerator, 1-Door Reach-In
Commercial Kitchen Line, Serving/Warming Equipment

Commercial Kitchen Line, Preparation Tables/Areas

Quantity

1
1
317,731
317,731
44

24
1,200

6
317,731

7,500
317,731
317,731

1
317,731
317,731

SF

SF

SF

SF

SF

SF

SF

SF

SF

LF
LF

RUL ID
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E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 4
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Sink, 1-Bowl 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Exhaust Hood, 8 to 10 LF 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Sink, 1-Bowl 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 3
E1030 3012 Food Science Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 5
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 3
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Exhaust Hood, 8 to 10 LF 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Range, 2-Burner 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 3
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Steamer, Freestanding 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Preparation Tables/Areas 6
E1030 zgsﬁz(;rzgp)memial Kitchen Fair Foodservice Equipment, Walk-In, Refrigerator 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Sink, 1-Bowl 1
E1030 1055B - Commercial Kitchen (Freezer) Fair Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 1
E1030 Commercial Kitchen Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Steamer, Freestanding 1

E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 6

LF

LF

LF

LF
LF

LF

LF

RUL
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E1030 Greenhouse Fair Commercial Kitchen Line, Preparation Tables/Areas 24
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 3
E1030 1055B - Commercial Kitchen Good Foodservice Equipment, Refrigerator, 1-Door Reach-In 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Preparation Tables/Areas 6
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 3
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Walk-In, Freezer 1
E1030 zgsﬁzérgggmemial Kitchen Fair Foodservice Equipment, Walk-In, Evaporator for Refigerator/Freezer 1
E1030 3012 Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 4
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 4
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Preparation Tables/Areas 6
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 5
E1030 3012 Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Sink, 1-Bowl 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1
E1030 Commercial Kitchen Fair Foodservice Equipment, Walk-In, Condenser for Refigerator/Freezer 1
E1030 1055B - Commercial Kitchen Good Foodservice Equipment, Icemaker, Freestanding 1
E1030 1076 - Auditorium Fair Foodservice Equipment, Trash Compactor, 600 LB 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 3
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Convection Oven, Double 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 6
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Exhaust Hood, 8 to 10 LF 1

E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 3

LF
LF

LF
LF

LF
LF
LF
LF

LF

LF

LF
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E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Convection Oven, Double 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Commercial Kitchen, 3-Bowl 1
E1030 1055B - Commercial Kitchen Fair Foodservice Equipment, Sink, 2-Bowl 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 1
E1030 3012 Food Science Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Preparation Tables/Areas 10
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 1
E1030 3012 Food Science Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1
E1030 1055B - Commercial Kitchen Fair Commercial Kitchen Line, Serving/Warming Equipment 1
E1040 1095C - Art Storage Fair Ceramics Equipment, Kiln 1
E1040 Science Prep Fair Laboratory Equipment, Exhaust Hood, Variable Volume 4 LF, 4 LF 5
E1040 Classrooms Science Fair Laboratory Equipment, Exhaust Hood, Variable Volume 4 LF, 4 LF 9
E1040 Science Prep Fair Laboratory Equipment, Sink, 1-Bowl 14
E1040 1095C - Art Storage Fair Ceramics Equipment, Kiln 1
E1040 Classrooms Science Fair Laboratory Equipment, Sink, 1-Bowl 81
E1040 1095C - Art Storage Fair Ceramics Equipment, Kiln 1
E1070 2nd Floor Gymnasium Fair Basketball Backboard, Ceiling-Mounted, Operable 6
E2010 Library Fair Library Shelving, Single-Faced, up to 90" Height 120
E2010 Library Fair Library Shelving, Double-Faced, up to 90" Height 260
E2010 Throughout Building Fair Library Shelving, Single-Faced, up to 90" Height, up to 90" Height 60

E2010 1076 - Auditorium Fair Fixed Seating, Auditorium/Theater, Metal Cushioned Standard 400
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