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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x None marked

designated spaces appear to be provided ?

Are accessible spaces on the shortest

3 |accessible route to an accessible building x
entrance ?
Does parking signage include the International . .
4 Symbol of Accessibility ? X Missing sign

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE RAMP ACCESSIBLE PATH

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances
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ACCESSIBLE ENTRANCE DOOR HARDWARE

Question Yes No NA Comments

Do a sufficient number of accessible x
entrances appear to be provided ?

If the main entrance is not accessible, is an x
alternate accessible entrance provided?

Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

r

ACCESSIBLE INTERIOR PATH DOOR HARDWARE

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear Door too thin

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Public Restrooms

TOILET STALL OVERVIEW

Question Yes No NA Comments
1 Do publlc_ly_accessmle t_0|let rooms appear to x No accessible bathrooms
have a minimum compliant floor area ?

Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?
3 Does the lavatory faucet have compliant x
handles ?
Is the plumbing piping under lavatories
4 configured to protect against contact ? X Not covered

5 Are grab bars provided at compliant locations x Not present

around the toilet ?

6 Do toilet stall doors appear to provide the x

minimum compliant clear width ? No
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Do toilet stalls appear to provide the minimum x No
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

SEN

OVERVIEW OF PLAYGROUND ACCESSIBLE ROUTE TO PLAYGROUND
Question Yes No NA Comments

1 Is there an accessible route to the play area /

s? X

Has the play area been reviewed for
2 accessibility ? X Unknown
3 Are publicly accessible swimming pools x

equipped with an entrance lift ?
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Appendix E:

Component Condition Report
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Component Condition Report | Radnor Center / Main Building

UF L3 Code
Structure
A4010
B1010
Facade
B2020
B2050
Roofing
B3010
B3060
Interiors
C1070
C2010
C2030
Plumbing
D2010
D2010
D2010
D2010
D2010
D2010
D2010
D2060
D2060
HVAC
D3020
D3020
D3020
D3020
D3030
D3030
D3030
D3030
D3050
D3050
D3050
D3050
D3060
D3060
D3060
D3060
D3060
D3060
D3060

Location

Throughout Building
Throughout Building

Building Exterior

Building Exterior

Roof
Roof

Throughout Building
Throughout Building
Throughout Building

Restrooms

Boiler Room 2
Throughout Building
Restrooms
Mechanical Room
Throughout Building
Throughout Building
Mechanical Room

Mechanical Room

Kitchen

Boiler Room

Boiler Room

Boiler Room 2

Roof

Throughout Building
Building Exterior
Roof

Mechanical Room
Mechanical Room
Roof

Throughout Building
Roof

Roof

Roof

Roof

Roof

Roof

Roof

Condition

Fair

Fair

Poor

Fair

Fair

Poor

Poor
Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair

Fair

Component/Attributes/Capacity

Foundation, Concrete, Standard w/ Integral Perimeter Footings, w/ Integral Perimeter Footings

Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building, 1-2 Story Building

Glazing, any type by SF

Exterior Door, Steel, Commercial

Roofing, Built-Up
Roof Hatch, Metal

Suspended Ceilings, Acoustical Tile (ACT)
Wall Finishes, any surface, Prep & Paint

Flooring, Vinyl Tile (VCT)

Urinal, Standard

Storage Tank, Domestic Water, 151 - 250 GAL

Toilet, Commercial Water Closet

Sink/Lavatory, Wall-Hung, Enameled Steel

Water Heater, Gas, Commercial (125 MBH), 80 GAL

Drinking Fountain, Wall-Mounted, Single-Level

Plumbing System, Supply & Sanitary, Low Density (excludes fixtures)
Air Compressor, Tank-Style, 1.3 HP

Air Compressor, Tank-Style, 1.5 HP

Unit Heater, Hydronic, 3 - 5 MBH

Boiler, Gas, HVAC, 1289 MBH [BOILER #1]

Boiler, Gas, HVAC, 1289 MBH [BOILER #2]

Boiler, Gas, HVAC, 1001 - 2000 MBH

Split System Ductless, Single Zone, 2 TON

Unit Ventilator, approx/nominal 2 Ton, 300 - 750 CFM

Split System Ductless, Single Zone, Condenser & Evaporator, 3 TON
Split System Ductless, Single Zone, 2 TON

Pump, Distribution, HYAC Heating Water, 8 - 10 HP

Pump, Distribution, HYAC Heating Water, 8 - 10 HP

Packaged Unit, RTU, Pad or Roof-Mounted, 11 to 12.5 TON, 12.5 TON
HVAC System, Hydronic Piping, 2-Pipe

Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-1]
Exhaust Fan, Centrifugal, 36"Damper, 8501 - 15000 CFM [EF-7]
Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-3]
Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-6]
Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-9]
Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-5]
Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-4]
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Quantity

36,663
36,663

6,000
20

36,663

36,663

73,300
36,663

SF

SF

SF

SF

SF
SF
SF

SF

SF

RUL

23
23

© © ©o © © N ©o © N A B~ b OO A O OO N N D



[Diraiit = [Fer Diseussion PUrpeses Omly
Component Condition Report | Radnor Center / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Roof Fair Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-2] 1 9
D3060 Roof Fair Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM [EF-8] 1 3
D3060 Roof Fair Exhaust Fan, Centrifugal, 24" Damper, 2001 - 5000 CFM 1 9
Electrical

D5010 Boiler Room 2 Fair Automatic Transfer Switch, ATS, 150 AMP 1 9
D5010 Building Exterior Fair Generator, Diesel, 135 KW 1 1
D5010 Boiler Room 2 Fair Automatic Transfer Switch, ATS, 150 AMP 1 9
D5020 Mechanical Room Poor Distribution Panel, 120/240 V, 400 AMP 1 1
D5030 Throughout Building Fair Electrical System, Wiring & Switches, Average or Low Density/Complexity 36,663 SF 5
D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, High Density & Standard Fixtures 36,663 SF 4
D5040 Building Exterior Poor Exterior Light, any type, w/ LED Replacement, 100 WATT 14 2

Fire Alarm & Electronic Systems

D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 36,663 SF 6
D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 36,663 SF 6
D7050 Throughout Building Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 36,663 SF 6
D7050 Boiler Room 2 Fair Fire Alarm Panel, Fully Addressable 1 9
Equipment & Furnishings

E1030 Kitchen Fair Foodservice Equipment, Convection Oven, Double 1 5
E1030 Kitchen Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1 9
E1030 Kitchen Fair Foodservice Equipment, Exhaust Hood, 8 to 10 LF 1 6
E1030 Kitchen Fair Foodservice Equipment, Range, 2-Burner 1 6
E1030 Kitchen Fair Foodservice Equipment, Commercial Kitchen, 3-Bowl 1 8
E1030 Kitchen Fair Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels 1 8
E1030 Kitchen Fair Foodservice Equipment, Refrigerator, 1-Door Reach-In 1 6
E1040 Hallways & Common Areas Fair Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted 1 4
Pedestrian Plazas & Walkways

G2030 Building Exterior Poor Sidewalk, Concrete, Small Areas/Sections 600 SF 1
Athletic, Recreational & Playfield Areas

G2050 Play courts Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe 20,000 SF 3
G2050 Play courts Fair Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay 20,000 SF 16
Follow-up Studies

P2030 Storage Rooms NA Engineering Study, Environmental, Sample for Lead Paint, Evaluate/Report 1 1
Accessibility

Y1030 Throughout Building NA ADA Entrances & Doors, Door Opening, Widen to 32" for Framed Wall, Modify 4 1
Y1050 Restrooms NA ADA Restrooms, Restroom Layout, Full Reconfiguration, Renovate 2 1
Y1050 Restrooms NA ADA Restrooms, Lavatory, Pipe Wraps/Insulation, Install 1 1
Y1090 Facility Wide NA ADA Miscellaneous, Level Il Study, Includes Measurements, Evaluate/Report 1 0
Component Condition Report | Radnor Center / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Pedestrian Plazas & Walkways

G2020 Site Fair Parking Lots, Pavement, Asphalt, Mill & Overlay 30,000 SF 10

G2020 Site Poor Parking Lots, Pavement, Asphalt, Seal & Stripe 30,000 SF 2

Athletic, Recreational & Playfield Areas
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Component Condition Report | Radnor Center / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
G2050 Site Fair Playground Surfaces, Chips Wood, 6" Depth 5,000 SF 3
G2050 Site Fair Sports Apparatus, Basketball, Backboard/Rim/Pole 4 9
G2050 Site Fair Play Structure, Multipurpose, Medium 1 1"
Sitework

G2060 Site Good Park Bench, Metal Powder-Coated 1 16
G2060 Site Fair Fences & Gates, Fence, Chain Link 6' 300 LF 9
G2060 Site Fair Picnic Table, Wood/Composite/Fiberglass 2 4
G4050 Site Fair Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 400 WATT, Replace/Install 1 9
Accessibility

Y1010 Site NA ADA Parking, Designated Stall, Pavement Markings & Signage, Install 1 1

Y1010 Site NA ADA Parking, Signage, Pole-Mounted, Install 1 1
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Replacement Reserves Report }%‘
3/27/2026

Location 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Total Escalated Estimate
Radnor Center $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0
Radnor Center / Main Building $7,500 $56,732 $520,075 $24,914 $1,194,516 $181,818 $445,297 $131,842 $248,939 $375,664 $0 $166,108 $10,365 $13,217 $2,269 $139,407 $288,767 $0 $33,708 $329,861 $11,017 $4,182,017
Radnor Center / Site $0 $1,545 $14,322 $10,927 $1,351 $0 $0 $16,603 $12,668 $38,230 $141,111 $27,685 $19,248 $14,685 $0 $0 $1,123 $22,313 $17,024 $0 $0 $338,836
Grand Total $7,500 $58,277 $534,397 $35,841 $1,195,867 $181,818 $445,297 $148,446 $261,607 $413,894 $141,111 $193,793 $29,613 $27,902 $2,269 $139,407 $289,890 $22,313 $50,733 $329,861 $11,017 $4,520,852
Radnor Center

Radnor Center / Main Building

Uniformat CodeLocation Description ID Cost Description Lifespan (EUL)EAge RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044  2045Deficit Repair

B2020 Building Exterior 10207412 Glazing, any type by SF, Replace 30 28 2 6000 SF $55.00 $330,000 $330,000 $330,000
B2050 Building Exterior 10207424 Exterior Door, Steel, Commercial, Replace 40 25 15 20 EA $4,060.00 $81,200 $81,200 $81,200
B3010 Roof 10207452 Roofing, Built-Up, Replace 25 21 4 36663 SF $14.00 $513,282 $513,282 $513,282
B3060 Roof 10207460 Roof Hatch, Metal, Replace 30 28 2 1 EA $1,300.00  $1,300 $1,300 $1,300
C1070 Throughout Building 10207461 Suspended Ceilings, Acoustical Tile (ACT), Replace 25 23 2 36663 SF $3.50 $128,321 $128,321 $128,321
C2010 Throughout Building 10207422 Wall Finishes, any surface, Prep & Paint 10 4 6 73300 SF $1.50 $109,950 $109,950 $109,950 $219,900
C2030 Throughout Building 10207457 Flooring, Vinyl Tile (VCT), Replace 15 1 4 36663 SF $5.00 $183,315 $183,315 $183,315 $366,630
D2010 Boiler Room 2 10207433 Storage Tank, Domestic Water, Replace 30 24 6 1 EA $3,000.00  $3,000 $3,000 $3,000
D2010 Mechanical Room 10207458 Water Heater, Gas, Commercial (125 MBH), Replace 20 16 4 1 EA  $12,400.00 $12,400 $12,400 $12,400
D2010 Throughout Building 10207441 Plumbing System, Supply & Sanitary, Low Density (excludes fixtures), Replace 40 32 8 36663 SF $5.00 $183,315 $183,315 $183,315
D2010 Throughout Building 10207439 Drinking Fountain, Wall-Mounted, Single-Level, Replace 15 12 3 5 EA $1,200.00  $6,000 $6,000 $6,000 $12,000
D2010 Restrooms 10207454 Urinal, Standard, Replace 30 21 9 10 EA $1,100.00 $11,000 $11,000 $11,000
D2010 Throughout Building 10207417 Toilet, Commercial Water Closet, Replace 30 21 9 20 EA $1,300.00 $26,000 $26,000 $26,000
D2010 Restrooms 10207403 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace 30 19 1" 20 EA $1,700.00 $34,000 $34,000 $34,000
D2060 Mechanical Room 10207421 Air Compressor, Tank-Style, Replace 20 14 6 1 EA $7,270.00  $7,270 $7,270 $7,270
D2060 Mechanical Room 10207402 Air Compressor, Tank-Style, Replace 20 8 12 1 EA $7,270.00  §7,270 $7,270 $7,270
D3020 Boiler Room 2 10207440 Boiler, Gas, HVAC, Replace 30 25 5 1 EA  $50,800.00 $50,800 $50,800 $50,800
D3020 Boiler Room 10207455 Boiler, Gas, HVAC, Replace 30 23 7 1 EA  $50,800.00 $50,800 $50,800 $50,800
D3020 Boiler Room 10207437 Boiler, Gas, HVAC, Replace 30 23 7 1 EA  $50,800.00 $50,800 $50,800 $50,800
D3020 Kitchen 10207407 Unit Heater, Hydronic, Replace 20 16 4 1 EA $1,100.00  $1,100 $1,100 $1,100
D3030 Roof 10207399 Split System Ductless, Single Zone, Replace 15 12 3 1 EA $4,800.00  $4,800 $4,800 $4,800 $9,600
D3030 Throughout Building 10207459 Unit Ventilator, approx/nominal 2 Ton, Replace 20 16 4 20 EA $7,400.00 $148,000 $148,000 $148,000
D3030 Roof 10207420 Split System Ductless, Single Zone, Replace 15 1" 4 1 EA $4,800.00  $4,800 $4,800 $4,800 $9,600
D3030 Building Exterior 10207463 Split System Ductless, Single Zone, Condenser & Evaporator, Replace 15 10 5 1 EA $6,100.00  $6,100 $6,100 $6,100 $12,200
D3050 Mechanical Room 10207415 Pump, Distribution, HVAC Heating Water, Replace 25 21 4 1 EA $6,800.00  $6,800 $6,800 $6,800
D3050 Mechanical Room 10207410 Pump, Distribution, HVAC Heating Water, Replace 25 21 4 1 EA $6,800.00  $6,800 $6,800 $6,800
D3050 Throughout Building 10207404 HVAC System, Hydronic Piping, 2-Pipe, Replace 40 31 9 36663 SF $5.00 $183,315 $183,315 $183,315
D3050 Roof 10207436 Packaged Unit, RTU, Pad or Roof-Mounted, 11 to 12.5 TON, Replace 20 18 2 1 EA  $25,000.00 $25,000 $25,000 $25,000
D3060 Roof 10207442 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 22 3 1 EA $3,000.00  $3,000 $3,000 $3,000
D3060 Roof 10207431 Exhaust Fan, Centrifugal, 36"Damper, Replace 25 18 7 1 EA $5,600.00  $5,600 $5,600 $5,600
D3060 Roof 10207447 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 16 9 1 EA $3,000.00  $3,000 $3,000 $3,000
D3060 Roof 10207409 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 16 9 1 EA $3,000.00  $3,000 $3,000 $3,000
D3060 Roof 10207434 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 16 9 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10207429 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 16 9 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10207450 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 16 9 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10207426 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 16 9 1 EA $3,000.00  $3,000 $3,000 $3,000
D3060 Roof 10207418 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 16 9 1 EA $3,000.00  $3,000 $3,000 $3,000
D3060 Roof 10207438 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 16 9 1 EA $3,000.00  $3,000 $3,000 $3,000
D5010 Building Exterior 10207471 Generator, Diesel, Replace 25 14 1" 1 EA  $86,000.00 $86,000 $86,000 $86,000
D5010 Boiler Room 2 10207405 Automatic Transfer Switch, ATS, Replace 25 16 9 1 EA  $12,000.00 $12,000 $12,000 $12,000
D5010 Boiler Room 2 10207443 Automatic Transfer Switch, ATS, Replace 25 16 9 1 EA  $12,000.00 $12,000 $12,000 $12,000
D5020 Mechanical Room 10207448 Distribution Panel, 120/240 V, Replace 30 29 1 1 EA $5,500.00  $5,500 $5,500 $5,500
D5030 Throughout Building 10207406 Electrical System, Wiring & Switches, Average or Low Density/Complexity, Replace 40 35 5 36663 SF $2.50 $91,658 $91,658 $91,658
D5040 Building Exterior 10207435 Exterior Light, any type, w/ LED Replacement, Replace 20 18 2 14 EA $400.00  $5,600 $5,600 $5,600
D5040 Throughout Building 10207432 Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace 20 16 4 36663 SF $5.00 $183,315 $183,315 $183,315
D6060 Throughout Building 10207430 Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace 20 14 6 36663 SF $1.65 $60,494 $60,494 $60,494
D7030 Throughout Building 10207425 Security/Surveillance System, Full System Upgrade, Average Density, Replace 15 9 6 36663 SF $2.00 $73,326 $73,326 $73,326
D7050 Throughout Building 10207423 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 20 14 6 36663 SF $3.00 $109,989 $109,989 $109,989
D7050 Boiler Room 2 10207414 Fire Alarm Panel, Fully Addressable, Replace 15 6 9 1 EA  $15,000.00 $15,000 $15,000 $15,000
E1030 Kitchen 10207400 Foodservice Equipment, Convection Oven, Double, Replace 10 5 5 1 EA $8,280.00  $8,280 $8,280 $8,280 $16,560
E1030 Kitchen 10207444 Foodservice Equipment, Exhaust Hood, 8 to 10 LF, Replace 15 9 6 1 EA $4,500.00  $4,500 $4,500 $4,500
E1030 Kitchen 10207449 Foodservice Equipment, Range, 2-Burner, Replace 15 9 6 1 EA $1,700.00  $1,700 $1,700 $1,700
E1030 Kitchen 10207419 Foodservice Equipment, Refrigerator, 1-Door Reach-In, Replace 15 9 6 1 EA $2,700.00  $2,700 $2,700 $2,700
E1030 Kitchen 10207427 Foodservice Equipment, Commercial Kitchen, 3-Bowl, Replace 30 22 8 1 EA $2,500.00 $2,500 $2,500 $2,500
E1030 Kitchen 10207416 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15 7 8 1 EA $1,700.00  $1,700 $1,700 $1,700
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Replacement Reserves Report

3/27/2026

Uniformat CodeLocation Description ID Cost Description

E1030 Kitchen 10207411 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace

E1040 Hallways & Common Areas 10207456 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace

G2030 Building Exterior 10207428 Sidewalk, Concrete, Small Areas/Sections, Replace

G2050 Play courts 10667544 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
G2050 Play courts 10667543 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
P2030 Storage Rooms 10207408 Engineering Study, Environmental, Sample for Lead Paint, Evaluate/Report
Y1030 Throughout Building 10207453 ADA Entrances & Doors, Door Opening, Widen to 32" for Framed Wall, Modify
Y1050 Restrooms 10207446 ADA Restrooms, Restroom Layout, Full Reconfiguration, Renovate

Y1050 Restrooms 10207398 ADA Restrooms, Lavatory, Pipe Wraps/Insulation, Install

Y1090 Facility Wide 10214915 ADA Miscellaneous, Level Il Study, Includes Measurements, Evaluate/Report

Totals, Unescalated

Totals, Escalated (3.0% il i ded )

Radnor Center / Site

Uniformat CodelLocation DescriptionID Cost Description

G2020 Site 10207466 Parking Lots, Pavement, Asphalt, Seal & Stripe

G2020 Site 10207464 Parking Lots, Pavement, Asphalt, Mill & Overlay

G2050 Site 10207472 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace

G2050 Site 10207468 Playground Surfaces, Chips Wood, 6" Depth, Replace

G2050 Site 10207470 Play Structure, Multipurpose, Medium, Replace

G2060 Site 10207462 Picnic Table, Wood/Composite/Fiberglass, Replace

G2060 Site 10207467 Fences & Gates, Fence, Chain Link 6', Replace

G2060 Site 10207469 Park Bench, Metal Powder-Coated, Replace

G4050 Site 10207465 Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, Replace/Install
Y1010 Site 10207451 ADA Parking, Designated Stall, Pavement Markings & Signage, Install
Y1010 Site 10207413 ADA Parking, Signage, Pole-Mounted, Install

Totals, Unescalated

Totals,

(3.0% inflati p )

Lifespan (EUL)EAge

5

25

25

5

20

20

40

20
20

15

10

50

5

25

Lifespan (EUL)EAge

3
15

16

$7,500 $55,080 $490,221 $22,800 $1,061,312 $156,838 $372,929 $107,200 $196,515 $287,915

$7,500 $56,732 $520,075 $24,914 $1,194,516 $181,818 $445,297 $131,842 $248,939 $375,664

RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028
6 9 1 EA $4,600.00  $4,600
6 4 1 EA $1,500.00  $1,500
49 1 600 SF $20.00 $12,000 $12,000
2 3 20000 SF $0.45  $9,000 $9,000
9 16 20000 SF $3.50 $70,000
-1 1 1 EA $1,500.00  $1,500 $1,500
-1 1 4 EA $1,500.00  $6,000 $6,000
-1 1 2 EA  $15,000.00 $30,000 $30,000
-1 1 1 EA $80.00 $80 $80
0 0 1 EA $7,500.00 $7,500 $7,500
RUL QuantityUnit Unit Cost* Subtotal 2025 2026 2027 2028 2029
2 30000 SF $0.45 $13,500 $13,500
10 30000 SF $3.50 $105,000
9 4 EA $4,750.00 $19,000
3 5000 SF $2.00 $10,000 $10,000
1" 1 EA  $20,000.00 $20,000
4 2 EA $600.00  $1,200 $1,200
9 300 LF $21.00  $6,300
16 1 EA $700.00 $700
9 1 EA $4,000.00  $4,000
1 1 EA $1,000.00  $1,000 $1,000
1 1 EA $500.00 $500 $500
$0 $1,500 $13,500 $10,000 $1,200
$0 $1,545 $14,322 $10,927 $1,351

2029 2030 2031 2032 2033 2034

$4,600

2035 2036

$1,500

$9,000

2030 2031 2032 2033 2034 2035 2036 2037 2038
$13,500 $13,500
$105,000

$19,000

$10,000 $10,000
$20,000

$6,300

$4,000
$0 $0 $13,500 $10,000 $29,300 $105,000 $20,000 $13,500 $10,000
$0 $0 $16,603 $12,668 $38,230 $141,111 $27,685 $19,248 $14,685

2037 2038 2039 2040 2041

$1,500

$9,000
$70,000

$0 $120,000 $7,270 $9,000 $1,500 $89,480 $179,950
$0 $166,108 $10,365 $13,217 $2,269 $139,407 $288,767

2039 2040 2041 2042 2043
$13,500
$10,000
$700
$0 $0  $700 $13,500 $10,000
$0 $0 $1,123 $22,313 $17,024

‘;@“

2042 2043 2044  2045Deficiency Repair Estimate
$4,600
$3,000

$12,000

$9,000 $36,000
$70,000
$1,500
$6,000
$30,000
$80
$7,500
$0 $19,800 $188,115 $6,100 $3,379,524

$0 $33,708 $329,861 $11,017 $4,182,017

2044 2045Deficiency Repair Estimate

$54,000

$105,000

$19,000

$40,000

$20,000

$1,200

$6,300

$700

$4,000

$1,000

$500

$0
$0

$0
$0

$251,700
$338,836

* Markup has been included in unit costs.
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Index

D20 Plumbing

10207433

10207458

10207402

10207421

UFCode

D2010

D2010

D2060

D2060

Component Description

Storage Tank

Water Heater

Air Compressor

Air Compressor

Attributes

Domestic Water

Gas, Commercial (125 MBH)

Tank-Style

Tank-Style

Capacity

151 - 250 GAL

80 GAL

1.3 HP

1.5 HP

Building

Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building

Location Detail

Boiler Room 2

Mechanical Room

Mechanical Room

Mechanical Room

Manufacturer

NA

Bradford

Quincy Compressor

Quincy Compressor

Model

NA

DM80T1993N

MODEL, BMQTS3QCBST

BMQTS3QCBST

Serial

NA

GF13536732

12.13.2017

UTZ450536

Dataplate Yr

2007

2017

[Draitt = [7er DIscussion PUrpeses Omly

Barcode

Qty



Index

D30 HVAC

20

21

10207440

10207455

10207437

10207407

10207399

10207420

10207463

10207459

10207415

10207410

10207436

10207438

10207447

10207418

10207409

10207426

10207450

10207434

10207431

10207442

10207429

UFCode

D3020

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3050

D3050

D3050

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component Description

Boiler

Boiler [BOILER #1]

Boiler [BOILER #2]

Unit Heater

Split System Ductless

Split System Ductless

Split System Ductless

Unit Ventilator

Pump

Pump

Packaged Unit

Exhaust Fan

Exhaust Fan [EF-1]

Exhaust Fan [EF-2]

Exhaust Fan [EF-3]

Exhaust Fan [EF-4]

Exhaust Fan [EF-5]

Exhaust Fan [EF-6]

Exhaust Fan [EF-7]

Exhaust Fan [EF-8]

Exhaust Fan [EF-9]

Attributes

Gas, HVAC

Gas, HVAC

Gas, HVAC

Hydronic

Single Zone

Single Zone

Single Zone, Condenser &

Evaporator

approx/nominal 2 Ton

Distribution, HVAC Heating Water

Distribution, HVAC Heating Water

RTU, Pad or Roof-Mounted, 11 to

12.5 TON

Centrifugal, 24" Damper

Centrifugal, 24" Damper

Centrifugal, 24" Damper

Centrifugal, 24" Damper

Centrifugal, 24" Damper

Centrifugal, 24" Damper

Centrifugal, 24" Damper

Centrifugal, 36"Damper

Centrifugal, 24" Damper

Centrifugal, 24" Damper

Capacity

1001 - 2000 MBH

1289 MBH

1289 MBH

3-5MBH

2TON

2TON

3 TON

300 - 750 CFM

8-10HP

8-10HP

12.5 TON

2001 - 5000 CFM

2001 - 5000 CFM

2001 - 5000 CFM

2001 - 5000 CFM

2001 - 5000 CFM

2001 - 5000 CFM

2001 - 5000 CFM

8501 - 15000 CFM

2001 - 5000 CFM

2001 - 5000 CFM

Building

Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building

Location Detail

Boiler Room 2

Boiler Room

Boiler Room

Kitchen

Roof

Roof

Building Exterior

Throughout Building

Mechanical Room

Mechanical Room

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

American Standard Inc.

Burnham

Burnham

Mitsubishi Electric

Mitsubishi Electric

Mitsubishi

U.S. Electrical Motors

U.S. Electrical Motors

Trane

No dataplate

PennBarry

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

CaptiveAire Systems

No dataplate

No dataplate

Model

NA

4FW 154 50 G GP

4FW-240-50-GO-GP

llegible

MXZ-2B20NA

PUZ-A36NHA2

llegible

llegible

TCD151C30AAA

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

NCA18FA

No dataplate

No dataplate

Serial

NA

19397

21143

llegible

llegible

lllegible

llegible

llegible

P33101527D

No dataplate

M10S292713

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

No dataplate

Dataplate Yr

1999

2007
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Index

D50 Electrical

10207471

10207405

10207443

10207448

UFCode

D5010

D5010

D5010

D5020

Component Description

Generator

Automatic Transfer Switch

Automatic Transfer Switch

Distribution Panel

Attributes

Diesel

ATS

ATS

120/240 V

Capacity

135 KW

150 AMP

150 AMP

400 AMP

Building

Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building

Location Detail

Building Exterior

Boiler Room 2

Boiler Room 2

Mechanical Room

Manufacturer

Marathon

Asco

Asco

Square D

Model

363NSL1607-2

1005078-009

1005078-009

NA

Serial Dataplate Yr

MT-0024312-041

1186504 RE

1200062 RE

NA
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Index D UFCode Component Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode
D70 Electronic Safety & Security

R Mai
1 10207414 D7050 Fire Alarm Panel Fully Addressable Bjﬁ;ﬁ;ce”te” an Boiler Room 2 Fire Lite MS-9600 NA



Index

E10 Equipment

10207427

10207400

10207444

10207416

10207449

10207419

10207411

10207456

UFCode

E1030

E1030

E1030

E1030

E1030

E1030

E1030

E1040

Component Description

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Foodservice Equipment

Healthcare Equipment

Attributes Capacity

Commercial Kitchen, 3-Bowl

Convection Oven, Double

Exhaust Hood, 8 to 10 LF

Food Warmer, Proofing Cabinet
on Wheels

Range, 2-Burner

Refrigerator, 1-Door Reach-In

Refrigerator, 2-Door Reach-In

Defibrillator (AED), Cabinet-
Mounted

Building

Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building
Radnor Center / Main
Building

Location Detail

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Kitchen

Hallways & Common Areas

Manufacturer

No dataplate

CaptiveAire Systems

Vulcan

Garland

Beverage-Air Corporation

Beverage-Air Corporation

Model

No dataplate

6024 G-NDI

VHFA18

No dataplate

No dataplate

No dataplate

Serial

No dataplate

NA

521020098

No dataplate

No dataplate

No dataplate

Dataplate Yr
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