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Photographic Overview

25 - WATER HEATER 26 - SWITCHBOARD
27 - GENERATOR 28 - AUTOMATIC TRANSFER SWITCH
29 - BAS/HVAC CONTROLS 30 - FIRE ALARM PANEL
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Project Number Site Name

172559.25R000-225.354 Rocking Horse Road Center
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Visual Checklist - 2010 ADA Standards for Accessible Design

Property Name: Rocking Horse Road Center

BV Project Number:  172559.25R000-225.354

Abbreviated Accessibility Checklist

Facility History & Interview

Question Yes No Unk Comments

Has an accessibility study been previously x
performed? If so, when?

Have any ADA improvements been made to

2 | the property since original construction? X
Describe.
3 Has building management reported any X

accessibility-based complaints or litigation?
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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?
Are accessible spaces on the shortest

3 |accessible route to an accessible building x

entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE PATH ACCESSIBLE RAMP

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

MAIN ENTRANCE DOOR HARDWARE

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?
2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?
3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?




[Draifs - [For Discussion [Purpeses Ol

Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

S

§e)
SELF-SERVICE AREA

ACCESSIBLE INTERIOR PATH

Question Yes No NA Comments

1 Does an accessible route appear to connect x
all public areas inside the building ?

2 Do accessible routes appear free of x
obstructions and/or protruding objects ?

3 Do ramps on accessible routes appear to x
have compliant slopes ?

4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to

5 | have compliant end and intermediate x
landings ?

6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Public Restrooms

TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES
Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x

have a minimum compliant floor area ?

Does the lavatory appear to be mounted at a
2 | compliant height and with compliant knee x

area ?
3 Does the lavatory faucet have compliant x

handles ?
4 Is the plumbing piping under lavatories x

configured to protect against contact ?
5 Are grab bars provided at compliant locations x

around the toilet ?
6 Do toilet stall doors appear to provide the x

minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Component Condition Report | Rocking Horse Road Center / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Structure

A1010 Substructure Fair Foundation System, Concrete Strip/Pad Footings w/ Slab, 1-2 Story Building, 1-2 Story Building 57,639 SF 26
B1010 Superstructure Fair Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building, 1-2 Story Building 57,639 SF 26
B1080 Stairwells Fair Stairs, Metal or Pan-Filled, Interior 1,200 SF 26
Facade

B2010 Building Exterior Fair Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 32,775 SF 11
B2020 Building Exterior Fair Window, Vinyl-Clad Double-Glazed, 28-40 SF 150 16
B2020 Building Exterior Poor Window, Wood, 16-25 SF 80 2
B2050 Building Exterior Fair Exterior Door, Steel, Commercial 23 21
Roofing

B3010 Various Locations Poor Roofing, any type, Repairs per Man-Day, Repair 2 0
B3010 Roof Fair Roofing, Single-Ply Membrane, EPDM 7,300 SF 11
B3010 Roof Fair Roofing, Built-Up 40,235 SF 5
B3060 Roof Fair Roof Skylight, per unit, up to 20 SF 5 16
Interiors

C1030 Throughout Building Fair Interior Door, Wood, Solid-Core 120 16
C1070 Throughout Building Fair Suspended Ceilings, Acoustical Tile (ACT) 57,639 SF 6
C1090 Restrooms Fair Toilet Partitions, Plastic/Laminate 14 11
C2010 Restrooms Fair Wall Finishes, Ceramic Tile 2500 SF 21
C2010 Throughout Building Fair Wall Finishes, any surface, Prep & Paint 57,639 SF 6
C2030 Restrooms Fair Flooring, Ceramic Tile 4,500 SF 21
C2030 Throughout Building Fair Flooring, Vinyl Tile (VCT) 52,119 SF 9
C2030 Throughout Building Fair Flooring, Carpet, Commercial Standard 1,020 SF 4

Plumbing
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Component Condition Report | Rocking Horse Road Center / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D2010 Throughout Building Fair Drinking Fountain, Wall-Mounted, Single-Level 1 4
D2010 Boiler Room Fair Sink/Lavatory, Service Sink, Wall-Hung 1 11
D2010 Boiler Room Fair Water Heater, Gas, Commercial (100 MBH), 75 GAL 1 16
D2010 Throughout Building Fair Drinking Fountain, Wall-Mounted, Single-Level 2 3
D2010 Janitor Closet Fair Sink/Lavatory, Service Sink, Wall-Hung 3 16
D2010 Throughout Building Fair Plumbing System, Supply & Sanitary, Medium Density (excludes fixtures) 57,639 SF 5
D2010 Restrooms Fair Toilet, Commercial Water Closet 22 16
D2010 Boiler Room Fair Storage Tank, Domestic Water, 250 GAL 1 11
D2010 Restrooms Fair Urinal, Standard 3 15
D2010 Restrooms Fair Sink/Lavatory, Wall-Hung, Enameled Steel 17 16
D2010 Throughout Building Fair Sink/Lavatory, Vanity Top, Stainless Steel 8 16
D2060 Boiler Room Fair Air Compressor, Tank-Style, 2 HP 1 4
HVAC

D3020 Department of health Office Fair Wall Heater, Electric, Residential 2 11
D3020 Boiler Room Fair Boiler, Gas, HVAC, 1991 MBH [#2] 1 4
D3020 Boiler Room Fair Boiler, Gas, HVAC, 1991 MBH [#1] 1 4
D3020 Throughout Building Fair Radiator, Hydronic, Column/Cabinet Style (per EA) 47 16
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 4 TON 1 8
D3030 Roof Fair Split System Ductless, Single Zone, 1.5 TON 1 5
D3030 Roof Fair Condensing Unit/Heat Pump, Split System, Exterior, 3.5 TON, 3.5 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 6 TON 1 3
D3030 Roof Fair Air Conditioner, Window/Thru-Wall, 1.5 to 2 TON, 3 TON 1 2
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 7.5 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3 TON 1 3
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Component Condition Report | Rocking Horse Road Center / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 4 TON 1 5
D3030 Roof Fair Condensing Unit/Heat Pump, Split System, Exterior, 3.5 TON, 3.5 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3 TON 1 3
D3030 Throughout Building Fair Unit Ventilator, approx/nominal 3 Ton 22 6
D3030 Roof Fair Computer Room AC Unit, Air-Cooled, CRAC Drycooler/Condenser, 6 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 7.5 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 6 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 7.5 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 6 TON 1 3
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 4 TON 1 3
D3050 Roof Fair Packaged Unit, RTU, Roof-Mounted, 3 TON, 3 TON 1 6
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 3 HP [P-1] 1 3
D3050 Throughout Building Fair HVAC System, Hydronic Piping, 2-Pipe 57,639 SF 11
D3050 Boiler Room Fair Pump, Distribution, HVAC Heating Water, 3 HP [P-2] 1 9
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 3 TON 1 3
D3050 Throughout Building Fair HVAC System, Ductwork, Medium Density 57,639 SF 16
D3050 Roof Good Packaged Unit, RTU, Roof-Mounted, 5 TON, 5 TON [RTU-1] 1 19
D3050 Roof Fair Packaged Unit, RTU, Roof-Mounted, 3 TON, 3 TON 1 8
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 10 TON [RTU-2] 1 3
D3050 Storage room Fair Air Handler, Interior AHU, Easy/Moderate Access, 400 CFM 1 3
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 3.5 TON 1 6
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 28" Damper 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM 1 9
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 4
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Component Condition Report | Rocking Horse Road Center / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D3060 Roof Fair Exhaust Fan, Centrifugal, 24" Damper, 5000 CFM 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 2000 CFM 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 800 CFM 1 3
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 5000 CFM 1 9
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 800 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 28" Damper 1 5
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 5000 CFM 1 9
Fire Protection

D4010 Throughout NA Fire Suppression System, Full System Install/Retrofit, Medium Density/Complexity, Install 57,639 SF 40
D4030 Throughout Building Fair Fire Extinguisher, Type ABC, up to 20 LB 15 6
Electrical

D5010 Building Exterior Fair Generator, Gas or Gasoline, 60 KW 1 12
D5010 Boiler Room Fair Automatic Transfer Switch, ATS, 200 AMP 1 12
D5010 Boiler Room Fair Automatic Transfer Switch, ATS, 200 AMP 1 12
D5020 Boiler Room Fair Distribution Panel, 120/240 V, 400 AMP [MDP-4] 1 11
D5020 Electrical Room Fair Switchboard, 120/208 V, 1600 AMP 1 11
D5020 Electrical Room Fair Switchboard, 120/208 V, 1600 AMP 1 11
D5020 Boiler Room Fair Distribution Panel, 120/240 V, 400 AMP [MDP] 1 4
D5030 Throughout Building Fair Electrical System, Wiring & Switches, Average or Low Density/Complexity 57,639 SF 3
D5040 Throughout Building Fair Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures 57,639 SF 11
D5040 Building Exterior Fair Exterior Light, any type, w/ LED Replacement 13 6
Fire Alarm & Electronic Systems

D6020 Throughout Building Fair Low Voltage System, Phone & Data Lines 57,639 SF 11

D6060 Throughout Building Fair Intercom/PA System, Public Address Upgrade, Facility-Wide 57,639 SF 5
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Component Condition Report | Rocking Horse Road Center / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
D7030 Throughout Building Fair Security/Surveillance System, Full System Upgrade, Average Density 57,639 SF 9
D7050 Boiler Room Fair Fire Alarm Panel, Fully Addressable 1 3
D7050 Throughout Building Fair Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 57,639 SF 5
D7050 Front entrance Fair Fire Alarm Panel, Annunciator 1 9
D8010 Throughout Building Fair BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 57,639 SF 9

Equipment & Furnishings

E1030 Room #112 Fair Foodservice Equipment, Refrigerator, 2-Door Reach-In 1 9
E1030 Throughout Building Fair Foodservice Equipment, Commercial Kitchen, 1-Bowl 1 6
E1040 Throughout Building Fair Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted 3 6
E2010 Throughout Building Fair Casework, Cabinetry, Standard 34 LF 3
Component Condition Report | Rocking Horse Road Center / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Structure

B1080 Site Fair Stairs, Concrete, Exterior 80 SF 26
HVAC

D3030 Ancillary Building Exterior Wall  Fair Heat Pump, Packaged & Wall-Mounted, Exterior Unit, 2.5 to 3 TON 1 10
D3030 Ancillary Building Exterior wall Fair Heat Pump, Packaged & Wall-Mounted, Exterior Unit, 2.5 to 3 TON 1 10
Special Construction & Demo

F1020 Site Fair Ancillary Building, Wood-Framed or CMU, Standard 140 SF 19
F1020 Site Fair Shed, Wood or Metal-Framed, Basic/Minimal 100 SF 6
F1020 Site Fair Ancillary Building, Classroom/Office Module, Standard/Permanent 900 SF 19
F1020 Site Fair Ancillary Building, Classroom/Office Module, Standard/Permanent 900 SF 19

Pedestrian Plazas & Walkways

G2020 Site Fair Parking Lots, Pavement, Asphalt, Seal & Stripe 37,500 SF 3



Component Condition Report | Rocking Horse Road Center / Site

UF L3 Code Location

G2020
G2020
G2030
G2030
Sitework
G2060
G2060
G2060
G2060
G2060
G4050

Site
Site
Site
Site

Site
Site
Site
Site
Site
Site

Condition Component/Attributes/Capacity

Fair
Poor
Poor

Fair

Fair
Fair
Fair
Fair
Good

Fair

Parking Lots, Pavement, Asphalt, Mill & Overlay
Parking Lots, Pavement, Asphalt, Repair
Sidewalk, any pavement type, Sectional Repairs (per Man-Day), Repair

Sidewalk, Concrete, Large Areas

Trash Receptacle, Medium-Duty Metal or Precast
Flagpole, Metal

Signage, Property, Monument, Replace/Install
Picnic Table, Metal Powder-Coated

Picnic Table, Metal Powder-Coated

Pole Light Fixture w/ Lamps, any type 30' High, w/ LED Replacement, Replace/Install
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Quantity ¥ RUL ID
37,500 SF 13

200 SF 1

1 1
12,500 SF 21
1 11

1 16

1 11

1 4

1 19

1 11
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Replacement Reserves Report @
5/15/2026

Location 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Total Escalated Estimate
Rocking Horse Road Center $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0 $0

Rocking Horse Road Center / Main Building $2,200 $0 $103,228 $354,150 $149,411 $1,725,858 $611,289 $0 $11,654 $704,122 $0 $1,323,813 $110,214 $0 $11,571 $5,141 $1,148,271 $0 $221,827 $14,554 $18,061 $6,515,365
Rocking Horse Road Center / Site $0 $2,079 $0 $18,440 $788 $0 $3,313 $0 $21,377 $0 $14,528 $14,534 $0 $217,527 $0 $0 $4,012 $0 $28,729 $657,039 $0 $982,364
Grand Total $2,200 $2,079 $103,228 $372,590 $150,199 $1,725,858 $614,603 $0 $33,031 $704,122 $14,528 $1,338,347 $110,214 $217,527 $11,571 $5,141 $1,152,283 $0 $250,556 $671,593 $18,061 $7,497,729
Rocking Horse Road Center

Rocking Horse Road Center / Main Building

gz::rmat Location Description 1D Cost Description :‘éfji;’a" EAge RUL  QuantityUnit  Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Deﬁcie"cés::’;:
B2010 Building Exterior 10429143 Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain 20 9 11 32775 SF $1.86 $60,962 $60,962 $60,962
B2020 Building Exterior 10429156 Window, Wood, 16-25 SF, Replace 30 28 2 80 EA $1,200.00 $96,000 $96,000 $96,000
B2020 Building Exterior 10429119 Window, Vinyl-Clad Double-Glazed, 28-40 SF, Replace 30 14 16 150 EA $1,200.00 $180,000 $180,000 $180,000
B3010 Various Locations 10496128 Roofing, any type, Repairs per Man-Day, Repair 0 0 0 2 EA $1,100.00 $2,200 $2,200 $2,200
B3010 Roof 10429154 Roofing, Built-Up, Replace 25 20 5 40235 SF $14.00 $563,290 $563,290 $563,290
B3010 Roof 10429133 Roofing, Single-Ply Membrane, EPDM, Replace 20 9 1" 7300 SF $11.00 $80,300 $80,300 $80,300
B3060 Roof 10429180 Roof Skylight, per unit, up to 20 SF, Replace 30 14 16 5 EA $1,300.00  $6,500 $6,500 $6,500
C1030 Throughout Building 10429100 Interior Door, Wood, Solid-Core, Replace 40 24 16 120 EA $700.00 $84,000 $84,000 $84,000
C1070 Throughout Building 10429099 Suspended Ceilings, Acoustical Tile (ACT), Replace 25 19 6 57639 SF $3.50 $201,737 $201,737 $201,737
C1090 Restrooms 10429109 Toilet Partitions, Plastic/Laminate, Replace 20 9 1 14 EA $750.00 $10,500 $10,500 $10,500
C2010 Throughout Building 10429187 Wall Finishes, any surface, Prep & Paint 10 4 6 57639 SF $1.50 $86,459 $86,459 $86,459 $172,917
C2030 Throughout Building 10429094 Flooring, Vinyl Tile (VCT), Replace 15 6 9 52119 SF $5.00 $260,595 $260,595 $260,595
C2030 Throughout Building 10429151 Flooring, Carpet, Commercial Standard, Replace 10 6 4 1020 SF $7.50 $7,650 $7,650 $7,650 $15,300
D2010 Boiler Room 10429124 Storage Tank, Domestic Water, Replace 30 19 11 1 EA $3,000.00  $3,000 $3,000 $3,000
D2010 Boiler Room 10429092 Water Heater, Gas, Commercial (100 MBH), Replace 20 4 16 1 EA  $12,400.00 $12,400 $12,400 $12,400
D2010 Throughout Building 10429086 Plumbing System, Supply & Sanitary, Medium Density (excludes fixtures), Replace 40 35 5 57639 SF $11.00 $634,029 $634,029 $634,029
D2010 Throughout Building 10429085 Drinking Fountain, Wall-Mounted, Single-Level, Replace 15 12 3 2 EA $1,200.00 $2,400 $2,400 $2,400 $4,800
D2010 Throughout Building 10429182 Drinking Fountain, Wall-Mounted, Single-Level, Replace 15 11 4 1 EA $1,200.00  $1,200 $1,200 $1,200 $2,400
D2010 Boiler Room 10429166 Sink/Lavatory, Service Sink, Wall-Hung, Replace 35 24 1 1 EA $1,400.00  $1,400 $1,400 $1,400
D2010 Restrooms 10429104 Urinal, Standard, Replace 30 15 15 3 EA $1,100.00  $3,300 $3,300 $3,300
D2010 Janitor Closet 10429159 Sink/Lavatory, Service Sink, Wall-Hung, Replace 35 19 16 3 EA $1,400.00  $4,200 $4,200 $4,200
D2010 Restrooms 10429169 Toilet, Commercial Water Closet, Replace 30 14 16 22 EA $1,300.00 $28,600 $28,600 $28,600
D2010 Restrooms 10429105 Sink/Lavatory, Wall-Hung, Enameled Steel, Replace 30 14 16 17 EA $1,700.00 $28,900 $28,900 $28,900
D2010 Throughout Building 10429102 Sink/Lavatory, Vanity Top, Stainless Steel, Replace 30 14 16 8 EA $1,200.00  $9,600 $9,600 $9,600
D2060 Boiler Room 10429089 Air Compressor, Tank-Style, Replace 20 16 4 1 EA  $10,600.00 $10,600 $10,600 $10,600
D3020 Boiler Room 10429190 Boiler, Gas, HVAC, Replace 30 26 4 1 EA  $50,800.00 $50,800 $50,800 $50,800
D3020 Boiler Room 10429178 Boiler, Gas, HVAC, Replace 30 26 4 1 EA  $50,800.00 $50,800 $50,800 $50,800
D3020 Department of health Office 10429176 Wall Heater, Electric, Residential, Replace 20 9 1 2 EA $330.00 $660 $660 $660
D3020 Throughout Building 10429168 Radiator, Hydronic, Column/Cabinet Style (per EA), Replace 30 14 16 47 EA $800.00 $37,600 $37,600 $37,600
D3030 Roof 10429091 Air Conditioner, Window/Thru-Wall, 1.5 to 2 TON, Replace 10 8 2 1 EA $1,302.00  $1,302 $1,302 $1,302 $2,604
D3030 Roof 10429093 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA  $12,800.00 $12,800 $12,800 $12,800 $25,600
D3030 Roof 10429120 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA  $12,800.00 $12,800 $12,800 $12,800 $25,600
D3030 Roof 10429107 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA $5,200.00 $5,200 $5,200 $5,200 $10,400
D3030 Roof 10429134 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA $5,200.00 $5,200 $5,200 $5,200 $10,400
D3030 Roof 10429113 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA $4,000.00  $4,000 $4,000 $4,000 $8,000
D3030 Roof 10429196 Computer Room AC Unit, Air-Cooled, CRAC Drycooler/Condenser, Replace 20 17 3 1 EA $7,000.00  $7,000 $7,000 $7,000
D3030 Roof 10429152 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA  $12,800.00 $12,800 $12,800 $12,800 $25,600
D3030 Roof 10429114 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA $12,800.00 $12,800 $12,800 $12,800 $25,600
D3030 Roof 10429131 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA  $12,800.00 $12,800 $12,800 $12,800 $25,600
D3030 Roof 10429101 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA  $12,800.00 $12,800 $12,800 $12,800 $25,600
D3030 Roof 10429185 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA $5,200.00  $5,200 $5,200 $5,200 $10,400
D3030 Roof 10429179 Split System, Condensing Unit/Heat Pump, Replace 15 12 3 1 EA $5,200.00  $5,200 $5,200 $5,200 $10,400
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Replacement Reserves Report @}
5/15/2026

g:i::rmat Location Description 1D Cost Description :‘éfji;’a" EAge RUL  QuantityUnit  Unit Cost* Subtotal 2025 2026 2027 2028 2029 2030 2031 2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045 Deﬁciencé'::i:’;:
D3030 Roof 10429167 Condensing Unit/Heat Pump, Split System, Exterior, 3.5 TON, Replace 15 12 3 1 EA $3,100.00  $3,100 $3,100 $3,100 $6,200
D3030 Roof 10429193 Condensing Unit/Heat Pump, Split System, Exterior, 3.5 TON, Replace 15 12 3 1 EA $3,100.00  $3,100 $3,100 $3,100 $6,200
D3030 Roof 10429170 Split System Ductless, Single Zone, Replace 15 10 5 1 EA $4,800.00  $4,800 $4,800 $4,800 $9,600
D3030 Roof 10429160 Split System, Condensing Unit/Heat Pump, Replace 15 10 5 1 EA $5,200.00  $5,200 $5,200 $5,200 $10,400
D3030 Throughout Building 10429146 Unit Ventilator, approx/nominal 3 Ton, Replace 20 14 6 22 EA $9,000.00 $198,000 $198,000 $198,000
D3030 Roof 10429128 Split System, Condensing Unit/Heat Pump, Replace 15 7 8 1 EA $5,200.00 $5,200 $5,200 $5,200
D3050 Boiler Room 10429126 Pump, Distribution, HVAC Heating Water, Replace 15 12 3 1 EA $5,100.00 $5,100 $5,100 $5,100 $10,200
D3050 Boiler Room 10429174 Pump, Distribution, HVAC Heating Water, Replace 15 6 9 1 EA $5,100.00  $5,100 $5,100 $5,100
D3050 Throughout Building 10429188 HVAC System, Hydronic Piping, 2-Pipe, Replace 40 29 1 57639 SF $5.00 $288,195 $288,195 $288,195
D3050 Roof 10429184 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 17 3 1 EA $7,500.00  $7,500 $7,500 $7,500
D3050 Roof 10429096 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 17 3 1 EA  $20,000.00 $20,000 $20,000 $20,000
D3050 Storage room 10429144 Air Handler, Interior AHU, Easy/Moderate Access, Replace 25 22 3 1 EA $3,600.00 $3,600 $3,600 $3,600
D3050 Roof 10429171 Packaged Unit, RTU, Pad or Roof-Mounted, Replace 20 14 6 1 EA $8,200.00  $8,200 $8,200 $8,200
D3050 Roof 10429108 Packaged Unit, RTU, Roof-Mounted, 3 TON, Replace 20 14 6 1 EA $4,000.00  $4,000 $4,000 $4,000
D3050 Roof 10429139 Packaged Unit, RTU, Roof-Mounted, 3 TON, Replace 20 12 8 1 EA $4,000.00  $4,000 $4,000 $4,000
D3050 Throughout Building 10429181 HVAC System, Ductwork, Medium Density, Replace 30 14 16 57639 SF $4.00 $230,556 $230,556 $230,556
D3050 Roof 10429140 Packaged Unit, RTU, Roof-Mounted, 5 TON, Replace 20 1 19 1 EA $7,100.00  $7,100 $7,100 $7,100
D3060 Roof 10429183 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace 20 17 3 1 EA $1,400.00 $1,400 $1,400 $1,400
D3060 Roof 10429087 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20 16 4 1 EA $2,400.00 $2,400 $2,400 $2,400
D3060 Roof 10429194 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace 20 16 4 1 EA $1,400.00  $1,400 $1,400 $1,400
D3060 Roof 10429111 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20 16 4 1 EA $2,400.00  $2,400 $2,400 $2,400
D3060 Roof 10429175 Exhaust Fan, Roof or Wall-Mounted, 28" Damper, Replace 20 15 5 1 EA $4,000.00  $4,000 $4,000 $4,000
D3060 Roof 10429189 Exhaust Fan, Centrifugal, 24" Damper, Replace 25 20 5 1 EA $3,000.00 $3,000 $3,000 $3,000
D3060 Roof 10429127 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20 15 5 1 EA $2,400.00 $2,400 $2,400 $2,400
D3060 Roof 10429150 Exhaust Fan, Roof or Wall-Mounted, 28" Damper, Replace 20 15 5 1 EA $4,000.00  $4,000 $4,000 $4,000
D3060 Roof 10429090 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20 11 9 1 EA $2,400.00  $2,400 $2,400 $2,400
D3060 Roof 10429155 Exhaust Fan, Roof or Wall-Mounted, 24" Damper, Replace 20 1" 9 1 EA $3,000.00  $3,000 $3,000 $3,000
D3060 Roof 10429141 Exhaust Fan, Roof or Wall-Mounted, 24" Damper, Replace 20 11 9 1 EA $3,000.00 $3,000 $3,000 $3,000
D4030 Throughout Building 10429103 Fire Extinguisher, Type ABC, up to 20 LB, Replace 10 4 6 15 EA $150.00 $2,250 $2,250 $2,250 $4,500
D5010 Building Exterior 10429118 Generator, Gas or Gasoline, Replace 25 13 12 1 EA  $52,000.00 $52,000 $52,000 $52,000
D5010 Boiler Room 10429122 Automatic Transfer Switch, ATS, Replace 25 13 12 1 EA  $12,000.00 $12,000 $12,000 $12,000
D5010 Boiler Room 10429192 Automatic Transfer Switch, ATS, Replace 25 13 12 1 EA  $12,000.00 $12,000 $12,000 $12,000
D5020 Electrical Room 10429153 Switchboard, 120/208 V, Replace 40 29 1 1 EA  $80,000.00 $80,000 $80,000 $80,000
D5020 Electrical Room 10429106 Switchboard, 120/208 V, Replace 40 29 11 1 EA  $80,000.00 $80,000 $80,000 $80,000
D5020 Boiler Room 10429123 Distribution Panel, 120/240 V, Replace 30 26 4 1 EA $5,500.00  $5,500 $5,500 $5,500
D5020 Boiler Room 10429125 Distribution Panel, 120/240 V, Replace 30 19 11 1 EA $5,500.00  $5,500 $5,500 $5,500
D5030 Throughout Building 10429132 Electrical System, Wiring & Switches, Average or Low Density/Complexity, Replace 40 37 3 57639 SF $2.50 $144,098 $144,098 $144,098
D5040 Building Exterior 10429163 Exterior Light, any type, w/ LED Replacement, Replace 20 14 6 13 EA $400.00  $5,200 $5,200 $5,200
D5040 Throughout Building 10429115 Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures, Replace 20 9 1 57639 SF $4.50 $259,376 $259,376 $259,376
D6020 Throughout Building 10429186 Low Voltage System, Phone & Data Lines, Replace 20 9 1 57639 SF $1.50 $86,459 $86,459 $86,459
D6060 Throughout Building 10429121 Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace 20 15 5 57639 SF $1.65 $95,104 $95,104 $95,104
D7030 Throughout Building 10429117 Security/Surveillance System, Full System Upgrade, Average Density, Replace 15 6 9 57639 SF $2.00 $115,278 $115,278 $115,278
D7050 Boiler Room 10429162 Fire Alarm Panel, Fully Addressable, Replace 15 12 3 1 EA  $15,000.00 $15,000 $15,000 $15,000 $30,000
D7050 Throughout Building 10429173 Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install 20 15 5 57639 SF $3.00 $172,917 $172,917 $172,917
D7050 Front entrance 10429158 Fire Alarm Panel, Annunciator, Replace 15 6 9 1 EA $1,580.00 $1,580 $1,580 $1,580
D8010 Throughout Building 10429088 BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 15 6 9 57639 SF $2.50 $144,098 $144,098 $144,098
E1030 Throughout Building 10429110 Foodservice Equipment, Commercial Kitchen, 1-Bowl, Replace 30 24 6 1 EA $1,600.00 $1,600 $1,600 $1,600
E1030 Room #112 10429138 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15 6 9 1 EA $4,600.00 $4,600 $4,600 $4,600
E1040 Throughout Building 10429195 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace 10 4 6 3 EA $1,500.00  $4,500 $4,500 $4,500 $9,000
E2010 Throughout Building 10429177 Casework, Cabinetry, Standard, Replace 20 17 3 34 LF $300.00 $10,200 $10,200 $10,200
Totals, Unescalated $2,200 $0 $97,302 $324,098 $132,750 $1,488,740 $511,945 $0 $9,200 $539,651 $0 $956,351 $77,302 $0 $7,650 $3,300 $715,565 $0 $130,300 $8,300 $10,000 $5,014,652
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Replacement Reserves Report

Totals, Unescalated

5/15/2026

g:g:rmat Location Description ID Cost Description ;'éfji;)an EAge RUL
Totals, Escalated (3.0% inflation, compounded annually)

Rocking Horse Road Center / Site

g::::rmat Location Description ID Cost Description :_ész;)an EAge
D3030 Ancillary Building Exterior Wall 11036417 Heat Pump, Packaged & Wall-Mounted, Exterior Unit, 2.5 to 3 TON, Replace 20 10
D3030 Ancillary Building Exterior wall 11036398 Heat Pump, Packaged & Wall-Mounted, Exterior Unit, 2.5 to 3 TON, Replace 20 10
F1020 Site 10429112 Shed, Wood or Metal-Framed, Basic/Minimal, Replace 30 24
F1020 Site 10429161 Ancillary Building, Wood-Framed or CMU, Standard, Replace 35 16
F1020 Site 10429147 Ancillary Building, Classroom/Office Module, Standard/Permanent, Replace 35 16
F1020 Site 10429097 Ancillary Building, Classroom/Office Module, Standard/Permanent, Replace 35 16
G2020 Site 10429098 Parking Lots, Pavement, Asphalt, Repair 0 -1
G2020 Site 10429164 Parking Lots, Pavement, Asphalt, Seal & Stripe 5 2
G2020 Site 10429135 Parking Lots, Pavement, Asphalt, Mill & Overlay 25 12
G2030 Site 10429197 Sidewalk, any pavement type, Sectional Repairs (per Man-Day), Repair 0 -1
G2060 Site 10429165 Picnic Table, Metal Powder-Coated, Replace 20 16
G2060 Site 10429157 Trash Receptacle, Medium-Duty Metal or Precast, Replace 20 9
G2060 Site 10429129 Picnic Table, Metal Powder-Coated, Replace 20 1
G2060 Site 10429149 Signage, Property, Monument, Replace/Install 20 9
G2060 Site 10429142 Flagpole, Metal, Replace 30 14
G4050 Site 10429191 Pole Light Fixture w/ Lamps, any type 30' High, w/ LED Replacement, Replace/Install 20 9

Totals, Escalated (3.0% inflation, compounded annually)

Unit Cost* Subtotal 2025

QuantityUnit

QuantityUnit
RUL
10 1
10 1
6 100
19 140
19 900
19 900
1 200
3 37500
13 37500
1 1
4 1
11 1
19 1
" 1
16 1

EA
EA
SF
SF
SF
SF
SF
SF
SF
EA
EA
EA
EA
EA
EA
EA

Unit Cost*Subtotal 2025

$5,405.00
$5,405.00
$27.75
$100.00
$200.00
$200.00
$5.09
$0.45
$3.50
$1,000.00
$700.00
$700.00
$700.00
$3,000.00
$2,500.00
$6,800.00

$2,200

$5,405
$5,405
$2,775
$14,000
$180,000
$180,000
$1,018
$16,875
$131,250
$1,000
$700
$700
$700
$3,000
$2,500
$6,800

2026

2027

2028

2029 2030 2031

$0 $103,228 $354,150 $149,411 $1,725,858 $611,289

2026

$1,018

$1,000

$0 $2,018
$0 $2,079

2027

$16,875

$0 $16,875
$0 $18,440

2028

2029 2030 2031
$2,775

$700

$700 $0 $2,775

$788 $0 $3,313

L]

Deficiency Repair
Estimate

$6,515,365

2032 2033 2034 2035 2036 2037 2038 2039 2040 2041 2042 2043 2044 2045

$0 $11,654 $704,122 $0 $1,323,813 $110,214 $0 $11,571 $5,141 $1,148,271 $0 $221,827 $14,554 $18,061

Deficiency Repair

2032 2033

$16,875

$0 $16,875
$0 $21,377

2034 2035
$5,405

$5,405

$700

$3,000

$6,800

$0 $10,810 $10,500
$0 $14,528 $14,534

2036

2037 2038

$16,875

$131,250

$0 $148,125 $0
$0 $217,527 $0

2039

2040 2041 2042 2043 2044

$14,000
$180,000
$180,000

$16,875

$700

$2,500

$0 $2,500 $0 $16,875 $374,700

$0 $4,012 $0 $28,729 $657,039

2045 .
Estimate

$5,405

$5,405

$2,775

$14,000

$180,000

$180,000

$1,018

$67,500

$131,250

$1,000

$700

$700

$700

$3,000

$2,500

$6,800

$0 $602,753
$0 $982,364

* Markup has been included in unit costs.
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D20 Plumbing
Rocking
. Horse Road .
1 10429124 D2010 Storage Tank Domestic Water 250 GAL Center / Main Boiler Room No dataplate No dataplate No dataplate
Building
Rocking
2 10429092 D2010 Water Heater o> commercial (10020 HorseRoad b it Room  State Industries, oo 76 76-NE 400 2113123783814 2021
MBH) Center / Main Inc.
Building
Rocking
. Horse Road _ Quincy
3 10429089 D2060 Air Compressor Tank-Style 2 HP . Boiler Room OR0003900069 2002101540124
Center / Main Compressor

Building



Index

D30 HVAC

10

11

ID

10429178

10429190

10429168

10429176

10429091

10429196

10429167

10429193

11036417

11036398

10429128

UFCode

D3020

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Boiler [#1]

Boiler [#2]

Radiator

Wall Heater

Air Conditioner

Computer Room
AC Unit

Condensing
Unit/Heat Pump

Condensing
Unit/Heat Pump

Heat Pump

Heat Pump

Split System

Attributes Capacity
Gas, HVAC 1991 MBH
Gas, HVAC 1991 MBH

Hydronic, Column/Cabinet
Style (per EA)

Electric, Residential

Window/Thru-Wall, 1.5 to

2TON 3 TON
proomes SV 1o
_Srgl;:[l System, Exterior, 3.5 3.5 TON
Split System, Exterior, 3.5 3.5 TON

TON

Packaged & Wall-
Mounted, Exterior Unit, 2.5
to 3 TON

Packaged & Wall-
Mounted, Exterior Unit, 2.5
to 3TON

Condensing Unit/Heat

4 TON
Pump ©

Building

Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Site

Rocking
Horse Road
Center / Site

Rocking
Horse Road
Center / Main
Building

Location Detail Manufacturer

Boiler Room Weil-McLain
Boiler Room Weil-McLain
Throughout

Building

Department of

health Office

Roof Thermal Zone
Roof No dataplate
Roof Trane

Roof Trane
Ancillary Building

Exterior Wall

Ancillary Building

Exterior wall

Roof Daikin Industries

Model

988R

988R

TZAA-318-2A

No dataplate

TTAO042A 300A0

TTA042A300A0

DX13SA0483AD
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Serial Dataplate Yr

MD78186H

MD78187H

7652W410903767

No dataplate

C11204411

C11204425

1806407202 2018

Qty

47



Index

12

13

14

15

16

17

18

19

20

21

22

ID

10429093

10429179

10429120

10429107

10429160

10429134

10429113

10429152

10429114

10429131

10429101

UFCode

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Split System

Split System

Split System

Split System

Split System

Split System

Split System

Split System

Split System

Split System

Split System

Attributes

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Condensing Unit/Heat
Pump

Capacity

6 TON

3 TON

7.5 TON

3 TON

4 TON

3 TON

3 TON

7.5 TON

6 TON

7.5 TON

6 TON

Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Trane

Trane

Trane

Trane

No dataplate

Trane

Trane

Trane

Trane

Trane

Trane

Model

TTA072C300A0

Inaccessible

BTA090

TTAO36A300A0

No dataplate

lllegible

TTAO36A300A0

BTA090

TTA072C300A0

BTA090

TTAO072A300A1

Serial

B4729.7508

Inaccessible

lllegible

017253915

No dataplate

lllegible

C17253975

lllegible

G47264786

lllegible

B47297507

[Diraiit = [Fer Diseussion PUrpeses Omly

Dataplate Yr

Barcode

Qty



Index

23

24

25

26

27

28

29

30

31

32

33

ID

10429185

10429170

10429146

10429126

10429174

10429144

10429108

10429139

10429184

10429171

10429140

UFCode

D3030

D3030

D3030

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

Component
Description

Split System

Split System
Ductless

Unit Ventilator

Pump [P-1]

Pump [P-2]

Air Handler

Packaged Unit

Packaged Unit

Packaged Unit

Packaged Unit

Packaged Unit

[RTU-1]

Attributes Capacity

Condensing Unit/Heat

pump 4 TON
Single Zone 1.5 TON
approx/nominal 3 Ton
e
e
:En;zr;;)l\;lg:el:éte Access 400 CFM
_I:;I’)LI\JI Roof-Mounted, 3 3TON
-I?CT)L,\JI Roof-Mounted, 3 3TON
RTU, Roof-Mounted, 5 5TON

TON

Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building

Location Detail

Roof

Roof

Throughout
Building

Boiler Room

Boiler Room

Storage room

Roof

Roof

Roof

Roof

Roof

Manufacturer

No dataplate

Friedrich

No dataplate

Bell & Gossett

Bell & Gossett

Carrier

International

Comfort Products

International

Comfort Products

lllegible

International

Comfort Products

Daikin Industries

Model

No dataplate

lllegible

Inaccessible

1510

lllegible

40AQ018300BB

PAD336000K000C1

PAD336000K000C1

lllegible

Inaccessible

DFH0603D000001SAA

Serial

No dataplate

lllegible

Inaccessible

lllegible

lllegible

2486A50874

C112601723

C133319307

lllegible

Inaccessible

2408099968
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Dataplate Yr Barcode

2011

2013

2011

2024

Qty

22



Index

34

35

36

37

38

39

40

41

42

43

44

ID

10429096

10429189

10429183

10429194

10429090

10429087

10429127

10429111

10429155

10429141

10429175

UFCode

D3050

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Packaged Unit

[RTU-2]

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Attributes

RTU, Pad or Roof-
Mounted

Centrifugal, 24" Damper

Roof or Wall-Mounted, 12"
Damper

Roof or Wall-Mounted, 12"
Damper

Roof or Wall-Mounted, 16"
Damper

Roof or Wall-Mounted, 16"
Damper

Roof or Wall-Mounted, 16"
Damper

Roof or Wall-Mounted, 16"
Damper

Roof or Wall-Mounted, 24"
Damper

Roof or Wall-Mounted, 24"
Damper

Roof or Wall-Mounted, 28"
Damper

Capacity

10 TON

5000 CFM

800 CFM

800 CFM

2000 CFM

1200 CFM

2000 CFM

1200 CFM

5000 CFM

5000 CFM

Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Daikin Industries

Power Ventilator

No dataplate

No dataplate

Dayton Electric

Penn Ventilator
Company

No dataplate

No dataplate

Dayton

Dayton Electric

No dataplate

Model

PAB120N2HB

NCA14FA

No dataplate

No dataplate

5DVT2A

XR82

No dataplate

No dataplate

4YC76J

4YCT72H

No dataplate

Serial

L9632 90154

331759

No dataplate

No dataplate

14080206

No dataplate

No dataplate

No dataplate

14157987

14166397

No dataplate
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Dataplate Yr Barcode Qty

2005

2014

2014

2014
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
Rocking
Roof or Wall-Mounted, 28" Horse Road
45 10429150 D3060 Exhaust Fan . Roof No dataplate No dataplate No dataplate
Damper Center / Main

Building
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D40 Fire Protection
Rocking
1 10429103 D4030 Fire Extinguisher Type ABC, up to 20 LB Horse Road  Throughout 15

Center / Main Building
Building



Index ID

D50 Electrical

1 10429118
2 10429122
3 10429192
4 10429153
5 10429106
6 10429123
7 10429125

UFCode

D5010

D5010

D5010

D5020

D5020

D5020

D5020

Component
Description

Generator

Automatic

Transfer Switch

Automatic

Transfer Switch

Switchboard

Switchboard

Distribution Panel

[MDP]

Distribution Panel

[MDP-4]

Attributes

Gas or Gasoline

ATS

ATS

120/208 V

120/208 V

120/240 V

120/240 V

Capacity

60 KW

200 AMP

200 AMP

1600 AMP

1600 AMP

400 AMP

400 AMP

Building

Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building

Location Detail

Building Exterior

Boiler Room

Boiler Room

Electrical Room

Electrical Room

Boiler Room

Boiler Room

Manufacturer Model

Kohler 60REZGS8
Kohler No dataplate
Kohler No dataplate

General Electric

General Electric

Trumbull Electric

General Electric

Serial

SGM322637

No dataplate

No dataplate
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Dataplate Yr Barcode Qty

2012

2012

2012
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Component
Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D70 Electronic Safety & Security
Rocking
. Horse Road .
1 10429162 D7050 Fire Alarm Panel Fully Addressable Boiler Room Honeywell MS-9600UDLS No dataplate

Center / Main
Building



Index ID

E10 Equipment

1 10429110
2 10429138
3 10429195

UFCode

E1030

E1030

E1040

Component
Description

Foodservice
Equipment

Foodservice
Equipment

Healthcare
Equipment

Attributes

Commercial Kitchen, 1-
Bowl

Refrigerator, 2-Door
Reach-In

Defibrillator (AED),
Cabinet-Mounted

Capacity

Building

Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building
Rocking
Horse Road
Center / Main
Building

Location Detail

Throughout
Building

Room #112

Throughout
Building

Manufacturer

American biotech
supply

Model

PH-ABT-HC-SSP-49G

Serial

ABS-21241523-2208

[Diraiit = [Fer Diseussion PUrpeses Omly



	1. Executive Summary
	Property Overview and Assessment Details
	Campus Findings and Deficiencies
	Facility Characteristic Survey
	Facility Condition Index (FCI) Depleted Value
	Immediate Needs
	Key Findings
	Plan Types

	2. Rocking Horse Road Center
	3. Site Summary
	4. ADA Accessibility
	5. Purpose and Scope
	6. Opinions of Probable Costs
	Methodology
	Definitions

	7. Certification
	8. Appendices
	Appendix A:  Photographic Record
	Appendix B:  Site Plan(s)
	Appendix C:  Pre-Survey Questionnaire(s)
	Appendix D:  Accessibility Review and Photos
	Appendix E:  Component Condition Report
	Appendix F:  Replacement Reserves
	Appendix G:  Equipment Inventory List



