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Abbreviated Accessibility Checklist

Parking

OVERVIEW OF ACCESSIBLE PARKING AREA ACCESSIBLE SIGNAGE

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x No van accessible spaces
designated spaces appear to be provided ? P
Are accessible spaces on the shortest

3 |accessible route to an accessible building x

entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE PATH CURB CUT

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

NO DELIVERIES SAT, SUN OR
HOUDAYS

e 01

MAIN ENTRANCE DOOR HARDWARE

Question Yes No NA Comments
1 Do a sufficient number of accessible x
entrances appear to be provided ?

2 If the main entrance is not accessible, is an x
alternate accessible entrance provided?

3 Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR PATH

Question Yes No NA Comments
1 Does an accessible route appear to connect x
all public areas inside the building ?
2 Do accessible routes appear free of x
obstructions and/or protruding objects ?
3 Do ramps on accessible routes appear to x
have compliant slopes ?
4 Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
Do ramps on accessible routes appear to
5 | have compliant end and intermediate x
landings ?
6 Do ramps on accessible routes appear to x
have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?

8 Do public transaction areas have an
accessible, lowered service counter section ?

9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear

10 |to have compliant maneuvering clearance
area on each side ?

1 Do doors at mFerlor accessible routes appear Knob hardware throughout
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on

12 |interior accessible routes appear to have
compliant opening force ?

13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Public Restrooms

T P S e
TOILET STALL OVERVIEW SINK, FAUCET HANDLES AND ACCESSORIES
Question Yes No NA Comments
1 Do publlc_ly_accessmle t_0|let rooms appear to x Restrooms are not accessible
have a minimum compliant floor area ?

Does the lavatory appear to be mounted at a

2 | compliant height and with compliant knee x
area ?
3 Does the lavatory faucet have compliant x
handles ?
Is the plumbing piping under lavatories .
4 configured to protect against contact ? X No pipe wraps

5 Are grab bars provided at compliant locations x No grab bars

around the toilet ?

6 Do toilet stall doors appear to provide the x
minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal

appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

ACCESSIBLE ROUTE TO PLAYGROUND

OVERVIEW OF PLAYGROUND

L

Question

Yes

No

NA

Comments

Is there an accessible route to the play area /
s?

No handrails on route, playground
surface is not compliant

Has the play area been reviewed for
accessibility ?

Are publicly accessible swimming pools
equipped with an entrance lift ?
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Component Condition Report | Edward U. Taylor Center / Main Building

UF L3 Code Location

Structure
A4010
B1010
Facade
B2010
B2010
B2010
B2010
B2010
B2020
B2050
B2050
B2050
B2050
Roofing
B3010
B3020
B3060
B3080
Interiors
C1030
C1070
C2010
C2010

Substructure

Superstructure

Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior

Building Exterior

Roof
Roof
Roof
Roof

Throughout Building
Throughout Building
Restrooms

Hallways & Common Areas

Condition Component/Attributes/Capacity

Fair

Fair

Poor
Fair
Fair
Poor
Poor
Poor
Poor
Good
Poor

Fair

Poor
Fair
Poor

Fair

Fair
Poor
Poor

Poor

Foundation, Concrete, Standard w/ Integral Perimeter Footings, w/ Integral Perimeter Footings

Structural Framing, Masonry (CMU) Bearing Walls, 1-2 Story Building

Exterior Walls, any painted surface, Prep & Paint

Exterior Walls, Metal Siding

Exterior Walls, Wood Siding

Exterior Walls, Brick or Brick Veneer, 1-2 Story Building, Repair/Repoint
Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain

Glazing, any type by SF

Exterior Door, Steel, Commercial

Exterior Door, Steel, Commercial

Exterior Door, Aluminum-Framed & Glazed, Standard Swing

Exterior Door, Aluminum-Framed & Glazed, Standard Swing

Roofing, Built-Up

Roof Appurtenances, Gutters & Downspouts, Aluminum w/ Fittings
Roof Skylight, per unit, up to 20 SF

Soffit/Fascia, Metal

Interior Door, Wood, Solid-Core
Suspended Ceilings, Acoustical Tile (ACT)
Wall Finishes, Ceramic Tile

Wall Finishes, Ceramic Tile

Quantity

20,827
20,827

1,000
3,200
1,000
30
3,900
3,900
3

13

2

2

20,200
800

3,200

20
18,000
300
5,000

SF
SF

SF
SF
SF
SF
SF
SF

SF
LF

SF

SF

SF
SF

RUL

26
26

21

N N DN

36

N N NS

ID
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Component Condition Report | Edward U. Taylor Center / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity
C2010 Throughout Building Poor Wall Finishes, any surface, Prep & Paint 35,000
C2030 Throughout Building Poor Flooring, Carpet, Commercial Standard 3,600
C2030 Restrooms Poor Flooring, Ceramic Tile 600
C2030 Office Areas Fair Flooring, Vinyl Tile (VCT) 400
C2030 Throughout Building Poor Flooring, Vinyl Tile (VCT) 12,100
C2030 Main Entrance Fair Flooring, Quarry Tile 100
C2030 Throughout Building Poor Flooring, Vinyl Tile (VCT), w/ Asbestos Abatement 2,000
C2050 Throughout Building Poor Ceiling Finishes, any flat surface, Prep & Paint 2,000
Plumbing

D2010 Restrooms Fair Toilet, Residential Water Closet 1
D2010 Boiler Room Fair Storage Tank, Domestic Water, 250 GAL 1
D2010 Kitchen Fair Sink/Lavatory, Wall-Hung, Enameled Steel 1
D2010 Kitchen Fair Toilet, Commercial Water Closet 1
D2010 Boiler Room Good Water Heater, Electric, Residential, 50 GAL 1
D2010 Throughout Building Fair Plumbing System, Supply & Sanitary, Very Low Density (excludes fixtures) 20,827
D2010 Utility Rooms/Areas Fair Sink/Lavatory, Service Sink, Laundry 1
D2010 Restrooms Fair Toilet, Commercial Water Closet 2
D2010 Restrooms Fair Sink/Lavatory, Wall-Hung, Enameled Steel 3
HVAC

D3020 Boiler Room Poor Boiler Supplemental Components, Expansion Tank, 15 GAL 1
D3020 Throughout Building Fair Radiator, Hydronic, Column/Cabinet Style (per EA) 16
D3020 Boiler Room Fair Boiler, Gas, HVAC, 1761 MBH 1
D3020 Boiler Room Good Boiler Supplemental Components, Expansion Tank, 33.4 GAL 1
D3030 Throughout Building Fair Packaged Terminal Air Conditioner, PTAC, 1 TON 1

D3030 Building Exterior Fair Air Conditioner, Window/Thru-Wall, Residential 9

SF
SF
SF
SF
SF
SF
SF
SF

SF

RUL

N & N DN DN

16
34

ID
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Component Condition Report | Edward U. Taylor Center / Main Building

UF L3 Code Location

D3030 Building Exterior
D3050 Throughout Building
D3050 Boiler Room

D3050 Throughout Building
D3050 Boiler Room

Fire Protection

D4010 Throughout Building
Electrical

D5020 Closet Opposite Main Office
D5020 Closet Opposite Main Office
D5030 Throughout Building

D5040 Building Exterior

D5040 Building Exterior

D5040 Building Exterior

D5040 Throughout Building

Fire Alarm & Electronic Systems

D7050 Throughout Building

D7050 Main Entrance

Equipment & Furnishings
E1030 Kitchen
E1060 Main Entrance
Follow-up Studies

P2030 Throughout Building
P2030 Throughout Building

Accessibility

Condition Component/Attributes/Capacity

Fair
Fair
Fair
NA

Fair

NA

Fair
Fair
Fair
Good
Fair
Good

Fair

Fair

Fair

Failed

Fair

NA

Poor

Split System, Interior & Exterior Component Pairing, 2.5 TON

HVAC System, Hydronic Piping, 2-Pipe

Pump, Distribution, HVAC Heating Water, 2 HP

HVAC System, Full System Renovation/Upgrade, Medium Complexity
Pump, Distribution, HVAC Heating Water, 2 HP

Fire Suppression System, Full System Install/Retrofit, Medium Density/Complexity, Renovate

Distribution Panel, 120/208 V, 200 AMP

Distribution Panel, 120/208 V, 200 AMP

Electrical System, Wiring & Switches, Average or Low Density/Complexity
Exterior Light, any type, w/ LED Replacement, 400 WATT

Exterior Light, any type, w/ LED Replacement, 100 WATT

Exterior Light, any type, w/ LED Replacement, 100 WATT

Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures

Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install

Fire Alarm Panel, Multiplex

Foodservice Equipment, Commercial Kitchen, 2-Bowl

Residential Appliances, Refrigerator, 14 to 18 CF

Engineering Study, Environmental, Asbestos (ACM) & Lead Base Paint (LBP), Evaluate/Report
Engineering Study, Civil, General Design, Design

Quantity
1

20,827

1

20,827

1

20,827

20,827

20,827

SF

SF

SF

SF

SF

SF

RUL

N~ A N M oW

19

15

ID
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Component Condition Report | Edward U. Taylor Center / Main Building

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Y1030 Throughout Building NA ADA Entrances & Doors, Hardware, Lever Handle, Install 20 1
Y1050 Restrooms NA ADA Restrooms, Restroom Layout, Full Reconfiguration, Renovate 2 1

Component Condition Report | Edward U. Taylor Center / Site

UF L3 Code Location Condition Component/Attributes/Capacity Quantity RUL ID
Structure
B1080 Site General Poor Stair/Ramp Rails, Metal, Refinish 50 LF 2

Equipment & Furnishings
E2010 Site Sports Fields & Courts Fair Bleachers, Fixed Steel Frame, Aluminum Benches (per Seat) 240 11

Special Construction & Demo

F1020 Site Sports Fields & Courts Fair Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal 8 SF 11
F1020 Site General Fair Ancillary Building, Wood-Framed or CMU, Standard 150 SF 11
F1020 Site General Fair Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal 800 SF 1
F1020 Site General Poor Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Standard 1,000 SF 2

Pedestrian Plazas & Walkways
G2020 Site Parking Areas Poor Parking Lots, Pavement, Asphalt, Mill & Overlay 41,600 SF 2
G2030 Site General Poor Sidewalk, Concrete, Large Areas 1,500 SF 2

Athletic, Recreational & Playfield Areas

G2050 Site Sports Fields & Courts Poor Playfield Surfaces, Sand, 6" Depth 8,800 SF 2
G2050 Site Sports Fields & Courts Fair Sports Apparatus, Scoreboard, Electronic Standard 2 11
G2050 Site Playground Areas Poor Playground Surfaces, Chips Wood, 6" Depth 1,700 SF 2
G2050 Site Sports Fields & Courts Fair Sports Apparatus, Player/Dugout Benches, 12' Length 8 6
G2050 Site Sports Fields & Courts Poor Sports Apparatus, Basketball, Backboard/Rim/Pole 2 2
G2050 Site Sports Fields & Courts Fair Sports Apparatus, Baseball, Foul Pole 8 6
G2050 Site Sports Fields & Courts Fair Sports Apparatus, Baseball, Backstop Chain-Link 4 11
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Component Condition Report | Edward U. Taylor Center / Site

UF L3 Code
G2050
G2050
G2050
Sitework
G2060
G2060
G2060
G2060
Accessibility
Y1010

Y1020

Y1080

Location
Site Sports Fields & Courts
Site Sports Fields & Courts

Site Playground Areas

Site General
Site Sports Fields & Courts
Site General

Site General

Site Parking Areas
Site Playground Areas
Site Playground Areas

Condition
Fair
Poor

Fair

Fair
Fair
Fair

Fair

NA
NA
NA

Component/Attributes/Capacity
Sports Apparatus, Baseball, Batting Cage
Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement

Play Structure, Multipurpose, Small

Picnic Table, Wood/Composite/Fiberglass
Fences & Gates, Fence, Chain Link 6'
Signage, Exterior/Site, Guide & Directional Pole-Mounted, Replace/Install

Retaining Wall, Treated Timber

ADA Parking, Signage, Pole-Mounted, Install
ADA Paths of Travel, Ramp/Stair Handrails, Full Rail Modifications, Modify
ADA Site & Recreational, Playing Surface, to Compliant, Replace/Install

Quantity
2

4,400 SF
1

8
3,600 LF
1

25 SF

1
50 LF
1,700 SF

RUL
8
2
11

11
16
11
11

ID



[Draift - [For Discussion Purpeses Omly
EDWARD U. TAYLOR CENTER BUREAU VERITAS PROJECT: 172559.25R000-228.354

Appendix F:

Replacement Reserves

www.bvna.com | p 800.733.0660



Replacement Reserves Report

5/13/2026

Location

Edward U. Taylor Center
Edward U. Taylor Center / Main Building
Edward U. Taylor Center / Site

Grand Total

Edward U. Taylor Center

Edward U. Taylor Center / Main Building

Uniformat CodeLocation Description
B2010 Building Exterior
B2010 Building Exterior
B2010 Building Exterior
B2010 Building Exterior
B2020 Building Exterior
B2050 Building Exterior
B2050 Building Exterior
B2050 Building Exterior
B3010 Roof

B3020 Roof

B3060 Roof

B3080 Roof

C1030 Throughout Building
C1070 Throughout Building
C2010 Restrooms

C2010 Hallways & Common Areas
C2010 Throughout Building
C2030 Restrooms

C2030 Main Entrance
C2030 Throughout Building
C2030 Throughout Building
C2030 Office Areas

C2030 Throughout Building
C2050 Throughout Building
D2010 Boiler Room

D2010 Boiler Room

D2010 Throughout Building
D2010 Kitchen

D2010 Kitchen

D2010 Utility Rooms/Areas
D2010 Restrooms

D2010 Restrooms

D2010 Restrooms

D3020 Boiler Room

D3020 Throughout Building
D3020 Boiler Room

D3030 Building Exterior
D3030 Building Exterior
D3030 Throughout Building
D3050 Throughout Building
D3050 Boiler Room

D3050 Boiler Room

D3050 Throughout Building
D4010 Throughout Building
D5020 Closet Opposite Main Office
D5020 Closet Opposite Main Office
D5030 Throughout Building

ID
10440433

10440436

10440465

10440461

10440418

10440406

10440480

10440413

10440473

10440427

10440407

10440445

10440478

10440476

10440429

10440471

10440470

10440479

10440455

10440454

10440428

10440421

10440409

10440403

10440481

10440440

10440426

10440485

10440469

10440483

10440425

10440464

10440412

10440446

10440435

10440404

10440462

10440467

10440430

10440453

10440452

10440457

10440474

10440456

10440411

10440459

10440486

2025 2026 2027
$0 $0 $0
$0 $52,623 $909,843
$0 $40,119 $280,879
$0 $92,741 $1,190,721

Cost Description

Exterior Walls, Brick or Brick Veneer, 1-2 Story Building, Repair/Repoint
Exterior Walls, any painted surface, Prep & Paint

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain

Exterior Walls, Wood Siding, Replace

Glazing, any type by SF, Replace

Exterior Door, Steel, Commercial, Replace

Exterior Door, Aluminum-Framed & Glazed, Standard Swing, Replace
Exterior Door, Aluminum-Framed & Glazed, Standard Swing, Replace
Roofing, Built-Up, Replace

Roof Appurtenances, Gutters & Downspouts, Aluminum w/ Fittings, Replace
Roof Skylight, per unit, up to 20 SF, Replace

Soffit/Fascia, Metal, Replace

Interior Door, Wood, Solid-Core, Replace

Suspended Ceilings, Acoustical Tile (ACT), Replace

Wall Finishes, Ceramic Tile, Replace

Wall Finishes, Ceramic Tile, Replace

Wall Finishes, any surface, Prep & Paint

Flooring, Ceramic Tile, Replace

Flooring, Quarry Tile, Replace

Flooring, Vinyl Tile (VCT), Replace

Flooring, Vinyl Tile (VCT), w/ Asbestos Abatement, Replace

Flooring, Vinyl Tile (VCT), Replace

Flooring, Carpet, Commercial Standard, Replace

Ceiling Finishes, any flat surface, Prep & Paint

Storage Tank, Domestic Water, Replace

Water Heater, Electric, Residential, Replace

2028

$0
$129,982
$0

$129,982

Plumbing System, Supply & Sanitary, Very Low Density (excludes fixtures), Replace

Sink/Lavatory, Wall-Hung, Enameled Steel, Replace

Toilet, Commercial Water Closet, Replace

Sink/Lavatory, Service Sink, Laundry, Replace

Toilet, Residential Water Closet, Replace

Sink/Lavatory, Wall-Hung, Enameled Steel, Replace

Toilet, Commercial Water Closet, Replace

Boiler, Gas, HVAC, Replace

Radiator, Hydronic, Column/Cabinet Style (per EA), Replace
Boiler Supplemental Components, Expansion Tank, Replace
Split System, Interior & Exterior Component Pairing, Replace
Air Conditioner, Window/Thru-Wall, Residential, Replace
Packaged Terminal Air Conditioner, PTAC, Replace

HVAC System, Hydronic Piping, 2-Pipe, Replace

Pump, Distribution, HVAC Heating Water, Replace

Pump, Distribution, HVAC Heating Water, Replace

HVAC System, Full System Renovation/Upgrade, Medium Complexity, Replace

Fire Suppression System, Full System Install/Retrofit, Medium Density/Complexity, Renovate

Distribution Panel, 120/208 V, Replace

Distribution Panel, 120/208 V, Replace

Electrical System, Wiring & Switches, Average or Low Density/Complexity, Replace

2029

$0
$792,108
$0

$792,108

Lifespan (EUL)EAge

0

10

20

30

30

40

30

30

25

20

30

25

40

25

40

40

10

40

50

40

30

30

30

30

30

30

30

30

40

40

15

15

40

40

30

30

40

2030
$0
$338,019
$0
$338,019
RUL
-1 1
8 2
18 2
24 6
28 2
38 2
28 2
24 6
23 2
9 11
28 2
14 11
36 4
23 2
38 2
38 2
8 2
38 2
39 11
13 2
13 2
9 6
8 2
8 2
27 3
2 13
36 4
27 3
27 3
27 3
14 16
14 16
14 16
14 16
27 3
38 2
12 3
6 4
9 6
36 4
8 7
8 7
36 4
35 5
26 4
26 4
36 4

2031
$0
$21,493
$18,627
$40,120
QuantityUnit
30 SF
1000 SF
3900 SF
1000 SF
3900 SF
3 EA
2 EA
2 EA
20200 SF
800 LF
3 EA
3200 SF
20 EA
18000 SF
300 SF
5000 SF
35000 SF
600 SF
100 SF
12100 SF
2000 SF
400 SF
3600 SF
2000 SF
1 EA
1 EA
20827 SF
1 EA
1 EA
1 EA
1 EA
3 EA
2 EA
1 EA
16 EA
1 EA
1 EA
9 EA
1 EA
20827 SF
1 EA
1 EA
20827 SF
20827 SF
1 EA
1 EA
20827 SF

2032
$0
$12,545
$4,182

$16,726

Unit Cost* Subtotal 2025

$33.00
$3.00
$1.86
$10.00

2033
$0
$0

$3,800

$3,800

$990
$3,000
$7,254

$10,000

$55.00 $214,500

$4,060.00
$1,300.00
$1,300.00

$12,180
$2,600
$2,600

$14.00 $282,800

$9.00
$1,300.00
$5.00
$700.00
$3.50
$18.00
$18.00
$1.50
$18.00
$26.00
$5.00
$8.00
$5.00
$7.50
$2.00
$3,000.00
$900.00
$1.00
$1,700.00
$1,300.00
$900.00
$700.00
$1,700.00
$1,300.00
$50,800.00
$800.00
$2,180.00
$5,530.00
$500.00
$2,800.00

$7,200
$3,900
$16,000
$14,000
$63,000
$5,400
$90,000
$52,500
$10,800
$2,600
$60,500
$16,000
$2,000
$27,000
$4,000
$3,000
$900
$20,827
$1,700
$1,300
$900
$700
$5,100
$2,600
$50,800
$12,800
$2,180
$5,530
$4,500
$2,800

$5.00 $104,135

$5,100.00
$5,100.00

$5,100
$5,100

$21.00 $437,367

$14.00 $291,578

$2,000.00
$2,000.00

$2.50

$2,000
$2,000

$52,068

2034 2035
$0 $0
$0 $0
$0 $0
$0 $0
2026 2027 2028
$990
$3,000
$7,254
$214,500
$12,180
$2,600
$282,800
$3,900
$63,000
$5,400
$90,000
$52,500
$10,800
$60,500
$16,000
$27,000
$4,000
$3,000
$1,700
$1,300
$900
$12,800
$2,180
$5,530

2036 2037
$0 $0
$35,713 $123,328
$160,294 $4,955
$196,008 $128,283
2029 2030 2031
$10,000
$2,600
$14,000
$2,000
$20,827
$4,500
$2,800
$104,135
$437,367
$291,578
$2,000
$2,000
$52,068

2038

$0

$1,322

$0

$1,322

2032 2033

$5,100
$5,100

2039
$0
$6,807
$0

$6,807

brattt=1{rorbiscussionPurpeses Ol

2040
$0
$3,116
$0

$3,116

2041

$0
$94,999
$121,316

$216,314

2034 2035 2036 2037 2038

$3,000

$7,200

$16,000

$52,500

$2,600

$27,000
$4,000

$900

2042

$0
$126,443
$5,620

$132,063

2039 2040 2041

$700
$5,100
$2,600
$50,800

$4,500

2043
$0
$9,414
$0

$9,414

2042

$60,500
$16,000

2044

$0
$12,625
$0

$12,625

2043 2044

$5,530

2045
$0
$0
$0
$0

Total Escalated Estimate

$2,670,378
$639,790

$3,310,169

2045Deficiency Repair Estimate

$990
$6,000
$7,254
$10,000
$214,500
$12,180
$2,600
$2,600
$282,800
$7,200
$3,900
$16,000
$14,000
$63,000
$5,400
$90,000
$105,000
$10,800
$2,600
$121,000
$32,000
$2,000
$54,000
$8,000
$3,000
$900
$20,827
$1,700
$1,300
$900
$700
$5,100
$2,600
$50,800
$12,800
$2,180
$11,060
$9,000
$2,800
$104,135
$5,100
$5,100
$437,367
$291,578
$2,000
$2,000

$52,068




Replacement Reserves Report

5/13/2026

Uniformat CodeLocation Description
D5040 Throughout Building
D5040 Building Exterior
D5040 Building Exterior
D5040 Building Exterior
D7050 Main Entrance
D7050 Throughout Building
E1030 Kitchen

E1060 Main Entrance
P2030 Throughout Building
P2030 Throughout Building
Y1030 Throughout Building
Y1050 Restrooms

Totals, Unescalated

Edward U. Taylor Center / Site

Uniformat CodeLocation Description
B1080 Site General

E2010 Site Sports Fields & Courts
F1020 Site General

F1020 Site Sports Fields & Courts
F1020 Site General

F1020 Site General

G2020 Site Parking Areas

G2030 Site General

G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Playground Areas
G2050 Site Sports Fields & Courts
G2050 Site Playground Areas
G2060 Site General

G2060 Site Sports Fields & Courts
G2060 Site General

G2060 Site General

Y1010 Site Parking Areas

Y1020 Site Playground Areas
Y1080 Site Playground Areas

Totals, Unescalated

ID Cost Description

10440438
10440420 Exterior Light, any type, w/ LED Replacement, Replace
10440419 Exterior Light, any type, w/ LED Replacement, Replace
10440443 Exterior Light, any type, w/ LED Replacement, Replace
10440458 Fire Alarm Panel, Multiplex, Replace
10440401
10440442 Foodservice Equipment, Commercial Kitchen, 2-Bowl, Replace
10440437 Residential Appliances, Refrigerator, 14 to 18 CF, Replace
10440444
10440441 Engineering Study, Civil, General Design, Design

10442073 ADA Entrances & Doors, Hardware, Lever Handle, Install

10440451 ADA Restrooms, Restroom Layout, Full Reconfiguration, Renovate

Totals, Escalated (3.0% inflation, compounded annually)

ID Cost Description

10440472 Stair/Ramp Rails, Metal, Refinish
10440431 Bleachers, Fixed Steel Frame, Aluminum Benches (per Seat), Replace
10440468 Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Standard, Replace
10440424 Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal, Replace
10440477 Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal, Replace
10440463 Ancillary Building, Wood-Framed or CMU, Standard, Replace

10440466 Parking Lots, Pavement, Asphalt, Mill & Overlay
10440434 Sidewalk, Concrete, Large Areas, Replace
10440405 Sports Apparatus, Basketball, Backboard/Rim/Pole, Replace

10440408 Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Replace
10440400 Sports Apparatus, Player/Dugout Benches, 12' Length, Replace
10440402 Sports Apparatus, Baseball, Foul Pole, Replace
10440448 Sports Apparatus, Baseball, Batting Cage, Replace
10440450 Sports Apparatus, Baseball, Backstop Chain-Link, Replace
10440432 Sports Apparatus, Scoreboard, Electronic Standard, Replace
10440484 Playground Surfaces, Chips Wood, 6" Depth, Replace
10440439 Playfield Surfaces, Sand, 6" Depth, Replace
10440414 Play Structure, Multipurpose, Small, Replace
10440415 Picnic Table, Wood/Composite/Fiberglass, Replace
10440482 Fences & Gates, Fence, Chain Link 6', Replace
10440449 Signage, Exterior/Site, Guide & Directional Pole-Mounted, Replace/Install
10440460 Retaining Wall, Treated Timber, Replace

10440423 ADA Parking, Signage, Pole-Mounted, Install

10442072 ADA Paths of Travel, Ramp/Stair Handrails, Full Rail Modifications, Modify

10442074 ADA Site & Recreational, Playing Surface, to Compliant, Replace/Install

Totals, Escalated (3.0% inflation, compounded annually)

Lifespan (EUL)EAge
Interior Lighting System, Full Upgrade, Medium Density & Standard Fixtures, Replace

Fire Alarm System, Full System Upgrade, Standard Addressable, Upgrade/Install

Engineering Study, Environmental, Asbestos (ACM) & Lead Base Paint (LBP), Evaluate/Report

Lifespan (EUL)EAge

10 8
25 14
30 28
30 19
30 19
35 24
25 23
50 48
25 23
25 23
15 9
25 19
15 7
20 9
25 14
5 3
20 18
20 9
20 9
40 24
20 9
25 14
0 -1
0 -1
0 -1

20

20

20

20

15

20
30

RUL
17 3
16 4
5 15
1 19
11 4
16 4
29 1
9 6
-1 1
-1 1
-1 1
-1 1
QuantityUnit

50 LF

240 EA

1000 SF

8 SF

800 SF

150 SF

41600 SF

1500 SF

2 EA

4400 SF

8 EA

8 EA

2 EA

4 EA

2 EA

1700 SF

8800 SF

1 EA

8 EA

3600 LF

1 EA

25 SF

1 EA

50 LF

1700 SF

QuantityUnit

20827 SF
1 EA

5 EA

4 EA

1 EA
20827 SF
1 EA

1 EA

1 EA

1 EA
20 EA

2 EA

Unit Cost* Subtotal 2025

$4.50
$400.00
$400.00
$800.00
$4,000.00
$3.00
$2,100.00
$600.00
$5,000.00
$7,000.00
$300.00

$15,000.00

Unit Cost* Subtotal 2025

$1.50
$120.00
$50.00
$25.00
$25.00
$100.00

$75
$28,800
$50,000
$200
$20,000
$15,000

$3.50 $145,600

$9.00
$4,750.00
$6.50
$450.00
$1,500.00
$1,500.00
$5,000.00
$8,000.00
$2.00
$1.60
$10,000.00
$600.00
$21.00
$500.00
$20.00
$500.00
$55.00

$21.00

$13,500
$9,500
$28,600
$3,600
$12,000
$3,000
$20,000
$16,000
$3,400
$14,080
$10,000
$4,800
$75,600
$500
$500
$500
$2,750

$35,700

2026 2027 2028 2029 2030 2031 2032
$93,722 $93,722
$400 $400
$2,000
$3,200
$4,000 $4,000
$62,481 $62,481
$2,100 $2,100
$600 $600
$5,000 $5,000
$7,000 $7,000
$6,000 $6,000
$30,000 $30,000
$0 $51,000 $857,614 $118,952 $703,778 $291,578 $18,000 $10,200
$0 $52,623 $909,843 $129,982 $792,108 $338,019 $21,493 $12,545
2026 2027 2028 2029 2030 2031 2032 2033 2034
$75
$50,000
$145,600
$13,500
$9,500
$28,600
$3,600
$12,000
$3,000
$3,400 $3,400
$14,080
$500
$2,750
$35,700
$0 $38,950 $264,755 S0 $0  $0 $15600 $3,400 $3,000  $0
$0 $40,119 $280,879 S0 $0  $0 $18,627 $4,182 $3,800  $0

Dretit=17or Diseussion Purpeses Oy

2033 2034

$0
$0

$0
$0

2035 2036

$28,800

$200
$20,000
$15,000

$20,000
$16,000

$10,000

$4,800

$500
$500

$0 $115,800

$0 $160,294

2035 2036 2037 2038 2039 2040 2041 2042 2043 2044
$2,000

$3,200

$4,000

$0
$0

$0 $25,800 $86,500  $900 $4,500 $2,000 $59,200 $76,500 $5,530 $7,200

$0 $35,713 $123,328 $1,322 $6,807 $3,116 $94,999 $126,443 $9,414 $12,625

2037
$75

2038 2039 2040 2041 2042 2043 2044  2045Deficiency Repair Estimate

$150
$28,800
$50,000
$200
$20,000
$15,000
$145,600
$13,500
$9,500
$28,600
$3,600
$12,000
$3,000
$20,000
$16,000
$3,400 $3,400 $13,600
$14,080
$10,000
$4,800
$75,600 $75,600
$500
$500
$500
$2,750
$35,700
$0
$0

$0
$0

$0
$0

$0
$0

$0
$0

$3,475 $0 $75,600 $3,400 $523,980

$4,955 $0 $121,316 $5,620 $639,790

2045Deficiency Repair Estimate

$93,722
$400
$2,000
$3,200
$8,000
$62,481
$2,100
$600
$5,000
$7,000
$6,000
$30,000
$2,319,341
$2,670,378

* Markup has been included in unit costs.
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Index ID
D20 Plumbing
1 10440481
2 10440440

UFCode

D2010

D2010

Component Description

Storage Tank

Water Heater

Attributes

Domestic \Water

Electric, Residential

Capacity

250 GAL

50 GAL

Building Location Detail

Edward U.

Taylor Center / Boiler Room
Main Building

Edward U.

Taylor Center / Boiler Room
Main Building

et - [For Discussion Purpeses Omly

Manufacturer

lllegible

State Industries,
Inc.

Model Serial

lllegible 7770-62

ENG6-50-DORT 130 2312133446011

Dataplate Yr

1962

2023

Barcode

Qty



Index

D30 HVAC

10440446

10440435

10440404

10440410

10440467

10440430

10440462

10440452

10440457

UFCode

D3020

D3020

D3020

D3020

D3030

D3030

D3030

D3050

D3050

Component Description

Boiler

Radiator

Boiler Supplemental

Components

Boiler Supplemental

Components

Air Conditioner

Packaged Terminal
Air Conditioner

Split System

Pump

Pump

Attributes

Gas, HVAC

Hydronic,

Column/Cabinet Style

(per EA)

Expansion Tank

Expansion Tank

Window/Thru-Wall,

Residential

PTAC

Interior & Exterior
Component Pairing

Distribution, HVAC

Heating Water

Distribution, HVAC

Heating Water

Capacity

1761 MBH

15 GAL

33.4 GAL

1 TON

2.5TON

2 HP

2HP

Building

Edward U.
Taylor Center /
Main Building
Edward U.
Taylor Center /
Main Building
Edward U.
Taylor Center /
Main Building
Edward U.
Taylor Center /
Main Building
Edward U.
Taylor Center /
Main Building
Edward U.
Taylor Center /
Main Building
Edward U.
Taylor Center /
Main Building
Edward U.
Taylor Center /
Main Building
Edward U.

Taylor Center /
Main Building

Location Detail

Boiler Room

Throughout
Building

Boiler Room

Boiler Room

Building Exterior

Throughout
Building

Building Exterior

Boiler Room

Boiler Room

vk aleor Discugsion Purposes Ol

Smith Cast Iron
Boilers

Bell & Gossett

ProFlo

Inter-City
Products

Bell & Gossett

Bell & Gossett

19HE-10

R-4

PFX33S

CA0030VKD1

1510

1510

19HE-10-130178

112069

PFX33S05557

L960521369

1018883

1018884

Dataplate Yr Barcode

1980

2019

1996

2017

2017

Qty

16



Index ID UFCode Component Description Attributes Capacity Building Location Detail I\Z@ﬁﬁlg@ﬁ @ﬁ@@@}%ﬂ,@m [P@JM@@@@@ @@@%al Dataplate Yr Barcode Qty
D50 Electrical

Edward U.

| .
1 10440411 D5020 Distribution Panel ~ 120/208 VV 200 AMP Taylor Center / ;;’;eto(;izgos'te Shullco NLAB NA
Main Building
Edward U. Closet Opposite
2 10440459 D5020 Distribution Panel  120/208 V 200AMP  Taylor Center/ ~ Ofﬁréz Shullco NLAB NA

Main Building



Index ID UFCode Component Description Attributes Capacity Building Location Detail I\Z@ﬁﬁlg@ﬁ @ﬁ@@@}%ﬂ,@m [P@JM@@@@@ @@@%al Dataplate Yr Barcode Qty

D70 Electronic Safety & Security

Edward U.
1 10440458 D7050 Fire Alarm Panel Multiplex Taylor Center / Main Entrance Silent Knight SK-4224 NA 1998
Main Building



Index ID UFCode Component Description Attributes Capacity Building Location Detail I\Z@ﬁﬁlg@ﬁ @ﬁ@@@}%@@m [P@JM@@@@@ @@@%al Dataplate Yr Barcode Qty

E10 Equipment

Edward U.
Taylor Center / Kitchen
Main Building

Foodservice Commercial Kitchen,

1 10440442 E1030
Equipment 2-Bowl
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