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Visual Checklist - 2010 ADA Standards for Accessible Design

Property Name: Tuckerman Center

BV Project Number:  172559.25R000-229.354

Abbreviated Accessibility Checklist

Facility History & Interview

Question Yes No Unk Comments

Has an accessibility study been previously X
performed? If so, when?

Have any ADA improvements been made to

2 | the property since original construction? X
Describe.
3 Has building management reported any X

accessibility-based complaints or litigation?
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Abbreviated Accessibility Checklist

Parking

RN

OVERVIEW OF ACCESSIBLE PARKING AREA CLOSE-UP OF STALL

Question Yes No NA Comments

1 Does the required number of standard ADA x
designated spaces appear to be provided ?

2 Does the required number of van-accessible x
designated spaces appear to be provided ?
Are accessible spaces on the shortest

3 |accessible route to an accessible building x

entrance ?

4 Does parking signage include the International x
Symbol of Accessibility ?

5 Does each accessible space have an adjacent x
access aisle ?

6 Do parking spaces and access aisles appear x
to be relatively level and without obstruction ?
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Abbreviated Accessibility Checklist

Exterior Accessible Route

ACCESSIBLE PATH CURB CUT

Question Yes No NA Comments

Is an accessible route present from public
1 |transportation stops and municipal sidewalks x
on or immediately adjacent to the property ?

Does a minimum of one accessible route
appear to connect all public areas on the

exterior, such as parking and other outdoor X
amenities, to accessible building entrances ?

Are curb ramps present at transitions through x
raised curbs on all accessible routes?

Do curb ramps appear to have compliant x
slopes for all components ?

Do ramp runs on an accessible route appear x
to have compliant slopes ?

Do ramp runs on an accessible route appear x
to have a compliant rise and width ?
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Do ramps on an accessible route appear to
have compliant end and intermediate
landings ?

Do ramps and stairs on an accessible route
appear to have compliant handrails?

For stairways that are open underneath, are
permanent barriers present that prevent or
discourage access?
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Abbreviated Accessibility Checklist

Building Entrances

—

ACCESSIBLE ENTRANCE

Question Yes No NA Comments

Do a sufficient number of accessible x
entrances appear to be provided ?

If the main entrance is not accessible, is an x
alternate accessible entrance provided?

Is signage provided indicating the location of x
alternate accessible entrances ?

Do doors at accessible entrances appear to
4 | have compliant maneuvering clearance area x
on each side ?

5 Do doors at accessible entrances appear to x
have compliant hardware ?

6 Do doors at accessible entrances appear to x
have a compliant clear opening width ?
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Do pairs of accessible entrance doors in
series appear to have the minimum clear x
space between them ?

Do thresholds at accessible entrances appear x
to have a compliant height ?
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Abbreviated Accessibility Checklist

Interior Accessible Route

ACCESSIBLE INTERIOR PATH DOOR HARDWARE
Question Yes No NA Comments

1 Does an accessible route appear to connect x

all public areas inside the building ?
2 Do accessible routes appear free of x

obstructions and/or protruding objects ?
3 Do ramps on accessible routes appear to x

have compliant slopes ?
4 Do ramp runs on an accessible route appear x

to have a compliant rise and width ?

Do ramps on accessible routes appear to
5 | have compliant end and intermediate x

landings ?
6 Do ramps on accessible routes appear to x

have compliant handrails ?
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Are accessible areas of refuge and the

7 |accessible means of egress to those areas
identified with accessible signage ?
8 Do public transaction areas have an
accessible, lowered service counter section ?
9 Do public telephones appear mounted with an
accessible height and location ?
Do doors at interior accessible routes appear
10 |to have compliant maneuvering clearance
area on each side ?
Do doors at interior accessible routes appear
1 .
to have compliant hardware ?
Do non-fire hinged, sliding, or folding doors on
12 |interior accessible routes appear to have
compliant opening force ?
13 Do doors on interior accessible routes appear

to have a compliant clear opening width ?
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Abbreviated Accessibility Checklist

Elevators

LOBBY LOOKING AT CAB

IN-CAB CONTROLS

Question

Yes

No

NA

Comments

Are hallway call buttons configured with the
“UP” button above the “DOWN” button?

Is accessible floor identification signage
present on the hoistway sidewalls on each
level ?

Do the elevators have audible and visual
arrival indicators at the lobby and hallway
entrances?

Do the elevator hoistway and car interior
appear to have a minimum compliant clear
floor area ?

Do the elevator car doors have automatic re-
opening devices to prevent closure on
obstructions?

Do elevator car control buttons appear to be
mounted at a compliant height ?
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Are tactile and Braille characters mounted to
the left of each elevator car control button ?

Are audible and visual floor position indicators
provided in the elevator car?

Is the emergency call system on or adjacent
to the control panel and does it not require
voice communication ?
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Abbreviated Accessibility Checklist

Public Restrooms

e B B <
SINK, FAUCET HANDLES AND ACCESSORIES

TOILET STALL OVERVIEW

Question Yes No NA Comments

1 Do publicly accessible toilet rooms appear to x

have a minimum compliant floor area ?

Does the lavatory appear to be mounted at a
2 | compliant height and with compliant knee x

area ?

Does the lavatory faucet have compliant .
3 handles 2 x Push to activate
4 Is the plumbing piping under lavatories x

configured to protect against contact ?
5 Are grab bars provided at compliant locations x

around the toilet ?
6 Do toilet stall doors appear to provide the x

minimum compliant clear width ?
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Do toilet stalls appear to provide the minimum x
compliant clear floor area ?

Where more than one urinal is present in a
multi-user restroom, does minimum one urinal
appear to be mounted at a compliant height X
and with compliant approach width ?

Do accessories and mirrors appear to be x
mounted at a compliant height ?
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Abbreviated Accessibility Checklist

Kitchens/Kitchenettes

KITCHEN OVERVIEW SINK CLEARANCE

Question Yes No NA Comments

Do kitchens/kitchenettes appear to have a
1 | minimum compliant path of travel or area of x
maneuverability ?

Are the appliances centered for a parallel or

2 |forward approach with adequate clear floor x
space ?

3 Is there an accessible countertop/preparation x
space of proper width and height ?

4 Is there an accessible sink space of proper x
width and height ?

5 Does the sink faucet have compliant x
handles ?

6 Is the plumbing piping under the sink x
configured to protect against contact ?
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Are the cooktop/range controls front-mounted
(or in a location that does not require reaching
across the burners) ?
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Abbreviated Accessibility Checklist

Playgrounds & Swimming Pools

2V /

OVERVIEW OF PLAYGROUND

ACCESSIBLE ROUTE TO PLAYGROUND

Question Yes No NA Comments

Is there an accessible route to the play area /
s? X

2 Has the play area been reviewed for x
accessibility ?

3 Are publicly accessible swimming pools x
equipped with an entrance lift ?
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TUCKERMAN CENTER BUREAU VERITAS PROJECT: 172559.25R000-229.354

Appendix E:

Component Condition Report
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Component Condition Report | Tuckerman Center / Main Building

UF L3
Code

Structure
A1010

B1010
Facade
B2010
B2010
B2010
B2010
B2010
B2010
B2010
B2010
B2020
B2020
B2050
B2050
Roofing
B3010
B3010
B3060
B3060
B3080

Interiors

Location

Throughout Building

Throughout Building

Roof

Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior
Building Exterior

Building Exterior

Roof
Roof
Roof
Roof

Building Exterior

Condition Component/Attributes/Capacity

Good

Good

Fair
Good
Good
Fair
Good
Fair
Fair
Fair
Fair
Good
Fair

Good

Fair
Good
Good
Fair

Fair

Foundation System, Concrete Strip/Pad Footings w/ Slab, 3-5 Story Building, 3-5 Story
Building

Structural Framing, Masonry (CMU) Bearing Walls, 3+ Story Building, 3+ Story Building

Supplemental Screen Walls, Aluminum-Framed, HVAC Equipment
Exterior Walls, Aluminum Siding

Exterior Walls, Wood Siding

Exterior Walls, Brick Veneer

Exterior Walls, Wood Siding

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Exterior Walls, any painted surface, Prep & Paint

Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Glazing, any type by SF

Storefront, Glazing & Framing

Exterior Door, Steel, Commercial

Exterior Door, Aluminum-Framed & Glazed, Standard Swing

Roofing, Built-Up

Roofing, Single-Ply Membrane, TPO/PVC
Roof Skylight, per unit, up to 20 SF

Roof Skylight, per unit, up to 20 SF
Soffit/Fascia, Metal

Quantity

100,000

100,000

1,200
200
2,400
4,100
1,200
4,600
500
7,200
3,600
200
10

14

36,299
24,847

1,000

SF

SF

SF
SF
SF
SF
SF
SF
SF
SF
SF
SF

SF
SF

SF

RUL

50

50

15
33
23
25
23

23
10
23

13
23

ID
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Component Condition Report | Tuckerman Center / Main Building

UF L3
Code

C1010
C1030
C1030
C1030
C1030
C1030
C1070
C1070
C1070
C1090
C1090
C1090
C1090
C1090
C2010
C2010
C2010
C2010
C2010
C2010
C2010
C2010
C2010
C2030

Location

Gymnasium

Throughout Building
Common Halls

Hallways & Common Areas
Throughout Building

Classrooms General

Throughout 2nd floor addition

Classrooms General
Throughout Building

Boys Locker Rooms

Girls Locker Room
Restrooms

Hallways & Common Areas
Throughout Building
Gymnasium

Gymnasium

Hallways & Common Areas
Girls Locker Room
Multi-Purpose Room

Boys Locker Rooms
Throughout Building
Restrooms

Multi-Purpose Room

Gymnasium

Condition Component/Attributes/Capacity

Fair
Fair
Good
Good
Fair
Fair
Fair
Fair
Fair
Good
Good
Good
Good
Poor
Fair
Fair
Good
Good
Fair
Good
Fair
Good
Fair

Fair

Movable Partition, Gym Divider, Deluxe/Operable

Interior Door, Wood, Solid-Core Commercial

Interior Door, Aluminum-Framed & Glazed, Standard Swing
Interior Door, Steel/WWood, Fire-Rated at 90 Minutes or Over
Interior Door, Steel, Standard

Interior Door, Wood, Solid-Core Commercial

Suspended Ceilings, Acoustical Tile (ACT)

Suspended Ceilings, Acoustical Tile (ACT)

Suspended Ceilings, Acoustical Tile (ACT)

Lockers, Steel-Baked Enamel, 6' Height per LF

Lockers, Steel-Baked Enamel, 6' Height per LF

Toilet Partitions, Plastic/Laminate

Lockers, Steel-Baked Enamel, 6' Height per LF

Signage, Wall-Mounted, Room Indentification

Wall Finishes, Acoustical Panels, Sound-Dampening

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Wall Finishes, Wood Paneling, Raised Architectural Wainscot
Wall Finishes, Ceramic Tile

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick
Wall Finishes, Ceramic Tile

Wall Finishes, any surface, Prep & Paint

Wall Finishes, Ceramic Tile

Wall Finishes, Acoustical Panels, Sound-Dampening

Flooring, Wood, Sports, Refinish

Quantity

800
150

10

10

12

30
6,700
28,500
39,000
100
100

24

200
100,000
2,000
1,000
10,000
10,000
1,000
10,000
155,000
10,000
1,000
7,600

SF

SF
SF
SF
LF
LF

LF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF
SF

RUL

33
33
10
15
18

13
13
13
13

23
33

33

33

ID
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Component Condition Report | Tuckerman Center / Main Building

UF L3 Location Condition Component/Attributes/Capacity Quantity RUL
Code

C2030 Multi-Purpose Room Fair Flooring, Wood, Strip 4,800 SF 5
C2030 Throughout Building Fair Flooring, Vinyl Tile (VCT) 26,600 SF 4
C2030 Classrooms General Fair Flooring, Carpet, Commercial Standard 28,500 SF 3
C2030 Library Fair Flooring, Carpet, Commercial Tile 9,500 SF 4
C2030 Restrooms Good Flooring, Ceramic Tile 4,800 SF 33
C2030 Throughout 2nd floor addition Fair Flooring, Vinyl Tile (VCT) 6,700 SF 8
C2030 Office Areas Fair Flooring, Carpet, Commercial Tile 4,800 SF 3
C2030 Boys Locker Rooms Good Flooring, Ceramic Tile 4,800 SF 33
C2030 Girls Locker Room Good Flooring, Ceramic Tile 4,800 SF 33
C2050 Throughout Building Fair Ceiling Finishes, any flat surface, Prep & Paint 9,500 SF 4
C2050 Multi-Purpose Room Fair Ceiling Finishes, exposed irregular elements, Prep & Paint 11,400 SF 4
Conveying

D1010 Elevator Shafts/Utility Fair Elevator Controls, Automatic, 1 Car 1 4
D1010 Elevator Shafts/Utility Good Elevator Cab Finishes, Standard 1 10
D1010 Elevator Shafts/Utility Fair Passenger Elevator, Hydraulic, 3 Floors, 2000 LB, Renovate 1 5
Plumbing

D2010 Girls Locker Room Fair Shower, Ceramic Tile 6 4
D2010 Throughout Building Fair Drinking Fountain, Wall-Mounted, Single-Level 7 8
D2010 Restroom Fair Sink/Lavatory, Wall-Hung, Enameled Steel 11 4
D2010 Mechanical Room Good Water Heater, Gas, Commercial (125 MBH), 81 GAL 1 14
D2010 Throughout Building Good Plumbing System, Supply & Sanitary, Medium Density (excludes fixtures) 8,000 SF 33
D2010 Restrooms Fair Urinal, Standard 13 5
D2010 Restrooms Fair Toilet, Commercial Water Closet 33 5

D2010 Gym Fair Toilet, Residential Water Closet 1 4

ID
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Component Condition Report | Tuckerman Center / Main Building

UF L3 Location Condition Component/Attributes/Capacity

Code

D2010 Boys Locker Rooms Fair Shower, Valves & Heads, Single Showerhead

D2010 Restrooms Fair Sink/Lavatory, Vanity Top, Enameled Steel

D2010 Classrooms Science Good Emergency Plumbing Fixtures, Eye Wash & Shower Station
D2010 Mechanical Room Fair Backflow Preventer, Domestic Water, 1 IN

D2010 Girls Locker Room Fair Shower, Valves & Heads, Single Showerhead

D2010 Boys Locker Rooms Fair Shower, Ceramic Tile

D2010 Throughout Building Fair Plumbing System, Supply & Sanitary, Medium Density (excludes fixtures)
D2010 Classrooms Science Fair Sink/Lavatory, Vanity Top, Stainless Steel

HVAC

D3020 Mechanical Room Fair Boiler Supplemental Components, Expansion Tank, 101 to 175 GAL, 125 GAL
D3020 Electrical Room Fair Unit Heater, Electric, 10 kW

D3020 Mechanical Room Fair Boiler, Gas, HVAC, 2040 MBH [BOILER 2]

D3020 Sprinkler Room Good Unit Heater, Electric, 10 kW

D3020 Mechanical Room Fair Boiler, Gas, HVAC, 2040 MBH [BOILER 1]

D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3 TON

D3030 Classrooms General Good Unit Ventilator, approx/nominal 3 Ton, 751 to 1250 CFM
D3030 Roof Poor Split System, Condensing Unit/Heat Pump, 3 TON

D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 1 TON

D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 2.5 TON

D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3 TON

D3030 Roof Good Split System, Condensing Unit/Heat Pump, 3.5 TON

D3030 Roof Fair Chiller, Air-Cooled, 180 TON

D3030 Modular Office Building Fair Heat Pump, Packaged & Wall-Mounted, 2 TON

D3030 Modular Office Building Fair Heat Pump, Packaged & Wall-Mounted, 2 TON

Quantity

12

92,000
16

SF

RUL

—_—
w P o s

~ b~ b

ID
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Component Condition Report | Tuckerman Center / Main Building

UF L3 Location Condition Component/Attributes/Capacity Quantity
Code

D3030 Roof Fair Split System Ductless, Single Zone, 1 TON 1
D3030 Roof Fair Split System, Condensing Unit/Heat Pump, 3.5 TON 1
D3050 Mechanical Room Fair Pump, Distribution, HVAC Chilled or Condenser Water, 5 HP 1
D3050 Throughout Building Fair HVAC System, Hydronic Piping, 2-Pipe 8,000
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 10 TON [RTU-17] 1
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON [RTU#9] 1
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 12.5 TON [RTU #3] 1
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON 1
D3050 Mechanical Room Good Pump, Distribution, HVAC Chilled or Condenser Water, 5 HP 1
D3050 Mechanical Room Fair Pump, Distribution, HVAC Chilled or Condenser Water, 5 HP 1
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON 1
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON [RTU#14] 1
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 10 TON [RTU#2] 1
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON 1
D3050 Throughout Building Good HVAC System, Ductwork w/ VAV/FCU, Medium Density 8,000
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON [RTU#6*] 1
D3050 Throughout Building Fair HVAC System, Hydronic Piping, 2-Pipe 92,000
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON [RTU#5] 1
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON [RTU#8] 1
D3050 Throughout Building Fair HVAC System, Ductwork, Medium Density 10,000
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON [RTU #1] 1
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 12 TON 1
D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 5 TON [RTU-11] 1

D3050 Roof Fair Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON 1

SF

SF

SF

SF

RUL

15

13
13
20
18

10
10
13
10
23
20
15
20
13

13

ID
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Component Condition Report | Tuckerman Center / Main Building

UF L3 Location Condition Component/Attributes/Capacity Quantity RUL ID
Code

D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON [RTU #4] 1 13
D3050 Throughout Building Good HVAC System, Ductwork, Medium Density 100,000 SF 5
D3050 Roof Good Packaged Unit, RTU, Pad or Roof-Mounted, 4 TON 1 20
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 250 CFM [FAI HOOD] 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1257 CFM [EF 3] 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1200 CFM 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1075 CFM [BEF12] 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1725 CFM [EF-3] 1 15
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1179 CFM [EF-5] 1 4
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 12" Damper, 527 CFM [EF-4] 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1725 CFM [EF-1] 1 15
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1800 CFM [EF-2] 1 4
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1361 CFM [EF-1] 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1075 CFM [EF13] 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1725 CFM [SF-17] 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1360 CFM [EF-1] 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1700 CFM [SF-16] 1 19
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1725 CFM 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 10" Damper, 500 CFM 1 15
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1525 CFM 1 4
D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1500 CFM 1 4
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1075 CFM [EFL4] 1 15
D3060 Roof Good Exhaust Fan, Roof or Wall-Mounted, 16" Damper, 1075 CFM [EF-2] 1 15

D3060 Roof Fair Exhaust Fan, Roof or Wall-Mounted, 24" Damper, 2500 CFM 1 4
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Component Condition Report | Tuckerman Center / Main Building

UF L3
Code

Location

Fire Protection

D4010
D4010
D4010
D4010
Electrical

D5020

D5020

D5020

D5020

D5020
D5030
D5040
D5040
D5040
D5040
D5040

Mechanical Room
Mechanical Room
Mechanical Room

Throughout Building

Gymnasium Electrical Room

Electrical Room next to Classroom

403

Mechanical Room

Electrical Room across from Room

606

Throughout Building
Throughout Building
Gymnasium
Building Exterior
Throughout Building
Throughout Building
Throughout Building

Fire Alarm & Electronic Systems

D6060
D7010
D7030
D7050
D8010

Throughout Building
Throughout Building
Throughout Building
Electrical Room

Throughout Building

Condition Component/Attributes/Capacity

Good
Fair

Good
Good

Fair

Fair

Fair

Fair

Good
Good
Fair
Good
Good
Fair

Good

Good
Fair
Fair
Good

Fair

Supplemental Components, Fire Riser, Wet, 4 IN
Backflow Preventer, Fire Suppression, 6 IN
Supplemental Components, Fire Riser, Wet, 4 IN

Fire Suppression System, Existing Sprinkler Heads, by SF

Distribution Panel, 120/208 V, 400 AMP
Distribution Panel, 120/208 V, 400 AMP
Switchboard, 120/208 V, 2000 AMP

Distribution Panel, 120/208 V, 400 AMP

Electrical System, Full System Renovation/Upgrade, Medium Density/Complexity
Electrical System, Wiring & Switches, Average or Low Density/Complexity

High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W
Exterior Light, any type, w/ LED Replacement, 100 WATT

Interior Lighting System, Full Upgrade, High Density & Standard Fixtures
Emergency & Exit Lighting System, Full Interior Upgrade, LED

Interior Lighting System, Full Upgrade, High Density & Standard Fixtures

Intercom/PA System, Public Address Upgrade, Facility-Wide

Intrusion Detection System, Full Alarm System Renovation/Upgrade, Upgrade/Install

Security/Surveillance System, Full System Upgrade, Average Density
Fire Alarm Panel, Fully Addressable
BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install

Quantity

100,000

92,000
8,000
12

15
92,000
100,000
8,000

100,000
100,000
100,000

1
100,000

SF

SF
SF

SF
SF
SF

SF

SF

SF

SF

RUL

33

33
18

16

15
33

13
13

13

ID
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Component Condition Report | Tuckerman Center / Main Building

UF L3

Code

Location

Equipment & Furnishings

E1030
E1030
E1030
E1030
E1030
E1030
E1040
E1040
E1040
E1040
E1070
E1070
E1070
E1070
E2010
E2010
E2010
E2010
E2010
E2010
E2010
E2010
E2010

Kitchen

Kitchen

Kitchen
Multi-Purpose Room
Kitchen

Kitchen

Classrooms Art
Classrooms Science
Throughout Building
Classrooms Science
Multi-Purpose Room
Multi-Purpose Room
Gymnasium
Gymnasium

Library

Gymnasium
Classrooms General
Classrooms General
Library

Classrooms Science

Hallways & Common Areas

Office Areas

Classrooms Art

Condition Component/Attributes/Capacity

Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Fair
Good
Fair
Fair
Good
Fair
Fair
Good
Good

Fair

Foodservice Equipment, Commercial Kitchen, 2-Bowl

Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels
Foodservice Equipment, Refrigerator, 2-Door Reach-In

Cafeteria Furnishings, Set-In Against-Wall Lunch Table, Up to 30 LF
Foodservice Equipment, Icemaker, Freestanding

Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels
Laboratory Equipment, Sink, 1-Bowl

Laboratory Equipment, Sink, 1-Bowl

Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted
Laboratory Equipment, Exhaust Hood, 4 LF

Basketball Backboard, Wall-Mounted, Fixed

Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour

Basketball Backboard, Ceiling-Mounted, Operable

Gym Scoreboard, Electronic Standard

Library Shelving, Single-Faced, up to 90" Height

Bleachers, Telescoping Power-Operated, up to 15 Tier (per Seat)
Casework, Cabinetry, Standard

Window Treatments, Operable Blinds, Fire-Resistant

Library Shelving, Double-Faced, up to 90" Height

Casework, Cabinetry, High-End or Laboratory

Casework, Cabinetry, Standard

Casework, Cabinetry, Standard

Casework, Cabinetry, Standard

Quantity

420
400
3,000
50
200
20

20

50

SF

LF

LF
SF
LF
LF
LF
LF
LF

RUL

A A~ 00 OO A OO O OO 0O ©O© H» h~ 00 O

RN
w

A~ B~

ID
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Component Condition Report | Tuckerman Center / Main Building

UF L3
Code

E2010

Location

Library

Special Construction & Demo

F1020

Accessibility

Y1060

Site Playground Areas

Breakroom

Condition Component/Attributes/Capacity Quantity RUL
Good Casework, Cabinetry, Standard 20 LF 13
Good Covered Play Structure, Wood-Framed 200 SF 19

ADA Kitchen & Laundry Areas, Sink/Counter/Maneuverability, Minor Reconfiguration,

Component Condition Report | Tuckerman Center / Site

UF L3 Code Location

Structure

B1080

Site Parking Areas

Equipment & Furnishings

E2010

Site Sports Fields & Courts

Special Construction & Demo

F1020
F1020
F1020
F1020

Site General
Site General
Site Playground Areas

Site General

Pedestrian Plazas & Walkways

G2020
G2020
G2020
G2020
G2030
G2030

Site Parking Areas
Site Parking Areas
Site Parking Areas
Site Parking Areas
Site Parking Areas
Site Parking Areas

NA 1 1
Modify

Condition Component/Attributes/Capacity Quantity RUL
Fair Stairs, Concrete, Exterior 400 SF 25
Good Bleachers, Fixed Steel Frame, Aluminum Benches (per Seat) 100 18
Good Shed/Gazebo/Shade Structure, Wood or Metal-Framed, Basic/Minimal 100 SF 23
Fair Ancillary Building, Wood-Framed or CMU, Basic/Minimal 200 SF 4
Fair Covered Play Structure, Wood-Framed 100 SF 20
Fair Ancillary Building, Steel, Pre-Engineered 1,000 SF 10
Poor Parking Lots, Curb & Gutter, Concrete 2,700 LF 1
Poor Parking Lots, Pavement, Asphalt, Cut & Patch 66,900 SF 1
Good Parking Lots, Pavement, Asphalt, Seal & Stripe 66,900 SF 4
Fair Parking Lots, Pavement, Asphalt, Mill & Overlay 6,700 SF 4
Good Sidewalk, Concrete, Large Areas 6,400 SF 43
Poor Sidewalk, Asphalt, Overlay 1,700 SF 2

ID

ID
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Component Condition Report | Tuckerman Center / Site

UF L3 Code Location

G2030
G2030

Site Parking Areas
Site Parking Areas

Athletic, Recreational & Playfield Areas

G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
G2050
Sitework
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060
G2060

Site Playground Areas
Site Sports Fields & Courts
Site Playground Areas
Site Sports Fields & Courts
Site Playground Areas
Site Sports Fields & Courts
Site Sports Fields & Courts
Site Sports Fields & Courts
Site Playground Areas
Site Sports Fields & Courts
Site Sports Fields & Courts

Site General

Site

Site General

Site Sports Fields & Courts
Site General

Site General

Site Sports Fields & Courts
Site General

Site General

Site General

Condition Component/Attributes/Capacity

Fair

Poor

Fair
Good
NA
Good
Fair
Good
Fair
Good
Fair
Good
Good

Good
Fair
Good
Good
Good
Good
Good
Fair
Fair

Poor

Sidewalk, Concrete, Large Areas

Sidewalk, Asphalt

Play Structure, Multipurpose, Medium

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
Playfield Surfaces, Rubber, Poured-in-Place

Sports Apparatus, Scoreboard, Electronic Standard

Play Structure, Multipurpose, Small

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
Sports Apparatus, Player/Dugout Benches, 12' Length

Sports Apparatus, Soccer, Regulation Goal

Play Structure, Climbing Wall, Exterior, by vertical surface area

Sports Apparatus, Basketball, Backboard w/ Pole

Sports Apparatus, Baseball, Backstop Chain-Link

Signage, Property, Monument, Replace/Install

Flagpole, Metal

Trash Receptacle, Medium-Duty Metal or Precast

Fences & Gates, Fence, Chain Link 6'

Retaining Wall, Concrete Cast-in-Place

Signage, Property, Building or Pole-Mounted, Replace/Install
Fences & Gates, Fence, Chain Link 8'

Park Bench, Wood/Composite/Fiberglass

Retaining Wall, Brick/Stone

Dumpster Pad, Concrete, Replace/Install

Quantity
6,300
1,700

300
300

25
300

400
200

SF
SF

SF
SF

SF

SF

LF
SF

LF

SF
SF

RUL
25

18

18

13

18
13

13

13
33
43
13
33

15

ID
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Component Condition Report | Tuckerman Center / Site

UF L3 Code Location

Site General
Site General

Site General

Site Parking Areas

Condition Component/Attributes/Capacity Quantity RUL
Dumpster Enclosure, Gates, Wood/Metal, Replace/Install 2 4
Park Bench, Metal Powder-Coated 4 13
Dumpster Enclosure, Wood/Vinyl Walls, 8' High (per LF), Replace/Install 100 LF 2
Landscaping, Mature Trees, Removal or Heavy Trimming, Repair 1 1
Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 150 W, Replace/Install 6 4

Retention/Detention Ponds, Grass Lined, Install 1,800 SF 33
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Replacement Reserves Report

5/20/2026

Location

Tuckerman Center
Tuckerman Center / Main Building
Tuckerman Center / Site

Grand Total

Tuckerman Center

Tuckerman Center / Main Building

Uniformat

Location Description

Code

B2010 Building Exterior
B2010 Building Exterior
B2010 Building Exterior
B2010 Roof

B2020 Building Exterior
B2050 Building Exterior
B3010 Roof

B3010 Roof

B3060 Roof

B3080 Building Exterior
C1010 Gymnasium

C1030 Throughout Building
C1030 Throughout Building
C1030 Classrooms General
C1070 Classrooms General
C1070 Throughout Building
C1070 Throughout 2nd floor addition
C1090 Restrooms

C1090 Boys Locker Rooms
C1090 Girls Locker Room
C1090 Hallways & Common Areas
C1090 Throughout Building
C2010 Gymnasium

C2010 Multi-Purpose Room
C2010 Throughout Building
C2010 Gymnasium

C2010 Multi-Purpose Room
C2030 Multi-Purpose Room
C2030 Throughout Building
C2030 Throughout 2nd floor addition
C2030 Classrooms General
C2030 Office Areas

C2030 Library

C2030 Gymnasium

C2050 Throughout Building
C2050 Multi-Purpose Room
D1010 Elevator Shafts/Utility
D1010 Elevator Shafts/Utility
D1010 Elevator Shafts/Utility
D2010 Mechanical Room
D2010 Mechanical Room
D2010 Throughout Building
D2010 Girls Locker Room
D2010 Restroom

D2010 Gym

D2010 Boys Locker Rooms

ID

10493823

10493854

10493860

10493850

10493954

10493910

10493798

10493855

10493800

10493817

10493905

10493930

10493802

10493914

10493787

10493794

10601744

10493835

10493808

10493952

10493936

10493791

10493944

10493939

10493892

10493877

10493831

10493921

10493843

10601746

10493851

10493937

10493812

10493894

10493814

10493859

10493891

10493852

10493928

10493932

10493840

10601743

10493942

10493819

10493874

10493841

2025 2026 2027 2028
$0 $0 $0 $0
$0 $6,180 $10,609 $380,214
$0 $473,301 $9,601 $0
$0 $479,481 $20,210 $380,214

Cost Description
Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain
Exterior Walls, Brick/Masonry/Stone, Clean & Seal, Maintain

Exterior Walls, any painted surface, Prep & Paint

2029

$0
$2,868,758
$220,740

$3,089,498

Supplemental Screen Walls, Aluminum-Framed, HVAC Equipment, Replace

Glazing, any type by SF, Replace

Exterior Door, Steel, Commercial, Replace

Roofing, Built-Up, Replace

Roofing, Single-Ply Membrane, TPO/PVC, Replace

Roof Skylight, per unit, up to 20 SF, Replace

Soffit/Fascia, Metal, Replace

Movable Partition, Gym Divider, Deluxe/Operable, Replace
Interior Door, Wood, Solid-Core Commercial, Replace

Interior Door, Steel, Standard, Replace

Interior Door, Wood, Solid-Core Commercial, Replace
Suspended Ceilings, Acoustical Tile (ACT), Replace
Suspended Ceilings, Acoustical Tile (ACT), Replace
Suspended Ceilings, Acoustical Tile (ACT), Replace

Toilet Partitions, Plastic/Laminate, Replace

Lockers, Steel-Baked Enamel, 6' Height per LF, Replace
Lockers, Steel-Baked Enamel, 6' Height per LF, Replace
Lockers, Steel-Baked Enamel, 6' Height per LF, Replace
Signage, Wall-Mounted, Room Indentification, Replace

Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace
Wall Finishes, Gym Wall Pads, Secured and 1.5" Thick, Replace
Wall Finishes, any surface, Prep & Paint

Wall Finishes, Acoustical Panels, Sound-Dampening, Replace
Wall Finishes, Acoustical Panels, Sound-Dampening, Replace
Flooring, Wood, Strip, Replace

Flooring, Vinyl Tile (VCT), Replace

Flooring, Vinyl Tile (VCT), Replace

Flooring, Carpet, Commercial Standard, Replace

Flooring, Carpet, Commercial Tile, Replace

Flooring, Carpet, Commercial Tile, Replace

Flooring, Wood, Sports, Refinish

Ceiling Finishes, any flat surface, Prep & Paint

Ceiling Finishes, exposed irregular elements, Prep & Paint
Elevator Controls, Automatic, 1 Car, Replace

Passenger Elevator, Hydraulic, 3 Floors, Renovate

Elevator Cab Finishes, Standard, Replace

Water Heater, Gas, Commercial (125 MBH), Replace

Backflow Preventer, Domestic Water, Replace

Plumbing System, Supply & Sanitary, Medium Density (excludes fixtures), Replace

Shower, Ceramic Tile, Replace
Sink/Lavatory, Wall-Hung, Enameled Steel, Replace
Toilet, Residential Water Closet, Replace

Shower, Valves & Heads, Single Showerhead, Replace

2030

$0
$938,386
$5,680

$944,066

Lifespan
(EUL)

20
20
10
40
30
40
25
20
30
25
25
40
40
40
25
25
25
20
20
20
20
30
15
15
10
25
25
30
15
15
10

10
20

30

20
30
40
30
30
30
30

2031
$0
$127,167
$0
$127,167
EAge RUL
16 4
16 4
4 6
25 15
26 4
30 10
21 4
7 13
26 4
21 4
21 4
34 6
30 10
25 15
21 4
21 4
7 18
7 13
7 13
7 13
7 13
28 2
7 8
7 8
6 4
21 4
21 4
25 5
11 4
7 8
7 3
7 3
6 4
7 3
6 4
6 4
16 4
25 5
5 10
6 14
25 5
25 15
26 4
26 4
26 4
26 4

2032

$0

$0

$0

$0

QuantityUnit

4600 SF
7200 SF
500 SF
1200 SF
3600 SF
10 EA
36299 SF
24847 SF
2 EA
1000 SF
800 SF
150 EA
12 EA
30 EA
28500 SF
39000 SF
6700 SF
24 EA
100 LF
100 LF
200 LF
100000 SF
1000 SF
1000 SF
155000 SF
2000 SF
1000 SF
4800 SF
26600 SF
6700 SF
28500 SF
4800 SF
9500 SF
7600 SF
9500 SF
11400 SF
1 EA
1 EA
1 EA
1 EA
1 EA
92000 SF
6 EA
1" EA
1 EA
6 EA

2033

$0
$1,099,810
$2,280

$1,102,090

Unit Cost*
$1.86
$1.86
$3.00
$9.00

$55.00
$4,060.00
$14.00
$17.00
$1,300.00
$5.00
$22.30
$700.00
$600.00
$700.00
$3.50
$3.50
$3.50
$750.00
$500.00
$500.00
$500.00
$0.10
$16.80
$16.80
$1.50
$14.00
$14.00
$15.00
$5.00
$5.00
$7.50
$6.50
$6.50
$5.00
$2.00
$2.50
$5,000.00
$70,000.00
$9,000.00
$12,400.00
$1,400.00
$11.00
$2,500.00
$1,700.00
$700.00
$800.00

2034
$0
$8,742
$82,299

$91,041

Subtotal 2025

$8,556
$13,392
$1,500
$10,800
$198,000
$40,600
$508,186
$422,399
$2,600
$5,000
$17,840
$105,000
$7,200
$21,000
$99,750
$136,500
$23,450
$18,000
$50,000
$50,000
$100,000
$10,000
$16,800
$16,800
$232,500
$28,000
$14,000
$72,000
$133,000
$33,500
$213,750
$31,200
$61,750
$38,000
$19,000
$28,500
$5,000
$70,000
$9,000
$12,400
$1,400
$1,012,000
$15,000
$18,700
$700
$4,800

2035 2036 2037

$0 $0 $0
$112,620 $0 $0
$40,317 $0 $0

$152,938 $0 $0

2026 2027 2028 2029
$8,556

$13,392

$198,000

$508,186

$2,600
$5,000
$17,840

$99,750
$136,500

$10,000

$232,500
$28,000
$14,000

$133,000

$213,750
$31,200
$61,750
$38,000
$19,000
$28,500
$5,000

$15,000
$18,700
$700
$4,800

2038

$0
$3,083,787
$89,727

$3,173,515

2030 2031

$1,500

$105,000

$72,000

$70,000

$1,400

brattt=1{rorbiscussionPurpeses Ol

2039 2040 2041 2042 2043
$0 $0 $0 $0 $0
$535,684 $5,069,938 $201,391 $0 $232,467
$50,029 $87,246 $0 $0 $103,167
$585,713 $5,157,184 $201,391 $0 $335,635
2032 2033 2034 2035 2036 2037 2038 2039 2040
$10,800
$40,600
$422,399
$7,200
$21,000
$18,000
$50,000
$50,000
$100,000
$16,800
$16,800
$232,500
$33,500
$213,750
$31,200
$61,750
$38,000
$19,000
$28,500
$9,000
$12,400
$1,012,000

2044

$0
$294,238
$65,011

$359,250

2041

$1,500

2045
$0

Total Escalated Estimate

$76,940 $15,046,930

$9,031 $1,238,431

$85,971 $16,285,362

2042 2043 2044

$23,450

$133,000

2045

Deficiency Repair
Estimate

$8,556
$13,392
$3,000
$10,800
$198,000
$40,600
$508,186
$422,399
$2,600
$5,000
$17,840
$105,000
$7,200
$21,000
$99,750
$136,500
$23,450
$18,000
$50,000
$50,000
$100,000
$10,000
$16,800
$16,800
$465,000
$28,000
$14,000
$72,000
$266,000
$33,500
$427,500
$62,400
$123,500
$76,000
$38,000
$57,000
$5,000
$70,000
$9,000
$12,400
$1,400
$1,012,000
$15,000
$18,700
$700
$4,800




Replacement Reserves Report

5/20/2026

Uniformat

Code
D2010

D2010
D2010
D2010
D2010
D2010
D2010
D2010
D3020
D3020
D3020
D3020
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3030
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3050
D3060
D3060
D3060
D3060
D3060
D3060
D3060
D3060

Location Description
Girls Locker Room
Boys Locker Rooms
Restrooms
Restrooms
Restrooms
Classrooms Science
Throughout Building
Classrooms Science
Mechanical Room
Mechanical Room
Electrical Room
Sprinkler Room
Roof

Roof

Roof

Roof

Modular Office Building
Modular Office Building
Roof

Roof

Roof

Roof

Classrooms General
Roof

Mechanical Room
Mechanical Room
Throughout Building
Throughout Building
Mechanical Room
Roof

Throughout Building
Roof

Roof

Roof

Throughout Building
Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

ID

10493950

10493949

10493896

10493899

10493830

10493913

10493779

10493825

10493821

10493780

10493933

10493925

10493849

10493898

10493809

10493842

10493816

10493907

10493795

10493857

10493953

10493940

10493863

10493919

10493844

10493784

10493927

10601748

10493887

10493783

10601745

10493870

10493785

10493935

10493848

10493941

10493882

10493853

10493897

10493872

10493867

10493813

10493826

10493947

10493839

10493790

10493901

10493777

10493862

10493873

10493801

10493890

10493789

10493880

10493838
10493836

Cost Description

Shower, Valves & Heads, Single Showerhead, Replace
Shower, Ceramic Tile, Replace

Urinal, Standard, Replace

Toilet, Commercial Water Closet, Replace

Sink/Lavatory, Vanity Top, Enameled Steel, Replace
Sink/Lavatory, Vanity Top, Stainless Steel, Replace

Drinking Fountain, Wall-Mounted, Single-Level, Replace
Emergency Plumbing Fixtures, Eye Wash & Shower Station, Replace
Boiler, Gas, HVAC, Replace

Boiler, Gas, HVAC, Replace

Unit Heater, Electric, Replace

Unit Heater, Electric, Replace

Chiller, Air-Cooled, Replace

Split System, Condensing Unit/Heat Pump, Replace

Split System, Condensing Unit/Heat Pump, Replace

Split System, Condensing Unit/Heat Pump, Replace

Heat Pump, Packaged & Wall-Mounted, Replace

Heat Pump, Packaged & Wall-Mounted, Replace

Split System Ductless, Single Zone, Replace

Split System, Condensing Unit/Heat Pump, Replace

Split System, Condensing Unit/Heat Pump, Replace

Split System, Condensing Unit/Heat Pump, Replace

Unit Ventilator, approx/nominal 3 Ton, 751 to 1250 CFM, Replace
Split System, Condensing Unit/Heat Pump, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, Replace
Pump, Distribution, HVAC Chilled or Condenser Water, Replace
HVAC System, Hydronic Piping, 2-Pipe, Replace

HVAC System, Hydronic Piping, 2-Pipe, Replace

Pump, Distribution, HVAC Chilled or Condenser Water, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace

HVAC System, Ductwork, Medium Density, Replace

Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace
Packaged Unit, RTU, Pad or Roof-Mounted, Replace

HVAC System, Ductwork, Medium Density, Replace

Packaged Unit, RTU,
Packaged Unit, RTU,
Packaged Unit, RTU,
Packaged Unit, RTU,
Packaged Unit, RTU,
Packaged Unit, RTU,
Packaged Unit, RTU,
Packaged Unit, RTU,
Packaged Unit, RTU,
Packaged Unit, RTU,
Packaged Unit, RTU,

Packaged Unit, RTU,

Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace
Pad or Roof-Mounted, Replace

Pad or Roof-Mounted, Replace

Packaged Unit, RTU, Pad or Roof-Mounted, Replace

Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 24" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace
Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace

Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace

Lifespan
(EUL)

30
30
30
30
30
30
15
20
30
30
20
20
25
15
15
15
20
20
15

25
25
40
40
25
20
30
20
20
20
30
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20
20

EAge
26
26
25
25
25
25

25

25

21
21
25

25

26
16

16

16
16

16
16

RUL

15

15

20

20

20

20

15
15

QuantityUnit

33

12
16

8000

92000

1
100000
1

1

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

SF

SF

EA

SF

EA
EA

SF

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA

EA
EA

Unit Cost*

$800.00
$2,500.00
$1,100.00
$1,300.00
$1,100.00
$1,200.00
$1,200.00
$2,300.00
$60,400.00
$60,400.00
$2,200.00
$2,200.00
$240,000.00
$4,000.00
$2,300.00
$4,000.00
$4,000.00
$4,000.00
$3,500.00
$4,600.00
$4,000.00
$3,800.00
$9,000.00
$4,600.00
$6,100.00
$6,100.00
$5.00
$5.00
$6,100.00
$20,000.00
$4.00
$25,000.00
$11,000.00
$9,000.00
$4.00
$9,000.00
$9,000.00
$9,000.00
$9,000.00
$25,000.00
$20,000.00
$9,000.00
$11,000.00
$9,000.00
$9,000.00
$11,000.00
$9,000.00
$9,000.00
$2,400.00
$2,400.00
$2,400.00
$2,400.00
$3,000.00
$1,200.00
$2,400.00
$2,400.00

Subtotal

$4,800
$15,000
$14,300
$42,900
$13,200
$19,200
$8,400
$2,300
$60,400
$60,400
$2,200
$2,200
$240,000
$4,000
$2,300
$4,000
$4,000
$4,000
$3,500
$4,600
$4,000
$3,800
$270,000
$4,600
$6,100
$6,100
$40,000
$460,000
$6,100
$20,000
$40,000
$25,000
$11,000
$9,000
$400,000
$9,000
$9,000
$9,000
$9,000
$25,000
$20,000
$9,000
$11,000
$9,000
$9,000
$11,000
$9,000
$9,000
$2,400
$2,400
$2,400
$2,400
$3,000
$1,200
$2,400
$2,400

2025

2026 2027 2028 2029

$4,800

$15,000

$2,200

$240,000

$4,000

$2,300
$4,000
$4,000
$4,000
$3,500

$6,100
$6,100

$20,000
$40,000
$25,000
$11,000

$9,000

$2,400
$2,400
$2,400
$2,400
$3,000

2030

$14,300
$42,900
$13,200
$19,200

$60,400
$60,400

$4,600

$400,000

2031

2032

2033

$8,400

$4,000
$3,800

Dretit=17or Diseussion Purpeses Oy

2034

2035 2036 2037 2038

$2,200

$270,000
$4,600

$9,000
$9,000
$9,000

$9,000

$25,000

$20,000

$9,000

$11,000

$9,000

2039 2040

$2,300

$40,000
$460,000

$1,200
$2,400
$2,400

2041 2042 2043

$4,000

$6,100

2044

$2,300
$4,000

$3,500

Deficiency Repair
Estimate

$4,800

2045

$15,000

$14,300

$42,900

$13,200

$19,200

$8,400

$2,300

$60,400

$60,400

$2,200

$2,200

$240,000

$8,000

$4,600

$8,000

$4,000

$4,000

$7,000

$4,600 $9,200
$4,000
$3,800
$270,000
$4,600
$6,100
$6,100
$40,000
$460,000
$6,100
$20,000
$40,000
$25,000
$11,000
$9,000
$400,000

$9,000
$11,000
$9,000
$9,000

$9,000
$9,000
$9,000
$9,000
$25,000
$20,000
$9,000
$11,000
$9,000
$9,000
$11,000
$9,000
$9,000

$2,400
$2,400
$2,400
$2,400
$3,000
$1,200
$2,400
$2,400




Replacement Reserves Report

5/20/2026

Uniformat Location Description
Code

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D3060 Roof

D4010 Mechanical Room
D4010 Throughout Building
D5020 Mechanical Room
D5020 Gymnasium Electrical Room
D5020 Electrical Room next to Classroom 403
D5020 Electrical Room across from Room 606
D5020 Throughout Building
D5040 Throughout Building
D5040 Gymnasium

D5040 Building Exterior
D5040 Throughout Building
D5040 Throughout Building
D6060 Throughout Building
D7010 Throughout Building
D7030 Throughout Building
D7050 Electrical Room
D8010 Throughout Building
E1030 Kitchen

E1030 Multi-Purpose Room
E1030 Kitchen

E1030 Kitchen

E1030 Kitchen

E1030 Kitchen

E1040 Classrooms Science
E1040 Classrooms Art
E1040 Classrooms Science
E1040 Throughout Building
E1070 Multi-Purpose Room
E1070 Gymnasium

E1070 Gymnasium

E1070 Multi-Purpose Room
E2010 Classrooms General
E2010 Classrooms General
E2010 Classrooms Science
E2010 Classrooms Art
E2010 Library

E2010 Library

E2010 Hallways & Common Areas
E2010 Office Areas

E2010 Library

E2010 Gymnasium

F1020 Site Playground Areas
Y1060 Breakroom

ID Cost Description :.Eif:i;:an
10493955 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493869 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493923 Exhaust Fan, Roof or Wall-Mounted, 12" Damper, Replace 20
10493856 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493861 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493929 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493885 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493918 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493811 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493866 Exhaust Fan, Roof or Wall-Mounted, 10" Damper, Replace 20
10493833 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493920 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493799 Exhaust Fan, Roof or Wall-Mounted, 16" Damper, Replace 20
10493797 Backflow Preventer, Fire Suppression, Replace 30
10493903 Fire Suppression System, Existing Sprinkler Heads, by SF, Replace 25
10493781 Switchboard, 120/208 V, Replace 40
10493938 Distribution Panel, 120/208 V, Replace 30
10493837 Distribution Panel, 120/208 V, Replace 30
10493815 Distribution Panel, 120/208 V, Replace 30
10493822 Electrical System, Full System Renovation/Upgrade, Medium Density/Complexity, Replace 40
10493832 Emergency & Exit Lighting System, Full Interior Upgrade, LED, Replace 10

10493865 High Intensity Discharge (HID) Fixtures, Metal Halide, Gymnasium Lighting, 400 W, Replace 20

10493917 Exterior Light, any type, w/ LED Replacement, Replace 20
10601750 Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace 20
10493895 Interior Lighting System, Full Upgrade, High Density & Standard Fixtures, Replace 20
10493922 Intercom/PA System, Public Address Upgrade, Facility-Wide, Replace 20
10493876 Intrusion Detection System, Full Alarm System Renovation/Upgrade, Upgrade/Install 15
10493810 Security/Surveillance System, Full System Upgrade, Average Density, Replace 15
10493884 Fire Alarm Panel, Fully Addressable, Replace 15
10493834 BAS/HVAC Controls, Basic System or Legacy Upgrades, Upgrade/Install 15
10493793 Foodservice Equipment, Refrigerator, 2-Door Reach-In, Replace 15
10493886 Cafeteria Furnishings, Set-In Against-Wall Lunch Table, Up to 30 LF, Replace 20
10493909 Foodservice Equipment, Commercial Kitchen, 2-Bowl, Replace 30
10493846 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15
10493931 Foodservice Equipment, Food Warmer, Proofing Cabinet on Wheels, Replace 15
10493804 Foodservice Equipment, Icemaker, Freestanding, Replace 15
10493878 Laboratory Equipment, Exhaust Hood, 4 LF, Replace 15
10493906 Laboratory Equipment, Sink, 1-Bowl, Replace 30
10493871 Laboratory Equipment, Sink, 1-Bowl, Replace 30
10493829 Healthcare Equipment, Defibrillator (AED), Cabinet-Mounted, Replace 10
10493915 Theater & Stage Equipment, Flameproof Curtain, Medium Weight Velour, Replace 15
10493900 Basketball Backboard, Ceiling-Mounted, Operable 30
10493916 Gym Scoreboard, Electronic Standard, Replace 30
10493786 Basketball Backboard, Wall-Mounted, Fixed 30
10493879 Window Treatments, Operable Blinds, Fire-Resistant 20
10493818 Casework, Cabinetry, Standard, Replace 20
10493911 Casework, Cabinetry, High-End or Laboratory, Replace 20
10493948 Casework, Cabinetry, Standard, Replace 20
10493827 Library Shelving, Single-Faced, up to 90" Height, Replace 20
10493904 Library Shelving, Double-Faced, up to 90" Height, Replace 20
10493828 Casework, Cabinetry, Standard, Replace 20
10493951 Casework, Cabinetry, Standard, Replace 20
10493875 Casework, Cabinetry, Standard, Replace 20
10493864 Bleachers, Telescoping Power-Operated, up to 15 Tier (per Seat), Replace 20
10601747 Covered Play Structure, Wood-Framed, Replace 30

10601751 ADA Kitchen & Laundry Areas, Sink/Counter/Maneuverability, Minor Reconfiguration, Modify 0

EAge

25

24
26
25
25

25

16

25

25

25

26
26

25

RUL

15

15

15

15

15

15

15

15
15

15

o b~ »

QuantityUnit
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
1 EA
100000 SF
1 EA
1 EA
1 EA
1 EA
92000 SF
100000 SF
12 EA
15 EA
92000 SF
8000 SF
100000 SF
100000 SF
100000 SF
1 EA
100000  SF
1 EA
10 EA
1 EA
1 EA
1 EA
1 EA
1 EA
2 EA
6 EA
3 EA
500 SF
6 EA
1 EA
2 EA
3000 SF
400 LF
200 LF
50 LF
50 LF
50 LF
20 LF
20 LF
20 LF
420 EA
200 SF
1 EA

Unit Cost*

$2,400.00
$2,400.00
$1,400.00
$2,400.00
$2,400.00
$2,400.00
$2,400.00
$2,400.00
$2,400.00
$1,200.00
$2,400.00
$2,400.00
$2,400.00
$10,500.00
$1.07
$120,000.00
$6,000.00
$7,000.00
$6,000.00
$18.00
$0.65
$1,700.00
$800.00
$5.00
$5.00
$1.65
$3.25
$2.00
$15,000.00
$2.50
$4,600.00
$7,000.00
$2,100.00
$1,700.00
$1,700.00
$6,700.00
$8,000.00
$1,725.00
$1,725.00
$1,500.00
$13.00
$7,830.00
$8,500.00
$3,580.00
$5.42
$300.00
$500.00
$300.00
$330.00
$480.00
$300.00
$300.00
$300.00
$450.00
$50.00
$2,000.00

Subtotal

$2,400
$2,400
$1,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$1,200
$2,400
$2,400
$2,400
$10,500
$107,000
$120,000
$6,000
$7,000
$6,000
$1,656,000
$65,000
$20,400
$12,000
$460,000
$40,000
$165,000
$325,000
$200,000
$15,000
$250,000
$4,600
$70,000
$2,100
$1,700
$1,700
$6,700
$8,000
$3,450
$10,350
$4,500
$6,500
$46,980
$8,500
$7,160
$16,260
$120,000
$100,000
$15,000
$16,500
$24,000
$6,000
$6,000
$6,000
$189,000
$10,000
$2,000

2025

$2,000

2026

Dretit=17or Diseussion Purpeses Oy

2028 2029 2030 2031 2032 2033 2034 2035 2036
$10,500
$6,000
$7,000
$6,000
$65,000
$20,400
$325,000
$200,000
$250,000
$4,600
$70,000
$2,100
$1,700
$1,700
$6,700
$8,000
$3,450
$10,350
$4,500
$6,500
$46,980
$8,500
$7,160
$120,000
$100,000
$15,000
$189,000

2037 2038 2039

$65,000

$12,000
$460,000
$40,000
$165,000

$16,260

$16,500
$24,000
$6,000
$6,000
$6,000

2040

$2,400
$2,400
$1,400
$2,400
$2,400
$2,400
$2,400
$2,400
$2,400
$1,200
$2,400

$2,400

$1,656,000

$15,000

$4,500

2041

$120,000

Deficiency Repair
Estimate

$2,400

2042 2043 2044 2045

$2,400

$1,400

$2,400

$2,400

$2,400

$2,400

$2,400

$2,400

$1,200

$2,400

$2,400

$2,400 $2,400
$10,500
$107,000 $107,000
$120,000

$6,000

$7,000

$6,000

$1,656,000

$130,000

$20,400

$12,000

$460,000

$40,000

$165,000

$325,000

$200,000

$15,000

$250,000

$4,600 $9,200
$70,000
$2,100
$1,700
$1,700
$6,700
$8,000 $16,000
$3,450
$10,350
$9,000
$6,500
$46,980
$8,500
$7,160
$16,260
$120,000
$100,000
$15,000
$16,500
$24,000
$6,000
$6,000
$6,000
$189,000
$10,000 $10,000
$2,000




Replacement Reserves Report
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Uniformat

Location Description
Code P

Totals, Unescalated

Tuckerman Center / Site

Uniformat CodeLocation Description
E2010 Site Sports Fields & Courts
F1020 Site General

F1020 Site General

F1020 Site Playground Areas
G2020 Site Parking Areas

G2020 Site Parking Areas

G2020 Site Parking Areas

G2020 Site Parking Areas

G2030 Site Parking Areas

G2030 Site Parking Areas

G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Sports Fields & Courts
G2050 Site Playground Areas
G2050 Site Playground Areas
G2050 Site Playground Areas
G2050 Site Playground Areas
G2060 Site General

G2060 Site General

G2060 Site General

G2060 Site

G2060 Site General

G2060 Site General

G2060 Site General

G2060 Site General

G2060 Site General

G2060 Site General

G2080 Site

G4050 Site Parking Areas

Totals, Unescalated

ID

10499464

10499446

10499458

10499470

10499479

10499443

10499466

10499450

10499447

10499462

10499452

10499445

10499454

10499459

10499448

10499483

10499481

10499471

10499442

10499463

10499477

10499478

10499475

10499469

10499476

10499457

10499468

10499480

10499473

10499467

10499440

10499461

10499449

ID Cost Description

Totals, Escalated (3.0% inflation, compounded annually)

Cost Description

Bleachers, Fixed Steel Frame, Aluminum Benches (per Seat), Replace
Ancillary Building, Wood-Framed or CMU, Basic/Minimal, Replace
Ancillary Building, Steel, Pre-Engineered, Replace

Covered Play Structure, Wood-Framed, Replace

Parking Lots, Pavement, Asphalt, Cut & Patch

Parking Lots, Pavement, Asphalt, Seal & Stripe

Parking Lots, Pavement, Asphalt, Mill & Overlay

Parking Lots, Curb & Gutter, Concrete, Replace

Sidewalk, Asphalt, Replace

Sidewalk, Asphalt, Overlay

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Seal & Stripe
Sports Apparatus, Player/Dugout Benches, 12' Length, Replace

Sports Apparatus, Soccer, Regulation Goal, Replace

Sports Apparatus, Baseball, Backstop Chain-Link, Replace

Athletic Surfaces & Courts, Basketball/General, Asphalt Pavement, Mill & Overlay
Sports Apparatus, Scoreboard, Electronic Standard, Replace

Sports Apparatus, Basketball, Backboard w/ Pole, Replace

Playfield Surfaces, Rubber, Poured-in-Place, Replace

Play Structure, Climbing Wall, Exterior, by vertical surface area, Replace
Play Structure, Multipurpose, Medium, Replace

Play Structure, Multipurpose, Small, Replace

Park Bench, Wood/Composite/Fiberglass, Replace

Trash Receptacle, Medium-Duty Metal or Precast, Replace

Park Bench, Metal Powder-Coated, Replace

Flagpole, Metal, Replace

Signage, Property, Monument, Replace/Install

Signage, Property, Building or Pole-Mounted, Replace/Install

Retaining Wall, Brick/Stone, Replace

Dumpster Pad, Concrete, Replace/Install

Dumpster Enclosure, Wood/Vinyl Walls, 8' High (per LF), Replace/Install
Dumpster Enclosure, Gates, Wood/Metal, Replace/Install

Landscaping, Mature Trees, Removal or Heavy Trimming, Repair

Pole Light Fixture w/ Lamps, any type 20' High, w/ LED Replacement, 150 W, Replace/Install

Totals, Escalated (3.0% inflation, compounded annually)

Lifespan
(EUL)

Lifespan (EUL)EAge

25

35

35

30

0

5

25

50

25

25

20

20

25

25

25
20

20

20

20

20

20

30

20

20

40

50

20
20

20

7

31

25

10

-1

1

21

49

24

23

25

48

18
16

16

EAge

RUL
18

4
10
20

13

13

13
15

RUL QuantityUnit Unit Cost*
QuantityUnit Unit Cost* Subtotal
100 EA $120.00 $12,000
200 SF $60.00 $12,000
1000 SF $30.00 $30,000
100 SF $50.00  $5,000
66900 SF $5.50 $367,950
66900 SF $0.45 $30,105
6700 SF $3.50 $23,450
2700 LF $30.00 $81,000
1700 SF $5.50  $9,350
1700 SF $1.50  $2,550
6600 SF $0.45  $2,970
4 EA $450.00  $1,800
2 EA $2,500.00  $5,000
2 EA $5,000.00 $10,000
6600 SF $3.50 $23,100
2 EA $8,000.00 $16,000
2 EA $4,750.00  $9,500
3700 SF $26.00 $96,200
100 SF $40.00  $4,000
1 EA  $20,000.00 $20,000
1 EA  $10,000.00 $10,000
4 EA $600.00  $2,400
4 EA $700.00 $2,800
4 EA $700.00  $2,800
1 EA $2,500.00  $2,500
1 EA $3,000.00  $3,000
25 EA $1,500.00 $37,500
400 SF $140.00 $56,000
200 SF $15.00  $3,000
100 LF $35.00  $3,500
2 EA $1,700.00  $3,400
1 EA $1,216.00 $1,216
6 EA $4,000.00 $24,000

Subtotal 2025 2026 2027 2028
$0 $6,000 $10,000 $347,950
$0 $6,180 $10,609 $380,214

2025 2026 2027 2028 2029

$12,000
$367,950
$30,105
$23,450
$81,000
$9,350
$2,550
$2,970
$96,200
$4,000
$3,000
$3,500
$3,400
$1,216
$24,000
$0 $459,516 $9,050 $0 $196,125
$0 $473,301 $9,601 $0 $220,740

Dretit=17or Diseussion Purpeses Oy

2029 2030 2031 2032 2033 2034 2035 2036

$2,548,854 $809,460 $106,500 $0 $868,200 $6,700 $83,800 $0

$2,868,758 $938,386 $127,167 $0 $1,099,810 $8,742 $112,620 $0

2030 2031 2032 2033 2034 2035 2036 2037 2038

$30,000

$30,105

$2,970
$1,800
$5,000
$10,000

$20,000
$10,000
$2,400
$2,800
$2,800
$2,500
$3,000
$37,500

$4,900 $0 $0 $1,800 $63,075 $30,000 $0

$5,680 $0 $0 $2,280 $82,299 $40,317 $0

2037

2039

$30,105

$2,970

$0 $61,100 $33,075 $56,000 $0
$0 $89,727 $50,029 $87,246 $0

2038 2039 2040 2041 2042 2043 2044 2045

$0 $2,099,909 $354,150 $3,254,200 $125,500 $0 $136,550 $167,800 $42,600

$0 $3,083,787 $535,684 $5,069,938 $201,391 $0 $232,467 $294,238 $76,940

2040 2041 2042 2043

$12,000

2044 2045Deficiency Repair Estimate

$12,000

$12,000

$30,000

$5,000 $5,000
$367,950
$30,105 $120,420
$23,450
$81,000
$9,350
$2,550
$2,970 $11,880
$1,800
$5,000
$10,000
$23,100 $23,100
$16,000 $16,000
$9,500 $9,500
$96,200

$4,000 $8,000
$20,000
$10,000
$2,400
$2,800
$2,800
$2,500
$3,000
$37,500
$56,000 $56,000
$3,000
$3,500
$3,400
$1,216
$24,000

$0 $60,600 $37,075 $5,000 $1,017,316

$0 $103,167 $65,011 $9,031 $1,238,431

Deficiency Repair
Estimate

$10,968,173

$15,046,930

* Markup has been included in unit costs.
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Index ID

D10 Conveying

1 10493891

2 10493852

UFCode

D1010

D1010

Component
Description

Elevator
Controls

Passenger
Elevator

Attributes Capacity
Automatic, 1 Car
Hydraulic, 3

ycrautic, 2000 LB
Floors

Building Location Detail
Tuckerman
Center / Main Elevator

. Shafts/Utility
Building
Tuckerman

Elevator

Center / Main .
Building Shafts/Utility

Manufacturer Model
Schindler

Elevator 2304
Corporation

et - [For Discussion Purpeses Omly

Serial

05675-01

Dataplate Yr Barcode

2000

2000

Qty



Index ID

D20 Plumbing

1 10493932
2 10493840

UFCode

D2010

D2010

Component
Description

Water Heater

Backflow
Preventer

Attributes Capacity

Gas, Commercial
' 81 GAL
(125 MBH)

Domestic Water 1IN

Building

Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Manufacturer

A. O. Smith

Watts

et - [For Discussion Purpeses Omly
Model

BTR-199 118

009M2QT

Serial

1913114303825

142536

Dataplate Yr Barcode

2019

2000

Qty



Index ID

D30 HVAC

1 10493780
2 10493821
3 10493933
4 10493925
5 10493946
6 10493849
7 10493816
8 10493907
9 10493953
10 10493898
11 10493809
12 10493940
13 10493842
14 10493919

UFCode

D3020

D3020

D3020

D3020

D3020

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

D3030

Component
Description

Boiler [BOILER
1]

Boiler [BOILER
2]

Unit Heater

Unit Heater

Boiler

Supplemental

Components

Chiller

Heat Pump

Heat Pump

Split System

Split System

Split System

Split System

Split System

Split System

Attributes

Gas, HVAC

Gas, HVAC

Electric

Electric

Expansion Tank,
101 to 175 GAL

Air-Cooled

Packaged & Wall-

Mounted

Packaged & Wall-

Mounted

Condensing
Unit/Heat Pump

Condensing
Unit/Heat Pump

Condensing
Unit/Heat Pump

Condensing
Unit/Heat Pump

Condensing
Unit/Heat Pump

Condensing
Unit/Heat Pump

Capacity

Building

Tuckerman

2040 MBH Center / Main

Building

Tuckerman

2040 MBH Center / Main

10 kW

10 kW

125 GAL

180 TON

2TON

2TON

3 TON

3 TON

1 TON

25TON

3 TON

3.5TON

Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building

Location Detail

Mechanical
Room

Mechanical
Room

Electrical
Room

Sprinkler Room

Mechanical
Room

Roof

Modular Office
Building

Modular Office
Building

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Bryan Boilers

Bryan Boilers

Inaccessible

Dayton

Wessels
Company

Bard
Manufacturing
Company

Bard
Manufacturing
Company

Trane

Carrier

Trane

Trane

Trane

et - [For Discussion Purpeses Omly

Model

HECL240-W-FDG

HECL240-W-FDG

Inaccessible

Inaccessible

STAA185CY701A3D089

Inaccessible

Inaccessible

XE1200

38CK818310

2TTR3030A1000

TTP036D100A0

2TTA0042A3000AA L

Serial

87183

87193

Inaccessible

Inaccessible

L8140

J01D08034

Inaccessible

Inaccessible

No dataplate

3583E11558

6072N6W5SF

Z1143GB3F

2363A0W3F

Dataplate Yr Barcode Qty

2000

2000

2000

2018

2009

2001

2000

2000

2018

1999

2013

2018

2001

2023



Index

15

16

17

18

19

20

21

22

23

24

25

26

27

28

29

ID

10493857

10493795

10493863

10493844

10493887

10493784

10493839

10493941

10493853

10493870

10493935

10493777

10493826

10493872

10493947

UFCode

D3030

D3030

D3030

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

Component
Description

Split System

Split System
Ductless

Unit Ventilator

Pump

Pump

Pump

Packaged Unit

Packaged Unit

Packaged Unit

Packaged Unit

Packaged Unit

Packaged Unit

Packaged Unit
[RTU #1]

Packaged Unit
[RTU #3]

Packaged Unit
[RTU #4]

Attributes

Condensing

Unit/Heat Pump

Single Zone

approx/nominal 3
Ton, 751 to 1250

CFM

Distribution,

HVAC Chilled or
Condenser Water

Distribution,

HVAC Chilled or
Condenser Water

Distribution,

HVAC Chilled or
Condenser Water

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

Capacity

3.5TON

1 TON

5HP

5HP

5 HP

4 TON

4 TON

4 TON

12 TON

4 TON

4 TON

5 TON

12.5 TON

4 TON

Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building

Location Detail

Roof

Roof

Classrooms
General

Mechanical
Room

Mechanical
Room

Mechanical
Room

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Trane

Mitsubishi
Electric

U.S. Electrical
Motors

Baldor Reliance

U.S. Electrical
Motors

Carrier

Trane

Trane

Trane

Carrier

Trane

Trane

Trane
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Model Serial
4TTR4018L1000AA 15164JC7AF
MU-A09WA 4001666 T
T6448 D5E2H
EM3218T-8 F 1808211595

T6448 D5E2H

48FEEM20J3A5A3W7A0 3025P21105
YCD048C3HCBF Z15102475D
YCDO048C3HCBF Z15100849D
No dataplate No dataplate
48FEEM14J3A5A3F7A0 2925P60214
YHC060F3RHA1RM2B000060000B00000000000000  183113620L

YHH150G3RHBOFOEBOA1A600C0000000000000000 1827 10223D

A1RM2B000060000800000000000 183113608L

Dataplate Yr Barcode

2015

2014

2018

2000

2018

2000

2025

2015

2015

1995

1995

2025

2018

2018

2018

Qty

30



Index

30

31

32

33

34

35

36

37

38

39

40

41

42

43

44

ID

10493882

10493867

10493901

10493790

10493813

10493897

10493785

10493783

10493866

10493836

10493811

10493801

10493890

10493789

10493955

UFCode

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3050

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Packaged Unit
[RTU#14]

Packaged Unit
[RTU#2]

Packaged Unit
[RTU#5]

Packaged Unit

Packaged Unit
[RTU#8]

Packaged Unit
[RTU#9]

Packaged Unit
[RTU-11]

Packaged Unit
[RTU-17]

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan

Exhaust Fan
[BEF12]

Attributes

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

RTU, Pad or
Roof-Mounted

Roof or Wall-
Mounted, 10"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 24"
Damper

Roof or Wall-
Mounted, 16"
Damper

Capacity

4 TON

10 TON

4 TON

5 TON

4 TON

4 TON

5 TON

10 TON

500 CFM

1200 CFM

1725 CFM

1525 CFM

1500 CFM

2500 CFM

1075 CFM

Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Trane

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

PVI
INDUSTRIES

lllegible

Loren Cook
Company
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Model

YCD048C3HCBF

YHC120F3RHAOLOEBOA1A600C00000E0000000000

YSK048A3SOHOAHOE0000100000000000000000A0

YSKO060A3SOHOAHOE0000100000000000000000A0

YHC048F3RHA1RD2B0A1A600C0000000000000000

lllegible

YCDO60C3HOBF

No dataplate

24SEP33

150 ACE 150058

150C3B

150C8B

4H256

lllegible

135C10D

Serial

Z15100914D

182712821L

252611881L

252612022L

183012128L

188113662L

Z06100751D

No dataplate

lllegible

43SF96144-0070000701

14387140150000007021002

lllegible

lllegible

3455641397010001701040

Dataplate Yr Barcode Qty

2015

2018

2025

2025

2018

2018

2006

1995

2020

2020

2020

2005

2000

2000

2020



Index

45

46

47

48

49

50

51

52

53

54

55

56

57

58

ID

10493856

10493861

10493918

10493929

10493873

10493920

10493838

10493869

10493923

10493862

10493833

10493880

10493799

10493885

UFCode

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

D3060

Component
Description

Exhaust Fan

[EF-1]

Exhaust Fan
[EF-1]

Exhaust Fan
[EF-1]

Exhaust Fan
[EF13]

Exhaust Fan
[EF-2]

Exhaust Fan
[EF-2]

Exhaust Fan
[EF3]

Exhaust Fan
[EF-3]

Exhaust Fan
[EF-4]

Exhaust Fan
[EF-5]

Exhaust Fan
[EFL4]

Exhaust Fan
[FAI HOOD]

Exhaust Fan
[SF-16]

Exhaust Fan
[SF-17]

Attributes

Roof or Wall-
Mounted, 16"
Damper
Roof or Wall-
Mounted, 16"
Damper
Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-

Mounted, 16"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 12"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 10"
Damper

Roof or Wall-
Mounted, 16"
Damper

Roof or Wall-
Mounted, 16"
Damper

Capacity

1725 CFM

1361 CFM

1360 CFM

1075 CFM

1800 CFM

1075 CFM

1257 CFM

1725 CFM

527 CFM

1179 CFM

1075 CFM

250 CFM

1700 CFM

1725 CFM

Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building

Location Detail

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Roof

Manufacturer

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company

Loren Cook
Company
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Model

15003B

120C3B

120C2Bm

135C10D

180 ACE 18003

120C10D

54556-15970200007010502

210C3B

245C5B

135053

120C10D

12 PR

24SEP32

30SEP6B

Serial

14357140150000007010

34556549180100007010801

14536413970100007010401

34556413970100017020401

435824192-00/0001701

34556549180100017010801

100 CPV 50

143S57140150000018011002

14387140150000027011002

345564139701000600101

3455641397010002701040

34536413970100080010401

345564139701000037020

3458341337010307010402

Dataplate Yr Barcode Qty

2020

2020

2020

2020

2005

2020

2020

2020

2020

2005

2020

2020

2024

2020



Index

D40 Fire Protection

1

ID

10493797

UFCode

D4010

Component
Description

Backflow
Preventer

Attributes Capacity

Fire Suppression 6 IN

Building

Tuckerman
Center / Main
Building

Location Detail

Mechanical
oom

Manufacturer Model

Watts Regulator 709
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Serial

245173

Dataplate Yr Barcode

2000

Qty



Index ID

D50 Electrical

1 10493781
2 10493938
3 10493837
4 10493815
5 10493865

UFCode

D5020

D5020

D5020

D5020

D5040

Component
Description

Switchboard

Distribution
Panel

Distribution
Panel

Distribution
Panel

High Intensity
Discharge (HID)
Fixtures

Attributes Capacity Building
Tuckerman
120/208 V 2000 AMP Center / Main
Building
Tuckerman
120/208 V 400 AMP Center / Main
Building
Tuckerman
120/208 V 400 AMP Center / Main
Building
Tuckerman
120/208 V 400 AMP Center / Main
Building
Metal Halide, Tuckerman
Gymnasium Center / Main
Lighting, 400 W Building

Location Detail Manufacturer Model

Mechanical

Pow r line
Room

Cutler-Hammer

Gymnasium
Electrical
Room

Electrical
Room next to
Classroom 403

Cutler-Hammer PRL3A

Electrical
Room across
from Room 606

Gymnasium

et - [For Discussion Purpeses Omly

Serial

HLY17775 01

HLY17775 018

Dataplate Yr Barcode

2001

1995

2000

2000

2005

Qty

12
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Index ID UFCode Description Attributes Capacity Building Location Detail Manufacturer Model Serial Dataplate Yr Barcode Qty
D70 Electronic Safety & Security

Tuckerman
Electrical
1 10493884 D7050  Fire Alarm Panel Fully Addressable Center / Main j;:ca Fire-Lite No dataplate No dataplate 2025
Building



Index

ID

E10 Equipment

1

10493909

10493846

10493931

10493804

10493793

10493878

10493829

UFCode

E1030

E1030

E1030

E1030

E1030

E1040

E1040

Component
Description

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Foodservice
Equipment

Laboratory
Equipment

Healthcare
Equipment

Attributes

Commercial
Kitchen, 2-Bowl

Food Warmer,
Proofing Cabinet
on Wheels

Food Warmer,
Proofing Cabinet
on Wheels

Icemaker,
Freestanding

Refrigerator, 2-
Door Reach-In

Exhaust Hood, 4
LF

Defibrillator
(AED), Cabinet-
Mounted

Capacity

Building

Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building
Tuckerman
Center / Main
Building

Location Detail Manufacturer

Kitchen

Kitchen

Kitchen

Kitchen lce-O-Matic

Kitchen Victory

Classrooms
Science

Throughout
Building

Model

MF10500A3

RSA-20-87

et - [For Discussion Purpeses Omly

Serial

19051280011634

D1192152

Dataplate Yr Barcode Qty

2000

2018

2018

2019

1992

2000

2020 3
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