PROJECT NAME

GENERAL NOTES: WOODLIN ELEMENTARY

A.  INFORMATION SHOWN ON THIS DRAWING PERTAINING TO EXISTING

CONDITIONS HAS BEEN OBTAINED FROM AVAILABLE BUILDING DRAWINGS OR S C H O O L

GENERAL FIELD OBSERVATIONS AND MAY NOT INDICATE EXISTING

CONDITIONS IN DETAIL OR DIMENSION. DETERMINE EXISTING CONDITIONS PROJECT ADDRESS

PRIOR TO FABRICATION OR PERFORMANCE OF ANY WORK. SHOULD 2101 LUZERNE AVE
CONDITIONS BE DISCOVERED THAT PREVENT EXECUTION OF THE WORK AS

INDICATED, IMMEDIATELY NOTIFY THE ARCHITECT IN WRITING AND AWAIT SILVER SPRING MD 20910

DIRECTION BEFORE PROCEEDING WITH THE WORK.

B. THE GENERAL LOCATION OF UNDERGROUND UTILITIES INDICATED ARE NOT
TO BE ASSUMED TO BE ACCURATE OR COMPLETE. PRIOR TO EXCAVATING, DC Project No
FIELD CHECK AREAS WITH THE MOST ACCURATE INSTRUMENTS AVAILABLE, )
SUCH AS "FISHER LABS" PIPE AND CABLE LOCATORS.

219-20-00

Owner Project No. XXXX
C. SHOULD DISCREPANCIES BE DISCOVERED BETWEEN THE DRAWINGS AND

FIELD CONDITIONS, IMMEDIATELY NOTIFY THE ARCHITECT IN WRITING AND SWNER DEVELOPER
AWAIT DIRECTION BEFORE PROCEEDING WITH THE WORK.

D. NOTIFY "MISS UTILITY" (1-800-257-7777) AT LEAST FIVE (5) WORKING DAYS IVl O ntg 0 m e ry C O u nty

PRIOR TO STARTING SITE WORK.

E. PROVIDE UNDERGROUND CONDUITS IN CONCRETE-ENCASED DUCTBANK P u b I I C S C h O O | S

WHEN INSTALLED UNDER ROADS, PAVED AREAS, AND RETAINING WALLS.
PROVIDE DIRECTLY-BURIED CONDUITS UNDER SIDEWALKS AND UNPAVED
SURFACES.

F. COORDINATE ROUTING OF UNDERGROUND CONDUITS WITH LOCATIONS OF
PROPOSED TREES AND SHRUBS SHOWN ON LANDSCAPE PLANS. DO NOT RUN
UNDERGROUND CONDUITS WITHIN CRITICAL ROOT ZONE OF PROPOSED
TREES.
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G. PROVIDE 2 #8 + #8 GROUND IN 1" UNDERGROUND CONDUIT, UNLESS
OTHERWISE NOTED TO BE LARGER CONDUIT, FOR LIGHTING CIRCUITS AND
CONNECT TO LIGHT POLES INDICATED.

NUMBER ISSUED FOR DATE

H. PROVIDE ELECTRICAL HANDHOLE, UNLESS OTHERWISE NOTED. 1 SCHEMATIC DESIGN 10/06/20

2 35% DESIGN 02/22/21
BROOKVILLE ROAD [ EXISTING UTILITY POLE RELOCATE RISTING UTHIYPOLE SPECIFIC NOTES: DEVELOPEMENT

L ‘\ T e [T 3 ' @ COORDINATE WITH PEPCO FOR REMOVAL OF EXISTING PEPCO UTILITY 3 @0/0 CON. DOCUMENTS 06/22/21
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/ @ COORDINATE WITH PEPCO FOR REMOVAL OF EXISTING PEPCO UTILITY
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" e @ PROVIDE PEPCO SPLICE BOX. COORDINATE WITH PEPCO FOR EXACT
T, - LOCATION AND INSTALLATION REQUIREMENTS.

@ COORDINATE WITH PEPCO FOR UNDERGROUND PRIMARY LINES RUNNING
TO PEPCO SPLICE BOX.

UNDERGROUND PRIMARY LINE SERVING ORIGINAL SCHOOL.
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@ PROVIDE 2-WAY UNDERGROUND CONCRETE-ENCASED DUCTBANK
(FOR PEPCO-PROVIDED UNDERGROUND PRIMARY LINE).

@ REFER TO POWER RISER DIAGRAM 1/E261 AND PART PLAN 1/E221 FOR
CONNECTIONS, DUCTBANK SIZES, AND ADDITIONAL INFORMATION ON
ELECTRICAL EQUIPMENT AS NOTED.

@ PROVIDE COMMUNICATIONS HANDHOLE.

1 1 I ‘\ ! PROVIDE 4-WAY UNDERGROUND CONCRETE-ENCASED DUCTBANK FOR
AA H||H COMMUNICATIONS.
S= 7\ S S S S S S S \

o s 7\ S @ STUB-UP CONDUITS IN CHASE LOCATED IN HEALTH SUITE (WAITING AREA
7 \ 111, REST AREA 111A, TREATMENT / MED AREA 111E). REFER TO DRAWING
/ \ E311A FOR ADDITIONAL INFORMATION.

// ‘ e @_'#’ j%/_@ LB-246 \ = PROVIDE TWO 1-1/2" UNDERGROUND CONDUITS: ONE 1-1/2" CONDUIT FOR

n LIGHTING CIRCUIT TO POLE LIGHTS AND ONE 1-1/2" CONDUIT FOR FUTURE.
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W b _ _[2— A b 2L 2 y : @UTILITY @ PROVIDE 1-1/2" UNDERGROUND CONDUIT.
——(— — T . ’J\ I TRANSFORMER @ RUN EXTERIOR LIGHTING CIRCUITS VIA TIME CLOCK / TIME SWITCH TC-1 AND
K . ne AO [ = ] T [ I LIGHTING CONTACTOR. PROVIDE CIRCUITS AS FOLLOWS:
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@ RUN EXTERIOR LIGHTING CIRCUIT #4 VIA TIME CLOCK / TIME SWITCH TC-1

w
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| ELECTRICJ : 7 ~~o / AND LIGHTING CONTACTOR.
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I | ~—vo v STUB CONDUIT AT 18" ABOVE FLOOR IN TELECOM C111.
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1. LIGHTING CIRCUIT #1: TYPE AA1 POLE LIGHTS IN BUS LOOP.

2. LIGHTING CIRCUITS #2 AND #3: AA1/AA2 POLE LIGHTS IN MAIN
PARKING LOT.

\ WARREN STREET

TREATMENT/
MED AREA

@ PROVIDE TWO 2P-30A ENCLOSED SWITCHES IN NEMA 3R ENCLOSURES AND
MOUNT ADJACENT TO SCHOOL SIGN. COORDINATE EXACT LOCATION OF
ENCLOSED SWITCHES WITH SCHOOL SIGN MANUFACTURER. MAKE
CONNECTIONS TO SCHOOL SIGN REQUIRED FOR COMPLETE INSTALLATION.

@ SWITCHBOARD SB /
@ GENERATOR

(&) eneraTOR
ELECTRIC—T_L IN—TELE RO

PROVIDE TWO 1-1/2" UNDERGROUND CONDUITS: ONE 1-1/2" CONDUIT FOR
LIGHTING CIRCUIT TO POLE LIGHTS AND ONE 1-1/2" CONDUIT FOR POWER
T CIRCUITS TO SCHOOL SIGN.

@ COORDINATE WITH PEPCO FOR RELOCATION, REMOVAL, AND/OR
REPLACEMENT OF EXISTING UTILITY POLE.

WO O D L I N E L E M E N TA RY S C H O O L 7 COORDINATE WITH MONTGOMERY COUNTY FOR RELOCATION OF EXISTING

COUNTY FIBER HANDHOLE. EXTEND CONDUITS AS REQUIRED NECESSARY
FOR COMPLETE INSTALLATION.
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JPA Project No.: 7324-20

AFFIRMATION

Professional Certification. | hereby certify that these documents were
prepared or approved by me, and that | am a duly licensed professional
engineer under the laws of the state of Maryland, License No. 24861,
Expiration date: 02-24-2022.
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