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110079366 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit MECHANICAL ROOM 2032
2032 MECHANICAL 
ROOM

110079375 WASHABLE HVAC - Evaporator WIRE CLOSET 2032A WIRE CLOSET

110079376 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 2035
2035 MECHANICAL 
ROOM

110079377 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 2035
2035 MECHANICAL 
ROOM

110079378 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 2029
2029 MECHANICAL 
ROOM

110079379 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM
2028A MECHANICAL 
ROOM

110079380 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM
2028A MECHANICAL 
ROOM

110079381 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM
2024A MECHANICAL 
ROOM

110079382 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM
2021A MECHANICAL 
ROOM

110079383 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 2023
2023 MECHANICAL 
ROOM

110079384 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 2023
2023 MECHANICAL 
ROOM

110079387 WASHABLE HVAC - Evaporator ELEVATOR ROOM 1064 1064 ELEVATOR ROOM
110079388 CB PLEATED 10 16X20X2 3 HVAC - Air Handling Unit MECHANICAL ROOM
110079389 CB PLEATED 10 20X25X2 1 HVAC - Air Handling Unit MECHANICAL ROOM
110079389 CB PLEATED 10 20X20X2 1 HVAC - Air Handling Unit MECHANICAL ROOM
110079390 CB PLEATED 10 20X20X2 2 HVAC - Air Handling Unit MECHANICAL 1078A MECHANICAL

110079415 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 1065
1065 MECHANICAL 
ROOM

110079416 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 1065
1065 MECHANICAL 
ROOM

110079417 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 1073
1073 MECHANICAL 
ROOM

110079418 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 1073
1073 MECHANICAL 
ROOM

110079419 CB PLEATED 10 16X20X2 2 HVAC - Air Handling Unit MECHANICAL ROOM 1079
1079 MECHANICAL 
ROOM

110079420 CB PLEATED 10 8 7/8X33 5/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS IN STAIWELL #4

110079421 CB PLEATED 10 8 7/8X33 5/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS
OVERHEAD IN HALL BY 
STAIWELL #4

110091139 CB PLEATED 10
15 1/2X15 
1/2X1 3/4 2 HVAC - Air Handling Unit Roof Equipment

ROOF OVER LOCKER 
AREA BY GYM

110091139 CB PLEATED 10
15 1/2X24 
1/2X1 3/4 2 HVAC - Air Handling Unit Roof Equipment

ROOF OVER LOCKER 
AREA BY GYM

110091139 CB PLEATED 10
11 1/4X25 
1/4X1 3/4 4 HVAC - Air Handling Unit Roof Equipment

ROOF OVER LOCKER 
AREA BY GYM

110091139 CB PLEATED 10
15 1/2X11 
1/4X1 3/4 8 HVAC - Air Handling Unit Roof Equipment

ROOF OVER LOCKER 
AREA BY GYM

110091140 CB PLEATED 10
15 1/2X15 
1/2X1 3/4 2 HVAC - Air Handling Unit Roof Equipment

ROOF OVER LOCKER 
AREABY GYM

110091140 CB PLEATED 10
15 1/2X24 
1/2X1 3/4 2 HVAC - Air Handling Unit Roof Equipment

ROOF OVER LOCKER 
AREABY GYM
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110091140 CB PLEATED 10
11 1/4X25 
1/4X1 3/4 4 HVAC - Air Handling Unit Roof Equipment

ROOF OVER LOCKER 
AREABY GYM

110091140 CB PLEATED 10
11 1/4X15 
1/2X1 3/4 8 HVAC - Air Handling Unit Roof Equipment

ROOF OVER LOCKER 
AREABY GYM

110091141 CB PLEATED 10
15 1/2X15 
1/2X1 3/4 2 HVAC - Energy Recovery Unit

MECHANICAL IN 
STORAGE 2010C

2010C1 MECHANICAL IN 
STORAGE 2010C

110091141 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit
MECHANICAL IN 
STORAGE 2010C

2010C1 MECHANICAL IN 
STORAGE 2010C

110091142 CB PLEATED 10
15 1/2X15 
1/2X1 3/4 2 HVAC - Air Handling Unit

MECHANICAL IN 
STORAGE 2010C

2010C1 MECHANICAL IN 
STORAGE 2010C

110091142 CB PLEATED 10
15 1/2X24 
1/4X1 3/4 2 HVAC - Air Handling Unit

MECHANICAL IN 
STORAGE 2010C

2010C1 MECHANICAL IN 
STORAGE 2010C

110091142 CB PLEATED 10
11 1/4X25 
1/4X1 3/4 4 HVAC - Air Handling Unit

MECHANICAL IN 
STORAGE 2010C

2010C1 MECHANICAL IN 
STORAGE 2010C

110091142 CB PLEATED 10
11 1/4X15 
1/2X1 3/4 1 HVAC - Air Handling Unit

MECHANICAL IN 
STORAGE 2010C

2010C1 MECHANICAL IN 
STORAGE 2010C

110091143 CB PLEATED 10
11 1/4X15 
1/2X1 3/4 8 HVAC - Air Handling Unit

MECHANICAL IN 
STORAGE 2010C

2010C1 MECHANICAL IN 
STORAGE 2010C

110091143 CB PLEATED 10
11 1/4X25 
1/4X1 3/4 4 HVAC - Air Handling Unit

MECHANICAL IN 
STORAGE 2010C

2010C1 MECHANICAL IN 
STORAGE 2010C

110091146 CB PLEATED 10
15 1/2X24 
1/4X1 3/4 2 HVAC - Air Handling Unit MECHANICAL 2006 2006 MECHANICAL

110091146 CB PLEATED 10
11 1/4X25 
1/4X1 3/4 8 HVAC - Air Handling Unit MECHANICAL 2006 2006 MECHANICAL

110091147 CB PLEATED 10
15 1/2X24 
1/4X1 3/4 2 HVAC - Air Handling Unit MECHANICAL 2006 2006 MECHANICAL

110091159 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2007A MECHANICAL

110091160 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump
COLLEGE INSTITUTE 
OFFICE 2007B OFFICE

110091161 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2007C OFFICE

110091162 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump COLLEGE INSTITUTE 2007
2007 COLLEGE 
INSTITUTE

110091163 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2004A MECHANICAL
110091164 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2004A MECHANICAL

110091165 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump TV EDITING ROOM
2004H TV EDITING 
ROOM

110091166 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump TV CONTROL ROOM
2004C TV CONTROL 
ROOM

110091167 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump TV EDITING ROOM
2004G TV CONTROL 
ROOM

110091168 CB PLEATED 10 25X25X2 6 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2002A MECHANICAL
110091169 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2001A MECHANICAL
110091170 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2001A MECHANICAL

110091171 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump MEDIA CENTER OFFICE
2000A MEDIA CENTER 
OFFICE

110091172 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump
MEDIA CENTER 
WORKROOM

2000C MEDIA CENTER 
WORKROOM

110091173 CB PLEATED 10 20X20X2 4 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2096C MECHANICAL
110091174 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2096C MECHANICAL
110091175 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2096E OFFICE
110091176 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2096D OFFICE
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110091177 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2094A MECHANICAL
110091178 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2093A MECHANICAL
110091179 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2090A MECHANICAL
110091180 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2090A MECHANICAL
110091181 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2089 2089 MECHANICAL
110091182 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2089 2089 MECHANICAL
110091183 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2088A MECHANICAL
110091184 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2084A MECHANICAL
110091185 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2080A MECHANICAL
110091186 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2080A MECHANICAL
110091187 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2080A MECHANICAL
110091188 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2079A MECHANICAL
110091189 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2076A MECHANICAL
110091190 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2076A MECHANICAL
110091191 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2075A MECHANICAL
110091192 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2075A MECHANICAL
110091203 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2070B MECHANICAL
110091204 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2070B MECHANICAL
110091205 CB PLEATED 10 20X20X2 1 rm MECHANICAL MECHANICAL
110091206 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL MECHANICAL
110091207 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2062B MECHANICAL
110091208 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2062B MECHANICAL
110091209 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2060A MECHANICAL
110091210 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2062C OFFICE
110091211 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump CLASSROOM 2066C OFFICE
110091212 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2066D OFFICE
110091213 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2058 2058 OFFICE
110091214 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2074B OFFICE
110091215 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2074A OFFICE
110091216 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2071A MECHANICAL

110091217 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2071A  MECHANICAL
110091218 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2071 2071 OFFICE
110091219 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2069 2069 OFFICE
110091220 WASHABLE HVAC - Evaporator WIRE 2067A WIRE
110091221 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2059A MECHANICAL
110091222 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2059A MECHANICAL
110091223 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2059A MECHANICAL
110091346 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump MAIN OFFICE 1000 1000 MAIN OFFICE
110091347 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump MAIN OFFICE 1000 1000 MAIN OFFICE
110091348 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump ATTENDANCE 1000A ATTENDANCE
110091349 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump WORKROOM 1000B WORKROOM
110091350 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump CONFERENCE 1000D CONFERENCE
110091351 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1000E OFFICE
110091352 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1000F OFFICE
110091353 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1000J OFFICE
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110091354 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump COPY ROOM 1000K COPY ROOM
110091355 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1000M OFFICE
110091356 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1000P OFFICE
110091358 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump STORAGE 1000Q STORAGE
110091359 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1000R OFFICE
110091360 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1000S OFFICE
110091361 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1000W OFFICE
110091362 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1000Y OFFICE
110091363 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1000BB MECHANICAL
110091364 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1000BB MECHANICAL

110091365 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump COUNSELING SUITE 1001
1001 COUNSELING 
SUITE

110091366 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001A OFFICE
110091367 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001B OFFICE
110091368 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001U OFFICE
110091369 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001D OFFICE
110091370 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001C OFFICE
110091371 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001E OFFICE
110091372 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001G OFFICE
110091373 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001S OFFICE
110091374 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump CONFERENCE 1001R OFFICE
110091375 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001H OFFICE
110091376 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001J OFFICE
110091377 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump WORKROOM 1001L OFFICE
110091378 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001M OFFICE
110091379 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001F OFFICE
110091380 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1001K OFFICE
110091381 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE HEALTH 1017A OFFICE HEALTH
110091382 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE HEALTH 1017B OFFICE HEALTH
110091383 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE HEALTH 1015A OFFICE HEALTH

110091384 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump CONFERENCE HEALTH
1015C CONFERENCE 
HEALTH

110091386 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump CONFERENCE HEALTH
1015E CONFERENCE 
HEALTH

110091387 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump WELLNESS CENTER 1015
1015 WELLNESS 
CENTER

110091388 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE HEALTH 1015H OFFICE HEALTH

110091389 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump HEALTH RECORDS
1015L HEALTH 
RECORDS

110091390 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump HEALTH EXAM 1015N HEALTH EXAM
110091391 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump HEALTH EXAM 1015P HEALTH EXAM
110091392 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump HEALTH EXAM 1015R HEALTH EXAM
110091393 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE HEALTH 1015K HEALTH EXAM
110091394 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS HALL

110091395 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit
VESTIBULE BY MAIN 
GYM

VESTIBULE BY MAIN 
GYM
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110091396 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit
VESTIBULE BY MAIN 
GYM

VESTIBULE BY MAIN 
GYM

110091397 WASHABLE HVAC - Evaporator TICKET BOOTH 1010 1010 TICKET BOOTH
110091404 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1035 1035 OFFICE

110091405 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICIALS/LOCKER 1037
1037 
OFFICIALS/LOCKER

110091406 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1039 1039 OFFICE
110091407 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS REAR GYM HALL
110091408 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE COACH 1043 1043 OFFICE COACH
110091409 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump BOYS PE OFFICE 1016A BOYS PE OFFICE
110091410 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump PE CONFERENCE 1018 1018 PE CONFRENCE
110091411 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump GIRLS PE OFFICE GIRLS PE OFFICE
110091412 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump COACK OFFICE 1051 1051 COACK OFFICE
110091413 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS HALL BY 1050
110091415 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1061 1061 MECHANICAL
110091416 WASHABLE HVAC - Evaporator WIRE 1044 1044 WIRE
110091417 CB PLEATED 10 8 7/8X33 5/8X1 1 HVAC - Fan Coil Unit TEAM ROOM #6 1046 1046 TEAM ROOM #6
110091418 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit TEAM ROOM #8 1048 1048 TEAM ROOM #8
110091419 CB PLEATED 10 8 7/8X61 1/2X1 1 HVAC - Fan Coil Unit GIRLS LOCKER 1049 1049 GIRLS LOCKER

110091420 CB PLEATED 10 8 7/8X33 5/8X1 1 HVAC - Fan Coil Unit
GIRLS LOCKER 
BATHROOM

1049A GIRLS LOCKER 
BATHROOM

110091430 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit TEAM ROOM #5 1040 1040 TEAM ROOM #5
110091431 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit TEAM ROOM #4 1038 1038 TEAM ROOM #4
110091432 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump TRAINING 1034 1034 TRAINING
110091433 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit TEAM ROOM #3 1032 1032 TEAM ROOM #3
110091434 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit TEAM ROOM #2 1030 1030 TEAM ROOM #2

110091435 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS
TEAM ROOM 
CORRIDOR

110091436 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump STORAGE 1028 1028 STORAGE
110091437 CB PLEATED 10 8 7/8X34X1 1 HVAC - Fan Coil Unit TEAM LOCKER #1 1026 1026 TEAM LOCKER #1
110091438 CB PLEATED 10 8 7/8X61X1 1 HVAC - Fan Coil Unit BOYS LOCKERS 1045 1026 TEAM LOCKER #1

110091439 CB PLEATED 10 8 7/8X33 5/8X1 1 HVAC - Fan Coil Unit BOYS BATHROOM
1045A BOYS 
BATHROOM

110091440 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump TICKET BOOTH 1053 1053 TICKET BOOTH
110091441 CB PLEATED 10 20X25X2 6 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1062 1062 MECHANICAL
110091442 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS HALL
110091443 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS HALL
110091444 CB PLEATED 10 20X25X2 6 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1052 1056 MECHANICAL
110091445 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS HALL
110091451 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS LEFT STAGE CORRDOR

110091469 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS
CORRIDOR OUTSIDE OF 
AUTOBODY

110091470 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1090E OFFICE
110091480 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1092C OFFICE
110091489 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1094 1094 MECHANICAL
110091490 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1094 1094 MECHANICAL
110091491 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1085 1095MECHANICAL
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110091492 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1085 1095 ECHANICAL

110091493 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STAIRWELL
STAIRWELL #3 LOWER 
LEVEL

110091494 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump CONFERENCE HEALTH
1015J CONFERENCE 
HEALTH

110091495 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump CONFERENCE HEALTH
1015J CONFERENCE 
HEALTH

110091496 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1029 1029 MECHANICAL
110091497 CB PLEATED 10 20X20X2 4 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1023 1023 MECHANICAL
110091498 CB PLEATED 10 20X20X2 4 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1023 1023 MECHANICAL
110091499 CB PLEATED 10 20X20X2 4 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1023 1023 MECHANICAL
110091501 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1109 1109 MECHANICAL
110091502 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1109 1109 MECHANICAL
110091503 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1104A MECHANICAL
110091504 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1104A MECHANICAL
110091505 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump CONFERENCE 1110 1110 CONFERENCE
110091506 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1113C MECHANICAL
110091507 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1113C MECHANICAL
110091508 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1116 1116 MECHANICAL
110091509 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1116 1116 MECHANICAL
110091521 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1093 1093 MECHANICAL
110091522 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1093 1093 MECHANICAL
110091523 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1100A MECHANICAL
110091524 WASHABLE HVAC - Evaporator WIRE 1119 1119 WIRE
110091525 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1117A OFFICE
110091526 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1120B MECHANICAL
110091527 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1121 1121 MECHANICAL
110091528 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1121 1121 MECHANICAL
110091529 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1122C MECHANICAL
110091530 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1122C MECHANICAL
110091531 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1127 1127 MECHANICAL
110091532 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1127 1127 MECHANICAL
110091533 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1135 1135 MECHANICAL
110091534 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1135 1135 MECHANICAL
110091535 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1138 1138 OFFICE
110091576 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1136 1136 OFFICE
110091577 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit RECEIVING 1134 1134 RECEIVING
110091578 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit RECEIVING 1134 1134 RECEIVING
110091579 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump WORKROOM 1142 1142 WORKROOM
110091580 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump STAFF LOUNGE 1144 1144 STAFF LOUNGE
110091581 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump STAFF LOUNGE 1144 1144 STAFF LOUNGE
110091582 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump Gaithersburg HS PIT BY LUNCH ROOM
110091583 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump Gaithersburg HS PIT BY LUNCH ROOM
110091584 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STAIRWELL 2 STAIRWELL

110091585 CB PLEATED 10 8 7/8X33 5/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS
CORRIDOR BY LUNCH 
ROOM
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110091586 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit KITCHEN OFFICE 1148F KITCHEN OFFICE
110091587 NO FILTER HVAC - Evaporator KITCHEN 1148 1148 KITCHEN
110091588 NO FILTER HVAC - Evaporator KITCHEN 1148 1148 KITCHEN
110091589 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit KITCHEN 1148 1148 KITCHEN
110091590 WASHABLE HVAC - Evaporator DRY ROOM 1148A DRY ROOM
110091591 CB PLEATED 10 16X25X2 16 HVAC - Energy Recovery Unit Roof Equipment ROOF OVER KITCHEN
110091592 CB PLEATED 10 20X20X2 8 HVAC - Inground (Geothermal) Heat Pump Roof Equipment ROOF OVER KITCHEN
110091592 CB PLEATED 10 16X20X2 4 HVAC - Inground (Geothermal) Heat Pump Roof Equipment ROOF OVER KITCHEN
110091593 CB PLEATED 10 20X20X2 8 HVAC - Inground (Geothermal) Heat Pump Roof Equipment ROOF OVER KITCHEN
110091593 CB PLEATED 10 16X20X2 4 HVAC - Inground (Geothermal) Heat Pump Roof Equipment ROOF OVER KITCHEN
110091596 CB PLEATED 10 7 1/2X19 1/2X2 6 HVAC - Air Handling Unit Roof Equipment ROOF OVER KITCHEN
110091601 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1152A  MECHANICAL
110091602 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1152A  MECHANICAL

110091610 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE/YEARBOOK 1149
1149 
OFFICE/YEARBOOK

110091611 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1151 1151 MECHANICAL
110091612 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1156A MECHANICAL
110091613 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1156A MECHANICAL
110091614 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1155 1155 MECHANICAL
110091615 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1155 1155 MECHANICAL
110091616 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS MAIN STAIR AREA
110091617 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS MAIN STAIR AREA

110091619 CB PLEATED 10 10X60X1 1 HVAC - Fan Coil Unit VESTIBULE
MAIN ENTRANCE 
VESTIBULE

110091620 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1162A MECHANICAL
110091621 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1162A MECHANICAL
110091626 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2014A  MECHANICAL
110091627 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2014A  MECHANICAL
110091628 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2012A  OFFICE
110091629 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2010B  OFFICE
110091630 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump WORKROOM 2010A WORKROOM
110091631 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2008A  MECHANICAL
110091632 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2008A  MECHANICAL
110091641 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2056 2056 MECHANICAL
110091642 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2056 2062 MECHANICAL
110091644 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2019 1000E OFFICE
110091645 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2055A MECHANICAL
110091646 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2055A MECHANICAL
110091647 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2050A MECHANICAL
110091648 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2050A MECHANICAL
110091649 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2049F OFFICE
110091650 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2049A OFFICE
110091651 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2048 2048 OFFICE

110091652 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STAIRWELL
STAIRWELL #3 UPPER 
LEVEL
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110091653 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STAIRWELL
STAIRWELL #3 UPPER 
LEVEL

110091654 CB PLEATED 10 20X20X2 1 1 MECHANICAL 2045 2045 MECHANICAL
110091655 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2041 2041 MECHANICAL
110091656 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 2041 2041 MECHANICAL
110091657 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2039B OFFICE
110091659 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2068A OFFICE
110091661 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STAIRWELL STAIRWELL 5
110091668 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3022A MECHANICAL
110091669 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3022A MECHANICAL
110091670 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit GIRLS BATHROOM 3028 3028 GIRLS BATHROOM
110091671 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit BOYS BATHROOM 3026 3026 BOYS BATHROOM
110091672 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3016A MECHANICAL
110091673 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3016A MECHANICAL
110091674 WASHABLE HVAC - Evaporator WIRE 3014A WIRE
110091675 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3014A MECHANICAL

110091676 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STAIRWELL
STAIRWELL 6 UPPER 
LEVEL

110091686 WASHABLE HVAC - Evaporator
ELEVATOR CONTROL 
ROOM

3012B ELEVATOR 
CONTROL ROOM

110091688 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3025 3025 MECHANICAL
110091689 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3025 3025  MECHANICAL
110091690 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3030A MECHANICAL
110091691 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3030A MECHANICAL
110091692 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3031A MECHANICAL
110091693 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3031A MECHANICAL
110091694 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3034A MECHANICAL
110091695 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3034A MECHANICAL
110091696 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 3040 3040 OFFICE
110091697 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3040A MECHANICAL
110091698 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3040A MECHANICAL
110091705 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STORAGE 3033A STORAGE
110091706 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STAIRWELL 4 STAIRWELL
110091710 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STORAGE 3048A STORAGE

110091711 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STAIRWELL
STAIRWELL #3 UPER 
LEVEL

110091717 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3052B MECHANICAL
110091718 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3052B MECHANICAL
110091730 WASHABLE HVAC - Evaporator WIRE 3045 3045 WIRE
110091731 CB PLEATED 10 20X20X2 4 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3039 3039 MECHANICAL
110091732 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3057A MECHANICAL
110091733 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3039 3039 MECHANICAL
110091734 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3053 3053 MECHANICAL
110091735 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3056B MECHANICAL
110091736 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3056B MECHANICAL
110091737 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3056B MECHANICAL
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110091746 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STORAGE 3051A STORAGE
110091747 CB PLEATED 10 20X20X2 4 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3010A MECHANICAL
110091748 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3010A MECHANICAL
110091749 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3009A MECHANICAL
110091750 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3009A MECHANICAL
110091751 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3006A MECHANICAL
110091752 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3006A MECHANICAL
110091753 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3005A MECHANICAL
110091754 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3005A MECHANICAL
110091755 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3002A MECHANICAL
110091756 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3002A MECHANICAL
110091757 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STORAGE 3000C STORAGE
110091758 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3000B MECHANICAL
110091759 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 3000A OFFICE
110091760 CB PLEATED 10 20X20X2 4 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3003B MECHANICAL
110091761 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 3003 3003 OFFICE
110091762 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 3003D OFFICE
110091763 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 3083 3083 OFFICE
110091764 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 3082A OFFICE
110091765 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3080B MECHANICAL
110091766 WASHABLE HVAC - Evaporator WIRE 3080A WIRE
110091767 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STORAGE 3080 3080 STORAGE
110091771 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3081 3081 MECHANICAL
110091772 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STORAGE 3081 STORAGE
110091773 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3076A MECHANICAL
110091774 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3077A MECHANICAL
110091775 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3077A MECHANICAL
110091776 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3074A MECHANICAL
110091777 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3047A MECHANICAL
110091778 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump CLASSROOM 3005 3005 MECHANICAL
110091779 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3073A MECHANICAL
110091780 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3072A MECHANICAL

110091781 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STAIRWELL
3 STAIRWELL UPPER 
LEVEL

110091782 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump WORKROOM 3071 3071 WORKROOM
110091783 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3068A MECHANICAL
110091788 CB PLEATED 10 20X20X2 1 11 MECHANICAL 3064A MECHANICAL
110091789 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3064A MECHANICAL
110091790 CB PLEATED 10 20X20X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3061A MECHANICAL
110091791 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3059B MECHANICAL
110091792 CB PLEATED 10 20X25X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 3059B MECHANICAL
110091793 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL ROOM 3060B CLASSROOM
110091794 CB PLEATED 10 20X20X2 4 HVAC - Inground (Geothermal) Heat Pump MECHANICAL ROOM 3060B MECHANICAL
110091796 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit STORAGE 3054A STORAGE
110091808 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
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110091812 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
110091813 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF

110091818 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment
ROOF OVER AUTO 
SHOP

110091825 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
110091827 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
110091829 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
110091830 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
110091831 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
110091832 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
110091835 CB PLEATED 10 16X25X2 4 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
110091835 CB PLEATED 10 20X25X2 2 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF
110091857 CB PLEATED 10 16X25X2 20 HVAC - Energy Recovery Unit Roof Equipment TOP ROOF

110091859 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump
OBSERVATION/STORAG
E

1160A 
OBSERVATION/STORAG
E

110091860 WASHABLE HVAC - Evaporator WIRE 1004 1004 WIRE
110091861 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump SECURITY OFFICE 1002 1002 SECURITY OFFICE
110091862 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 1002A OFFICE
110091863 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump HEALTH LAB 1015Q HEALTH LAB
110091864 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE HEALTH 1015B OFFICE HEALTH

110091865 CB PLEATED 10 16X20X2 16 HVAC - Energy Recovery Unit Roof Equipment
ROOF OVER AUTO 
SHOP

110091866 CB PLEATED 10 16X25X2 4 HVAC - Energy Recovery Unit Roof Equipment
ROOF OVER AUTO 
SHOP

110091867 CB PLEATED 10 16X20X2 1 HVAC - Energy Recovery Unit Roof Equipment
ROOF OVER AUTO 
SHOP

110091868 CB PLEATED 10
19 1/2X19 
3/4X2 6 HVAC - Air Handling Unit Roof Equipment ROOF OVER AUTO LAB

110091869 CB PLEATED 10 24X30X2 1 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 1128 1128 MECHANICAL
110091876 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump SCHOOL STORE 1146 1146 SCHOOL STORE
110091881 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2061 2061 OFFICE
110091882 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2048B OFFICE
110091883 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2048A OFFICE
110091884 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump OFFICE 2095A OFFICE
110094189 CB PLEATED 10 20X25X2 6 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 314G MECHANICAL
110094190 CB PLEATED 10 20X25X2 6 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 314G MECHANICAL
110094191 CB PLEATED 10 20X25X2 6 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 314F MECHANICAL
110094192 CB PLEATED 10 20X25X2 6 HVAC - Inground (Geothermal) Heat Pump MECHANICAL 314F MECHANICAL
110098064 CB PLEATED 10 7 3/4X30 5/8X1 1 HVAC - Inground (Geothermal) Heat Pump CONFERENCE 2068B CONFERENCE
110124216 CB PLEATED 10 8 7/8X19 1/8X1 1 HVAC - Fan Coil Unit Gaithersburg HS HALLWAY


