RFI #1 - MCPS BCC High School - Questions & Answers

1: General Conditions and Specifications - II. Contract Administration, Section E. - Please
confirm that the Maryland Buy American Steel Act does not apply to this project if the steel
required is under 10,000 Ibs.

A: Comply with state of Maryland laws.

2: Due to the project being scheduled to be completed during the summer break of 2026,
please confirm whether MCPS will allow for additional material escalation costs beyond the
contractor’s control once the equipment is ordered in spring of 2026 (if applicable).

A: No escalation in cost for material.
3: Please confirm that there are no prevailing wage rate requirements for this project.
A: Correct.

4: Is full time on-site supervision required from the prime contractor or will it be
acceptable for the elevator subcontractor’s foreman to act as the supervisor when only
elevator-specific work is taking place?

A: Contractor is responsible for the project from start to completion.
5: Question 5) Please confirm that new elevator pit sump pumps are not required.
A: Bid as specified.

6: Will the new mechanical equipment be required to be integrated into the building
automation system (BAS)? If so, please provide the main point of contact for the
incumbent BAS provider.

A: No, the new ductless split system is not required to be connected to BAS.

7: Please clarify what the security requirements will be for the elevators. Will the
contractor be responsible for the low voltage device installation (CCTV, card readers,
etc.) or will ownership provide security provisions under a separate contract?

A: MCPS utilizes Power-over-Ethernet (PoE) network video surveillance (CCTV) cameras.
Provide network data cables per symbols list for communications outlet on Drawing
E001. Per symbols list for card reader on Drawing E001: Card reader shall be provided
by MCPS. Provide cabling for card reader from box to nearest MDF or telecom closet.
Cabling shall be per MCPS requirements. Coordinate with MCPS for termination of
cabling within MDF or telecom closet.

8: Please confirm the contractor is responsible for running new network cabling to the
elevator machine room to meet ASME 17.1 2019 coder requirements for the elevator cab
two-way communications system.

A: Per symbols list for two-gang outlet box for communications on Drawing E001: Provide
three RJ-45 data jacks at outlet box and three Category 6 data cables from data jacks to



existing patch panel at existing data rack in nearest MDF or telecom closet and make
connections.

9: Approximately when will be the anticipated NTP?

A: After the Board of Education approval of contract.

10: Will damp-proofing of the elevator pit floors and walls be required for this project?
A: Damp proofing at the pit floors and walls will not be required for this project.

11: Please confirm which company is the incumbent fire alarm servicer for the school.
A: Convergint

12: Please confirm that all work on site will occur during normal working hours.

A: Yes, unless extended hours are requested by the installing contractor.

13: Please clarify the extent/scope for the elevator parts and labor warranty that is to be
provided with the base bid scope.

A: Two-year warranty coverage to include all parts and labor.

14: Please define the extent/scope for the elevator maintenance that is to be provided with
the base bid scope. Note that the bid form has a segregated cost for elevator maintenance
(separate from the base bid).

A: The Maintenance Division will decide after project complete if they want to award the
maintenance to installer.

15: If MCPS elects to not accept the segregated pricing for elevator maintenance, will the
contractor be required to respond to elevator callbacks due to warranty issues for the
installed materials even if the elevator equipment is not actively maintained?

A: MCPS maintains all elevator as required by code and manufactures.

16: We recommend including the elevator maintenance in the base bid and revising the bid
form to eliminate any potential defects caused by neglected elevator maintenance within
the 2 year warranty period.

A: Unfortunately, MCPS is not allowed to use Capital Budget funds to preform Operating
budget functions.



