Subject: RFI #2 — Elevator Modernization at Goshen ES — IFB #9786.1

Information Required:

1) The drawings indicate to retain the machine room door; however, it was observed on site that
the existing machine room door does not have the code-required 1.5-hour fire rating. Please
confirm the contractor is to replace the machine room door to meet code.

Response: Per code, the machine room door should match the horizontal assembly. As such, the door
should have a resistance rating of 60 minutes.

2) Please provide the feeder size for the new elevator mainline electrical feeders.

Response: Feeder size has been added to the BR Panel.

3) Information on the drawings contradict the size and voltage of the new elevator motor (see
note 5 on sheet E002). Please clarify the requirements.

Response: Note 5 on sheet E002 has been corrected.

4) Please confirm that all fire alarm devices are to remain in place as the drawings state to both
retain and to replace in some areas.

Response: All fire alarms are to remain, we have corrected the drawing.

5) Are we to assume that the lighting in the elevator can be reconnected to the existing circuit and
controls?

Response: We have given a circuit to the lighting and controls for the elevator, as shown in plan.
6) New work electrical drawings on the lower level shows a symbol for a new GFCI. Please confirm
this is correct and if yes, please indicate if a new circuit is required.

Response: Yes, it is a GFCl receptacle and we have shown a new circuit for it.



